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Description of the Work
PROJECT NAME:  IS Bldg. 7355 Emergency Power Improvements
PW# or IFB#: CLMB315
CIP ID#: 6001.067
PROJECT MANAGER: Alison von Stein
PROJECT TYPE: Electrical Improvements
PROJECT LOCATION: 3011 Employee Ave., Austin, TX 78719
ESTIMATED COST OF CONSTRUCTION: $1,065,000
PROJECT DESCRIPTION (The Work consists of, but is not limited to): 
Electrical: Install temporary generator for duration of project, remove two (2) existing

generators, install new precast electrical room, install metering and service disconnect, install

new auto transfer switch lineup, install new permanent generator, transfer existing main

distribution panel from existing utility transformer to new distribution, gut two (2) existing

transfer switches, remove temporary generator.

Civil: Grading, pad and drainage improvements for the proposed electrical building,

transformer pads, generator, and source switchgear.

Architectural: The existing generator room will be converted into a conference room. This will

require removal of two exterior doors in the room to be replaced with concrete masonry wall

construction to match adjacent aesthetics. Inside of the new room metal furring, insulation,

and gypsum wallboard finishes will be applied to the exterior masonry walls to achieve

adequate thermal insulation and acoustics for a conference room and to conceal telephone,

data outlets, and convenience power outlets. An acoustic tile ceiling will be installed to provide

adequate acoustics and house lighting, HVAC, and life safety elements, as well as supports for

ceiling mounted video equipment.

Related Renovation Work: Replacement of interior masonry partitions with conventional

metal stud and gypsum wall board construction. The replacement walls will be located to

optimize the usable space in the new conference room and adjacent Break Room. The work

includes two conference room doors and changes to the adjacent break room finishes and

cabinetry with one new sink. As a part of the project, UPS Room 114 will be converted to an

office and receive new paint and carpet, and replacement of damaged ceiling tiles.

Mechanical: Addition of a split system direct expansion (DX) unit with an intake louver for

outside air.

Plumbing: Installation of new lavatory sink in break room.
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