Bidding Requirements, Contract Forms and Conditions of the Contract

ADDENDUM
Section 00900

ADDENDUM No. TWO

Date: October 24, 2011

City of Austin
Project Name: Austin Energy Town Lake Center, 5" Floor Office Renovations

IFB No. CLMC 335

This Addendum forms a part of Contract and clarifies, corrects or modifies original Bid
Documents, dated October 3, 2011. Acknowledge receipt of this addendum in space
provided on the bid form. Failure to do so may subject bidder to disqualification.

AL Project Manual Revisions:

1. Section 087100, item 3.7.C - Door Hardware Set No. 3, add to Door 518A the
following additional hardware: 1 Auto Opener 4642 LCN; 2-Push Button
8310-856T LCN. Note: Place this hardware 3 feet away from door on North
Wall mounted 48 inches above floor; Field Verify Placement with Architect.

2. Section 230993 Sequence of Operations 1.5.A revise “Exhaust Fan” to “Rest
Room Exhaust Fan”.

3. In Section 101100 Visual Display Surface, in 2.2.A.1, and in 2.3.A., add
American Visual Display Products, LLC as an acceptable manufacturer.

B. Drawing Revisions:

PLUMBING
1. Drawing P-2, revise as noted on attached drawing SK-05 as noted below:

a. Floor drains added beneath ice makers.

b. Trap primers added for floor drains.

¢. Drain boxes for RPZ discharge removed and discharge now routed to floor drain.
2. Drawing P-4, revise as noted on attached drawing SI(-06 as noted below:

a. Floor drain and Ice Maker added to Plumbing Fixture Schedule.

b. Model number and purpose clarified for Ice Maker Outlet Box.
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ELECTRICAL
I. Drawing E-2, revise as noted on attached drawing SK-01 as noted below:

a. Add AC manual motor controller for local disconnect for all instantaneous water
heaters.

b. New 45 KVA transformer shown in Electrical Room. Transformer to be wall-
mounted high on wall.

2. Drawing E-3, revise as noted on attached drawing SK-02, SK-03 & SK-04, as noted below:
a. Panelboard ‘H5A’ revised to add circuit breaker for new Transformer ‘T5A’.
b. Panelboard ‘H5A” revised to delete lockout device at new Instantaneous Water
Heaters.
c. Panelboard ‘L5A’ revised to provide GFCI circuit breaker for EWC-1.
d. Electrical One-Line Diagram revised to add new 45 KV A Transformer ‘T5A’, revise
feeder for new Panelboard ‘L5A’ and feeder to new Panelboard ‘H5A”,

3. Mechanical Drawings
Sheet M-1 and M-2 Add Note to read:
“Refer to Architectural drawings for phasing area designations”.

Sheet M-3:
Revise detail 6 per sketch SK-M1

This agldendum consists of __9 _ pages.

— -~
Approved by Owner

DOonciow Do w7554 )
Approved by Engineer/Architect %*E‘f?— P \ :I!_.“" *}/,f
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ELECTRICAL FLOOR PLAN

NEW INSTANTANEOUS WATER HEATER, FURNISH AND INSTALL
3/4'C - 2812 & M2 & AND HOMERUN TO PANEL., FURNISH AND
INSTALL 30 AMP AC MOUNTED MOTOR CONTROLLER AS A

DISCONNECT, HUBBELL HBL1832D, OR EQUAL.
(TYPICAL FOR WH-).
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NEW INSTANTANEOUS WATER HEATER. FURNISH AND INSTALL
30 AMP AC MOUNTED MOTOR CONTROLLER AS A DISCONNECT,
HUBBELL HBL7832D, OR EQUAL. (TYFICAL FOR WH-2).

Austin Energy ' SHEET INFO. SHEET NO.

Town Lake Center
Sth Floor Office Renovations REVISED DETAIL 1/E-2 SK-01
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PLUMBING FLOOR PLAN

PROVIDE REDUCED PRESSURE ZONE TYFPE BACKFLOW
PREVENTER, MODEL. RP4A BY APOLLO, WITH AIR &AP
DEVICE, IN I/2"CH LINE TO ICE MAKER & ROUTE RPZ
DISCHARGE TO ED-| BENEATH ICE MAKER.

PROVIDE SI0UX CHIEF MODEL 6495-01 TRAFP PRIMER IN
I/2"CIW SUPPLY TO ICE MAKER. ROUTE TO ER-L AND SPILL

INDIRECT,

CONNECT FLOOR DRAIN PLUMBING TO NEAREST WASTE
AND VENT PIPE (PRESUMABLE FROM ADJACENT SINK),
COORDINATE ANT REQ'D WORK ON THE 4TH FLOOR w/
BLD& OWNER & TENANT. COORDINATE SLAB
PENETRATIONS W/ ANY EXISTING POST-TENSION CABLES.
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