Bidding Requirements, Contract Forms and Conditions of the Contract
ADDENDUM
Section 00900

ADDENDUM No.: 3

Project Information: Date: January 9, 2014

City of Austin

Project Name: Green WTP Redevelopment - Street Extensions Phase 1
C.I.P. ID No.: 7328.014

This Addendum forms a part of Contract and clarifies, corrects or modifies original Bid Documents,
dated December 9, 2013. Acknowledge receipt of this addendum in space provided on bid form.
Failure to do so may subject bidder to disqualification.

Changes to the Project Manual and Drawings:

A. Project Manual Revisions: None

B. Drawing Revisions:
1. Sheet 12: Replace with the attached Sheet 12,
2. Sheet 13: Replace with the attached Sheet 13.
3. Sheet 14: Replace with the attached Sheet 14.
4. Sheet 42: Replace with the attached Sheet 42,

ts of 5 (five) page(s)/sheet(s).
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NOTES:

2. Conduits shall not be routed across walkways, paths of
access, travel, or egress. Route beneath gratings, in
concrete structures, or around equipment. Do not route .
in conflict with other piping, conduits, equipment, or

structures.

3. All items shown in bold are proposed. Everything else is

.existing.

4. Contractor shall be responsible for obtaining any and ali
permits associated with the work. The costs of the

permits, if any, shall be borne by the Contractor.

5. See specifications for wire types.

6. All above ground conduit shall be rigid galvanized steel
unless otherwise shown. All underground conduit except

for 90° bends ond risers shall be sch. 40 PVC.

Splice conductors inside proposed pull boxes and with 3M

submersible splice kits or equal.

Contractor shall coordinate with Austin Energy and

Contractor of Block 1 building for location of ornamental

lighting equipment inside proposed building.
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