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Description of the Work
PROJECT NAME:  Davis Water Treatment Plant Treated Water Discharge System
PW# or IFB#: CLMC 569
CIP ID#: 2015.041
PROJECT MANAGER: Imane Mrini
PROJECT TYPE: Construction
PROJECT LOCATION: Davis WTP, 3500 West 35th street, Austin, TX 78703
ESTIMATED COST OF CONSTRUCTION: $34,254,847
PROJECT DESCRIPTION (The Work consists of, but is not limited to): The Work shall include furnishing all tools, labor, materials, equipment, and miscellaneous items necessary for the construction of the “Davis Water Treatment Plant Treated Water Discharge System” project, City of Austin Capital Improvement Project Number 2015.041 . This Contract includes, briefly and without force and effect upon the documents, the following:

1. Install erosion, sedimentation and tree protection control devices.

2. Install temporary fence and temporary construction road, demolish existing fence between limits shown on drawings.

3. Construction of a new Medium Service Pump Station as shown on PLANS.

4. Demolition/relocation of existing piping and ductbanks.

5. Demolition of existing Clearwell Drain pump station

6. Excavation support system for excavation of the proposed pumpstation

7. Temporary 42-inch bypass piping

8. Miscellaneous site piping, valves and valve vaults

o 54-inch gate valve, valve vault and piping connecting to exsting 54-inch TM

o 42-inch gate valve, valve vault and piping connecting to exsting 42-inch TM

o 54-inch/60-inch/72-inch suction piping including on 54-inch isolation gate valve and three 72-inch isolation butterfly valves. Connecting 60-inch proposed piping to existing 60-inch pipe

o Replacing two 48-inch gate valves on effluent piping from CW2 and CW3 with new valves, and valves vault reconstruction.

o 14-inch storm water discharge line and concrete vault on connection to 30-inch CW2 overflow

o 12-inch process water line

o 4-inch drain line

o 24-inch storm water line from

o 30-inch backwash water supply line

o 24-inch CW4 drain line

o 8- inch cooling water return line

9. Proposed 24-inch storm water line

10. Storm water inlets, manholes and pipes for the new MSPS including 24-inch storm pipe to new manhole on existing storm drain.

11. Miscellaneous electrical ductbanks and electrical manholes

12. Retaining walls, sidewalk, stairs and final grading.
13. Site lighting.

14. New driveway (north and south) for access to the proposed pump station.

15. Demolition of the Existing MSPS and associated piping.

16. Modifications to the Filter Building:

o Installation of the new 30-inch backwash water supply line and connecting the new line to the exiting piping within Filter Building.

o Installating of a 30-inch butterfly valve.

17. Modifications to the High Service Pump Station:

o Installation of 4 new TEWAC motor and all associated appurtenances;

o Replacing of one 30-inch valve and two 48-inch valve butterfly valves on suction piping;

o Blasting and recoating of suction piping within HSPS.

18. Removal of the temporary construction road, demolition of the temporary fence and construction of the permanent fence.

19. Removal of all construction debris and site clean up and revegetation

20. All remaining and associated items of work contained in the Contract Documents work as shown on PLANS.
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