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NOTES:

1. THIS PROJECT IS LOCATED WITHIN THE ONION CREEK WATERSHED, COLORADO
WATERSHED AND CARSON CREEK WATERSHED WHICH ARE CLASSIFIED AS AN SUBURBAN
WATERSHED, AND SHALL BE DEVELOPED, CONSTRUCTED, AND MAINTAINED IN ACCORDANCE
WITH CHAPTER 25-8 OF THE CITY OF AUSTIN LAND DEVELOPMENT CODE.

2. NO PORTION OF THIS TRACT IS WITHIN THE 100—YEAR FLOOD PLAIN OF ANY
WATERWAY THAT IS WITHIN THE LIMITS OF STUDY OF THE FEDERAL FLOOD INSURANCE
ADMINISTRATION FIRM PANEL #48453C0610H, DATED SEPTEMBER 26, 2008 FOR TRAVIS
COUNTY, TEXAS.

3. THIS PROJECT IS NOT WITHIN THE EDWARDS AQUIFER RECHARGE ZONE AS DEFINED
BY THE CITY OF AUSTIN.
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ELEVATOR REFURBISHMENT RE-BID S e

A—FP-01 OVERALL BAGGAGE LEVEL PLAN
A—FP-02 OVERALL APRON LEVEL PLAN

- A—FP-03 OVERALL CONCOURSE LEVEL PLAN
A—FP-04 OVERALL MEZZANINE LEVEL PLAN
.. A—FP-05 OVERALL PENTHOUSE LEVEL PLAN

A—-FP-G1  GARAGE ELEVATORS #1, 2 & 3
A—-FP—G2  GARAGE ELEVATORS #4, 5 & 6
C_ I P NO 6001093 A-DT—00  GARAGE ELEVATOR DETAILS
A—FP=T1  TERMINAL ELEVATOR #1
FDU NO 4911'8107'A245 A—FP-T2  TERMINAL ELEVATORS #2, 2A & 2B

A—FP-T3  TERMINAL ELEVATOR #3

I F B NO CLMC578A A—FP—T4  TERMINAL ELEVATOR #4

N . . A—FP-T5  TERMINAL ELEVATOR #5
A—FP-T6  TERMINAL ELEVATORS #8 & 13

A—FP-T7  TERMINAL ELEVATOR #10

A—FP-T8  TERMINAL ELEVATOR #11

BID DOCUMENTS e
GARAGE ELEVATOR #1, 2, 3, 4, 5 & 6 MECHANICAL PLANS

M—FP—G1

DATE: AUGUST 8. 2016 M—=FP-T1 TERMINAL ELEVATOR #10, 11 & 14 MECHANICAL PLAN

P—FP-T1 TERMINAL ELEVATOR #8 & 13

E-FP-G1 GARAGE ELEVATOR #1, 2, 3 ELECTRICAL PLANS
E-FP-C2 GARAGE ELEVATOR #4, 5, 6 ELECTRICAL PLANS

E-FP-T3 TERMINAL ELEVATOR #3
E-FP-T4 TERMINAL ELEVATOR #4
E-FP-T5 TERMINAL ELEVATOR #5
E-FP-T6 TERMINAL ELEVATOR #6
E-FP-T7 TERMINAL ELEVATOR #7
E-FP-T8 TERMINAL ELEVATOR #8 & 13
E-FP-TS TERMINAL ELEVATOR #10
E-FP—T10 TERMINAL ELEVATOR #11
«SITE E—FP—T11 TERMINAL ELEVATOR #14

E—-SH-01 ELECTRICAL SCHEDULES

SITE LOCATION MAP

MAYOR
STEVE ADLER
MAYOR PRO TEM
KATHIE TOVO

CITY COUNCIL MEMBERS
ORA HOUSTON DON ZIMMERMAN
DELIA GARZA LESLIE POOL
SABINO RETERIA ELLEN TROXCLAIR
GREGORIO CASAR KATHIE TOVO

E-FP-T1 TERMINAL BAGGAGE LEVEL OVERALL ELECTRICAL PLAN
E-FP-T2 TERMINAL CONCOURSE LEVEL OVERALL ELECTRICAL PLAN

ANN KITCHEN SHER[ GALLO AMERICANS WITH DISABILITIES ACT

4. THE ENVIRONMENTAL INSPECTOR HAS THE AUTHORITY TO CHANGE OR MODIFY
EROSION /SEDIMENTATION CONTROLS, PER SECTION 25-8-183 OF THE CITY OF AUSTIN'S MARC A. OTT

LAND DEVELOPMENT CODE.

CITY MANAGER

PREPARED BY:

I .
_— [l ENGINEERING CONSULTANTS
RS&H, Inc.
8140 N. Mo Pac Expy., Bldg. 2, Suite 100 TBPE Firm
Al

ustin, Texas 78759 1141
512-279-5427 FAX 512-459-2233

8500 Bluffstone Cove, Suite B-103
Austin, Texas 78759 | 512.338.1101

www.rsandh.com
Texas Registaton Nos. BR 751 F-3401

THE CITY OF AUSTIN HAS REVIEWED THIS PLAN FOR COMPLIANCE WITH CITY
DEVELOPMENT REGULATIONS ONLY THE APPLICANT, PROPERTY OWNER, AND
OCCUPANT OF THE PREMISES ARE RESPONSIBLE FOR DETERMINING WHETHER THE
PLAN COMPLIES WITH ALL OTHER LAWS, REGULATIONS, AND RESTRICTIONS WHICH
MAY BE APPLICABLE TO THE PROPERTY AND ITS USE.

ALL RESPONSIBILITY FOR THE ADEQUACY OF THESE PLANS REMAINS WITH
THE ENGINEER\ARCHITECT WHO PREPARED THEM. IN REVIEWING THESE
PLANS, THE CITY OF AUSTIN MUST RELY UPON THE ADEQUACY OF THE
WORK QF THE DESIGN ENGINEER.

RELEASE OF THIS APPLICATION DOES NOT CONSTITUTE A VERIFICATION OF ALL
DATA. INFORMATION ~AND CALCULATIONS SUPPLIED BY THE APPLICANT. ALL
RESPONSIBILITY FOR THE ADEQUACY OF THESE PLANS REMAINS WITH THE
ENGINEER. APPROVAL OF THESE PLANS BY THE CITY OF AUSTIN DOES NOT
REMOVE THESE RESPONSIBILITIES.

(ALTERNATE)

TERMINAL & PARKING GARAGE ELEVATOR REFURBISHMENT - L3245




GENERAL NOTES:

1. BASEBID:
WORK PERFORMED TO REFURBISH GARAGE ELEVATORS
1-6 & TERMINAL FREIGHT ELEVATORS 4 & 515 TO BE
INCLUDED AS PART OF THE BASE BID

2. ALTERNATES:
WORK PREFORMED TO REFURBISH REMAINING TERMINAL
ELEVATORS IS TO BE BROKEN DOWN INTO BID

ALTERNATES AS FOLLOWS:

ALTERNATE A TERMINAL ELEVATOR 3
ALTERNATE B: TERMINAL ELEVATORS6& 7
ALTERNATE C: TERMINAL ELEVATOR 8
ALTERMATE D: TERMINAL ELEVATOR 10
ALTERNATE E: TERMINAL ELEVATOR 11
ALTERNATE F: TERMINAL ELEVATOR 14
ALTERNATE G TERMINAL ELEVATOR 1
ALTERNATE H: TERMINAL ELEVATORS 2A & 28

3. THERE I5 NO ARCHITECTURAL FINISH WORK ON TERMINAL
ELEVATOR 13
4. ELEVATOR NUMBERS 9 & 12 ARE NOT USED

GARAGE ELEVATORS #4, 5 & 6

GARAGE ELEVATORS #1,2 &3

ELEVATOR #1
ELEVATOR #2
ELEVATOR #4
ELEVATOR #3*
ELEVATOR #10*
ELEVATOR #14*

ELEVATORS #2A & 28
ELEVATOR #5
ELEVATOR #7*
ELEVATOR #6
ELEVATOR #11*
ELEVATORS #8" & 13"

*ELEVATOR DOES NOT STOP AT THIS LEVEL

BAGGAGE LEVEL
/7 OVERALL PLAN

<

Wi e e e

oy ——

WORK OF

RS&H

RS&H, Inc.
8140 N. Mo Pac Expy., Bldg. 2, Sulte 100
Austin, Texas TET59
512-270-5427 FAX 512-450.2233

www.rsandh.com
Texns Ragistraton Nes. SR 751 * F.u01
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OVERALL BAGGAGE LEVEL PLAN
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GARAGE ELEVATORS #4,5 & 6

GARAGE ELEVATORS #1,2 &3
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GENERAL NOTES:

1. BASEBID:
WORK PERFORMED TO REFURBISH GARAGE ELEVATORS
1-6 & TERMINAL FREIGHT ELEVATORS 4 & 51S TO BE
INCLUDED AS PART OF THE BASE BID.

ELEVATOR #1*
ELEVATOR #2*

ELEVATORS #2A* & 2B7
ELEVATOR #5

2 ALTERNATES ELEVATOR #4 ELEVATOR #7*
ELEVATORS 15 T0 BE BROKEN DOWN NTOBID ELEVATOR #3* ELEVATOR #6

ALTERNATES AS FOLLOWS:

ELEVATOR #10 ELEVATOR #11
ALTERNATE A: TERMINAL ELEVATOR 3
ALTERNATE B: TERMINAL ELEVATORS 6 & 7 ELEVATOR #14 ELEVATORS #8 & 13
ALTERNATE C: TERMINAL ELEVATOR 8
ALTERNATE D: TERMINAL ELEVATOR 10 *
ATERWATED,  TERMINAL ELEVATOR 0 ELEVATOR DOES NOT STOP AT THIS LEVEL P
ALTERNATE F: TERMINAL ELEVATOR 14

ALTERNATE G:
ALTERNATE H:

TERMINAL ELEVATOR 1
TERMINAL ELEVATORS 2A & 2B SCALE

1" = 80" HORIZONTAL SCALE

APRON LEVEL
/4 OVERALL PLAN

@ SCALE: 1"=80"—0"

3. THERE IS NO ARCHITECTURAL FINISH WORK ON TERMINAL
ELEVATOR 13
4. ELEVATOR NUMBERS 9 & 12 ARE NOT USED

ALL RESPONSIBILITY FOR THE ADEQUACY OF THESE PLANS
REMAINS WITH THE ENGINEER WHO PREPARED THEM. IN
REVIEWING THESE PLANS, THE CITY OF AUSTIN MUST RELY
UPON THE ADEQUACY OF THE WORK OF THE DESIGN ENGINEER.

AUSTIN-BERGSTROM INTERNATIONAL AIRPORT DRAWING: DESCRIPTION: é(;iWNNO'éY: ié&%w}o“
Rsm OVERALL APRON LEVEL PLAN CHECKED BY: FG
COORD. CHECK: MW
FILE NAME: A—FP—-02—N.dw
\ ] DATE: 25JUL16
RS8H, Inc. ELEVATOR REFURBISHMENT RE-BID M L [ A C | AR A5 NOTED
suON. e i 1ol ute 10 . Fl6 | H
512.279.5427 FAX 512.459-2233 Austln_-Bergst_rom T A_ F P _02
www.rsandh.com International Airport
Toras Reglsration Nos.BR 751 *F-3401 ABIA Project No.: 13245 |FDU No.: 4911-8107—-A245]CIP No.: 5001.093 | No.| Date lssue Description By | KEY MmaAP 3 0F 35




GARAGE ELEVATORS #4,5 & 6

GARAGE ELEVATORS #1,2 &3

ELEVATOR #1 ELEVATORS #2A & 2B
ELEVATOR #2 ELEVATOR #5
ELEVATOR #4 ELEVATOR #7
ELEVATOR #3 ELEVATOR #6*
ELEVATOR #10 ELEVATOR #11

GENERAL NOTES:

1. BASEBID:
'WORK PERFORMED TO REFURBISH GARAGE ELEVATORS
1-6 & TERMINAL FREIGHT ELEVATORS 4 & 51S TO BE
INCLUDED AS PART OF THE BASE BID.

2. ALTERNATES:
'WORK PREFORMED TO REFURBISH REMAINING TERMINAL
ELEVATORS IS TO BE BROKEN DOWN INTO BID

ALTERNATES AS FOLLOWS: ELEVATOR #14 ELEVATORS #8 & 13
ALTERNATE A: TERMINAL ELEVATOR 3 *ELEVATOR DOES NOT STOP AT THIS LEVEL
ALTERNATE B: TERMINAL ELEVATORS 6 & 7 [} 40" 80 160"
ALTERNATE C: TERMINAL ELEVATOR 8
ALTERNATE D: TERMINAL ELEVATOR 10
ALTERNATE E: TERMINAL ELEVATOR 11 SCALE
AL T CONCOURSE LEVEL 1 - 9 vonzowma son
ALTERNATE H: TERMINAL ELEVATORS 2A & 2B /_\ ALL RESPONSIBILITY FOR THE ADEQUACY OF THESE PLANS
Al OVERALL PLAN REMAINS WITH THE ENGINEER WHO PREPARED THEM. IN
3. THERE IS NO WORK ON TERMINAL ELEVATOR 13 @ SCALE: 1"=80"-0" REVIEWING THESE PLANS, THE CITY OF AUSTIN MUST RELY
4 ELEVATOR NUMBERS 0 & 12 ARE NOT USED UPON THE ADEQUACY OF THE WORK OF THE DESIGN ENGINEER.

BID DOCUMENTS OVERALL CONCOURSE LEVEL PLAN |-texes 50 ¢

R 5 ' ’ AUSTIN-BERGSTROM INTERNATIONAL AIRPORT DRANING DESCEPT o1 08 Ho:___215-2613-0¢4

COORD. CHECK: MW

FILE NAME: A—FP—03—N.dwg|
[ ] DATE: 25JUL16
RS8H, Inc. ELEVATOR REFURBISHMENT RE-BID M L [ A c E A 1S A5 NOTED
8140 N. M(;Pac E)Erpy.‘ Es\7t18g7,52é Suite 100 F 5 H

ustin, Texas -
512-279-5427 FAX 512-459-2233 Austin-Be rg strom U - -

Wi rsandh com International Airport A FP 03
Texas Registration Nos. BR 751 * F-3401

ABIA Project No.: L3245 |FDU No.: 4911-8107-A245|CIP No.: 6001.093 | No.| Date Issue Description By KEY MAP 4 OF 35
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GENERAL NOTES:

1. BASEBID:

'WORK PERFORMED TO REFURBISH GARAGE ELEVATORS
1-6 & TERMINAL FREIGHT ELEVATORS 4 & 51S TO BE
INCLUDED AS PART OF THE BASE BID.

2. ALTERNATES:

'WORK PREFORMED TO REFURBISH REMAINING TERMINAL
ELEVATORS IS TO BE BROKEN DOWN INTO BID

ALTERNATES AS FOLLOWS:

ELEVATOR #1
ELEVATOR #2
ELEVATOR #4
ELEVATOR #3
ELEVATOR #10
ELEVATOR #14

ELEVATORS #2A* & 2B*
ELEVATOR #5
ELEVATOR #7
ELEVATOR #6*
ELEVATOR #11
ELEVATORS #8* & 13

ALTERNATE A:
ALTERNATE B:
ALTERNATE C:
ALTERNATE D:
ALTERNATE E:
ALTERNATE F:
ALTERNATE G:
ALTERNATE H:

TERMINAL ELEVATOR 3
TERMINAL ELEVATORS 6 & 7
TERMINAL ELEVATOR 8
TERMINAL ELEVATOR 10
TERMINAL ELEVATOR 11
TERMINAL ELEVATOR 14
TERMINAL ELEVATOR 1
TERMINAL ELEVATORS 2A & 2B

3. THERE IS NO WORK ON TERMINAL ELEVATOR 13
4. ELEVATOR NUMBERS 9 & 12 ARE NOT USED

*ELEVATOR DOES NOT STOP AT THIS LEVEL

MEZZANINE LEVEL
OVERALL PLAN

(2

—FP—04 SCALE: 1"=80"-0"

03 peg
Stiauboy

Yoy

SCALE

1" = 80" HORIZONTAL SCALE

160"

ALL RESPONSIBILITY FOR THE ADEQUACY OF THESE PLANS
REMAINS WITH THE ENGINEER WHO PREPARED THEM. IN
REVIEWING THESE PLANS, THE CITY OF AUSTIN MUST RELY
UPON THE ADEQUACY OF THE WORK OF THE DESIGN ENGINEER.

RSsH

RS&H, Inc.
8140 N. Mo Pac Expy., Bldg. 2, Suite 100
Austin, Texas 78759
512-279-5427 FAX 512-459-2233

www.rsandh.com
Texas Registration Nos. BR 751 * F-3401

BID DOCUMENTS

Austin-Bergstrom
International Airport

AUSTIN-BERGSTROM INTERNATIONAL AIRPORT

DRAWING DESCRIPTION:

ELEVATOR REFURBISHMENT RE-BID

OVERALL MEZZANINE LEVEL PLAN

JOB NO.:

215-2613-044

DRAWN BY:

KB

CHECKED BY: FG

ABIA Project No.: L3245 FDU No.: 4911-8107-A245|CIP No.: 6001.093

No.

Date

Issue Description

By KEY MAP
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COORD. CHECK: MW

FILE NAME: A—FP—04—N.dwq|
DATE: 25JUL16
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GENERAL NOTES:

1. BASEBID:

WORK PERFORMED TO REFURBISH GARAGE ELEVATORS
1-6 & TERMINAL FREIGHT ELEVATORS 4 & 51S TO BE
INCLUDED AS PART OF THE BASE BID.

2. ALTERNATES:

@®-

ELEVATOR #1*
ELEVATOR #2*
ELEVATOR #4

CENTER LINE OF BUILDING

WORK PREFORMED TO REFURBISH REMAINING TERMINAL
ELEVATORS IS TO BE BROKEN DOWN INTO BID
ALTERNATES AS FOLLOWS:

ALTERNATE A:
ALTERNATE B:
ALTERNATE C:
ALTERNATE D:
ALTERNATE E:
ALTERNATE F:
ALTERNATE G:
ALTERNATE H:

TERMINAL ELEVATOR 3
TERMINAL ELEVATORS 6 & 7
TERMINAL ELEVATOR 8
TERMINAL ELEVATOR 10
TERMINAL ELEVATOR 11
TERMINAL ELEVATOR 14
TERMINAL ELEVATOR 1
TERMINAL ELEVATORS 2A & 2B

ELEVATOR #3*
ELEVATOR #10*
ELEVATOR #14*

ELEVATORS #2A* & 2B*
ELEVATOR #5
ELEVATOR #7*
ELEVATOR #6*
ELEVATOR #11*
ELEVATORS #8* & 13*

* ELEVATOR DOES NOT STOP AT THIS LEVEL

PENTHOUSE LEVEL

3. THERE IS NO WORK ON TERMINAL ELEVATOR 13
4. ELEVATOR NUMBERS 9 & 12 ARE NOT USED

/#\ OVERALL PLAN

—FP-09 SCALE: 1"=80"-0"

SCALE
1" = 80" HORIZONTAL SCALE

REC Ty
ypioN pu9 Hodly

80’ 160"

03 0f g
Stisuboyy

Yoy

ALL RESPONSIBILITY FOR THE ADEQUACY OF THESE PLANS
REMAINS WITH THE ENGINEER WHO PREPARED THEM. IN
REVIEWING THESE PLANS, THE CITY OF AUSTIN MUST RELY
UPON THE ADEQUACY OF THE WORK OF THE DESIGN ENGINEER.

RSsH

RS&H, Inc.

8140 N. Mo Pac Expy., Bldg. 2, Suite 100
Austin, Texas 78759

512-279-5427 FAX 512-459-2233

www.rsandh.com
Texas Registration Nos. BR 751 * F-3401

Austin-Bergstrom
International Airport

AUSTIN-BERGSTROM INTERNATIONAL AIRPORT

ELEVATOR REFURBISHMENT RE-BID

DRAWING DESCRIPTION:

OVERALL PENTHOUSE LEVEL PLAN

JOB NO.: 215-2613-044

DRAWN BY: KB

CHECKED BY: FG

ABIA Project No.: L3245 |FDU No.: 4911-8107—-A245|CIP No.: 6001.093

No.| Date Issue Description

By

KEY MAP

o

COORD. CHECK: MW

FILE NAME: A—FP—05—N.dw
DATE: 25JUL16
SCALE: AS NOTED
SHEET NO.

6 OF 35




TYP. ELEVATOR MANUFATURER- KONE CORPORTATION

7
]

] '
INSTALL STONE SURROUNDS MADE FROM 4/

ABIA SALVAGED GRANITE AT EACH ELEVATOR,
TYPICAL ALL LEVELS, COORDINATE SOURCING &
PREPARATION OF GRANITE WITH ABIA

ELEVATOR #1, 2 & 3
A3 CONCOURSE LEVEL PLAN

SCALE: 1/4"= 1’=0"

]
]

] '
INSTALL STONE SURROUNDS MADE FROM 4/

ABIA SALVAGED GRANITE AT EACH ELEVATOR,
TYPICAL ALL LEVELS, COORDINATE SOURCING &
PREPARATION OF GRANITE WITH ABIA

(2
—FP-G1,

ELEVATOR #1, 2 & 3
APRON LEVEL PLAN

SCALE: 1/4"= 1'-0"

AT ELEVATOR #3 THERMOSTAT IS
MISSING COVER, REPLACE COVER,

DAMAGED S8 FACE PLATE AT OXIDIZED & RUSTED CEILING PANELS, DAMAGED OR MISSING S8 FACE

EMERGENCY PHONE, REPLACE REFINISH ALL CEILING PANELS & APPLY PLATE AT EMERGENCY PHONE,

S8 FACE PLATE A POWDER COAT FINISH, TYPICAL REPLACE SS FACE PLATE & AC EQUIPMENT
AT EACH ELEVATOR, RE: A5/A-DT-00 INTERIOR COVER —

|
NOTE: AT EACH GARAGE ELEVATOR

- CLEAN ALL STAINLESS STEEL (SS) WALL PANELS OF SURFACE STAINS

- CAB FLOOR DAMAGED, REPLACE ENTIRE FLOOR W/ MEDIUM PATTERN
NON-POLISHED FINISH TYPE 304 SS DIAMOND PLATE FLOORING, 3" THICK,
REPLACE SUBSTRATE WITH MARINE GRADE PLYWOOD. PLYWQOD
THICKNESS TC MATCH EXISTING SUBSTRATE. INSTALL FLOORING OVER
SUBSTRATE PER MANUFACTURERS RECOMMENDATION. SUBMIT SAMPLE
TO ARCHITECT FOR APPROVAL. RE: A4/A-DT-00

- REPLACE EXISTING BASE W/ HEAVY DUTY 12 GAUGE SS BASE TO MATCH Al

\L INTERIOR DOOR PANELS,

CLEAN SURFACE STAINS & REPLACE SMALL
KICK PLATE W/ 12" HIGH SS KICK PLATE,
TYPICAL AT EACH ELEVATOR, RE: A3/A-DT-00

ELEVATOR #1, 2 & 3
BAGGAGE LEVEL PLAN

CONFIRM COMPATIBILITY W/ PROPOSED

\L UPPER LAMINATED PANELS

DELAMINATING, REPLACE PANELS
WITH 8S TO MATCH LOWER PANELS,
TYPICAL AT EACH ELEVATOR, RE: A2/A-DT-00

SCALE: 1/4"= 1’=0"

STAINLESS STEEL FINISH IN ELEVATOR, RE: A1/A-DT-00 “FP—01

ELEVATOR #1, 2 & 3
CONCOURSE LEVEL PICTURE

SCALE: Not to Scale

FIELD CONFIRM DIMENSION TO WALL PRIOR
TO CUTTING SALVAGED GRANITE SURROUND

EQ EQ

JOINTLINES, TYP ——————
REFER TO SPECIFICATIONS
FOR JOINT SIZE

—_—
x

p—

EQ

1'-6"

REMOVE DIRECTION INDICATOR &
PROVIDE CUT QUT IN GRANITE
RE-INSTALL AFTER NEW SURROUND

IS INSTALLED AT EACH ELEVATOR,
EXTEND ELECTRICAL BOXES AS REQUIRED,
TYPICAL ALL LEVELS

INSTALL STONE SURROUNDS MADE FROM

ABIA SALVAGED GRANITE AT EACH ELEVATOR, o
TYPICAL ALL LEVELS, GRANITE- COLD SPRING

GRANITE FLAMED FINISHTEXAS PEARL.

1" THICK WALL PANELS

=

NOTE: GRANITE FOR OPENING SURROUNDS AT
GARAGE ELEVATORS IS PROVIDED BY THE
OWNER. OWNER'S STONE INCLUDES PIECES
SALVAGED FROM PREVIOUS PROJECT OR
REMAINING EXTRA STONE SLABS.
CONTRACTOR SHALL HAVE THE STONE
RE-MANUFACTURED AND SHALL INSTALL
STONE PANELS BY USING A MECHANICAL
ANCHOR SYSTEM PER STONE
MANUFACTURERS INSTALLATION
RECOMMENDATIONS FOR THE AREAS SPECIFIC
CONDITION. CONFIRM THE STRUCTURAL
STABILITY OF THE ELEVATOR CORE WALL AS
AN APPROPRIATE BACKING FOR ANCHOR
SYSTEM. REFER TO SPECIFICATIONS

2

EQ

2

JOINTLINE, TYP —

¥ INSTALL NEW ELEVATOR DIGITAL

POSITION INDICATOR CENTERED ABOVE
EACH ELEVATOR DOOR; LONG HORIZONTAL
MOUNT OPTION, GASKETTED STAINLESS
STEEL ENCLOSURE AND FACEPLATE
WITH BLUE DOT MATRIX CHARACTERS,
PROVIDE POWER AND WIRING TO
ELEVATOR CONTROLLER AS PER
MANUFACTURER, TYPICAL ALL

LEVELS

— REMOVE ELEVATOR SIGNAGE &
RE-INSTALL AFTER NEW SURRCUND
IS INSTALLED AT EACH ELEVATOR,
TYPICAL ALLLEVELS

1'-0"

TYPICAL ENLARGED
AB SURROUND ELEVATION

ELEVATOR #1, 2 & 3
APRON LEVEL PICTURE

A4

SCALE: Not to Scale

@ SCALE: 3/4"= 1'=0"
_ _ CONCOURSE
LEVEL
NOTE:

ELEVATOR #1, 2 & 3
BAGGAGE LEVEL PICTURE

—FP-G1

TYPICAL ALL LEVELS
SCALE: Not to Scale

INSTALL STONE SURROUNDS MADE FROM
ABIA SALVAGED GRANITE AT EACH ELEVATOR,

ELEVATOR #1, 2 & 3
GARAGE SIDE ELEVATION

SCALE: 1/4"= 1'-0”

A
—FP-G1,

_ _ APRON
LEVEL
*
.
2.5
&|ld
o| 42
22|+
o =’ =
o’ 40" 80’ 160"
— _ _ BAGGAGE
LEVEL
SCALE

THIS SHEET MAY ONLY BE A PORTION OF THE WORK TO TO BE
DONE TO REFURBISH GARAGE ELEVATORS 1-3, REFER TO ALL
SPECIFICATIONS, DRAWINGS, NARRATIVES, ETC. FOR FULL
SCOPE OF WORK FOR THESE ELEVATORS.

WORK PERFORMED TO REFURBISH GARAGE ELEVATORS 1-3 IS
TO BE INCLUDED AS PART OF THE BASE BID.

1" = 80" HORIZONTAL SCALE

ALL RESPONSIBILITY FOR THE ADEQUACY OF THESE PLANS
REMAINS WITH THE ENGINEER WHO PREPARED THEM. IN
REVIEWING THESE PLANS, THE CITY OF AUSTIN MUST RELY
UPON THE ADEQUACY OF THE WORK OF THE DESIGN ENGINEER.

AUSTIN-BERGSTROM INTERNATIONAL AIRPORT DRAWING: DESCRIPTION: JD(;/B\WNNOEY: ié&%w}o“
GARAGE ELEVATORS #1,2 & 3 CHECKED BY: FG
COORD. CHECK: MW
FILE NAME: A—FP—G1—N.dw:
] DATE: 25JUL16
RSEH, ELEVATOR REFURBISHMENT RE-BID APl ———
e Yo Taag 020 . H
512.279-5427 FAX 5124592233 Austln_-Bergst_rom A_ F P - G 1
www.rsandh.com International Airport
Toras Reglsration Nos.BR 751 *F-3401 ABIA Project No.: 13245 |FDU No.: 4911-8107—-A245]CIP No.: 5001.093 | No.| Date lssue Description By | KEY MmaAP 7 OF 35




ELEVATOR #4, 5, & 6
/% CONCOURSE LEVEL PLAN

—FP-G SCALE: 1/4"= 1'—0"

INSTALL STONE SURROUNDS MADE FROM 4/

ABIA SALVAGED GRANITE AT EACH ELEVATOR,
TYPICAL ALL LEVELS. COORDINATE SOURCING &
PREPARATION OF GRANITE WITH ABIA

(72

ELEVATOR #4, 5, & 6
APRON LEVEL PLAN

SCALE: 1/4"= 1'-0"

OXIDIZED & RUSTED CEILING PANELS,
REFINISH ALL CEILING PANELS & APPLY
A POWDER COAT FINISH, TYPICAL

STAIN ABOVE ENTRY PANEL,
REFINISH / BUFF OUT SURFACE
_h AT EACH ELEVATOR, RE: A5/A-DT-00
I

= . —

NOTE: AT EACH GARAGE ELEVATOR

- CLEAN ALL STAINLESS STEEL (SS) WALL PANELS OF SURFACE STAINS
- CAB FLOOR DAMAGED, REPLACE ENTIRE FLOOR W/ MEDIUM
PATTERN, NON-POLISHED FINISH TYPE 304 SS DIAMOND PLATE
FLOORING, " THICK, REPLACE SUBSTRATE WITH MARINE GRADE
PLYWOOD. PLYWOOD THICKNESS TO MATCH EXISTING SUBSTRATE.
INSTALL FLOORING OVER  SUBSTRATE PER MANUFACTURERS
RECOMMENDATION. SUBMIT SAMPLE TO ARCHITECT FOR APPROVAL.
RE: A4/A-DT-00

INTERIOR DOOR PANELS,
CLEAN SURFACE STAINS & REPLACE SMALL
KICK PLATE W/ 12" HIGH SS KICK PLATE, TYPICAL

RECOMMENDATION. RE: A3/A-DT-00

(2

BAGGAGE LEVEL PLAN

L T
\L UPPER LAMINATED PANELS

DELAMINATING, REPLACE PANELS WITH
SS TOMATCH LOWER PANELS, TYPICAL
AT EACH ELEVATOR, ATTACH PER MANUFACTURERS AT EACH ELEVATOR, RE: A2/A-DT-00

ELEVATOR #4, 5, & 6

- REPLACE EXISTING BASE W/ HEAVY DUTY 12 GAUGE SS BASE

TO MATCH STAINLESS STEEL FINISH IN ELEVATOR RE: A1/A-DT-00 SCALE: 1/47= 17-0"

A6

ELEVATOR #4, 5, & 6
CONCOURSE LEVEL PICTURE A8

(2

SALVAGED GRANITE

SCALE: Not to Scale

SCALE: Not to Scale

FIELD CONFIRM DIMENSION TO
WALL PRIOR TO CUTTING

SALVAGED GRANITE SURROUND
/25 SALVAGED GRANITE

@ SCALE: Not to Scale

4
N

ELEVATOR #4, 5, & 6

.
i

APRON LEVEL PICTURE

o

SCALE: Not to Scale

ELEVATOR #4, 5, & 6
BAGGAGE LEVEL PICTURE

INSTALL STONE SURROUNDS MADE FROM
ABIA SALVAGED GRANITE AT EACH ELEVATOR,

(2

TYPICAL ALL LEVELS, RE: AWA-FP-G3

ELEVATOR #4, 5, & 6
GARAGE SIDE ELEVATION

SCALE: Not to Scale

SCALE: 1/4"= 1'-0”

o o CONCOURSE
LEVEL
- /70 SALVAGED GRANITE
—FP=G SCALE: Not to Scale
THIS SHEET MAY ONLY BE A PORTION OF THE WORK TO TO BE
DONE TO REFURBISH GARAGE ELEVATORS 4-6, REFER TO ALL
SPECIFICATIONS, DRAWINGS, NARRATIVES, ETC. FOR FULL
SCOPE OF WORK FOR THESE ELEVATORS.
WORK PERFORMED TO REFURBISH GARAGE ELEVATORS 4-6 1S
TO BE INCLUDED AS PART OF THE BASE BID.
— _ _ APRON
LEVEL
*
>
Ef
oll8a
=3|[mo
7%
E1
o’ 40" 80° 160°
_ _ BAGGAGE
LEVEL
SCALE

1" = 80" HORIZONTAL SCALE

ALL RESPONSIBILITY FOR THE ADEQUACY OF THESE PLANS
REMAINS WITH THE ENGINEER WHO PREPARED THEM. IN
REVIEWING THESE PLANS, THE CITY OF AUSTIN MUST RELY
UPON THE ADEQUACY OF THE WORK OF THE DESIGN ENGINEER.

AUSTIN-BERGSTROM INTERNATIONAL AIRPORT DRAING DESCITON: T T Ea——
BID DOCUMENTS GARAGE ELEVATORS #4,5, & 6 CHECKED BY: _FG
COORD. CHECK: MW
FILE NAME: A—FP—G2—N.dw
) DATE: 25JUL2016
RSGH, . ELEVATOR REFURBISHMENT RE-BID P ara]s————
8140 N. Mo Pac Expy., Bldg. 2, Suite 100 H
Austin, Texas 78759 -
512-270-5427 FAX 512-459-2233 Austin-Be rg strom - -
Wi rsandh com International Airport A FP GZ
Texas Registration Nos. BR 751 * F-3401 ABIA Project No.: L3245 |FDU No.: 4911-8107—-A245 | CIP No.: 6001.093 | No.| Date Issue Description By KEY MAP 8 OF 35




TYPICAL CAB
INTERIOR PANEL PICTURE

(2

A—DT—-00,

SCALE: Not to Scale

\ EXISTING

EXISTING STAINLESS/
STEEL WAINSCOT
5/8"
SEALANT K
P>y
RETURN S.5. AT
ENDS
12GA. 5.5, BASE ON 14"
PLYWD. MATCH EXISTING
STAINLESS STEEL
FINISH IN ELEVATOR >-
-
©
NEW STAINLESS
STEEL FLOORING &
FINFLR
o .
N ~

1/8"

TYPICAL CAB

N FLOOR & BASE DETAIL

UPPER LAMINATED PANELS
DELAMINATING, REPLACE PANELS WITH
SS PANELS TO MATCH LOWER PANELS
GAUGE, MATERIAL AND FINISH. A5
TYPICAL AT EACH GARAGE ELEVATOR

TYPICAL CAB
CEILING PANEL PICTURE

AT ALL CEILING PANELS:

CLEAN OXIDATION, REFINISH METAL
PANELS W/ POWDER COAT FINISH
TO MATCH EXISTING COLOR

A—DT-00,

TYPICAL CAB
FLOOR PICTURE

2

SCALE: Not to Scale

REMOVE EXISTING
VINYL FLOORING
AND SUBSTRATE

A-DT-00,

SCALE: Not to Scale

[

ELEVATOR
WALL
MOUNT PANEL
ON CONCEALED CLIPS
INTERIOR DOOR PANELS,
CLEAR SILICONE CLEAN SURFACE STAINS
SEALANT & REPLACE SMALL KICK
PLATE W/ 12" HIGH SS KICK PLATE,
TYPICAL AT EACH ELEVATOR.
MARINE GRADE PLYWOOD ATTACH PER MANUFACTURERS TYPICAL CAB
RECOMMENDATION
SUSSTRATe SZE TOMATOH »\  FLOOR & BASE PICTURE

NOTE: AT EACH GARAGE ELEVATOR

CAB FLOOR DAMAGED, REPLACE ENTIRE FLOOR W/
MEDIUM PATTERN, NON-POLISHED FINISH TYPE 304 SS
DIAMOND PLATE FLOORING, 3" THICK, REPLACE
SUBSTRATE WITH MARINE GRADE PLYWOOD.
PLYWOOD THICKNESS TO MATCH EXISTING
SUBSTRATE. INSTALL FLOORING OVER SUBSTRATE
PER MANUFACTURERS RECOMMENDATION.

RE: A4/A-DT-00

REPLACE 12 GAUGE BASE W/
HEAVY DUTY SS BASE TO
MATCH STAINLESS STEEL
FINISH IN ELEVATOR

RE: A1/A-DT-00

SCALE: Not to Scale

GENERAL NOTES:

1

2.

3.
4.

BASE BID:

WORK PERFORMED TO REFURBISH GARAGE ELEVATORS
1-6 & TERMINAL FREIGHT ELEVATORS 4 & 5 IS TO BE

INCLUDED AS PART OF THE BASE BID.
ALTERNATES:

WORK PREFORMED TO REFURBISH REMAINING TERMINAL
ELEVATORS IS TO BE BROKEN DOWN INTO BID

ALTERNATES AS FOLLOWS:

ALTERNATE A: TERMINAL ELEVATOR 3
ALTERNATE B: TERMINAL ELEVATORS 6 & 7
ALTERNATE C: TERMINAL ELEVATOR 8
ALTERNATE D: TERMINAL ELEVATOR 10
ALTERNATE E: TERMINAL ELEVATOR 11
ALTERNATE F: TERMINAL ELEVATOR 14
ALTERNATE G: TERMINAL ELEVATOR 1
ALTERNATE H: TERMINAL ELEVATORS 2A & 2B

THERE IS NO WORK ON TERMINAL ELEVATOR 13
ELEVATOR NUMBERS 9 &5{[2 ARE NOT USED

b
5 podiy
23 05
oy OJ)auEQuW

H

Ei
Ed

SCALE
1" = 80" HORIZONTAL SCALE

ALL RESPONSIBILITY FOR THE ADEQUACY OF THESE PLANS
REMAINS WITH THE ENGINEER WHO PREPARED THEM. IN
REVIEWING THESE PLANS, THE CITY OF AUSTIN MUST RELY

Seat e e @ UPON THE ADEQUACY OF THE WORK OF THE DESIGN ENGINEER.
AUSTIN-BERGSTROM INTERNATIONAL AIRPORT R T
RS&H GARAGE ELEVATORS DETAILS  [cite st
COORD. CHECK: MW
FILE NAME: A—DT—00.dwg
DATE: 25JUL16
AS NOTED

RS&H, Inc.

8140 N. Mo Pac Expy., Bldg. 2, Suite 100
Austin, Texas 78759

512-279-5427 FAX 512-459-2233

www.rsandh.com
Texas Registration Nos. BR 751 * F-3401

Austin-Bergstrom
International Airport

ELEVATOR REFURBISHMENT RE-BID

ABIA Project No.: L3245 |FDU No.: 4911-8107—A245 | CIP No.: 6001.093

No.

Date

Issue Description

By | KEY MAP

]
E SCALE:
| !’ SHEET NO.

H

A-DT-00

9 of 35




TYP. ELEVATOR MANUFATURER- KONE CORPORTATION

CLIP, RE: A7/A-FP-T1

ELEVATOR #1
A2 CONCOURSE LEVEL PLAN
@ SCALE: 1/4"= 10"

‘ 1
|| THREE WOOD VENEER PANELS !
| | SCRATCHED, REPLACE |

= T PANELS ON LEFT WALL
4 \ TO MATCH EXISTING, |
RE: ATIA-FP-T1 |
¥ i
1
1
TWO STAINLESS STEEL —————— i
PANELS PUSHED IN & DENTED, |
REPLACE TO MATCH EXISTING,
GAUGE, MATERIAL AND FINISH i
H j FIELD VERIFY:
N NON-DIRECTIONAL 85 ON |
FIR PART. BD. |
ATTACHMENT TYP. PANEL 7 |
1
1
1

17

N

ELEVATOR #1

BAGGAGE LEVEL PLAN

A=FP-T1

SCALE: 1/4"= 1’=0"

(0

o] [

ELEVATOR #1

A4 MEZZANINE LEVEL PLAN

SCALE: 1/4"= 1’-0"

ELEVATOR #1
BAGGAGE LEVEL PICTURE

ELEVATOR #1

(=

CONCOURSE LEVEL PICTURE

REPLACE THREE SCRATCHED
WOOD VENEER PANELS.
FIELD VERIFY: CONFIRM
WOOD VENEER- PEARWD. W/
CLEAR HAND RUBBED
LACQUER FINISH TO MATCH
EXISTING PANELS.

ONJ*FIR PART. BD

TWO STAINLESS STEEL
PANELS PUSHED IN & DENTED,
REPLACE, TO MATCH EXISTING
GAUGE, MATERIAL AND FINISH

ELEVATOR #1
A7 INTERIOR CAB PICTURE

A—FP—T]

(o

SCALE: Not to Scale

ELEVATOR #1
MEZZANINE LEVEL PICTURE

A=FP-T1

SCALE: Not to Scale

SCALE: Not to Scale

A-FP-T1

A-FP-T1

SCALE: Not to Scale

NOTE:

THIS SHEET MAY ONLY BE A PORTION OF THE WORK TO TO BE
DONE TO REFURBISH TERMINAL ELEVATOR 1, REFER TO ALL
SPECIFICATIONS, DRAWINGS, NARRATIVES, ETC. FOR FULL
SCOPE OF WORK FOR THIS ELEVATOR.

WORK PERFORMED TO REFURBISH TERMINAL ELEVATOR 1 IS
TO BE INCLUDED AS PART OF BID ALTERNATE 'G'.

1" = 80

1500 B1S
yoN pHY HOdIY
03 og

Hauboy,

Yoy

SCALE
HORIZONTAL SCALE

REMAINS WITH THE ENGINEER

ALL RESPONSIBILITY FOR THE ADEQUACY OF THESE PLANS

REVIEWING THESE PLANS, THE CITY OF AUSTIN MUST RELY
UPON THE ADEQUACY OF THE WORK OF THE DESIGN ENGINEER.

WHO PREPARED THEM. IN

RSsH

RS&H, Inc.

8140 N. Mo Pac Expy., Bldg. 2, Suite 100
Austin, Texas 78759

512-279-5427 FAX 512-459-2233

www.rsandh.com
Texas Registration Nos. BR 751 * F-3401

BID DOCUMENTS

Austin-Bergstrom
International Airport

AUSTIN-BERGSTROM INTERNATIONAL AIRPORT

DRAWING DESCRIPTION:

TERMINAL ELEVATOR #1

ELEVATOR REFURBISHMENT RE-BID

ABIA Project No.: L3245 |FDU No.: 4911-8107—-A245|CIP No.: 6001.093

No.

Date

Issue Description

By KEY MAP

o

iras

JOB NO.: 215-2613-044
DRAWN BY: KB
CHECKED BY: FG
COORD. CHECK: MW
FILE NAME: A—FP-T1—N.dwg
DATE: 25JUL16
SCALE: AS NOTED
SHEET NO.

10 OF 35




TYP. ELEVATOR MANUFATURER- KONE CORPORTATION

2A

A2

. '—|in

ELEVATORS #2, #2A & #2B
MEZZANINE LEVEL PLAN

—FP-12

SCALE: 1/4"= 1'-0"

ONE WOOD VENEER PANEL IS MISSING,
REPLACE PANEL ON BACK WALL UPPER
LEFT TO MATCH EXISTING AND RE-ALIGN
ADJACENT PANEL SO ALL SPACING IS
EQUAL, RE: A3IA-FP-T2

FIELD VERIFY: WOOD VENEER- PEARWD
W/ CLEAR HAND RUBBED LACQUER
FINISH TO MATCH EXISTING PANELS.
ONJ"FIR PART. BD.

ATTACHMENT TYP. PANEL CLIP

ELEVATORS #2, #2A & #2B
CONCOURSE LEVEL PICTURE

SCALE: Not to Scale

(e
—FP-12

FF NO ARCHITECTURAL FINISHES ————

WORK FOR THIS ELEVATOR CAB

>

o / \
a 2A 2B
- S~
2

’_‘ GRANITE THRESHOLD IS

% Z DAMAGED, REPLACE WITH

2 2 SUNITSARLE To ARGHTECT

FOR APPROVAL
ELEVATORS #2, #2A & #2B
A CONCOURSE LEVEL PLAN

—FP-12

SCALE: 1/4"= 1’=0"

ELEVATORS #2, #2A & #2B
(%5 BAGGAGE LEVEL PICTURE

(o

ONE WOOD VENEER PANEL IS MISSING, REPLACE

PANEL ON BACK WALL UPPER LEFT TO MATCH EXISTING AND

RE-ALIGN ADJACENT PANEL SO ALL SPACING IS EQUAL.

ELEVATOR #2B
CAB 2B INTERIOR PICTURE, BACK WALL

NOTE:

THIS SHEET MAY ONLY BE A PORTION OF THE WORK TO TO BE
DONE TO REFURBISH TERMINAL ELEVATORS 2A & 2B, REFER
TO ALL SPECIFICATIONS, DRAWINGS, NARRATIVES, ETC. FOR
FULL SCOPE OF WORK FOR THESE ELEVATORS.
'WORK PERFORMED TO REFURBISH TERMINAL ELEVATORS 2A &
2B IS TO BE INCLUDED AS PART OF BID ALTERNATE 'H'.

1" = 80

)
Stisuboyy

1500 B1S
yoN pHY HOdIY

03 o

Yoy

SCALE
HORIZONTAL SCALE

SCALE: Not to Scale

—FP-12

A—-FP-T2,

SCALE: Not to Scale

ALL RESPONSIBILITY FOR THE ADEQUACY OF THESE PLANS
REMAINS WITH THE ENGINEER WHO PREPARED THEM. IN
REVIEWING THESE PLANS, THE CITY OF AUSTIN MUST RELY
UPON THE ADEQUACY OF THE WORK OF THE DESIGN ENGINEER.

AUSTIN-BERGSTROM INTERNATIONAL AIRPORT DRAWING DESCRITION 108 No. 315261304t
RS&H BID DOCUMENTS TERMINAL ELEVATORS #2, 2A & 2B [<icxeo a7 o
COORD. CHECK: MW
ZRED, Ax Ny FILE NAME:  A—FP—T2—N.dwg
SRHES v ‘ ‘ \ \ DATE:_ 25JUL16
e ¢ ELEVATOR REFURBISHMENT RE-BID T c = o ——
8140 N. M(;Pac Epry.‘ B\7dag7.52é Suite 100 F ] H »
ustin, Texas -
512.279.5427 FAX 512.459-2233 Austin-Be rg strom T
Wi rsandh com International Airport A FP T2
Texas Registration Nos. BR 751 * F-3401 ABIA Project No.: L3245 |FDU No.: 4911-8107—-A245|CIP No.: 6001.093 | No.| Date Issue Description By KEY MAP 11 OF 35




o
o~
oley
|
"

|
__|___

)

ELEVATOR #3

MEZZANINE LEVEL PLAN

—FP-13

9
of

SCALE: 1/4"= 1'-0"

BB.2)BB.3

BB.6

T T |

O H H

TWO WOOD VENEER
PANELS SCRATCHED,
REPLACE PANELS

ON BACK WALL UPPER RIGHT &

RIGHT WALL UPPER LEFT.

T

REPLACE THREE SCRATCHED

WOOD VENEER PANELS.

FIELD VERIFY: WOOD VENEER- PEARWD.
W/ CLEAR HAND RUBBED LACQUER
FINISH TO MATCH EXISTING PANELS
ONJ' FIR PART. BD.

ATTACHMENT TYP. PANEL CLIP

~—— TWOINTERIOR FABRIC
PANELS DAMAGED,
REPLACE TO MATCH EXISTING
t— — —FABRIC, FIELD VERIFY: WALL
COVERING- XOREL ARIES 6435

1
- - 1 T 7 REPLACE RIGHT INTERIOR -
: DOOR PANEL,

ELEVATOR #3

| FABRIC ON 4 F/R PART. BD.
— — —ATTACHMENT TYP. PANEL CLIP
RE: A6/A-FP-T3

CONFIRM: NON-DIRECTIONAL !
SSFINISH, RE: ASIA-FP-T3

CONCOURSE LEVEL PLAN

SCALE: 1/4"= 1’=0"

ELEVATOR #3
A4 MEZZANINE LEVEL PICTURE

@ SCALE: Not to Scale

ELEVATOR #3
CONCOURSE LEVEL PICTURE

SCALE: Not to Scale

(20
—FP-T3

ELEVATOR #3

TWO INTERIOR FABRIC PANELS DAMAGED,

REPLACE TO MATCH EXISTING FABRIC, FIELD VERIFY: WALL
COVERING- XOREL ARIES 8435 FABRIC ON 1* FIR PART. BD

ATTACHMENT TYP. PANEL CLIP

AB CAB INTERIOR PICTURE, RIGHT WALL

SCALE: Not to Scale

ELEVATOR #3

A CAB INTERIOR PICTURE, RIGHT WALL

GASH IN DOCR,
REPLACE RIGHT INTERIOR DOOR PANEL
TO MATCH EXISTING GAUGE, MATERIAL AND FINISH

NOTE:

THIS SHEET MAY ONLY BE A PORTION OF THE WORK TO TO BE
DONE TO REFURBISH TERMINAL ELEVATOR 3, REFER TO ALL
SPECIFICATIONS, DRAWINGS, NARRATIVES, ETC. FOR FULL
SCOPE OF WORK FOR THIS ELEVATOR.

WORK PERFORMED TO REFURBISH TERMINAL ELEVATOR 3 IS
TO BE INCLUDED AS PART OF BID ALTERNATE 'A".

1" = 80

)
Stisuboyy

1500 B1S
yoN pHY HOdIY

03 o

Yoy

SCALE
HORIZONTAL SCALE

REMAINS WITH THE ENGINEER

SCALE: Not to Scale

ALL RESPONSIBILITY FOR THE ADEQUACY OF THESE PLANS

REVIEWING THESE PLANS, THE CITY OF AUSTIN MUST RELY
UPON THE ADEQUACY OF THE WORK OF THE DESIGN ENGINEER.

WHO PREPARED THEM. IN

RS&H, Inc.

8140 N. Mo Pac Expy., Bldg. 2, Suite 100
Austin, Texas 78759

512-279-5427 FAX 512-459-2233

www.rsandh.com
Texas Registration Nos. BR 751 * F-3401

Austin-Bergstrom
International Airport

AUSTIN-BERGSTROM INTERNATIONAL AIRPORT

ELEVATOR REFURBISHMENT RE-BID

DRAWING DESCRIPTION:

TERMINAL ELEVATOR #3

ABIA Project No.: L3245 |FDU No.: 4911-8107—-A245|CIP No.: 6001.093

Date

Issue Description By

KEY MAP

o

iras

JOB NO.: 215-2613-044
DRAWN BY: KB
CHECKED BY: FG
COORD. CHECK: MW
FILE NAME: A—FP-T3—N.dwg
DATE: 25JUL16
SCALE: AS NOTED
SHEET NO.

12 OF 35




NOTE:

THIS SHEET MAY ONLY BE A PORTION OF THE WORK TO TO BE
DONE TO REFURBISH TERMINAL ELEVATOR 4, REFER TO ALL
SPECIFICATIONS, DRAWINGS, NARRATIVES, ETC. FOR FULL
SCOPE OF WORK FOR THIS ELEVATOR.

WORK PERFORMED TO REFURBISH TERMINAL ELEVATOR 4 IS
TO BE INCLUDED AS PART OF THE BASE BID.

OXIDIZED & RUSTING CEILING PANEL, v
REFINISH, PRIME, & REPAINT TO MATCH, FLOOR FINISH DAMAGED,
REPLACE FINISH W/ NEW
VCT TO MATCH EXISTING
ELEVATOR #4 ELEVATOR #4
/0 CAB PICTURE, CEILING /%3 FLOOR DAMAGE PICTURE
—FP=T4) SCALE: Not to Scale —FP=T4 SCALE: Not to Scale

ELEVATOR #4
A7 PENTHOUSE LEVEL PLAN

@ SCALE: 1/4"= 1'-0"

CAB WALLS
_ SC_RATCHED/DAMAGED, ELEVATOR #4
_________ B S - EPUNTEVAELINGON (%5 _PENTHOUSE LEVEL PICTURE
I_ PAINT COLOR AND FINISH : @ SCALE: Not to Scale
ELEVATOR #4

/72 MEZZANINE LEVEL PICTURE

@ SCALE: Not to Scale

FLOOR FINISH DAMAGED,
REPLACE FINISH W/ NEW
VCT, TO MATCH EXISTING
RE: A11/A-FP-T4

TWO FLUORESCENT

LIGHT TUBES EXPOSED
S S— '
e ELEVATOR #4 PROVIDE COVER
TWO FLUORESCENT LIGHT TUBES = ———— /_\ PLATEIDIFFUSER FOR
EXPOSED, PROVIDE COVER A6 CAB PICTURES, WALLS FLUORESCENT TUBES

PLATE/DIFFUSER FOR FLUORESCENT TUBES, [H —FP=T4) SCALE: Not to Scale
RE: ATYAFP-T4

ELEVATOR #4
(%4 CAB PICTURE, LIGHTING

CABWALLS 1 |

CAB FLOOR DAMAGED, REPLACE W/ “FP_T4 -
SCRATCHED/DAMAGED, SCALE: Not to Scale
RE-PAINT ENAMEL FINISH ON . MEDIUM PATTERN. NON-POLISHED FINISH,

TYPE 304 SS DIAMOND PLATE FLOORING,

CRS WALLS, TO MATCH 118" THICK, SUBMIT TO ARCHITECT FOR APPROVAL,
EXISTING PAINT COLOR & ON MARINE GRADE PLYWOOD SUBSTRATE,
AND FINISH, RE: AGIA-FP-T4 REPLACE SUBSTRATE WITH MARINE GRADE PLYWOOD
PLYWOOD THICKNESS TO MATCH EXISTING SUBSTRATE
/ INSTALL FLOORING OVER SUBSTRATE PER
MANUFACTURERS RECOMMENDATION.

.
sl =
B5 NOTE: PROVIDE BRACKETS & STUDS AS ;02 §§
REQUIRED TO HANG PROTECTIVE PADS, 2[ac
INSTALL PER MANUFACTURERS OXIDIZED & RUSTING CEILING PANEL, tz
INSTRUCTIONS. PROVIDE HEAVY DUTY VINYL REFINISH, PRIVE, & REPAINT TO MATCH, ;ﬁﬁ&"ﬁ%ﬁsﬁmg& HIE
PADS AT BACK & SIDE WALLS, PADS TO BE RE: AMOAFP-T4
FIRE RETARDENT & VOCs FREE, TO VCT, TO MATCH EXISTING
ARCHITECT FOR APPROVAL. SUBMIT 0 40 80° 180
AVAILABLE STANDARD COLORS
SCALE
ELEVATOR #4 ELEVATOR #4 ELEVATOR #4 ELEVATOR #4 17 = 80" HORIZONTAL SCALE
(55 CONCOURSE LEVEL PLAN (%5 _CAB PICTURES, FLOOR (2 APRON LEVEL PICTURE (%1 CONCOURSE LEVEL PICTURE [ AL FESPoNSELIY fox T sOEUACY OF Twese pins
@ SCALE: 1/4"= 1'-0" @ SCALE: Not to Scale @ SCALE: Not to Scale @ SCALE: Not to Scale REVIEWING THESE PLANS, THE CITY OF AUSTIN MUST RELY
UPON THE ADEQUACY OF THE WORK OF THE DESIGN ENGINEER.

BID DOCUMENTS TERMINAL ELEVATOR #4 AT

R 5 ' ’ AUSTIN-BERGSTROM INTERNATIONAL AIRPORT DRANNG DESCRPTON 108 to:___215-2613-0¢4

COORD. CHECK: MW

FILE NAME: A—FP-T4—N.dwg

DATE: 25JUL16

RS&H, Inc.

8140 N. Mo Pac Expy., Bldg. 2, Suite 100
Austin, Texas 78759

512-279-5427 FAX 512-459-2233

ELEVATOR REFURBISHMENT RE-BID E i SOALE A5 NOTED
Austin-Bergstrom :

International Airport A-FP-T4

ABIA Project No.: L3245 |FDU No.: 4911-8107—-A245|CIP No.: 6001.093 | No.| Date Issue Description By KEY MAP 13 OF 35

www.rsandh.com
Texas Registration Nos. BR 751 * F-3401




NOTE:

THIS SHEET MAY ONLY BE A PORTION OF THE WORK TO TO BE
DONE TO REFURBISH TERMINAL ELEVATOR 5, REFER TO ALL
SPECIFICATIONS, DRAWINGS, NARRATIVES, ETC. FOR FULL
SCOPE OF WORK FOR THIS ELEVATOR.

'WORK PERFORMED TO REFURBISH TERMINAL ELEVATOR 5 IS
TO BE INCLUDED AS PART OF THE BASE BID.

OXIDIZED & RUSTING CEILING FLOOR FINISH DAMAGED
PANEL, REFINISH, PRIVE, REPLACE FINISH WITHVCT TO
gfogé%ogngﬁgg ch; VHEUUBES &REPAINT TO MATCH EXISTING MATCH EXISTING
: (CONCOURSE LEVEL)

PLATE/DIFFUSER FOR FLUORESCENT TUBES

ELEVATOR #5 ELEVATOR #5
/%0 CAB PICTURE, CEILING /#3\  FLOOR DAMAGE PICTURE

—FP-T5 SCALE: Not to Scale (-FP=T3 SCALE: Not to Scale

CABWALLS
SCRATCHED/DAMAGED,

ELEVATOR #5

RE-PAINT ENAMEL FINISH ON
CRS WALLS, TO MATCH A15 PENTHOUSE LEVEL PICTURE
2 - K ING PANT COLOR AND @ SCALE: Not to Scale

3 ELEVATOR #5 ELEVATOR #5 E'QS&C"S ROAIAGED.

S: GAB FLOOR DAMAGED, REPLACE W/ m BAGGAGE LEVEL PICTURE m MEZZANINE LEVEL PICTURE EL‘T"T)ER':"{MED'UM

% MEDIUM PATTERN, NON-POLISHED FINISH, @ SCALE: Not to Scale @ SCALE: Not to Scale NON-POLISHED

?

5 RS oL FLOOR Lo s pabekn TYPE 304 5S DIAVOND PLATE FLOORING FINISH, TYPE 304 5

% REPLACE FINISH WITH NEW VCT TO 18" THICK, SUBMIT TO ARCHITECT FOR T DIAVOND PLATE

X TRANSITION, ADD SLOPED METAL PLATE APPROVAL, ON MARINE GRADE FLYWOOD FLOORING, /8" THICK

% TRANSITION (APRON LEVEL), MATCH EXISTING | CONCOURSE LEVEL), SUBSTRATE, REPLACE SUBSTRATE WITH REPLACE SUBSTRATE |

X RE: ASIAFP-TS RE: ATSIAFP-TS MARINE GRADE PLYWOOD. PLYWOOD WITH MARINE GRADE

% THICKNESS TO MATCH EXISTING : 3 PLYWOOD. PLYWOOD

X SUBSTRATE. INSTALL FLOORING OVER A e ] THICKNESS TO MATCH

3

: ELEVATOR #5 e

3

% RE: AM/A-FP-TS /A_G\ CAB PICTURES, WALLS OVER SUBSTRATE PER

KRR - - —FP-T5 SCALE: Not to Scale oot

ELEVATOR #5

H— TWO FLUORESCENT LIGHT TUBES
EXPOSED, PROVIDE COVER

11| PLATEIDIFFUSER FOR FLUORESCENT TUBES, m CAB PICTU RE, FLOOR
RE: A1O/A-FP-T5 —FP=T5, SCALE: Not to Scale
*
1 +— CABWALLS
SCRATCHED/DAMAGED,
= | 7 RE-PAINT ENAMEL FINISH ON
CRS WALLS, TO MATCH
| L EXISTING PAINT COLOR AND
5 O 5 Q FINISH, RE: AB/A-FP-T5

)
Stisuboyy

1500 B1S
yoN pHY HOdIY

03 o

Yoy

UNEVEN THRESHOLD/FLOOR
TRANSITION,
AADD SLOPED METAL PLATE

REQUIRED TO HANG PROTECTIVE WALL PADS

B 5 R - ‘H’ ~ TNOTE: PROVIDE BRACKETS § STUDS AS

INSTALL PER MANUFACTURERS INSTRUCTIONS.

OXIDIZED & RUSTING CEILING
PROVIDE HEAVY DUTY TRANSITION (APRON LEVEL) .
’;’SNAE'A{‘TEEFE"):@{NPS'ME‘&REPA‘NT‘ VINYL PADS AT BACK & SIDE WALLS, PADS PROVIDE SAPLE AND DETAIL 0 4080 160
TOMMCHEXSTING. TOBE FIRE RETARDANT & VOCs FREE, FOR ARCHITECT'S APPROVAL
SUBMIT AVAILABLE STANDARD COLORS TO —— SCALE
ELEVATOR #5 ELEVATOR #5 ARCHITECT FOR APPROVAL ELEVATOR #5 ELEVATOR #5 17 = 80" HORIZONTAL SCALE
(% __APRON LEVEL PLAN (%5 CONCOURSE LEVEL PLAN /%5 UNEVEN THRESHOLD/FLOOR TRANSITION ( %\ APRON LEVEL PICTURE ALLRESFONSILITY TOR THE ADEQUACY OF THESE PLANS
@ SCALE: 1/4"= 1'-0” @ SCALE: 1/4’= 1'=0" W SCALE: Not to Scale @ SCALE: Not to Scale REVIEWING THESE PLANS, THE CITY OF AUSTIN MUST RELY
UPON THE ADEQUACY OF THE WORK OF THE DESIGN ENGINEER.

BID DOCUMENTS TERMINAL ELEVATOR #5 AT

R 5 ' ’ AUSTIN-BERGSTROM INTERNATIONAL AIRPORT DRANNG DESCRPTON 108 to:___215-2613-0¢4

COORD. CHECK: MW

FILE NAME: A—FP—-T5—N.dwg

DATE: 25JUL16

RS&H, Inc.

8140 N. Mo Pac Expy., Bldg. 2, Suite 100
Austin, Texas 78759

512-279-5427 FAX 512-459-2233

ELEVATOR REFURBISHMENT RE-BID E i SOALE A5 NOTED
Austin-Bergstrom :

International Airport A' FP-TS

ABIA Project No.: L3245 |FDU No.: 4911-8107—-A245|CIP No.: 6001.093 | No.| Date Issue Description By KEY MAP 14 OF 35

www.rsandh.com
Texas Registration Nos. BR 751 * F-3401




TYP. ELEVATOR MANUFATURER- KONE CORPORTATION

EXTERIOR S.8. DOOR PANELS DAMAGED,
REPLACE DOOR PANELS, TO MATCH EXISTING
GAUGE, MATERIAL AND FINISH

RE: A5/A-FP-T6

ELEVATOR #8, #13

—— NOARCHITECTURAL FINISHES
WORK FOR THIS ELEVATOR CAB

CONCOURSE LEVEL PLAN

SCALE: 1/4"= 1'-0"

LOWER, CENTER STAINLESS

STEEL PANEL SCRATCHED

REPLACE, TO MATCH EXISTING GAUGE
MATERIAL AND FINISH

FIELD VERIFY: NON-DIRECTIONAL S8
ON " FIR PART. BD. ATTACHMENT

TYP. PANEL CLIP, RE: A7IA-FP-T6

FLOORING WORN & DAMAGED,
REPLACE CARPET, COLOR &
PATTERN TO MATCH EXISTING
FIELD VERIFY CARPET:
INTERFACE ENTROPY/VARIATIONS
#7200

RE: AG/A-FPIT6

ELEVATOR #8, #13
APRON LEVEL PLAN

—— NOARCHITECTURAL FINISHES
WORK FOR THIS ELEVATOR CAB

SCALE: 1/4"= 1’=0"

ELEVATOR #8

A4 CONCOURSE LEVEL PICTURE

SCALE: Not to Scale

—FP-T6

ELEVATOR #8
APRON LEVEL PICTURE

(o

SCALE: Not to Scale

—FP-T16

ELEVATOR #8

LOWER, CENTER STAINLESS STEEL PANEL SCRATCHED,
REPLACE, TO MATCH EXISTING GAUGE, MATERIAL AND FINISH

CAB INTERIOR PICTURE, LOWER BACK WALL

SCALE: Not to Scale

#7200

ELEVATOR #8

LOWER, CENTER STAINLESS
STEEL PANEL SCRATCHED,
REPLACE TO MATCH EXISTING
GAUGE, MATERIAL AND FINISH

FLOORING WORN & DAMAGED,

REPLACE CARPET, COLOR &

PATTERN AND COLOR TO MATCH EXISTING
FIELD VERIFY CARPET:

INTERFACE ENTROPY/VARIATIONS

A8 CAB INTERIOR PICTURE, FLOOR & BACK WALL

SCALE: Not to Scale

W

NOTE:

THIS SHEET MAY ONLY BE A PORTION OF THE WORK TO TO BE

DONE TO REFURBISH TERMINAL ELEVATORS 8 & 13, REFER TO
ALL SPECIFICATIONS, DRAWINGS, NARRATIVES, ETC. FOR FULL
SCOPE OF WORK FOR THESE ELEVATORS.

'WORK PERFORMED TO REFURBISH TERMINAL ELEVATORS 8 &

13 IS TO BE INCLUDED AS PART OF BID ALTERNATE 'C'.

)
Stisuboyy

1500 B1S
yoN pHY HOdIY

03 o

Yoy

EXTERIOR STAINLESS STEEL DOOR PANELS DAMAGED.
REPLACE DOOR PANELS, TO MATCH EXISTING GAUGE,
MATERIAL AND FINISH

ELEVATOR #8

6] 40 80’ 160
SCALE
1" = 80" HORIZONTAL SCALE

(2
A—FP-T6,

EXTERIOR PICTURE, DOORS

SCALE: Not to Scale

ALL RESPONSIBILITY FOR THE ADEQUACY OF THESE PLANS

REMAINS WITH THE ENGINEER

REVIEWING THESE PLANS, THE CITY OF AUSTIN MUST RELY
UPON THE ADEQUACY OF THE WORK OF THE DESIGN ENGINEER.

WHO PREPARED THEM. IN

RS&H, Inc.

8140 N. Mo Pac Expy., Bldg. 2, Suite 100
Austin, Texas 78759

512-279-5427 FAX 512-459-2233

www.rsandh.com
Texas Registration Nos. BR 751 * F-3401

Austin-Bergstrom
International Airport

AUSTIN-BERGSTROM INTERNATIONAL AIRPORT

DRAWING DESCRIPTION:

ELEVATOR REFURBISHMENT RE-BID

TERMINAL ELEVATORS #8 & 13

JOB NO.: 215-2613-044

DRAWN BY: KB

CHECKED BY: FG

COORD. CHECK: MW

L3245 |FDU No.:

4911-8107—-A245|CIP No.:

6001.093

No.

Date

KEY MAP

Issue Description By

Ei

H

FILE NAME: A—FP-T6—N.dwg
DATE: 25JUL16

SCALE: AS NOTED
SHEET NO.
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ELEVATOR #10
Al APRON LEVEL PLAN

A-FP-T7

SCALE: 1/4"= 1’0"

DAMAGED & WORN FLOOR. REPLACE
ENTIRE FLOOR WITH NEW RUBBER
FLOORING, COLOR AND PATTERN TO
MATCH EXISTING. ADHERE FLOORING
TO SUBSTRATE PER MANUFACTURERS
RECOMMENDATION. REPLACE
SUBSTRATE WITH MARINE GRADE
PLYWOOD. THICKNESS OF PLYWOOD TO
MATCH EXISTING SUBSTRATE.

ELEVATOR #10
CAB INTERIOR PICTURE, FLOOR

SCALE: Not to Scale

NOTE:

THIS SHEET MAY ONLY BE A PORTION OF THE WORK TO TO BE
DONE TO REFURBISH TERMINAL ELEVATOR 10, REFER TO ALL
SPECIFICATIONS, DRAWINGS, NARRATIVES, ETC. FOR FULL

SCOPE OF WORK FOR THIS ELEVATOR.

WORK PERFORMED TO REFURBISH TERMINAL ELEVATOR 10 IS
TO BE INCLUDED AS PART OF BID ALTERNATE 'D'.

3 07
oy C’J}auﬁggw

SCALE

1" = 80" HORIZONTAL SCALE

160°

ALL RESPONSIBILITY FOR THE ADEQUACY OF THESE PLANS
REMAINS WITH THE ENGINEER WHO PREPARED THEM. IN
REVIEWING THESE PLANS, THE CITY OF AUSTIN MUST RELY
UPON THE ADEQUACY OF THE WORK OF THE DESIGN ENGINEER.

RSsH

RS&H, Inc.
8140 N. Mo Pac Expy., Bldg. 2, Suite 100
Austin, Texas 78759
512-279-5427 FAX 512-459-2233

www.rsandh.com
‘Texas Registration Nos. BR 751 * F-3401

BID DOCUMENTS

AUSTIN-BERGSTROM INTERNATIONAL AIRPORT

Austin-Bergstrom
International Airport

ELEVATOR REFURBISHMENT RE-BID

DRAWING DESCRIPTION:

TERMINAL ELEVATOR #10

ABIA Project No.: L3245

FDU No.:

4911-8107—A245 | CIP No.:

6001.093

No.

Date Issue Description

By

KEY MAP

Ei

H

JOB NO.: 215-2613-044
DRAWN BY: KB

CHECKED BY: FG

COORD. CHECK: MW

FILE NAME: A—FP—-T7-N.dwg
DATE: 25JUL16

SCALE: AS NOTED
SHEET NO.

A-FP-T7
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————  DAMAGED & WORN FLOOR. REPLACE
ENTIRE FLOOR WITH NEW RUBBER
FLOCRING, COLOR AND PATTERN TO
MATCH EXISTING. ADHERE FLOORING TO
SUBSTRATE PER MANUFACTURERS
RECOMMENDATION. REPLACE SUBSTRATE
WITH MARINE GRADE PLYWOOD.
THICKNESS OF PLYWOOD TO MATCH
EXISTING SUBSTRATE.

ELEVATOR #11
CAB INTERIOR PICTURE, FLOOR

ELEVATOR #11
/4 APRON LEVEL PLAN

A—FP=T8 SCALE: 1/4’= 1'-0"

SCALE: Not to Scale

NOTE:

THIS SHEET MAY ONLY BE A PORTION OF THE WORK TO TO BE
DONE TO REFURBISH TERMINAL ELEVATOR 11, REFER TO ALL
SPECIFICATIONS, DRAWINGS, NARRATIVES, ETC. FOR FULL
SCOPE OF WORK FOR THIS ELEVATOR.

WORK PERFORMED TO REFURBISH TERMINAL ELEVATOR 11 IS
TO BE INCLUDED AS PART OF BID ALTERNATE 'E'.

1" = 80

)
Stisuboyy

1500 B1S
yoN pHY HOdIY

03 o

Yoy

SCALE
HORIZONTAL SCALE

REMAINS WITH THE ENGINEER

ALL RESPONSIBILITY FOR THE ADEQUACY OF THESE PLANS

REVIEWING THESE PLANS, THE CITY OF AUSTIN MUST RELY
UPON THE ADEQUACY OF THE WORK OF THE DESIGN ENGINEER.

WHO PREPARED THEM. IN

RSsH

RS&H, Inc.

8140 N. Mo Pac Expy., Bldg. 2, Suite 100
Austin, Texas 78759

512-279-5427 FAX 512-459-2233

www.rsandh.com
Texas Registration Nos. BR 751 * F-3401

BID DOCUMENTS

Austin-Bergstrom
International Airport

AUSTIN-BERGSTROM INTERNATIONAL AIRPORT

ELEVATOR REFURBISHMENT RE-BID

DRAWING DESCRIPTION:

TERMINAL ELEVATOR #11

ABIA Project No.: L3245 |FDU No.: 4911-8107—-A245|CIP No.: 6001.093

No.

Date Issue Description

By

KEY MAP

o

iras

JOB NO.: 215-2613-044
DRAWN BY: KB
CHECKED BY: FG
COORD. CHECK: MW
FILE NAME: A—FP—-T8—N.dwg
DATE: 25JUL16
SCALE: AS NOTED
SHEET NO.
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ELEVATOR #14
2 CONCOURSE LEVEL PLAN

—FP-T9 SCALE: 1/4"= 1'-0"

DAMAGED & WORN FLOOR. REPLACE
ENTIRE FLOOR WITH NEW RUBBER
FLOORING, COLOR AND PATTERN TO
MATCH EXISTING. ADHERE FLOORING
TO SUBSTRATE PER MANUFACTURERS
RECOMMENDATION. REPLACE

SUBSTRATE WITH MARINE GRADE

PLYWOOD. THICKNESS OF PLYWOOD
TO MATCH EXISTING SUBSTRATE

Tl
s

T
‘ ‘ |

ELEVATOR #14
Al APRON LEVEL PLAN

—FP-T9 SCALE: 1/4"= 1'-0"

ELEVATOR #14
A7 CAB INTERIOR PICTURE, FLOOR

)

@ SCALE: Not to Scale

NOTE:

THIS SHEET MAY ONLY BE A PORTION OF THE WORK TO TO BE
DONE TO REFURBISH TERMINAL ELEVATOR 14, REFER TO ALL
SPECIFICATIONS, DRAWINGS, NARRATIVES, ETC. FOR FULL
SCOPE OF WORK FOR THIS ELEVATOR.

'WORK PERFORMED TO REFURBISH TERMINAL ELEVATOR 14 IS
TO BE INCLUDED AS PART OF BID ALTERNATE 'F'.

)
Stisuboyy

1500 B1S
yoN pHY HOdIY

03 o

Yoy

SCALE
1" = 80" HORIZONTAL SCALE

ALL RESPONSIBILITY FOR THE ADEQUACY OF THESE PLANS
REMAINS WITH THE ENGINEER WHO PREPARED THEM. IN
REVIEWING THESE PLANS, THE CITY OF AUSTIN MUST RELY
UPON THE ADEQUACY OF THE WORK OF THE DESIGN ENGINEER.

RSsH

RS&H, Inc.

8140 N. Mo Pac Expy., Bldg. 2, Suite 100
Austin, Texas 78759

512-279-5427 FAX 512-459-2233

www.rsandh.com
Texas Registration Nos. BR 751 * F-3401

AUSTIN-BERGSTROM INTERNATIONAL AIRPORT

ELEVATOR REFURBISHMENT RE-BID

Austin-Bergstrom
International Airport

DRAWING DESCRIPTION: JOB NO.: 215-2613-044
DRAWN BY: KB
TERMINAL ELEVATOR #14 CHECKED BY: _FG
COORD. CHECK: MW
FILE NAME: A—FP-T9—N.dwg
[ ] DATE: 25JUL16

ABIA Project No.: L3245 |FDU No.: 4911-8107—-A245|CIP No.: 6001.093 | No.| Date Issue Description

By

M ‘ L ‘ A C E | SCALE: AS NOTED
= M SHEET NO.
ai A-FP-T9

KEY MAP 18 OF 35
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@ KEY NOTES
1.

AC—A102A AC—A103A
@ o CONDENSATE PIPING.
@ ac-at0z8 Ac-p1038 D
m ELEVATOR #1, 2 & 3 APRON LEVEL — MECHANICAL PLAN m ELEVATOR #4, 5 & 6 APRON LEVEL — MECHANICAL PLAN
—FP-G SCALE: 1/4°= 1'-0" —FP—G SCALE: 1/4"= 1'-0"
VERTICAL PACKAGED HEAT PUMP UNIT SCHEDULE
AR CAPACITY COOLING CAPACITY HEAT PUMP P ELECTRICAL DATA UNIT
UNIT UNIT TYPE [ ENTER AIR | AMBIENT MBH EER
TOTAL | O/A | MOTOR voLT/ FEATURES
ESP. MBH | COP | BTUH| Kw | mca | mocP MAKE MODEL WEIGHT
CFM | CFM HP D.B. | W.B. | D.B. | W.B. | TOTAL | SENSIBLE PHASE (NOTE 1)
AC-A102A | 1750 | - - - ;igpg@é 80 | 67 | 105 | 78 | 46.00 | 3484 |4200| 325 | - | 9.00 | 248 | 25 |460v/38| 11.50 | MAVAIR HVPA—49-HP-D-090 | 640 | T, F, LA
AC—A102B| 1750 | - - - SERNCAL | 80 | 67 | 105 | 78 | 46.00 | 34.84 |42.00 | 325 | - | 9.00 | 248 | 25 |460v/38| 11.50 | MAVAR HVPA—49—HP-D—090 | 840 | T, F, LA
AC—A103A | 1750 | - - ~ | BRI | so | 67 | 105 | 78 | 4600 | 34.84 | 42.00 | 325 | -~ | 9.00 | 24.8 | 25 |460v/3¢| 11.50 | MAVAR HVPA—49—HP-D—090 | 640 | T, F, LA
AC—A103B | 1750 | - - — | ERICAL | so | 67 | 105 | 78 | 4600 | 34.84 | 42.00 | 325 | - | 9.00 | 24.8 | 25 |460v/30| 11.50 | MAVAR HVPA—49—HP-D-090 | 640 | T, F, LA
NOTES:
FEATURE NOTE:
~ T 7-DAY PROGRAMMABLE THERMOSTAT (HONEYWELL MODEL T7300 SERIES OR APPROVED EQUIVALENT)
— F: 1" PLEATED FILTER.

EQUIVALENT MANUFACTURER (CONTRACTOR SHALL COORDINATE WITH EXISTING WALL PENETRATION LOCATIONS PRIOR TO PURCHASE UNIT TO MINIMIZE BUILDING
ARCHITECT AND ENGINEER IF BUILDING MODIFICATION IS REQUIRED)

—  MAVRAIR
— BARD
— SOLAIR

MODIFICATION COST. CONTRACTOR NEED TO NOTIFY OWNER,

REMOVE EXISTING VERTICAL PACKAGE WALL MOUNTED
HEAT PUMP UNIT AND REPLACE WITH NEW UNIT AC-A.

CONNECT CONDENSATE FROM NEW UNIT TO EXISTING

RECONNECT SUPPLY AND RETURN AIR TO EXISTING
SUPPLY & RETURN AIR GRILLE. CONTRACTOR SHALL
PROVIDE AND INSTALL NEW GRILLE IF NEW WALL
PENETRATION IS REQUIRED FOR NEW UNIT.

Zglley
= B
T
DRAWING DESCRIPTION: JOB NO.:
AUSTIN-BERGSTROM INTERNATIONAL AIRPORT GARAGE ELEVATOR#.2 3 4 5&6 [oie——m
RS&H ﬁ ENCOTESH | B'D DOCUMENTS MECHANICAL PLANS e ek Lb
ENGINEERING CONSULTANTS -""‘_ri‘?.‘?f\?““l FILE NAME: L3245-M—FP—G1.DWG

TBPE Firm

RS&H, Inc. i
8140 N. Mo Pac Expy Bldg 2, Suite 100
Austin, Texas 78759
(512)279-5427 FAX (512)459-2233

www.rsandh.com
Texas Registration Nos: BR 751 * F-3401

8500 Bluffstone Cove, Suite B-103
Austin, Texas 78759 | 512.338.1101
Project No.: 13029.M.AUS

06/24/2016

Austin-Bergstrom
International Airport

ELEVATOR REFURBISHMENT RE-BID

ABIA Project No.:

L3245

FDU No.: 4911-8107-A245

CIP No.:

6001.093

No.

Date

Issue Description

By

KEY MAP

DATE: 25 JUL 2016

SCALE:

SHEET NO.

M-FP-G1
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@ KEY NOTES

1. REMOVE EXISTING VERTICAL PACKAGE WALL MOUNTED
HEAT PUMP UNIT AND REPLACE WITH NEW UNIT AC-B*.
CONNECT CONDENSATE FROM NEW UNIT TO EXISTING
CONDENSATE PIPING.
RECONNECT SUPPLY AND RETURN AIR TO EXISTING
SUPPLY & RETURN AIR GRILLE. CONTRACTOR SHALL
PROVIDE AND INSTALL NEW GRILLE IF NEW WALL
PENETRATION IS REQUIRED FOR NEW UNIT.

@
_ @ AC-B2672
m ELEVATOR #10 APRON LEVEL — MECHANICAL PLAN m ELEVATOR #11 APRON LEVEL — MECHANICAL PLAN
M=FP-T} SCALE: 1/4°= 1'-0" M=FP-T} SCALE: 1/4"= 1'-0"
VERTICAL PACKAGED HEAT PUMP UNIT SCHEDULE
AR CAPACITY COOLING CAPACITY o ELECTRICAL DATA UNIT
UNIT UNIT TYPE [ ENTER AR | AMBIENT MBH EER
TOTAL | O/A | MOTOR VOLT/ FEATURES
ES.P.
CFM | CFM | HP 0B. | wa. | Do, | we. | ToTAL | SEnsiBLe | VBH | KW MCA T IMOCP | olisE MAKE MODEL WEIGHT| (yoTE 1)
VERTICAL
AC—B2245| 400 - - — | packsa | Bo | 67 | 10s| 78 | 1070| 870 | 12.80| 500 | 27 30 | 208v/18| 10.00| BARD W12AAAADS 185 | T F, LA
VERTICAL
AC-B2672| 400 | - - - PACKAGE | B0 | 67 | 105 | 78 | 1070 | 870 | 12.80 | 5.00 | 27 30 |208V/18| 10.00 | BARD W12AAAAO5S 185 | T, F, LA
VERTICAL
AC—B2201| 400 | - - - EACKAeE | B0 | 67 | 105 | 78 | 1070 | 870 | 1280 | 500 | 27 30 |208v/18| 10.00 | BARD W12AAAADS 185 | T, F, LA

NOTES:
1. FEATURE NOTE:
— T. 7-DAY PROGRAMMABLE THERMOSTAT (HONEYWELL MODEL T7300 SERIES OR APPROVED EQUIVALENT)
— F: 1" PLEATED FILTER.
— LA: LOW AMBIENT CONTROL
2. EQUIVALENT MANUFACTURER (CONTRACTOR SHALL COORDINATE WITH EXISTING WALL PENETRATION LOCATIONS PRIOR TO PURCHASE UNIT TO MINIMIZE BUILDING MODIFICATION COST. CONTRACTOR NEED TO
NOTIFY OWNER, ARCHITECT AND ENGINEER IF BUILDING MODIFICATION IS REQUIRED)

—  MAVRAIR
— BARD
—  SOLAIR
@
AC—B2201
Sglleg
=1 e
| ELEVATOR #14 APRON LEVEL — MECHANICAL PLAN v
=FP=TY ™ SCALE: 1/4= 1'-0" v
3
AUSTIN-BERGSTROM INTERNATIONAL AIRPORT T ERMINAL ELEVATOR #10, 11 & 14 [omun v 570
RS&H &E ENGOTEGH | 51D DOCUMENTS MECHANICAL PLAN (ALTERNATE) | 5 Ss8.
ENGINEERING CONSULTANTS F & FILE NAME: L3245-M—-FP—T1.DWG
TBPE Firm 8500 Bluffstone Cove, Suite B-103 { "‘ : = 4 DATE: 25 JUL 2016
| gD, " ELEVATOR REFURBISHMENT RE-BID soe

8140 N. Mo Pac Expy Bldg 2, Suite 100 .
Austin, Texas 78759

(512)279-5427 FAX (512)459-2233

77390 .
o3, Austin-Bergstrom 1T+ |
el . " - _ _
[ /o © International Airport M-FP-T1
= 20 OF 35
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© KEY NOTES
1. RE-ROUTE NON—ELEVATOR RELATED FIRE SPRINKLER
PIPE AT THE TOP OF THE HOIST WAY TO OUTSIDE
ELEVATOR HOIST WAY.
o
/ 1\ ELEVATOR #8 & 13 CONCOURSE LEVEL — PLUMBING PLAN
@ SCALE: 1/4"= 1'-0"
|
5| BN
3
3
DRAWING DESCRIPTION: JOB NO.:
1D DOCUMENTS AUSTIN-BERGSTROM INTERNATIONAL AIRPORT INAL ELEVATOR #8 & 13 D —
CHECKED BY:  LB.
RS&EH & ENeotEeH (ALTERNATE)
ENGINEERING CONSULTANTS 2z FILE NAME: L3245—-P-FP-T1.DWG
TBPE Firm 8500 Bluffstone Cove, Suite B-103 DATE: 25 JUL 2016
it fe e ELEVATOR REFURBISHMENT RE-BID SAE
8140 N. Mo Pac Expy Bldg 2, Suite 100 ! ’ ’ ——
Austin, Texas 78759 H
; Austin-Bergstrom o — —_ N |
(512)279-5427 FAX (512)459-2233 - - hd = =
hcon International Airport P FP Tl
Texas Registation Nos: BR 751+ F-3401 06/24/2016 ABIA Project No.. L3245 FDU No.: 4911-8107-A245 CIP No.. 6001.093 No.| Date Issue Description By KEY MAP 210F 35




@

(2

ELEVATOR #1, 2 & 3 CONCOURSE LEVEL — ELECTRICAL PLAN
SCALE: 1/4™= 1'-0"

©

N i

7 7 i

©
1.

KEY NOTES

REPLACE EXISTING NON—GFCI RECEPTACLE IN ELEVATOR
PIT WITH NEW GFCI DUPLEX RECEPTACLE.

REMOVE EXISTING LIGHTING FIXTURE IN ELEVATOR PIT
AND PROVIDE NEW STRIP LIGHTING FIXTURE ON WALL AT
8 AF.F. CONNECT TO EXISTING LIGHTING SWITCH AND
CIRCUIT.

EXISTING LIGHTING SWITCH FOR ELEVATOR PIT SHALL
REMAIN AND RE—USE TO CONTROL NEW LIGHTING
FIXTURE IN ELEVATOR PIT.

LIGHTING ABQOVE ELEVATOR CAB SHALL BE PROVIDED AND
INSTALLED BY ELEVATOR CONTRACTOR.

RELOCATE EXISTING CEILING LIGHT TO NEW LOCATION AS
SHOWN IN' DRAWING. EXISTING LIGHT FIXTURE SHALL BE
CLEANED, RE-LAMPED AND MOUNTED AT 9'-0" AF.F.

REPLACE EXISTING LIGHTING SWITCH WITH NEW MOTION
DETECTOR LIGHT SWITCH

RELOCATE EXISTING DISCONNECT FOR ELEVATOR MACHINE.
ELECTRICAL CONTRACTOR SHALL COORDINATE EXACT
REQUIREMENTS WITH ELEVATOR CONTRACTOR / SUPPLIER
TO CONFIRM IF EXISTING DISCONNECT IS COMPATIBLE
WITH NEW ELEVATOR MACHINE. DISCONNECT SHOULD BE
IN LOCKABLE IN THE OFF POSITION.

PROVIDE AND INSTALL DRY CONTACT. CONTACT SHALL
OPERATE WHEN THE ATS SWITCH IS IN THE
PRE-TRANSFER BACK TO UTILITY POWER POSITION.
REMOVE EXISTING SIX WALL MOUNTED DISCONNECT
SWITCH (FOR ELEVATOR CABS LIGHTS AND AC UNITS).
REPLACE EXISTING CIRCUIT BREAKERS FOR THESE SWITCH
IN EXISTING ELECTRICAL PANEL WITH LOCKABLE CIRCUIT
BREAKERS IN THE 'ON’ POSITION.

NEW CEILING MOUNTED SMOKE DETECTOR & HEAT
DETECTOR, TO CONTROL ELEVATOR. COORDINATE WITH
ELEVATOR MANUFACTURER’S REQUIREMENTS. PROVIDE
SHUNT TRIP IF REQUIRED.

. NEW SMOKE DETECTOR SHALL BE MOUNTED AT TOP OF

HOIST PER ELEVATOR MANUFACTURER'S REQUIREMENTS.

. EXISTING GFCI RECEPTACLE IN ELEVATOR MACHINE ROOM

TO REMAIN.

. DISCONNECT EXISTING VERTICAL PACKAGE A/C UNIT AND

RE—USECIRCUITRY FOR NEW UNIT.

DEMOLITION NOTES

ELEVATOR MACHINE ROOM:

a. ELECTRICAL DISCONNECT FOR ELEVATOR MACHINE TO
BE RELOCATED.

b. REMOVE ALL ELECTRICAL DISCONNECTS FOR ELEVATOR
CAB LIGHTING AND AC UNIT. REMOVE ASSOCIATED
CONDUIT AND CONDUCTOR ELECTRICAL PANEL.

c. EXISTING LIGHTING TO RELOCATE.

d. EXISTING GFCl RECEPTACLE TO REMAIN. REMOVE ALL
NON—GFC| RECEPTACLE (IF ANY) AND REPLACE WITH
NEW GFCI RECEPTACLE.

ELEVATOR PIT:

b. REMOVE ALL LIGHTING FIXTURE IN ELEVATOR PIT. SEE
KEYED NOTE #2 FOR NEW LIGHT.

c. EXISTING GFCI RECEPTACLE TO REMAIN.

d. EXISTING SUMP PUMP TO REMAIN.

RSSH g Eneoreen

TBPE Firm | 8500 Bluffstone Cove, Suite B-103

1141 Austin, Texas 78759 I 512.338.1101
RS&H, Inc. Project No.: 13029.M.AUS
8140 N. Mo Pac Expy Bldg 2, Suite 100

Austin, Texas 78759
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KEY NOTES

REPLACE EXISTING NON—GFCI RECEPTACLE IN ELEVATOR
PIT WITH NEW GFCI DUPLEX RECEPTACLE.

REMOVE EXISTING LIGHTING FIXTURE IN ELEVATOR PIT
AND PROVIDE NEW STRIP LIGHTING FIXTURE ON WALL AT
8 AF.F. CONNECT TO EXISTING LIGHTING SWITCH AND
CIRCUIT.

EXISTING LIGHTING SWITCH FOR ELEVATOR PIT SHALL
REMAIN AND RE—USE TO CONTROL NEW LIGHTING
FIXTURE IN ELEVATOR PIT.

LIGHTING ABQOVE ELEVATOR CAB SHALL BE PROVIDED AND
INSTALLED BY ELEVATOR CONTRACTOR.

RELOCATE EXISTING CEILING LIGHT TO NEW LOCATION AS
SHOWN IN' DRAWING. EXISTING LIGHT FIXTURE SHALL BE
CLEANED, RE-LAMPED AND MOUNTED AT 9'-0" AF.F.

REPLACE EXISTING LIGHTING SWITCH WITH NEW MOTION
DETECTOR LIGHT SWITCH

RELOCATE EXISTING DISCONNECT FOR ELEVATOR MACHINE.
ELECTRICAL CONTRACTOR SHALL COORDINATE EXACT
REQUIREMENTS WITH ELEVATOR CONTRACTOR / SUPPLIER
TO CONFIRM IF EXISTING DISCONNECT IS COMPATIBLE
WITH NEW ELEVATOR MACHINE. DISCONNECT SHOULD BE
IN LOCKABLE IN THE OFF POSITION.

PROVIDE AND INSTALL DRY CONTACT. CONTACT SHALL
OPERATE WHEN THE ATS SWITCH IS IN THE
PRE-TRANSFER BACK TO UTILITY POWER POSITION.
REMOVE EXISTING SIX WALL MOUNTED DISCONNECT
SWITCH (FOR ELEVATOR CABS LIGHTS AND AC UNITS).
REPLACE EXISTING CIRCUIT BREAKERS FOR THESE SWITCH
IN EXISTING ELECTRICAL PANEL WITH LOCKABLE CIRCUIT
BREAKERS IN THE 'ON’ POSITION.

NEW CEILING MOUNTED SMOKE DETECTOR & HEAT
DETECTOR, TO CONTROL ELEVATOR. COORDINATE WITH
ELEVATOR MANUFACTURER’S REQUIREMENTS. PROVIDE
SHUNT TRIP IF REQUIRED.

. NEW SMOKE DETECTOR SHALL BE MOUNTED AT TOP OF

HOIST PER ELEVATOR MANUFACTURER'S REQUIREMENTS.

. EXISTING GFCI RECEPTACLE IN ELEVATOR MACHINE ROOM

TO REMAIN.

. DISCONNECT EXISTING VERTICAL PACKAGE A/C UNIT AND

RE—USECIRCUITRY FOR NEW UNIT.

DEMOLITION NOTES

ELEVATOR MACHINE ROOM:

a. ELECTRICAL DISCONNECT FOR ELEVATOR MACHINE TO
BE RELOCATED.

b. REMOVE ALL ELECTRICAL DISCONNECTS FOR ELEVATOR
CAB LIGHTING AND AC UNIT. REMOVE ASSOCIATED
CONDUIT AND CONDUCTOR ELECTRICAL PANEL.

c. EXISTING LIGHTING TO RELOCATE.

d. EXISTING GFCl RECEPTACLE TO REMAIN. REMOVE ALL
NON—GFC| RECEPTACLE (IF ANY) AND REPLACE WITH
NEW GFCI RECEPTACLE.

ELEVATOR PIT:

b. REMOVE ALL LIGHTING FIXTURE IN ELEVATOR PIT. SEE
KEYED NOTE #2 FOR NEW LIGHT.

c. EXISTING GFCI RECEPTACLE TO REMAIN.

d. EXISTING SUMP PUMP TO REMAIN.
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KEY NOTES

REPLACE ALL EXISTING NON—GFCI RECEPTACLE IN
ELEVATOR PIT WITH NEW GFCI DUPLEX RECEPTACLE.
REMOVE EXISTING LIGHTING FIXTURE IN ELEVATOR PIT
AND PROVIDE NEW STRIP LIGHTING FIXTURE ON WALL AT
8 AF.F. CONNECT TO EXISTING LIGHTING SWITCH AND
CIRCUIT.

EXISTING LIGHTING SWITCH FOR ELEVATOR PIT SHALL
REMAIN AND RE—USE TO CONTROL NEW LIGHTING
FIXTURE IN ELEVATOR PIT.

NEW LIGHTING SWITCH AND STRIP LIGHTING FIXTURE
SHALL BE MOUNTED AS HIGH AS POSSIBLE IN ELEVATOR
HOIST. PROVIDE POWER FROM EXISTING ELEVATOR PIT
LIGHTING CIRCUIT.

EXISTING CEILING LIGHTS TO REMAIN.

REPLACE EXISTING LIGHTING SWITCH WITH NEW MOTION
DETECTOR LIGHT SWITCH

EXISTING DISCONNECT FOR ELEVATOR MACHINE MOTOR TO
REMAIN. ELECTRICAL CONTRACTOR SHALL COORDINATE
EXACT REQUIREMENTS WITH ELEVATOR CONTRACTOR /
SUPPLIER TO CONFIRM IF EXISTING DISCONNECT TO
COMPATIBLE WITH NEW ELEVATOR MACHINE. DISCONNECT
SHOULD BE IN LOCKABLE IN THE OFF POSITION.
PROVIDE AND INSTALL DRY CONTACT. CONTACT SHALL
OPERATE WHEN THE ATS SWITCH IS IN THE
PRE-TRANSFER BACK TO UTILITY POWER POSITION.

110V DISCONNECT FOR POWER OF THE ELEVATOR CAB
LIGHTING SHALL BE SURFACE MOUNTED ON WALL.
DISCONNECT SHALL BE LOCKABLE IN THE 'ON’ POSITION.
NEW CEILING MOUNTED SMOKE DETECTOR & HEAT
DETECTOR, TO CONTROL ELEVATOR. COORDINATE WITH
ELEVATOR MANUFACTURER’S REQUIREMENTS. PROVIDE
SHUNT TRIP IF REQUIRED.

. NEW SMOKE DETECTOR SHALL BE MOUNTED AT TOP OF

HOIST PER ELEVATOR MANUFACTURER'S REQUIREMENTS.

. EXISTING GFCI RECEPTACLE IN ELEVATOR MACHINE ROOM

TO REMAIN.

. NEW GFCI RECEPTACLE SHALL BE MOUNTED ON WALL IN

ELEVATOR HOIST ADJACENT TO LIGHTING SWITCH. PROVIDE
POWER FROM EXISTING ELEVATOR PIT RECEPTACLE
CIRCUIT.

DEMOLITION NOTES

ELEVATOR MACHINE ROOM:

a. ELECTRICAL DISCONNECT FOR ELEVATOR MACHINE TO
REMAIN.

b. REMOVE ELECTRICAL DISCONNECT FOR ELEVATOR CAB
LIGHTING. REMOVE ASSOCIATED CONDUIT AND
CONDUCTOR TO NEAREST JUNCTION BOX.

c. EXISTING LIGHTING TO REMAIN.

d. EXISTING GFCl RECEPTACLE TO REMAIN. REMOVE ALL
NON—GFC| RECEPTACLE (IF ANY) AND REPLACE WITH
NEW GFCI RECEPTACLE.

ELEVATOR PIT:

b. REMOVE ALL LIGHTING FIXTURE IN ELEVATOR PIT. SEE
KEYED NOTE #2 FOR NEW LIGHT.

c. EXISTING GFCI RECEPTACLE TO REMAIN.

d. EXISTING SUMP PUMP TO REMAIN.

MAGNETIC noy
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118" WEST

ARPORT GRID NORTH

{ZSTATE PLANE 122" FAST
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KEY NOTES

REPLACE EXISTING NON—GFCI RECEPTACLE IN ELEVATOR
PIT WITH NEW GFCI DUPLEX RECEPTACLE.

REMOVE EXISTING LIGHTING FIXTURE IN ELEVATOR PIT
AND PROVIDE NEW STRIP LIGHTING FIXTURE ON WALL AT
8 AF.F. CONNECT TO EXISTING LIGHTING SWITCH AND
CIRCUIT.

RELOCATE EXISTING LIGHTING SWITCH FOR ELEVATOR PIT
TO WALL ADJACENT TO PIT ACCESS LADDER AND RE—USE
TO CONTROL NEW LIGHTING FIXTURE IN ELEVATOR PIT.
REPLACE EXISTING LIGHTING WITH 2 NEW STRIP LIGHTING
FIXTURES SHALL BE MOUNTED AT 9'-0" AF.F IN
ELEVATOR HOIST. RE-USE EXISTING CIRCUIT AND SWITCH.

EXISTING CEILING LIGHTS TO REMAIN.

REPLACE EXISTING LIGHTING SWITCH WITH NEW MOTION
DETECTOR LIGHT SWITCH

EXISTING DISCONNECT FOR ELEVATOR MACHINE MOTOR TO
REMAIN. ELECTRICAL CONTRACTOR SHALL COORDINATE
EXACT REQUIREMENTS WITH ELEVATOR CONTRACTOR /
SUPPLIER TO CONFIRM IF EXISTING DISCONNECT TO
COMPATIBLE WITH NEW ELEVATOR MACHINE. DISCONNECT
SHOULD BE IN LOCKABLE IN THE OFF POSITION.
PROVIDE AND INSTALL DRY CONTACT. CONTACT SHALL
OPERATE WHEN THE ATS SWITCH IS IN THE
PRE-TRANSFER BACK TO UTILITY POWER POSITION.
REPLACE WALL MOUNTED SWITCH FOR ELEVATOR CAB
LIGHT WITH SURFACE MOUNTED 110V DISCONNECT.
DISCONNECT SHALL BE LOCKABLE IN THE 'ON’ POSITION.
NEW CEILING MOUNTED SMOKE DETECTOR & HEAT
DETECTOR, TGO CONTROL ELEVATOR. COORDINATE WITH
ELEVATOR MANUFACTURER’S REQUIREMENTS. PROVIDE
SHUNT TRIP IF REQUIRED.

. NEW SMOKE DETECTOR SHALL BE MOUNTED AT TOP OF

HOIST PER ELEVATOR MANUFACTURER'S REQUIREMENTS.

. EXISTING GFCI RECEPTACLE IN ELEVATOR MACHINE ROOM

TO REMAIN.

. REPLACE EXISTING DUPLEX RECEPTACLE FOR ELEVATOR

PIT SUMP PUMP WITH SIMPLEX GFClI RECEPTACLE.

. NEW GFCI RECEPTACLE SHALL BE MOUNTED ON WALL IN

ELEVATOR HOIST. PROVIDE POWER FROM EXISTING
ELEVATOR PIT RECEPTACLE CIRCUIT.

. EXISTING LIGHTING SWITCH TO REMAIN.

DEMOLITION NOTES

ELEVATOR MACHINE ROOM:

a. ELECTRICAL DISCONNECT FOR ELEVATOR MACHINE TO
REMAIN.

b. ELEVATOR CONTROLLER FOR ELEVATOR MACHINE TO
REMAIN.

c. REMOVE ELECTRICAL SWITCHES FOR ELEVATOR CAB
LIGHTING.

d. EXISTING LIGHTING TO REMAIN.

e. EXISTING GFCl RECEPTACLE TO REMAIN. REMOVE ALL
NON—GFCI RECEPTACLE (IF ANY) AND REPLACE WITH
NEW GFCI RECEPTACLE.

ELEVATOR PIT:

b. REMOVE ALL LIGHTING FIXTURE IN ELEVATOR PIT. SEE
KEYED NOTE #2 FOR NEW LIGHT.

c. EXISTING GFCI RECEPTACLE TO REMAIN.

d. EXISTING SUMP PUMP TO REMAIN.
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2 ELEVATOR #5 PENTHOUSE LEVEL — ELECTRICAL PLAN

E-FP-T5 SCALE: 1/4"= 1'-0"

© KEY NOTES

1. REPLACE EXISTING NON—GFCI RECEPTACLE IN ELEVATOR
PIT WITH NEW GFCI DUPLEX RECEPTACLE.

2. REMOVE EXISTING LIGHTING FIXTURE IN ELEVATOR PIT
AND PROVIDE NEW STRIP LIGHTING FIXTURE ON WALL AT
8 AF.F. CONNECT TO EXISTING LIGHTING SWITCH AND
CIRCUIT.

3. RELOCATE EXISTING LIGHTING SWITCH FOR ELEVATOR PIT
TO WALL ADJACENT TO PIT ACCESS LADDER AND RE—USE
TO CONTROL NEW LIGHTING FIXTURE IN ELEVATOR PIT.

4. REPLACE EXISTING LIGHTING WITH 2 NEW STRIP LIGHTING
FIXTURES SHALL BE MOUNTED AT 9'-0" AF.F IN
ELEVATOR HOIST. RE-USE EXISTING CIRCUIT AND SWITCH.

5. EXISTING CEILING LIGHTS TO REMAIN.

6. REPLACE EXISTING LIGHTING SWITCH WITH NEW MOTION
DETECTOR LIGHT SWITCH

7. EXISTING DISCONNECT FOR ELEVATOR MACHINE MOTOR TO
REMAIN. ELECTRICAL CONTRACTOR SHALL COORDINATE
EXACT REQUIREMENTS WITH ELEVATOR CONTRACTOR /
SUPPLIER TO CONFIRM IF EXISTING DISCONNECT TO
COMPATIBLE WITH NEW ELEVATOR MACHINE. DISCONNECT
SHOULD BE IN LOCKABLE IN THE OFF POSITION.
PROVIDE AND INSTALL DRY CONTACT. CONTACT SHALL
OPERATE WHEN THE ATS SWITCH IS IN THE
PRE-TRANSFER BACK TO UTILITY POWER POSITION.

8. REPLACE WALL MOUNTED SWITCH FOR ELEVATOR CAB
LIGHT WITH SURFACE MOUNTED 110V DISCONNECT.
DISCONNECT SHALL BE LOCKABLE IN THE 'ON’ POSITION.

9. NEW CEILING MOUNTED SMOKE DETECTOR & HEAT
DETECTOR, TO CONTROL ELEVATOR. COORDINATE WITH
ELEVATOR MANUFACTURER'S REQUIREMENTS. PROVIDE
SHUNT TRIP IF REQUIRED.

10. NEW SMOKE DETECTOR SHALL BE MOUNTED AT TOP OF
HOIST PER ELEVATOR MANUFACTURER'S REQUIREMENTS.
11. EXISTING GFCI RECEPTACLE IN ELEVATOR MACHINE ROOM

TO REMAIN.

12. REPLACE EXISTING DUPLEX RECEPTACLE FOR ELEVATOR
PIT SUMP PUMP WITH SIMPLEX GFCI RECEPTACLE.

13. NEW GFCI RECEPTACLE SHALL BE MOUNTED ON WALL IN
ELEVATOR HOIST. PROVIDE POWER FROM EXISTING
ELEVATOR PIT RECEPTACLE CIRCUIT.

14. EXISTING LIGHTING SWITCH TO REMAIN.

DEMOLITION NOTES

A. ELEVATOR MACHINE ROOM:
a. ELECTRICAL DISCONNECT FOR ELEVATOR MACHINE TO

REMAIN.

b. ELEVATOR CONTROLLER FOR ELEVATOR MACHINE TO
REMAIN.

c. REMOVE ELECTRICAL SWITCHES FOR ELEVATOR CAB
LIGHTING.

d. EXISTING LIGHTING TO REMAIN.

e. EXISTING GFCI RECEPTACLE TO REMAIN. REMOVE ALL
NON—GFCI RECEPTACLE (IF ANY) AND REPLACE WITH
NEW GFCI RECEPTACLE.

B. ELEVATOR PIT:

b. REMOVE ALL LIGHTING FIXTURE IN ELEVATOR PIT. SEE
KEYED NOTE #2 FOR NEW LIGHT.

c. EXISTING GFClI RECEPTACLE TO REMAIN.

d. EXISTING SUMP PUMP TO REMAIN.
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/ 2\ ELEVATOR #6 APRON LEVEL — ELECTRICAL PLAN

‘W SCALE: 1/4"= 1'-0"

© KEY NOTES
1.

REPLACE EXISTING NON—GFCI RECEPTACLE IN ELEVATOR
PIT WITH NEW GFCI DUPLEX RECEPTACLE.

2. REMOVE EXISTING LIGHTING FIXTURE IN ELEVATOR PIT
AND PROVIDE NEW STRIP LIGHTING FIXTURE ON WALL AT
8 AF.F. CONNECT TO EXISTING LIGHTING SWITCH AND
CIRCUIT.

3. RELOCATE EXISTING LIGHTING SWITCH FOR ELEVATOR PIT
TO WALL ADJACENT TO PIT ACCESS LADDER AND RE—USE
TO CONTROL NEW LIGHTING FIXTURE IN ELEVATOR PIT.

4. NEW LIGHTING SWITCH AND STRIP LIGHTING FIXTURE
SHALL BE MOUNTED AS HIGH AS POSSIBLE IN ELEVATOR
HOIST PER ELEVATOR MANUFACTURER'S REQUIREMENTS.
PROVIDE POWER FROM EXISTING ELEVATOR PIT LIGHTING
CIRCUIT.

5. EXISTING CEILING LIGHT SHALL BE RELOCATED TO FRONT
OF ELEVATOR CONTROL AND RELAY TO PROVIDE
SUFFICIENT LIGHTING OUTPUT ON THE CONTROLS AND
RELAYS INSIDE THE ELEVATOR CONTROL BOX.

6. REPLACE EXISTING LIGHTING SWITCH WITH NEW MOTION
DETECTOR LIGHT SWITCH

7. EXISTING DISCONNECT FOR ELEVATOR MACHINE MOTOR TO
REMAIN. ELECTRICAL CONTRACTOR SHALL COORDINATE
EXACT REQUIREMENTS WITH ELEVATOR CONTRACTOR /
SUPPLIER TO CONFIRM IF EXISTING DISCONNECT TO
COMPATIBLE WITH NEW ELEVATOR MACHINE. DISCONNECT
SHOULD BE IN LOCKABLE IN THE OFF POSITION.
PROVIDE AND INSTALL DRY CONTACT. CONTACT SHALL
OPERATE WHEN THE ATS SWITCH IS IN THE
PRE-TRANSFER BACK TO UTILITY POWER POSITION.

8. 110V DISCONNECT FOR POWER OF THE ELEVATOR CAB
LIGHTING SHALL BE SURFACE MOUNTED ON WALL.
DISCONNECT SHALL BE LOCKABLE IN THE 'ON’ POSITION.

9. NEW CEILING MOUNTED SMOKE DETECTOR & HEAT
DETECTOR, TO CONTROL ELEVATOR. COORDINATE WITH
ELEVATOR MANUFACTURER'S REQUIREMENTS. PROVIDE
SHUNT TRIP IF REQUIRED.

10. NEW SMOKE DETECTOR SHALL BE MOUNTED AT TOP OF
HOIST PER ELEVATOR MANUFACTURER'S REQUIREMENTS.
. EXISTING GFCI RECEPTACLE IN ELEVATOR MACHINE ROOM

TO REMAIN.
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DEMOLITION NOTES
A. ELEVATOR MACHINE ROOM:

a. ELECTRICAL DISCONNECT FOR ELEVATOR MACHINE TO
REMAIN.

b. REMOVE ELECTRICAL DISCONNECT FOR ELEVATOR CAB
LIGHTING. REMOVE ASSOCIATED CONDUIT AND
CONDUCTORS TO NEAREST JUNCTION BOX.

c. EXISTING LIGHTING TO REMAIN.

d. EXISTING GFCl RECEPTACLE TO REMAIN. REMOVE ALL
NON—GFC| RECEPTACLE (IF ANY) AND REPLACE WITH
NEW GFCI RECEPTACLE.

B. ELEVATOR PIT:

b. REMOVE LIGHTING FIXTURES IN ELEVATOR PIT. SEE
KEYED NOTE #2 FOR NEW LIGHT.

c. EXISTING GFCI RECEPTACLE TO REMAIN.

d. EXISTING SUMP PUMP TO REMAIN.
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KEY NOTES

REPLACE EXISTING NON—GFCI RECEPTACLE IN ELEVATOR
PIT WITH NEW GFCI DUPLEX RECEPTACLE.

REMOVE EXISTING LIGHTING FIXTURE IN ELEVATOR PIT
AND PROVIDE NEW STRIP LIGHTING FIXTURE ON WALL AT
8 AF.F. CONNECT TO EXISTING LIGHTING SWITCH AND
CIRCUIT.

RELOCATE EXISTING LIGHTING SWITCH FOR ELEVATOR PIT
TO WALL ADJACENT TO PIT ACCESS LADDER AND RE—USE
TO CONTROL NEW LIGHTING FIXTURE IN ELEVATOR PIT.

NEW LIGHTING SWITCH AND STRIP LIGHTING FIXTURE
SHALL BE MOUNTED AS HIGH AS POSSIBLE IN ELEVATOR
HOIST PER ELEVATOR MANUFACTURER'S REQUIREMENTS.
PROVIDE POWER FROM EXISTING ELEVATOR PIT LIGHTING
CIRCUIT.

EXISTING CEILING LIGHT SHALL BE RELOCATED TO FRONT
OF ELEVATOR CONTROL AND RELAY TO PROVIDE
SUFFICIENT LIGHTING OUTPUT ON THE CONTROLS AND
RELAYS INSIDE THE ELEVATOR CONTROL BOX.

REPLACE EXISTING LIGHTING SWITCH WITH NEW MOTION
DETECTOR LIGHT SWITCH

EXISTING DISCONNECT FOR ELEVATOR MACHINE MOTOR TO
REMAIN. ELECTRICAL CONTRACTOR SHALL COORDINATE
EXACT REQUIREMENTS WITH ELEVATOR CONTRACTOR /
SUPPLIER TO CONFIRM IF EXISTING DISCONNECT TO
COMPATIBLE WITH NEW ELEVATOR MACHINE. DISCONNECT
SHOULD BE IN LOCKABLE IN THE OFF POSITION.
PROVIDE AND INSTALL DRY CONTACT. CONTACT SHALL
OPERATE WHEN THE ATS SWITCH IS IN THE
PRE-TRANSFER BACK TO UTILITY POWER POSITION.

110V DISCONNECT FOR POWER OF THE ELEVATOR CAB
LIGHTING SHALL BE SURFACE MOUNTED ON WALL.
DISCONNECT SHALL BE LOCKABLE IN THE 'ON’ POSITION.
NEW CEILING MOUNTED SMOKE DETECTOR & HEAT
DETECTOR, TO CONTROL ELEVATOR. COORDINATE WITH
ELEVATOR MANUFACTURER'S REQUIREMENTS. PROVIDE
SHUNT TRIP IF REQUIRED.

. NEW SMOKE DETECTOR SHALL BE MOUNTED AT TOP OF

HOIST PER ELEVATOR MANUFACTURER'S REQUIREMENTS.

. EXISTING GFCI RECEPTACLE IN ELEVATOR MACHINE ROOM

TO REMAIN.

DEMOLITION NOTES

ELEVATOR MACHINE ROOM:

a. ELECTRICAL DISCONNECT FOR ELEVATOR MACHINE TO
REMAIN.

b. REMOVE ELECTRICAL DISCONNECT FOR ELEVATOR CAB
LIGHTING. REMOVE ASSOCIATED CONDUIT AND
CONDUCTORS TO NEAREST JUNCTION BOX.

c. EXISTING LIGHTING TO REMAIN.

d. EXISTING GFCl RECEPTACLE TO REMAIN. REMOVE ALL
NON—GFC| RECEPTACLE (IF ANY) AND REPLACE WITH
NEW GFCI RECEPTACLE.

ELEVATOR PIT:

b. REMOVE LIGHTING FIXTURES IN ELEVATOR PIT. SEE
KEYED NOTE #2 FOR NEW LIGHT.

c. EXISTING GFCI RECEPTACLE TO REMAIN.

d. EXISTING SUMP PUMP TO REMAIN.
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ELEVATOR #8 & 13 CONCOURSE LEVEL — ELECTRICAL PLAN

SCALE: 1/4"= 1'-0"

N/

© KEY NOTES
1.

REPLACE EXISTING NON—GFCI RECEPTACLE IN ELEVATOR
PIT WITH NEW GFCI DUPLEX RECEPTACLE.

2. REMOVE EXISTING LIGHTING FIXTURE IN ELEVATOR PIT
AND PROVIDE NEW STRIP LIGHTING FIXTURE ON WALL AT
8 AF.F. CONNECT TO EXISTING LIGHTING SWITCH AND
CIRCUIT.

3. RELOCATE EXISTING LIGHTING SWITCH FOR ELEVATOR PIT
TO WALL ADJACENT TO PIT ACCESS LADDER AND RE—USE
TO CONTROL NEW LIGHTING FIXTURE IN ELEVATOR PIT.

4. NEW LIGHTING SWITCH AND STRIP LIGHTING FIXTURE
SHALL BE MOUNTED AS HIGH AS POSSIBLE IN ELEVATOR
HOIST PER ELEVATOR MANUFACTURER'S REQUIREMENTS.
PROVIDE POWER FROM EXISTING ELEVATOR PIT LIGHTING
CIRCUIT.

5. EXISTING CEILING LIGHT SHALL BE RELOCATED TO FRONT
OF ELEVATOR CONTROL AND RELAY TO PROVIDE
SUFFICIENT LIGHTING OUTPUT ON THE CONTROLS AND
RELAYS INSIDE THE ELEVATOR CONTROL BOX.

6. REPLACE EXISTING LIGHTING SWITCH WITH NEW MOTION
DETECTOR LIGHT SWITCH

7. EXISTING DISCONNECT FOR ELEVATOR MACHINE MOTOR TO
REMAIN. ELECTRICAL CONTRACTOR SHALL COORDINATE
EXACT REQUIREMENTS WITH ELEVATOR CONTRACTOR /
SUPPLIER TO CONFIRM IF EXISTING DISCONNECT TO
COMPATIBLE WITH NEW ELEVATOR MACHINE. DISCONNECT
SHOULD BE IN LOCKABLE IN THE OFF POSITION.
PROVIDE AND INSTALL DRY CONTACT. CONTACT SHALL
OPERATE WHEN THE ATS SWITCH IS IN THE
PRE-TRANSFER BACK TO UTILITY POWER POSITION.

8. 110V DISCONNECT FOR POWER OF THE ELEVATOR CAB
LIGHTING SHALL BE SURFACE MOUNTED ON WALL.
DISCONNECT SHALL BE LOCKABLE IN THE 'ON’ POSITION.

9. NEW CEILING MOUNTED SMOKE DETECTOR & HEAT
DETECTOR, TO CONTROL ELEVATOR. COORDINATE WITH
ELEVATOR MANUFACTURER'S REQUIREMENTS. PROVIDE
SHUNT TRIP IF REQUIRED.

10. NEW SMOKE DETECTOR SHALL BE MOUNTED AT TOP OF
HOIST PER ELEVATOR MANUFACTURER'S REQUIREMENTS.
. EXISTING GFCI RECEPTACLE IN ELEVATOR MACHINE ROOM

TO REMAIN.

(\ EEH6/P1
Q = A
@H© &

@jlz,me ~EEHDP1

DEMOLITION NOTES
A. ELEVATOR MACHINE ROOM:

a. ELECTRICAL DISCONNECT FOR ELEVATOR MACHINE TO
REMAIN.

b. REMOVE ELECTRICAL DISCONNECT FOR ELEVATOR CAB
LIGHTING. REMOVE ASSOCIATED CONDUIT AND
CONDUCTORS TO NEAREST JUNCTION BOX.

c. EXISTING LIGHTING TO REMAIN.

d. EXISTING GFCl RECEPTACLE TO REMAIN. REMOVE ALL
NON—GFC| RECEPTACLE (IF ANY) AND REPLACE WITH
NEW GFCI RECEPTACLE.

B. ELEVATOR PIT:

b. REMOVE LIGHTING FIXTURES IN ELEVATOR PIT. SEE
KEYED NOTE #2 FOR NEW LIGHT.

c. EXISTING GFCI RECEPTACLE TO REMAIN.

d. EXISTING SUMP PUMP TO REMAIN.
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ELEVATOR #10 MEZZANINE LEVEL — ELECTRICAL PLAN

SCALE: 1/4"= 1'-0"

©
1.

A.

B.

KEY NOTES

REPLACE ALL EXISTING NON—GFCI RECEPTACLE IN
ELEVATOR PIT WITH NEW GFCI DUPLEX RECEPTACLE.

REMOVE EXISTING LIGHTING FIXTURE IN ELEVATOR PIT
AND PROVIDE NEW STRIP LIGHTING FIXTURE ON WALL AT
8 AF.F. CONNECT TO EXISTING LIGHTING SWITCH AND
CIRCUIT.

RELOCATE EXISTING LIGHTING SWITCH FOR ELEVATOR PIT
TO WALL ADJACENT TO PIT ACCESS LADDER AND RE—USE
TO CONTROL NEW LIGHTING FIXTURE IN ELEVATOR PIT.

LIGHTING ABQOVE ELEVATOR CAB SHALL BE PROVIDED AND
INSTALLED BY ELEVATOR CONTRACTOR.

EXISTING CEILING LIGHT SHALL BE RELOCATED TO FRONT
OF ELEVATOR CONTROLS AND RELAYS TO PROVIDE
SUFFICIENT LIGHTING OUTPUT ON THE CONTROLS AND
RELAYS INSIDE THE ELEVATOR CONTROL BOX.

REPLACE EXISTING LIGHTING SWITCH WITH NEW MOTION
DETECTOR LIGHT SWITCH

EXISTING DISCONNECT FOR ELEVATOR MACHINE MOTOR TO
REMAIN. ELECTRICAL CONTRACTOR SHALL COORDINATE
EXACT REQUIREMENTS WITH ELEVATOR CONTRACTOR /
SUPPLIER TO CONFIRM IF EXISTING DISCONNECT TO
COMPATIBLE WITH NEW ELEVATOR MACHINE. DISCONNECT
SHOULD BE IN LOCKABLE IN THE OFF POSITION.
PROVIDE AND INSTALL DRY CONTACT. CONTACT SHALL
OPERATE WHEN THE ATS SWITCH IS IN THE
PRE-TRANSFER BACK TO UTILITY POWER POSITION.
REMOVE EXISTING WALL MOUNTED SWITCH FOR ELEVATOR
CAB LIGHT. RE—ROUTE WIRING TO NEW SURFACE
MOUNTED 110V DISCONNECT. DISCONNECT SHALL BE
LOCKABLE IN THE 'ON’ POSITION.

NEW CEILING MOUNTED SMOKE DETECTOR & HEAT
DETECTOR, TO CONTROL ELEVATOR. COORDINATE WITH
ELEVATOR MANUFACTURER’S REQUIREMENTS. PROVIDE
SHUNT TRIP IF REQUIRED.

. NEW SMOKE DETECTOR SHALL BE MOUNTED AT TOP OF

HOIST PER ELEVATOR MANUFACTURER'S REQUIREMENTS.

. EXISTING GFCI RECEPTACLE IN ELEVATOR MACHINE ROOM

TO REMAIN.

. REPLACE EXISTING DUPLEX RECEPTACLE FOR ELEVATOR

PIT SUMP PUMP WITH SIMPLEX GFCI RECEPTACLE.

. NEW CEILING MOUNTED HEAT DETECTOR, TO CONTROL

ELEVATOR. COORDINATE WITH ELEVATOR MANUFACTURER’S
REQUIREMENTS. PROVIDE AUXILIARY AS CONTACT IF
REQUIRED.

. DISCONNECT EXISTING VERTICAL PACKAGE A/C UNIT AND

RE—USECIRCUITRY FOR NEW UNIT.

DEMOLITION NOTES

ELEVATOR MACHINE ROOM:

a. ELECTRICAL DISCONNECT FOR ELEVATOR MACHINE TO
REMAIN.

b. REMOVE SWITCHES FOR ELEVATOR CAB LIGHTING.

RE—ROUTE ASSOCIATED CONDUIT AND CONDUCTORS

TO NEW DISCONNECT LOCATION.

EXISTING LIGHTING TO REMAIN.

d. EXISTING GFCI RECEPTACLE TO REMAIN. REMOVE ALL
NON—GFCI RECEPTACLE (IF ANY) AND REPLACE WITH
NEW GFCI RECEPTACLE.

ELEVATOR PIT:

b. REMOVE LIGHTING FIXTURES IN ELEVATOR PIT. SEE
KEYED NOTE #2 FOR NEW LIGHT.

c. EXISTING GFClI RECEPTACLE TO REMAIN.

d. EXISTING SUMP PUMP TO REMAIN.
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/"2 ELEVATOR #11 MEZZANINE LEVEL — ELECTRICAL PLAN

@ SCALE: 1/4"°= 1'-0"

© KEY NOTES
1.

REPLACE ALL EXISTING NON—GFCI RECEPTACLE IN
ELEVATOR PIT WITH NEW GFCI DUPLEX RECEPTACLE.

2. REMOVE EXISTING LIGHTING FIXTURE IN ELEVATOR PIT
AND PROVIDE NEW STRIP LIGHTING FIXTURE ON WALL AT
8 AF.F. CONNECT TO EXISTING LIGHTING SWITCH AND
CIRCUIT.

3. RELOCATE EXISTING LIGHTING SWITCH FOR ELEVATOR PIT
TO WALL ADJACENT TO PIT ACCESS LADDER AND RE—USE
TO CONTROL NEW LIGHTING FIXTURE IN ELEVATOR PIT.

4. LIGHTING ABOVE ELEVATOR CAB SHALL BE PROVIDED AND
INSTALLED BY ELEVATOR CONTRACTOR.

5. EXISTING CEILING LIGHT SHALL BE RELOCATED TO FRONT
OF ELEVATOR CONTROLS AND RELAYS TO PROVIDE
SUFFICIENT LIGHTING OUTPUT ON THE CONTROLS AND
RELAYS INSIDE THE ELEVATOR CONTROL BOX.

6. REPLACE EXISTING LIGHTING SWITCH WITH NEW MOTION
DETECTOR LIGHT SWITCH

7. EXISTING DISCONNECT FOR ELEVATOR MACHINE MOTOR TO
REMAIN. ELECTRICAL CONTRACTOR SHALL COORDINATE
EXACT REQUIREMENTS WITH ELEVATOR CONTRACTOR /
SUPPLIER TO CONFIRM IF EXISTING DISCONNECT TO
COMPATIBLE WITH NEW ELEVATOR MACHINE. DISCONNECT
SHOULD BE IN LOCKABLE IN THE OFF POSITION.
PROVIDE AND INSTALL DRY CONTACT. CONTACT SHALL
OPERATE WHEN THE ATS SWITCH IS IN THE
PRE-TRANSFER BACK TO UTILITY POWER POSITION.

8. REMOVE EXISTING WALL MOUNTED SWITCH FOR ELEVATOR
CAB LIGHT. RE-ROUTE WIRING TO NEW SURFACE
MOUNTED 110V DISCONNECT. DISCONNECT SHALL BE
LOCKABLE IN THE 'ON’ POSITION.

9. NEW CEILING MOUNTED SMOKE DETECTOR & HEAT
DETECTOR, TO CONTROL ELEVATOR. COORDINATE WITH
ELEVATOR MANUFACTURER'S REQUIREMENTS. PROVIDE
SHUNT TRIP IF REQUIRED.

10. NEW SMOKE DETECTOR SHALL BE MOUNTED AT TOP OF
HOIST PER ELEVATOR MANUFACTURER'S REQUIREMENTS.
11. EXISTING GFCI RECEPTACLE IN ELEVATOR MACHINE ROOM

TO REMAIN.

12. REPLACE EXISTING DUPLEX RECEPTACLE FOR ELEVATOR
PIT SUMP PUMP WITH SIMPLEX GFCI RECEPTACLE.

13. NEW CEILING MOUNTED HEAT DETECTOR, TO CONTROL
ELEVATOR. COORDINATE WITH ELEVATOR MANUFACTURER’'S
REQUIREMENTS. PROVIDE AUXILIARY AS CONTACT IF
REQUIRED.

14. DISCONNECT EXISTING VERTICAL PACKAGE A/C UNIT AND
RE—USECIRCUITRY FOR NEW UNIT.
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DEMOLITION NOTES
A. ELEVATOR MACHINE ROOM:

a. ELECTRICAL DISCONNECT FOR ELEVATOR MACHINE TO

REMAIN.

b. REMOVE SWITCHES FOR ELEVATOR CAB LIGHTING.
RE—ROUTE ASSOCIATED CONDUIT AND CONDUCTORS
TO NEW DISCONNECT LOCATION.

EXISTING LIGHTING TO REMAIN.
d. EXISTING GFCI RECEPTACLE TO REMAIN. REMOVE ALL
NON—GFCI RECEPTACLE (IF ANY) AND REPLACE WITH
NEW GFCI RECEPTACLE.
B. ELEVATOR PIT:
b. REMOVE LIGHTING FIXTURES IN ELEVATOR PIT. SEE
KEYED NOTE #2 FOR NEW LIGHT.
c. EXISTING GFClI RECEPTACLE TO REMAIN.
d. EXISTING SUMP PUMP TO REMAIN.
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ELEVATOR #14 MEZZANINE LEVEL — ELECTRICAL PLAN

SCALE: 1/4"= 1'-0"
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ELEVATOR #14 APRON LEVEL — ELECTRICAL PLAN

SCALE: 1/4"= 1'-0"
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A.

B.

. NEW SMOKE DETECTOR SHALL BE MOUNTED AT TOP OF
. EXISTING GFCI RECEPTACLE IN ELEVATOR MACHINE ROOM
. REPLACE EXISTING DUPLEX RECEPTACLE FOR ELEVATOR

. NEW CEILING MOUNTED HEAT DETECTOR, TO CONTROL

. DISCONNECT EXISTING VERTICAL PACKAGE A/C UNIT AND

KEY NOTES

REPLACE ALL EXISTING NON—GFCI RECEPTACLE IN
ELEVATOR PIT WITH NEW GFCI DUPLEX RECEPTACLE.

REMOVE EXISTING LIGHTING FIXTURE IN ELEVATOR PIT
AND PROVIDE NEW STRIP LIGHTING FIXTURE ON WALL AT
8 AF.F. CONNECT TO EXISTING LIGHTING SWITCH AND
CIRCUIT.

RELOCATE EXISTING LIGHTING SWITCH FOR ELEVATOR PIT
TO WALL ADJACENT TO PIT ACCESS LADDER AND RE—USE
TO CONTROL NEW LIGHTING FIXTURE IN ELEVATOR PIT.

LIGHTING ABQOVE ELEVATOR CAB SHALL BE PROVIDED AND
INSTALLED BY ELEVATOR CONTRACTOR.

EXISTING CEILING LIGHT SHALL BE RELOCATED TO FRONT
OF ELEVATOR CONTROLS AND RELAYS TO PROVIDE
SUFFICIENT LIGHTING OUTPUT ON THE CONTROLS AND
RELAYS INSIDE THE ELEVATOR CONTROL BOX.

REPLACE EXISTING LIGHTING SWITCH WITH NEW MOTION
DETECTOR LIGHT SWITCH

EXISTING DISCONNECT FOR ELEVATOR MACHINE MOTOR TO
REMAIN. ELECTRICAL CONTRACTOR SHALL COORDINATE
EXACT REQUIREMENTS WITH ELEVATOR CONTRACTOR /
SUPPLIER TO CONFIRM IF EXISTING DISCONNECT TO
COMPATIBLE WITH NEW ELEVATOR MACHINE. DISCONNECT
SHOULD BE IN LOCKABLE IN THE OFF POSITION.
PROVIDE AND INSTALL DRY CONTACT. CONTACT SHALL
OPERATE WHEN THE ATS SWITCH IS IN THE
PRE-TRANSFER BACK TO UTILITY POWER POSITION.
REMOVE EXISTING WALL MOUNTED SWITCH FOR ELEVATOR
CAB LIGHT. RE—ROUTE WIRING TO NEW SURFACE
MOUNTED 110V DISCONNECT. DISCONNECT SHALL BE
LOCKABLE IN THE 'ON’ POSITION.

NEW CEILING MOUNTED SMOKE DETECTOR & HEAT
DETECTOR, TO CONTROL ELEVATOR. COORDINATE WITH
ELEVATOR MANUFACTURER’S REQUIREMENTS. PROVIDE
SHUNT TRIP IF REQUIRED.

HOIST PER ELEVATOR MANUFACTURER'S REQUIREMENTS.
TO REMAIN.
PIT SUMP PUMP WITH SIMPLEX GFCI RECEPTACLE.

ELEVATOR. COORDINATE WITH ELEVATOR MANUFACTURER’S
REQUIREMENTS. PROVIDE AUXILIARY AS CONTACT IF
REQUIRED.

RE—USECIRCUITRY FOR NEW UNIT.

DEMOLITION NOTES

ELEVATOR MACHINE ROOM:

a. ELECTRICAL DISCONNECT FOR ELEVATOR MACHINE TO
REMAIN.

b. REMOVE SWITCHES FOR ELEVATOR CAB LIGHTING.

RE—ROUTE ASSOCIATED CONDUIT AND CONDUCTORS

TO NEW DISCONNECT LOCATION.

EXISTING LIGHTING TO REMAIN.

d. EXISTING GFCI RECEPTACLE TO REMAIN. REMOVE ALL
NON—GFCI RECEPTACLE (IF ANY) AND REPLACE WITH
NEW GFCI RECEPTACLE.

ELEVATOR PIT:

b. REMOVE LIGHTING FIXTURES IN ELEVATOR PIT. SEE
KEYED NOTE #2 FOR NEW LIGHT.

c. EXISTING GFClI RECEPTACLE TO REMAIN.

d. EXISTING SUMP PUMP TO REMAIN.
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ELECTRICAL LEGENDS

LIGHTING FIXTURE SCHEDULE

=© - DUPLEX CONVENIENCE RECEPTACLE OUTLET

=@ - QUADAPLEX CONVENIENCE RECEPTACLE OUTLET

—® « SPECIAL PURPOSE RECEPTACLE

K] ¢ DATA OUTLET

$M + MOTION DETECTOR SWITCH AT 44" OR AS NOTED.

* SINGLE POLE LIGHT SWITCH TO BE MOUNTED AT 44” OR AS NOTED
« ELECTRICAL JUNCTION BOX

« ELECTRICAL PANEL

« INDICATED 1—PHASE HOMERUN TO PANELBOARD XX, CIRCUIT ##

$
.
\“(/ « INDICATED 1—PHASE, 2—POLE HOMERUN TO PANELBOARD XX, CIRCUIT ##, ##
\M/ - INDICATED 3—PHASE HOMERUN TO PANELBOARD XX, CIRCUIT ##, ##, 4
~ . INDICATED CIRCUIT IN CONDUIT RUN IN FLOOR OR UNDERGROUND
« INDICATED CIRCUIT IN CONDUIT CONCEALED IN WALLS OR ABOVE CEILING.
+ UNDERGROUND ELECTRICAL CONDUIT
+ UNDERGROUND COMMUNICATION / LOW VOLTAGE CONDUIT

N

£ U/G

c u/G

E O/H =+ OVERHEAD ELECTRICAL CONDUIT

C O/H =« OVERHEAD COMMUNICATION / LOW VOLTAGE CONDUIT
—_——

.

ELECTRICAL FUSE WITH RATING

®

ELECTRICAL GENERATOR

ELECTRICAL GROUND ROD

-—
.

* ELECTRICAL FUSE DISCONNECT

* AUTOMATIC TRANSFER SWITCH

@ e ELECTRICAL TRANSFORMER

NO.  |MANUFACTURER MODEL NO. IVOLTAGE WATTS LAMP TYPE MOUTING REMARKS
A LITHONIA DMW—2—32—-MVOLT—GEB10IS—WLF 277 63 (2) 32w T8 SURFACE |ENCLOSED SURFACE MOUNTED FIXTURE FOR ELEVATOR
_ PIT, WET LOCATION. COORDINATE EXACT HEIGHT AND
LOCATION WITH ELEVATOR SHOP DRAWINGS.
NOTES:

1. PRIOR TO INSTALLATION CONTRACTOR TO COORDINATE LIGHT FIXTURE FINAL LOCATION WITH ARCHITECTURAL SHEET.
2. COORDINATE WITH ARCHITECTURAL SHEET FOR EXACT LIGHTING FIXTURE SELECTION AND FINISH COLOR.

3. COORDINATE LAMPS COLOR WITH ARCHITECTURAL SHEET AND OWNER PRIOR TO PURCHASE

RSSH g Eneoreen

TBPE Firm | 8500 Bluffstone Cove, Suite B-103

1141 Austin, Texas 78759 I 512.338.1101
RS&H, Inc. Project No.: 13029.M.AUS
8140 N. Mo Pac Expy Bldg 2, Suite 100
Austin, Texas 78759
(512)279-5427 FAX (512)459-2233

www.rsandh.com
Texas Registration Nos: BR 751 * F-3401

AUSTIN-BERGSTROM INTERNATIONAL AIRPORT

Austin-Bergstrom
International Airport

ELEVATOR REFURBISHMENT RE-BID

DRAWING DESCRIPTION:

ELECTRICAL SCHEDULES

JOB NO.:

DRAWN BY: S.TN.

CHECKED BY: S.S.B.

ABIA Project No.: L3245 FDU No.: 4911-8107-A245

CIP No.: 6001.093 No.| Date Issue Description By

KEY MAP

COORD. CHECK: S.S.B.

FILE NAME: L3245-FE—-SH-01.DWG

DATE: 25 JUL 2016

SCALE:

SHEET NO.

E-SH-01

35 OF 35




