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Addenda 
00900 01/15/16 Addendum {If any addendum is issued, it will be bound in the front 

of Contract sets following contract execution.} 
 
SPECIFICATIONS 
 
Division 1 - General Requirements 
 

 01010 04/22/13 Summary of Work  
 01025 04/01/16 Measurement and Payment  
 01040 12/23/15 Project Coordination  
 01050 10/19/15 Grades Lines & Levels 
 01070 12/01/09  Facility Security Procedure for Contractors 
 01095 07/21/03 Reference Standards and Definitions  
 01096 05/06/11 Stormwater Pollution Prevention Plan (SWPPP) 
 01200 08/09/12 Project Meetings 
 01300 04/22/13 Submittals 
 01352 04/22/13 Sustainable Construction Requirements 
 01353 08/09/12 Construction Equipment Emissions Reduction Plan 
 01380 08/09/12 Construction Photography & Videos 
 01400 12/23/15  Quality Control Services 
 01500 08/09/12 Temporary Facilities  
 01505 04/22/13 Construction and Demolition Waste Management 
 01510 02/23/10 Construction Indoor Air Quality Management Plan 
 01550 08/09/12 Public Safety and Convenience 
 01650 05/18/16  Facility Startup/Commissioning 

01670 12/23/15 Manufacturers’ Field Services and Training 
 01700 12/23/15 Contract Closeout  
 01730 12/23/15 Operation and Maintenance Data 
 01740 12/23/15 Common Product Requirements 
 01900 03/12/12 Prohibition of Asbestos Containing Materials 
 01900a 06/05/06 Statement of Non-Inclusion of Asbestos Containing Material (E/A 

Prior to Design) 
 01900b 06/05/06 Statement of Non-Inclusion of Asbestos Containing Material (E/A 

After Design) 
 
 
VOLUME 2 
 
City Standard Technical Specifications 
 
Series 100 – Earthwork 

 101S 01/04/11 Preparing Right of Way 
 102S 08/20/07 Clearing and Grubbing 
 104S 09/26/12 Removing Portland Cement Concrete 
 110S 11/18/04 Street Excavation 
 111S 09/26/12 Excavation 
 132S 08/20/07 Embankment 

 
Series 200 – Subgrade and Base Construction 

 201S 08/20/07 Subgrade Preparation 
 210S 02/24/10 Flexible Base 
 220S 02/24/10 Sprinkling for Dust Control 
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     Series 300 – Street Surface Courses 
 301S 08/20/07 Asphalt, Oils and Emulsions 
 302S 09/26/12 Aggregates for Surface Treatments 
 306S 02/24/10 Prime Coat 
 307S 02/24/10 Tack Coat 
 316S 09/26/12 Polymerized Asphalt Interlayer Seal 
 320S 09/26/12 Two Course Surface Treatment 
 340S 09/26/12 Hot Mix Asphaltic Concrete Pavement 
 341S 09/26/12 Paving Fabric 
 350S 02/24/10 Heating, Scarifying and Repaving 
 351S 02/21/01 Recycling Agent 
 360S 09/26/12 Concrete Pavement 
 
     Series 400 – Concrete Structures and Miscellaneous Concrete 
 401S 09/26/12 Structural Excavation and Backfill 
 402S 11/13/07 Controlled Low Strength Material  
 403S 09/26/12 Concrete for Structures 
 405S 11/13/07 Concrete Admixtures 
 406S 09/26/12 Reinforcing Steel 
 408S 11/13/07 Concrete Joint Materials 
 410S 09/26/12 Concrete Structures 
 411S 11/13/07 Surface Finishes for Concrete 
 413S 11/13/07 Cleaning and/or Sealing Joints and Cracks (PCC) 
 414S 11/13/07 Concrete Retaining Walls 
 416S 11/13/07 Waterstops 
 420S 09/26/12 Drilled Shaft Foundations 
 430S 11/15/11 Portland Cement Concrete Curb and Gutter 
 432S 01/04/10 Portland Cement Concrete Sidewalks 
 435S 11/13/07 Portland Cement Concrete Steps 
 436S 11/13/07 Portland Cement Concrete Valley Gutters 
 439S 11/13/07 Parking Lot Bumper Curbs 
 480S 04/04/12 Concrete Paver Units for Sidewalks and Streetscape Requirements 
 485S 11/13/07 Concrete Paver Units for Sidewalk Ramps 
 
     Series 500 – Pipe and Appurtenances 
 503S 02/17/00 Frames, Grates, Rings and Covers 
 506S 03/15/11 Manholes 
 507S 03/26/08 Bulkheads 
 508S 02/24/10 Miscellaneous Structures and Appurtenances 
 509S 09/26/12 Excavation Safety Systems 
 510 10/03/13 Pipe 
 511S 09/26/12 Water Valves 
 551 11/18/04 Pipe Underdrains 
 558 09/26/12 Structural Plate Structures 
 559S 10/03/13 Concrete Box Culverts 
 591S 12/31/13 Riprap for Slope Protection 
 593S 02/24/10 Portland Cement Concrete Retards 
 
     Series 600 – Environmental Enhancement 
 601S 09/01/11 Salvaging and Placing Topsoil 
 602S 06/16/08 Sodding for Erosion Control 
 604S 12/30/14 Seeding for Erosion Control 
 605S 06/21/07 Soil Retention Blanket 
 606S 06/21/07 Fertilizer 
 607S 05/23/00 Slope Stabilization Applications for Erosion Control 
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 608S 09/26/12 Planting 
 610S 09/26/12 Preservation of Trees and Other Vegetation 
 620S 05/23/00 Filter Fabric 
 633S 11/26/01 Landgrading 
 641S 06/21/07 Stabilized Construction Entrance 
 642S 09/01/11 Silt Fence 
 

Series 700 – Incidental Construction 
 700S 09/26/12 Mobilization 
 701S 09/26/12 Fencing 
 703S 09/22/88 Fencing for Excavations 
 720S 09/26/12 Metal for Structures 
 721S 09/26/12 Steel Structures 
 722S 09/26/12 Protective Coatings 
 723S 09/26/12 Structural Welding 
 
     Series 800 – Urban Transportation 
 802S 09/26/12 Project Signs 
 803S 11/15/11 Barricades, Signs and Traffic Handling 
 824S 02/24/10 Traffic Signs 
 860S 09/26/12 Pavement Marking Paint 
 
     Series 16000 – Water Utility Electrical 

S16110 10/03/11 Raceways, Fittings, and Supports 
S16130 10/03/11 Boxes and Cabinets 
S16140 10/03/11 Wiring Devices 
S16200  10/03/11 General Wiring Methods 
S16205  10/03/11 Wire Tagging 
S16289  10/03/11 Surge Protective Devices 
S16440  10/03/11 Disconnect Switches and Enclosed Circuit Breakers 
S16450  10/03/11 Grounding 
S16460  10/03/11 Dry Type Transformers – 600 Volts and Below Primary Rated 

150 KVA and Smaller 
S16470  10/03/11 Panelboards 
S16480  10/03/11 Motor Control Center 
S16485  10/03/11 Electrical Systems Analysis 
S16490  07/07/08 Automatic Transfer Switch 
S16520 07/07/08 Site Lighting 
S16700 09/16/14 Common Control Panel Requirements for Equipment 
S16720 07/07/08 Annunciator 
S16730 05/23/11 Uninterruptible Power Supply 
S16943 07/07/08 Temperature Transmitter RTD 

 
 

Additional standard specifications not found in the list above and cross- referenced 
standard specifications not found in the list above may be obtained as follows: 
{City of Austin Standard Specifications, Series 100 through 16000, adopted April 6, 1986, 
as amended. Available for purchase from  
American Legal Publishing Corporation  Telephone 1-800-445-5588 
Folio Business Partners and Publishers  FAX  1-513-763-3562 
432 Walnut Street, 12th Floor   email  amlegal@aol.com 
Cincinnati, Ohio 45202    Web Page http://www.amlegal.com 
 
 
 
 

http://www.amlegal.com/
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VOLUME 3 
 
Special Provisions to City Standard Technical Specifications 
 

 SP-1    07/26/13    Measurement and Payment 
 SP-201S  03/24/16  Subgrade Preparation 
 SP-401S  03/24/16  Structural Excavation and Backfill 
 SP-420S  03/24/16  Drilled Shaft Foundations 
 SP-510S  03/24/16   Pipe 
 SP-511S  03/24/16  Water Valves 
 SP-772S  03/24/16  Protective Coating 
 SP-16110S 03/24/16  Raceways, Fittings, and Supports 
 SP-16200 03/24/16  General Wiring Methods 
 SP-16480 03/24/16  Site Lighting 
 SP-16520 03/24/16  Motor Control Panel 
 SP-16700 03/24/16  Common Control Panel Requirements for Equipment 

 
 
Special Specifications 

 DIVISION 2—SITE CONSTRUCTION 
 02371   12/23/15    Geotextiles 
 02375 05/11/16 Underdrain System 
 02821 12/23/15 Chain Link Fences and Gates 

 DIVISION 3—CONCRETE 
 03315 02/22/16 Prestressed Concrete Tank 
 03600 12/23/15 Nonshrink Grouting 

 DIVISION 4—MASONRY 
 04230   Concrete Unit Masonry 

 DIVISION 5—METALS 
 05120   Structural Steel Framing 
 05310   Steel Decking 
 05500 12/23/15 Metal Fabrications 
 05521 12/23/15 Aluminum Railings 
 05530 12/23/15 Metal Gratings 

 DIVISION 6—WOOD, PLASTICS, AND COMPOSITES 
 06100 12/01/14 Rough Carpentry 

 DIVISION 7—THERMAL AND MOISTURE PROTECTION 
 07100 12/05/14 Waterproofing, Damproofing and Water Repellants 
 07210 12/05/14 Board Insulation 
 07610 12/05/14 Standing Seam Metal Roof and Soffit System 
 07620 12/05/14 Sheet Metal Flashing and Trim 
 07800 12/05/14 Firestopping 
 07920 12/05/14 Joint Sealants 
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 DIVISION  8—OPENINGS 

 08110 12/05/14 Steel Doors and Frames 
 08330 12/05/14 Overhead Coiling Doors 
 08450 12/05/14 Fiberglass Sandwich Panel Assemblies 
 08510 12/05/14 Aluminum Windows 
 08710 12/05/14 Door Hardware 
 08800 12/05/14 Glazing 

 DIVISION  9—FINISHES 
 09200 12/05/15 Gypsum Board 
 09900 12/23/15 Painting and Coating 
 09910 12/05/14 Architectural Painting 

 DIVISION 10—SPECIALTIES 
 10200 12/05/15 Louvers 
 10400 12/05/14 Panel Signage 
 10520 12/05/14 Fire Extinguishers and Accessories 

 DIVISIONS 11—EQUIPMENT 
 11149 12/23/15 Submersible Sump Pumps 
 11150 12/23/15 Grinder Pump Station 
 11211 12/23/15 Horizontal Split-Case Centrifugal Pumps 
 11261 12/23/15 Chlorine Analyzer Controlled Tablet Chlorinator System 
 11730 12/23/15 Storage Reservoir Submersible Mixer 

 DIVISION 13—SPECIAL CONSTRUCTION 
 13122   Pump Station Metal Building Systems 
 13315 12/23/15 PLC Network Requirements 
 13321 12/23/15 Wireless Broadband Subsystem 
 13400 12/23/15 Process Instrumentation and Control System (PICS) 
 13410 12/23/15 Instrumentation and Control Cabinets and Associated Equipment 
 13430 12/23/15 Distributed Control System (DCS) 

 DIVISION 14—CONVEYING SYTEMS 
 14630 12/23/15 Overhead Cranes 

 DIVISION 15—MECHANICAL 
 15052 03/26/15 Common Work Results for Plumbing 
 15053 12/23/15 Common Work Results for HVAC 
 15060 12/23/15 Piping Support Systems 
 15061 03/26/15 Hangers and Supports for Plumbing Piping and Equipment 
 15062 12/23/15 Hangers and Supports for HVAC Piping and Equipment 
 15077 03/26/15 Identification for HVAC Piping and Equipment 
 15080 12/23/15 Process Piping Insulation 
 15082 03/26/15 Plumbing Insulation 
 15083 03/26/15 HVAC Insulation 
 15140 03/26/15 Domestic Water Piping 
 15145 03/26/15 Domestic Water Piping Specialties 
 15150 03/26/15 Sanitary Waste and Vent Piping 
 15155 03/26/15 Sanitary Waste Piping Specialties 
 15205 12/23/15 Process Piping Specialties  
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 15208 12/23/15 Hydropnuematic Tank and Control System 
 15410 03/26/15 Plumbing Fixtures 
 15738 03/26/15 Split-System Air-Conditioning Units 
 15838 03/26/15 Power Ventilators  
 15950 03/26/15 Testing, Adjusting and Balancing 
 15955 12/23/15 Process Piping Leakage Testing 

 DIVISION 16—ELECTRICAL 

 16055 12/23/15 Pipe Heat Tracing 
 16220 12/23/15 Low-Voltage Ac Induction Motors 
  

 
 
VOL. 4 06/01/16  MBE/WBE Procurement Program Package 
 
VOL. 5 08/01/15  Geotechnical Report 
 
VOL. 6 09/03/15  Stormwater Pollution Prevention Plan (SWPPP) 

 

END 
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Bidding Requirements, Contract Forms and Conditions of the Contract 
INVITATION FOR BIDS 

Section 00020 

Following is a summary of information for this Project.  Bidder is cautioned to refer to other 
sections of the Project Manual, Drawings and Addenda (Bid Documents) for further details.   

The City of Austin, hereafter called OWNER, is requesting sealed written Bids for furnishing all 
labor, materials, equipment, supervision, and incidentals, and for performing all Work required for 
the following Project: 

Montopolis Water Reclamation Initiative (WRI) Storage Reservoir and Pump Station Project 

Located at: __2711 Montopolis Dr. Austin, TX and South Austin Regional WWTP at 13009 Fallwell 
Lane Del Valle, TX 78617  

CIP ID#  5267.035     IFB#  6100 CLMC601    

The Work consists of    constructing a 4 million gallon capacity reclaimed water storage reservoir 
and adjacent building and pump station.          

 

Bid Documents may be obtained at One Texas Center, 505 Barton Springs Road, Ste. 1045-B, 
Austin, TX 78704. Copies will be available in CD format at no cost. 

At the time Bid Documents are obtained, Bidder must provide a working e-mail address, so that 
they will receive any addenda or clarification issued by the Owner. 

Sealed Bids will be received at the Capital Contracting Office, One Texas Center, 505 Barton 
Springs Rd., Suite 1045-C, Austin, Texas 78704 and then publicly opened and read aloud in the 
SUITE 1045-C, Congress Conference Room.   

ALL BIDS ARE DUE PRIOR TO (Austin time)  09/01/2016 9:30 AM             .   

ALL COMPLIANCE PLANS ARE DUE PRIOR TO (Austin time)    09/01/2016 1:30 PM .   

BIDS WILL BE OPENED AT (Austin time)  09/01/2016 1:30 PM       .   

ALL BIDS AND COMPLIANCE PLANS NOT RECEIVED PRIOR TO THE DATE AND TIME SET 
FORTH ABOVE WILL NOT BE ACCEPTED FOR CONSIDERATION.  The time stamp clock in 
SUITE 1045-C is the time of record and is verified with www.time.gov, the official U.S. time. 

All CONTRACTORS must be registered to do business with OWNER prior to the Contract Award.  All 
Subcontractors must be registered with the OWNER prior to execution of a contract.  Prime 
Contractors are responsible for ensuring that their Subcontractors are registered as vendors with 
the City of Austin.  Registration can be done through the OWNER’s on-line Vendor Registration 
system.  Log onto https://www.ci.austin.tx.us/vss/Advantage and follow the directions.   

All City procurements are subject to the City’s Minority-Owned and Women-Owned Business 
Enterprise Procurement Program found at Chapter 2-9-A of the City Code, as amended.  The 
Program provides Minority-Owned and Women-Owned Business Enterprises (MBEs/WBEs) or 
Disadvantaged Business Enterprises (DBEs) full opportunity to participate in all City contracts.  
Goals for MBE/WBE or DBE participation are stated for each solicitation.  Information on achieving 
the goals or documenting good faith efforts to achieve the goals are contained in the MBE/WBE 
Procurement Program Package or DBE Procurement Program Package attached to the solicitation.  
When goals are established, Bidders are required to complete and return the MBE/WBE or DBE 
Compliance Plan with their Bid.  If a Compliance Plan is not submitted prior to the date and time 
set forth in the solicitation, the Bid will not be accepted for consideration.  (See Section 00820 for 
MBE/WBE requirements on "no goal" solicitations.) 

All Bids shall be accompanied by an acceptable Bid guaranty in an amount of not less than five 
percent (5%) of the total Bid, as specified in Section 00100, Instructions To Bidders. 

http://www.time.gov/
https://waller.ci.austin.tx.us/austin/main.cfm?type=regn
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Performance and payment bonds when required shall be executed on forms furnished by OWNER.  
Each bond shall be issued in an amount of one hundred percent (100%) of the Contract Amount by 
a solvent corporate surety company authorized to do business in the State of Texas, and shall meet 
any other requirements established by law or by OWNER pursuant to applicable law. 

Minimum insurance requirements are specified in Section 00810, Supplemental General Conditions. 

Minimum wage rates have been established and are specified in Section 00830, Wage Rates and 
Payroll Reporting. 

Contract Time is of the essence and all Work shall be substantially completed within 480 Calendar 
Days after date specified in the Notice to Proceed, in accordance with the Bid Form, Section 00300.  
Final completion shall be achieved within 30 Calendar Days after substantial completion.  
Liquidated damages are $1,550.00 per Calendar Day for failure to substantially complete the work 
and $910 per Calendar Day for failure to achieve final completion within 30 Calendar Days after 
substantial completion, in accordance with the Bid Form, Section 00300. 

OWNER reserves the right to reject any or all Bids and to waive any minor informality in any Bid or 
solicitation procedure (a minor informality is one that does not affect the competitiveness of the 
Bid). 

A mandatory Pre-Bid Conference will be held on  07/28/2016  at 9:00 AM    
              (date)           (time) 

(Austin time) at  Waller Creek Center, 625 East 10th Street, Suite 104, Austin, Texas 78701 
      (location) 

Austin, Texas.  Site Visit will occur after Pre-Bid meeting. Attendance is mandatory unless 
otherwise stated.  Bidders must attend any mandatory Pre-Bid Conference and are encouraged to 
attend any non-mandatory Pre-Bid Conference to ensure their understanding of Owner’s bidding 
and contracting requirements, particularly MBE/WBE Procurement Program requirements.  If the 
Pre-Bid Conference is mandatory the Bidder must arrive and sign-in within fifteen (15) minutes of 
the scheduled start time of the meeting, otherwise the Bidder will not be allowed to submit a Bid 
for the project.  

The persons listed below may be contacted for information regarding the Invitation for Bid.  If the 
Bidder contacts any other City employee, including Council Members and members of Boards and 
Commissions, the Bidder may be found in violation of Ordinance No. 20111110-052, dated 
November 10, 2011, regarding Anti-Lobbying and Procurement.  The text of that Ordinance may be 
viewed at http://www.cityofaustin.org/edims/document.cfm?id=161145.  

AUTHORIZED CONTACT PERSONS 

PROJECT MANAGER: John Wepryk   telephone (512) 974-7010  email 
 john.wepryk@austintexas.gov     

CONTRACT COMPLIANCE REP.: Mary Lou Ochoa  telephone (512) 974-7215  email 
 marylou.ochoa@austintexas.gov     

 

END 

http://www.cityofaustin.org/edims/document.cfm?id=161145


Bidding Requirements, Contract Forms and Conditions of the Contract 
INSTRUCTIONS TO BIDDERS 

Section 00100 
 
1. Preparation of Bid 

a. Bid Documents. Each Bidder must prepare its Bid in ink on forms furnished by 
OWNER or as otherwise specified or permitted. Blank spaces for each item in Bid 
form must be filled. Bidder must submit a price for each item in Bid. In case of 
conflict between unit prices and extensions, unit prices shall govern. The Bid must 
be executed in the complete and correct legal name of individual, partnership, firm, 
corporation or other legal entity constituting the Bidder. 

b. Vendor Registration. All CONTRACTORS must be registered to do business with 
OWNER prior to Contract Award. All Subcontractors must be registered with the 
OWNER prior to execution of a contract. Prime Contractors are responsible for 
ensuring that their Subcontractors are registered as vendors with the City of Austin. 
Registration can be done through the OWNER’s on- line Vendor Registration system.
 Log onto https://www.ci.austin.tx.us/vss/Advantage and follow the directions. 

c. Pre-Bid Conference. Unless otherwise notified, Bidders must attend the Pre-Bid 
Conference to ensure their understanding of OWNER’s bidding and contracting 
requirements, particularly MBE/WBE Procurement Program requirements. 

d. Sales Tax Exemption. The Owner is a tax-exempt organization as defined by 
Chapter 11 of the Property Tax Code of Texas. Bid prices shall not include sales tax 
on materials, supplies, or equipment that are incorporated into the real property 
interest of the OWNER or are otherwise completely used and consumed in the 
performance of the Contract. OWNER will furnish CONTRACTOR with a Sales Tax 
Exemption Certificate to be issued to Suppliers in lieu of the tax. 

e. Minimum Wages. Workers on Project shall be paid not less than wage rates, including 
fringe benefits, as published by the Department of Labor (DOL) for Building 
Construction and Heavy and Highway Trades “AS APPLICABLE” and/or the $13.03 
minimum wage required by City of Austin Ordinance No. 20160324-015, whichever is 
higher. The Total Minimum Wage required can be met using any combination of cash 
and non-cash qualified fringe benefits provided the cash component meets or exceeds 
the $13.03 minimum wage required. 

f. Addenda. Bidder shall be knowledgeable of all Addenda issued and shall 
acknowledge all Addenda in spaces provided on Bid form. Further information 
regarding the Bid documents and the Project may be obtained from the Project 
Manager listed at the end of Section 00020, Invitation for Bids. 

g. Required Items. Bids must include all specified items in this section and be 
submitted in accordance with paragraph No. 7 below. Any add i t i ona l  
requ i rement  to the b id  submi t ta l  i s  spec i f i ed  in  Sect i on  00820.  Any 
corrections to a Bid shall be initialed by the person signing the Bid. 

h. Professional Services. Bidders must secure any required professional services 
that are defined as professional services under the Professional Services Procurement 
Act, Chapter 2254 of the Texas Government Code (for example: registered 
professional land surveyors and professional engineers) using the qualifications based 
selection process prescribed by that chapter.  (Note: It is a violation of State Law to 
solicit Bids for professional services.) 

i. Further Information. Prospective Bidders desiring further information or 
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https://www.ci.austin.tx.us/vss/Advantage


interpretation of Project Manual or Drawings must make a written request for such 
information to OWNER addressed to the Authorized Contact Person listed in Section 
00020 no later than seven (7) Working Days before Bid opening. Interpretation of 
Project Manual or Drawings will be made by Addendum only and a copy of each 
Addendum will be provided to each person to whom a set of Bid Documents has been 
furnished. Any verbal communications will not be binding on the OWNER. 

 

j. Anti-Lobbying and Procurement. Article 6, Chapter 2-7, Austin City Code, prohibits 
lobbying activities or representations by the Bidder between the date that the 
Invitation for Bid (IFB) is issued and the date of contract execution. The text of the 
pertinent City Ordinance may be viewed 
at http://www.cityofaustin.org/edims/document.cfm?id=161145. 

 
(1) Definitions 

(A)  “Agent” means a person authorized by a bidder to act for or in place 
of bidder, including a person acting at the request of bidder, a person 
acting with the knowledge and consent of a bidder, or a person acting 
with any arrangement, coordination, or direction between the person and 
the bidder. 

(B) "Authorized Contact Person" means the Project Manager listed in Section 
00020, IFB, or other persons specifically identified in the IFB as the contact 
regarding the solicitation, or the authorized contact person’s designee 
during the course of the no-contact period. 

(C) “City Employee” means a person employed by the City. 
(D) “City Official” is defined in Section 2-7-2 of the City Code. 
(E) "No-Contact Period" means the period of time from the date the IFB is 

issued until a contract is executed. If the City withdraws the IFB or rejects 
all bids with the stated intention to reissue the same or a similar IFB for 
the same or similar project, the no-contact period continues during the time 
period between the withdrawal and reissue. 

(F) "Response" means a bid. 
(G) "Respondent" means a bidder. The term "respondent" also includes: 

(i) an  owner,  board  member,  officer,  employee,  contractor,  
subsidiary,  joint enterprise, partnership, agent, lobbyist, or 
other representative of a bidder; 

(ii) a person or representative of a person that is involved in a joint 
venture with the bidder, or a subcontractor in connection with 
the bidder's bid; and 

(iii) a bidder who has withdrawn a bid or who has had a bid 
rejected or disqualified by the City. 

(H) "Representation" means a communication related to a bid to a council 
member, official, employee, or City representative that is intended to or 
that is reasonably likely to: 

(i) provide information about the bid; 
(ii) advance the interests of the bidder; 
(iii) discredit the bid of another bidder; 
(iv) encourage the City to withdraw the IFB; 
(v) encourage the City to reject all of the bids; 
(vi) convey a complaint about a particular bid; or 
(vii) directly or indirectly ask, influence, or persuade any City 

official, City employee, or body to favor or oppose, recommend 
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or not recommend, vote for or against, consider or not 
consider, or take action or refrain from taking action on any 
vote, decision, or agenda item regarding the solicitation. 

(I) “Solicitation” means an opportunity to compete to conduct business with the 
City that requires City Council approval under City Charter Article VII 
Section 15 (Purchase Procedure). 

(J) “City” means Owner. 
 

(2) Restriction on Contacts. 
(A) During a no-contact period, a bidder shall make a representation only 

through the authorized contact person. 
(B) During the no-contact period, a bidder may not make a representation to a 

City official or to a City employee other than to the authorized contact 
person. This prohibition also applies to a vendor that makes a 
representation and then becomes a bidder. 

(C) The prohibition of a representation during the no-contact period applies to a 
representation initiated by a bidder, and to a representation made in 
response to a communication initiated by a City official or a City employee 
other than the authorized contact person.  

(D) If the City withdraws an IFB or rejects all bids with a stated intention to 
reissue the same or similar IFB for the same or similar project, the no-
contact period shall expire after the ninetieth day after the date the IFB is 
withdrawn or all bids are rejected if the IFB has not been reissued during 
the ninety day period.  

(E) The no-contact period shall expire when the first of the following occurs: 
contract is executed or solicitation is cancelled.  

(F) The purchasing officer or the Capital Contracting Office Director may allow 
bidders to make representations to city employees or city representatives in 
addition to the authorized contact person for a solicitation that the 
purchasing officer or the Capital Contracting Office Director finds must be 
conducted in an expedited manner; an expedited solicitation is one 
conducted for reasons of health or safety under the shortest schedule 
possible with no extensions. The purchasing officer’s or Capital Contracting 
Office Director’s finding and additional city employees or city 
representatives who may be contacted must be included in the solicitation 
documents.  

(G) Representations to an independent contractor hired by the City to conduct 
or assist with a solicitation will be treated as representations to a City 
employee. 

(H) A current employee, director, officer, or member of a bidder, or a person 
related within the first degree of consanguinity or affinity to a current 
employee, director, officer or member of a bidder, is presumed to be an 
agent of the bidder for purposes of making a representation. This 
presumption is rebuttable by a preponderance of the evidence as 
determined by the purchasing officer or Capital Contracting Office Director.  

(I) A bidder’s representative is a person or entity acting on a bidder’s behalf 
with the bidder’s request and consent. For example, a bidder may email 
their membership list and ask members to contact council members on the 
bidder’s behalf. The members are then acting per bidder’s request and with 
their consent, and the members have become bidder representatives. 

(3) Permitted Representations 
(A) If City seeks additional information from bidder, the bidder shall submit the 
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representation in writing only to the authorized contact person. The 
authorized contact person will then distribute the written representation in 
accordance with the terms of the IFB. A bidder cannot amend or add 
information to a bid after the bid deadline. 

(B) If bidder wishes to send a complaint to the City, the bidder shall submit the 
complaint in writing only to the authorized contact person. The authorized 
contact person will then distribute a complaint regarding the process to 
members of the city council or members of the City board, to the Capital 
Contracting Office Director, and to all bidders on the IFB. However, the 
Capital Contracting Office Director or purchasing officer shall not permit 
distribution of any complaint that promotes or disparages the qualifications 
of a bidder, or that amends or adds information to a bid. A determination of 
what constitutes promoting or disparaging the qualifications of a bidder or 
constitutes amending or adding information is at the Capital Contracting 
Office Director’s or purchasing officer’s sole discretion. Bid protests are not 
subject to this subsection. Documents related to a bid protest may not be 
forwarded to council under this subsection.  

(C) If a bidder submits a written inquiry regarding an IFB, the authorized contact 
person will provide a written answer and distribute both the inquiry and 
answer to all bidders on the IFB. 

(D) If a bidder does not receive a response from the authorized contact person, 
the bidder may contact the Capital Contracting Office Director or purchasing 
officer as appropriate. 

(E) A bidder may ask a purely procedural question, for example a question 
regarding the time or location of an event, or where information may be 
obtained, of a City employee other than the authorized contact person. This 
provision does not permit a bidder to make suggestions or complaints about 
the contract process that constitute a representation to a City employee 
other than the authorized contact person. Notwithstanding this provision, a 
bidder may not ask a procedural question of a councilmember, a 
councilmember’s aide, or of a City board member except in a meeting held 
under the Texas Government Code, Chapter 551 (Open Meetings Act). 

(F) Article 6 of the City Code allows representations: 
(i) made  at  a  meeting  convened  by  the  authorized  contact  

person,  including meetings to evaluate bids or negotiate a 
contract; 

(ii) required by Financial Services Department protest procedures for 
vendors; 

(iii) made at a Financial Services Department protest hearing; 
(iv) provided to the Small & Minority Business Resources Department 

in order to obtain compliance with Chapter 2-9A-D (the Minority-
Owned and Women-Owned Business Enterprise Procurement 
Program); 

(v) made to the City Risk Management coordinator about insurance 
requirements for a bid; 

(vi) made in public at a meeting held under the Texas Open Meetings 
Act; or 

(vii) made  from  a  bidder’s  attorney  to  an  attorney  in  the  Law  
Department  in compliance with Texas Disciplinary Rules of 
Professional Conduct. 

(G) Communication regarding the solicitation is permitted between or among 
City officials or City employees acting in their official capacity. 

(H) A contribution or expenditure as defined in Chapter 2-2 (Campaign Finance) 
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is not a representation. 

(4) Contract Voidable.  

If a contract is awarded to a bidder who has violated these Anti- Lobbying & 
Procurement provisions, the contract is voidable by the Owner. 

(5) Debarment.  

If a bidder has been disqualified under these provisions more than two times 
in a sixty month period, the purchasing officer shall debar the bidder from 
bidding for a period not to exceed three years, provided the bidder is given 
written notice and a hearing in advance of the debarment. 

k. City’s Minority-Owned and Women-Owned Business Enterprise / 
Disadvantaged Business Enterprise (MBE/WBE or DBE)   Program 
Requirements. Good Faith Efforts. When a bidder cannot achieve the MBE/WBE 
or DBE goals or subgoals established for the project, the bidder must document its 
Good Faith Efforts to meet the goals or subgoals. Good Faith Effort evaluations will 
consider, at a minimum, the bidder’s efforts to do the following: 

(1) Soliciting through at least two reasonable, available and verifiable means 
MBEs/WBEs within the Significant Local Business Presence boundaries at least 
seven (7) business days prior to the bid opening date to allow the MBEs/WBEs 
or DBEs to respond to the bid.  

(2) Providing interested MBEs/WBEs or DBEs adequate information about the bid 
documents and requirements, including addenda, in a timely manner to assist 
them in responding to the bid. 

(3) Negotiating in good faith with interested MBEs/WBEs DBEs that have 
submitted bids to the bidder. 

(4) Publishing notice in a local publication such as a newspaper, trade association 
publication or via electronic/social media.  

(5) Not rejecting MBEs/WBEs or DBEs as being unqualified without sound reasons 
based on a thorough investigation of their capabilities. 

(6) Making economically feasible portions of the work available to MBE/WBE or 
DBE subcontractors and suppliers and to select those portions of the work or 
material needs consistent with the available MBE/WBE or DBE subcontractors 
and suppliers, so as to facilitate meeting the goals or subgoals.  

(7) The ability or desire of the bidder to perform the project work with its own 
organization does not relieve the bidder of the responsibility to make Good 
Faith Efforts.  

(8) Bidders are not required to accept higher quotes in order to meet the goals or 
subgoals. 

(9) Effectively using the services of Minority Person/Women community 
organizations; Minority Person/Women Contractors groups; local, state and 
federal Minority Person/Women business assistance offices; and other 
organizations to provide assistance in solicitation and utilization of MBEs, 
WBEs and/or DBEs.  

(10) In assessing minimum Good Faith Efforts, the OWNER may consider (1) 
whether the bidder sought guidance from the City of Austin Small and 
Minority Business Resources Department (SMBR) on any question regarding 
compliance with these requirements; and (2) the performance of other 
bidders in meeting the goals. 

For additional information, refer to the MBE/WBE or DBE Compliance Program 
Requirements Volume of the Project Manual. 
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Bid shopping is not allowed in conjunction with this solicitation and may result in the 
disqualification of prospective bidders and subcontractors. 

 
2. Estimates of Quantities (Unit Price Contracts Only) 

Quantities listed in unit price Bid form are to be considered approximate quantities and will 
be used only for comparison of Bids. Payment to CONTRACTOR will be made only for 
actual quantities of Work performed or materials furnished in accordance with 
Contract and it is understood that quantities may be increased or decreased as provided 
in Section 00700, General Conditions, and as may be modified by Section 00810, 
Supplemental General Conditions. 

 
3. Drawings, Project Manual and Site (s) of Work 

Before submitting a Bid, the Bidder shall carefully examine the Bid Documents, site(s) 
of the proposed Work, soils, and other conditions that may affect the performance of the 
Work to satisfy the Bidder as to character, quality and quantities of Work to be 
performed and materials to be furnished. By submitting a Bid, the Bidder will be 
deemed to have certified that the Bidder has complied with these requirements. If, 
during preparation of the Bid, the Bidder discovers any suspected discrepancies or 
errors, the Bidder must immediately notify the Authorized Contact Person in writing of 
the suspected discrepancy or error. Failure to provide written notice of any suspected 
discrepancies or errors may be cause for rejection of the Bid. 
 
4. Bid Guaranty 

All Bids shall be accompanied by a Bid guaranty in an amount of not less than five percent 
(5%) of the total Bid. If the total Bid amount is $100,000 or less, Bidder has the 
option of providing a cashier's or certified check, made payable to City of Austin 
accompanied by a letter from a surety company indicating that Bidder can be bonded for 
the amount of the Project, or a Bid bond with Power of Attorney attached, issued by a 
solvent surety authorized under laws of the State of Texas and acceptable to OWNER. If 
the total Bid amount exceeds $100,000, the only acceptable Bid guaranty will be a Bid 
bond with Power of Attorney attached, issued by a solvent surety authorized under laws of 
the State of Texas and acceptable to OWNER. 

The Bid guaranty accompanying the Bid of the three (3) apparent low Bidders will be 
retained until Contract is awarded and successful Bidder executes Contract and 
furnishes required bonds and insurance, after which Bid guaranty will be returned to the 
Bidders. All other Bid guaranties will be returned after Bid certification. In the event that 
the Bidder to whom the Contract is awarded fails to timely execute the Contract, the 
Bidder agrees that the OWNER in its discretion may rescind the initial award and award 
the Contract to the next lowest responsible Bidder. 
 
5. Performance and Payment Bonds 

When performance and/or payment bonds are required, each shall be issued in an amount 
equal to the Contract Amount as security for the faithful performance and/or payment 
of all Contractor's obligations under the Contract Documents. Performance and payment 
bonds shall be issued by a solvent corporate surety authorized to do business in the State 
of Texas, and shall meet any other requirements established by law or by OWNER 
pursuant to applicable law. 
 
6. Consideration of Bid Amount 

For purpose of award, after Bids are opened, read aloud, reviewed, and certified, the total 
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amount of the Bid, including accepted Bid alternates, will be considered the amount of 
the Bid. Upon request, certified Bid tabulations will be made available to the public. 
OWNER reserves the right to reject any or all Bids and to waive any minor informality 
in any Bid or solicitation procedure (a minor informality is one that does not affect the 
competitiveness of the Bids). 

 
7. Submission of Bid 

Each Bid must be completed and signed by person(s) authorized to bind individual, 
partnership, firm, corporation, or any other legal entity submitting the Bid, and, shall 
include the following in one envelope furnished by OWNER: 

(a) One copy of Bid form (Section 00300L or 00300U) completed and signed. 
(b) Acknowledgment of receipt of Addenda issued in spaces provided in Bid form. 
(c) Required Bid guaranty.  
(d) Copy of statement of legal entity status, as applicable, including but not limited to, as 

applicable, Statement of Sole Proprietorship, Articles of Partnership or Incorporation 
and resolution, or corporate board minutes, empowering signatory to bind Bidder, 
attested to by an officer of Bidder. The required information is set forth in Section 
00100, Paragraph 15. 

(e) One copy of the Insurance Cost Form (Section 00425A), completed and signed (ROCIP 
projects only). 

(f) One copy of the Affidavit - Prohibited Activities (Section 00440), completed and 
signed. 

(g) One copy of the Nonresident Bidder Provisions (Section 00475), completed and 
signed. 

(h) One copy of the Nondiscrimination Certificate (Section 00630), completed and signed.  
(i) Required information indicated in Drawings or Project Manual. 

Bid must be accompanied by a MBE/WBE or DBE Compliance Plan, signed by the 
authorized representative described above, that should be submitted separately in a 
second envelope furnished by OWNER, or other appropriate packaging accompanied by the 
furnished envelope, prior to the date and time set forth in Section 00020, Invitation for 
Bids. The Compliance Plan forms are included in the MBE/WBE Procurement Program 
Package or DBE Procurement Program Package (a separately bound volume). 

Bid shall include all specified items in this section and be placed in envelopes furnished by 
OWNER, or other appropriate packaging, accompanied by and attached to the OWNER 
furnished envelopes, sealed and clearly identified on outside as a Bid to OWNER, with 
Bidder’s name and address, and project name. Failure to submit Bid appropriately may 
subject Bidder to disqualification.  Bid may be mailed or delivered (in person or by Federal 
Express, Express Mail or other delivery service) to: 

City of Austin 
Capital Contracting Office 
One Texas Center 
505 Barton Springs Rd. 
Suite 1045-C 
Austin, Texas 78704 

When sent by mail, Federal Express, Express Mail, or other delivery service, sealed Bid 
(marked as indicated above) shall be enclosed in an additional envelope, or other 
appropriate packaging, clearly identified on outside as a Bid to OWNER with Bidder’s name 
and address, Project name, and Bid date and time. It is the sole responsibility of the 
Bidder to ensure timely delivery of Bid. OWNER will not be responsible for failure of 
service on the part of the U.S. Post Office, courier services, or any other form of 
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delivery service chosen by the Bidder. (See Section 00820, Modifications to Bidding 
Requirements and Contract Forms, for modifications to solicitations without MBE/WBE or 
DBE goals.) 

In submitting its Bid, Bidder certifies that it has not lobbied the City or its officials, 
managers, employees, consultants, or contractors in such a manner as to influence or to 
attempt to influence the bidding process. In the event it reasonably appears that the 
Bidder influenced or attempted to influence the bidding process, the City may, in its 
discretion, reject the Bid. 
 
8. Withdrawal of Bid 
A Bid may be withdrawn by a Bidder, provided an authorized individual of the Bidder 
submits a written request to withdraw the Bid prior to the time set for opening the Bids. 
 
9. Rejection of Bids 

A. The following will be cause to reject a Bid: 

(1) Failure to submit Section 00300 (Bid Form) and signed by an 
individual empowered to bind the Bidder. 

(2) Bids which are not accompanied by acceptable Bid guaranty, with 
Power of Attorney attached, or a letter certifying the Bidder’s ability 
to be bonded, from a surety company, in accordance with Paragraph 
4 above. 

(3) More than one Bid for same Work from an individual, firm, 
partnership or corporation. 

(4) Evidence of collusion among Bidders. 

(5) Sworn testimony or discovery in pending litigation with OWNER 
which discloses misconduct or willful refusal by contractor to 
comply with subject contract or instructions of OWNER. 

(6) Failure to submit MBE/WBE or DBE Compliance Plan in accordance 
with the separately bound volume titled MBE/WBE Procurement 
Program Package or DBE Procurement Program Package. 

(7) Failure to have an authorized agent of the Bidder attend the 
mandatory Pre- Bid Conference, if applicable. 

(8) Bids received from a Bidder who has been debarred or suspended 
by OWNER’s Purchasing Officer. 

(9) Bids received from a Bidder when Bidder or principals are currently 
debarred or suspended by Federal, State or City governmental 
agencies. (Applicable for Bid amounts equal to or in excess of 
$25,000.00). 

(10) Failure to submit any of the items specified above in paragraph 7, 
“Submission of Bid”.   

B. The following may be cause to reject a Bid: 

(1) Poor performance in execution of work under a previous City 
of Austin contract. 

(2) Failure to achieve reasonable progress on an existing City of Austin 
contract. 
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(3) Default on previous contracts or failure to execute Contract after 
award. 

(4) Evidence of failure to pay Subcontractors, Suppliers or employees 
in accordance with Contract requirements. 

(5) Bids containing omissions, alterations of form, additions, 
qualifications or conditions not called for by OWNER, or incomplete 
Bids may be rejected. In any case of ambiguity or lack of clarity 
in the Bid, OWNER reserves right to determine most advantageous 
Bid or to reject the Bid. 

(6) Failure to acknowledge receipt of Addenda. 

(7) Failure to submit any of the items specified below in paragraph 11, 
“Submission of Post Bid Information”.  

(8) Failure to identify a dollar amount (price) of a unit price(s) in the 
00300U 

(9) Failure to submit post-Bid information within the allotted time(s) 
(see paragraph 11 for post-Bid requirements) 

(10) Failure to timely execute Contract after award. 

(11) Previous environmental violations resulting in fines or citations 
by a governmental entity (i.e. U.S. Environmental Protection 
Agency, Texas Commission on Environmental Quality, etc.). 

(12) Safety record as set forth in Section 00410, Statement of 
Bidder's Safety Experience. 

(13) Failure of Bidder to demonstrate the minimum experience required 
as specified in Section 00400 if that Section is included in the 
bidding documents. 

(14) Evidence of Bidder’s lack of sufficient resources, workforce, 
equipment or supervision, if required by inclusion of appropriate 
attachments in Section 00400. 

(15) Evidence of poor performance on previous Projects as documented 
in Owner’s project performance evaluations. 

(16) Unbalanced Unit Price Bid: “Unbalanced Bid” means a Bid, which 
includes a Bid that is based on unit prices which are significantly 
less than cost for some Bid items and significantly more than cost 
for others. This may be evidenced by submission of unit price Bid 
items where the cost are significantly higher/lower than the cost of 
the same Bid items submitted by other Bidders on the project. 

10. Protest Procedures 

The OWNER’s Capital Contracting Office Director has the authority to settle or resolve any 
claim of an alleged deficiency or protest. The procedures for notifying OWNER of an 
alleged deficiency or filing a protest are listed below. If you fail to comply with any of 
these requirements, the Capital Contracting Office Director may dismiss your complaint or 
protest. 

Prior to Bid opening: If you are a prospective Bidder and you become aware of the facts 
regarding what you believe is a deficiency in the solicitation process before the Bid is 
opened, you must notify OWNER in writing of the alleged deficiency before that date, 

Rev. 06/01/16 Instructions to Bidders/00100 Page 9 of 15 
 



giving OWNER an opportunity to resolve the situation prior to the Bid opening. 

After Bid opening:  If you submit a Bid to OWNER and (1) you have been found non-
responsive, or 
(2) you believe that there has been a deficiency in the solicitation process or the award, 
you have the opportunity to protest the solicitation process or the recommended award as 
follows: 

1. You must file written notice of your intent to protest within four (4) calendar 
days of the date that you know or should have known of the facts relating to the 
protest. If you do not file a written notice of intent within this time, you have 
waived all rights to protest the solicitation process or the award. 

2. You must file your written protest within fourteen (14) calendar days of the date 
that you know or should have known of the facts relating to the protest unless you 
know of the facts before the Bid has been opened. If you know of the facts before 
that date, you must notify OWNER as stated above. 

3. You must submit your protest in writing and must include the following information: 

a. your name, address, telephone, and email address; 

b. the solicitation number and the CIP number, if applicable; 

c. a detailed statement of the factual grounds for the protest, including 
copies of any relevant documents. 

4. Your protest must be concise and presented logically and factually to help with 
OWNER’s review. 

5. When OWNER receives a timely written protest, the Capital Contracting Office 
Director will determine whether the grounds for your protest are sufficient. If the 
Capital Contracting Office Director decides that the grounds are sufficient, the 
Capital Contracting Office will schedule a protest hearing, usually within five (5) 
working days. If the Capital Contracting Office Director determines that your 
grounds are insufficient, you will be notified of that decision in writing.  

6. The protest hearing is informal and is not subject to the Open Meetings Act. The 
purpose of the hearing is to give you a chance to present your case; it is not an 
adversarial proceeding. Those who may attend from OWNER are: representatives 
from the department that requested the purchase, the Law Department, the Capital 
Contracting Office, and other appropriate City staff. You may bring a representative 
or anyone else that will present information to support the factual grounds for your 
protest with you to the hearing.  

7. A decision will usually be made within fifteen (15) calendar days after the hearing.  

8. The Capital Contracting Office Director will send you a copy of the hearing decision 
after the appropriate City staff has reviewed the decision. 

9. When a protest is filed, OWNER usually will not make an award until a decision on 
the protest is made. However, OWNER will not delay an award if the City Manager 
or the Capital Contracting Office Director determines that: 

a. OWNER urgently requires the supplies or services to be purchased, or 

b. Failure to make an award promptly will unduly delay delivery or performance. 

In those instances, the Capital Contracting Office will notify you and make every effort to 
resolve your protest before the award. 
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The protest or notice of intent and the protest shall be submitted in writing to the following 
address: 

City of Austin 
Capital Contracting Office  
ATTN: Capital Contracting Officer  
One Texas Center 
505 Barton Springs Rd. 
Suite 1045-A 
Austin, Texas 78704  
PHONE: 512/974-7141  
 
11. Submission of Post Bid Information 

Prior to determination of the certified low Bidder, the three (3) apparent low Bidders 
must submit to OWNER the following information within three (3) business days of 
receipt of notice of apparent low Bidder status by the OWNER: 

1. One copy of Attachments A-J and any other specifically designated Attachments of 
the Statement of Bidder’s Experience (Section 00400), completed and signed. 
(Unless provided to the contrary in Section 00820 Modifications to Bidding 
Requirements and Contract Forms). 

2. One Copy of the Certificate of Non-Suspension or Debarment (Section 00405), 
completed and signed. (Applicable for Bid amounts equal to or in excess of 
$25,000.00.) 

3. One copy of Section 00410, Statement of Bidder's Safety Experience, including 
required attachments, completed and signed. 

4. One copy of the Title VI Assurances Appendix A (Section 00631), completed and 
signed. 

5. One copy of Exhibit A Federal Provisions (Section 00810A, pages 1-9) completed and 
signed. (Federal projects only) 

6. Such other information as is required to evaluate Bid or Bidder. 

Upon  notification  of  status  as  certified  low  Bidder, Bidder  shall  submit  the  following 
information to OWNER within three (3) business days:  

1. Letter(s)  of  intent  between  Bidder  and  all  subcontractor(s)  and  all  supplier(s) 
identified in the MBE/WBE Compliance Plan.  

2. Section 00425B, VII Subcontractor Affidavit of Receipt and Provision of ROCIP 
Information (for Subcontractor(s) of all tiers identified in the MBE/WBE Compliance 
Plan). For ROCIP projects. 

3. Such other information as required. (Note: OWNER reserves the right to solely 
determine whether the comparable experience documentation provided by the 
Bidder is sufficient and relevant to the Work described in the Contract 
Documents for the Bidder to be considered a responsible Bidder. In addition, the 
Bidder acknowledges and agrees that the failure to timely provide the additional 
information required by this section will result in a determination that, for the 
purposes of this solicitation, the Bidder has not provided sufficient information for 
the OWNER to be able to determine that the Bidder is a responsible Bidder.) 

 
12. Award and Execution of Contract 
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OWNER will process Bids expeditiously. Award of Contract will be to the lowest, 
responsible Bidder meeting all requirements of the Bid Documents. OWNER may not 
award Contract to a nonresident Bidder unless the nonresident underbids the lowest Bid 
submitted by a responsible resident Bidder by an amount that is not less than the 
amount by which a resident Bidder would be required to underbid the nonresident 
Bidder to obtain a comparable contract in the state in which the nonresident’s 
principal place of business is located. 

Award of Contract will occur within the period identified on the Bid form, unless mutually 
agreed between the parties. Capital Contracting Office Director shall submit 
recommendation for award to the City Council for those project awards requiring City 
Council action. Contract will be signed by City Manager or his/her designee after award 
and submission of required documentation by Bidder. Contract will not be binding upon 
OWNER until it has been executed by both parties. OWNER will process the Contract 
expeditiously. However, OWNER will not be liable for any delays prior to the award or 
execution of Contract. 

Upon contract award, the selected Bidder must submit either their existing or an updated 
personnel policy (on letterhead) documenting conformity with City Code, Chapter 5-
4, § 5-4-2. If the company does not submit a copy of their personnel policy 
incorporating the non-discrimination policy, the City of Austin Nondiscrimination Policy 
(Section 00630) will be considered the Bidder’s nondiscrimination policy. 

In any case of ambiguity or lack of clarity in the Bid, OWNER reserves the right to 
determine the most advantageous Bid or to reject the Bid. 

Notwithstanding anything in this Section 00100 to the contrary, the OWNER may award a 
contract for construction services in an amount of less than $100,000 to a bidder whose 
principal place of business is in the City of Austin and whose bid is within 5% of the 
lowest bid price received from a bidder whose principal place of business is not within 
the City of Austin, if the City finds that the local bidder offers the City the best 
combination of contract price and additional economic development opportunities for the 
City created by the contract award including the employment of resident of the City and 
increased tax revenues to the City. 
 
13. Partnering 

In order to complete the Work in a manner that is most beneficial to the OWNER and 
CONTRACTOR, OWNER and CONTRACTOR may form a “Partnering Team”, which will 
include the E/A, and any major Subcontractors. This partnering relationship will draw on 
the strength of all parties to identify and achieve mutual goals. The objectives of this 
partnering relationship are effective and efficient communication and Contract 
performance, which is intended to ensure that the Project is completed within budget, 
on schedule, and in accordance with the Drawings and Specifications and other 
Contract requirements. While the partnering relationship will be multilateral in makeup 
and participation will be totally voluntary, the OWNER and CONTRACTOR agree to 
cooperate and use reasonable good faith efforts to discuss and resolve any and all Project 
issues and disputes. Section 01100, Special Project Procedures and/or Section 01200, 
Project Meetings contain additional information regarding the intent of the partnering 
relationship and responsibilities of the entities entering into the partnering charter. 
 
14. ROCIP Requirements 

If the insurance on this Project will be under the Rolling Owner Controlled 
Insurance Program (ROCIP), the Bidder is directed to Section 00810, Supplemental 
General Conditions, Section 00820, Modifications to Bidding Requirements and Contract 
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Forms, and the Project Safety Manual included with these contract documents for 
information and bidding requirements.  

The Insurance Cost Form, Section 00425A, Rolling Owner Controlled Insurance Program 
Information Section 00425B, VI Contractor Affidavit of Receipt and Provision of ROCIP 
Information must be accurately completed and submitted with the Bid to indicate 
insurance removed from Base Bid and Alternates. CONTRACTOR shall remove from 
the Bid the cost of insurance for the CONTRACTOR and Subcontractors of all tiers 
working on site.  

The Statement of Bidder’s Safety Experience, Section 00410, must be accurately 
completed and submitted with the Bid.  

The Rolling Owner Controlled Insurance Program Information, Section 00425 B, VII 
Subcontractor Affidavit of Receipt and Provision of ROCIP Information for subcontractor(s) 
of all tiers identified in the MBE/WBE Compliance Plan must be accurately completed and 
submitted as a post bid submittal and further Subcontractor Affidavits must be submitted 
throughout the duration of the Contract as Subcontractor(s) are added. 
 
15. Signature Requirements 

The Bid and any subsequent supporting Bid documents and Contract must be executed 
in the Bidder’s full name and legal entity status by an authorized representative of the 
Bidder and accompanied by sufficient documentation, which clearly indicates not only 
the legal name and entity status of Bidder, but also the capacity and authority of the 
person signing on behalf of Bidder. Accordingly, a partnership/joint venture must file its 
partnership/joint venture agreement, a corporation must file its articles and bylaws, 
a limited liability company must file its certificate of organization and article of 
organization and regulations, and a limited partnership must file not only limited 
partnership agreement and the certificate of limited partnership, but also the 
documentation for its general partner, and any Bidder must file a copy of any assumed 
name certificate, or such limited portion of such documents reasonably establishing 
signature authority.  

The following samples show the entity information and signature requirements that will 
apply to all Bid and contract execution documents for the type of entity indicated: 

1. Individual/Sole Proprietor (sample) 

The individual/sole proprietor must sign the document in his or her personal 
capacity or in any assumed name capacity accompanied by a copy of any assumed 
name certificate. 

Name of Contractor (d/b/a, if appropriate), a sole 

proprietor By:                                

Printed Name:   
 

2. Partnership/Joint Venture (sample) 

A partner/joint venturer must sign the document in his or her capacity as a 
partner/joint venturer and in any assumed name capacity accompanied by a 
copy of the assumed name certificate, if any, and a copy of the partnership or 
joint venture agreement, as applicable, with additional documentation, if 
necessary, establishing the authority of the signatory individual. 

Name of Partnership/Joint Venture, a Texas Partnership/JV, as 
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appropriate By:    

Printed or Typed Name:    

Title: (Partner, managing partner, venturer, 
managing venturer, as approp.) 
Authorized Representative 

 
3. Corporation (sample) 

An authorized officer or agent of the corporation must sign the documents on 
behalf of the corporation in his or her capacity as the authorized representative 
of the corporation accompanied by a copy of a corporate resolution and minutes 
granting such authority with a certificate of an officer of the corporation as to 
the authority of the signatory to bind the CONTRACTOR signed and dated no 
more than one week before the date of execution of the document. 

Name of Contractor, Inc. or Co., a Texas corporation, as 

appropriate By:                                            

Printed or Typed Name:     

Title: _(Officer or Agent (as 
appropriate)) Authorized Representative 

 
 

4. Limited Liability Company (sample) 

An authorized manager or member of the LLC must sign the document in his or 
her capacity as a manager or member accompanied by a copy of the LLC’s 
certificate of organization and articles of organization and regulations evidencing 
such person’s signatory authority. 

Name of Contractor, L.L.C., a Texas limited liability company, 

as appropriate By: _, 

Printed or Typed Name:   

Title: , (Manager or Member (as 
appropriate)) Authorized Representative 

 
 

5. Limited Partnership (sample) 

The general partner of a limited partnership must execute the documents on 
behalf of the limited partnership, accompanied by copy of the limited partnership 
agreement and the certificate of limited partnership. In addition, the signatory 
must sign the documents in his or her capacity as an authorized officer or agent 
of the corporation or member or manager of the LLC, as appropriate, 
accompanied by a copy of the corporate or LLC documentation stipulated above. 

Name of Contractor, Ltd., a Texas limited partnership, as 

appropriate By: Name of General Partner (usually a 

Texas corporation or an L.L.C.) By:                                          

Printed or Typed Name:    

Title: Officer or Agent of 
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Corporation or LLC Authorized Representative 
 

16. Contractor Evaluation 

The Owner will review and evaluate the Contractor’s Work and performance on the 
Project and provide the Contractor with a written Contractor Evaluation Report in 
accordance with City of Austin Administrative Rule R161-13.37. Rule R161-13.37 
provides an appeal process. 

http://www.austintexas.gov/department/contract-management 

 

17. Texas Ethics Commission Certificate of Interested Parties Disclosure Form 

(1) Definitions: 

(A) “Interested Party” – means a person who has a controlling interest in a Business 
Entity with whom the Owner contacts or who actively participates in facilitating 
the Contract or negotiating the terms of the Contract, including a broker, 
intermediary, adviser, or attorney for the Business Entity. 

(B) “Business Entity” – means any entity recognized by law through which business is 
conducted, including a sole proprietorship, partnership, or corporation. 

(2) As a condition to entering the Contract, the Business Entity constituting the 
successful Bidder must provide a Texas Ethics Commission Certificate of Interested 
Parties Form to the Owner at the time the Business Entity/Bidder submits the signed 
Contract to the Owner in full compliance with the following requirements under which 
the successful Bidder shall: 

 
(i) go to the Ethics Commission’s website (www.ethics.state.tx.us), 
 
(ii)  complete the  “Interested Parties” information, in accordance with the requirements 
of the Texas Ethics Commission Rules published at Title 1, Part 2, Chapter 46, of the Texas 
Administrative Code and available on the referenced website,  
 
(iii) include the City’s contract identification number,  
 
(iv) include a short description of the goods or services to be used by the City, and  
 
(v)  indicate whether each interested party has a controlling interest in the business 
entity, is an intermediary in the contract for which the disclosure is being filed, or both. 
  

(3) In accordance with the Commission Rules, the Certificate of Filing and completed 
Certificate of Interested Parties must be (i) printed, (ii) signed by an authorized agent of 
the business entity, and (iii) submitted to the City at the time of the submission of the 
signed contract to the City.  The City then must notify the Ethics Commission in electronic 
format of receipt of the document within 30 days of contracting and the Commission will 
make the disclosure of interested parties available to the public on its website. 

 
 
End  
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Geotechnical Data                                                                

Section 00220 
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Depending on Project requirements, OWNER may have obtained geotechnical information, which may 
include laboratory test results and logs of borings from geotechnical consultants.  That information 
will be included in this section and/or on the Drawings.  The CONTRACTOR shall be familiar with the 
subsurface materials and conditions on the Project and shall be knowledgeable of how they will affect 
the Work.   The following is a partial listing of sources of information available to the CONTRACTOR 
about subsurface materials and conditions:  the geotechnical information provided by the OWNER; 
geologic maps, publications and reports available from the University of Texas Bureau of Economic 
Geology at the J.J. Pickle Research Center in Austin, Texas; subcontractors familiar with local ground 
conditions; and, local consulting geologists and geotechnical engineers.  The CONTRACTOR may 
make their own subsurface investigations. 
 

 
Geotechnical Investigation Report Montopolis Pump Station Facilities, Austin, Texas, 
dated September 30, 2013, prepared by HVJ Associates, Inc. and Geotechnical Investigation 
Report Montopolis Pump Station Facilities, Austin, Texas, dated January 7, 2015, prepared 
by HVJ Associates, Inc. are included in Volume 5.  The requirements in the Drawings and 
Specifications shall be used in the event of a conflict between this report and the Drawings and 
Specifications. 

 
End 
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Bidding Requirements, Contract Forms and Conditions of the Contract 
LUMP SUM BID FORM 

Section 00300L 

City Manager 
Austin, Texas 

The undersigned, in compliance with the Invitation for Bids for construction of the following 
Project: Montopolis Water Reclamation Initiative (WRI) Storage Reservoir and Pump Station Project 

(CIP ID# 5267.035) (IFB# 6100 CLMC601) for the City of Austin, Texas, having examined the 
Project Manual, Drawings and Addenda, the site of the proposed Work and being familiar with all of 
the conditions surrounding construction of the proposed Project, having conducted all inquiries, 
tests and investigations deemed necessary and proper; hereby proposes to furnish all labor, 
permits, material, machinery, tools, supplies and equipment, and incidentals, and to perform all 
Work required for construction of the Project in accordance with the Project Manual, Drawings and 
Addenda within the time indicated for the lump sum price of: 

 

MINIMUM WAGES: Workers on Project shall be paid not less than wage rates, including fringe 
benefits, as published by the Department of Labor (DOL) for Building Construction and Heavy and 
Highway Trades “AS APPLICABLE” and/or the $13.03 minimum Wage required by City of Austin 
Ordinance No.  20160324-015, whichever is higher. The Total Minimum Wage required can be met 
using any combination of cash and non-cash qualified fringe benefits provided the cash component 
meets or exceeds the $13.03 minimum wage required. 

EXCAVATION SAFETY SYSTEMS UNIT PRICES:  The undersigned Bidder agrees that the Base 
Bid for the Work includes the following amounts in the Bid for excavation safety systems as 
specified in Item Number 509S of the Specifications and in case of an authorized adjustment to the 
scope of Work, the following unit price(s) will be used in adjusting the Contract Amount: 

Quantity Unit Item Description Unit Price Amount 

  2,650      LF              Trench Safety systems $_________ $______________ 

 

ALLOWANCES 

Allowance #1 Site Trash Disposal       $   12,000  

Allowance #2 Security Equip. Install, Conductors, and Programming  $   48,000  

Allowance #3 Contractor Employees ID Badges     $    1,000  

SUBTOTAL ALLOWANCES        $   61,000  

TOTAL BID...................................................................................... =     $     
(Total Bid includes Allowances and Excavation Safety Systems Unit Prices, if applicable.) 

 

BID GUARANTY:  A Bid guaranty must be enclosed with this Bid, as required in Section 00020, in 
the amount of not less than five percent (5%) of the total Bid.  Following the Bid opening, 
submitted Bids may not be withdrawn for a period of 90 Calendar Days.  Award of Contract will 
occur within this period, unless mutually agreed between the parties.  The Bid guaranty may 
become the property of the OWNER, or the OWNER may pursue any other action allowed by law, if: 

• Bidder withdraws a submitted Bid within the period stated above;  

• Bidder fails to submit the required post Bid information within the period specified in Section 
00020 or 00100, or any mutually agreed extension of that period; or  



Lump Sum Bid Form / 00300L 

Rev. Date 06/01/16 Lump Sum Bid Form / 00300L Page 2 of 4 

• Bidder fails to execute the Contract and furnish the prescribed documentation (bonds, 
insurance, etc.) needed to complete execution of the Contract within five (5) Working Days 
after notice of award, or any mutually agreed extension of that period. 

GEOTECHNICAL BASELINE ACKNOWLEDGEMENT:  The undersigned bidder certifies that 
he/she has read and understands the Geotechnical Baseline Report (GBR), the Geotechnical Data 
Report, the Reflection Survey Report, and all other geological and geotechnical information and 
data as provided in the Contract Documents, including all Addenda.  The Bidder acknowledges 
and agrees that the GBR represents the contractual statement of the subsurface 
conditions reasonably anticipated to be encountered during construction.  The GBR will 
be used to evaluate whether subsurface conditions differ materially from those indicated 
in the GBR.  

TIME OF COMPLETION:  The undersigned Bidder agrees to commence work on the date specified 
in the written "Notice to Proceed" to be issued by the OWNER and to substantially complete 
construction of the improvements, as required by the Project Manual, Drawings and Addenda for 
the Work within four-hundred and eighty (480) Calendar Days.  If a Substantial Completion 
date has been specified, the Bidder further agrees to reach Final Completion within         
thirty (30) Calendar Days after Substantial Completion as required by the Project 
Manual, Drawings and Addenda for the work.  The Bidder further agrees that should the 
Bidder fail to substantially complete the Work or to finally complete the Work within the 
number of days indicated in the Bid or as subsequently adjusted, Bidder shall pay the liquidated 
damages for each consecutive day thereafter as provided below; unless the OWNER elects to 
pursue any other action allowed by law. 

WAIVER OF ATTORNEY FEES:  In submitting its bid, in consideration for the waiver of its right to 
attorney’s fees by the OWNER, the Bidder knowingly and intentionally agrees to and shall waive the 
right to attorney’s fees under Section 271.153 of the Texas Local Government Code in any 
administrative proceeding, alternative dispute resolution proceeding, or litigation arising out of or 
connected to any Contract awarded pursuant to this solicitation process. 

LIQUIDATED DAMAGES:  The Bidder understands and agrees that the timely completion of the 
described Work is of the essence.  The Bidder and OWNER further agree that the OWNER’s actual 
damages for delay caused by failure to timely complete the Project are difficult, if not impossible to 
measure.  However, with respect to the additional administrative and consultant costs to be 
incurred by OWNER, the reasonable estimate of such damages has been calculated and agreed to 
by OWNER and Bidder.  Therefore, the Bidder and the OWNER agree that for each and every 
Calendar Day the Work or any portion thereof, remains incomplete after the Substantial 
Completion date as established by the above paragraph, "Time of Completion", payment will be 
due to the Owner in the amount of one-thousand five hundred fifty dollars ($1,550.00) per 
Calendar Day as liquidated damages, not as a penalty, but for delay damages to the OWNER.  If 
both Substantial and Final Completion dates have been specified, the Bidder and the 
OWNER further agree that for each and every Calendar Day the Work or any portion 
thereof, remains incomplete after the Final Completion date as established by the above 
paragraph , "Time of Completion", payment will be due to the OWNER in the amount of 
nine hundred ten dollars ($910.00) per Calendar Day as liquidated damages, not as a 
penalty, but for delay damages to the OWNER.  Such amount shall be deducted by the OWNER 
from any Contract payment due.  In the event of a default or breach by the CONTRACTOR and 
demand is made upon the surety to complete the project, in accordance with the Contract 
Documents, the surety shall be liable for liquidated damages pursuant to the Contract Documents 
in the same manner as the CONTRACTOR would have been. 

OWNER reserves the right to reject any or all Bids and to waive any minor informality in any Bid or 
solicitation procedure (a minor informality is one that does not affect the competitiveness of the 
Bidders). 
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The undersigned acknowledges receipt of the following addenda: 

    Addendum No. 1 dated _________________ Received ______________________ 

    Addendum No. 2 dated _________________ Received ______________________ 

    Addendum No. 3 dated _________________ Received ______________________ 

    Addendum No. 4 dated _________________ Received ______________________ 

BID DOCUMENT EXECUTION AND ACKNOWLEDGEMENT:   
 
The undersigned Bidder certifies that he/she has read and understands the Section 
00020 Invitation for Bids, the Section 00100 Instructions to Bidders, and all other 
requirements applicable to the bidding process provided in the Bid and Contract 
Documents.   
 
Bidder will initial each of the blanks set forth below to represent and certify that 
the Bidder has completed, executed, and enclosed the corresponding supplemental 
Bid Documents with its Bid.   
 
Bidder acknowledges and agrees by its signature below that in addition to 
any signatures required to be set forth in the following supplemental Bid 
Documents, Bidder is bound to the terms and conditions of each of the 
following documents, which are incorporated herein by reference: 
 

 
____ 00425A Insurance Cost Form (ROCIP projects only) 

____ 00440 Affidavit - Prohibited Activities 

____ 00475 Nonresident Bidder Provisions 

____ 00630 Non-Discrimination and Non-Retaliation Certificate 
 (NOTE: THIS FORM MUST STILL BE SEPARATELY SIGNED AND 

PROPERLY NOTARIZED) 
  
____ MBE/WBE Compliance Document 

 

https://austintexas.gov/sites/default/files/files/Contract_Management/Construction_Bid_Docs/00425A__10-19-15_.doc
https://austintexas.gov/sites/default/files/files/Contract_Management/Construction_Bid_Docs/00440__10-19-15_.doc
https://austintexas.gov/sites/default/files/files/Contract_Management/Bid_Tabs/00475__05-11-15_.doc
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________________________________ _____________________________________________ 
Secretary, *if Bidder is a Corporation                       Bidder 

                                                                      
      _____________________________________________ 
(Seal)                                                               Authorized Signature 

                                                                    
     _____________________________________________ 
       Title 

 

                                                                      
      _____________________________________________ 
                                                                           Date 

 

_____________________________________________ 

 

_____________________________________________ 
   Address 

 

_____________________________________________ 
Telephone Number / FAX Number 

 

      _____________________________________________ 
      Email Address for Person Signing Bid 

 

      _____________________________________________ 
      Email Address for Bidder’s Primary Contact Person 

 

* Copy of Corporate Resolution and minutes with  certificate of officer of Bidder as to authority of 
signatory to bind Bidder is to be signed and dated no earlier than one week before Bid date, and 
attached to this document.           
      

End 
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.Bidding Requirements, Contract Forms and Conditions of the Contract 
STATEMENT OF BIDDERS EXPERIENCE 

Section 00400 

Project Name: Montolpolis Water Reclamation Initiative (WRI) Storage Reservoir  
and Pump Station Project             

IFB Number:   _6100 CLMC601 _________________________________ 

CIP ID Number: _5267.035_____________________________________ 

 

Bidder’s Name: _______________________________________ 

 

Bidder must complete all Attachments to Section 00400 clearly and comprehensively.  If 
necessary, responses may be continued on separately attached sheets. 

To be considered a responsive and responsible bidder, the apparent three (3) low Bidders must 
complete and submit within three (3) working days of notification of low bidder status Attachments 
A through I in accordance with Article 11, Section 00100.  Any information in Attachments A 
through I that indicates the Bidder or a “Subcontractor” is not responsible or that might negatively 
impact a Bidder’s ability to complete the Work within the Contract Time and for the Contract Price 
may result in the Bid being rejected.   

The Bidder is responsible for the accuracy and completeness of all of the information provided by 
the Bidder or a proposed Subcontractor in response to this Invitation for Bids.  
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POST-BID SUBMITTALS 

ATTACHMENT A – BIDDER’S INFORMATION 

ATTACHMENT B – EXPERIENCE REQUIREMENTS (GENERAL CONTRACTOR) 

ATTACHMENT C – PROJECT MANAGER AND SUPERINTENDENT EXPERIENCE  

ATTACHMENT D– EXPERIENCE REQUIREMENTS (SPECIFIC CONSTRUCTION OR 
TECHNICAL EXPERIENCE) 

ATTACHMENT E – AVAILABLE EQUIPMENT 

ATTACHMENT F – AVAILABLE WORKFORCE 

ATTACHMENT G – CURRENT PROJECTS 

ATTACHMENT H – COMPLETED PROJECTS 

ATTACHMENT I – BIDDER’S AUTHENTICATION 
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ATTACHMENT A 

BIDDER’S INFORMATION 

(Complete and return within three (3) days of notification of the three (3) low bidders’ status) 

 

IFB Number: 6100 CLMC601______________________________________ 

CIP ID Number: 5267.035______________________________________ 

A. Name of Bidder:          

 

B. Bidder’s Permanent Address:        

 

C. Bidder’s Phone No.: (           ) _______-_____________ 

 

D. Number of years in business under current company name:     

 

(Note:  Bidder must have been in existence for a minimum of one (1) year under its 
current company name.  Changes in company name during the experience period are 
acceptable, if the continuity of the company can be demonstrated.  Attach separate 
documentation, if applicable.) 

 

If Bidder answers “YES” for any of questions D through G, Bidder must 
attach separate sheets with a brief description or explanation of the answer 
and provide pertinent contact information (parties’ names, addresses and 
telephone numbers). 

 

E. Has the Bidder ever defaulted on a contract?      

YES  (      )  NO  (    )  

 

F. Are there currently any pending judgments, claims, or lawsuits 
against the Bidder?   

YES  (      )  NO  (     )  

 

G. Does Bidder currently have any pending claims, judgments or 
lawsuits against any prior client? 

  YES  (      )  NO  (     )  

 

H. Is the Bidder or its principals involved in any bankruptcy or 
reorganization proceedings?  

  YES  (      )  NO  (     )  
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ATTACHMENT B 

EXPERIENCE REQUIREMENTS (GENERAL CONTRACTOR) 

(Complete and return within three (3) days of notification of the three (3) low bidders’ status) 

 

IFB Number: 6100 CLMC601______________________________________ 

CIP ID Number: 5267.035______________________________________ 

GENERAL CONTRACTOR EXPERIENCE  

Bidder must list and describe Bidder’s (not proposed subcontractors') construction 
experience as a general contractor for a minimum of three (3) successfully 
completed projects of comparable size, scope and complexity to the Work described 
in the Contract Documents.  Bidders should refer to the 1.2 Description of Work 
section in contract document 01010 Summary of Work to determine what is 
reasonably comparable.  Decisions on “comparability” are at the complete discretion 
of the OWNER. 

Bidder must have completed the projects within the past five (5) years.  
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PROJECT NO. 1: 

Name of Project:          

Location:      

OWNER’s Name and Address:         

OWNER’s Contact Person (Print):         

Phone/Fax No.:    /   

Initial Contract Price:                      

Final Contract Price:                                      

Contract Start Date:           (Date of Notice To Proceed) 

Contract Time:     (  ) Calendar Days (  ) Working Days 

Contract Substantial Completion Date:         

Actual Substantial Completion Date:         

If contract time extensions were added to the contract as a result of Bidder’s 
responsibilities, provide a short explanation of each. 

             

             

             

Project Description and why it is comparable to this Contract: 
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PROJECT NO. 2: 

Name of Project:          

Location:      

OWNER’s Name and Address:         

OWNER’s Contact Person (Print):    _______________________ 

Phone/Fax No.:  /   

Initial Contract Price:                      

Final Contract Price:                                      

Contract Start Date:           (Date of Notice To Proceed) 

Contract Time:     (  ) Calendar Days (  ) Working Days 

Contract Substantial Completion Date:         

Actual Substantial Completion Date:         

If contract time extensions were added to the contract as a result of Bidder’s 
responsibilities, provide a short explanation of each. 

             

             

             

Project Description and why it is comparable to this Contract: 
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PROJECT NO. 3: 

Name of Project:          

Location:      

OWNER’s Name and Address:         

OWNER’s Contact Person (Print):     _______________ 

Phone/Fax No.:  /   

Initial Contract Price:                      

Final Contract Price:                                     

Contract Start Date:           (Date of Notice To Proceed) 

Contract Time:     (  ) Calendar Days (  ) Working Days 

Contract Substantial Completion Date:         

Actual Substantial Completion Date:         

If contract time extensions were added to the contract as a result of Bidder’s 
responsibilities, provide a short explanation of each. 

             

             

             

Project Description and why it is comparable to this Contract: 
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 ATTACHMENT C 

PROJECT MANAGER & SUPERINTENDENT EXPERIENCE 

(Complete and return within three (3) days of notification of the three (3) low bidders’ status) 

 

IFB Number: 6100 CLMC601______________________________________ 

CIP ID Number: 5267.035______________________________________ 

Bidder must attach resumes for the Project Manager and Superintendent who will be 
assigned to this project.  The resumes must demonstrate that these individuals have 
worked on at least three (3) similar, successfully completed projects in the capacity 
of Project Manager or Superintendent, or other responsible supervisory capacity, as 
applicable, during the last 10 years. 

 

 

Project Manager (name): ____________________________________ 

 

Superintendent (name): _____________________________________ 

 

 

(Insert Resumes & Experience) 
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 ATTACHMENT D 

(Complete and return within three (3) days of notification of the three (3) low bidders’ status) 

 

SPECIFIC CONSTRUCTION EXPERIENCE (GENERAL CONTRACTOR OR 
SUBCONTRACTOR PERFORMING THE WORK) 

Bidder must provide the following project history information for each Construction 
Experience requirement listed below. OWNER may in its reasonable discretion deem 
the provided experience information insufficient and reject the Bid.  

For each Construction Experience item listed below, list and describe the applicable 
Construction Experience for a minimum of three (3) successfully completed projects 
of comparable size, scope, and complexity to the Work described for this project. 
Comparability requirements may be spread among the three (3) projects per item 
submitted, e.g. One Project may demonstrate comparable size, another Project may 
demonstrate comparable scope and another may demonstrate comparable 
complexity. Decisions on “comparability” are at the complete discretion of the 
OWNER. 

The Work must have been performed within the past five (5) years.  

Bidder must provide all requested information in a complete, clear, and accurate 
manner. If necessary, additional information may be provided on separate attached 
sheets. Failure to provide any requested information may cause the Bid to be 
rejected by OWNER as non-responsive. 

If the Bidder proposes to fulfill any specific construction experience requirement with 
subcontracted resources, the applicable Subcontractor must be included in the 
Bidder’s Original MBE/WBE Compliance Plan. Failure to include subcontractors on the 
MBE/WBE Compliance Plan may render your bid non-responsive.  

      
 

SPECIFIC CONSTRUCTION EXPERIENCE ITEMS REQUIRED: 

ITEM 1. Furnish and/or installation of a minimum 6 million gallons per day 
capacity reclaimed or potable water pump station with building and 
with constructed cost value of at least $ 4 million.  

ITEM 2. See specification 03315 PRESTRESSED CONCRETE TANKS for 
qualification requirements and bid submittal information.  

The Bidder shall complete and duplicate the following specific Construction 
Experience Form as required to provide the requested documentation for a minimum 
of three (3) successfully completed projects for each of the above specific 
Construction Experience requirements. 
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CONSTRUCTION EXPERIENCE DOCUMENTATION FORM 

EXPERIENCE ITEM NUMBER: __________ 

Project Number: __________  

Does Bidder plan to self perform this work? YES (_____) NO (_____) 

If “NO”, provide the following Subcontractor information: 

Company Name: ________________________________________________ 

Permanent Address: _____________________________________________ 

Phone Number: _________________________________________________ 

Number of years Subcontractor has been in business under current company 
name: __________________   

Name of Project:          

Location:      

OWNER’s Name:         

OWNER’s Address:         

OWNER’s Contact Person (Print):     _______________ 

Phone/Fax No.:  /   

Initial Contract Price:                      

Final Contract Price:                                      

Contract Start Date:           (Date of Notice To Proceed) 

Contract Time:     (  ) Calendar Days (  ) Working Days 

Contract Substantial Completion Date:         

Actual Substantial Completion Date:         

If contract time extensions were added to the contract as a result of Bidder’s 
responsibilities, provide a short explanation of each. 

             

             

             

Project Description and why it is comparable to the size, scope, and/or complexity 
for this item: 
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ATTACHMENT E 
 

AVAILABLE EQUIPMENT LIST 
(Complete and return within three (3) days of notification of the three (3) low bidders’ status) 

 
 

Name of Bidder:  ______________________________________________ 

IFB Number: 6100 CLMC601______________________________________ 

CIP ID Number: 5267.035______________________________________ 

Provide a list of equipment that is available to the CONTRACTOR or its 
Subcontractor(s) and is specifically intended to be used on the Work under 
this Contract. Also indicate whether the equipment is owned or will be 
leased by the CONTRACTOR and/or Subcontractor(s).   
 

EQUIPMENT OWNED OR 
LEASED 

COMMITTED 
TO ANOTHER 

PROJECT? 

(Yes   /   No) 

AVAILABLE / 
RELEASE 

DATE 

    

    

    

    

    

    

    

    

    

    

    

    

    

Use additional pages, as necessary 
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ATTACHMENT F 
 

AVAILABLE WORKFORCE 
(Complete and return within three (3) days of notification of the three (3) low bidders’ status) 

 

Name of Bidder:  ______________________________________________ 

IFB Number: 6100 CLMC601______________________________________ 

CIP ID Number: 5267.035______________________________________ 

Provide a list of the available workforce for the various disciplines and 
crafts required for the Work on this Project, including the number of work 
crews, and number and worker classification for each equipment operator, 
mechanic, and laborer for that portion of the Work that Bidder will actually 
perform.   

Number of Anticipated Work Crews:  ________ 
 

DISCIPLINE OR CRAFT NO. OF 
EMPLOYEES 

COMMITTED TO 
ANOTHER 
PROJECT? 

(Yes  /  No) 

AVAILABLE / 
RELEASE DATE 

Professional (specify) 

  

   

Superintendent 

 

   

Technical (specify) 

 

   

Skilled Workers (specify) 

 

   

Semiskilled Workers 
(specify) 

 

   

Equipment Operators (list) 

 

   

Other 

 

   

Other 

 
Use additional pages, as necessary 
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ATTACHMENT G 
 

CURRENT PROJECT LISTING (INCLUDING ALL CITY OF AUSTIN PROJECTS) 
(Complete and return within three (3) days of notification of the three (3) low bidders’ status) 

 

Name of Bidder:  ______________________________________________ 

IFB Number: 6100 CLMC601______________________________________ 

CIP ID Number: 5267.035______________________________________ 

Provide a list of all current projects, including all City of Austin projects.   
Include the following for all jobs that Bidder is currently committed to or 
has currently underway:  brief statement regarding the job type; estimated 
project duration; project contact; and project description.   

Name of Project:        Location:     

Type of Job:       City of Austin Job?   Yes   /   No 

Project Start Date:      Estimated Completion Date:    

Project Contact:       

Brief Description:            

             

Name of Project:        Location:     

Type of Job:       City of Austin Job?   Yes   /   No 

Project Start Date:      Estimated Completion Date:    

Project Contact:       

Brief Description:            

             

Name of Project:        Location:     

Type of Job:       City of Austin Job?   Yes   /   No 

Project Start Date:      Estimated Completion Date:    

Project Contact:       

Brief Description:            

             

 

Name of Project:        Location:     

Type of Job:       City of Austin Job?   Yes   /   No 

Project Start Date:      Estimated Completion Date:    

Project Contact:       

Brief Description:            

             
Use additional pages, as necessary
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ATTACHMENT H 

COMPLETED PROJECTS (INCLUDING ALL CITY OF AUSTIN PROJECTS) 

(Complete and return within three (3) days of notification of the three (3) low bidders’ status) 

Name of Bidder:  ______________________________________________ 

IFB Number: 6100 CLMC601______________________________________ 

CIP ID Number: 5267.035______________________________________ 

Provide a list of all completed projects, including all City of Austin projects 
that Bidder has completed in the past five (5) years by calendar year (or life 
of company if less than five (5) years).   Include the following:  a brief 
statement regarding the job type, the estimated project duration, project 
contact, and project description.   

Calendar Year of                          

Name of Project:        Location:     

Type of Job:       City of Austin Job?  Yes   /   No 

Project Duration:      Project Contact:      

Brief Description:            

             

             

Name of Project:        Location:     

Type of Job:       City of Austin Job?  Yes   /   No 

Project Duration:      Project Contact:      

Brief Description:            

             

             

Name of Project:        Location:     

Type of Job:       City of Austin Job?  Yes   /   No 

Project Duration:      Project Contact:      

Brief Description:            

             

             

Name of Project:        Location:     

Type of Job:        City of Austin Job?  Yes   /   No 

Project Duration:      Project Contact:      

Brief Description:            

             

             
Use additional pages as necessary to achieve a representative listing covering 5 years 
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ATTACHMENT I 

BIDDERS AUTHENTICATION  

(Complete and return within three (3) days of notification of the three (3) low bidders’ status) 

 

Name of Bidder:  ______________________________________________ 

IFB Number: 6100 CLMC601______________________________________ 

CIP ID Number: 5267.035______________________________________ 

 

THE STATE OF TEXAS 

COUNTY OF TRAVIS 

 

I certify that my responses and the information provided in Attachments A-H are 
true and correct to the best of my personal knowledge and belief and that I have 
made no willful misrepresentations in this Section, nor have I withheld any relevant 
information in my statements and answers to questions.  I am aware that any 
information given by me in this Section may be investigated and I hereby give my 
full permission for any such investigation and I fully acknowledge that any 
misrepresentations or omissions in my responses and information may cause my bid 
to be rejected. 

 

Bidder's full name and entity status: 

 

__________________________________________ 
Company’s Name 

 

         
Signature, Authorized Representative of Bidder 
 

         
Title 
 
 
         

Date 
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Bidding Requirements, Contract Forms and Conditions of the Contract 

CERTIFICATE OF NON-SUSPENSION OR DEBARMENT 

Section 00405 

The City of Austin is prohibited from contracting with or making prime or sub-awards to parties 

that are suspended or debarred or whose principals are suspended or debarred from Federal, 

State, or City of Austin Contracts. Covered transactions include procurement contracts for goods or 

services equal to or in excess of $25,000.00 and all non-procurement transactions. This 

certification is required for all bidders on all City of Austin Contracts to be awarded with values 

equal to or in excess of $25,000.00 and all non-procurement transactions. 

The CONTRACTOR hereby certifies that its firm and its principals are not currently suspended or 

debarred from bidding on any Federal, State, or City of Austin Contracts.   

 

PROJECT Name _______________________________________________ 

                                                  

PROJECT Address _____________________________________________ 

 

CONTRACTOR’S Name _________________________________________ 

 

Signed by (Authorized Representative) ______________________________ 

 

Printed Name: __________________________________________________ 

 

Title _________________________________________________________ 

 

Date _________________________________________________________ 

      

END 
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Bidding Requirements, Contract Forms and Conditions of the Contract 
STATEMENT OF BIDDER’S SAFETY EXPERIENCE 

Section 00410 

SAFETY RECORD QUESTIONNAIRE  
& STATEMENT OF BIDDER’S SAFETY EXPERIENCE 

(To Be Submitted Post-Bid) 

 

Project:  Montopolis Water Reclamation Initiative (WRI) Storage Reservoir and Pump Station 
Project 

CIP ID Number:  5267.035          

IFB Number: 6100 CLMC601          

 

Pursuant to Section 252.0435 of the Local Government Code, the Austin City Council will consider 
the safety records of potential contractors prior to awarding bids on City contracts.  The City of 
Austin has adopted the following written definitions and criteria for accurately determining the 
safety record of a Bidder prior to awarding bids on City contracts.  The term “Bidder” includes the 
firm, corporation, partnership, or other legal entity represented by the Bidder or anyone acting for 
such firm, corporation, partnership or other entity submitting the bid.  The definitions and criteria 
for determining the safety record of a Bidder are: 

“Citations” include notices of violation, notices of enforcement, suspension/revocations of 
state or federal licenses or registrations, fines assessed pending criminal complaints, 
indictments, or convictions, administrative orders, draft orders, final orders, and judicial 
final judgments.  Notice of Violations and Notice of Enforcement received from the TCEQ 
shall include those classified as major violations and moderate violations under the TCEQ’S 
regulations for documentation of Compliance History, 30 Texas Administrative Code, 
Chapter 60.2 (c) (1) and (2). 

“Environmental Protection Agency” includes, but is not limited to the Texas Commission on 
Environmental Quality (TCEQ), the U.S. Environmental Protection Agency, the U.S. Fish 
and Wildlife Service, the U.S. Army Corps of Engineers, the Texas Department of Health, 
the Texas Parks and Wildlife Department, the Structural Pest Control Service, agencies of 
local governments responsible for enforcing environmental protection laws or regulations, 
and similar regulatory agencies of other states of the United States.   

1. If the Bidder’s response to the following questions reveals more than two (2) cases in which 
final orders have been entered by the Occupational Safety and Health Review Commission 
(OSHRC) against the Bidder for serious violations of Occupational Safety & Health 
Administration (OSHA) regulations within the past five (5) years, the City will, at its discretion, 
determine whether to disqualify the Bidder. 

2. If the Bidder’s response to the following questions reveals more than one (1) case in which 
Bidder has received a citation or for which final orders have been entered from an 
environmental protection agency for violations within the past five (5) years, the City will, at its 
discretion, determine whether to disqualify the Bidder.   

3. If the Bidder’s response to the following questions reveals that the Bidder has been convicted of 
a criminal offense within the past ten (10) years or has been subject to a judgment for a 
negligent act or omission, which resulted in serious bodily harm or death, at its discretion, the 
City will determine whether to disqualify the Bidder. 

4. The City may consider the responses to each question listed below separately when making a 
discretionary determination of whether to disqualify a Bidder and it may consider the 
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cumulative impact of the information generated by the Bidder’s responses in making the 
determination. 

5. The Bidder acknowledges the requirements for Safety Training (listed in Section 00700) must 
be met before any work commences on the project. 

6. In order to consider the safety records of potential contractors prior to awarding bids on City 
contracts, the City requires that Bidders answer the following questions and submit them upon 
request: 

 

QUESTION ONE 

Has the Bidder received any Citations for violations of OSHA within the past    
five (5) years?           Yes  No 
 

QUESTION TWO 

Has the Bidder received any Citations for violations of environmental protection  
laws or regulations within the past five (5) years?       Yes  No  

QUESTION THREE 

Has the Bidder ever been convicted, within the past ten (10) years, of a criminal  
offense or has been subject to a judgment for a negligent act or omission, which  
resulted in serious bodily injury or death?        Yes  No 

 
If the Bidder has indicated "Yes" to any question above, the Bidder must 
provide to the City, with its bid submission, the following information: 

Date of Citation or offense and location where violation or offense occurred, type of 
violation or offense, final disposition of violation or offense, if any, and penalty assessed. 

 
In addition, the City will utilize the following information and in its discretion, as additional support 
to make any discretionary determination of whether to disqualify a Bidder.  Accordingly, Bidder 
must answer the following questions and provide evidence that it meets minimum OSHA 
construction safety standards and has a lost time injury rate that does not exceed the limits 
established below:     

1. Does the Bidder have a written construction safety program?    Yes  No 

2. Does the Bidder conduct regular construction site safety inspections?   Yes  No 

3. Does the Bidder have an active construction safety training program?   Yes  No 

4. Does the Bidder or affected subcontractors have competent persons in the following areas (as 
applicable to the scope of the current Project): 

 
A. Scaffolding    Yes  No  N/A 
B. Excavation    Yes  No  N/A 
C. Cranes  & Hoists   Yes  No  N/A 
D. Electrical    Yes  No  N/A 
E. Fall Protection    Yes  No  N/A 
F. Confined Spaces   Yes  No  N/A 
G. Material Handling   Yes  No  N/A 
H. Demolition    Yes  No  N/A 
I. Steel Erection    Yes  No  N/A 
J. Underground Construction  Yes  No  N/A 
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5. Does the company have a lost time injury rate and a total recordable injury 
rate of less than or equal to the national average for North American Industrial 
Classification System (NAICS) Category 23 for each of the past five (5) years? 
(Attach the Bidder's OSHA 300 and 300A logs for the past five (5) years)   Yes  No     

          
6. Does the Bidder have an experience modifier rate of 1.0 or less? 

(Attach the Bidder's NCCI workers compensation experience rating sheets  
for the past five (5) years)         Yes  No  
     

7. Has the Bidder had any OSHA inspections within the past six  
     (6) months?           Yes  No 

(If “YES”, provide sufficient documentation to indicate the nature of the  
inspection, the findings, and magnitude of the issues.) 

 

 
ACKNOWLEDGEMENT 

THE STATE OF TEXAS 

COUNTY OF TRAVIS 

 

I certify that my responses and the information provided are true and correct to the best of my 
personal knowledge and belief and that I have made no willful misrepresentations in this 
Questionnaire, nor have I withheld any relevant information in my statements and answers to 
questions.  I am aware that any information given by me in this questionnaire may be investigated 
and I hereby give my full permission for any such investigation and I fully acknowledge that any 
misrepresentations or omissions in my responses and information may cause my bid to be 
rejected.   

 

Bidder's full name and entity status: 

 

___________________________________________ 

Company’s Name 

 

         
Signature, Authorized Representative of Bidder 
 

         
Title 
 
         

Date 

 

END 
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Bidding Requirements, Contract Forms and Conditions of the Contract 
AFFIDAVIT - PROHIBITED ACTIVITIES 

Section 00440 

CITY OF AUSTIN 

BIDDER'S AFFIDAVIT OF NON-COLLUSION, 

NON-CONFLICT OF INTEREST, AND ANTI-LOBBYING FOR 

IFB NO. _6100 CLMC601__ 

FOR  Montopolis Water Reclamation Initiative (WRI) Storage Reservoir and Pump Station Project 

CIP ID Number:  5267.035______________________________________________ 

State of Texas 

County of Travis 

The undersigned “Affiant” is a duly authorized representative of the bidder for the purpose of 
making this Affidavit, and, after being first duly sworn, has deposed and stated and hereby 
deposes and states, to the best of his or her personal knowledge and belief as follows: 

The term “Bidder”, as used herein, includes the individual or business entity submitting the bid and 
for the purpose of this Affidavit includes the directors, officers, partners, managers, members, 
principals, owners, agents, representatives, employees, other parties in interest of the Bidder, and 
anyone or any entity acting for or on behalf of the Bidder, including a subcontractor in connection with 
this bid.   

The terms “City” and “Owner” are synonymous. 

 

1. Anti-Collusion Statement.  The Bidder has not and will not in any way directly or indirectly: 

a.  colluded, conspired, or agreed with any other person, firm, corporation, bidder or potential bidder to 
the amount of this bid or the terms or conditions of this bid.  

b.  paid or agreed to pay any other person, firm, corporation bidder or potential bidder any money or 
anything of value in return for assistance in procuring or attempting to procure a contract or in return for 
establishing the prices in the attached bid or the bid of any other bidder. 

2. Preparation of Invitation for Bid and Contract Documents.  The Bidder has not received any 
compensation or a promise of compensation for participating in the preparation or development of the 
underlying bid or contract documents.,  In addition, the Bidder has not otherwise participated in the 
preparation or development of the underlying bid or contract documents, except to the extent of any 
comments or questions and responses in the bidding process, which are available to all bidders, so as to 
have an unfair advantage over other bidders, provided that the Bidder may have provided relevant 
product or process information to a consultant in the normal course of its business. 

3. Participation in Decision Making Process.  The Bidder has not participated in the evaluation of bids or 
proposals or other decision making process for this solicitation, and, if Bidder is awarded a contract 
hereunder, no individual, agent, representative, consultant or sub contractor or consultant associated with 
Bidder, who may have been involved in the evaluation or other decision making process for this 
solicitation, will have any direct or indirect financial interest in the Contract, provided that the Bidder may 
have provided relevant product or process information to a consultant in the normal course of its business. 

4. Present Knowledge.  Bidder is not presently aware of any potential or actual conflicts of interest 
regarding this solicitation, which either enabled Bidder to obtain an advantage over other bidders or would 
prevent Bidder from advancing the best interests of OWNER in the course of the performance of the 
Contract. 

5. City Code.  As provided in Sections 2-7-61 through 2-7-65 of the City Code, no individual with a 
substantial interest in Bidder is a City official or employee or is related to any City official or employee 
within the first or second degree of consanguinity or affinity. 
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6. Chapter 176 Conflict of Interest Disclosure.  In accordance with Chapter 176 of the Texas Local 
Government Code, the Bidder: 

a. does not have an employment or other business relationship with any local government officer of 
OWNER or a family member of that officer that results in the officer of family member receiving 
taxable income; 

b. has not given a local government officer of OWNER one or more gifts, other than gifts of food 
lodging transportation or entertainment accepted as a guest, that have an aggregate value of 
more than $100 in the twelve month period preceding the date the officer becomes aware of the 
execution of the Contract or that OWNER is considering doing business with the Bidder; and 

c. does not have a family relationship with a local government officer of OWNER in the third degree 
of consanguinity or the second degree of affinity. 

As required by Chapter 176, Bidder must file the Conflicts of Interest Questionnaire with the Purchasing 
Department no later than the seventh business day after the commencement of contract discussions or 
negotiations with the City or the submission of a Bid, response to a request for proposals, or other writing 
related to a potential contract with OWNER.  The questionnaire must be updated not later than the 
seventh day after the date of an event that would make a statement in the questionnaire inaccurate or 
incomplete.  There are statutory penalties for failure to comply with Chapter 176. 

7. Anti-Lobbying Ordinance.  As set forth in paragraph 1.i. of the Instructions to Bidders Section 00100, 
between the date that the Invitation for Bid was issued and the date of full execution of the Contract, 
Bidder has not made and will not make a representation to a member of the City Council, a member of a 
City Board, or any other official, employee or agent of the City, other than the authorized contact person 
for the solicitation, except as permitted by the Ordinance. 

If the Bidder cannot affirmatively swear and subscribe to the forgoing statements, the Bidder shall provide a 
detailed written explanation in the space provided below or, as necessary, on separate pages to be annexed 
hereto. 

 

Signature: _______________________________ Date: _________________________ 

 

Printed Name: ____________________________ 

 

Title: ___________________________________ 

 

Firm/Entity: ______________________________ 

 

Subscribed and sworn to before me this ____ day of ________, 20__. 

 

______________________________  My Commission Expires ______________ 
Notary Public 
 

BIDDER’S EXPLANATION: 
 
_______________________________________________________________________________ 
 
 
END 
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Bidding Requirements, Contract Forms and Conditions of the Contract 

NONRESIDENT BIDDER PROVISIONS                                        

Section 00475 

CIP ID Number:  _5267.035______________________________________________ 

Bidder must answer the following questions in accordance with Vernon’s Texas Statutes and Codes 

Annotated Government Code § 2252.002, as amended: 

 

A. Is the bidder that is making and submitting this bid a “resident bidder” or a “non-resident 

bidder”? 

 

Answer:             

 

(1) Texas Resident Bidder - A bidder whose principal place of business is in Texas and includes 

a Contractor whose ultimate parent company or majority owner has its principal place of 

business in Texas.  

(2) Nonresident Bidder - A bidder who is not a Texas Resident Bidder. 

 

B. If the Bidder is a “Nonresident Bidder”, does the state, in which the Nonresident Bidder’s 

principal place of business is located, have a law requiring a Nonresident Bidder of that state 

to bid a certain amount or percentage under the bid of a Resident Bidder of that state in 

order for the nonresident bidder of that state to be awarded a contract on his bid in such 

state? 

 

Answer:  Yes or No  Which state?                  

 

If the answer to Question B is “yes”, then what amount or percentage must a Texas Resident 

Bidder bid under the bid price of a Resident Bidder of that state in order to be awarded a contract 

on such bid in said state? 

 

Answer:             

 

 

 

________________________________________ 

Signature 

 

END 
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Bidding Requirements, Contract Forms and Conditions of the Contract 
AGREEMENT SECTION 

Section 00500 

STATE OF TEXAS  
COUNTY OF TRAVIS 

 

THIS AGREEMENT is made and entered into this _____ day of _______________, 20____, by and 
between the City of Austin, Texas, a municipal corporation, organized and existing under laws of 
State of Texas, acting through its City Manager or other duly authorized designee, hereinafter 
referred to as the “OWNER,” and __________________________________, of the City of 
_________________________________________, County of ___________________, and State 
of _________________, hereinafter referred to as the “CONTRACTOR.”  

In consideration of the promises, performances, payments and agreements set forth herein 
CONTRACTOR hereby agrees to commence and complete the following Project:  

Montopolis Water Reclamation Initiative (WRI) Storage Reservoir and Pump Station Project  
              
               

and all Work in accordance with the Project Manual, Drawings and Addenda, which are incorporated 
herein by reference and made a part hereof and which have been prepared by 
____________________________________________________ and approved by OWNER, and 
OWNER agrees to pay the CONTRACTOR the total amount of:  

$_______________________  _____________________________________________________ 
         (Figures)    (Words)  

 

The CONTRACTOR hereby agrees to commence work on the date specified in the written "Notice to 
Proceed" to be issued by the OWNER and to substantially complete construction of the 
improvements, as required by the Project Manual, Drawings and Addenda for the Work within four-
hundred eighty (480) Calendar Days.  If a Substantial Completion date has been specified, 
the CONTRACTOR further agrees to reach Final Completion within thirty (30) Calendar 
Days after Substantial Completion as required by the Project Manual, Drawings and 
Addenda for the work.  Waiver of any breach of this Contract shall not constitute waiver of any 
subsequent breach.  

In consideration of the award and execution of this Contract, and in consideration of the waiver of 
its right to attorney’s fees by the OWNER, the CONTRACTOR knowingly and intentionally waives its 
right to attorney’s fees under Section 271.153 of the Texas Local Government Code in any 
administrative proceeding, alternative dispute resolution proceeding, or litigation arising out of or 
connected to this Contract. 

OWNER agrees to pay CONTRACTOR from available funds for performance of the Contract in 
accordance with the Bid and the provisions of the Contract Documents, subject to additions and 
deductions, as provided therein.  

The OWNER's payment obligations are payable only and solely from funds available for the 
purposes of this Agreement.  

Although drafted by OWNER, this Agreement, in event of any disputes over its meaning or 
application, shall be interpreted fairly and reasonably, and neither more strongly for nor against 
either party.  
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OWNER  § CONTRACTOR  
§  

By:________________________________  § By:_______________________________  
City of Austin (Signature)   §   (Signature) 

_________________   §    ________________  
Date      §    Date  

__________________________________  § _________________________________  
Title of Signatory     § Printed Name of Signatory 

§  
APPROVED AS TO FORM:     § _________________________________  

§ Title of Signatory, Authorized Representative  
By:________________________________  §  

Law Department     § ATTEST (as applicable) 
_________________  §  
Date      §_________________________________ 

§         Secretary of Corporate Bidder or  
        Corporate General Partner * 
 

*Copy of Corporate Resolution and minutes with certificate of officer of CONTRACTOR as to 
authority of signatory to bind CONTRACTOR is to be signed, dated no earlier than one week before 
the date of award of Contract, and attached to this document.  

 

END 
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Bidding Requirements, Contract Forms and Conditions of the Contract 

PERFORMANCE BOND 

Section 00610 

STATE OF TEXAS       Bond No. __________________________ 

COUNTY OF _______________________    C.I.P. ID No. 5267.035_______________ 

 

Project Name Montopolis Water Reclamation Initiative (WRI) Storage Reservoir and Pump Station 

Project 

Know All Men By These Presents: That ________________________________________________ 

of the City of ___________________________, County of ____________________________, and 

State of ________________________________, as Principal, and _____________________, a 

solvent company authorized under laws of the State of Texas to act as surety on bonds for 

principals, are held and firmly bound unto _____________________________________________ 

(OWNER), in the penal sum of_______________________________________________________ 

______________________________________ U.S. Dollars ($ ____________________U.S.) for 

payment whereof, well and truly to be made, said Principal and Surety bind themselves and their 

heirs, administrators, executors, successors and assigns, jointly and severally, by these presents: 

Conditions of this Bond are such that, whereas, Principal has entered into a certain written contract 

with OWNER, dated the ____________ day of ____________________, ________, which 

Agreement is hereby referred to and made a part hereof as fully and to the same extent as if copied 

at length herein. 

Now, therefore, the condition of this obligation is such, that if said Principal shall faithfully perform 

said Agreement and shall in all respects duly and faithfully observe and perform all and singular 

covenants, conditions and agreements in and by said contract agreed and covenanted by Principal 

to be observed and performed, and according to true intent and meaning of said Agreement hereto 

annexed, then this obligation shall be void; otherwise to remain in full force and effect. If OWNER 

notifies Principal and Surety the OWNER is considering declaring Principal in default, Surety agrees 

to meet with OWNER and Principal no later than fifteen days after receipt of such notice to discuss 

methods of performing the Work of the Contract. 

Provided, however, that this bond is executed pursuant to provisions of Chapter 2253, Texas 

Government Code as amended and all liabilities on this bond shall be determined in accordance with 

provisions of said Article to same extent as if it were copied at length herein. 

Surety, for value received, stipulates and agrees that no change in Contract Time or Contract Amount 

shall in anywise affect its obligation on this bond, and it does hereby waive notice of any such change 

in Contract Time or Contract Amount. 

In witness whereof, said Principal and Surety have signed and sealed this instrument this 

_____________________________day of _________________________, ________. 

_________________________________   _______________________________________ 

Principal       Surety 

By_______________________________  By_____________________________________ 

          (Signature)      (Signature) 

Title______________________________  Title____________________________________ 

Address___________________________  Address_________________________________ 

_________________________________  _______________________________________ 

_________________________________  _______________________________________ 
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                                                                       Telephone_______________Fax______________ 

                                                                       E-Mail Address ___________________________ 

 

Name and address of Resident Agent of Surety: 

____________________________________________________________________________ 

____________________________________________________________________________ 

Note: Bond shall be issued by a solvent Surety company authorized to do business in Texas, and 

shall meet any other requirements established by law or by OWNER pursuant to applicable law. A 

copy of surety agent's "Power of Attorney" must be attached hereto. 

END 
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Bidding Requirements, Contract Forms and Conditions of the Contract 

PAYMENT BOND 

Section 00620 

STATE OF TEXAS       Bond No. ____________________ 

COUNTY OF _______________________    C.I.P. ID No. 5267.035_________ 

 

Project Name Montopolis Water Reclamation Initiative (WRI) Storage Reservoir and Pump 

Station Project 

Know All Men By These Presents: That ___________________________________________ 

of the City of _________________________, County of ____________________________, 

and 

State of _______________________________, as Principal, and _____________________, 

a solvent company authorized under laws of the State of Texas to act as surety on bonds for 

principals, are held and firmly bound unto ________________________________________ 

(OWNER), and all Subcontractors, workers, laborers, mechanics and suppliers as their 

interests may appear, all of whom shall have right to sue upon this bond in the penal sum of 

_________________________________________________________________________ 

U.S. Dollars ($ ____________________U.S.) for payment whereof, well and truly to be 

made, said Principal and Surety bind themselves and their heirs, administrators, executors, 

successors and assigns, jointly and severally, by these presents: 

Conditions of this Bond are such that, whereas, Principal has entered into a certain written 

contract with OWNER, dated the ____________ day of ____________________, ________, 

which Agreement is hereby referred to and made a part hereof as fully and to the same extent 

as if copied at length herein. 

Now, therefore, condition of this obligation is such, that if the said Principal shall well and 

truly pay all Subcontractors, workers, laborers, mechanics, and suppliers, all monies to them 

owing by said Principals for subcontracts, work, labor, equipment, supplies and materials done 

and furnished for the construction of improvement of said Agreement, then this obligation 

shall be and become null and void; otherwise to remain in full force and effect.  

Provided, however, that this bond is executed pursuant to provisions of Chapter 2253, Texas 

Government Code as amended and all liabilities on this bond shall be determined in 

accordance with provisions of said Article to same extent as if it were copied at length herein. 

Surety, for value received, stipulates and agrees that no change in Contract Time or Contract 

Amount shall in anywise affect its obligation on this bond, and it does hereby waive notice of 

any such change in Contract Time or Contract Amount. 

In witness whereof, said Principal and Surety have signed and sealed this instrument this 

_____________________________day of _________________________, ________. 

_________________________________   _________________________________ 

Principal       Surety 

By_______________________________  By_______________________________ 

 (Signature)      (Signature) 

Title______________________________  Title______________________________ 

Address___________________________  Address___________________________ 

_________________________________  _________________________________ 
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_________________________________  _________________________________ 

                                                                       Telephone_____________Fax__________ 

                                                                       E-Mail Address _____________________ 

 

Name and address of Resident Agent of Surety: 

_________________________________________________________________________ 

_________________________________________________________________________ 

Note: Bond shall be issued by a solvent Surety company authorized to do business in Texas, 

and shall meet any other requirements established by law or by OWNER pursuant to applicable 

law. A copy of surety agent's "Power of Attorney" must be attached hereto. 

END 
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NON-DISCRIMINATION AND NON-RETALIATION CERTIFICATE 

Section 00630 

CIP ID Number:    

City of Austin, Texas 
Equal Employment/Fair Housing Office 

To: City of Austin, Texas, (“OWNER”) 

I hereby certify that our firm conforms to the Code of the City of Austin Section 5-4-2 as reiterated 
below: 

Chapter 5-4. Discrimination in Employment by City Contractors. 

Sec. 4-2 Discriminatory Employment Practices Prohibited.  (B) As an Equal Employment 
Opportunity (EEO) employer, the Contractor will conduct its personnel activities in accordance with 
established federal, state and local EEO laws and regulations and agrees: 

  (1)  Not to engage in any discriminatory employment practice defined in this chapter. 

(2) To take affirmative action to ensure that applicants are employed, and that 
employees are treated during employment, without discrimination being practiced 
against them as defined in this chapter. Such affirmative action shall include, but not 
be limited to: all aspects of employment, including hiring, placement, upgrading, 
transfer, demotion, recruitment, recruitment advertising; selection for training and 
apprenticeship, rates of pay or other forms of compensation, and layoff or 
termination. 

(3)  To post in conspicuous places, available to employees and applicants for 
employment, notices to be provided by OWNER setting forth the provisions of this 
chapter. 

(4)  To state in all solicitations or advertisements for employees placed by or on behalf of 
Contractor, that all qualified applicants will receive consideration for employment 
without regard to race, creed, color, religion, national origin, sexual orientation, 
gender identity, disability, veteran status, sex or age. 

(5)  To obtain a written statement from any labor union or labor organization furnishing 
labor or service to Contractors in which said union or organization has agreed not to 
engage in any discriminatory employment practices as defined in this chapter and to 
take affirmative action to implement policies and provisions of this chapter. 

(6)  To cooperate fully with OWNER's Equal Employment/Fair Housing Office in 
connection with any investigation or conciliation effort of said Equal Employment/Fair 
Housing Office to ensure that the purpose of the provisions against discriminatory 
employment practices are being carried out. 

(7)  To require compliance with provisions of this chapter by all subcontractors having 
fifteen or more employees who hold any subcontract providing for expenditure of 
$2,000.00 or more in connection with any contract with OWNER subject to the terms 
of this chapter. . 

For the purposes of this Bid and any resulting Contract, Contractor adopts the provisions of 
the City’s Minimum Standard Nondiscrimination and Non-Retaliation Policy as set 
forth below. 
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City of Austin 

Minimum Standard Non-Discrimination and Non-Retaliation in Employment Policy 

 
As an Equal Employment Opportunity (EEO) employer, the Contractor will conduct its personnel 
activities in accordance with established federal, state and local EEO laws and regulations.  

The Contractor will not discriminate against any applicant or employee based on race, creed, color, 
national origin, sex, age, religion, veteran status, gender identity, disability, or sexual orientation. 
This policy covers all aspects of employment, including hiring, placement, upgrading, transfer, 
demotion, recruitment, recruitment advertising, selection for training and apprenticeship, rates of 
pay or other forms of compensation, and layoff or termination. 

The Contractor agrees to prohibit retaliation, discharge or otherwise discrimination against any 
employee or applicant for employment who has inquired about, discussed or disclosed their 
compensation.   

Further, employees who experience discrimination, sexual harassment, or another form of 
harassment should immediately report it to their supervisor.  If this is not a suitable avenue for 
addressing their complaint, employees are advised to contact another member of management or 
their human resources representative.  No employee shall be discriminated against, harassed, 
intimidated, nor suffer any reprisal as a result of reporting a violation of this policy.  Furthermore, 
any employee, supervisor, or manager who becomes aware of any such discrimination or 
harassment should immediately report it to executive management or the human resources office 
to ensure that such conduct does not continue. 

Contractor agrees that to the extent of any inconsistency, omission, or conflict with its current non-
discrimination and non- retaliation employment policy, the Contractor has expressly adopted the 
provisions of the City’s Minimum Non-Discrimination Policy contained in Section 5-4-2 of the City 
Code as set forth above and the City’s Non-Retaliation Policy, as the Contractor’s Non-
Discrimination and Non-Retaliation Policy or as an amendment to such Policy and such provisions 
are intended to not only supplement the Contractor’s policy, but will also supersede the 
Contractor’s policy to the extent of any conflict. 

UPON CONTRACT AWARD, THE CONTRACTOR SHALL PROVIDE A COPY TO THE CITY OF THE CONTRACTOR’S NON-

DISCRIMINATION AND NON-RETALIAITON POLICY ON COMPANY LETTERHEAD, WHICH CONFORMS IN FORM, SCOPE, AND 

CONTENT TO THE CITY’S MINIMUM NON-DISCRIMINATION AND NON-RETALIATION POLICY, AS SET FORTH HEREIN, OR 

THIS NON-DISCRIMINATION AND NON-RETALIATION POLICY, WHICH HAS BEEN ADOPTED BY THE CONTRACTOR FOR ALL 

PURPOSES (THE FORM OF WHICH HAS BEEN APPROVED BY THE CITY’S EQUAL EMPLOYMENT/FAIR HOUSING OFFICE), WILL 

BE CONSIDERED THE CONTRACTOR’S NON-DISCRIMINATION  AND NON-RETALIATION POLICY WITHOUT THE 

REQUIREMENT OF A SEPARATE SUBMITTAL. (http://austintexas.gov/page/bid-docs). 

Sanctions: 

Our firm understands that non-compliance with Chapter 5-4 may result in sanctions, including 
termination of the contract and suspension or debarment from participation in future City contracts 
until deemed compliant with the requirements of Chapter 5-4.   

Term: 

The Contractor agrees that this Section 00630 Non-Discrimination and Non-Retaliation Certificate 
or the Contractor’s separate conforming policy, which the Contractor has executed and filed with 
the Owner, will remain in force and effect for one year from the date of filing.  The Contractor 
further agrees that, in consideration of the receipt of continued Contract payments, the 
Contractor’s Non-Discrimination Policy will automatically renew from year-to-year for the term of 
the underlying Contract.  

Dated this ________________ day of ________________________, _______. 
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CONTRACTOR ________________________________ 

Authorized Signature ___________________________ 

Title ________________________________________ 

END 
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Bidding Requirements, Contract Forms and Conditions of the Contract 

TITLE VI ASSURANCES APPENDIX A 

Section 00631 

 

During the performance of this contract, the contractor, for itself, its assignees and successors 

in interest (hereinafter referred to as the “contractor”) agrees as follows: 

 

1. Compliance with Regulations:  The contractor shall comply with the Regulations relative to 

nondiscrimination in Federally-assisted programs of the Department of Transportation 

(hereinafter, “DOT”) Title 49, Code of Federal Regulations, Part 21, as they may be amended 

from time to time, (hereinafter referred to as the Regulations), which are herein incorporated 

by reference and made a part of this contract. 

 

2. Nondiscrimination:  The contractor, with regard to the work performed by it during the 

contract, shall not discriminate on the grounds of race, color, or national origin in the selection 

and retention of subcontractors, including procurements of materials and leases of equipment.  

The contractor shall not participate either directly or indirectly in the discrimination prohibited 

by section 21.5 of the Regulations, including employment practices when the contract covers a 

program set forth in Appendix B of the Regulations. 

 

3. Solicitations for Subcontracts, Including Procurements of Materials and Equipment:  In all 

solicitations either by competitive bidding or negotiation made by the contract for work to be 

performed under a subcontract, including procurements of materials or leases of equipment, 

each potential subcontractor or supplier shall be notified by the contractor of the contractor’s 

obligations under this contract and the Regulations relative to nondiscrimination on the grounds 

of race, color, or national origin. 

 

4. Information and Reports:  The contractor shall provide all information and reports required by 

the Regulations or directives issued pursuant thereto, and shall permit access to its book, 

records, accounts, other sources of information, and its facilities as may be determined by the 

Recipient or the Texas Department of Transportation to be pertinent to ascertain compliance 

with such Regulations, orders and instructions.  Where any information required of a contractor 

is in the exclusive possession of another who fails or refuses to furnish this information the 

contractor shall so certify to the Recipient, or the Texas Department of Transportation as 

appropriate, and shall set forth what efforts it has made to obtain the information. 

 

5. Sanctions for Noncompliance:  In the event of the contractor’s noncompliance with the 

nondiscrimination provisions of this contract, the Recipient shall impose such contract sanctions 

as it or the Texas Department of Transportation may determine to be appropriate, including, 

but not limited to: 

 

(a) withholding of payments to the contractor under the contract until the contractor 

complies, and or (b) cancellation, termination or suspension of the contract, in whole or 

in part. 

 

 6. Incorporation of Provisions:  The contractor shall include the provisions of paragraphs (1) 

through (6) in every subcontract, including procurements of materials and leases of equipment, 

unless exempt by the Regulations, or directives issued pursuant thereto.  The contractor shall 

take such action with respect to any subcontract or procurement as the Recipient or the Texas 

Department of Transportation may direct as a means of enforcing such provisions including 

sanctions for non-compliance:  Provided, however, that, in the event a contractor becomes 

involved in, or is threatened with, litigation with a subcontractor or supplier as a result of such 

direction, the contractor may request the Recipient to enter into such litigation to protect the 
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interests of the Recipient, and, in addition, the contractor may request the United States to 

enter into such litigation to protect the interests of the United States. 

 

(DOT 1050.2, 08/24/71) 

 

 

Contractor's full name and entity status: 

 

 

 

         

Signature, Authorized Representative of Contractor 

 

         

Title 

 

 

         

Date 

 

 

END 



Rev. Date 06/01/16 Certificate of Insurance / 00650 Page 1 of 2  

Bidding Requirements, Contract Forms and Conditions of the Contract 
CERTIFICATE OF INSURANCE 

Section 00650 

This Certificate shall be completed by a licensed insurance agent: 

Name and Address of Agency:    City of Austin Reference: 
__________________________________ Project Name: Montopolis Water Reclamation 

Initiative (WRI) Storage Reservoir and Pump 
Station Project      

__________________________________ C.I.P. No.: 5267.035      
__________________________________ Project Location: _________________________ 
Phone: __________ / ________________  _______________________________________ 

Managing Dept.: _________________________ 
Name and Address of Insured:    Contract No.:  ___________________________ 
__________________________________ Project Mgr.: ____________________________ 
__________________________________  

Insurers Affording Coverages: 
__________________________________ Insurer A: 
Phone: __________ / ________________          

Insurer B: 
Prime or Sub-Contractor?: ____________           

Insurer C: 
Name of Prime Contractor, if different from           
Insured:  __________________________  Insurer D: 

        
 

  INSR     
LTR 

TYPE OF INSURANCE POLICY 
NUMBER 

POLICY EFFE-
CTIVE DATE 

(MM/DD/YYYY) 

POLICY EXPIR- 
ATION DATE 

(MM/DD/YYYY) 

LIMITS OF LIABILITY 

 Commercial General 
Liability Policy 
As defined in the Policy, does 
the Policy provide: 

   
Each Occurrence  $ 

General Aggregate $ 

 Yes     No  --  Completed Operations/Products           Completed Operations 
/Products  Aggregate $ 

 Yes     No  --  Contractual Liability                Personal & 
Advertising Injury  $ 

 Yes     No  --  Explosion                                          Deductible or Self 
Insured Retention $ 

 Yes     No  --  Collapse                                            

            

 Yes     No  --  Underground                                     

 Yes     No  --  Contractors/ Subcontractors Work       

 Yes     No  --  Aggregate Limits per Project Form CG 2503 

 Yes     No  --  Additional Insured Form – CG 2010     

 Yes     No  --  30 Day Notice of Cancellation Form – CG 0205 

 Yes     No  --  Waiver of Subrogation Form – CG 2404 

 
Pollution/ Environmental 
Impairment Policy 

   Occurrence $ 

Aggregate $ 
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  INSR     
LTR 

TYPE OF INSURANCE POLICY 
NUMBER 

POLICY EFFE-
CTIVE DATE 

(MM/DD/YYYY) 

POLICY EXPIR-
ATION DATE 

(MM/DD/YYYY) 

LIMITS OF LIABILITY 

 Auto Liability Policy 
As defined in the Policy, does 
the Policy provide: 

   
CSL  $ 

Bodily Injury      
(Per Accident) $ 

 Yes     No  --  Any Auto           Bodily Injury      
(Per Person) $ 

 Yes     No  --  All Owned Autos                Property Damage 
(Per Accident) $ 

 Yes     No  --  Non-Owned Autos                                        

            

 Yes     No  --  Hired Autos                                         

 Yes     No  --  Waiver of Subrogation – CA0444     

 Yes     No  --  30 Day Notice of Cancellation – CA0244 

 Yes     No  --  Additional Insured – CA2048 

 Yes     No  --  MCS 90 

 Excess Liability 
 

 Umbrella Form 
 

 Excess Liability Follow Form 

   Occurrence $ 

Aggregate $ 

 Workers Compensation and 
Employers Liability 
As defined in the Policy, does 
the Policy provide: 

   
  Statutory 

Each Accident $ 

 Yes     No  --  Waiver of Subrogation – WC420304       Disease – Policy 
Limit $ 

 Yes     No  --  30 Day Notice of Cancellation – WC420601 Disease – Each 
Employee $ 

 
 

Is a Builders Risk or 
Installation Insurance Policy 
provided?      Yes     No     

   

 $ 

 Yes     No  --  Is the City shown as loss payee/mortgagee?       

 Professional Liability 
As defined in the Policy, does 
the Policy provide: 
 

   
Each Claim $ 

 
 Yes     No  --  30 Day Notice of Cancellation 

 
Retroactive Date: ___________ 

Deductible or Self 
Insured Retention $ 

 

This form is for informational purposes only and certifies that policies of insurance listed above 
have been issued to insured named above and are in force at this time.  Not withstanding any 
requirements, term or condition of any contract or other document with respect to which this 
certificate may be issued or may pertain, insurance afforded by policies described herein is subject 
to all terms, exclusions and conditions of such policies. 

CERTIFICATE HOLDER:     DATE ISSUED: _______________________________ 

City of Austin        
Capital Contracting Office               ___________________________________________ 
P.O. Box 1088                                                          AUTHORIZED REPRESENTATIVE SIGNATURE 
Austin, Texas 78767                                                Licensed Insurance Agent 

END 
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TEXAS SALES AND USE TAX EXEMPTION CERTIFICATE 

Section 00670 

City of Austin, Texas 
P.O. Box 1088 
Austin, Texas 78767 

 

CONTRACTOR/PURCHASER: ___________________________________________________________  

Street Address: _____________________________________________________________________ 

City, State, ZIP Code: ________________________________________________________________  

PROJECT: ___________________________________________________________________ 

Project Manager: ____________________________________________________________  

FDU No.: ______________________________________________________________ 

CIP ID No.__________________________________________________________________  

Description of items to be purchased or as described on the attached order or invoice:  

__________________________________________________________________________________ 

__________________________________________________________________________________ 

The Contractor may purchase all labor, materials, supplies, and equipment to be incorporated in 

the City of Austin realty, including easements, or completely consumed at the Project jobsite and 
services required by or integral to the performance of the contract for the Project without paying 
sales or use tax in accordance with State Comptroller Rule 3.291. 

Contractor/Purchaser claims this exemption for the following reason:  This contract is to be performed for the 
City of Austin, a tax exempt entity under the Texas Tax Code.  

I understand that I will be liable for payment of sales and use taxes which may become due for failure to 

comply with the provisions of the Tax Code.  I also understand that it is a criminal offense to give an 

exemption certificate to the contractor for taxable items that I know, at the time of purchase, will be used in a 
manner other than that expressed in this certificate and depending on the amount of tax evaded, the offense 
may range from a Class B misdemeanor to a felony of the second degree.  

 
City of Austin, Texas   Title      Date 

 
ELAINE HART    CHIEF FINANCIAL OFFICER   March 20, 2014 
 

CONTRACTOR/PURCHASER:  ___________________________________________________________ 

By:  ______________________________________________________________________________ 

Title:  _____________________________________________________________________________ 

Date:  _____________________________________________________________________________ 

NOTE: This certificate cannot be issued for the purchase, lease, or rental of a motor vehicle.  
THIS CERTIFICATE DOES NOT REQUIRE A NUMBER TO BE VALID.  Sales and Use Tax "Exemption 
Numbers" or "Tax Exempt" Numbers do not exist.  This certificate should be furnished to the supplier. 
Do not send the completed certificate to the Comptroller of Public Accounts.  

  

End 
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GENERAL CONDITIONS OF THE CONTRACT 

Section 00700 
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General Conditions / 00700 

ARTICLE 1 – DEFINITIONS 

Whenever used in these General Conditions or in the other Contract Documents the following terms 
have the meanings indicated which are applicable to both the singular and plural thereof: 

1.1 Addendum - Written instruments issued by the Contract Awarding Authority which clarify, 
correct or change the bidding requirements or the Contract Documents prior to the Due 
Date.  “Addenda” is the plural form of Addendum. 

1.2 Agreement - Prescribed form, Section 00500. 

1.3 Alternative Dispute Resolution - The process by which a disputed Claim may be settled if 
the OWNER and the CONTRACTOR cannot reach an agreement between themselves, as an 
alternative to litigation. 

1.4 Bid - A complete, properly signed response to an Invitation for Bid that, if accepted, would 
bind the Bidder to perform the resultant Contract. 

1.5 Bidder - A person, firm, or entity that submits a Bid in response to a Solicitation. Any 
Bidder may be represented by an agent after submitting evidence demonstrating the 
agent’s authority. The agent cannot certify as to his own agency status. 

1.6 Bid Documents - The advertisement or Invitation for Bids, instructions to Bidders, the Bid 
form, the Contract Documents and Addenda. 

1.7 Calendar Day - Any day of the week; no days being excepted.  Work on Saturdays, 
Sundays, and/or Legal Holidays shall be coordinated with OWNER. 

1.8 Change Directive - A written directive to CONTRACTOR, signed by OWNER, ordering a 
change in the Work and stating a proposed basis for adjustment, if any, in the Contract 
Amount or Contract Time, or both.  A Change Directive may be used in the absence of total 
agreement on the terms of a Change Order.  A Change Directive does not change the 
Contract Amount or Contract Time, but is evidence that the parties expect that the change 
directed or documented by a Change Directive will be incorporated in a subsequently issued 
Change Order. 

1.9 Change Orders - Written agreements entered into between CONTRACTOR and OWNER 
authorizing an addition, deletion, or revision to the Contract, issued on or after the 
Execution Date of the Agreement. 

1.10 Claim - A written demand seeking, as a matter of right, adjustment or interpretation of 
Contract terms, payment of money, extension of time or other relief with respect to the 
terms of the Contract. 

1.11 Contract - The binding legal agreement between the OWNER and the CONTRACTOR.  The 
Contract represents the entire and integrated agreement between OWNER and 
CONTRACTOR for performance of the Work, as evidenced by the Contract Documents. 

1.12 Contract Amount - The moneys payable by OWNER to CONTRACTOR for completion of the 
Work in accordance with the Contract Documents. 

1.13 Contract Awarding Authority - A City department authorized to enter into Contracts on 
behalf of the City. 

1.14 Contract Documents - Project Manual, Drawings, Addenda and Change Orders. 

1.15 Contract Time - The number of days allowed for completion of the Work as defined by the 
Contract.  When any period is referred to in days, it will be computed to exclude the first 
and include the last day of such period.  A day of twenty-four hours measured from 
midnight to the next midnight will constitute a day. 

1.16 CONTRACTOR - The individual, firm, corporation, or other business entity with whom 
OWNER has entered into the Contract for performance of the Work. 
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1.17 Critical Path - The longest series of tasks that runs consecutively from the beginning to the 
end of the project, as determined by duration and workflow sequence.  This longest path 
sets the managerial standard for how quickly a project can be completed, given appropriate 
resources. 

1.18 Drawings - Those portions of the Contract Documents which are graphic representations of 
the scope, extent and character of the Work to be furnished and performed by 
CONTRACTOR and which have been approved by OWNER.  Drawings may include plans, 
elevations, sections, details, schedules and diagrams.  Shop Drawings are not Drawings as 
so defined. 

1.19 Due Date - The date and time specified for receipt of Bids. 

1.20 Engineer/Architect (E/A) - The OWNER's design professional identified as such in the 
Contract.  The titles of "Architect/Engineer," "Architect" and "Engineer" used in the Contract 
Documents shall read the same as Engineer/Architect (E/A).  Nothing contained in the 
Contract Documents shall create any contractual or agency relationship between E/A and 
CONTRACTOR. 

1.21 Equal - The terms "equal" or "approved equal" shall have the same meaning. 

1.22 Execution Date - Date of last signature of the parties to the Agreement. 

1.23 Field Order - A written order issued by Owner's Representative which orders minor 
changes in the Work and which does not involve a change in the Contract Amount or the 
Contract Time. 

1.24 Final Completion - The point in time when OWNER determines that all Work has been 
completed and final payment to CONTRACTOR will be made in accordance with the Contract 
Documents. 

1.25 Force Account - a basis of payment for the direct performance of Work with payment 
based on the actual cost of the labor, equipment and materials furnished and consideration 
for overhead and profit as set forth in Section 11.5. 

1.26 Inspector - The authorized representative of any regulatory agency that has jurisdiction 
over any portion of the Work. 

1.27 Invitation for Bid (IFB) - a Solicitation requesting pricing for a specified Good or Service 
which has been advertised for Bid in a newspaper and/or the Internet. 

1.28 Legal Holidays 

1.28.1 The following are recognized by the OWNER: 

Holiday     Date Observed 
New Year's Day    January 1 
Martin Luther King, Jr.'s Birthday Third Monday in January 
President's Day    Third Monday in February 
Memorial Day    Last Monday in May 
Independence Day   July 4 
Labor Day     First Monday in September 
Veteran's Day    November 11 
Thanksgiving Day    Fourth Thursday in November 
Friday after Thanksgiving  Friday after Thanksgiving 
Christmas Eve    December 24 
Christmas Day    December 25 

1.28.2 If a Legal Holiday falls on Saturday, it will be observed on the preceding Friday.  
If a Legal Holiday falls on Sunday, it will be observed on the following Monday. 
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1.28.3 Christmas Eve is observed only if it falls on a Monday through Thursday.  If 
Christmas Eve falls on a Friday, that day is observed as the Christmas Day 
holiday. 

1.29 Milestones - A significant event specified in the Contract Documents relating to an 
intermediate completion date or time prior to Substantial Completion of all the Work. 

1.30 Notice to Proceed - A Written Notice given by OWNER to CONTRACTOR fixing the date on 
which the Contract Times will commence to run and on which CONTRACTOR shall start to 
perform CONTRACTOR's obligations under the Contract Documents. 

1.31 OWNER - City of Austin, Texas, a municipal corporation, home rule city and political 
subdivision organized and existing under the laws of the State of Texas, acting through the 
City Manager or his/her designee, officers, agents or employees to administer design and 
construction of the Project. 

1.32 Owner's Representative - The designated representative of the OWNER. The Owner’s 
Representative will be identified at the pre-construction conference. 

1.33 Partial Occupancy or Use - Use by OWNER of a substantially completed part of the Work 
for the purpose for which it is intended (or a related purpose) prior to Substantial 
Completion of all the Work, provided OWNER and CONTRACTOR have accepted in writing 
the responsibilities assigned to each of them for payments, retainage if any, security, 
maintenance, utilities, corrective work, insurance and warranties. 

1.34 Project - The subject of the Work and its intended result. 

1.35 Project Manual - That portion of the Contract Documents which may include the following:  
introductory information; bidding requirements, Contract forms and General and 
Supplemental General Conditions; General Requirements; Specifications; Drawings; 
MBE/WBE or DBE Procurement Program Package; Project Safety Manual; and Addenda. 

1.36 Resident Project Representative - The authorized representative of E/A who may be 
assigned to the site or any part thereof. 

1.37 Shop Drawings - All drawings, diagrams, illustrations, schedules and other data or 
information which are specifically prepared or assembled by or for CONTRACTOR and 
submitted by CONTRACTOR as required by the Contract Documents. 

1.38 Specifications - Those portions of the Contract Documents consisting of written technical 
descriptions as applied to the Work, which set forth to CONTRACTOR, in detail, the 
requirements which must be met by all materials, equipment, construction systems, 
standards, workmanship, equipment and services in order to render a completed and useful 
project. 

1.39 Solicitation - Solicitation means, as applicable, an Invitation for Bid or a Request for 
Proposal. 

1.40 Substantial Completion - The stage in the progress of the Work when the Work, or 
designated portion thereof, is sufficiently complete in accordance with the Contract 
Documents so OWNER can occupy or utilize the Work for its intended use, as evidenced by a 
Certificate of Substantial Completion approved by OWNER. 

1.41 Subcontractor - An individual, firm, corporation, or other business entity having a direct 
contract with CONTRACTOR for the performance of a portion of the Work under the 
Contract. 

1.42 Sub-Subcontractor - A person or entity who has a direct or indirect contract with a 
Subcontractor to perform a portion of the work. 
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1.43 Superintendent - The representative of CONTRACTOR authorized in writing to receive and 
fulfill instructions from the Owner's Representative, and who shall supervise and direct 
construction of the Work. 

1.44 Supplemental General Conditions - The part of the Contract Documents which amends 
or supplements the General Conditions.  All General Conditions which are not so amended 
or supplemented remain in full force and effect. 

1.45 Supplier - An individual or entity having a direct contract with CONTRACTOR or with any 
Subcontractor to furnish materials or equipment to be incorporated in the Work by 
CONTRACTOR or any Subcontractor. 

1.46 Time Extension Request - An approved request for time extension on a form acceptable 
to OWNER. 

1.47 Work - The entire completed construction, or the various separately identifiable parts 
thereof, required to be furnished under the Contract Documents. 

1.48 Working Day - Any day of the week, not including Saturdays, Sundays, or Legal Holidays 
in which conditions under the CONTRACTOR's control will permit work for a continuous 
period of not less than seven (7) hours between 7:00 a.m. and 6:00 p.m.  Upon agreement 
with Owner's Representative, work on Saturdays, Sundays and/or Legal Holidays may be 
allowed and will be considered a Working Day. 

1.49 Working Hours  

1.49.1 Working Day Contract: All Work shall be done between 7:00 a.m. and 6:00 
p.m. unless authorized by Owner's Representative.  However, emergency work 
may be done without prior permission as indicated in paragraph 6.11.5.  If night 
Work is authorized and conditions under CONTRACTOR's control will permit Work 
for a continuous period of not less than seven (7) hours between 12:00 a.m. and 
11:59 p.m. it will be considered a Working Day.  Night Work may be revoked at 
any time by OWNER if CONTRACTOR fails to maintain adequate equipment and 
supervision for the prosecution and control of the night Work. 

1.49.2 Calendar Day Contract: All Work shall be done between 7:00 a.m. and 6:00 
p.m. unless authorized by Owner’s Representative.  However, emergency work 
may be done without prior permission as indicated in paragraph 6.11.5.  Night 
Work may be revoked at any time by OWNER if CONTRACTOR fails to maintain 
adequate equipment and supervision for the prosecution and control of the night 
Work. 

1.50 Written Notice - Written communication between OWNER and CONTRACTOR.  Written 
Notice shall be deemed to have been duly served if delivered in person to Owner's 
Representative or CONTRACTOR's duly authorized representative, or if delivered at or sent 
by registered or certified mail to the attention of Owner's Representative or CONTRACTOR's 
duly authorized representative at the last business address known to the party giving 
notice. 

 

ARTICLE 2 - PRELIMINARY MATTERS 

2.1 Delivery of Agreement, Bonds, Insurance, etc.: Within five (5) Working Days after 
written notification of award of Contract, CONTRACTOR shall deliver to OWNER signed 
Agreement, Bond(s), Insurance Certificate(s) and other documentation required for 
execution of Contract.   

2.2 Copies of Documents: OWNER shall furnish to CONTRACTOR one (1) Project Manual with 
original signatures, one (1) copy of the executed Project Manual, one (1) set of Drawings 
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and one (1) copy of the Contract Documents in .pdf format.  Additional copies will be 
furnished, upon request, at the cost specified in the Supplemental General Conditions.” 

2.3 Commencement of Contract Times; Notice to Proceed: The Contract Time(s) will begin 
to run on the day indicated in the Notice to Proceed. Notice to Proceed will be given at any 
time within sixty (60) calendar days after the Execution Date of the Agreement, unless 
extended by written agreement of the parties. 

2.4 Before Starting Construction:   

2.4.1 No Work shall be done at the site prior to the preconstruction conference without 
OWNER's approval. Before undertaking each part of the Work, CONTRACTOR 
shall carefully study the Contract Documents to check and verify pertinent 
figures shown thereon compare accurately to all applicable field measurements. 
CONTRACTOR shall promptly report in writing to Owner's Representative any 
conflict, error, ambiguity or discrepancy which CONTRACTOR may discover and 
shall obtain a written interpretation or clarification from Owner's Representative 
before proceeding with any Work affected thereby. CONTRACTOR shall be liable 
to OWNER for failure to report any conflict, error, ambiguity or discrepancy in the 
Contract Documents of which CONTRACTOR knew or reasonably should have 
known. 

2.4.2 It is mutually agreed between CONTRACTOR and OWNER that successful 
completion of the Work within the Contract completion date is of primary 
importance.  Therefore, the CONTRACTOR hereby agrees to submit to the 
Owner’s Representative for review and approval, or acceptance, as appropriate, 
all information requested within this section, including a Baseline Schedule, no 
later than five working days prior to the preconstruction conference.  The 
Owner’s Representative will schedule the preconstruction conference upon the 
timely submittal of the required documents, unless time is extended by written 
mutual agreement.  CONTRACTOR will submit the following: 

.1 A proposed Baseline Schedule developed using Microsoft Project software, 
unless otherwise approved by Owner’s Representative (“Baseline Schedule”) to 
confirm that all Work will be completed within the Contract time.  The Baseline 
Schedule must (i) indicate the times (number of days or dates) for starting 
and completing the various stages of the Work, including any Milestones 
specified in the Contract Documents, (ii) identify the Critical Path for 
completing the Work, (iii) identify when all Subcontractors will be utilized, and 
(iv) take into consideration any limitations on Working Hours, including 
baseline Rain Days on Calendar Day Contracts, and (v) be prepared 
accordance with Section 01310, Schedules and Reports, if applicable; 
otherwise in accordance with Section 01300, Submittals. This Baseline 
Schedule, a copy of which shall be made available at the job site(s), must 
contain sufficient detail to indicate that the CONTRACTOR has properly 
identified required Work elements and tasks, has provided for a sufficient and 
proper workforce and integration of Subcontractors, has provided sufficient 
resources and has considered the proper sequencing of the Work required to 
result in a successful Project that can be completed within the Contract time;  

.2 An organizational chart showing the principals and management personnel 
who will be involved with the Work, including each one’s responsibilities for the 
Work; 

.3 To the extent not set forth in the Section 00400 Statement of Contractor’s 
Experience, a complete listing of the CONTRACTOR’s employees proposed for 
the Work.  List each one by name and job title, and show length of 
employment with CONTRACTOR; 
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.4 To the extent not set forth in the Section 00410 Statement of Bidder’s Safety 
Experience, a discussion and confirmation of the CONTRACTOR’s commitment 
to safety by providing a copy of its employee’s safety handbook and the safety 
records for the past three years of CONTRACTOR’s proposed project manager 
and Superintendent; 

.5 A preliminary schedule of Shop Drawing and sample submittals; 

.6 A preliminary schedule of values for all of the Work, subdivided into 
component parts in sufficient detail to serve as the basis for progress 
payments during construction.  Such prices will be deemed to include an 
appropriate amount of overhead and profit applicable to each item of Work; 

.7 To the extent not set forth in the Section 00400 Statement of Contractor’s 
Experience, a letter designating CONTRACTOR's Superintendent and project 
manager, and a confirmation of past project experience for the 
CONTRACTOR’s Superintendent and project manager specifically intended for 
the Work; 

.8 A letter from CONTRACTOR and Subcontractor(s) listing salaried specialists.  A 
salaried specialist is anyone except an hourly worker whose wage rate is 
governed by Section 00830 of this agreement; 

.9 A letter designating the "Competent Person(s)" on general safety and 
excavation safety measures along with certifications or other documentation of 
the safety representative's qualifications; 

.10 If applicable, an excavation safety system plan; 

.11 If applicable, a plan illustrating proposed locations of temporary facilities; 

.12 A completed Non-Use of Asbestos Affidavit (Prior to Construction);  

.13 A letter designating the Texas Registered Professional Land Surveyor for 
layout of the Work, if the Work requires the services of a surveyor; and 

.14 Appropriate safety training certificates for workers that will initially be on site; 

.15 A certificate of worker’s compensation insurance coverage for all persons 
providing services on the Project (refer to 5.2.1.3 in Section 00700 for 
definition of persons providing services on the Project); 

.16 A Construction Equipment Emissions Reduction Plan. 

2.4.3 Neither the acceptance nor the approval of any of the submittals required in 
paragraph 2.4.2, above, will constitute the adoption, affirmation, or direction of 
the CONTRACTOR’S means and methods. 

2.5 Preconstruction Conference: Prior to commencement of Work at the site, CONTRACTOR 
must attend a preconstruction conference with Owner’s Representative and others, as set 
forth in Division 1.  Additionally, prior to commencement of work, the CONTRACTOR shall 
host a preconstruction conference for the Subcontractors identified on the originally 
approved compliance plan, Owner’s Representative and others, as set forth in Division 1.  
The CONTRACTOR shall notify all Subcontractors five (5) working days prior to the 
preconstruction conference. If the CONTRACTOR has included Subcontractors in the initial 
preconstruction conference, the additional Subcontractor preconstruction conference will not 
be required. 

2.6 Initially Acceptable Schedules: Unless otherwise provided in the Contract Documents, 
CONTRACTOR shall obtain approval of Owner's Representative on the Baseline Schedule 
submitted in accordance with paragraph 2.4.2.1 and Division 1 before the first progress 
payment will be made to CONTRACTOR. The Baseline Schedule must provide for an orderly 
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progression of the designated portion of the Work to completion within any specified 
Milestones and Contract Times. Acceptance of the schedule by Owner's Representative will 
neither impose on Owner's Representative responsibility or liability for the sequencing, 
scheduling or progress of the Work nor interfere with or relieve CONTRACTOR from 
CONTRACTOR's full responsibility for such Work. CONTRACTOR's schedule of Shop Drawings 
and sample submissions must provide an acceptable basis for reviewing and processing the 
required submittals. CONTRACTOR's schedule of values must conform to the requirements 
set forth in Division 1.   

 

ARTICLE 3 - CONTRACT DOCUMENTS: INTENT, AMENDING, REUSE 

3.1 Intent: 

3.1.1 The intent of the Contract Documents is to include all information necessary for 
the proper execution and timely completion of the Work by CONTRACTOR. The 
CONTRACTOR will execute the Work described in and reasonably inferable from the 
Contract Documents as necessary to produce the results indicated by the Contract 
Documents. The Contract Documents are complementary, and what is required by 
one shall be as binding as if required by all.  In cases of disagreement, the 
following order of precedence shall generally govern (top item receiving priority of 
interpretation):   

Signed Agreement 
Addendum to the Contract Documents, including approved changes 
Supplemental General Conditions 
General Conditions 
Other Bidding Requirements and Contract Forms 
Special Provisions to the Standard Technical Specifications 
Special Specifications 
Standard Technical Specifications 
Drawings (figured dimensions shall govern over scaled dimensions)  
Project Safety Manual (if applicable), 

with the understanding that a common sense approach will be utilized as 
necessary so that the Contract Documents produce the intended response.   

3.1.2 Unless otherwise stated in the Contract Documents, words that have well-known 
technical or construction industry meanings are used in the Contract Documents in 
accordance with such recognized meanings. 

3.2 Reporting and Resolving Discrepancies: If, during the performance of the Work, 
CONTRACTOR discovers any conflict, error, ambiguity or discrepancy within the Contract 
Documents or between the Contract Documents and any provisions of any such law or 
regulation applicable to the performance of the Work or of any such standard, specification, 
manual or code or instructions of any Supplier, CONTRACTOR shall report it to Owner's 
Representative in writing at once, and CONTRACTOR shall not proceed with the Work 
affected thereby until an amendment or supplement to the Contract Documents has been 
issued by one of the methods indicated in paragraph 3.3.1 or 3.3.2. CONTRACTOR shall be 
liable to OWNER for failure to report any such conflict, error, ambiguity or discrepancy of 
which CONTRACTOR knew or reasonably should have known. 

3.3 Amending and Supplementing Contract Documents: 

3.3.1 The Contract Documents may be amended to provide for additions, deletions and 
revisions in the Work or to modify the terms and conditions thereof in one or more 
of the following ways: 
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.1 Change Order. 

.2 Change Directive. 

.3 Time Extension Request. 

3.3.2 In addition, the requirements of the Contract Documents may be supplemented, 
and minor variations and deviations in the Work may be authorized, in one or more 
of the following ways: 

.1 Field Order. 

.2 Review of a Shop Drawing or sample. 

.3 Written interpretation or clarification. 

3.4 Reuse of Documents Prohibited: CONTRACTOR and any Subcontractor or Supplier or other 
person or organization performing or furnishing any of the Work under a direct or indirect 
contract with OWNER: (i) shall not have or acquire any title to or ownership rights in any of 
the Drawings, Specifications or other documents (or copies of any thereof) prepared by or 
bearing the seal of E/A or E/A's consultant, and (ii) shall not reuse any of such Drawings, 
Specifications, other documents or copies on extensions of the Project or any other project 
without written consent of OWNER and E/A. 

3.5 In the event of the breach by the OWNER or CONTRACTOR of any of its obligations under 
the Contract, so as to support a claim by the other party, the provisions of this Contract will 
be equitably construed to allow the resolution of such a claim and all of the other provisions 
of this Contract shall continue in full force and effect as to the rights, responsibilities, and 
remedies of the OWNER and CONTRACTOR. 

 

ARTICLE 4 - AVAILABILITY OF LANDS; SUBSURFACE AND PHYSICAL CONDITIONS; 
REFERENCE POINTS 

4.1 Availability of Lands: The OWNER will provide access to all land and interests in land 
required for the Work and will notify CONTRACTOR of any restrictions in such access.  
CONTRACTOR may make a claim if OWNER fails to provide timely access to the Work.  
CONTRACTOR must obtain any additional temporary construction facilities, stockpiling or 
storage sites not otherwise provided.  

4.2 Subsurface and Physical Conditions: 

4.2.1 CONTRACTOR specifically represents that it has carefully examined the plans, the 
geotechnical report, if any, and the site of the proposed Work and is thoroughly 
familiar with all of the conditions surrounding construction of the Project, having 
had the opportunity to conduct any and all additional inquiry, tests and 
investigation that he/she deems necessary and proper.  CONTRACTOR 
acknowledges the receipt of the geotechnical report, if any, and agrees that the 
report, while it is an accurate record of the geotechnical conditions at the boring 
locations, is not a guarantee of specific site conditions which may vary between 
boring locations. 

4.2.2 CONTRACTOR must notify OWNER in writing as soon as reasonably possible, but 
no later than three (3) calendar days, if unforeseen conditions are encountered at 
the site which are (i) subsurface or otherwise concealed physical conditions that 
differ materially from those indicated in the Contract Documents or (ii) unknown 
physical conditions of an unusual nature, that differ materially from those normally 
encountered in the type of work being performed under this Contract.  
CONTRACTOR may not disturb the conditions until OWNER conducts an 
investigation.  Owner's Representative and E/A will promptly investigate such 
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conditions with E/A.  If it is determined that such conditions differ materially and 
cause an increase or decrease in the CONTRACTOR's cost of or time required for 
performance of any part of the Work, Owner’s Representative will recommend an 
equitable adjustment in the Contract Amount or Contract Time, or both. If it is 
determined that such conditions are not materially different from those indicated in 
the Contract Documents, Owner’s Representative will notify CONTRACTOR in 
writing of such findings and the Contract will not be adjusted.  CONTRACTOR may 
dispute such a determination in accordance with Article 16.  

4.2.3 Notwithstanding any other provision of this Contract, CONTRACTOR is solely 
responsible for the location and protection of any and all public utility lines and 
utility customer service lines in the Work area.  "Public utility lines" means the 
utility distribution and supply system, and "utility customer service lines" means 
the utility lines connecting customers to the utility distribution and collection 
system.  Generally, existing utility customer service line connections are not shown 
on the Drawings.  CONTRACTOR shall notify "One Call" and exercise due care to 
locate, mark, uncover and otherwise protect all such lines in the construction zone 
and any of CONTRACTOR's work or storage areas. CONTRACTOR's responsibility 
for the location and protection of utilities is primary and nondelegable. 
CONTRACTOR shall indemnify or reimburse such expenses or costs (including fines 
that may be levied against OWNER) that may result from unauthorized or 
accidental damage to all public lines and utility customer service lines in the work 
area.  OWNER reserves the right to repair any damage CONTRACTOR causes to 
such utilities at CONTRACTOR's expense.  If a public line and/or customer service 
line is damaged by CONTRACTOR, CONTRACTOR shall give verbal notice within one 
(1) hour and written notice within twenty-four (24) hours to the Owner’s 
Representative. 

4.2.4 CONTRACTOR shall take reasonable precaution to avoid disturbing primitive 
records and antiquities of archaeological, paleontological or historical significance. 
No objects of this nature shall be disturbed without written permission of OWNER 
and Texas Historical Commission. When such objects are uncovered unexpectedly, 
CONTRACTOR shall stop all Work in close proximity and notify Owner's 
Representative and Texas Historical Commission of their presence and shall not 
disturb them until written permission and permit to do so is granted. All primitive 
rights and antiquities uncovered on OWNER's property shall remain property of 
State of Texas, Texas Historical Commission conforming to Texas Natural 
Resources Code. If it is determined by OWNER, in consultation with Texas 
Historical Commission, that exploration or excavation of primitive records or 
antiquities on Project site is necessary to avoid loss, CONTRACTOR shall cooperate 
in salvage work attendant to preservation. If the Work stoppage or salvage work 
causes an increase in CONTRACTOR's cost of, or time required for, performance of 
the Work, the Contract Amount and/or Contract Time will be equitably adjusted. 

4.3 Reference Points:  Unless otherwise specified, all control lines and bench marks suitable 
for use in layout will be furnished by OWNER. Lay out of the Work shall be performed in 
accordance with Division 1. Controls, bench marks and property boundary markers shall be 
carefully preserved by CONTRACTOR by use of flags, staffs or other visible devices and in 
case of destruction or removal by CONTRACTOR or its employees, such controls and bench 
marks shall be replaced by a Registered Professional Land Surveyor at CONTRACTOR's 
expense. City of Austin survey monuments damaged by CONTRACTOR will be reestablished 
by OWNER at CONTRACTOR's expense. 

4.4 Hazardous Materials: 

4.4.1 To the extent provided by applicable law, OWNER shall be responsible for any 
hazardous material uncovered or revealed at the site which was not shown, 
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indicated or identified in the Contract Documents to be within the scope of the 
Work and which may present a substantial danger to persons or property exposed 
thereto in connection with the Work at the site. CONTRACTOR shall immediately 
notify Owner's Representative of any suspected hazardous materials encountered 
before or during performance of the Work and shall take all necessary precautions 
to avoid further disturbance of the materials. 

4.4.2 CONTRACTOR shall be responsible for any hazardous materials brought to the site 
by CONTRACTOR, Subcontractor, Suppliers or anyone else for whom CONTRACTOR 
is responsible. 

4.4.3 No asbestos-containing materials shall be incorporated into the Work or brought 
on Project site without prior approval of OWNER.  The CONTRACTOR shall not 
knowingly use, specify, request or approve for use any asbestos containing 
materials or lead-based paint without the OWNER'S written approval.  When a 
specific product is specified, the CONTRACTOR shall endeavor to verify that the 
product does not include asbestos containing material.  

4.4.4 Refer to Division 1 for hazardous material definitions and procedures. 

.1 Unless otherwise expressly provided in the Contract Documents to be part of 
the Work, CONTRACTOR is not responsible for any unexpected Hazardous 
Materials encountered at the site.  Upon encountering any Hazardous 
Conditions, CONTRACTOR must stop Work immediately in the affected area 
and duly notify OWNER and, if required by applicable law or regulations, all 
government or quasi-government entities with jurisdiction over the Project or 
site.   

.2 Upon receiving notice of the presence of suspected Hazardous Materials, 
OWNER shall take the necessary measures required to ensure that the 
Hazardous Materials are remediated or rendered harmless.  Such necessary 
measures shall include OWNER retaining qualified independent experts to (i) 
ascertain whether Hazardous Materials have actually been encountered, and, if 
they have been encountered, (ii) prescribe the remedial measures that 
OWNER must take either to remove the Hazardous Materials or render the 
Hazardous Materials harmless. 

.3 CONTRACTOR shall be obligated to resume Work at the affected area of the 
Project only after OWNER’s Representative provides written certification that 
(i) the Hazardous Materials have been removed or rendered harmless and (ii) 
all necessary approvals have been obtained from all government and quasi-
government entities having jurisdiction over the Project or site.  The 
CONTRACTOR shall be responsible for continuing the Work in the unaffected 
portion of the Project and site. 

.4 CONTRACTOR will be entitled, in accordance with these General Conditions, to 
an adjustment in its Contract Amount and/or Contract Time(s) to the extent 
CONTRACTOR’s cost and/or time of performance have been adversely 
impacted by the presence of Hazardous Materials. 

.5 Notwithstanding the preceding provisions of this Section 4.1, OWNER is not 
responsible for Hazardous Materials introduced to the Site by CONTRACTOR, 
Subcontractors or anyone for whose acts they may be liable.  CONTRACTOR 
shall indemnify, defend and hold harmless OWNER and OWNER’s officers, 
directors, employees and agents from and against all claims, losses, damages, 
liabilities and expenses, including attorneys’ fees and expenses, arising out of 
or resulting from those hazardous materials introduced to the site by 
CONTRACTOR, Subcontractors or anyone for whose acts they may be liable. 
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4.4.5 CONTRACTOR shall be responsible for use, storage and remediation of any 
hazardous materials brought to the Site by CONTRACTOR, Subcontractors, 
Suppliers or anyone else for whom CONTRACTOR is responsible. 

 

ARTICLE 5 - BONDS AND INSURANCE 

5.1 Surety and Insurance Companies: All bonds and insurance required by the Contract 
Documents shall be obtained from solvent surety or insurance companies that are duly 
licensed by the State of Texas and authorized to issue bonds or insurance policies for the 
limits and coverages required by the Contract Documents. The bonds shall be in a form 
acceptable to OWNER and shall be issued by a surety which complies with the requirements 
of Texas Insurance Code, Title 12, Chapter 3503.  The surety must obtain reinsurance for 
any portion of the risk that exceeds 10% of the surety’s capital and surplus.  For bonds 
exceeding $100,000, the surety must also hold a certificate of authority from the U.S. 
Secretary of the Treasury or have obtained reinsurance for any liability in excess of 
$1,000,000 from a reinsurer that is authorized as a reinsurer in Texas or holds a certificate 
of authority from the U.S. Secretary of the Treasury.  In the event that the proposed surety 
for a contract award in excess of $100,000 does not hold a certificate of authority from the 
U.S. Secretary of the Treasury and/or its proposed reinsurer does not hold a certificate of 
authority from the U.S. Secretary of the Treasury, the OWNER may require additional 
financial solvency information from the Bidder/Contractor and the proposed surety company 
and/or reinsurer as part of the 00400 Statement of Bidders Experience and determination of 
bidder responsibility in the award of the Contract. 

5.2 Workers' Compensation Insurance Coverage: 

5.2.1 Definitions: 

.1 Certificate of coverage ("certificate") - A copy of a certificate of insurance, a  
certificate of authority to self-insure issued by the commission, or a coverage 
agreement (DWC-81, DCW-82, DCW-83, or DCW84), showing statutory 
workers' compensation insurance coverage for the person's or entity's 
employees providing services on the Project, for the duration of the Project. 

.2 Duration of the Project - includes the time from the beginning of the Work on   
the Project until the CONTRACTOR's/ person's Work on the Project has been 
completed and accepted by OWNER. 

.3 Persons providing services on the Project ("subcontractor" in Texas Labor 
Code, Section 406.096) - includes all persons or entities performing all or part 
of the services the CONTRACTOR has undertaken to perform on the Project, 
regardless of whether that person contracted directly with the CONTRACTOR 
and regardless of whether that person has employees. This includes, without 
limitation, independent contractors, Subcontractors, leasing companies, motor 
carriers, owner-operators, employees of any such entity, or employees of any 
entity which furnishes persons to provide services on the Project. "Services" 
include, without limitation, providing, hauling, or delivering equipment or 
materials, or providing labor, transportation, or other service related to a 
project. "Services" does not include activities unrelated to the Project, such as 
food/beverage vendors, office supply deliveries, and delivery of portable 
toilets. 

5.2.2 CONTRACTOR shall provide coverage, based on proper reporting of classification 
codes and payroll amounts and filing of any coverage agreements, which meets 
the statutory requirements of Texas Labor Code, Section 401.011(44) for all 
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employees of the CONTRACTOR providing services on the Project, for the duration 
of the Project. 

5.2.3 CONTRACTOR must provide a certificate of coverage to OWNER prior to being 
awarded the Contract. 

5.2.4 If the coverage period shown on the CONTRACTOR's current certificate of coverage 
ends during the duration of the Project, the CONTRACTOR must, prior to the end of 
the coverage period, file a new certificate of coverage with OWNER showing that 
coverage has been extended. 

5.2.5 CONTRACTOR shall obtain from each person providing services on the Project, and 
provide to OWNER: 

.1 A certificate of coverage, prior to that person beginning Work on the Project, 
so  OWNER will have on file certificates of coverage showing coverage for all 
persons providing services on the Project; and  

.2 No later than seven (7) days after receipt by CONTRACTOR, a new certificate 
of   coverage showing extension of coverage, if the coverage period shown on 
the current certificate of coverage ends during the duration of the Project. 

5.2.6 CONTRACTOR shall retain all required certificates of coverage for the duration of 
the Project and for one (1) year thereafter. 

5.2.7 CONTRACTOR shall notify OWNER in writing by certified mail or personal delivery, 
within ten (10) days after CONTRACTOR knew or should have known, of any 
change that materially affects the provision of coverage of any person providing 
services on the Project. 

5.2.8 CONTRACTOR shall post on each Project site a notice, in the text, form and 
manner prescribed by the Texas Workers' Compensation Commission, informing all 
persons providing services on the Project that they are required to be covered, and 
stating how a person may verify coverage and report lack of coverage. 

5.2.9 CONTRACTOR shall contractually require each person with whom it contracts to 
provide services on a Project, to: 

.1 Provide coverage, based on proper reporting of classification codes and payroll 
amounts and filing of any coverage agreements, which meets the statutory 
requirements of Texas Labor Code, Section 401.011(44) for all of its 
employees providing services on the Project, for the duration of the Project; 

.2 Provide to CONTRACTOR, prior to that person beginning Work on the Project, 
a certificate of coverage showing that coverage is being provided for all 
employees of the person providing services on the Project, for the duration of 
the Project; 

.3 Provide CONTRACTOR, prior to the end of the coverage period, a new 
certificate of coverage showing extension of coverage, if the coverage period 
shown on the current certificate of coverage ends during the duration of the 
Project; 

.4 Obtain from each other person with whom it contracts, and provide to    
CONTRACTOR: a) a certificate of coverage, prior to the other person beginning 
Work on the Project; and b) a new certificate of coverage showing extension of 
coverage, prior to the end of the coverage period, if the coverage period 
shown on the current certificate of coverage ends during the duration of the 
Project; 

.5 Retain all required certificates of coverage on file for the duration of the 
Project and for one (1) year thereafter; 
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.6  Notify OWNER in writing by certified mail or personal delivery, within ten (10) 
days after the person knew or should have known, of any change that 
materially affects the provision of coverage of any person providing services  
on the Project; and  

.7 Contractually require each person with whom it contracts, to perform as 
required by paragraphs 5.2.9.1 - 5.2.9.7, with the certificates of coverage to 
be provided to the person for whom they are providing services. 

5.2.10 By signing this Contract or providing or causing to be provided a certificate of 
coverage, CONTRACTOR is representing to OWNER that all employees of the 
CONTRACTOR who will provide services on the Project will be covered by workers' 
compensation coverage for the duration of the Project, that the coverage will be 
based on proper reporting of classification codes and payroll amounts, and that all 
coverage agreements will be filed with the appropriate insurance carrier or, in the 
case of a self-insured, with the Texas Worker’s Compensation Commission's 
Division of Self- Insurance Regulation. Providing false or misleading information 
may subject CONTRACTOR to administrative penalties, criminal penalties, civil 
penalties, or other civil actions. 

5.2.11 CONTRACTOR's failure to comply with any of these provisions is a breach of 
Contract by CONTRACTOR which entitles OWNER to declare the Contract void if 
CONTRACTOR does not remedy the breach within ten (10) days after receipt of 
notice of breach from OWNER. 

5.3 Other Bond and Insurance Requirements: For additional insurance requirements, refer 
to the Supplemental General Conditions. 

5.4 Bonds: 

5.4.1 General. 

.1 Bonds, when required, shall be executed on forms furnished by or acceptable 
to OWNER.  All bonds signed by an agent must be accompanied by a certified 
copy of such agent's authority to act. 

.2 If the surety on any bond furnished by CONTRACTOR is declared bankrupt or 
becomes insolvent or its right to do business is terminated in the State of 
Texas or it ceases to meet the requirements of the preceding paragraph, 
CONTRACTOR shall within ten (10) days thereafter substitute another bond 
and surety, both of which must be acceptable to OWNER. 

.3 When Performance Bonds and/or Payment Bonds are required, each shall be 
issued in an amount of one hundred percent (100%) of the Contract Amount 
as security for the faithful performance and/or payment of all CONTRACTOR's 
obligations under the Contract Documents.  Performance Bonds and Payment 
Bonds shall be issued by a solvent surety company authorized to do business 
in the State of Texas, and shall meet any other requirements established by 
law or by OWNER pursuant to applicable law.  Any surety duly authorized to 
do business in Texas may write Performance and Payment Bonds on a project 
without reinsurance to the limit of ten percent (10%) of its capital and surplus.  
Such a surety must reinsure any obligations over ten percent (10%). 

5.4.2 Performance Bond. 

.1 If the Contract Amount exceeds $100,000, CONTRACTOR shall furnish OWNER 
with a Performance Bond in the form set out in Section 00610. 

.2 If the Contract Amount exceeds $25,000 but is less than or equal to $100,000, 
CONTRACTOR shall furnish OWNER with a Performance Bond in the form set 
out in Section 00610, unless the original Contract Time is 60 Calendar 

Rev. Date 05/03/16 General Conditions / 00700 Page 14 of 53  



General Conditions / 00700 

Days/40 Working Days or less, in which case CONTRACTOR can agree to the 
following terms and conditions for payment in lieu of providing a Performance 
Bond:  no moneys will be paid to CONTRACTOR until completion and 
acceptance of the Work by OWNER; CONTRACTOR shall be entitled to receive 
95% of the Contract Amount following Final Completion, and the remaining 
5% of the Contract Amount following the one (1) year warranty period. 

.3 If the Contract Amount is less than or equal to $25,000, CONTRACTOR will not 
be required to furnish a Performance Bond; provided that no moneys will be 
paid to CONTRACTOR until completion and acceptance of the Work by OWNER 
under the following terms and conditions: CONTRACTOR shall be entitled to 
receive 95% of the Contract Amount following Final Completion, and the 
remaining 5% of the Contract Amount following the one (1) year warranty 
period. 

.4 If a Performance Bond is required to be furnished, it shall extend for the one 
(1) year warranty period. 

5.4.3 Payment Bond. 

.1 If the Contract Amount exceeds $50,000, CONTRACTOR shall furnish OWNER 
with a Payment Bond in the form set out in Section 00620. 

.2 If the Contract Amount is less than or equal to $50,000, CONTRACTOR will not 
be required to furnish a Payment Bond; provided that no moneys will be paid 
to CONTRACTOR until completion and acceptance of the Work by OWNER 
under the terms and conditions specified in paragraph 5.4.2.3. 

5.4.4 Maintenance Bond: If the Contract Documents contemplate a period of 
maintenance beyond the one (1) year contractual warranty period, OWNER agrees 
that any bond to be required for such maintenance work will be in the amount of 
the maintenance work during any extended maintenance period. 

 

ARTICLE 6 - CONTRACTOR'S RESPONSIBILITIES 

6.1 Supervision and Superintendence: 

6.1.1 CONTRACTOR shall supervise, inspect and direct the Work competently and 
efficiently, devoting such attention thereto and applying such skills and expertise as 
may be necessary to perform the Work in accordance with the Contract Documents. 
CONTRACTOR shall be solely responsible for the means, methods, techniques, 
sequences and procedures of construction. CONTRACTOR shall be responsible to see 
that the completed Work complies accurately with the Contract Documents.  

6.1.2 CONTRACTOR shall have an English-speaking, competent Superintendent on the 
Work at all times that work is in progress.    The Superintendent will be 
CONTRACTOR’s representative on the Work and shall have the authority to act on 
the behalf of CONTRACTOR. All communications given to the Superintendent shall be 
as binding as if given to CONTRACTOR. Either CONTRACTOR or the Superintendent 
shall provide a cellular telephone number and an emergency and home telephone 
number at which one or the other may be reached if necessary when work is not in 
progress.  The Superintendent must be an employee of the CONTRACTOR, unless 
such requirement is waived in writing by the Owner’s Representative.  If the 
CONTRACTOR proposes a management structure with a Project Manager 
supervising, directing, and managing construction of the work in addition to or in 
substitution of a Superintendent, the requirements of these Construction Documents 
with respect to the Superintendent shall likewise apply to any such Project Manager.   
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.1 CONTRACTOR shall present the resume of the proposed Superintendent to the 
Owner’s Representative showing evidence of experience and successful 
superintendence and direction of work of a similar scale and complexity. If, in 
the opinion of the Owner’s Representative, the proposed Superintendent does 
not indicate sufficient experience in line with the Work, he/she will not be 
allowed to be the designated Superintendent for the Work.  

.2 The Superintendent shall not be replaced without Written Notice to Owner’s 
Representative. If CONTRACTOR deems it necessary to replace the 
Superintendent, CONTRACTOR shall provide the necessary information for 
approval, as stated above, on the proposed new Superintendent.  

.3 A qualified substitute Superintendent may be designated in the event that the 
designated Superintendent is temporarily away from the Work, but not to 
exceed a time limit acceptable to the Owner’s Representative. CONTRACTOR 
shall replace the Superintendent upon OWNER’s request in the event the 
Superintendent is unable to perform to OWNER’s satisfaction.  

6.2 Labor, Materials and Equipment: 

6.2.1 CONTRACTOR shall maintain a work force adequate to accomplish the Work within 
the Contract Time.  CONTRACTOR agrees to employ only orderly and competent 
workers, skillful in performance of the type of Work required under this Contract. 
CONTRACTOR, Subcontractors, Sub-subcontractors, and their employees may not 
use or possess any alcoholic or other intoxicating beverages, illegal drugs or 
controlled substances while on the job or on OWNER’s property, nor may such 
workers be intoxicated, or under the influence of alcohol or drugs, on the job.  
Subject to the applicable provisions of Texas law, CONTRACTOR, Subcontractors, 
Sub-subcontractors, and their employees may not use or possess any firearms or 
other weapons while on the job or on OWNER’S property.  If OWNER or Owner’s 
Representative notifies CONTRACTOR that any worker or representative of 
Contractor is incompetent, disorderly, abusive, or disobedient, has knowingly or 
repeatedly violated safety regulations, has possessed any firearms in contravention 
of the applicable provisions of Texas law, or has possessed or was under the 
influence of alcohol or drugs on the job, CONTRACTOR shall immediately remove 
such worker or representative, including an officer or owner of CONTRACTOR, from 
performing Contract Work, and may not employ such worker or representative again 
on Contract Work without OWNER’s prior written consent. CONTRACTOR shall at all 
times maintain good discipline and order on or off the site in all matters pertaining 
to the Project. Workers on Project shall be paid not less than wage rates, including 
fringe benefits, as published by the Department of Labor (DOL) for Building 
Construction and Heavy and Highway Trades “AS APPLICABLE” and/or the $13.03 
minimum Wage required by City of Austin Ordinance No.  20160324-015, whichever 
is higher. The Total Minimum Wage required can be met using any combination of 
cash and non-cash qualified fringe benefits provided the cash component meets or 
exceeds the $13.03 minimum wage required. 

6.2.2 Unless otherwise specified in Division 1, CONTRACTOR shall provide and pay for all 
materials, equipment, labor, transportation, construction equipment and machinery, 
tools, appliances, fuel, power, light, heat, telephone, water, sanitary facilities, 
temporary facilities and all other facilities and incidentals necessary for the 
furnishing, performance, testing, start-up and completion of the Work.  

6.2.3 All materials and equipment shall be of good quality and new (including new 
products made of recycled materials, pursuant to Section 361.426 of the Texas 
Health & Safety Code), except as otherwise provided in the Contract Documents. If 
required by Owner's Representative, CONTRACTOR shall furnish satisfactory 
evidence (reports of required tests, manufacturer's certificates of compliance with 
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material requirements, mill reports, etc.) as to the kind and quality of materials and 
equipment. All materials and equipment shall be applied, installed, connected, 
erected, used, cleaned and conditioned in accordance with instructions of the 
applicable Supplier, except as otherwise provided in the Contract Documents.  

6.2.4 Substitutes and "Approved Equal" Items: 

.1 Whenever an item of material or equipment is specified or described in the 
Contract Documents by using the name of a proprietary item or the name of a 
particular Supplier, the specification or description is intended to establish the 
type, function and quality required. Unless the specification or description 
contains words reading that no like, equivalent or "approved equal" item or no 
substitution is permitted, other items of material or equipment of other 
Suppliers may be submitted by CONTRACTOR, at CONTRACTOR’S sole risk, 
including disruptions to the Critical Path of the Progress Schedule, to E/A 
through Owner's Representative under the following circumstances: 

.1.1 "Approved Equal": If in E/A's sole discretion an item of material or 
equipment proposed by CONTRACTOR is functionally equal to that named 
and sufficiently similar so that no change in related Work will be required, 
it may be considered by E/A as an "approved equal" item, in which case 
review of the proposed item may, in E/A's sole discretion, be 
accomplished without compliance with some or all of the requirements for 
evaluation of proposed substitute items. CONTRACTOR shall provide E/A 
with the documentation required for E/A to make its determination. 

.1.2 Substitute Items: If in E/A's sole discretion an item of material or 
equipment proposed by CONTRACTOR does not qualify as an "approved 
equal" item under subparagraph 6.2.4.1.1, it will be considered a 
proposed substitute item. CONTRACTOR shall submit sufficient 
information as provided in Division 1 to allow E/A to determine that the 
item of material or equipment proposed is essentially equivalent to that 
named and a substitute therefor. 

.2 Substitute Construction Methods and Procedures: If a specific means, method, 
technique, sequence or procedure of construction is shown or indicated in and 
expressly required by the Contract Documents, CONTRACTOR may, at 
CONTRACTOR’S sole risk, including disruptions to the Critical Path of the 
Progress Schedule, with prior approval of E/A furnish or utilize a substitute 
means, method, technique, sequence, or procedure of construction. 
CONTRACTOR shall submit sufficient information to Owner's Representative to 
allow E/A, in E/A's sole discretion, to determine that the substitute proposed is 
equivalent to that expressly called for by the Contract Documents. The 
procedure for review by E/A will be same as that provided for substitute items 
in Division 1. 

.3 E/A's Evaluation: E/A will be allowed a reasonable time within which to 
evaluate each proposal or submittal made pursuant to subparagraphs 
6.2.4.1.1 and 6.2.4.1.2. E/A will be the sole judge of acceptability. No 
"approved equal" or substitute shall be ordered, installed, or utilized until E/A's 
review is complete, which will be evidenced by either a Change Order or 
completion of the Shop Drawing review procedure. OWNER may require 
CONTRACTOR to furnish at CONTRACTOR's expense a special performance 
guarantee or other surety bond with respect to any "approved equal" or 
substitute or for any other delay or disruption to the Critical Path of the Project 
Schedule attributable to any such substitution. OWNER shall not be 
responsible for any delay due to review time for any "approved equal" or 
substitute. 
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.4 CONTRACTOR's Expense: All data and documentation to be provided by 
CONTRACTOR in support of any proposed "approved equal" or substitute item 
will be at CONTRACTOR's expense. 

.5 The approval of the E/A will not relieve the CONTRACTOR from primary 
responsibility and liability for the suitability and performance of any proposed 
substitute item, method or procedure and will not relieve CONTRACTOR from 
its primary responsibility and liability for curing defective Work and performing 
warranty work, which the CONTRACTOR shall cure and perform, regardless of 
any claim the CONTRACTOR may choose to advance against the E/A or 
manufacturer. 

6.2.5 CONTRACTOR agrees to assign to OWNER any rights it may have to bring antitrust 
suits against its Suppliers for overcharges on materials incorporated in the Project 
growing out of illegal price fixing agreements. CONTRACTOR further agrees to 
cooperate with OWNER should OWNER wish to prosecute suits against Suppliers for 
illegal price fixing. 

6.3 Progress Schedule:  Unless otherwise provided in Division 1, CONTRACTOR shall adhere 
to the Baseline Schedule established in accordance with paragraph 2.6 as it may be 
adjusted from time to time as provided below: 

6.3.1 CONTRACTOR shall submit to Owner's Representative for review and approval any 
proposed adjustments in the Progress Schedule that will not change the Contract 
Times or Milestones on a monthly basis. Any such proposed adjustments must be 
substantiated with documentation of any changes to the underlying logic of the 
Progress Schedule. CONTRACTOR’s Progress Schedule must show how the 
CONTRACTOR will consistently advance the progress of the Work in accordance with 
the Critical Path of the Work and the Contract Time or Milestones. Such adjustments 
will conform generally to the Progress Schedule then in effect and additionally will 
comply with any provisions of Division 1 applicable thereto. 

6.3.2 Proposed adjustments in the Progress Schedule that will change the Contract Times 
or Milestones shall be submitted in accordance with the requirements of Article 12.  
Any such proposed adjustments must be substantiated with documentation of any 
changes to the underlying logic of the Progress Schedule.  Such adjustments may 
only be made by a Change Order or Time Extension Request in accordance with 
Article 12. 

6.4 Concerning Subcontractors, Suppliers and Others: 

6.4.1 Assignment: CONTRACTOR agrees to retain direct control of and give direct 
attention to the fulfillment of this Contract. CONTRACTOR agrees not to, by Power of 
Attorney, or otherwise, assign said Contract without the prior written consent of 
OWNER.  In addition, without OWNER’S written consent, the CONTRACTOR will not 
subcontract the performance of the entire Work or the supervision and direction of 
the Work. 

6.4.2 Award of Subcontracts for Portions of the Work: CONTRACTOR shall not employ any 
Subcontractor, Supplier or other person or organization, whether initially or as a 
substitute, against whom OWNER may have reasonable objection. OWNER will 
communicate such objections by Written Notice. If OWNER requires a change 
without good cause of any Subcontractor, person or organization previously 
accepted by OWNER, the Contract Amount shall be increased or decreased by the 
difference in the cost occasioned by any such change, and appropriate Change Order 
shall be issued. CONTRACTOR shall not substitute any Subcontractor, person or 
organization that has been accepted by OWNER, unless the substitute has been 
accepted in writing by OWNER. No acceptance by OWNER of any Subcontractor, 
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Supplier or other person or organization shall constitute a waiver of any right of 
OWNER to reject defective Work. 

6.4.3 CONTRACTOR shall enter into written agreements with all Subcontractors and 
Suppliers which specifically binds the Subcontractors or Suppliers to the applicable 
terms and conditions of the Contract Documents for the benefit of OWNER and E/A. 
The OWNER reserves the right to specify that certain requirements shall be adhered 
to by all Subcontractors and Sub-subcontractors as indicated in other portions of the 
Contract Documents and these requirements shall be made a part of the agreement 
between CONTRACTOR and Subcontractor or Supplier.  Subject to and in accordance 
with the above requirements, the CONTRACTOR must provide and will be deemed 
for all purposes to have provided in its contracts with major Subcontractors or 
Suppliers on the Project (those contracts of more than $10,000) the following 
specific provision: alternative dispute resolution (paragraphs 16.2 and 16.3), which 
shall be mandatory in the event of a subcontractor or supplier claim and a 
prerequisite for the submission of any derivative claim.  The CONTRACTOR’s 
standard subcontract form is subject to the OWNER’s review and approval.  The 
OWNER may request and the CONTRACTOR will provide within five (5) working days 
a copy of any subcontract requested by the OWNER.  

6.4.4 CONTRACTOR shall be fully responsible to OWNER for all acts and omissions of the 
Subcontractors, Suppliers and other persons and organizations performing or 
furnishing any of the Work under a direct or indirect contract with CONTRACTOR just 
as CONTRACTOR is responsible for CONTRACTOR's own acts and omissions. Nothing 
in the Contract Documents shall create for the benefit of any such Subcontractor, 
Supplier or other person or organization any contractual relationship between 
OWNER and any such Subcontractor, Supplier or other person or organization, nor 
shall it create any obligation on the part of OWNER or E/A to pay or to see to the 
payment of any moneys due any such Subcontractor, Supplier or other person or 
organization except as may otherwise be required by laws and regulations. 

6.4.5 CONTRACTOR shall be solely responsible for efficiently scheduling and coordinating 
the Work of Subcontractors, Suppliers and other persons and organizations 
performing or furnishing any of the Work under a direct or indirect contract with 
CONTRACTOR in order to avoid any delays or inefficiencies in the prosecution of the 
Work.  CONTRACTOR shall require all Subcontractors, Suppliers and such other 
persons and organizations performing or furnishing any of the Work to communicate 
with Owner's Representative through CONTRACTOR. 

6.4.6 The divisions and sections of the Specifications and the identifications of any 
Drawings shall not control CONTRACTOR in dividing or delineating the Work to be 
performed by any specific trade. 

6.4.7 CONTRACTOR shall pay each Subcontractor and Supplier their appropriate share of 
payments made to CONTRACTOR not later than ten (10) Calendar Days of 
CONTRACTOR’s receipt of payment from OWNER. Upon request from Owner, the 
CONTRACTOR has two (2) Working Days to provide documentation verifying 
Payment to Subcontractor(s).  The CONTRACTOR is required to notify the 
Subcontractor(s) in writing of rejection of Application for Payment within two (2) 
Working Days following notification by Owner. Failure of CONTRACTOR to make 
payments to Subcontractors or for labor, materials or equipment in accordance to 
this contract, may be cause to reject future Bids by the CONTRACTOR in accordance 
with Section 00100 9.B.4 and may be cause to reject payment in accordance with 
00700 14.4.1.3. 

6.4.8 To the extent allowed by Texas law, the OWNER shall be deemed to be a third party 
beneficiary to each subcontract and may, if OWNER elects, following a termination of 
the CONTRACTOR, require that the Subcontractor(s) perform all or a portion of 
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unperformed duties and obligations under its subcontract(s) for the benefit of the 
OWNER, rather than the CONTRACTOR; however, if the OWNER requires any such 
performance by a Subcontractor for the OWNER’s direct benefit, then the OWNER 
shall be bound and obligated to pay such Subcontractor the reasonable value for all 
Work performed by such Subcontractor to the date of the termination of the 
CONTRACTOR, less previous payments, and for all Work performed thereafter.  In 
the event that the OWNER elects to invoke its right under this section, OWNER will 
provide notice of such election to the CONTRACTOR and the affected 
Subcontractor(s). 

6.5 Patent Fees and Royalties:  

6.5.1 CONTRACTOR shall be responsible at all times for compliance with applicable patents 
or copyrights encompassing, in whole or in part, any design, device, material, or 
process utilized, directly or indirectly, in the performance of the Work or the 
formulation or presentation of its Bid. 

6.5.2 CONTRACTOR shall pay all royalties and license fees and shall provide, prior to 
commencement of Work hereunder and at all times during the performance of same, 
for lawful use of any design, device, material or process covered by letters, patent or 
copyright by suitable legal agreement with the patentee, copyright holder, or their 
duly authorized representative whether or not a particular design, device, material, 
or process is specified by OWNER. 

6.5.3 CONTRACTOR shall defend all suits or claims for infringement of any patent or 
copyright and shall save OWNER harmless from any loss or liability, direct or 
indirect, arising with respect to CONTRACTOR's process in the formulation of its Bid 
or the performance of the Work or otherwise arising in connection therewith. OWNER 
reserves the right to provide its own defense to any suit or claim of infringement of 
any patent or copyright in which event CONTRACTOR shall indemnify and save 
harmless OWNER from all costs and expenses of such defense as well as satisfaction 
of all judgments entered against OWNER.   

6.5.4 OWNER shall have the right to stop the Work and/or terminate this Agreement at 
any time in the event CONTRACTOR fails to disclose to OWNER that CONTRACTOR's 
work methodology includes the use of any infringing design, device, material or 
process. 

6.6 Permits, Fees: Unless otherwise provided in the Supplemental General Conditions, 
CONTRACTOR shall obtain and pay for all construction permits, licenses and fees required 
for prosecution of the Work. 

6.7 Laws and Regulations:  

6.7.1 CONTRACTOR shall give all notices and comply with all laws and regulations 
applicable to furnishing and performing the Work, including arranging for and 
obtaining any required inspections, tests, approvals or certifications from any public 
body having jurisdiction over the Work or any part thereof.  Except where otherwise 
expressly required by applicable laws and regulations, neither OWNER nor E/A shall 
be responsible for monitoring CONTRACTOR's compliance with any laws and 
regulations. 

6.7.2 Maintaining clean water, air and earth or improving thereon shall be regarded as of 
prime importance. CONTRACTOR shall plan and execute its operations in compliance 
with all applicable Federal, State and local laws and regulations concerning control 
and abatement of water pollution and prevention and control of air pollution. 

6.7.3 If CONTRACTOR performs any Work knowing or having reason to know that it is 
contrary to laws or regulations, CONTRACTOR shall bear all claims, costs, losses and 
damages arising therefrom; however, it shall not be CONTRACTOR's primary 

Rev. Date 05/03/16 General Conditions / 00700 Page 20 of 53  



General Conditions / 00700 

responsibility to make certain that the Specifications and Drawings are in accordance 
with laws and regulations, but this does not relieve CONTRACTOR of CONTRACTOR's 
obligations under Article 3. 

6.8 Taxes: 

6.8.1 CONTRACTOR shall pay only those sales, consumer, use and other similar taxes 
required to be paid by CONTRACTOR in accordance with the laws and regulations of 
the State of Texas in the performance of this public works contract. 

6.8.2 OWNER is an exempt organization as defined by Chapter 11 of the Property Tax 
Code of Texas and is thereby exempt from payment of Sales Tax under Chapter 151, 
Limited Use Sales, Excise and Use Tax, Texas Tax Code, and Article 1066 (C), Local 
Sales and Use Tax Act, Revised Civil Statutes of Texas. 

6.9 Use of Premises: 

6.9.1 CONTRACTOR shall confine construction equipment, the storage of materials and 
equipment and the operations of workers to the site and land and areas identified in 
and permitted by the Contract Documents and other land and areas permitted by 
laws and regulations, right-of-way, permits and easements, and shall not 
unreasonably encumber the premises with construction equipment or other 
materials or equipment. CONTRACTOR shall assume full responsibility for any 
damage to any such land or area, or to the owner or occupant thereof or of any 
adjacent land or areas, resulting from the performance of the Work. Should any 
claim be made by any such owner or occupant because of or in connection with the 
performance of the Work, CONTRACTOR shall promptly settle with such other party 
by negotiation or otherwise resolve the claim by arbitration or other dispute 
resolution proceeding or at law. CONTRACTOR shall indemnify, defend and hold 
harmless OWNER, E/A, E/A'S Consultants and anyone directly or indirectly employed 
by any of them from and against all claims, costs, losses and damages (including 
court costs and reasonable attorney’s fees) arising out of or resulting from any claim 
or action, legal or equitable, brought by any such owner or occupant against 
OWNER, E/A or any other party indemnified hereunder to the extent caused by or 
based upon performance of the work or failure to perform the Work. 

6.9.2 During the progress of the Work and on a daily basis, CONTRACTOR shall keep the 
premises free from accumulations of waste materials, rubbish and other debris 
resulting from the Work. At the completion of the Work, CONTRACTOR shall remove 
all waste materials, rubbish and debris from and about the premises as well as all 
tools, appliances, construction equipment and machinery and surplus materials. 
CONTRACTOR shall leave the site clean and ready for occupancy by OWNER at 
Substantial Completion of the Work. CONTRACTOR shall, at a minimum, restore to 
original condition all property not designated for alteration by the Contact 
Documents.  If the CONTRACTOR fails to clean up at the completion of the Work, 
OWNER may do so and the cost thereof will be charged against the CONTRACTOR. 

6.9.3 CONTRACTOR shall not load nor permit any part of any structure to be loaded in any 
manner that will endanger the structure, nor shall CONTRACTOR subject any part of 
the Work or adjacent property to stresses or pressures that will endanger it. 

6.10 Record Documents:  CONTRACTOR shall maintain in a safe place at the site, or other 
location acceptable to OWNER, one (1) record copy of all Drawings, Specifications, Addenda, 
Change Orders, Change Directives, Field Orders and written interpretations and clarifications 
(issued pursuant to paragraph 9.5) in good order and annotated to show all changes made 
during construction. These record documents together with all final samples and all final 
Shop Drawings will be available to OWNER and E/A for reference during performance of the 
Work. Upon Substantial Completion of the Work, these record documents, samples and 
Shop Drawings shall be promptly delivered to Owner's Representative. 
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6.11 Safety and Protection: 

6.11.1 CONTRACTOR shall be responsible for initiating, maintaining and supervising all 
safety precautions and programs in connection with the Work. Upon request, and 
prior to installation of measures, CONTRACTOR shall submit a site security plan for 
approval by OWNER. By reviewing the plan or making recommendations or 
comments, OWNER will not assume liability nor will CONTRACTOR be relieved of 
liability for damage, injury or loss. CONTRACTOR shall take all necessary precautions 
for the safety of and shall provide the necessary protection to prevent damage, 
injury or loss to: 

.1 all persons on the Work site or who may be affected by the Work; 

.2 all the Work and materials and equipment to be incorporated therein, whether 
in storage on or off the site; and  

.3 other property at the site or adjacent thereto,  including, but not limited to, 
trees, shrubs, lawns, walks, pavements, roadways, structures, utilities and 
underground facilities not designated for removal, relocation or replacement in 
the course of construction.   

6.11.2 CONTRACTOR shall comply with all applicable laws and regulations of any public 
body having jurisdiction for safety of persons or property or to protect them from 
damage, injury or loss; and shall erect and maintain all necessary safeguards for 
such safety and protection. CONTRACTOR shall notify owners of adjacent property 
and of underground facilities, and utility owners when prosecution of the Work may 
affect them, and shall cooperate with them in the protection, removal, relocation 
and replacement of their property. All damage, injury or loss to any property 
referred to in paragraph 6.11.1.2 and 6.11.1.3 caused, directly or indirectly, in 
whole or in part, by CONTRACTOR, Subcontractor, Supplier or any person or 
organization directly or indirectly employed by any of them to perform or furnish any 
of the Work or anyone for whose acts any of them may be liable, shall be remedied 
by CONTRACTOR (except damage or loss attributable to the fault of Drawings or 
Specifications or to the acts or omissions of OWNER, or E/A, or E/A's consultant or 
anyone employed by any of them or anyone for whose acts any of them may be 
liable, and not attributable, directly or indirectly, in whole or in part, to the faults or 
negligence of CONTRACTOR or any Subcontractor, Supplier or other person or 
organization directly or indirectly employed by any of them). CONTRACTOR's duties 
and responsibilities for safety and protection of the Work shall continue until such 
time as all the Work is completed and Owner's Representative has issued a notice to 
OWNER and CONTRACTOR in accordance with Article 14 that the Work is acceptable 
(except as otherwise expressly provided in connection with Substantial Completion).  
Without limitation, CONTRACTOR shall comply with the following specific provisions: 

It shall be the duty and responsibility of CONTRACTOR and all of its subcontractors 
to be familiar with and comply with 29 USC Section 651, et seq., the Occupational 
Safety and Health Act of 1970, as amended (“OSHA”) and to enforce and comply 
with all provisions of this Act. 

The CONTRACTOR and all of its subcontractors shall comply with all applicable 
requirements of Subpart P of Part 1926 of 29 C.F.R, OSHA Safety and Health 
Standards, Texas Health and Safety Code Section 756.023, as amended, and shall 
submit a unit price for the particular excavation safety systems to be utilized by 
the Contractor for all excavations which exceed a depth of five feet (5’). 

Before commencing any excavation which will exceed a depth of five feet (5’), the 
CONTRACTOR shall provide the Owner with detailed plans and specifications 
regarding the safety systems to be utilized.  Said plans and specifications shall 
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include a certification from a Texas licensed professional engineer indicating full 
compliance with the OSHA provisions cited above. 

6.11.3 Safety Representative: CONTRACTOR shall designate in writing a qualified and 
experienced safety representative (the “Safety Representative”) at the site whose 
duties and responsibilities shall include safety training; identifying and mitigating 
hazardous conditions and unsafe work practices; and developing, maintaining and 
supervising the implementation of safe work practices and safety programs as 
deemed necessary and appropriate for the Project. The term “Safety Representative” 
includes any designated Safety Supervisor, Superintendent or Safety Manager.  The 
Safety Representative shall exercise due diligence in the execution of all Project 
related safety duties. The Safety Representative shall report directly to a company 
executive, not an on site project manager. Upon request of OWNER, CONTRACTOR 
shall provide certifications or other acceptable documentation of the Safety 
Representative's qualifications.  The following requirements will be effective as of 
September 1, 2010:  

.1 The Safety Representative shall present certification of completion of the 
OSHA 30-hour Construction Industry Training Outreach Program described at: 
http://www.osha.gov/dte/outreach/construction_generalindustry/construction.html   

.2 The Safety Representative shall verify that all construction workers (defined as 
persons covered by a prevailing wage determination) on the job site, whether 
employed by the CONTRACTOR or subcontractors, have completed the OSHA 
10-hour Construction Industry Training Outreach Program described at: 
http://www.osha.gov/dte/outreach/construction_generalindustry/construction.html.  The Safety 
Representative must receive a certificate of training completion before 
allowing a worker on site and shall have all such certificates available for 
inspection by the OWNER. 

.3 The Safety Representative shall ensure that workers, including designated 
competent persons, have completed all applicable OSHA specific or other 
training needed to perform their job assignments.  Training topics applicable 
to the scope of the current Project may include, but are not limited to, 
scaffolds, fall protection, cranes, excavations, electrical safety, tools, concrete 
and masonry construction, steel erection, operation of motor vehicles and 
mechanized equipment. 

.4 The Safety Representative shall post notice on the site of the Work stating that 
all workers shall have completed OSHA Construction Industry Training.  The 
Owner may require, and the Safety Representative should consider providing a 
means of readily identifying workers who have completed the required training 
to monitor compliance with these requirements. 

.5 The Safety Representative shall ensure that all required OSHA and Workers 
Compensation notices to workers are posted in English and Spanish at one or 
more conspicuous locations on the work site.  

6.11.4 Hazard Communication Programs: CONTRACTOR shall be responsible for 
coordinating any exchange of material safety data sheets or other hazard 
communication information required to be made available to or exchanged between 
or among employers at the site in accordance with laws and regulations. 

6.11.5 Emergencies: 

.1 In emergencies affecting the safety or protection of persons or the Work at the 
site or adjacent thereto, CONTRACTOR, without special instruction or 
authorization from OWNER or E/A, is obligated to act reasonably to prevent 
threatened damage, injury or loss and to mitigate damage or loss to the Work. 
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CONTRACTOR shall give Owner's Representative telephone notification as soon 
as reasonably practical and a prompt written notice if CONTRACTOR believes 
that any significant changes in the Work or variations from the Contract 
Documents have been caused thereby. If Owner's Representative determines 
that a change in the Contract Documents is required because of the action 
taken by CONTRACTOR in response to such an emergency, a Change Directive 
or Change Order will be issued to document the consequences of such action; 
otherwise OWNER will not be responsible for CONTRACTOR's emergency 
action. 

.2 Authorized agents of CONTRACTOR shall respond immediately to call-out at 
any time of any day or night when circumstances warrant the presence on 
Project site of CONTRACTOR or his agent to protect the Work or adjacent 
property from damage, restriction or limitation or to take such action or 
measures pertaining to the Work as may be necessary to provide for the 
safety of the public. Should CONTRACTOR and/or their agent fail to respond 
and take action to alleviate such an emergency situation, OWNER may direct 
other forces to take action as necessary to remedy the emergency condition, 
and OWNER will deduct any cost of such remedial action from the funds due 
CONTRACTOR under this Contract. 

.3 In the event there is an accident involving injury to any individual or damage 
to any property on or near the Work, CONTRACTOR shall provide to Owner's 
Representative verbal notification within one (1) hour and written notification 
within twenty-four (24) hours of the event and shall be responsible for 
recording the location of the event and the circumstances surrounding the 
event through photographs, interviewing witnesses, obtaining medical reports, 
police accident reports and other documentation that describes the event. 
Copies of such documentation shall be provided to Owner's Representative, for 
OWNER's and E/A's records, within forty-eight (48) hours of the event.  
Contractor shall cooperate with OWNER on any OWNER investigation of any 
such incident. 

6.11.6 Rest Breaks: 

.1 Except as provided in subsection 6.11.6.2 below, an employee performing 
construction activity at a construction site is entitled to a rest break of not less 
than ten (10) minutes for every four (4) hours worked.  No employee may be 
required to work more than 3.5 hours without a rest break.  A rest break 
means a break from work within working hours, excluding meal breaks, during 
which an employee may not work.  A rest break shall be scheduled as near as 
possible to the midpoint of the work period. 

.2 An employee is not entitled to a rest break under subsection 6.11.6.1 on any 
day the employee works less than 3.5 hours or spends more than half of his or 
her work time engaged in non-strenuous labor in a climate controlled 
environment. 

.3 A sign describing the requirements of this Section 6.11.6 in English and 
Spanish shall be posted by the employer in each establishment subject to the 
requirement of a rest break in a conspicuous place or places where notices to 
employees are customarily posted, in accordance with the OWNER’s then 
current rules for size, content, and location of such signage. 

.4 The violation of Ordinance No. 20100729-047, enacted July 29, 2010, which 
establishes the rest break requirements set forth above, may be enforced with 
criminal penalties and civil remedies, as set forth in the Ordinance. 
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6.11.7 If the Contractor fails to carry out the Work in accordance with the Contract 
Documents so that a safety violation has occurred, the Owner may order the 
Contractor to stop the Work or any portion thereof, until the cause for such order 
has been eliminated.  However, the right of the Owner to stop the Work under this 
paragraph shall not give rise to a duty on the part of the Owner to supervise the 
Contractor’s Work or to control the Contractor’s means and methods or to exercise 
this right for the benefit of the Contractor or any other person or entity.  All time lost 
due to Project shut down will be the Contractor’s sole responsibility, will be charged 
against the Contract Time, and the Contractor will be responsible for any and all 
expenses incurred.  This provision is in addition to and supplemental to the 
applicable provisions of the Project’s ROCIP Safety Manual. 

6.11.8 Confined Space Program 

.1 Contractor acknowledges and agrees that the Owner is temporarily 
transferring management and control of the site of the Work to the Contractor 
for the purpose of constructing the Project.  The Contractor‘s responsibilities to 
manage the Work includes the responsibility to manage the property for 
purposes of compliance with 29 CFR 1926 subpart AA.  To the best of Owner’s 
knowledge and belief, Owner has provided the following information in the 
plans and specifications and other Contract Documents: (i) the location of 
each known permit space, (ii) the hazards or potential hazards in each space 
or the reason it is a permit space; and (iii) any precautions that the Owner or 
any previous contractor has implemented for the protection of employees in 
the permit space.  This transfer will result in the Contractor being both the 
host employer and the controlling contractor for this portion of the Work. 

 

6.12 Continuing the Work: CONTRACTOR shall carry on the Work and adhere to the Progress 
Schedule during all disputes or disagreements with OWNER. No Work shall be delayed or 
postponed pending resolution of any disputes or disagreements, except as OWNER and 
CONTRACTOR may otherwise agree in writing. 

6.13 CONTRACTOR's General Warranty and Guarantee: 

6.13.1 CONTRACTOR warrants and guarantees to OWNER that all Work will conform to the 
plans and specifications, be performed in a good and workmanlike manner in 
accordance with the Contract Documents and will not be defective.  This warranty 
will survive the termination or expiration of the Contract.  CONTRACTOR's warranty 
and guarantee hereunder excludes defects or damage caused by: 

.1 abuse, modification or improper maintenance or operation by persons other 
than CONTRACTOR, Subcontractors or Suppliers; or  

.2 normal wear and tear under normal usage. 

6.13.2 CONTRACTOR's obligation to perform and complete the Work in a good and 
workmanlike manner in accordance with the Contract Documents shall be absolute. 
None of the following will constitute an acceptance of Work that is not in accordance 
with the Contract Documents or a release of CONTRACTOR's obligation to perform 
the Work in accordance with the Contract Documents: 

.1 observations by Owner's Representative and/or E/A; 

.2 recommendation of any progress or final payment by Owner's Representative; 

.3 the issuance of a certificate of Substantial Completion or any payment by 
OWNER to CONTRACTOR under the Contract Documents; 

.4 use or occupancy of the Work or any part thereof by OWNER; 
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.5 any acceptance by OWNER or any failure to do so; 

.6 any review of a Shop Drawing or sample submittal;  

.7 any inspection, test or approval by others; or  

.8 any correction of defective Work by OWNER. 

6.14 INDEMNIFICATION: 

6.14.1 CONTRACTOR shall defend, indemnify and hold harmless OWNER, E/A, E/A'S 
Consultants and Sub consultants and their respective officers, directors, partners, 
employees, agents and other Consultants and any of them (the “INDEMNIFIED 
PARTIES”) from and against all claims, costs, losses and damages (including but not 
limited to all fees and charges of engineers, architects, attorneys and other 
professionals and all court or arbitration or other dispute resolution costs) arising out 
of or resulting from the performance of the Work, provided that any such claim, 
cost, loss or damage: 

.1 Is attributable to bodily injury, sickness, disease or death, or to injury to or 
destruction of tangible property (other than the work itself), including the loss 
of use resulting therefrom, and 

.2 Is caused in whole or in part by any negligent act or omission of 
CONTRACTOR, any Subcontractor, any Supplier, any person or organization 
directly or indirectly employed by any of them to perform or furnish any of the 
work or anyone for whose acts any of them may be liable, regardless of 
whether or not caused in part by any negligence or omission of the 
INDEMNIFIED PARTIES hereunder or whether liability is imposed upon such 
INDEMNIFIED PARTY by laws and regulations regardless of the negligence of 
any such person or entity. 

In the event that indemnification of the INDEMNIFIED PARTIES is prohibited 
by law, CONTRACTOR shall nonetheless be solely responsible for any liability 
arising out of or resulting from the performance of the Work, subject to the 
limitations set forth above, and shall indemnify and hold harmless the 
remaining INDEMNIFIED PARTIES, who may be legally indemnified, from such 
liability of the CONTRACTOR and the associated costs described above. 

6.14.2 The indemnification obligation under paragraph 6.14.1 shall not be limited in any 
way by any limitation on the amount or type of damages, or compensation or 
benefits payable by or for CONTRACTOR or any such Subcontractor, Supplier or 
other person or organization under workers' compensation acts, disability benefit 
acts or other employee benefit acts. 

6.14.3 The obligations of CONTRACTOR under paragraph 6.14.1 shall not extend to the 
liability of OWNER, E/A, E/A's consultants, and their officers, directors, partners, 
employees or agents caused primarily by negligent preparation of maps, drawings, 
surveys, designs or specifications upon which is placed the applicable state-
authorized design professional seal of OWNER's, E/A's or E/A's consultant's officers, 
directors, partners, employees or agents. 

6.14.4 In the event CONTRACTOR fails to follow OWNER's directives concerning use of the 
site, scheduling or course of construction, or engages in other conduct which 
proximately causes damage to property based on inverse condemnation or 
otherwise, then and in that event, CONTRACTOR shall indemnify OWNER against all 
costs resulting from such claims. 

6.14.5 In the event CONTRACTOR unreasonably delays progress of the 
work being done by others on the site so as to cause loss for 
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which OWNER becomes liable, then CONTRACTOR shall 
indemnify OWNER from and reimburse OWNER for such loss.    

6.15 Survival of Obligations: All representations, indemnifications, warranties and guarantees 
made in, required by or given in accordance with the Contract Documents, as well as all 
continuing obligations indicated in the Contract Documents, will survive final payment, 
completion and acceptance of the Work and termination or completion of the Agreement. 

6.16 Losses from Natural Causes: Unless otherwise specified, all loss or damage to 
CONTRACTOR arising out of the nature of the Work to be done or from action of the 
elements, floods or from unforeseeable circumstances in prosecution of the Work or from 
unusual obstructions or difficulties which may be encountered in prosecution of the Work, 
shall be sustained and borne by CONTRACTOR at its own cost and expense. 

6.17 Notice of Claim: Should CONTRACTOR suffer injury or damage to person or property 
because of any error, omission or act of OWNER or of any of OWNER's employees or agents 
or others for whose acts OWNER is liable, a Claim must be made to the other party within 
thirty (30) calendar days of the event giving rise to such injury or damage. The provisions 
of this paragraph 6.17 shall not be construed as a substitute for or a waiver of the 
provisions of any applicable statute of limitations or statute of repose. 

6.18 Liquidated Damages:  CONTRACTOR or its Surety shall be liable for liquidated damages 
for the failure of the CONTRACTOR to timely complete the Work or any portion thereof 
within the Contract Time. 

 

ARTICLE 7 - OTHER WORK 

7.1 OWNER may perform other work related to the Project at the site by OWNER's own forces, 
or let other contracts therefor, or have other work performed by utility owners. 
CONTRACTOR and OWNER agree to and shall use best efforts to cooperate and coordinate 
the Work with others performing work and other work related to the Project in order to 
avoid conflicts and delays in the Work. If CONTRACTOR believes that delay or additional 
cost is involved because of such action by OWNER, CONTRACTOR may make a Claim as 
provided in Article 11 or 12. 

7.2 CONTRACTOR shall afford other contractors who are in a contract with OWNER and each 
utility owner (and OWNER, if OWNER is performing the additional work with OWNER's 
employees) proper and safe access to the site and a reasonable opportunity for the 
introduction and storage of materials and equipment and the execution of such other work 
and shall properly connect and coordinate the Work with theirs. Unless otherwise provided 
in the Contract Documents, CONTRACTOR shall do all cutting, fitting and patching of the 
Work that may be required to make its several parts come together properly and integrate 
with such other work. CONTRACTOR shall not endanger any work of others by cutting, 
excavating or otherwise altering their work and will only cut or alter their work with the 
written consent of Owner's Representative and the other contractors whose work will be 
affected. CONTRACTOR shall promptly remedy damage wrongfully caused by CONTRACTOR 
to completed or partially completed construction or to property of the OWNER or separate 
contractors. 

7.3 If the proper execution or results of any part of CONTRACTOR's Work depends upon work 
performed by others under this Article 7, CONTRACTOR shall inspect such other work and 
promptly report to Owner's Representative in writing any delays, defects or deficiencies in 
such other work that render it unavailable or unsuitable for the proper execution and results 
of CONTRACTOR's Work. CONTRACTOR's failure to report will constitute an acceptance of 
such other work as fit and proper for integration with CONTRACTOR's Work except for latent 
or non-apparent defects and deficiencies in such other work. 
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7.4 OWNER shall provide for coordination of the activities of the OWNER's own forces and of 
each separate contractor with the Work of CONTRACTOR, who shall cooperate with them. 
CONTRACTOR shall participate with other separate contractors and Owner's Representative 
in reviewing their construction Progress Schedules when directed to do so. On the basis of 
such review, CONTRACTOR shall make any revisions to the construction Progress Schedule 
deemed necessary after a joint review and mutual agreement. The agreed upon 
construction Progress Schedules shall then constitute the Progress Schedules to be used by 
CONTRACTOR, separate contractors and OWNER until subsequently revised. 

7.5 Costs caused by delays or by improperly timed activities or defective construction shall be 
borne by the party responsible therefor. 

 

ARTICLE 8 - OWNER'S RESPONSIBILITIES 

8.1 Prior to the start of construction, OWNER will designate in writing a person or entity to act 
as Owner's Representative during construction. Except as otherwise provided in these 
General Conditions, OWNER shall issue all communications to CONTRACTOR through 
Owner's Representative. 

8.2 OWNER will not supervise, direct, control or have authority over or be responsible for 
CONTRACTOR's means, methods, techniques, sequences or procedures of construction or 
the safety precautions and programs incident thereto. OWNER is not responsible for any 
failure of CONTRACTOR to comply with laws and regulations applicable to furnishing or 
performing the Work. OWNER is not responsible for CONTRACTOR's failure to perform or 
furnish the Work in accordance with the Contract Documents. Failure or omission of OWNER 
to discover, or object to or condemn any defective Work or material shall not release 
CONTRACTOR from the obligation to properly and fully perform the Contract. 

8.3 OWNER is not responsible for the acts or omissions of CONTRACTOR, or of any 
Subcontractor, any Supplier, or of any other person or organization performing or furnishing 
any of the Work.  CONTRACTOR acknowledges and agrees that OWNER’S direction to 
perform Work in accordance with the approved Progress Schedule is not a demand for 
acceleration or a dictation of CONTRACTOR’S means or methods. 

8.4 Information or services under the OWNER's control shall be furnished by the OWNER with 
reasonable promptness to avoid delay in orderly progress of the Work.  The OWNER shall 
have a reasonable amount of time to investigate site conditions, review submittals, analyze 
requests for changes, and to make other decisions in the orderly administration of the 
Contract.  CONTRACTOR must notify the OWNER in writing, if the time for the investigation, 
review, analysis of any submittals, required for changes or otherwise required for OWNER’S 
decision, impacts in any way the Critical Path of the approved Progress Schedule. 

8.5 The foregoing are in addition to other duties and responsibilities of the OWNER enumerated 
herein and especially those in respect to Article 4 (Availability of Lands; Subsurface and 
Physical Conditions; Reference Points), Article 7 (Other Work) and Article 14 (Payments to 
CONTRACTOR and Completion). 

8.6 Notice of Claim: Should OWNER suffer injury or damage to person or property because of 
any error, omission or act of CONTRACTOR or of any of CONTRACTOR's employees or 
agents or others for whose acts CONTRACTOR is liable, a Claim will be made to the other 
party within thirty (30) calendar days of receipt of actual or constructive notice of the event 
giving rise to such injury or damage. The provisions of this paragraph 8.6 shall not be 
construed as a substitute for or a waiver of the provisions of any applicable statute of 
limitations or statute of repose. 
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ARTICLE 9 - ENGINEER/ARCHITECT'S STATUS DURING CONSTRUCTION 

9.1 E/A's Authority and Responsibilities: 

9.1.1 The duties and responsibilities and the limitations of authority of E/A during 
construction, as set forth in the Contract Documents, may be assigned or assumed 
by the OWNER, but shall not be extended without written consent of OWNER 
and/or E/A. The assignment of any authority, duties or responsibilities to E/A 
under the Contract Documents, or under any agreement between OWNER and E/A, 
or any undertaking, exercise or performance thereof by E/A, is intended to be for 
the sole and exclusive benefit of OWNER and not for the benefit of CONTRACTOR, 
Subcontractor, Supplier, or any other person or organization, or for any surety or 
employee or agent of any of them. 

9.1.2 E/A will not supervise, direct, control or have authority over or be responsible for 
CONTRACTOR's means, methods, techniques, sequences or procedures of 
construction, or the safety precautions and programs incident thereto. E/A is not 
responsible for any failure of CONTRACTOR to comply with laws and regulations 
applicable to the furnishing or performing the Work. E/A is not responsible for 
CONTRACTOR's failure to perform or furnish the Work in accordance with the 
Contract Documents. Failure or omission of E/A to discover, or object to or 
condemn any defective Work or material shall not release CONTRACTOR from the 
obligation to properly and fully perform the Contract. 

9.1.3 E/A is not responsible for the acts or omissions of CONTRACTOR, or of any 
Subcontractor, any Supplier, or of any other person or organization performing or 
furnishing any of the Work. 

9.1.4 If OWNER and E/A agree, E/A will review the final Application for Payment and 
accompanying documentation and all maintenance and operating instructions, 
schedules, guarantees, bonds and certificates of inspection, tests and approvals 
and other documentation required to be delivered by Article 14, but only to 
determine generally that their content complies with the requirements of, and in 
the case of certificates of inspections, tests and approvals that the results certified 
indicate compliance with, the Contract Documents. 

9.1.5 The limitations upon authority and responsibility set forth in this paragraph 9.1 
shall also apply to E/A's Consultants, Resident Project Representative and 
assistants. 

9.2 E/A as Owner's Representative: E/A may be designated as the Owner's Representative 
under paragraph 8.1. 

9.3 Visits to Site: If OWNER and E/A agree, E/A will make visits to the site at intervals 
appropriate to the various stages of construction as E/A deems necessary in order to 
observe as an experienced and qualified design professional the progress that has been 
made and the quality of the various aspects of CONTRACTOR's executed Work. Based on 
information obtained during such visits and observations, E/A will endeavor for the benefit 
of OWNER to determine, in general, if the Work is proceeding in accordance with the 
Contract Documents. E/A will not be required to make exhaustive or continuous on-site 
inspections to check the quality or quantity of the Work. E/A's efforts will be directed toward 
providing for OWNER a greater degree of confidence that the completed Work will conform 
generally to the Contract Documents. On the basis of such visits and on-site observations, 
E/A will keep OWNER informed of the progress of the Work and will endeavor to guard 
OWNER against defective Work. E/A's visits and on-site observations are subject to all the 
limitations on E/A's authority and responsibility set forth in paragraph 9.1. 
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9.4 Resident Project Representative: If OWNER and E/A agree, E/A will furnish a Resident 
Project Representative to assist E/A in providing more continuous observation of the Work. 
The responsibilities and authority and limitations of any such Resident Project 
Representative and assistants will be as provided in paragraph 9.1 and in the Supplemental 
General Conditions. OWNER may designate another representative or agent to represent 
OWNER at the site who is not E/A, E/A's consultant, agent or employee. 

9.5 Clarifications and Interpretations:  E/A may determine that written clarifications or 
interpretations of the requirements of the Contract Documents (in the form of drawings or 
otherwise) are necessary. Such written clarifications or interpretations will be consistent 
with the intent of and reasonably inferable from the Contract Documents, will be issued with 
reasonable promptness by Owner's Representative and will be binding on OWNER and 
CONTRACTOR. If OWNER or CONTRACTOR believes that a written clarification or 
interpretation justifies an adjustment in the Contract Amount or the Contract Times, OWNER 
or CONTRACTOR may make a Claim therefor as provided in Article 11 or 12. 

9.6 Rejecting Defective Work:  E/A will recommend that OWNER disapprove or reject Work 
which E/A believes to be defective, or believes will not produce a completed Project that 
conforms to the Contract Documents or will prejudice the integrity of the design concept of 
the completed Project as a functioning whole as indicated by the Contract Documents. 

9.7 Shop Drawings: Refer to Division 1 for E/A's authority concerning Shop Drawings. 

 

ARTICLE 10 - CHANGES IN THE WORK 

10.1 Changes: 

10.1.1 Without invalidating the Contract and without notice to any surety, OWNER may, 
at any time or from time to time, order additions, deletions or revisions in the 
Work. Such changes in the Work will be authorized by Change Order, Change 
Directive or Field Order.  In the event that the OWNER and the CONRACTOR are 
unable to negotiate the terms of a Change Order for the performance of additional 
Work, the OWNER may, at its election, perform such additional Work with its own 
forces or with another contractor and such work will be considered "Other Work" in 
accordance with Article 7. 

10.1.2 Changes in the Work shall be performed under applicable provisions of the 
Contract Documents, and CONTRACTOR shall proceed promptly, unless otherwise 
provided in the Change Order, Change Directive or Field Order.  CONTRACTOR’s 
proposals for changes in the Contract Amount and/or Contract Time shall be 
submitted within ten (10) Calendar Days of request by Owner’s Representative, 
including impacts to the approved Progress Schedule, unless Owner’s 
Representative grants an extension.  OWNER will review each proposal and 
respond to CONTRACTOR within ten (10) Calendar Days.  After review by OWNER, 
CONTRACTOR shall provide any supporting data requested by Owner’s 
Representative within seven (7) Calendar Days, unless Owner’s Representative 
grants an extension.  OWNER will determine within seven (7) Calendar Days 
whether to pursue the change in Work. 

10.1.3 CONTRACTOR shall not be entitled to an increase in the Contract Amount or an 
extension of the Contract Times with respect to any Work performed that is not 
required by the Contract Documents as amended, modified and supplemented as 
provided in paragraphs 3.3.1 and 3.3.2, except in the case of an emergency as 
provided in paragraph 6.11.5 or in the case of uncovering Work as provided in 
paragraph 13.4. 
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10.1.4 Except in the case of an emergency as provided in paragraph 6.11.5, a Change 
Order or Change Directive is required before CONTRACTOR commences any 
activities associated with a change in the Work which, in CONTRACTOR 's opinion, 
will result in a change in the Contract Amount and/or Contract Times. 

10.1.5 If notice of any change affecting the general scope of the Work or the provisions of 
the Contract Documents (including, but not limited to, Contract Amount or 
Contract Times) is required by the provisions of any Bond to be given to a surety, 
the giving of any such notice will be CONTRACTOR's responsibility, and the amount 
of each applicable Bond will be adjusted accordingly. 

10.2 Change Orders: 

10.2.1 OWNER and CONTRACTOR shall execute appropriate written Change Orders 
covering: 

.1 a change in the Work; 

.2 the amount of the adjustment in the Contract Amount, if any; and  

.3 the extent of the adjustment in the Contract Time, if any. 

10.2.2 An executed Change Order shall represent the complete, equitable, and final 
amount of adjustment in the Contract Amount and/or Contract Time owed to 
CONTRACTOR or OWNER as a result of the occurrence or event causing the change 
in the Work encompassed by the Change Order.  

10.3 Change Directives: 

10.3.1 Without invalidating the Contract, OWNER may, by written Change Directive, using 
the Force Account method, order changes in the Work within the general scope of 
the Contract consisting of additions, deletions or other revisions, the Contract 
Amount and Contract Time being adjusted as necessary.  “Force Account” means a 
basis of payment for the direct performance of Work with payment based on the 
actual cost of the labor, equipment and materials furnished and consideration for 
overhead and profit as set forth in Section 11.5, below.  A Change Directive shall 
be used in the absence of complete and prompt agreement on the terms of a 
Change Order.  Where practicable, any items of Work that may be agreed upon, 
prior to the performance of Work under this Section, will be included in a separate 
Change Order.  For example, the cost of the installation of additional asphalt may 
be agreed upon based on the unit prices in the Bid. 

10.3.2 If the Change Directive provides for an adjustment to the Contract Amount, the 
adjustment shall be based on the method provided in paragraph 11.5. 

10.3.3 A Change Directive shall be effective immediately and shall be recorded later by 
preparation and execution of an appropriate Change Order. 

10.3.4 Upon receipt of a Change Directive, CONTRACTOR shall promptly proceed with the 
change in the Work involved, provided, prior to the commencement of any Work 
under this section, the CONTRACTOR must submit its proposed Work plan, 
anticipated schedule, and a list of its work force and equipment proposed to be 
used in the Work for OWNER’S approval.  Upon such approval, CONTRACTOR must 
promptly commence and make continuous progress in the Work.  The OWNER 
reserves the right to withhold payment for low production or lack of progress.   

10.4 Field Order: 

10.4.1 Owner's Representative may authorize minor variations in the Work from the 
requirements of the Contract Documents which do not involve an adjustment in 
the Contract Amount or the Contract Times and are compatible with the design 
concept of the completed Project as a functioning whole as indicated by the 

Rev. Date 05/03/16 General Conditions / 00700 Page 31 of 53  



General Conditions / 00700 

Contract Documents. These shall be accomplished by written Field Order and shall 
be binding on OWNER and on CONTRACTOR who shall perform the Work involved 
promptly. 

10.4.2 If CONTRACTOR believes that a Field Order would require an adjustment in the 
Contract Amount and/or Contract Times, CONTRACTOR shall make a prompt 
written request to Owner's Representative for a Change Order. Any request by 
CONTRACTOR for an adjustment in Contract Amount and/or Contract Times must 
be made in writing prior to beginning the work covered by the Field Order. 

10.5 No Damages for Delay: CONTRACTOR shall receive no compensation for delays or 
hindrances to the Work, except when direct and unavoidable extra cost to CONTRACTOR is 
caused by failure of OWNER to provide information or material, if any, which is to be 
furnished by OWNER or access to the Work and only to the extent that such acts continue 
after the CONTRACTOR furnishes OWNER with written notice of such failure. When such 
extra compensation is claimed a written statement thereof shall be presented by 
CONTRACTOR to OWNER and if by OWNER found correct shall be approved. If delay is 
caused by specific orders given by OWNER to stop work or by performance of extra Work or 
by failure of OWNER to provide material or necessary instructions for carrying on the Work, 
then such delay will entitle CONTRACTOR to an equivalent extension of time, 
CONTRACTOR’s application for which shall, however, be subject to approval of OWNER. No 
such extension of time shall release CONTRACTOR or surety on its performance bond from 
all CONTRACTOR’s obligations hereunder which shall remain in full force until discharge of 
the Contract.  In no event shall the CONTRACTOR be entitled to any compensation or 
recovery of any special damages in connection with any delays, including without limitation: 
consequential damages, lost opportunity costs, impact damages, or other similar damages.  
The OWNER’S exercise of any of its rights or remedies under the Contract Documents 
(including without limitation ordering changes in the Work, or directing suspension, 
rescheduling, or correction of the Work), regardless of the extent or frequency of the 
OWNER’S exercise of such rights or remedies, shall not be construed as active interference 
in the CONTRACTOR’S performance of the Work.  Except as otherwise provided herein, an 
extension of Contract Time, to the extent permitted under Article 12, shall be the sole 
remedy of the CONTRACTOR for any acknowledged delays. 

 

ARTICLE 11 - CHANGE OF CONTRACT AMOUNT 

11.1 The Contract Amount is stated in the Agreement and, including authorized adjustments, is 
the total amount payable by OWNER to CONTRACTOR for performance of the Work under 
the Contract Documents. 

11.2 The original Contract Amount may not be increased by more than twenty-five percent 
(25%) and it may not be decreased more than twenty-five percent (25%) without the 
consent of the CONTRACTOR to such decrease, except in the event of a termination for 
convenience under paragraph 15.2 or the failure of the City Council to appropriate sufficient 
funding for the Project, in which events it is agreed that the consent of the CONTRACTOR 
will not be required.  

11.3 The Contract Amount shall only be changed by a Change Order. Any claim for an 
adjustment in the Contract Amount shall be made by Written Notice delivered by the party 
making the Claim to the other party promptly (but in no event later than thirty (30) 
calendar days) after the start of the occurrence or event giving rise to the Claim and stating 
the general nature of the Claim. Notice of the amount of the Claim with supporting data 
shall be delivered within thirty (30) calendar days after Written Notice of Claim is delivered 
by claimant, and shall represent that the adjustment claimed covers all known amounts to 
which claimant is entitled as a result of said occurrence or event. If OWNER and 

Rev. Date 05/03/16 General Conditions / 00700 Page 32 of 53  



General Conditions / 00700 

CONTRACTOR cannot otherwise agree, all Claims for adjustment in the Contract Amount 
shall be determined as set out in Article 16. 

11.4 Determination of Value of Work: 

11.4.1 The value of any Work covered by a Change Order for an adjustment in the 
Contract Amount will be determined by one or more of the following methods: 

.1 by application of unit prices contained in the Contract Documents to the 
quantities of the items involved. 

.2 by a mutually agreed lump sum properly itemized and supported by sufficient 
substantiating data, including documentation by subcontractors performing the 
work, to permit evaluation. 

.3 by cost of Work plus CONTRACTOR's fee for all overhead costs and profit 
(determined as provided in paragraph 11.5). 

.4 No cost will be included in the change order for time spent preparing the 
change order, nor will costs be included for an estimate of time to negotiate 
the change order costs for machinery, tools, or equipment as described in 
subparagraph 11.5.3 

11.4.2 Before using the method described in paragraph 11.4.1.3, OWNER and 
CONTRACTOR agree to negotiate a Change Order using the methods identified in 
paragraphs 11.4.1.1 and 11.4.1.2, as appropriate, to determine the adjustment in 
the Contract Amount.   

11.5 Cost of Work:  If neither of the methods defined in paragraphs 11.4.1.1 nor 11.4.1.2 can 
be agreed upon before a change in the Work is commenced which will result in an 
adjustment in the Contract Amount, then the change in the Work will be performed by 
Change Directive, using the Force Account method, and payment will be made as follows: 

11.5.1 For all personnel, CONTRACTOR will receive actual field cost wage rates for each 
hour that said personnel are actually engaged in such Work, as substantiated by 
its certified payroll, to which will be added an amount equal to twenty-five percent 
(25%) of the sum thereof as compensation for CONTRACTOR's and any effected 
Subcontractor's total overhead and profit. No separate charge will be made by 
CONTRACTOR or its Subcontractor(s) for organization or overhead expenses.  In 
no case will the rate of wage be less than the minimum shown in the Contract for a 
particular category.  CONTRACTOR will also receive an amount equal to 55% of the 
wages paid personnel, excluding the 25% compensation provided above, for 
CONTRACTOR’s and any effected Subcontractor’s cost of premiums on public 
liability insurance, workers' compensation insurance, social security and 
unemployment insurance. The actual cost of CONTRACTOR's bond(s) on the extra 
Work will be paid based on invoices from surety. No charge for superintendence 
will be made unless considered necessary and ordered by OWNER. 

11.5.2 CONTRACTOR will receive the actual cost, including freight charges, of the 
materials used and installed on such Work, to which costs will be added a sum 
equal to twenty-five percent (25%) thereof as compensation for CONTRACTOR's 
and any effected Subcontractor's total overhead and profit. In case material 
invoices indicate a discount may be taken, the actual cost will be the invoice price 
minus the discount. 

11.5.3 For machinery, trucks, power tools, or other similar equipment (the “equipment”) 
agreed to be necessary by OWNER and CONTRACTOR, OWNER will allow 
CONTRACTOR the Regional and Model Year adjusted Monthly Ownership Cost 
divided by 176 plus the Hourly Estimated Operating Costs as given in the latest 
edition of the "Rental Rate Blue Book" as published by EquipmentWatch (1-800-
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669-3282) for each hour that said equipment is in use on such work.  The 
established equipment rates will be paid for each hour that the equipment is 
utilized in the Work.  In the event that the equipment is used intermittently during 
the Work, full payment for an eight-hour day will be made if the equipment is not 
idle more than four (4) hours of the day.  If the equipment is idle more than four 
(4) hours in a day, then payment will be made only for the actual hours worked.  
No additional compensation will be allowed on the equipment for CONTRACTOR's 
or any affected Subcontractor’s overhead and profit.  OWNER may accept an actual 
rental invoice in lieu of the method of calculation set forth in paragraph 11.5.3 for 
equipment rented exclusively for Force Account Work or for equipment not 
included in the Rental Rate Blue Book. 

11.5.4 The compensation, as herein provided for, shall be received by CONTRACTOR and 
any affected Subcontractor as payment in full for work done by Change Directive 
and will include use of small tools, and total overhead expense and profit. 
CONTRACTOR and Owner's Representative shall compare records of work done by 
Change Directive at the end of each day. Copies of these records will be made 
upon forms provided for this purpose by OWNER and signed by both Owner's 
Representative and CONTRACTOR, with one copy being retained by OWNER and 
one by CONTRACTOR. Refusal by CONTRACTOR to sign these records within two 
(2) working days of presentation does not invalidate the accuracy of the record. 

11.6 Unit Price Work: 

11.6.1 Where the Contract Documents provide that all or part of the Work is to be unit 
price Work, initially the Contract Amount will be deemed to include for all unit price 
work an amount equal to the sum of the established unit price for each separately 
identified item of unit price work times the estimated quantity of each item as 
indicated in the Bid. The estimated quantities of items of unit price work are not 
guaranteed and are solely for the purpose of comparison of Bids and determining 
an initial Contract Amount. Determinations of the actual quantities and 
classifications of unit price work performed by CONTRACTOR will be made by 
Owner's Representative. Owner's Representative will review with CONTRACTOR the 
preliminary determinations on such matters before rendering a written decision 
thereon (by recommendation of an Application for Payment or otherwise). 

11.6.2 When "plan quantity" is indicated for a Bid item, CONTRACTOR shall be paid 
amount specified in the Contract Documents without any measurements. 

11.6.3 Each unit price will be deemed to include an amount considered by CONTRACTOR 
to be adequate to cover CONTRACTOR's overhead and profit for each separately 
identified item. 

11.6.4 A Major Item is any individual Bid item in the Bid that has a total cost equal to or 
greater than five percent (5%) of the original Contract Amount or $50,000, 
whichever is greater, computed on the basis of Bid quantities and Contract unit 
prices. 

11.6.5 OWNER or CONTRACTOR may make a Claim for an adjustment in the Contract 
Amount in accordance with Article 11 if: 

.1 the actual quantity of any Major Item should become as much as twenty 
percent (20%) more than or twenty percent (20%) less than that in the Bid; 
or 

.2 CONTRACTOR presents documentation contesting accuracy of "plan      
quantity" and Owner's Representative verifies quantity and determines original 
value is in error by five percent (5%) or more; 
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Provided, however, in the event a Major Item is reduced by twenty percent (20%) 
or more of the amount in the Bid, no additional Article 11 profit or overhead will be 
added, if, due to other additions in the Work, the net value of the Contract Amount 
is not reduced.  

 

ARTICLE 12 - CHANGE OF CONTRACT TIMES 

12.1 Working Day and Calendar Day Contracts: 

12.1.1 The Contract Times (or Milestones) may only be changed by Change Order or Time 
Extension Request duly executed by both CONTRACTOR and Owner's 
Representative. Any claim for an adjustment of the Contract Times (or Milestones) 
shall be made by Written Notice delivered by the party making the Claim to the 
other party promptly (but in no event later than thirty (30) calendar days after the 
start of the occurrence or event giving rise to the delay) and stating the general 
nature of the delay. Notice of the extent of the delay with supporting data shall be 
delivered within thirty (30) calendar days after Written Notice of Claim is delivered 
by claimant, and shall represent that the adjustment claimed is the entire 
adjustment to which claimant is entitled as a result of said occurrence or event. If 
OWNER and CONTRACTOR cannot otherwise agree, all Claims for adjustment in 
the Contract Times (or Milestones) shall be determined as set out in Article 16. No 
Claim for an adjustment in the Contract Times (or Milestones) will be valid if not 
submitted in accordance with the requirements of this paragraph. 

12.1.2 When CONTRACTOR is at fault and OWNER stops the Work, so that corrections in 
the Work can be made by CONTRACTOR, no extension in time will be allowed. 

12.1.3 When CONTRACTOR is prevented from completing any part of the Work within the 
Contract Times (or Milestones) due to delay beyond the control of both OWNER 
and CONTRACTOR, an extension of the Contract Times (or Milestones) in an 
amount equal to the time lost due to such delay shall be CONTRACTOR's sole and 
exclusive remedy for such delay.  If performance by the CONTRACTOR or OWNER 
is interrupted by any occurrence not occasioned by its own conduct, whether such 
occurrence be an act of god or the result of war, riot, civil commotion, sovereign 
conduct, or the conduct of a third party, then such performance will be excused for 
a period of time necessary to remedy its effects, provided, however, in such an 
event, a conference will be held within three (3) business days to establish a 
proposed new Progress Schedule for the Project. 

12.1.4 OWNER will consider time extension requests and may grant CONTRACTOR an 
extension of time because of: 

.1 Changes ordered in the work which justify additional time. 

.2 Failure of materials or products being at the Project site due to delays in 
transportation or failures of Suppliers, which are not the result of 
CONTRACTOR’s, Subcontractor’s or Supplier’s negligence. The request for an 
extension of time shall be supported by a citation of acts demonstrating that 
the delays are beyond CONTRACTOR's control, including, but not limited to, 
CONTRACTOR's efforts to overcome such delays documented as follows: 

a) Copy of purchase order for delayed item(s) indicating date ordered by 
CONTRACTOR/ Subcontractor and date purchase order received by 
Supplier. 

b) If item(s) require Shop Drawings or other submittal information in 
accordance with the Contract Documents, provide record of date 

Rev. Date 05/03/16 General Conditions / 00700 Page 35 of 53  



General Conditions / 00700 

submittal(s) forwarded to Owner's Representative, date submittal(s) 
returned to CONTRACTOR, and date submittal(s) forwarded to Supplier. 

c) Copy of document(s) from Supplier, on Supplier's letterhead, indicating 
date(s) item(s) would be ready for shipment and/or actual shipment 
date(s). 

d) Copies of all correspondence between CONTRACTOR /                  
Subcontractor and Supplier indicating CONTRACTOR /                   
Subcontractor's efforts to expedite item(s).  

e) If item(s) are being purchased by a Subcontractor, provide 
correspondence, meeting notes, etc., that reflect CONTRACTOR's efforts 
with the Subcontractor to expedite delivery of the item(s). 

.3 When acts of OWNER, E/A, utility owners or other contractors employed by 
OWNER delay progress of work through no fault of CONTRACTOR.  The 
CONTRACTOR will only be entitled to an extension of time for delays that 
affect the Critical Path of the Work and that are not caused by the 
CONTRACTOR. 

.4 When CONTRACTOR is delayed by strikes, lockouts, fires, losses from      
natural causes, or other unavoidable cause or causes beyond CONTRACTOR's 
control. 

12.2 Calendar Day Contracts: 

12.2.1 Under a Calendar Day Contract, CONTRACTOR may be granted an extension of 
time because of unusual inclement weather, including but not limited to unusual 
rainfall events, which are beyond the normal rainfall recorded and expected for 
Austin, Texas.  However, the CONTRACTOR will not be granted an extension of 
time for “normal rainfall”, as described below. 

12.2.2 "Unusual Inclement Weather" is defined as a rain event or other weather related 
event which occurs at the site and is of sufficient magnitude to prevent 
CONTRACTOR from performing units of Work critical to maintaining the Progress 
Schedule.    

12.2.3 Baseline Rain Day Determination.  “Normal rainfall” compiled by the State 
climatologist, based on U.S. Weather Bureau Records for Austin, Texas, is 
considered a part of the Calendar Day Contract, and is not a justification for an 
extension of time. Listed below are the number of days in each month for which no 
compensatory days for rainfall events (“Rain Days”) in such months may be 
claimed: 

January.......................... 8 days 

February........................ 8 days 

March............................. 7 days 

April............................... 7 days 

May................................ 9 days 

June................................ 6 days 

July................................. 5 days 

August........................... 5 days 

September..................... 7 days 

October.......................... 7 days 
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November..................... 7 days 

December...................... 7 days 

 

Rain Days in addition to the baseline Rain Day determination described above will 
be measured with the Owner’s Representative’s approval at the nearest 
operational public weather data collection facility to the site, including but not 
limited to the OWNER’s early warning flood gauge system. 

12.2.4 CONTRACTOR may receive credit in any month for Unusual Inclement Weather, 
and specifically for any Rain Days in that month which exceed the number of  Rain 
Days allocated to that month, if a Claim is made in accordance with paragraph 
12.1.1 and the weather event meets the definition for "Unusual Inclement 
Weather”, and as applicable, “Rain Day” and such claimed day is a day on which 
Work critical to maintaining the Progress Schedule is scheduled to be performed 
and is otherwise capable of being performed.   

 

ARTICLE 13 - TESTS AND INSPECTIONS; CORRECTION, REMOVAL OR 
ACCEPTANCE OF DEFECTIVE WORK 

13.1 Notice of Defects: Prompt notice of all defective Work of which OWNER or E/A has actual 
knowledge will be given to CONTRACTOR. All defective Work may be rejected, corrected or 
accepted as provided in Article 13.  CONTRACTOR must give OWNER and E/A prompt notice 
of any defective Work of which CONTRACTOR has actual knowledge. 

13.2 Access to Work: OWNER, E/A, E/A's Consultants, other representatives and personnel of 
OWNER, independent testing laboratories and governmental agencies having jurisdiction will 
have access to the Work at reasonable times for observing, inspecting and testing. 
CONTRACTOR shall provide them proper and safe conditions for such access, and advise 
them of CONTRACTOR's site safety procedures and programs so that they may comply 
therewith as applicable. 

13.3 Tests and Inspections: 

13.3.1 CONTRACTOR shall give timely notice of readiness of the Work for all required 
inspections, tests or approvals, and shall cooperate with inspection and testing 
personnel to facilitate required inspections or tests. 

13.3.2 OWNER shall employ and pay for services of an independent testing laboratory to 
perform all inspections, tests or approvals required by the Contract Documents 
except: 

.1 for inspections, tests or approvals covered by paragraphs 13.3.3 and 13.3.4 
below; 

.2 that costs incurred for tests or inspections conducted pursuant to paragraph 
13.4.3 shall be paid as provided in paragraph 13.4.3; 

.3 for reinspecting or retesting defective Work, including any associated costs 
incurred by the testing laboratory for cancelled tests or standby time; and  

.4 as otherwise specifically provided in the Contract Documents. 

13.3.3 If laws or regulations of any public body having jurisdiction require any Work (or 
part thereof) specifically to be inspected, tested or approved by an employee or 
other representative of such public body, CONTRACTOR shall assume full 
responsibility for arranging and obtaining such inspections, tests or approvals, pay 
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all costs in connection therewith and furnish Owner's Representative the required 
certificates of inspection or approval.  

13.3.4 CONTRACTOR shall also be responsible for arranging and obtaining and shall pay 
all costs in connection with any inspections, tests or approvals required for 
OWNER's and E/A's review of submittals covering materials, equipment, and mix 
designs to be incorporated in the Work. 

13.3.5 All testing laboratories shall meet the requirements of ASTM E-329. 

 

13.4 Uncovering Work: 

13.4.1 If any Work (or the work of others) that is to be inspected, tested or approved is 
covered by CONTRACTOR without written concurrence of Owner's Representative, 
or if any Work is covered contrary to the written request of Owner's 
Representative, it must, if requested by Owner's Representative, be uncovered and 
recovered at CONTRACTOR's expense. 

13.4.2 Uncovering Work as provided in paragraph 13.4.1 shall be at CONTRACTOR's 
expense unless CONTRACTOR has given Owner's Representative timely notice of 
CONTRACTOR's intention to cover the same and Owner's Representative has not 
acted within five (5) working days to such notice. 

13.4.3 If Owner's Representative considers it necessary or advisable that covered Work 
be observed, inspected or tested, CONTRACTOR shall uncover, expose or otherwise 
make available for observation, inspection or testing that portion of the Work in 
question, furnishing all necessary labor, material and equipment. If it is found that 
such Work is defective, CONTRACTOR shall pay all claims, costs, losses and 
damages caused by, arising out of or resulting from such uncovering, exposure, 
observation, inspection and testing and of satisfactory replacement or 
reconstruction (including but not limited to all costs of repair or replacement of 
work of others); and OWNER shall be entitled to an appropriate decrease in the 
Contract Amount, and may make a Claim therefor as provided in Article 11. If, 
however, such Work is not found to be defective, CONTRACTOR shall be allowed an 
increase in the Contract Amount or an extension of the Contract Times (or 
Milestones), or both, directly attributable to such uncovering, exposure, 
observation, inspection, testing, replacement and reconstruction; and 
CONTRACTOR may make a Claim therefor as provided in Articles 11 and 12. 

13.5 OWNER May Stop the Work: 

13.5.1 If the Work is defective, or CONTRACTOR fails to supply sufficient skilled workers, 
suitable materials, and/or equipment; or fails to furnish or perform the Work in 
such a way that the Work in progress or the completed Work will conform to the 
Contract Documents, OWNER may order CONTRACTOR to stop the Work, or any 
portion thereof, until the cause for such order has been eliminated; however, this 
right of OWNER to stop the Work shall not give rise to any duty on the part of 
OWNER to exercise this right for the benefit of CONTRACTOR or any surety or 
other party. 

13.5.2 If CONTRACTOR fails to correct defective Work or submit a satisfactory plan to 
take corrective action, with procedure and time schedule, OWNER may order 
CONTRACTOR to stop the Work, or any portion thereof, until cause for such order 
has been eliminated, or take any other action permitted by this Contract. A notice 
to stop the Work, based on defects, shall not stop calendar or working days 
charged to the Project. 
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13.6 Correction or Removal of Defective Work:  If required by OWNER, CONTRACTOR shall 
promptly, as directed, either correct all defective Work, whether or not fabricated, installed 
or completed, or, if the Work has been rejected by Owner's Representative, remove it from 
the site and replace it with Work that is not defective. CONTRACTOR shall correct or remove 
and replace defective Work, or submit a plan of action detailing how the deficiency will be 
corrected, within the time frame identified in the notice of defective Work. CONTRACTOR 
shall pay all claims, costs, losses and damages caused by or resulting from such correction 
or removal (including but not limited to all costs of repair or replacement of work of others). 

13.7 Warranty period: 

13.7.1 If within one year after the date of Substantial Completion or such longer period of 
time as may be prescribed by laws or regulations or by the terms of any applicable 
special guarantee required by the Contract Documents or by any specific provision 
of the Contract Documents (e.g. paragraph 14.11.2), any Work, including work 
performed after the Substantial Completion date, is found to be defective, 
CONTRACTOR shall promptly, without cost to OWNER and in accordance with 
OWNER's written instructions: 

(i) correct such defective Work, or, if it has been rejected by OWNER, remove it 
from the site and replace it with Work that is not defective, and 

(ii) satisfactorily correct or remove and replace any damage to other Work or the 
work of others resulting therefrom. 

If CONTRACTOR does not promptly comply with the terms of such instructions, or 
in an emergency where delay would cause serious risk of loss or damage, OWNER 
may have the defective Work corrected or the rejected Work removed and 
replaced, and all claims, costs, losses and damages caused by or resulting from 
such removal and replacement (including but not limited to all costs of repair or 
replacement of work of others) will be paid by CONTRACTOR.  The warranty period 
will be deemed to be renewed and recommenced in connection with the completed 
items of Work requiring correction. 

13.7.2 In special circumstances where a particular item of equipment is placed in 
continuous service before Substantial Completion of all the Work, the warranty 
period for that item may start to run from an earlier date if so provided in the 
Contract Documents. 

13.7.3 If correction of defective Work will affect the function or use of the facility 
CONTRACTOR shall not proceed with correction of defective Work without prior 
coordination and approval of OWNER. 

13.7.4 The obligations of the CONTRACTOR to perform warranty work will survive the 
acceptance of the Work and any termination of the Contract. 

13.8 Acceptance of Defective Work: If, instead of requiring correction or removal and 
replacement of defective Work, OWNER decides to accept it, OWNER may do so. 
CONTRACTOR shall pay all claims, costs, losses and damages attributable to OWNER's 
evaluation of and determination to accept such defective Work. If any such acceptance 
occurs prior to recommendation of final payment, a Change Order will be issued 
incorporating the necessary revisions in the Contract Documents and compensating OWNER 
for the diminished value of the defective Work. If the acceptance occurs after such 
recommendation, an appropriate amount will be paid by CONTRACTOR to OWNER after a 
calculation by OWNER of the diminution in value of the defective Work. 

13.9 OWNER May Correct Defective Work: If CONTRACTOR fails within a reasonable time 
after Written Notice of OWNER to correct defective Work, or to remove and replace rejected 
Work, or if CONTRACTOR fails to perform the Work in accordance with the Contract 
Documents, or if CONTRACTOR fails to comply with any other provision of the Contract 
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Documents, OWNER may, after seven (7) calendar days' Written Notice to CONTRACTOR, 
correct and remedy any such deficiency. If, in the opinion of the Owner's Representative, 
significant progress has not been made during this seven (7) calendar day period to correct 
the deficiency, the OWNER may exercise any actions necessary to remedy the deficiency. In 
exercising the rights and remedies under this paragraph, OWNER shall proceed 
expeditiously. In connection with such corrective and remedial action, OWNER may exclude 
CONTRACTOR from all or part of the site, take possession of all or part of the Work, and 
suspend CONTRACTOR's services related thereto, and incorporate in the Work all materials 
and equipment stored at the site or for which OWNER has paid CONTRACTOR but which are 
stored elsewhere. CONTRACTOR shall allow OWNER, its agents and employees, OWNER's 
other contractors, E/A and E/A's consultants access to the site to enable OWNER to exercise 
the rights and remedies under this paragraph. All claims, costs, losses and damages 
incurred or sustained by OWNER in exercising such rights and remedies will be charged 
against CONTRACTOR and a Change Order will be issued incorporating the necessary 
revisions in the Contract Documents with respect to the Work. Such claims, costs, losses 
and damages will include but not be limited to all costs of repair or replacement of work of 
others destroyed or damaged by correction, removal or replacement of CONTRACTOR's 
defective Work. CONTRACTOR shall not be allowed an extension of the Contract Times (or 
Milestones), or claims of damage because of any delay in the performance of the Work 
attributable to the exercise by OWNER of OWNER's rights and remedies hereunder. 

 

ARTICLE 14 - PAYMENTS TO CONTRACTOR AND COMPLETION 

14.1 Application for Progress Payment: 

14.1.1 No more often than once a month, CONTRACTOR shall submit to Owner's 
Representative for review an Application for Payment, in a form acceptable to 
OWNER, filled out and signed by CONTRACTOR covering the Work completed as of 
the date of the Application and accompanied by such supporting documentation as 
is required by the Contract Documents. 

14.1.2 Such applications shall not include requests for payment on account of changes in 
the Work which have been properly authorized by Change Directives but not yet 
included in Change Orders. 

14.1.3 Such applications shall not include requests for payment of amounts the 
CONTRACTOR does not intend to pay to a Subcontractor or Supplier because of a 
dispute or other reason. 

14.1.4 If payment is requested on the basis of materials or equipment not incorporated in 
the Work but delivered and suitably stored at the site or at another location agreed 
to in writing, the Application for Payment shall be accompanied by such bills of 
sale, data and other procedures satisfactory to OWNER substantiating OWNER’s 
title to such materials or equipment or otherwise protecting OWNER’s interest. 
Payment on account of such materials or equipment will not include any amount 
for CONTRACTOR’s overhead or profit or relieve CONTRACTOR of its obligation to 
protect and install such materials or equipment in accordance with the 
requirements of the Contract and to restore damaged or defective Work. If 
materials or equipment are stored at another location, at the direction of the 
OWNER they shall be stored in a bonded and insured facility, accessible to E/A and 
OWNER, and shall be clearly marked as property of OWNER.  Title to materials 
delivered to the site of the Work or a staging area will pass to OWNER upon 
payment by OWNER without the necessity for further documentation.  Risk of loss 
will not pass to OWNER until acceptance. 
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14.1.5 Where the original Contract Amount is less than $400,000, OWNER will pay 
CONTRACTOR total amount of approved Application for Payment, less ten percent 
(10%) of amount thereof, which ten percent (10%) will be retained until final 
payment, less all previous payments and less all other sums that may be retained 
by OWNER under the terms of this Agreement. Where the original Contract 
Amount is $400,000 or more, OWNER will pay CONTRACTOR total amount of 
approved Application for Payment, less five percent (5%) of amount thereof, which 
five percent (5%) will be retained until final payment, less all previous payments 
and less all other sums that may be retained by OWNER under the terms of this 
Agreement. In either case, if the Work is near completion and delay occurs due to 
no fault or neglect of CONTRACTOR, OWNER may pay a portion of the retained 
amount to CONTRACTOR. CONTRACTOR, at OWNER's option, may be relieved of 
the obligation to complete the Work and, thereupon, CONTRACTOR shall receive 
payment of the balance due under the Contract subject to the conditions stated 
under paragraph 15.2. A Subcontractor may submit a written request to the 
CONTRACTOR and Project Manager requesting release of retainage for work by the 
Subcontractor that has been completed and approved. The Project Manager will 
evaluate the request and if it is approved, the Project Manager will request the 
CONTRACTOR to include the request for release of an appropriate amount of 
retainage in the next Pay Application. 

14.1.6 Applications for Payment shall include the following documentation: 

.1 updated Progress Schedule; 

.2 monthly subcontractor report;  

.3 any other documentation required under the Supplemental General Conditions. 

14.2 CONTRACTOR's Warranty of Title: CONTRACTOR warrants and guarantees that title to all 
Work, materials and equipment covered by any Application for Payment, whether 
incorporated in the Project or not, will pass to OWNER free and clear of all Liens no later 
than the time of payment to CONTRACTOR. 

14.3 Review of Applications for Progress Payment: 

14.3.1 Owner's Representative will, within seven (7) calendar days after receipt of each 
Application for Payment, either indicate a recommendation for payment and 
forward the Application for processing by OWNER, or return the Application to 
CONTRACTOR indicating Owner's Representative's reasons for refusing to 
recommend payment. In the latter case, CONTRACTOR shall make the necessary 
corrections and resubmit the Application. 

14.3.2 Owner's Representative's recommendation of any payment requested in an 
Application for Payment will constitute a representation by Owner's 
Representative, based upon Owner's Representative's on-site observations of the 
executed Work and on Owner's Representative's review of the Application for 
Payment and the accompanying data and schedules, that to the best of Owner's 
Representative's knowledge, information and belief: 

.1 the Work has progressed to the point indicated; and 

.2 the quality of the Work is generally in accordance with the Contract 
Documents (subject to an evaluation of the Work as a functioning whole prior 
to or upon Substantial Completion, to the results of any subsequent tests 
called for in the Contract Documents, to a final determination of quantities and 
classifications for unit price Work, and to any other qualifications stated in the 
recommendation). 
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14.3.3 By recommending any such payment, Owner's Representative will not thereby be 
deemed to have represented that: 

.1 exhaustive or continuous on-site inspections have been made to check the 
quality or the quantity of the Work; 

.2 examination has been made to ascertain how or for what purpose  
CONTRACTOR has used money previously paid on account of the Contract 
Amount; 

.3 CONTRACTOR's construction means, methods, techniques, sequences or 
procedures have been reviewed; or 

.4 that there may not be other matters or issues between the parties that might 
entitle CONTRACTOR to be paid additionally by OWNER or entitle OWNER to 
withhold payment to CONTRACTOR. 

14.4 Decisions to Withhold Payment: 

14.4.1 OWNER may withhold or nullify the whole or part of any payment to such extent as 
may be necessary on account of: 

.1 defective Work not remedied; 

.2 third party Claims filed or reasonable evidence indicating probable filing of 
such Claims; 

.3 failure of CONTRACTOR to make payments properly to Subcontractors for 
labor, materials or equipment; 

.4 reasonable evidence that the Work cannot be completed for the unpaid 
balance of the Contract Amount; 

.5 damage to OWNER or another contractor; 

.6 reasonable evidence that the Work will not be completed within the Contract 
Time, and that the unpaid balance would not be adequate to cover actual or 
liquidated damages for the anticipated delay; 

.7 failure of CONTRACTOR to submit a schedule of values in accordance with the 
Contract Documents; 

.8 failure of CONTRACTOR to submit a submittal schedule in accordance with the 
Contract Documents;  

.9 failure of CONTRACTOR to submit and update a construction Progress 
Schedule in accordance with the Contract Documents; 

.10 failure of CONTRACTOR to maintain a record of changes on drawings and 
documents; 

.11 failure of CONTRACTOR to maintain weekly payroll reports and, as applicable, 
provide copies of reports in a timely manner upon request of OWNER; 

.12 failure of CONTRACTOR to submit monthly subcontractor reports; 

.13 CONTRACTOR's neglect or unsatisfactory prosecution of the Work, including 
failure to clean up; 

.14 failure of CONTRACTOR to comply with the Austin City Code, Chapter 2-9-A, 
as amended, “Minority-Owned and Women-Owned Business Enterprise 
Procurement Program;” or  

.15 failure of CONTRACTOR to comply with any provision of the Contract 
Documents. 
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14.4.2 When the above reasons for withholding payment are removed, CONTRACTOR 
shall resubmit a statement for the value of Work performed. Payment will be made 
within thirty (30) calendar days of receipt of approved Application for Payment. 

14.4.3 Subcontractors may request Partial Payment when the OWNER withholds payment 
of an invoice to the CONTRACTOR for any reason listed in Section 14.4.1. If 
payment is withheld by the OWNER, the CONTRACTOR shall notify all affected 
Subcontractors within two (2) working days of notice that payment is being 
withheld.  Upon notification, Subcontractors may submit a formal written request 
for Partial Payment to the CONTRACTOR and OWNER.  If directed by the OWNER, 
the CONTRACTOR shall within three (3) working days resubmit to the OWNER an 
invoice for the same period that includes only the work performed by the 
requesting Subcontractors during this period. The OWNER will review this 
resubmitted invoice in accordance with Section 14.3.1. Upon receipt of payment 
for the resubmitted invoice, CONTRACTOR shall pay the subcontractor within ten 
(10) Calendar Days in accordance with Section 6.4.7. 

14.5 Delayed Payments: Should OWNER fail to make payment to CONTRACTOR of sum named 
in any Application for Payment within thirty (30) calendar days after the day on which 
OWNER received the mutually acceptable Application for Payment, then OWNER will pay to 
CONTRACTOR, in addition to sum shown as due by such Application for Payment, interest 
thereon at the rate specified in Government Code, Section 2251.025(b) from date due until 
fully paid, which shall fully liquidate any injury to CONTRACTOR growing out of such delay in 
payment. 

14.6 Arrears: No money shall be paid by OWNER upon any claim, debt, demand or account 
whatsoever, to any person, firm or corporation who is in arrears to City for taxes; and City 
shall be entitled to counterclaim and automatically offset against any such debt, claim, 
demand or account in the amount of taxes so in arrears and no assignment or transfer of 
such debt, claim, demand or account after said taxes are due, shall affect the right of 
OWNER to so offset said taxes, and associated penalties and interest if applicable, against 
the same. 

14.7 Substantial Completion: 

14.7.1 When the CONTRACTOR considers that the Work, or a portion thereof which the 
OWNER agrees to accept separately, is substantially complete, the CONTRACTOR 
shall notify Owner's Representative and request a determination as to whether the 
Work or designated portion thereof is substantially complete. If Owner's 
Representative does not consider the Work substantially complete, Owner's 
Representative will notify CONTRACTOR giving reasons therefor. After performing 
any required Work, CONTRACTOR shall then submit another request for Owner's 
Representative to determine Substantial Completion. If Owner's Representative 
considers the Work substantially complete, Owner's Representative will prepare 
and deliver a certificate of Substantial Completion which shall establish the date of 
Substantial Completion, shall include a punch list of items to be completed or 
corrected before final payment, shall establish the time within which CONTRACTOR 
shall finish the punch list, and shall establish responsibilities of the OWNER and 
CONTRACTOR for security, maintenance, heat, utilities, damage to the Work, 
warranty and insurance. Failure to include an item on the punch list does not alter 
the responsibility of CONTRACTOR to complete all Work in accordance with the 
Contract Documents. If a Certificate of Occupancy is required by public authorities 
having jurisdiction over the Work, said certificate shall be issued before the Work 
or any portion thereof is considered substantially complete. The certificate of 
Substantial Completion shall be signed by OWNER and CONTRACTOR to evidence 
acceptance of the responsibilities assigned to them in such certificate. 
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14.7.2 OWNER shall have the right to exclude CONTRACTOR from the Work after the date 
of Substantial Completion, but OWNER will allow CONTRACTOR reasonable access 
to complete or correct items on the punch list and complete warranty work. 

14.8 Partial Utilization: Use by OWNER, at OWNER's option, of any substantially completed 
part of the Work which: (i) has specifically been identified in the Contract Documents, or (ii) 
OWNER and CONTRACTOR agree constitutes a separately functioning and usable part of the 
Work that can be used by OWNER for its intended purpose without significant interference 
with CONTRACTOR's performance of the remainder of the Work, may be accomplished prior 
to Substantial Completion of all the Work in accordance with the following: 

14.8.1 OWNER at any time may request CONTRACTOR to permit OWNER to use any such 
part of the Work which OWNER believes to be ready for its intended use and 
substantially complete. If CONTRACTOR agrees that such part of the Work is 
substantially complete, CONTRACTOR shall certify to Owner's Representative that 
such part of the Work is substantially complete and request Owner's 
Representative to issue a certificate of substantial Completion for that part of the 
Work. CONTRACTOR at any time may notify Owner's Representative that 
CONTRACTOR considers any such part of the Work ready for its intended use and 
substantially complete and request Owner's Representative to issue a certificate of 
Substantial Completion for that part of the Work. The provisions of paragraphs 
14.7.1 and 14.7.2 will apply with respect to certification of Substantial Completion 
of that part of the Work and the division of responsibility in respect thereof and 
access thereto. 

14.8.2 Such partial utilization is authorized by public authorities having jurisdiction over 
the Work. 

14.9 Final Inspection: Upon Written Notice from CONTRACTOR that the entire Work or an 
agreed portion thereof is complete, Owner's Representative will make a final inspection with 
CONTRACTOR and provide Written Notice of all particulars in which this inspection reveals 
that the Work is incomplete or defective. CONTRACTOR shall immediately take such 
measures as are necessary to complete such Work or remedy such deficiencies.  

14.10 Final Application for Payment: CONTRACTOR may make application for final payment 
following the procedure for progress payments after CONTRACTOR has completed all such 
corrections to the satisfaction of Owner's Representative and delivered the following 
documents: 

14.10.1 Affidavit by CONTRACTOR certifying the payment of all debts and claims; 

14.10.2 Three (3) complete operating and maintenance manuals, each containing 
maintenance and operating instructions, schedules, guarantees, and other 
documentation required by the Contract Documents; 

14.10.3 Record documents (as provided in paragraph 6.10); 

14.10.4 Consent of surety, if any, to final payment. If surety is not provided, complete and 
legally effective releases or waivers (satisfactory to OWNER) of all claims arising 
out of or filed in connection with the Work; 

14.10.5 Certificate evidencing that insurance required by the Supplemental General 
Conditions will remain in force after final payment and through the warranty 
period; 

14.10.6 Non-Use of Asbestos Affidavit (After Construction); 

14.10.7 Subcontractor report and all other documentation necessary for evaluation of 
CONTRACTOR’s fulfillment of the Contract MBE/WBE or DBE goals;  
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14.10.8 Documentation of notice to claimants, to the extent applicable and subject to 
subparagraph 14.11.4; and  

14.10.9 Any other documentation called for in the Contract Documents. 

14.11 Final Payment and Acceptance: 

14.11.1 If, on the basis of observation of the Work during construction, final inspection, 
and review of the final Application for Payment and accompanying documentation 
as required by the Contract Documents, Owner's Representative is satisfied that 
the Work has been completed and CONTRACTOR's other obligations under the 
Contract Documents have been fulfilled and there are no outstanding claims, 
Owner's Representative will recommend the final Application for Payment and 
thereby notify the OWNER, who will pay to CONTRACTOR the balance due 
CONTRACTOR under the terms of the Contract.  If the sole remaining unfinished 
item to complete the Work is the reestablishment of vegetation, CONTRACTOR 
may execute a revegetation letter with fiscal posted (letter of credit) to ensure 
completion of this item.  This Work must be accomplished within one hundred 
twenty (120) Calendar Days of the date of Final Completion of the Work.  When 
the permanent erosion control has been established, OWNER will initiate an 
inspection for final acceptance of the erosion controls.  If the revegetation is not 
completed within the one hundred twenty (120) Calendar Days, OWNER, at its 
option, may complete the Work using the posted fiscal.   

14.11.2 If the Contract measures Contract Time to Final Completion, rather than 
Substantial Completion, Owner's Representative will issue a letter of final 
acceptance to CONTRACTOR which establishes the Final Completion date and 
initiates the one-year warranty period.  If the sole remaining unfinished item to 
complete the Work is the reestablishment of vegetation and CONTRACTOR has 
executed a revegetation letter with fiscal posted (letter of credit) to ensure 
completion of this item, the Owner’s Representative will issue a letter of 
conditional acceptance to CONTRACTOR which established the Final Completion 
date and initiates the one-year warranty period. 

14.11.3 Final payment is considered to have taken place when CONTRACTOR or any of its 
representatives negotiates OWNER's final payment check, whether labeled final or 
not, for cash or deposits check in any financial institution for its monetary return.  

14.11.4 The OWNER will withhold funds sufficient to cover the amount of any unresolved 
contract claims from final payment for six months under the following limited 
conditions: 

.1 CONTRACTOR must provide written notice to the claimant (via certified mail or 
hand delivery) that (i) OWNER will hold funds in the amount of the disputed 
claim for six (6) months from the date of the receipt of the notice and (ii) 
CONTRACTOR and the claimant have certain alternative dispute resolution 
rights; and 

.2 CONTRACTOR must provide OWNER with a copy of the receipted notice.   

Provided the claimant has received notice under this section, OWNER will release 
the withheld funds, if the CONTRACTOR provides a bond in substantial compliance 
with the provisions of Section 52.231 of the Texas Property Code; when the 
OWNER receives a settlement or release of the claim with accompanying 
instructions regarding payment; upon resolution of the claim in litigation, if suit is 
filed within such six (6) month period and the OWNER receives written notice of 
such filing; or  when such six (6) month period has passed, if no such bond, 
settlement, release, or notice of filing of suit have been received.  The above 
provisions notwithstanding, if efforts to timely resolve a disputed claim are not 
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being made to OWNER’S reasonable satisfaction, OWNER may, in its complete 
discretion, file an interpleader action and deposit the withheld funds in the registry 
of a court of competent jurisdiction.  In addition, CONTRACTOR must include a 
provision in each of its subcontracts that the prevailing party in any litigation 
arising thereunder will be entitled to recover its costs of court and reasonable 
attorney’s fees. 

14.12 Waiver of Claims: The making and acceptance of final payment will constitute: 

14.12.1 a waiver of claims by OWNER against CONTRACTOR, except claims       arising 
from unsettled claims, from defective Work appearing after final inspection, from 
failure to comply with the Contract Documents or the terms of any warranty 
specified therein, or from CONTRACTOR's continuing obligations under the 
Contract Documents; and  

14.12.2 a waiver of all claims by CONTRACTOR against OWNER other than those previously 
made in writing and still unsettled. 

 

ARTICLE 15 - SUSPENSION OF WORK AND TERMINATION 

15.1 OWNER May Suspend Work Without Cause: At any time and without cause, OWNER 
may suspend the Work or any portion thereof for a period of not more than ninety (90) 
calendar days by Written Notice to CONTRACTOR which will fix the date on which the Work 
will be resumed. CONTRACTOR shall resume the Work on the date so fixed. CONTRACTOR 
shall be allowed an adjustment in the Contract Amount or an extension of the Contract 
Times, or both, directly attributable to any such suspension if CONTRACTOR makes an 
approved Claim therefor as provided in Articles 11 and 12. 

15.2 OWNER May Terminate Without Cause: Upon seven (7) calendar days' Written Notice to 
CONTRACTOR, OWNER may, without cause and without prejudice to any right or remedy of 
OWNER, elect to terminate the Agreement. In such case, CONTRACTOR shall be paid 
(without duplication of any items): 

15.2.1 for completed and acceptable Work executed in accordance with the Contract 
Documents prior to the effective date of termination;  

15.2.2 for reasonable demobilization costs; 

15.2.3 for anticipated profits on completed and accepted Work not previously paid and not 
included in separate pay items calculated to date of termination but not for 
anticipated profit on the entire Contract not previously paid, unabsorbed overhead, 
or lost opportunity; and 

15.2.4 for all claims incurred in settlement of terminated contracts with Subcontractors, 
Suppliers and others, including for anticipated profits on completed and accepted 
Work not previously paid and not included in separate pay items calculated to date 
of termination but not for anticipated profit on the entire Contract not previously 
paid, unabsorbed overhead, or lost opportunity.  CONTRACTOR agrees to negotiate 
in good faith with Subcontractors, Suppliers and others to mitigate OWNER's cost. 

 

15.3 OWNER May Terminate With Cause: 

15.3.1 Upon the occurrence of any one or more of the following events: 

.1 if CONTRACTOR persistently fails to perform the Work in accordance with the 
Contract Documents; 
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.2 if CONTRACTOR disregards laws or regulations of any public body having 
jurisdiction; 

.3 if CONTRACTOR disregards the authority of Owner's Representative; 

.4 if CONTRACTOR makes fraudulent statements; 

.5 if CONTRACTOR fails to maintain a work force adequate to accomplish the 
Work within the Contract Time; 

.6 if CONTRACTOR fails to make adequate progress and endangers successful 
completion of the Contract; or  

.7 if CONTRACTOR otherwise violates in any substantial way any provisions of
 the Contract Documents; 

OWNER may, after giving CONTRACTOR (and the surety, if any) seven (7) 
calendar days Written Notice terminate the services of CONTRACTOR. OWNER, at 
its option, may proceed with negotiation with surety for completion of the Work. 
Alternatively, OWNER may under these circumstances exclude CONTRACTOR from 
the site and take possession of the Work (without liability to CONTRACTOR for 
trespass or conversion), incorporate in the Work all materials and equipment 
stored at the site or for which OWNER has paid CONTRACTOR but which are stored 
elsewhere, and finish the Work as OWNER may deem expedient. In such case 
CONTRACTOR shall not be entitled to receive any further payment until the Work is 
finished. If the unpaid balance of the Contract Amount exceeds all claims, costs, 
losses and damages sustained by OWNER arising out of or resulting from 
completing the Work, such excess will be paid to CONTRACTOR. If such claims, 
costs, losses and damage exceed such unpaid balance, CONTRACTOR or surety 
shall pay the difference to OWNER.  In the event that a termination for cause is 
found to be wrongful, the termination shall be converted to a termination without 
cause as set forth in Section 15.2 and CONTRACTOR’S remedy for wrongful 
termination is limited to the recovery of the payments permitted for termination 
without cause as set forth in Section 15.2.  

15.3.2 Where CONTRACTOR's services have been so terminated by OWNER, the 
termination will not affect any rights or remedies of OWNER against CONTRACTOR 
and surety then existing or which may thereafter accrue. Any retention or payment 
of moneys due CONTRACTOR by OWNER will not release CONTRACTOR from 
liability. In the event OWNER terminates Contract with cause, OWNER may reject 
any and all Bids submitted by CONTRACTOR for up to three (3) years after the 
date of such termination.  These Progressive Sanctions will be administered in 
accordance with the City of Austin Purchasing Office Probation, Suspension, and 
Debarment Procedures for Vendors, which include notice and an opportunity for a 
hearing.   

15.4 CONTRACTOR May Stop Work or Terminate: If through no act or fault of CONTRACTOR, 
the Work is suspended for a period of more than ninety (90) calendar days by OWNER or 
under an order of court or other public authority, or (except during disputes) Owner's 
Representative fails to forward for processing any mutually acceptable Application for 
Payment within thirty (30) calendar days after it is submitted, or (except during disputes) 
OWNER fails for sixty (60) calendar days after it is submitted to pay CONTRACTOR any sum 
finally determined by OWNER to be due, then CONTRACTOR may, upon seven (7) calendar 
days' Written Notice to OWNER, and provided OWNER does not remedy such suspension or 
failure within that time, terminate the Agreement and recover from OWNER payment on the 
same terms as provided in paragraph 15.2. In lieu of terminating the Agreement and 
without prejudice to any other right or remedy, if (except during disputes) Owner's 
Representative has failed to forward for processing any mutually acceptable Application for 
Payment within thirty (30) calendar days after it is submitted, or (except during disputes) 

Rev. Date 05/03/16 General Conditions / 00700 Page 47 of 53  



General Conditions / 00700 

OWNER has failed for sixty (60) calendar days after it is submitted to pay CONTRACTOR any 
sum finally determined by OWNER to be due, CONTRACTOR may upon seven (7) calendar 
days' Written Notice to OWNER stop the Work until payment of all such amounts due 
CONTRACTOR, including interest thereon. The provisions of this paragraph 15.4 are not 
intended to preclude CONTRACTOR from making a Claim under Articles 11 and 12 for an 
increase in Contract Amount or Contract Times or otherwise for expenses or damage 
directly attributable to CONTRACTOR's stopping Work as permitted by this paragraph. 

15.5 Discretionary Notice to Cure: In its complete discretion, OWNER may, but is not required 
to, provide a Notice to Cure to CONTRACTOR and its surety to cure an event of default 
described above and/or an anticipatory breach of contract and, if required by OWNER, to 
attend a meeting with OWNER, regarding the Notice to Cure, the event of default, and/or 
the anticipatory breach of contract.  The Notice to Cure will set forth the time limit in which 
the cure is to be completed or commenced and diligently prosecuted.  Upon receipt of any 
Notice to Cure, CONTRACTOR shall prepare a report describing its program and measures to 
affect the cure of the event of default and/or anticipatory breach of contract within the time 
required by the Notice to Cure.  The CONTRACTOR’S report must be delivered to OWNER at 
least three (3) days prior to any requested meeting with the OWNER and surety. 

15.6 Bankruptcy: If CONTRACTOR declares bankruptcy or is adjudged bankrupt or makes an 
assignment for the benefit of creditors or if a receiver is appointed for the benefit of 
creditors or if a receiver is appointed by reason of CONTRACTOR’S insolvency, 
CONTRACTOR may be unable to perform this Contract in accordance with the Contract 
requirements.  In such an event, OWNER may demand CONTRACTOR or its successor in 
interest provide OWNER with adequate assurance of CONTRACTOR’S future performance in 
accordance with the terms and conditions of the Contract.  If CONTRACTOR fails to provide 
adequate assurance of future performance to OWNER’S reasonable satisfaction within ten 
(10) days of such a request, OWNER may terminate the CONTRACTOR’S services for cause 
or without cause, as set forth above.  If CONTRACTOR fails to provide timely adequate 
assurance of its performance and actual performance, OWNER may prosecute the Work with 
its own forces or with other contractors on a time and material or other appropriate basis 
and the cost of which will be charged against the Contract balance. 

15.7 Duty to Mitigate:  In the event of any termination or suspension under this Contract, the 
CONTRACTOR agrees to and shall take all reasonable actions to mitigate its damages and 
any and all claims which may be asserted against the OWNER. 

15.8 Responsibility during Demobilization:  While demobilizing, the CONTRACTOR will take 
all necessary and reasonable actions to preserve and protect the Work, the site and other 
property of the OWNER or others at the site. 

 

ARTICLE 16 - DISPUTE RESOLUTION 

16.1 Filing of Claims: 

16.1.1 Claims arising from the circumstances identified in paragraphs 3.2, 4.1, 4.2.2, 
4.2.4, 6.4.2, 6.11.5.2, 6.17, 7.5, 8.6, 9.5, 10.4.2, 13.4.3, 13.8, 13.9, 15.1, 15.2, 
15.3, or 15.4, or other occurrences or events, shall be made by Written Notice 
delivered by the party making the Claim to the other party within thirty (30) 
calendar days after the start of the occurrence or event giving rise to the Claim 
and stating the general nature of the Claim. Notice of the amount of the Claim with 
supporting data shall be delivered in writing within thirty (30) calendar days after 
Written Notice of Claim is delivered by claimant and shall represent that the 
adjustment claimed covers all known amounts and/or extensions of time to which 
claimant is entitled. 
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16.1.2 Within thirty (30) calendar days of receipt of notice of the amount of the Claim 
with supporting data, Owner's Representative and CONTRACTOR shall meet to 
discuss the Claim, after which an offer of settlement or notification of no 
settlement offer will be made to claimant. If claimant is not satisfied with the 
proposal presented, claimant shall have thirty (30) calendar days in which to: (i) 
submit additional supporting data requested by the other party; (ii) modify the 
initial Claim; or (iii) request Alternative Dispute Resolution. 

16.2 Alternative Dispute Resolution: 

16.2.1 If a dispute exists concerning a Claim, the parties agree to use the following 
procedure prior to pursuing any other available remedies. OWNER reserves the 
right to include the E/A as a party. 

16.2.2 Negotiating with Previously Uninvolved Personnel:  Either party may make a 
written request for a meeting to be held between representatives of each party 
within fourteen (14) Calendar Days of the request or such later period that the 
parties may agree to.   Each party shall endeavor to include, at a minimum, one 
(1) previously uninvolved senior level decision maker (an owner, officer, or 
employee of each organization) empowered to negotiate on behalf of their 
organization.  If a previously uninvolved senior level decision maker is unavailable 
due to the size of the CONTRACTOR’S organization or any other reason, the 
CONTRACTOR shall nonetheless provide an appropriate senior level decision maker 
for the meeting.  The purpose of this and any subsequent meetings will be good 
faith negotiations of the matters constituting the dispute.  Negotiations shall be 
concluded within thirty (30) Calendar Days of the first meeting, unless mutually 
agreed otherwise.  This step may be waived by a written agreement signed by 
both parties, in which event the parties may proceed directly to mediation as 
described below. 

16.2.3 Mediation: 

.1 If the procedure described in 16.2.2 proves unsuccessful or is waived pursuant 
to its terms, the parties shall initiate the mediation process. OWNER and 
CONTRACTOR agree to select within thirty (30) calendar days a mediator 
trained in mediation skills, to assist with resolution of the dispute. OWNER and 
CONTRACTOR agree to act in good faith in the selection of the mediator and to 
give consideration to qualified individuals nominated to act as mediator. 
Nothing in this agreement prevents the parties from relying on the skills of a 
person who also is trained in the subject matter of the dispute and/or a 
contract interpretation expert. Should the parties fail to agree on a mediator 
within thirty (30) calendar days of initiation of the mediation process, the 
parties agree to ask the Travis County Dispute Resolution Center to select a 
qualified individual, which selection shall be binding on the parties. 

.2 Mediation is a forum in which an impartial person, the mediator, facilitates 
communication between parties to promote reconciliation, settlement, or 
understanding among them. The parties hereby agree that mediation, at a 
minimum, shall provide for (i) conducting an on-site investigation, if 
appropriate, by the mediator for fact gathering purposes, (ii) a meeting of all 
parties for the exchange of points of view and (iii) separate meetings between 
the mediator and each party to the dispute for the formulation of resolution 
alternatives. The parties agree to participate in mediation in good faith for up 
to thirty (30) calendar days from the date of the first mediation session, 
unless mutually agreed otherwise. Should the parties fail to reach a resolution 
of the dispute through mediation, then each party is released to pursue other 
remedies available to them. 
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16.3 Resolution of Disputes between Contractor and Subcontractor or Supplier: If a 
dispute exists concerning a claim between a CONTRACTOR and a Subcontractor or Supplier, 
the CONTRACTOR agrees to participate with such Subcontractor and/or Supplier in a 
process substantially paralleling the steps set out in paragraphs 16.1 and 16.2 above, 
including the delivery of written notices, submission of supporting data, negotiation with 
previously uninvolved personnel, and, if such alternative dispute resolution process is 
unsuccessful, mediation between the parties to the claim.  If the CONTRACTOR and 
Subcontractor or Supplier agreement provides an alternative dispute resolution process, 
which provides substantially equivalent rights to those set forth herein, it may be followed, 
unless the CONTRACTOR and affected Subcontractor or Supplier agree to follow the process 
outlined above.  The OWNER is not a party to the alternative dispute resolution process 
between the CONTRACTOR and Subcontractor or Supplier and will not pay any costs 
incurred in the process.  Each party will be responsible for its own expenses incurred in the 
process, which will include an equal share of the mediation expenses, unless otherwise 
determined by the mediator.  NOTICE:  THE PROCESS SET FORTH HEREIN IS NOT A 
SUBSTITUTE FOR THE STATUTORY PAYMENT BOND CLAIM PROCESS.  

16.4 Claim Calculation:  

16.4.1 Delay Claims:  The intent of paying for delay damages is to reimburse the 
CONTRACTOR for actual expense arising out of a compensable delay.  No profit or 
force account markups, other than labor burden, will be allowed for delay claims 
by the CONTRACTOR seeking reimbursement for expenses arising out of an alleged 
event of delay.  No consequential damages will be allowed to the CONTRACTOR in 
connection with any claimed delays.  If the CONTRACTOR requests compensation 
for delay damages and the delay is determined to be compensable, then standby 
equipment costs and project overhead compensation will be based on the duration 
of the compensable delay and the following: 

.1 Standby equipment costs will not be allowed during periods when the 
equipment would have otherwise been idle.  Standby equipment time will not 
exceed more than eight (8) hours per twenty-four (24) hour day, forty (40) 
hours per week, and one hundred seventy-six (176) hours per month.  
Standby equipment costs will be paid at 50 percent (50%) of the applicable 
Rental Rate Blue Book rates and calculated by dividing the monthly rate by 
one hundred seventy-six (176), multiplying the result by the number of 
standby hours and multiplying that number by the regional adjustment factor 
and the rate adjustment factor contained in the Blue Book.  Operating costs 
will not be allowed.  

.2 Project overhead will be determined from actual costs that the CONTRACTOR 
will be required to document.  Project overhead is defined as the 
administrative and supervisory expenses incurred at the work site and will not 
include home office overhead.   

16.4.2 General:  Except as limited with respect to delay claims, as set forth above, the 
criteria set forth in Section 11.4.1 may be used as a basis to calculate an 
adjustment in the Contract Amount in the resolution of a claim, provided that there 
will be no compensation for home office overhead. 

16.5 MBE/WBE Program Progressive Sanctions: CONTRACTOR is subject to progressive 
sanctions for failure of CONTRACTOR to comply with Austin City Code, Chapter 2-9A, as 
amended: “Minority-owned and Women-owned Business Enterprise Procurement Program.”  
Available sanctions for Program violations are set forth in Program rules adopted by the 
Small and Minority Business Resources Department (SMBR), as amended, and may include 
the following progressive sanctions for Program violations within a rolling 24-month period: 
(i) a period of probation for up to six (6) months for the first violation (ii) a period of 
suspension from bidding for up to 24 months for the second violation, and (iii) a period of 
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debarment for up to five (5) years for the third violation.    If the CONTRACTOR engages in 
more than one of the violations listed below at any given time, OWNER has the discretion to 
determine whether such actions should be counted as multiple violations of the MBE/WBE 
Ordinance.  Program violations include: 

.1 providing false or misleading information to the OWNER in connection with the 
submission of a Bid, responses to request for qualifications or Proposals, Good Faith 
Efforts documentation, post award compliance or other Program operations; 

.2 substituting M/WBE Subcontractors without first receiving approval for such 
substitutions;  

.3 failure to comply with the approved Compliance Plan without an approved request for 
a change, an approved Change Order or other approved change to the Contract; 

.4 violation of any other provision of the “Minority-owned and Women-owned Business 
Enterprise Procurement Program”; 

.5 providing false or misleading information to the OWNER in connection with an 
application for or challenge to certification, recertification or decertification as a 
MBE/WBE; and 

 
 .6 bid shopping. 

 

The Progressive Sanctions will be administered in accordance with the City of Austin 
Purchasing Office Probation, Suspension, and Debarment Procedures for Vendors, which 
includes notice and an opportunity for a hearing. 

 

 

ARTICLE 17 – MISCELLANEOUS 

17.1 Venue:  In the event of any suit at law or in equity involving the 
Contract, venue shall be exclusively in Travis County, Texas and the 
laws of the State of Texas shall apply to the interpretation and 
enforcement of the Contract. 

17.2 Extent of Agreement: This Contract represents the entire and integrated agreement 
between the OWNER and CONTRACTOR with respect to the subject matter hereof and 
supersedes all prior negotiations, representations or agreements, either written or oral. 

17.3 Cumulative Remedies: The rights and remedies available to the parties are not to be 
construed in any way as a limitation of any rights and remedies available to any or all of 
them which are otherwise imposed or available by laws or regulations, by special warranty 
or guarantees or by other provisions of the Contract Documents, and the provisions of this 
paragraph will be as effective as if repeated specifically in the Contract Documents in 
connection with each particular duty, obligation, right and remedy to which they apply.  
Specifically, the OWNER is not required to only assess liquidated damages, and OWNER may 
elect to pursue its actual damages resulting from the failure of the CONTRACTOR to 
complete the Work in accordance with the requirements of the Contract Documents. 

17.4 Severability: If any word, phrase, clause, sentence or provision of the Contract, or the 
application of same to any person or set of circumstances is for any reason held to be 
unconstitutional, invalid or unenforceable, that finding shall only effect such word, phrase, 
clause, sentence or provision, and such finding shall not affect the remaining portions of this 
Contract; this being the intent of the parties in entering into the Contract; and all provisions 
of the Contract are declared to be severable for this purpose.  
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17.5 Independent Contractor: The Contract shall not be construed as creating an 
employer/employee relationship, a partnership, or a joint venture. CONTRACTOR is an 
independent contractor and CONTRACTOR’s services shall be those of an independent 
contractor. CONTRACTOR agrees and understands that the Contract does not grant any 
rights or privileges established for employees of OWNER.  

17.6 Prohibition of Gratuities:  OWNER may, by Written Notice to CONTRACTOR, terminate 
the Contract without liability if is determined by OWNER that gratuities were offered or 
given by CONTRACTOR or any agent or representative of CONTRACTOR to any officer or 
employee of OWNER with a view toward securing the Contract or securing favorable 
treatment with respect to the awarding or amending or the making of any determinations 
with respect to the performing of such Contract. In the event the Contract is terminated by 
OWNER pursuant to this provision, OWNER shall be entitled, in addition to any other rights 
and remedies, to recover or withhold the amount of the cost incurred by CONTRACTOR in 
providing such gratuities.  

17.7 Prohibition Against Personal Interest in Contracts:  No officer, employee, independent 
consultant, or elected official of OWNER who is involved in the development, evaluation, or 
decision-making process of the performance of any solicitation shall have a financial 
interest, direct or indirect, in the Contract resulting from that solicitation. Any violation of 
this provision, with the knowledge, expressed or implied, of CONTRACTOR shall render the 
Contract voidable by OWNER. 

17.8 OWNER’S Right to Audit: 

17.8.1 Records means all records generated by or on behalf of CONTRACTOR and each 
Subcontractor and Supplier of CONTRACTOR, whether paper, electronic, or other 
media, which are in any way related to performance of or compliance with this 
Contract, including, without limitation: 

.1 accounting records;  

.2 written policies and procedures;  

.3 subcontract files (including proposals of successful and unsuccessful Bidders, 
Bid recaps, etc.);  

.4 original estimates and estimating work sheets;  

.5 correspondence;  

.6 Change Order files (including documentation covering negotiated 
settlements);  

.7 back charge logs and supporting documentation;  

.8 general ledger entries detailing cash and trade discounts earned, insurance 
rebates and dividends; 

.9 lump sum agreements between CONTRACTOR and any Subcontractor or 
Supplier; 

.10 records necessary to evaluate: Contract compliance, Change Order pricing, 
and any Claim submitted by CONTRACTOR or any of its payees; and 

.11 any other CONTRACTOR record that may substantiate any charge related to 
this Contract. 

17.8.2 CONTRACTOR shall allow OWNER’S agent or its authorized representative to 
inspect, audit, and/or reproduce, or all three, all Records generated by or on 
behalf of CONTRACTOR and each Subcontractor and Supplier, upon OWNER’S 
written request.  Further, CONTRACTOR shall allow OWNER’S agent or authorized 
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representative to interview any of CONTRACTOR’S employees, all Subcontractors 
and all Suppliers, and all their respective employees.   

17.8.3 CONTRACTOR shall retain all its Records, and require all its Subcontractors and 
Suppliers to retain their respective Records, during this Contract and for three (3) 
years after final payment, until all audit and litigation matters that OWNER has 
brought to the attention of CONTRACTOR are resolved, or as otherwise required by 
law, whichever is longer.  OWNER’S right to inspect, audit, or reproduce Records, 
or interview employees of CONTRACTOR or its respective Subcontractors or 
Suppliers exists during this Contract, and for three (3) years after final payment, 
until all audit and litigation matters that OWNER has brought to CONTRACTOR’S 
attention are resolved, or as otherwise required by law, whichever is longer, and at 
no cost to OWNER, either from CONTRACTOR or any of its Subcontractors or 
Suppliers that may furnish Records or make employees available for interviewing. 

17.8.4 CONTRACTOR must provide sufficient and accessible facilities during its normal 
business hours for OWNER to inspect, audit, or reproduce Records, or all three, 
and to interview any person about the Records. 

17.8.5 CONTRACTOR shall insert these requirements in each written contract between 
CONTRACTOR and any Subcontractor or Supplier and require each Subcontractor 
and Supplier to comply with these provisions. 

17.9 Survival:  The terms and conditions of this Contract, which contemplate a period of time 
beyond completion or termination will survive such completion or termination and not be 
merged therein or otherwise terminated. 

17.10 No Waiver:  The waiver of any provision of this Contract will not be deemed to be a waiver 
of any other provision of this Contract.  No waiver of any provision of this Contract will be 
deemed to constitute a continuing waiver unless expressly provided in writing, nor will a 
waiver of any default be deemed a waiver of any subsequent defaults of the same type.  
The failure at any time to enforce this Contract, whether the default is known or not, shall 
not constitute a waiver or estoppel of the right to do so. 

17.11 Conditions Precedent to Right to Sue:  Notwithstanding anything herein to the contrary, 
the CONTRACTOR will have at least 90 days to give notice of a claim for damages as a 
condition precedent to the right to sue on the Contract, subject to the contractual claim and 
alternative dispute resolution processes set forth herein. 

17.12 Waiver of Trial by Jury:  OWNER and CONTRACTOR agree that they have knowingly 
waived the right to trial by jury and have instead agreed that, in the event of any litigation 
arising out of or connected to this Contract, to proceed with a trial before the court, unless 
both parties subsequently agree otherwise in writing.   

17.13 Contractor Evaluation: The Owner will review and evaluate the Contractor’s Work and 
performance on the Project and provide the Contractor with a written Contractor Evaluation Report 
in accordance with City of Austin Administrative Rule R161-13.37.  Rule R161-13.37 provides an 
appeal process.  

http://www.austintexas.gov/department/contract-management 

 

 

 

End 
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Bidding Requirements, Contract Forms and Conditions of the Contract 
SUPPLEMENTAL GENERAL CONDITIONS 

Section 00810 

The Supplemental General Conditions contained herein amend or supplement the General 
Conditions, Section 00700. 

The Project may have funding supplied by Texas Water Development Board (TWDB). If this is the 
case, the Owner and the contractor agree that the TWDB Supplemental Conditions (seen in Section 
TWDB-0552) apply to that work eligible for Texas Water Development Board assistance to be 
performed under this contract and these clauses supersede any conflicting provisions of this 
contract. 
 

ARTICLE 1 - DEFINITIONS 

Add the following definition: 

“1.20 Engineer/Architect (E/A): Add the following: 

 Name: Joseph W. Jenkins 

Firm: CH2M HILL Engineers, Inc. 

  Address: 12301 Research Boulevard, Building 4, Suite 250, Austin, Texas 78759” 

Add the following definition: 

"1.55 Commissioning Authority or Agent - A consultant retained by the OWNER charged with 
supporting E/A in monitoring the Work for conformance with the Contract Documents, and with 
assisting in the facility's start-up and testing as a member of the commissioning team." 

Add the following definition: 

"1.56 Allowance - Allowance is defined as "a not-to-be-exceeded amount”, either individually or in 
the aggregate, which is established between the Owner and the Contractor as part of its Bid 
Proposal when the precise scope of a particular line item(s) has not been defined to a level which is 
adequate for the Contractor to provide a definitive line item pricing for that particular scope of 
Work.  The use of any Allowances by the Contractor will be subject to the Owner’s sole approval 
and it is the Owner’s intent to minimize the use of Allowances to the fullest extent possible.  For 
any Allowances which the Owner allows the Contractor to use, the following rules shall apply: (i) 
Allowances shall cover the cost to the Contractor of the Cost of Work; 
(ii) Contractor’s overhead and profit associated with the stated Allowance shall be included in the 
Allowance; and (iii) upon completion of the portion of the Work subject to an Allowance, the 
Contract Amount for that portion of the Work will be adjusted based upon the approved 
actual cost of the Work, which will not exceed the approved aggregate amount of the Allowances.” 

Add the following definition: 

“1.57 “Mobilization Prompt Payment Program - The Owner’s Mobilization Prompt Payment 
Program, will allow bimonthly payments during “critical mobilization stages” as specified in the 
Contract Documents by the Prime Contractor.  The Mobilization Prompt Payment Program will only 
apply to projects with a construction cost of greater than $2,000,000.” 

 

ARTICLE 2 - PRELIMINARY MATTERS 
 
2.4 Before Starting Construction:  

Delete 2.4.2.6 and replace with the following (changes to the original text are identified by 
underlining): 
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“.6 a preliminary schedule of values for all of the Work, subdivided into component parts 
in sufficient detail to serve as the basis for progress payments during construction.  
At a minimum, the schedule of values shall be broken out by trade and split between 
materials and labor.  Prices will include an appropriate amount of overhead and profit 
applicable to each item of Work;” 

Add the following modification to the end of 2.4.2.1: 

.1 The Baseline Schedule and schedule submittals for Projects in the Mobilization 
Prompt Payment Program, must identify periods of “critical mobilization.”  The 
periods of critical mobilization will include the first two months of the Contract Time 
and additional periods identified by the Contractor and approved by Owner when 
peak Subcontractor mobilization will occur. 

 

ARTICLE 4 - AVAILABILITY OF LANDS; SUBSURFACE AND PHYSICAL 
CONDITIONS; REFERENCE POINTS 
4.1 Availability of Lands: Add the following: 

“CONTRACTOR shall contact OWNER’s Transportation Department to obtain a Temporary Use of 
Right-of-Way Permit prior to beginning construction on any sidewalk/driveway or occupying any 
parking area/meters within the public right-of-ways.” 

 

ARTICLE 5 - BONDS AND INSURANCE   
"5.3 Insurance: 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

5.3.1 CONTRACTOR Provided Insurance 

5.3.1.1 General Requirements. 

.1 CONTRACTOR shall carry insurance in the types and amounts indicated below 
for the duration of the Contract, which shall include items owned by OWNER 
in the care, custody and control of CONTRACTOR prior to and during 
construction and warranty period. 

.2 CONTRACTOR must complete and forward the Certificate of Insurance, 
Section 00650, to OWNER before the Contract is executed as verification of 
coverage required below.  CONTRACTOR shall not commence Work until the 
required insurance is obtained and until such insurance has been reviewed by 
OWNER.  Approval of insurance by OWNER shall not relieve or decrease the 
liability of CONTRACTOR hereunder and shall not be construed to be a 
limitation of liability on the part of CONTRACTOR.  CONTRACTOR must also 
complete and forward the Certificate of Insurance, Section 00650, to OWNER 
whenever a previously identified policy period has expired as verification of 
continuing coverage. 

.3 CONTRACTOR's insurance coverage is to be written by companies licensed to 
do business in the State of Texas at the time the policies are issued and shall 
be written by companies with A.M. Best ratings of B+VII or better, except for 
hazardous material insurance which shall be written by companies with A.M. 
Best ratings of A- or better. 

.4 All endorsements naming the OWNER as additional insured, waivers, and 
notices of cancellation endorsements as well as the Certificate of Insurance 
shall indicate: City of Austin, Capital Contracting Office, P.O. Box 1088, 
Austin, Texas  78767. 
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.5 The "other" insurance clause shall not apply to the OWNER where the OWNER 
is an additional insured shown on any policy.  It is intended that policies 
required in the Contract, covering both OWNER and CONTRACTOR, shall be 
considered primary coverage as applicable. 

.6 If insurance policies are not written for amounts specified below, 
CONTRACTOR shall carry Umbrella or Excess Liability Insurance for any 
differences in amounts specified.  If Excess Liability Insurance is provided, it 
shall follow the form of the primary coverage. 

.7 OWNER shall be entitled, upon request and without expense, to receive 
certified copies of policies and endorsements thereto and may make any 
reasonable requests for deletion or revision or modification of particular policy 
terms, conditions, limitations, or exclusions except where policy provisions 
are established by law or regulations binding upon either of the parties hereto 
or the underwriter on any such policies.   

.8 OWNER reserves the right to review the insurance requirements set forth 
during the effective period of this Contract and to make reasonable 
adjustments to insurance coverage, limits, and exclusions when deemed 
necessary and prudent by OWNER based upon changes in statutory law, court 
decisions, the claims history of the industry or financial condition of the 
insurance company as well as CONTRACTOR. 

.9 CONTRACTOR shall not cause any insurance to be canceled nor permit any 
insurance to lapse during the term of the Contract or as required in the 
Contract. 

.10 CONTRACTOR shall be responsible for premiums, deductibles and self-insured 
retentions, if any, stated in policies.  All deductibles or self-insured retentions 
shall be disclosed on the Certificate of Insurance. 

.11 CONTRACTOR shall provide OWNER thirty (30) days written notice of erosion 
of the aggregate limits below occurrence limits for all applicable coverages 
indicated within the Contract. 

.12 If OWNER owned property is being transported or stored off-site by 
CONTRACTOR, then the appropriate property policy will be endorsed for 
transit and storage in an amount sufficient to protect OWNER's property. 

.13 The insurance coverages required under this contract are required minimums 
and are not intended to limit the responsibility or liability of CONTRACTOR. 

5.3.1.2 Business Automobile Liability Insurance.  Provide coverage for all owned, non-owned 
and hired vehicles.  The policy shall contain the following endorsements in favor of 
OWNER: 

a) Waiver of Subrogation endorsement CA 0444; 

b) 30 day Notice of Cancellation endorsement CA 0244; and 

c) Additional Insured endorsement CA 2048. 

Provide coverage in the following types and amounts: 

.1 A minimum combined single limit of $500,000 per occurrence for bodily injury 
and property damage.  Alternate acceptable limits are $250,000 bodily injury 
per person, $500,000 bodily injury per occurrence and at least $100,000 
property damage liability each accident. 

5.3.1.3 Workers' Compensation And Employers' Liability Insurance.  Coverage shall be 
consistent with statutory benefits outlined in the Texas Workers' Compensation Act 
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(Section 401).  CONTRACTOR shall assure compliance with this Statute by submitting 
two (2) copies of a standard certificate of coverage (e.g. ACCORD form) to Owner's 
Representative for every person providing services on the Project as acceptable proof 
of coverage.  The Certificate of Insurance, Section 00650, must be presented as 
evidence of coverage for CONTRACTOR.  CONTRACTOR's policy shall apply to the 
State of Texas and include these endorsements in favor of OWNER: 

a) Waiver of Subrogation, form WC 420304; and 

b) 30 day Notice of Cancellation, form WC 420601. 

The minimum policy limits for Employers' Liability Insurance coverage shall be as 
follows: 

.1 $100,000 bodily injury per accident, $500,000 bodily injury by disease policy 
limit and $100,000 bodily injury by disease each employee. 

5.3.1.4 Commercial General Liability Insurance.  The Policy shall contain the following 
provisions: 

a) Contractual liability coverage for liability assumed under the Contract and all 
contracts relative to this Project. 

b) Completed Operations/Products Liability for the duration of the warranty 
period. 

c) Explosion, Collapse and Underground (X, C & U) coverage. 

d) Independent Contractors coverage (Contractors/ Subcontractors work). 

e) Aggregate limits of insurance per project, endorsement CG 2503. 

f) OWNER listed as an additional insured, endorsement CG 2010 and CG 2037 
or equivalent. 

g) 30 day notice of cancellation in favor of OWNER, endorsement CG 0205. 

h) Waiver of Transfer of Recovery Against Others in favor of OWNER, 
endorsement CG 2404. 

Provide coverages A&B with minimum limits as follows: 

.1 A combined bodily injury and property damage limit of $500,000 per 
occurrence. 

5.3.1.5 Builders' Risk Insurance. CONTRACTOR shall maintain Builders' Risk Insurance or 
Installation Insurance on an all risk physical loss form in the Contract Amount.  
Coverage shall continue until the Work is accepted by OWNER.  OWNER shall be a 
loss payee on the policy.  If off-site storage is permitted, coverage shall include 
transit and storage in an amount sufficient to protect property being transported or 
stored. 

5.3.1.7 Professional Liability Insurance.  For Work which requires professional engineering or 
professional survey services to meet the requirements of the Contract, including but 
not limited to excavation safety systems, traffic control plans, and construction 
surveying, the CONTRACTOR or Subcontractors, responsible for performing the 
professional services shall provide Professional Liability Insurance with a minimum 
limit of $500,000 per claim and in the aggregate to pay on behalf of the assured all 
sums which the assured shall become legally obligated to pay as damages by reason 
of any negligent act, error, or omission committed with respect to all professional 
services provided in due course of the Work of this Contract. 

5.4.2 Performance Bond. 
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“.2 If the Contract Amount exceeds $25,000 but is less than or equal to $100,000, 
CONTRACTOR shall furnish OWNER with a Performance Bond in the form set out in 
Section 00610, unless the original Contract Time is 60 Calendar Days/40 Working 
Days or less, in which case CONTRACTOR can agree to the following terms and 
conditions for payment in lieu of providing a Performance Bond:  no moneys will be 
paid to CONTRACTOR until completion and acceptance of the Work by OWNER; 
CONTRACTOR shall be entitled to receive <95%> of the Contract Amount following 
Final Completion, and the remaining <5%> of the Contract Amount following the one 
year warranty period. 

.3 If the Contract Amount is less than or equal to $25,000, CONTRACTOR will not be 
required to furnish a Performance Bond; provided that no moneys will be paid to 
CONTRACTOR until completion and acceptance of the Work by OWNER under the 
following terms and conditions: CONTRACTOR shall be entitled to receive <95%> of 
the Contract Amount following Final Completion, and the remaining <5%> of the 
Contract Amount following the one year warranty period.” 

   

ARTICLE 6 - CONTRACTOR'S RESPONSIBILITIES 
6.6   Permits, Fees:  Add the following: 

"OWNER will obtain and pay for the following permits, licenses and/or fees: 

.1 Site Development Permit. 

.2 Building Permit(s).  OWNER's responsibility for obtaining and paying for the Building 
Permit(s) shall be limited to the following where applicable: the required Electrical 
Service (Aid of Construction) Fee, Water and Wastewater Tap Fees, Water and 
Wastewater Capital Recovery Fees, and Septic Permit Fee.  The OWNER’s 
responsibility for obtaining and paying for the Building Permit(s) excludes securing 
and paying for the following where applicable:  Driveway Permit (Concrete) Fee, 
Electrical Permit, Mechanical Permit, Plumbing Permit, Water Engineering Inspection 
Fee, Temporary Use of Right-of Way Permit, the gas company’s Gas Yard Line 
Contribution Fee, and any other permits/fees not listed above. 

.3 Texas Department of Transportation permit for Work in State rights-of-way.” 

 6.7    Laws and Regulations: Add the following: 

“6.7.4 This Work is subject to the Texas Pollution Discharge Elimination System (TPDES) 
permitting requirements for the installation and maintenance of temporary and 
permanent erosion and sediment controls and storm water pollution prevention 
measures throughout the construction period. 

OWNER has prepared a Storm Water Pollution Prevention Plan (SWPPP).  Reference 
Section 01096 for this SWPPP.  

OWNER shall file the Owner's Notice of Intent to the Texas Commission on 
Environmental Quality (TCEQ).  OWNER shall pay the TPDES storm water application 
fee.  

CONTRACTOR’s responsibilities are as follows: 

.1 Obtain a signed certification statement from all Subcontractors 
responsible for implementing the erosion / sedimentation controls and 
other best management practices that are part of the SWPPP.  This 
statement shall indicate that the Subcontractor understands the permit 
requirements.  The certified statement forms shall be attached to and 
become part of the SWPPP. 
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 .2 Fill out the TCEQ’s “Construction Site Notice” form, which is 
Attachment 2 to the TPDES General Permit TXR150000 (form available 
from OWNER or on the Internet at 
http://www.tceq.state.tx.us/assets/public/permitting/waterquality/attach
ments/stormwater/txr152d2.pdf and post it near the main entrance of 
the Work, or at multiple postings if the Work is linear. Mail a copy of 
the completed Construction Site Notice form to the local Municipal 
Separate Storm Sewer Systems (MS4) representative: 

TPDES Program Coordinator 
City of Austin – WPD – ERM 
P.O. Box 1088 
Austin, TX  78767 

.3 Maintain all erosion/sedimentation controls and other protective 
measures identified in the SWPPP in effective operating condition. 

.4 Perform inspections every five (5) working days and after every ½ 
inch rainfall event, noting the following observations on an inspection 
form provided by OWNER: 

• Locations of discharges of sediment or other pollutants from the 
site. 

• Locations of storm water / erosion / sedimentation controls that 
are in need of maintenance. 

• Locations of storm water / erosion / sedimentation controls that 
are not performing, failing to operate, or are inadequate. 

• Locations where additional storm water / erosion / sedimentation 
controls are needed. 

.5 Maintain at Work site at all times a copy of the SWPPP (with all 
updates, as described below) and inspection reports. 

.6 Update the SWPPP as necessary to comply with TPDES permitting 
requirements, which includes noting changes in erosion / 
sedimentation controls and other best management practices that are 
part of the SWPPP and which may be necessary due to the results of 
inspection reports.  Any SWPPP revisions or updates must be signed 
and certified by a Certified Professional in Erosion and Sedimentation 
Control (CPESC) or a Registered Professional Engineer.  If the SWPPP 
includes engineering calculations, then SWPPP must be sealed and 
signed by a Registered Professional Engineer. 

.7  Upon completion of the Work, provide TPDES records to OWNER." 

6.11   Safety and Protection: Add the following to paragraph 6.11.3:  

“6.11.3  At the minimum, the safety representative will be certified in personal 
protective equipment, hazard communication, demolition and blasting, 
trench/excavation, hand and power tools, welding/cutting, 
cranes/derricks/hoists/conveyors/, scaffolding, confined space, CPR and first 
aid.” 

 

ARTICLE 11 - CHANGE OF CONTRACT AMOUNT 
11.4 Determination of Value of Work: Add the following to paragraph 11.4.1.2: 

http://www.tceq.state.tx.us/assets/public/permitting/waterquality/attachments/stormwater/txr152d2.pdf
http://www.tceq.state.tx.us/assets/public/permitting/waterquality/attachments/stormwater/txr152d2.pdf
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"11.4.1.2 In the case of a Change Order determined by a mutually agreed lump sum or 
unit price properly itemized and supported by sufficient substantiating data, 
including documentation by subcontractors performing the work, to permit 
evaluation, the following method may be used: 

 COMPONENT ONE - The R.S. Means Co., Inc. 'Building Construction Cost Data' 
- latest edition - will be used as a basis for evaluating:  

 1a - the cost of labor (base rate, including fringe benefits),  

 1b - the cost of material and equipment to be incorporated in the Work, and  

 1c - the cost of tools, equipment and facilities necessary to accomplish the 
Work described in the change.   

 

 COMPONENT TWO - The costs of payroll taxes and insurance, Liability and 
Builder's Risk Insurance, shall be calculated as follows: 

 2a - Payroll taxes and Workers' Compensation Insurance  25% of payroll 
(Item 1a) 

 2b - Liability and Builder's Risk Insurance 2% of "total costs" (Items 1a, 1b, 
1c, and 2a) 

      

 COMPONENT THREE - Overhead and profit shall be calculated as follows:  

3a - For Subcontractors and for those portions of the Work performed by 
CONTRACTOR'S own forces:  

15% of the first $10,000.00 of costs and 10% of the balance over 
$10,000.00.   

("costs" = Items 1a, 1b, and 1c, above, broken down into Contractor and 
Subcontractor costs). 

3b - For the CONTRACTOR for that portion of the Work performed by 
Subcontractors: 

10% of the first $10,000.00 of the Subcontractor costs and 7.5% of the 
balance over $10,000.00. 

("costs" = Items 1a, 1b, and 1c, above, broken down into Subcontractor 
costs) 

 

 COMPONENT FOUR - Bonds 

Performance and Payment Bond according to the following table ("TOTAL 
COST" = Items 1a, 1b, 1c, 2a, 2b, 3a and 3b,): 

 

     % OF TOTAL COST 
DOLLAR VALUE    OF CHANGE ORDER ADDED 
OF CONTRACT    FOR BOND EXPENSE   

 100,000 or  less    2.5  
100,001 thru 500,000   1.5  
500,001 thru 2,500,000   1.0  
2,500,001 thru 5,000,000   0.75  
5,000,001 thru 7,500,000   0.70 
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OVER 7,500,000     0.65 

 

• The total costs for the change, whether additive or deductive, shall be the 
sum total of COMPONENTS ONE - FOUR. 

 

ARTICLE 13 - TESTS AND INSPECTIONS; CORRECTION, REMOVAL OR 
ACCEPTANCE OF DEFECTIVE WORK 
13.7 Warranty Period: Add the following: 

"13.7.5 OWNER will utilize a "Warranty Item Form" (attached at the end of this 
Section) for the purpose of providing Written Notice of warranty defects to 
CONTRACTOR.  CONTRACTOR shall date, sign, complete and return the form 
to OWNER when the defect is corrected, including such information on or 
attached to the form to describe the nature of the repairs or corrections that 
were made.  If the defect cannot be corrected in seven (7) Calendar Days, 
CONTRACTOR shall provide a written explanation to the Owner's 
Representative describing the repairs needed and the time required to 
complete the repairs." 

 

ARTICLE 14 - PAYMENTS TO CONTRACTOR AND COMPLETION 

14.1 Application for Progress Payment:  Delete 14.1.1 and replace with the following (changes   
to the original text are identified by underling): 

 

“14.1.1 No more often than once a month, unless authorized as part of the 
Mobilization Prompt Payment Program, CONTRACTOR shall submit to Owner's 
Representative for review a completed and executed Application for Payment, in a form 
acceptable to OWNER, covering the Work completed as of the date of the Application and 
not previously paid and accompanied by such supporting documentation as required by the 
Contract Documents. 

 

Add the following .1:  

.1 - Mobilization Prompt Payment Program.  During critical mobilization periods, as 
identified by the CONTRACTOR and as approved by OWNER in accordance with 00700 
2.4.2.1 of this Contract, CONTRACTOR shall submit bi-monthly Applications for Payment.  
The additional Pay Applications will include any costs accrued during the periods of critical 
mobilization. The Program will allow the CONTRACTOR and Subcontractors to invoice for 
costs as they are accrued during periods of critical mobilization. The CONTRACTOR shall 
submit bimonthly invoices to the OWNER for such costs.  The CONTRACTOR shall pay 
Subcontractors for costs within 10 days of receipt of payment from OWNER.  

 

14.7 Substantial Completion:   

Reference 14.7.1, and add the following two provisions: 

“14.7.1.1 For water and wastewater lines construction, Substantial Completion means 
that the Work, including all testing and disinfection, has been completed and 
accepted and the line(s) placed into service.  A certificate of Substantial 
Completion will not be issued.  Work that remains after Substantial 
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Completion could include the final pavement of roadways, adjustment of 
structures to final grade and revegetation.  Owner’s Representative will issue 
a notice specifying what portion of the Work is partially completed for the 
purpose of payment and what Work remains to be done on the portion being 
accepted as Substantially Complete.  This subsection 14.7.1.1 changes the 
00700 General Conditions definition of Substantial Completion.” 

“14.7.1.2 For roadway construction and/or reconstruction, Substantial Completion 
means that the Work, including the final surface course, all permanent traffic 
control devices (pavement markings, signs, etc.), substantial clean-up, and 
punchlist items have been completed, accepted, and placed into service, and, 
any traffic signal or street lighting conduit that has been installed, lowered or 
relocated must be inspected for usability by, and must have received written 
approval from, the City’s traffic signal section and/or street lighting section, 
as well as having been completed, accepted, and placed into service. A 
certificate of Substantial Completion will not be issued.  Work that remains 
after Substantial Completion could include final clean up.  Owner’s 
Representative will issue a notice specifying what portion of the Work is 
partially completed for the purpose of payment and what Work remains to be 
done on the portion being accepted as Substantially Complete.  This 
subsection 14.7.1.2 changes the 00700 General Conditions definition of 
Substantial Completion.” 

14.8 Partial Utilization: Delete 14.8.1 and replace with the following (changes to the original 
text are identified by underlining): 

“.1 OWNER at any time may request CONTRACTOR to permit OWNER to use any such 
part of the Work which OWNER believes to be ready for its intended use and 
substantially complete.  If CONTRACTOR agrees that such part of the Work is 
substantially complete, CONTRACTOR will certify to Owner’s Representative that such 
part of the Work is substantially complete and request Owner’s Representative to 
issue a notice specifying what portion of the Work is substantially complete for the 
purpose of payment and what Work remains to be done on the portion being 
accepted.  CONTRACTOR at any time may notify Owner’s Representative that 
CONTRACTOR considers any such part of the Work ready for its intended use and 
substantially complete and request Owner’s Representative to issue a notice 
specifying what portion of the Work is partially completed for the purpose of 
payment and what Work remains to be done on the portion being accepted.  The 
provisions of paragraphs 14.7.1 and 14.7.2 will apply with respect to the notice 
specifying what portion of the Work is partially completed for the purpose of 
payment and what Work remains to be done on the portion being accepted.” 

14.10 Final Application for Payment:  Add the following paragraph(s) to 14.10: 

".10 TPDES records in accordance with 6.7.4." 

14.11 Final Payment and Acceptance:   

Add the following to paragraph 14.11.1: 

“If the sole remaining, unfinished item of the Work is revegetation or other 
permanent erosion control, including, if applicable, tree mitigation, (collectively, the 
“revegetation”), the CONTRACTOR may execute a zero-cost “Revegetation Change 
Order” for such Work and post fiscal security acceptable to Owner to ensure 
completion of the revegetation. 

The fiscal security will be a bond, letter of credit, or cash escrow in a form 
promulgated by OWNER and posted with OWNER’s Watershed Protection 
Department. 
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Upon receipt of the executed Revegetation Change Order and fiscal security, the 
Owner’s Representative will issue a conditional letter of final acceptance to the 
CONTRACTOR for the Work, excluding the revegetation, which establishes the Final 
Completion Date for that Work and initiates the one year warranty period. 

This revegetation must be accomplished within 120 Calendar Days of the date of 
Final Completion of the balance of the Work or such other stipulated time for 
completion directed in the Change Order.  When the revegetation has been 
established, OWNER will inspect for final acceptance of that portion of the Work and, 
as applicable, initiate the one year warranty period for that Work. 

If the revegetation is not completed within the 120 Calendar Days or such other time 
set forth in the Change Order, the OWNER, at its option, may complete the Work 
using the posted fiscal security.” 
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WARRANTY ITEM NO. _____  (PROJECT NAME) 
 

The General Conditions of the Contract require that Warranty Defects be corrected within 
7 days after written notice is received. 
 

TO:                 
    contractor name address / telephone / fax / email 

ATTENTION OF:              
 

FROM:                 
   project manager name / address / telephone / fax / email 

PROJECT:              
   name / location / CIP ID number  

END OF ONE YEAR WARRANTY:           
       

SUBJECT:             
[    ] If checked, the damage requires immediate attention.  The Contractor has been called. 
[    ] If checked, the Consultant has been asked to consult with the Contractor on the problem. 

PLEASE CORRECT OR REPAIR THE FOLLOWING ITEM(S): 
 

 

 

DATE OF REQUEST     SIGNATURE         
           Project Manager 

xc:  
[    ]          Phone No.    

[    ]            Phone No.    

[    ]           Phone No.    

[    ]            Phone No.    

RESPONSE FROM CONTRACTOR:    DATE CORRECTION WAS MADE:_____________ 
 
The Contractor must endeavor to correct the defect within 7 calendar days after written notice is given.  If the 
defect cannot be corrected in that time, Contractor shall provide a written explanation to the Owner's 
Representative describing the repairs needed and the time required to complete the repairs. 
 
Description of corrections made:  

  

  

DATE OF REPLY     SIGNATURE      

When the repair is complete, the contractor should return a copy to each of the following: 

[    ]          Phone No.    

[    ]            Phone No.    

[    ]           Phone No.    

[    ]            Phone No.    

END 
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Forms and Guidance: 
 
The Texas Water Development Board (TWDB) forms and guidance documents noted in this 
instruction document may be accessed through the TWDB’s Financial Assistance web site at: 
http://www.twdb.texas.gov/financial/instructions/index.asp 
 
Search by either the document number or name. 
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I. INSTRUCTIONS TO APPLICANT 
 

1. Applicability 

These Supplemental Conditions contain provisions that are worded to comply with certain 
statutes and regulations which specifically relate to projects receiving state funds only.  
These supplemental conditions apply to projects funded by the following financial 
assistance programs: 

 
(a) the Texas Water Development Fund (DFund),  
(b) State Participation (SP),  
(c) Rural Water Assistance Fund (RWAF),  
(d) Economically Distressed Areas Program (EDAP), and  
(e) State Water Implementation Fund for Texas (SWIFT).    

 
Provisions that are applicable to the project's funding source or dollar value of the contract 
are so noted within these provisions.   

 

2. Use	of	Conditions	

The language and conditions listed under Section II: Instructions to Bidders, are to be 
included in the instructions to bidders for construction services.   The provisions listed 
under Section III: Construction Contract Supplemental Conditions shall be included in 
their entirety with the other general and special conditions that are typically included in the 
construction contract documents by the design engineer.   

 

3. Modifications	to	Provisions	

These provisions shall be included as a stand-alone section in the contract documents.  The 
Applicant and the consulting engineer (Engineer) should carefully study these provisions 
before incorporating them into the construction contract documents.  In particular, Water 
Districts and other types of districts should be aware of statutes relating to their creation 
and operation which may affect the application of these conditions.  The TWDB Project 
Engineer/Reviewer should be consulted if the Applicant thinks there is a need to modify 
parts of these provisions. 

 
Supplemental Condition #13 (Archeological Discoveries and Cultural Resources) and #14 
(Endangered Species) may be superseded or modified by project specific conditions 
established during the environmental review process. 
 
These documents may confer certain duties and responsibilities on the Engineer that are 
beyond, or short of, what the Applicant intends to delegate.  The Applicant should ensure 
that the contractual agreement with the Engineer provides for the appropriate services.  
Otherwise the Applicant should revise the wording in these special conditions to agree with 
actually delegated functions. 
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4. Good	Business	Practices	

There are other contract provisions that the Applicant (Owner) and Engineer should include 
as a matter of good business practices.  It is recommended that provisions addressing the 
following matters be included in the construction contract. 

(a) Specifying the time frame for accomplishing the construction of the project, and the 
consequences of not completing on time, including liquidation damages. 

(b) Specifying the type, dollar value, and documentation of insurance the contractor is to 
carry.  At a minimum the contractor should carry worker’s compensation, liability and 
builder's risk insurance. 

(c) Identifying the responsibility of the contractor – Responsibility and Warranty of Work.  
(d) Price reduction for defective pricing of negotiated costs. 
(e) Differing site conditions - notice and claims regarding site conditions differing from 

indicated conditions. 
(f) Covenants against contingent fees - prohibit contingent fees for securing business. 
(g) Gratuities - prohibitions against offering and accepting gratuities. 
(h) Audit and access to records. 
(i) Suspension of work - conditions under which the Owner may suspend work. 
(j) Termination - conditions under which the Owner may terminate the contract. 
(k) Remedies - procedures for resolving disputes. 

 

5. Other	Requirements	

There may be other local government requirements and applicable Federal and State 
statutes and regulations that are not accommodated by these conditions.  It is the 
Applicant's responsibility to ensure that the project and all contract provisions are 
consistent with the relevant statutes and regulations. 

 

6. Advertisements	for	Bids	

State procurement statutes require advertising a contract for bids for at least two (2) 
consecutive weeks.  By not following this requirement, the project may need to be re-
advertised.  The official advertisement for bids that is published in newspapers shall 
include certain information such as, but not limited to, the following: 

(a) A clear description of what is being procured. 
(b) How to obtain plans and specifications (P&S) and necessary forms and information. 
(c) The date and time by which bids are to be submitted (deadline). 
(d) The address where bids are to be provided. 
(e) This contract is contingent upon release of funds from the Texas Water Development 

Board (TWDB). 
(f) This contract is subject to the U.S. Iron and Steel and Manufactured Goods 

requirements of Texas Water Code §17.183 (only applicable to projects funded by 
EDAP and/or DFund). 

(g) Acknowledgement of any special requirements such as mandatory pre-bid conference. 
(h) Right to reject any and all bids. 
(i) General bond requirements. 
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7. Bid	Proposal	

The Bid Proposal form should account for the following: 

(a) If lump sum bid, include a list of the materials used and associated costs. 
(b) Distinguish eligible and ineligible items. 
(c) Accommodate trench safety requirements with separate per unit pay item for trench 

excavation safety protection, Health and Safety Code Chapter 756, Subchapter C. 
(d) Include space for the Contractor to acknowledge receipt of each Addendum issued 

during the bidding process. 

 

8. Bidding	Process	

The Plans and Specifications (P&S) should include an explanation of how the bids will be 
processed.  The explanation should include the following components: 

(a) Whether a pre-bid conference will be held, whether it is optional or mandatory, where 
and when it will be held. 

(b) Specify the criteria and process for determining responsiveness and responsibility of the 
bidder. 

(c) Specify the method of determining the successful bidder and award (e.g., award to the 
lowest responsive, responsible bidder, accounting for any multiple parts to bids) and 
accounting for non-resident bidder reciprocity requirements.  

(d) Allow for withdrawal of a bid due to a material mistake. 
(e) Identify the time frame that the bids may be held by the Applicant before awarding a 

contract (e.g., typically for 60 or 90 days). 
(f) Acknowledge right of the Applicant to reject any and all bids. 

 

9. Release	of	Funds	

(a) Submittal of Bid Documents to TWDB Project Engineer/Reviewer to allow contingent 
award of contract: 
 

(1) Advertisement and affidavit of advertisement. 
(2) Bid tabulation. 
(3) All addenda submitted and approved for the contract. 
(4) Bid proposal of apparent low bidder (or chosen bidder, with explanation) with 

bid bond. 
(5) Site certificate (ED-101). 
(6) Consulting engineer’s recommendation to award letter. 
(7) A description of any bidding irregularities. 
(8) Construction inspection proposal. 
(9) Vendor Compliance with Reciprocity of Non-Resident Bidders Form 

(TWDB-0459). 
(10) Bidder’s Certifications Form (WRD-255). 
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(b) Following contingent award of the contract, TWDB Project Engineer/Reviewer should 
receive either a digital or bound copy of the executed contract documents (including 
specifications).  This document should include: 
 

(1) Executed agreement. 
(2) Contractor’s act of assurance (ED-103). 
(3) Contractor’s act of assurance resolution (ED-104). 
(4) Payment and Performance bond (must be executed on or after the date of 

execution of the contract). 
(5) Contractor’s Certificate of Insurance. 
(6) Sufficiency of funds letter (if the project is not 100% funded with TWDB 

funds). 
 
After reviewing and approving the executed bid documents, the TWDB will issue an 
authorization for the Applicant to issue a notice to proceed.  At this time, TWDB staff 
can begin releasing construction funds, in accordance with program specific 
requirements. 
 
For any questions or proposed modifications to these conditions, please contact your 
TWDB Project Engineer/Reviewer. 
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II. INSTRUCTIONS	TO	BIDDERS 
 
The language and conditions listed in this section shall be included in the “Instructions to 
Bidders” section of the construction contract document. 

 

1. Contingent Award of Contract 

This contract is contingent upon release of funds from the Texas Water Development 
Board.  Any contract or contracts awarded under this Invitation for Bids is/are expected to 
be funded in part by a loan or grant from the Texas Water Development Board.  Neither the 
state of Texas, nor any of its departments, agencies, or employees are or will be a party to 
this Invitation for Bids or any resulting contract. 

 

2. U.S. Iron and Steel and Manufactured Goods (only applicable for projects 
funded by EDAP and/or DFund) 

Any contract(s) awarded under this Invitation for Bids is/are subject to the U.S. Iron and 
Steel and Manufactured Goods requirements (Texas Water Code §17.183).  Refer to 
Guidance TWDB-1105 – “Requirements for U.S. Iron and Steel and Manufactured 
Goods”. 

 

3. Bid Guarantee 

Each bidder shall furnish a bid guarantee equivalent to five percent of the bid price (Water 
Code §17.183). If a bid bond is provided, the Contractor shall utilize a surety company 
which is authorized to do business in Texas in accordance with Surety Bonds and Related 
Instruments, Chapter 3503 of the Insurance Code. 
 

4. Award of Contract to Nonresident Bidder 

A governmental entity may not award a governmental contract to a nonresident bidder 
unless the nonresident underbids the lowest bid submitted by a responsible resident bidder 
by an amount that is not less than the amount by which a resident bidder would be required 
to underbid the nonresident bidder to obtain a comparable contract in the state in which the 
nonresident's principal place of business is located.  A non-resident bidder is a Contractor 
whose corporate offices or principal place of business is outside of the state of Texas 
(Source: Texas Government Code, Chapter 2252, Subchapter A, Nonresident Bidders, 
§2252.002).   

 
The bidder will complete form TWDB-0459, Vendor Compliance with Reciprocity on 
Non-Resident Bidders, which must be submitted with the bid. 
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III. SUPPLEMENTAL	CONTRACT	CONDITIONS	
 

1. Supersession 

The Owner and the Contractor agree that the TWDB Supplemental Conditions apply to the 
work eligible for Texas Water Development Board assistance to be performed under this 
contract and these clauses supersede any conflicting provisions of this contract. 

 

2. Privity of Contract 

Funding for this project is expected to be provided in part by a loan or grant from the Texas 
Water Development Board. Neither the state of Texas, nor any of its departments, agencies 
or employees is, or will be, a party to this contract or any lower tier contract.  This contract 
is subject to applicable provisions in 31 TAC Chapter 363 in effect on the date of the 
assistance award for this project. 

 

3. Definitions 

(a) The term “Owner” means the local entity contracting for the construction services. 
(b) The term "TWDB" means the Executive Administrator of the Texas Water 

Development Board, or other person who may be at the time acting in the capacity or 
authorized to perform the functions of such Executive Administrator, or the authorized 
representative thereof. 

(c) The term “Engineer” means the Owner’s authorized consulting engineer for the project. 
 

4. Laws to be Observed 

In the execution of the contract, the Contractor must comply with all applicable local, state 
and federal laws, including but not limited to laws concerned with labor, safety, minimum 
wages, and the environment.  The Contractor shall be familiar with and at all times shall 
observe and comply with all federal, state, and local laws, ordinances and regulations 
which in any manner affect the conduct of the work, and shall indemnify and save harmless 
the Owner, Texas Water Development Board, and their representatives against any claim 
arising from violation of any such law, ordinance or regulation by the Contractor, their 
Subcontractor or their employees. 

 

5. Review by Owner and TWDB 

(a) The Owner, authorized representatives and agents of the Owner, and the TWDB shall, 
at all times have access to and be permitted to observe and review all work, materials, 
equipment, payrolls, personnel records, employment conditions, material invoices, and 
other relevant data and records pertaining to this contract, provided, however that all 
instructions and approval with respect to the work will be given to the Contractor only 
by the Owner through authorized representatives or agents. 
 

(b) Any such inspection or review by the TWDB shall not subject the state of Texas, or its 
representatives, to any action for damages. 
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6. Performance and Payment Bonds 

Each Contractor awarded a construction contract must furnish performance and payment 
bonds: 
 
(a) the performance bond shall include without limitation guarantees that work done under 

the contract will be completed and performed according to approved plans and 
specifications and in accordance with sound construction principles and practices; 

 
(b) the performance and payment bonds shall be in a penal sum of not less than 100 percent 

of the contract price and remain in effect for one year beyond the date of approval by 
the Engineer of the political subdivision; and 

 
(c) the Contractor shall utilize a surety company that is authorized to do business in Texas 

in accordance with Surety Bonds and Related Instruments, Chapter 3503 of the 
Insurance Code. 

 

7. Payments Schedule and Cost Breakdown 

(a) The Contractor shall submit for approval immediately after execution of the 
Agreement, a carefully prepared Progress Schedule, showing the proposed dates of 
starting and completing each of the various sections of the work, the anticipated 
monthly payments to become due to the Contractor, and the accumulated percent of 
progress each month. 
 

(b) The following paragraph applies only to contracts awarded on a lump sum contract 
price: 
 

COST BREAKDOWN - The Contractor shall submit to the Owner a detailed breakdown of 
the estimated cost of all work to be accomplished under the contract, so arranged and 
itemized as to meet the approval of the Owner or funding agencies.  This breakdown shall 
be submitted promptly after execution of the agreement and before any payment is made to 
the Contractor for the work performed under the contract.  After approval by the Owner the 
unit prices established in the breakdown shall be used in estimating the amount of partial 
payments to be made to the Contractor. 

 

8. Workers’ Compensation Insurance Coverage (as applicable, consistent with 
Texas Labor Code § 406.096) 

(a) The Contractor shall certify in writing that they provide workers' compensation 
insurance coverage for each employee of the Contractor employed on the public 
project. 

(b) Each Subcontractor on the public project shall provide such a certificate relating to 
coverage of the Subcontractor's employees to the general Contractor, who shall provide 
the Subcontractor's certificate to the governmental entity. 

(c) A Contractor who has a contract that requires workers' compensation insurance 
coverage may provide the coverage through a group plan or other method satisfactory 
to the governing body of the governmental entity. 

(d) The employment of a maintenance employee by an employer who is not engaging in 
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building or construction as the employer's primary business does not constitute 
engaging in building or construction. 

(e) In this section: 
(1) "Building or construction" includes: 

i. erecting or preparing to erect a structure, including a building, 
bridge, roadway, public utility facility, or related appurtenance; 

ii. remodeling, extending, repairing, or demolishing a structure; or 
iii. otherwise improving  real  property  or  an  appurtenance to  real  

property  through similar activities. 
(2) "Governmental entity" means this state or a political subdivision of this state. 

The term includes a municipality. 

 

9. U.S. Iron and Steel and Manufactured Goods (only applicable for projects 
funded by EDAP and/or DFund) 

In the execution of the contract, the Contractor shall be familiar with and at all times shall 
observe and comply with all applicable federal, state, and local laws, ordinances and 
regulations concerned with the use of iron and steel and manufactured goods made in the 
United States which in any manner affect the conduct of the work, and shall indemnify and 
save harmless the Texas Water Development Board against any claim arising from 
violation of any such law, ordinance or regulation by the Contractor or by their 
Subcontractor or their employees 
 
Consistent with Texas Water Code Section 17.183, iron and steel products and 
manufactured goods used in the project shall be produced in the United States, unless: 

(a) such products or goods are not: 
(1) available in sufficient quantities; 
(2) readily available; or 
(3) of a satisfactory quality; or 

(b) the use of such products or goods will increase the total cost of the project by more than 
20 percent. 

 

10. Prevailing Wage Rates 

This contract is subject to Government Code Chapter 2258 concerning payment of 
Prevailing Wage Rates.   The Owner will determine what the general prevailing rates are in 
accordance with the statute.  The applicable provisions include, but are not limited to the 
following: 

 
§2258.021. Right to be Paid Prevailing Wage Rates 

(a) A worker employed on a public work by or on behalf of the state or a political 
subdivision of the state shall be paid: 

(1) not less than the general prevailing rate of per diem wages for work of a 
similar character in the locality in which the work is performed; and 

(2) not less than the general prevailing rate of per diem wages for legal holiday 
and overtime work. 

 
(b) Subsection (a) does not apply to maintenance work. 
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(c) A worker is employed on a public work for the purposes of this section if the worker is 
employed by a Contractor or Subcontractor in the execution of a contract for the public 
work with the state, a political subdivision of the state, or any officer or public body of 
the state or a political subdivision of the state. 

 
§2258.023. Prevailing Wage Rates to be Paid by Contractor and Subcontractor; 
Penalty 

(a) The Contractor who is awarded a contract by a public body or a Subcontractor of the 
Contractor shall pay not less than the rates determined under Section 2258.022 to a 
worker employed by it in the execution of the contract. 
 

(b) A Contractor or Subcontractor who violates this section shall pay to the state or a 
political subdivision of the state on whose behalf the contract is made, $60 for each 
worker employed for each calendar day or part of the day that the worker is paid less 
than the wage rates stipulated in the contract.  A public body awarding a contract shall 
specify this penalty in the contract. 

 
(c) A Contractor or Subcontractor does not violate this section if a public body awarding a 

contract does not determine the prevailing wage rates and specify the rates in the 
contract as provided by Section 2258.022. 

 
(d) The public body shall use any money collected under this section to offset the costs 

incurred in the administration of this chapter. 
 

(e) A municipality is entitled to collect a penalty under this section only if the municipality 
has a population of more than 10,000. 

 
§2258. 024. Records 

(a) A Contractor and Subcontractor shall keep a record showing: 
(1) the name and occupation of each worker employed by the Contractor or 

Subcontractor in the construction of the public work; and 
(2) the actual per diem wages paid to each worker. 

 

(b) The record shall be open at all reasonable hours to inspection by the officers and agents 
of the public body. 

 
§2258. 025. Payment Greater Than Prevailing Rate Not Prohibited 

This chapter does not prohibit the payment to a worker employed on a public work an 
amount greater than the general prevailing rate of per diem wages. 

 

11. Employment of Local Labor (only applicable to projects funded by EDAP) 

The Contractor shall, to the maximum feasible extent, employ local labor for construction 
of the project.  The Contractor and every Subcontractor undertaking to do work on the 
project which is, or reasonably may be done as on-site work, shall employ qualified 
persons who regularly reside within the political subdivision boundary of the Owner and 
the economically distressed area where the project is located (Texas Water Code, Section 
17.183). 
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12. Payments 

(a) Progress Payments: 
(1) The Contractor shall prepare their requisition for progress payment as of the 

last day of the month and submit it, with the required number of copies, to the 
Engineer for review.  Except as provided in paragraph (3) of this subsection, 
the amount of the payment due the Contractor shall be determined by adding 
to the total value of work completed to date, the value of materials properly 
stored on the site and deducting: (1) five percent (5%) minimum of the total 
amount, as a retainage and (2) the amount of all previous payments.  The total 
value of work completed to date shall be based on the actual or estimated 
quantities of work completed and on the unit prices contained in the 
agreement (or cost breakdown approved pursuant to section 7b relating to 
lump sum bids) and adjusted by approved change orders.  The value of 
materials properly stored on the site shall be based upon the estimated 
quantities of such materials and the invoice prices.  Copies of all invoices 
shall be available for inspection by the Engineer. 

 
(2) The Contractor shall be responsible for the care and protection of all materials 

and work upon which payments have been made until final acceptance of such 
work and materials by the Owner.  Such payments shall not constitute a 
waiver of the right of the Owner to require the fulfillment of all terms of the 
Contract and the delivery of all improvements embraced in this contract 
complete and satisfactory to the Owner in all details. 

 
(3) This clause applies to contracts when the Owner is a District or Authority.  

The retainage shall be ten percent of the amount otherwise due until at least 
fifty percent of the work has been completed. After the project is fifty percent 
completed, and if the District or Authority’s Board finds that satisfactory 
progress is being made, then the District may authorize any of the remaining 
progress payments to be made in full.  The District is not obligated to pay 
interest earned on the first 50% of work completed (Texas Water Code Sec. 
49.276(d)). 

 
(4) The five percent (5%) retainage of the progress payments due to the 

Contractor may not be reduced until the building of the project is substantially 
complete and a reduction in the retainage has been authorized by the TWDB. 

 
(b) Withholding Payments.  The Owner  may withhold from any payment otherwise due 

the Contractor so much as may be necessary to protect the Owner and if so elects may 
also withhold any amounts due from the Contractor to any Subcontractors or material 
dealers, for work performed or material furnished by them.  The foregoing provisions 
shall be construed solely for the benefit of the Owner and will not require the Owner to 
determine or adjust any claims or disputes between the Contractor and their 
Subcontractors or Material dealers, or to withhold any monies for their protection 
unless the Owner elects to do so. The failure or refusal of the Owner to withhold any 
monies from the Contractor shall in no way impair the obligations of any surety or 
sureties under any bond or bonds furnished under this contract. 

 
(c) Payments Subject to Submission of Certificates.  Each payment to the Contractor by the 
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Owner shall be made subject to submission by the Contractor of all written 
certifications required of the Contractor, their Subcontractors and other general and 
special conditions elsewhere in this contract. 

 
(d) Final Payment. 

(1) Upon satisfactory completion of the work performed under this contract, as a 
condition before final payment under this contract or as a termination 
settlement under this contract the Contractor shall execute and deliver to the 
Owner a release of all claims against the Owner arising under, or by virtue of, 
this contract, except claims which are specifically exempted by the Contractor 
to be set forth therein.  Unless otherwise provided in this contract, by state law 
or otherwise expressly agreed to by the parties to this contract, final payment 
under this contract or settlement upon termination of this contract shall not 
constitute a waiver of the Owner' s claims against the Contractor or their 
sureties under this contract or applicable performance and payment bonds. 

 
(2) After final inspection and acceptance by the Owner of all work under the 

Contract, the Contractor shall prepare their requisition for final payment 
which shall be based upon the carefully measured or computed quantity of 
each item of work at the applicable unit prices stipulated in the Agreement or 
cost breakdown (if lump sum), as adjusted by approved change orders.  The 
total amount of the final payment due to the Contractor under this contract 
shall be the amount computed as described above less all previous payments. 

 
(3) The retainage and its interest earnings, if any, shall not be paid to the 

Contractor until the TWDB has authorized a reduction in, or release of, 
retainage on the contract work. 

 
(4) Withholding of any amount due to the Owner, under general and/or special 

conditions regarding "Liquidated Damages" shall be deducted from the final 
payment due the Contractor. 

 

13. Archaeological Discoveries and Cultural Resources 

No activity which may affect properties listed or properties eligible for listing in the 
National Register of Historic Places or eligible for designation as a State Archeological 
Landmark is authorized until the Owner has complied with the provisions of the National 
Historic Preservation Act and the Antiquities Code of Texas.  The Owner has previously 
coordinated with the appropriate agencies and impacts to known cultural or archeological 
deposits have been avoided or mitigated.  However, the Contractor may encounter 
unanticipated cultural or archeological deposits during construction. 

 
If archeological sites or historic structures which may qualify for designation as a State 
Archeological Landmark according to the criteria in 13 TAC Chapter 26,  or that may be 
eligible for listing on the National Register of Historic Places in accordance with 36 CFR 
Part 800, are discovered after construction operations are begun, the Contractor shall 
immediately cease operations in that particular area and notify the Owner, the TWDB, and 
the Texas Historical  Commission, 1511 N. Colorado St. , P. O. Box 12276, Capitol 
Station, Austin, Texas 78711-2276.  The Contractor shall take reasonable steps to protect 
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and preserve the discoveries until they have been inspected by the Owner's representative 
and the TWDB.  The Owner will promptly coordinate with the State Historic Preservation 
Officer and any other appropriate agencies to obtain any necessary approvals or permits to 
enable the work to continue.  The Contractor shall not resume work in the area of the 
discovery until authorized to do so by the Owner. 

 

14. Endangered Species 

No activity is authorized that is likely to jeopardize the continued existence of a threatened 
or endangered species as listed or proposed for listing under the Federal Endangered 
Species Act (ESA), and/or the State of Texas Parks and Wildlife Code on Endangered 
Species, or to destroy or adversely modify the habitat of such species. 

 
If a threatened or endangered species is encountered during construction, the Contractor 
shall immediately cease work in the area of the encounter and notify the Owner, who will 
immediately implement actions in accordance with the ESA and applicable State statutes. 
These actions shall include reporting the encounter to the TWDB, the U.S. Fish and 
Wildlife Service, and the Texas Parks and Wildlife Department, obtaining any necessary 
approvals or permits to enable the work to continue, or implement other mitigation actions.  
The Contractor shall not resume construction in the area of the encounter until authorized 
to do so by the Owner. 

 

15. Hazardous Materials 

Materials utilized in the project shall be free of any hazardous materials, except as may be 
specifically provided for in the specifications. 
 
If the Contractor encounters existing material on sites owned or controlled by the Owner or 
in material sources that are suspected by visual observation or smell to contain hazardous 
materials, the Contractor shall immediately notify the Engineer and the Owner.  The Owner 
will be responsible for the testing and removal or disposal of hazardous materials on sites 
owned or controlled by the Owner.  The Owner may suspend the work, wholly or in part 
during the testing, removal or disposal of hazardous materials on sites owned or controlled 
by the Owner. 

 

16. Changes 

*Provisions identified with an asterisk below are consistent with Local Government Code 
271.060.  Counties and Municipalities may modify the identified provisions, when applicable, 
to conform to Local Government Code 252.048 (Counties) or 252.048 (Municipalities). 

(a) The Owner may at any time,  without notice to any surety, by written order designated 
or indicated to be a change order, make changes in the work within the general scope of 
the contract, including but not limited to changes: 

(1) In the specifications (including drawings and designs); 
(2) In the time, method or manner of performance of the work; 
(3) To decrease or increase the quantity of work to be performed or materials, 

equipment or supplies to be furnished; 
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(b) *The total price of a contract may not be increased by a change order unless provision 

has been made for the payment of the added cost by the appropriation of current funds 
or bond funds for that purpose, by the authorization of the issuance of certificates, or by 
a combination of those procedures. 
 

(c) *A contract with an original contract price of $1 million or more may not be increased 
by more than 25 percent.  If a change order for a contract, with an original contract 
price of less than $1 million, increases the contract amount to $1 million or more, 
subsequent change orders may not increase the revised contract amount by more than 
25 percent. 
 

(d) *A governing body may grant authority to an official or employee responsible for 
purchasing or for administering a contract to approve a change order that involves an 
increase or decrease of $50,000 or less. 
 

(e) Changes that involve an increase in price will be supported by documentation of the 
cost components.  For projects funded through the EDAP program, or with grant 
proceeds, TWDB staff may request this information to be provided in a format 
equivalent to the Cost and Pricing Information form (No. WRD-277). 
 

(f) Any change orders involving a change in the project requiring a relocation of project 
components, sizing, or process may require additional environmental approval.  A map 
and description of the proposed changes should be sent to the TWDB Environmental 
Reviewer for coordination and approval as soon as possible to avoid any delay. 

 

17. Operation and Maintenance Manuals and Training 

(a) The Contractor shall obtain installation, operation, and maintenance manuals from 
manufacturers and suppliers for equipment furnished under the contract.  The 
Contractor shall submit three copies of each complete manual to the Engineer within 90 
days after approval of shop drawings, product data, and samples, and not later than the 
date of shipment of each item of equipment to the project site or storage location. 
 

(b) The Owner shall require the Engineer to promptly review each manual submitted, 
noting necessary corrections and revisions.  If the Engineer rejects the manual, the 
Contractor shall correct and resubmit the manual until it is acceptable to the Engineer 
as being in conformance with the design concept of the project and for compliance with 
information given in the contract documents.  Owner may assess Contractor a charge 
for reviews of same items in excess of three (3) times.  Such procedure shall not be 
considered cause for delay. 
 

(c) Acceptance of manuals by Engineer does not relieve Contractor of any requirements of 
terms of Contract. 
 

(d) The Contractor shall provide the services of trained, qualified technicians to check final 
equipment installation, to assist as required in placing same in operation, and to instruct 
operating personnel in the proper manner of performing routine operation and 
maintenance of the equipment. 
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(e) Operations and maintenance manuals specified hereinafter are in addition to any 

operation, maintenance, or installation instructions required by the Contractor to install, 
test, and start-up the equipment. 
 

(f) Each manual is to be bound in a folder and labeled to identify the contents and project 
to which it applies.  The manual shall contain the following applicable items: 

(1) A listing of the manufacturer's identification, including order number, model, 
serial number, and location of parts and service centers. 

(2) A list of recommended stock of parts, including part number and quantity.  
(3) Complete replacement parts list. 
(4) Performance data and rating tables. 
(5) Specific instructions for installation, operation, adjustment, and maintenance.  
(6) Exploded view drawings for major equipment items. 
(7) Lubrication requirements. 
(8) Complete equipment wiring diagrams and control schematics with terminal 

identification. 
 

18. As-built Dimensions and Drawings 

(a) Contractor shall make appropriate daily measurements of facilities constructed and 
keep accurate records of location (horizontal and vertical) of all facilities. 

 
(b) Upon completion of each facility, the Contractor shall furnish the Owner with one set 

of direct prints, marked with red pencil, to show as-built dimensions and locations of all 
work constructed.  As a minimum, the final drawings shall include the following: 

(1) Horizontal and vertical locations of work. 
(2) Changes in equipment and dimensions due to substitutions. 
(3) "Nameplate" data on all installed equipment. 
(4) Deletions, additions, and changes to scope of work.  
(5) Any other changes made. 

 

19. Close-Out Procedures 

To close-out the contract and release final retainage, the following steps must be 
completed: 

 
(a) TWDB Staff must conduct a construction contract final inspection (CCFI). 

 
(b) The following submittals must be received, reviewed, and accepted by TWDB: 

(1) The final change order, adjustment of quantities, or a statement that all change 
orders have previously been submitted and there will be no more change 
orders; 

(2) The final pay request from the Contractor; 
(3) An affidavit by the Contractor that all bills have been paid; 
(4) Certification by the consulting Engineer that the work has been completed and 

was constructed in accordance with the approved plans and specifications and 
sound engineering principles and construction practices; 

(5) Acceptance of the project by the Owner in the form of  a written resolution or 
other formal action; 
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(6) Notification of the beginning date of the warranty period for the contract; and  
(7) Confirmation that the Owner has received as-built drawings from the 

Contractor. 
 

(c) TWDB will issue a Certificate of Approval allowing the release of retainage. 
 

IV. FORMS	AND	GUIDANCE	LIST	

The following documents, mentioned throughout this guidance are available on the TWDB website 
at: http://www.twdb.texas.gov/financial/instructions/index.asp  
 
Forms: 

The following forms must be included in the bid documents: 
 TWDB-0459, Vendor Compliance with Reciprocity of Non-Resident Bidders. 
 Site Certificate (ED-101) 
 Contractor' s Act of Assurance (ED-103) 
 Contractor' s Act of Assurance Resolution (ED-104)  
 Bidder’s Certifications Form (WRD-255) 

 
Guidance Document: 

 Requirements for U.S. Iron and Steel and Manufactured Goods (TWDB-1105) 



 TWDB-0459 

 Revised 9/28/2013 
 

 

VENDOR COMPLIANCE WITH RECIPROCITY ON NON-

RESIDENT BIDDERS (TWDB-0459) 

Government Code 2252.002 provides that, in order to be awarded a contract as low bidder, a non-

resident bidder must bid projects for construction, improvements, supplies or services in Texas at 

an amount lower than the lowest Texas resident bidder by the same amount that a Texas resident 

bidder would be required to underbid a non-resident bidder in order to obtain a comparable contract 

in the state in which the non-resident’s principal place of business is located.  A non-resident bidder 

is a contractor whose corporate offices or principal place of business is outside of the state of 

Texas. This requirement does not apply to a contract involving Federal funds.  The appropriate 

blanks in Section A must be filled out by all out-of-state or non-resident bidders in order for your 

bid to meet specifications.  The failure of out-of-state or non-resident contractors to do so will 

automatically disqualify that bidder.  Resident bidders must check the blank in Section B.  

A. Non-resident vendors in ________________________(give state), our principal place of 

business, are required to be __________ percent lower than resident bidders by state law.  

A copy of the statute is attached. 

Non-resident vendors in ________________________(give state), our principal place of 

business, are not required to underbid resident bidders. 

B. Our principal place of business or corporate offices are in the State of Texas: ________ . 

BIDDER: 

Company 

City    State    Zip 

By:  (please print) 

Signature 

Title:  (please print) 

THIS FORM MUST BE RETURNED WITH THE BID 
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STATE OF TEXAS    § 

      § 

COUNTY OF          § 

 

SITE CERTIFICATE 

 
 Before me, the undersigned notary, on this day personally appeared      , a person whose identify is 

known to me or who has presented to me a satisfactory proof of identity.  After I administered an oath, this person 

swore to the following: 

 

(1) My name is      .  I am over 18 years of age and I am of sound mind, and capable of swearing to the 

facts contained in this Site Certificate.  The facts stated in this certificate are within my personal 

knowledge and are true and correct. 

 

(2) I am an authorized representative of      , an entity that has filed an application for financial 

assistance with the Texas Water Development Board for a (water) (wastewater) project. 

 

LEGAL CERTIFICATION – OWNERSHIP INTEREST 

 
 This is to certify that       

(Legal Name of Applicant, i.e., City, District, etc.) 

has acquired or is in the process of acquiring the necessary real property interest, as evidenced by 

fee simple purchase or fully executed earnest money contracts, firm option agreements to 

purchase the subject property or the initiation of eminent domain procedures, that such 

acquisition will guarantee access and egress and such interest will contain the necessary 

easements, rights of way or unrestricted use as is required for the project being financed by the 

Texas Water Development Board.  The legal description is referenced below: 
     . 
 

(Location, and Description of Property Interests acquired for Project) 
 

 Any deeds or other instruments required to be recorded to protect the title(s) held by  

      

  
(Legal Name of Applicant) 

have been recorded or filed for the record in the County deed records or other required location.  
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LEGAL CERTIFICATION – LEASE/CONTRACT 

 

In the alternative, I certify that       
(Legal Name of Applicant, i.e., City, District, etc.) 

 

has executed a written lease or other contractual agreement to use the property needed for this 

(water) (wastewater) project that extends through      , the life of the Texas Water 

Development Board loan or grant that will be used to finance this project, either in whole or in 

part. A copy of this lease or agreement is attached hereto. 

 

 

LEGAL CERTIFICATION – PROPERTY EASEMENT 

 

In the alternative, I certify that       
 (Legal Name of Applicant, i.e., City, District, etc.) 

has executed an express easement to use the property needed for this (water) (wastewater) 

project that extends through      , the life of the Texas Water Development Board loan or grant 

that will be used to finance this project, either in whole or in part. A copy of the express 

easement agreement is attached hereto. 

 

 

EXECUTED this       day of      , 20      . 

 

       
      (Signature) 

 

 

            
      (Print Name) 
 

            
      (Title) 

 

 

Sworn to and subscribed before me by       on      , 20     . 

 

 

 

      __________________________________________ 

      Notary Public in and for the State of Texas  

  [SEAL] 
      My Commission expires:         
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CONTRACTOR'S ACT OF ASSURANCE 
 
STATE OF TEXAS    § 
      § 
COUNTY OF________________________ § 
 
 
 BEFORE ME ___________           , a Notary Public duly commissioned and qualified  
 
in and for the County of                                    in the State of Texas came and appeared  
 
                                    ____         , as represented by             ___                             , the  
 
corporations                           _________               , who declares he/she is authorized to  
 
represent                        __                                   pursuant to provisions of a resolution  
 
adopted by said corporation on the           day of             ___________         , 20            
 
(a duly certified copy of such resolution is attached to and is hereby made a part of this  
 
document). 
 
                                      ____       , as the representative of           ___                            ,  
 
declares that                                                     assures the Texas Water Development  
 
Board that it will construct                                 project at                            , Texas,  
 
in accordance with sound construction practice, all laws of the State of Texas, and the rules  
 
of the Texas Water Development Board. 
 
 

GIVEN UNDER MY HAND and seal of office this                  day of               ,  
 

20        A.D. 
 
 
 
 

Printed Name 
 

My Commission expires 



  ED-104 
  3/11/2013 

CONTRACTOR'S RESOLUTION ON AUTHORIZED 
REPRESENTATIVE 

 
 

_____________________________________________________________________________ 
Name or Names 

 
 

I hereby certify that it was RESOLVED by a quorum of the directors of the 
  

                                                                                                               , meeting on the 
Name of Corporation 

_____day of ___________________ 20_____, that ________________________________,   

______________________________________, ________________________________, and   

___________________________,  be, and hereby is/are authorized to act on behalf of 

                                                                                         , as its representative in all business 
name of corporation 

 
transactions conducted in the State of Texas, and;  
 
 

That all above resolution was unanimously ratified by the Board of Directors at said  
 
 
meeting and that the resolution has not been rescinded or amended and is now in full forces  
 
 
and effect; and;  
 
 

In authentication of the adoption of this resolution, I subscribe my name and  
 
 
affix the seal of the corporation this                  day of                       , 20    . 
 

_________________________ 
         Secretary 

 
  (seal) 
 



  WRD-255 
  01/2010 
 

BIDDER’S CERTIFICATIONS 
 

Project Name: 
 
Project Number: 
 
Contract For: 
 
The following certifications must be completed by the bidder for each contract. 
 
A. EQUAL EMPLOYMENT OPPORTUNITY: 
 

(  ) I have developed and have on file at my each establishment affirmative action programs pursuant to 
41 CFR Part 60-2. 
 
(  ) I have participated in previous contract(s) or subcontract(s) subject to the equal opportunity clause 
under Executive Orders 11246 and 11375.  I have filed all reports due under the requirements 
contained in 41 CFR 60-1.7. 
 
(  ) I have not participated in previous contracts(s) subject to the equal opportunity clause under 
Executive Orders 11246 and 11375. 
 
(  ) I will obtain a similar certification from any proposed subcontractor(s), when appropriate. 
 

B. NONSEGREGATED FACILITIES 
 

(  ) I certify that I do not and will not maintain any facilities provided for my employees in a 
segregated manner, or permit my employees to perform their services at any location under my control 
where segregated facilities are maintained; and that I will obtain a similar certification prior to the 
award of any federally assisted subcontract exceeding $10,000 which is not exempt from the equal 
opportunity clause as required by 41 CFR 60-1.8. 
 

I understand that a false statement on this certification may be grounds for rejection of this bid proposal or 
termination of the contract award. 
 
 
 
Typed Name & Title of Bidder’s Authorized Representative 
 
 
Signature of Bidder’s Authorized Representative Date 
 
 
 
 
Name & Address of Bidder 
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U.S. Iron and Steel 
and Manufactured Goods Requirements 

OFFICE: Water Supply & Infrastructure 
NUMBER: TWDB-1105 
EFFECTIVE DATE: September 1, 2013 
REVIEW DATE: June 5, 2014 

 

INTRODUCTION: Effective September 1, 2013, Texas Water Code §17.183, requires that a political subdivision 
include a provision in its construction contracts that iron and steel products and manufactured 
goods used be produced in the United States when receiving financial assistance from the 
Texas Water Development Board (TWDB) through any of the following accounts or funds: 

• the Texas Water Development Fund II Water Financial Assistance Account;  
• the Economically Distressed Areas Program Account;  
• the Water Infrastructure Fund; or  
• the Rural Water Assistance Fund. 

This provision requires that iron and steel products and manufactured goods used in the 
construction contract be produced in the United States, unless: 

• the products or goods are not available in sufficient quantities, are not readily available, 
or are not of a satisfactory quality; or 

• the use of the products or goods will increase the total cost of the project by more than 
20 percent. 

DEFINITIONS: Component means any article, material, or supply, whether a manufactured good or raw 
material, that is directly incorporated into a manufactured good. 

Manufactured good means an item produced as the result of a manufacturing process. 

Manufacturing process means the application of a process to alter the form or function of 
materials or elements of a product in a manner that adds value and transforms the materials or 
elements so that a new end product is produced that is functionally different from the product 
that would result from simple assembly of the materials or elements. 

Produced in the United States means: 

• in the case of iron and steel products, products for which all manufacturing processes, 
from initial melting through application of coatings, take place in the United States, 
except metallurgical processes that involved the refinement of steel additives; and 

• in the case of a manufactured good, a good for which: 
- all of the manufacturing process that produced the manufactured good takes place 

in the United States; and 
- more than 60 percent of the components of the manufactured good, by cost, 

originate in the United States. 

If a component originates in the Unites States, the entire cost of that component contributes to 
the determination of the percentage of the components of the manufactured good that originate 
in the United States. 
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CRITERIA: This provision applies to funding of applications received after September 1, 2013 for projects 
which have not previously received TWDB construction funding. 

PROCEDURE: The following procedure shall be utilized for implementation of U.S. Iron and Steel and 
Manufactured Goods as required by Texas Water Code §17.183 

1. The commitment resolution shall include a condition that the Applicant will abide by 
all applicable construction contract requirements related to the use of iron and steel 
products and manufactured goods produced in the United States, as required by Texas 
Water Code § 17.183. 

2. The TWDB supplemental conditions to the contract shall include the use of iron and 
steel products and manufactured goods produced in the United States as follows: 

In the execution of the Contract, the Contractor must comply with all applicable Local, State 
and Federal laws, including but not limited to laws concerned with labor, safety, minimum 
wages, the environment, and use of iron and steel and manufactured goods made in the United 
States.  The Contractor shall make himself familiar with and at all times shall observe and 
comply with all Federal, State, and Local laws, ordinances and regulations which in any 
manner affect the conduct of the work, and shall indemnify and save harmless the Texas Water 
Development Board against any claim arising from violation of any such law, ordinance or 
regulation by himself or by his subcontractor or his employees. 
 

3. Applicants shall include a reference to the U.S. Iron and Steel and Manufactured 
Goods provisions on the General Notes Plan Sheet(s).  

4. The TWDB will not approve a construction contract funded through the above-listed 
programs without the required language included in the contract documents and 
notation on the Plans  In addition, it is the responsibility of each Applicant to enforce 
the provisions of its construction contracts to ensure compliance with this requirement. 

5. The TWDB will rely upon the Applicant’s certification without directing the Applicant 
on how to achieve the requirements. 

6. Should the TWDB in the course of its routine business have cause to suspect that the 
Applicant may not be in compliance with its contractual provisions, the TWDB will 
communicate with the Applicant.  The TWDB will rely upon the Applicant to address 
any issue as appropriate. 

7. TWDB will communicate with the Applicant should any issues arise that may affect 
eligibility for reimbursement of expenses or certification of the project upon 
completion. 

8. The TWDB will require the Applicant to provide a certification, after the completion 
of the construction contract and prior to the issuance of a Certificate of Approval by 
the TWDB that states the project was completed in compliance with the U.S. Iron and 
Steel and Manufactured Goods provisions. 

9. This requirement shall be applied in a manner consistent with this State’s obligations 
under any international agreement. 
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Bidding Requirements, Contract Forms & Conditions of the Contract 
Security Requirements Section 00819 

 

PART 1 – GENERAL 
 
1.1 SECURITY POLICY 

Paramount to the Austin Water Utility are 1) the production and delivery of an adequate supply of safe 
drinking water to all customers, 2) uninterrupted collection of wastewater, without spills, and 3) and 
adequate processing of wastewater to safely return to the environment . The Utility shall provide high 
quality physical security at all its facilities and shall initiate, implement, enforce, and update as needed, 
specific rules and procedures to protect property, personnel, facilities, and material against unauthorized 
entry, trespass, damage, sabotage, or other acts that might threaten the security of these facilities, the 
quality of the drinking water, or the quality of treated wastewater. 

 
1.2 RELATED  DOCUMENTS 

The most current version of the Austin Water Utility’s “Facility Security Procedures for Contractors, Section 
01070” shall be considered a part of this Specification Section. 

 
1.3 SECURITY PROCEDURE 

The CONTRACTOR shall become familiar with this Specification Section and the most current version of the 
Austin Water Utility’s “Facility Security Procedure for Contractors, Section 01070”, and shall assure that all 
SUBCONTRACTORS do likewise. The CONTRACTOR and each SUBCONTRACTOR shall sign an affidavit 
attesting to the fact that they have read, understood, and will abide by this procedure. The CONTRACTOR’s 
signed affidavit shall be delivered to the Utility no later than the Pre-construction Conference and before any 
access is allowed to the work site. 

 
1.4 SUBMITTALS 

The CONTRACTOR shall submit a “Contractor’s Acknowledgement” form (Appendix A of “Facility Security 
Procedure for Contractors, Section 01070”) signed by the Contractor’s Project Manager and Site Superintendent 
no later than the Pre-Construction Conference. This submittal shall be an original document, with original 
signatures. Copies or facsimiles will not be accepted. 

 
The CONTRACTOR shall submit a “Contractor’s Acknowledgement” form (Appendix A of “Facility Security 
Procedure for Contractors, Section 01070”) signed by each Subcontractor’s Project Manager and Site Supervisor no 
later than two weeks prior to the date the Subcontractor wishes to enter the secured area. Each submittal shall be 
an original document, with original signatures. Copies or facsimiles will not be accepted. 

 
The CONTRACTOR shall submit an “Application for Authorization to Enter Secured Austin Water Utility 
Facilities” form (Appendix B of “Facility Security Procedure for Contractors, Section 01070”) for every 
Contractor’s and Subcontractors’ employee that will need to enter the secured area. Each application shall be 
accompanied by a complete “Background Security Check” (including fingerprint card), performed by a 
governmental law enforcement agency, as described in the “Facility Security Procedure for Contractors, Section 
01070”. These submittals shall each be an original document, with original signatures. Copies or facsimiles will 
not be accepted. Security background checks are to be submitted to the COA Sponsor for review. 

 
The CONTRACTOR shall submit a sample of their company’s Security Identification Badge, sized and formatted 
as described in the “Facility Security Procedure for Contractors, Section 01070”. 
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PART 2 – PRODUCTS 
 

AS PART OF CONTRACT MOBILIZATION COSTS, THE CONTRACTOR SHALL INCLUDE A 
$1,000 ALLOWANCE FOR PROCUREMENT OF THE PERMANENT BADGE DECALS OR ID 
BADGE BLANKS.  These items shall be ordered by, and delivered directly to the UTILITY from vendors already 
designated by the UTILITY to provide these specialty items. The Allowance shall be reduced or increased by 
Change Order to match the exact cost of procurement. 

 
 
PART  3 – EXECUTION 

 
3.1 SITE  SECURITY 

The CONTRACTOR shall be responsible for maintaining absolute site security and for following all provisions of 
the UTILITY’s “Facility Security Procedures for Contractors, Section 01070” in good faith. Failure to follow any 
of the provisions of this procedure shall be considered a breach of this CONTRACT. 

 
3.1.1 FENCES AND GATES 

All existing fences and gates shall be maintained secure. If existing fences or gates must be moved or 
removed, equally secure temporary fencing shall be erected to maintain site security before any removal is 
initiated. If there is no existing fencing, temporary fencing and gates, as identified in another section of 
these specifications, shall be erected before any other work is performed. Gates shall be maintained closed 
and locked at all times. If necessary for convenient access, a guard, fluent in speaking and reading English, 
may be stationed at the gate to open and close it. In addition, the guard shall notify the Contractor’s Site 
Superintendent of the arrival of all deliveries and shall examine the Identification Badges of all personnel 
seeking to enter the site, to assure that only persons with proper Security Identification Badges are allowed 
to enter. 

 
3.1.2 BUILDINGS 

All existing buildings shall be maintained secure. If access to an existing building is controlled by an 
existing security system, the CONTRACTOR, all SUBCONTRACTORS, and their respective employees 
shall follow the procedures for access as described in the “Facility Security Procedures for Contractors, 
Section 01070” 

 
 
3.2 PERSONNEL 

Personnel access to the construction site shall be limited to those identified in the “Facility Security Procedures for 
Contractors, Section 01070”, and access will be controlled by the use of Security Identification Badges. The 
CONTRACTOR shall be responsible for assuring that all personnel allowed to enter the work site have proper 
Security Identification Badges. A proper Security Identification Badge is a picture badge, as described in Section 
01070, either issued by the CONTRACTOR or SUBCONTRACTOR with the proper Utility-applied authorization 
decal, or a badge issued by the UTILITY. The CONTRACTOR shall deny access to any person lacking a proper 
Security Identification Badge. Any person discovered on the work site without a proper identification badge will be 
escorted off the site and may be subject to arrest by law enforcement authorities. 

 
3.2.1 ACCESS  AUTHORIZATION 

The CONTRACTOR shall provide an original “Application for Authorization to Enter Secured Austin Water 
Utility Facilities” (including Background Security Check and fingerprint card) for each person who will be 
working on the site at least five (5) working days prior to the date that person is scheduled to begin work on 
the site. The UTILITY shall determine whether or not to grant each person access to the work site based  
upon the results of the Background Security Check. Random audits shall be performed by the UTILITY on 
the results of the Background Security Checks. 
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The original “Application for Authorization to Enter Secured Austin Water Utility Facilities” shall be kept  
on file by the Utility’s Facility Manager or Project Manager. A copy of this document will be returned to the 
CONTRACTOR with an indication of the approval or denial of access for the named employee. The 
Background Security Check and fingerprint card shall be returned to the CONTRACTOR also, but must be 
kept available for audit until one year following Final Completion. 

 
3.2.2 IDENTIFICATION  BADGES 

The CONTRACTOR shall provide Security Identification Badges for each of their employees and their 
SUBCONTRACTORS’ employees. The badges shall be picture badges conforming to all the requirements 
of the “Facility Security Procedure for Contractors, Section 01070”. The badge must be worn by all persons 
at all times while present on the work site, and must be worn above the waist and be clearly visible from the 
front. Following a satisfactory review of each person’s Background Security Check, and presentation of a 
government-issued picture identification, the UTILITY will apply a permanent access authorization decal to 
the badge. 

 
 

---  End of Section 00819  --- 



Bidding Requirements, Contract Forms and Conditions of the Contract 
WAGE RATES AND PAYROLL REPORTING 

Section 00830 
 
I. Payment 

 
A.  Classification Definitions, Building and Heavy and Highway 

 
Definitions for Building Construction and Heavy and Highway classifications 
shall conform to the current “Dictionary of Occupational Titles” as published 
by the U.S. Department of Labor. 

 

B.  Minimum Wages 
 

Workers on Project shall be paid not less than wage rates, including fringe 
benefits, as published by the Department of Labor (DOL) or the $13.03 
minimum wage required by City of Austin Ordinance No. 20160324-015, 
whichever is higher. The Total Minimum Wage required can be met using any 
combination of cash and non-cash qualified fringe benefits provided the cash 
component meets or exceeds the $13.03 minimum wage required. 
 
Such wage rates shall be used throughout the Contract. If a classification is to 
be used, which is not listed in the attached wage rates, CONTRACTOR shall 
submit to OWNER rates and classification proposed for use, for approval, prior 
to performance of the Work. 

  
All laborers and mechanics working upon the Work for this Project shall be 
paid unconditionally and without subsequent deduction or rebate on any 
account (except such payroll deductions as are permitted by regulations 
issued by Secretary of Labor under the Copeland Act, Title 29 CFR, Part 3) full 
wages accrued and when due, computed at rates not less than wage rates 
bound herein pertaining to type of Work being performed. When Work is of 
such a nature that both Building and Heavy and Highway wage scales are 
incorporated into contract, CONTRACTOR shall pay wage rates to mechanics 
or laborers performing Work in more than one classification at the rate 
indicated for each classification for time actually worked as determined by 
area practice applicable to type (Site Construction Crafts or Building 
Construction Crafts) of Work being performed without regards to skill. 
Salaried specialists (project superintendent and administrative personnel 
only) in the permanent employment of CONTRACTOR do not fall under any 
Wage Classification. A supervisor/foreman who is not exempt under 29CFR 
Part 541 and who spends more than a substantial amount of time (20 
percent) in a given workweek as a laborer or mechanic must be paid the 
applicable Wage Rate for the classification of work performed for all hours 
engaged in such work as a laborer or mechanic.          
 
Wage rates shall be posted by CONTRACTOR at site(s) of Work in prominent, 
easily accessible places where they can be seen by all workers. The following 
shall also be posted by the CONTRACTOR: City of Austin wage contact posters 
(English and Spanish), City of Austin Equal Employment Opportunity posters 
(English and Spanish), Workers’ Compensation Notice (English and Spanish), 
Texas Payday Law (English and Spanish), City Rest Break Ordinance (English 
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and Spanish), City of Austin Non-Discrimination Statement (related to Title VI 
of the Civil Rights Act), and Federal Notices, as appropriate. 

 

C.  Overtime Requirements 
 

No CONTRACTOR, Subcontractor, or Sub-subcontractor contracting for any 
part of contract Work which may require or involve the employment of 
laborers or mechanics shall require or permit any laborer or mechanic in any 
workweek in which he is employed on such Work, to work in excess of forty 
hours in such workweek unless such laborer or mechanic receives 
compensation at a rate not less than one and one-half times their basic rate 
of pay for all hours in excess of forty hours in such workweek. 
 
Overtime wages must be calculated using the Adjusted Wage Rate specified in 
the Wage Rate Determination or the actual basic rate of pay, whichever is 
higher.  
 

 
II. Apprentices 

 
Locally & Federally Funded Projects 

 
The terms journeyman and apprentice apply to both union and independent workers, 
and are not intended to imply that these positions are union workers only. 
 

 

Apprentices and Trainees will be permitted to work as such only when they are 
registered, individually, under a bonafide Apprenticeship or Trainee program 
registered with the Bureau of Apprenticeship and Training, United States Department 
of Labor. The allowable ratio of Apprentices or Trainees to journeymen in any craft 
classification shall not be greater than the ratio permitted to CONTRACTOR as stated 
in the registered apprenticeship program standards. Any employee listed on a payroll 
at an Apprentice or Trainee wage rate, who is not registered as above, shall be paid 
the wage rate provided in Contract for Work employee actually performed. 
CONTRACTOR, Subcontractor, or Sub-subcontractor shall furnish to OWNER written 
evidence of registration of his program for Apprentices and Trainees as well as of the 
appropriate ratios and wage rates, for the area of construction prior to using any 
Apprentices or Trainees on this Contract. 
 

III. Withholding of Payments 
 
OWNER may withhold or cause to be withheld from CONTRACTOR as much of the 
accrued payments as necessary to pay laborers and mechanics employed by 
CONTRACTOR, Subcontractors, or Sub-subcontractors the amount of wages required 
to comply with the Contract. In the event of nonpayment of wages to laborers or 
mechanics working on the site of the Work of this Contract, OWNER may, after 
Written Notice to CONTRACTOR, take such action as may be necessary to cause 
suspension of any further payments or advance of funds to CONTRACTOR until such 
violations have ceased and until restitution has been made. Payments may also be 
withheld if CONTRACTOR fails to maintain weekly payroll reports or fails to provide 
copies in a timely manner upon request of Owner. 

 
IV. Payrolls 

 
A. CONTRACTOR shall keep records showing: 
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1. the name, address and occupation of each worker employed by the 

CONTRACTOR or subcontractor(s) in the construction of the public 
work. 

 
2.  the actual per diem wages paid to each worker. 

 
3.  Employee Certification. CONTRACTOR, all levels of Subcontractors shall 

identify in writing, the classification agreed to by all laborers and 
mechanics employed by them in the execution of the Contract, and 
pay not less than rates specified in the attached Wage Rate 
Determination(s). Contractor shall prepare a completed form for the 
signature of Employee and a witness shall sign the form in the 
presence of Employee. If work performed by worker is different than 
the trade classification agreed upon, the worker shall be paid for that 
work no less than the minimum prevailing wage for that specified 
trade. 

 
4. Payroll Deduction Authorization Form. CONTRACTOR, Subcontractor, 

and Subsubcontractor shall prepare for employee signature a payroll 
deduction authorization form to identify all payroll deductions 
excluding those required by statute, such as federal income taxes, 
medicare and social security. 

 
B. The record shall be open at all reasonable hours to inspection by the officers 

and agents of the Owner as requested. CONTRACTOR will be responsible to 
provide copies of records as requested by the Owner within two (2) working 
days. Payrolls relating to this Work shall be maintained during term of 
Contract and preserved for a period of three (3) years thereafter by 
CONTRACTOR for all laborers and mechanics working on the Work. 

 
C. A Statement of Compliance, a letter signed and dated by party responsible for 

supervising the payment of persons employed by CONTRACTOR or 
subcontractor shall accompany payrolls required by Owner. The Statement of 
Compliance letter shall identify but is not limited to: 

 
1.  name of signatory party and title, 
2. name of project, payroll period and 
3. name of CONTRACTOR or Subcontractor. 

 
The signed letter attests that the payroll complies with 29CFR issued by the 
Secretary of Labor. 

 
D. Federal Funding 

In the event that federal funding is used: 

1.  Contractor and all levels of Subcontractors shall submit weekly 
certified payroll reports and signed wage compliance statements to the 
Owner’s designated office no later than seven (7) calendar days after 
the scheduled payday. 
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2.  Contractors and all levels of Subcontractors shall pay all “mechanics 
and laborers” not less often than once per week, for work performed 
the previous week. 

 
 3.   Submit to the Owner’s designated office Standard Form 1413, 

Statement and Acknowledgement, from each subcontractor prior to 
the subcontractor performing work on the project.  

 
V. Noncompliance 

 
According to Chapter 2258 Texas Government Code Title 10A, a CONTRACTOR or 
subcontractor(s) who violates this section shall pay to the political subdivision on 
whose behalf the contract is made, $60 for each worker employed for each calendar 
day or part of the day that the worker is paid less than the wage rates stipulated in 
the contract. A public body shall use any money collected under this section to offset 
the costs incurred in the administration of this chapter. 
 
Confirmed Disciplinary action taken by CONTRACTOR against employees who provide 
information during an interview or investigation by the Owner on wages received, 
may result in suspension or debarment from consideration of award of City contracts. 

 
VI. Area Practice 

 
A. Heavy and Highway Construction Rates shall be used on this Project, unless 

the Project consists primarily of Building Construction and Building 
Construction Rates are to be used.  

 
1. Building Construction consists generally of all aspects of construction 

of buildings, which are sheltered enclosures with walk-in access for the 
purpose of housing persons, machinery, equipment or supplies, 
including without limitation the installation of utilities and equipment, 
both above and below grade level, as well as incidental demolition, 
grading, utilities, paving and other site work. Buildings need not be 
“habitable” to be classified as Building Construction and the installation 
of heavy machinery and/or equipment will not generally change a 
Building Construction project’s classification. 

 
2. The determination of Building Construction Wage Rates includes all 

construction trades and work necessary to complete a building, 
regardless of the number of contracts involved, so long as all such 
contracts are closely related in purpose, time and place. 

  
B. For projects that involve both Building Construction and Heavy and Highway 

trades, the following classifications shall be used: 
 

1. A multiple classification shall be used if Building Construction items are 
more than 20% of the Heavy and Highway project cost. 

 
2. A multiple classification shall be used if Heavy and Highway 

Construction items are more than 20% of the Building Construction 
Project cost. 

 
C.   Split classifications/multiple wage rate schedules: When construction work 

requires that an employee perform work under multiple classifications or 
multiple wage scales, the employer must pay that worker (at least) the 
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highest prevailing wage or the employer payroll records must accurately set 
forth the times spent performing the work of each classification and under 
each scale. For those projects that involve both Building Construction and 
Heavy and Highway trades, the Heavy and Highway wage rates may only be 
applied to workers when engaged in site work at least five (5) feet beyond 
the building. 

 
VII. Texas Open Records Act 

 
Unless covered by an exception to mandatory disclosure under the Texas Public 
Information Act, Chapter 552, Texas Government Code, any and all documents 
submitted to the City of Austin become Public Records and are, therefore, subject to 
public disclosure. 
 
 

Wage Rates For This Project Are Attached 
 

 
End 
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WAGE RATES AND PAYROLL REPORTING
Section 00830HH

COUNTY NAME:  TRAVIS

Agricultural Tractor Operator 12.69$  13.03$             
Asphalt Distributor Operator 15.55$  15.55$             
Asphalt Paving Machine Operator 14.36$  14.36$             
Asphalt Raker 12.12$  13.03$             
Boom Truck Operator 18.36$  18.36$             
Broom or Sweeper Operator 11.04$  13.03$             
Cement Mason/Concrete Finisher 12.56$  13.03$             
Concrete Pavement Finishing Machine 
Operator 15.48$  15.48$             
Crane, Hydraulic, 80 tons or less 18.36$  18.36$             
Crane, Lattice Boom, 80 tons or less 15.87$  15.87$             
Crane, Lattice Boom, over 80 tons 19.38$  19.38$             
Crawler Tractor 15.67$  15.67$             
Directional Drilling Locator 11.67$  13.03$             
Directional Drilling Operator 17.24$  17.24$             
Electrician 26.35$  26.35$             
Excavator 50,000 lbs. or less 12.88$  13.03$             
Excavator, over 50,000 lbs. 17.71$  17.71$             
Flagger 10.15$  13.03$             
Form Builder/Form Setter - Paving & Curb 12.94$  13.03$             
Form Builder/Form Setter - Structures 12.87$  13.03$             

Foundation Drill Operator, 
Truck Mounted 16.93$  16.93$             
Front End Loader Operator, 3CY or less 13.04$  13.04$             
Front End Loader, over 3CY 13.21$  13.21$             
Laborer, Common 10.50$  13.03$             
Laborer, Utility 12.27$  13.03$             
Loader/Backhoe Operator 14.12$  14.12$             
Mechanic 17.10$  17.10$             
Milling Machine 14.18$  14.18$             
Motor Grader Operator - Fine Grade 18.51$  18.51$             
Motor Grader Operator, Rough 14.63$  14.63$             

13.03$                

14.63$                

13.03$                

13.21$                
13.03$                

15.48$                

17.71$                
13.03$                

13.03$                

13.03$                
15.55$                
14.36$                
13.03$                
18.36$                

18.36$                
15.87$                
19.38$                
15.67$                

13.03$                
13.03$                

13.04$                

13.03$                
17.24$                
26.35$                
13.03$                

14.12$                
17.10$                
14.18$                
18.51$                

16.93$                
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Painter - Structures 18.34$  18.34$             
Pavement Marking Machine Operator 19.17$  19.17$             
Pipelayer 12.79$  13.03$             
Reclaimer/Pulverizer 12.88$  13.03$             
Reinforcing Steel Setter 14.00$  14.00$             
Roller Operator, Asphalt 12.78$  13.03$             
Roller Operator, Other 10.50$  13.03$             
Scraper Operator 12.27$  13.03$             
Servicer 14.51$  14.51$             
Spreader Box Operator 14.04$  14.04$             
Structural Steel Worker 19.29$  19.29$             
Traffic Signal Installer/Light Pole Worker 16.00$  16.00$             
Trenching Machine Operator, Heavy 18.48$  18.48$             
Truck Drick Tandem Axle Semi-Trailer 12.81$  13.03$             
Truck Driver, Lowboy/Float 15.66$  15.66$             
Truck Driver, Single Axle 11.79$  13.03$             
Truck Driver, Off Road Hauler 11.88$  13.03$             
Truck Driver, Single or Tandem Axle Dump Truck 11.68$  13.03$             
Welder 15.97$  15.97$             
Work Zone Barricade Servicer 11.85$  13.03$             
http://www.wdol.gov/wdol/scafiles/davisbacon/tx.html

1.   Additional Trade information:

 3.  Proper Designation of Trade
A work classification from the Prevailing Wage Poster for each worker must be made based on the actual type of work 
he/she performed on the job.  In summary the work performed, not the "title" determines the correct worker classification 
and wage.  Each worker must be paid no less than the adjusted wage rate on the wage decision for that classification 
regardless of his/her level of skill (exclusive of a bona fide apprentice currently registered in a DOL approved apprentice 
program - proof of individual registration must be supplied in advance to the City of Austin).

Unlisted classifications needed for work not listed within the scope of the classifications listed may be added upon the 
advance approval of Contract Procurement.  CONTRACTOR shall submit to City of Austin Contract Procurement the 
following:  classification, a bona fide definition of work to be performed and a proposed wage with sample payrolls 
conforming to area practice prior to the start of the job for that type of work.  Proposed trade may not be performed by 
any trade already listed. 

 The Wage Compliance information detailed below was excerpted from DOL General Decision
 TX160016 or other sources.

18.34$                

14.51$                
14.04$                

13.03$                
13.03$                

19.29$                
16.00$                
18.48$                

19.17$                
13.03$                
13.03$                
14.00$                
13.03$                

13.03$                

13.03$                
15.66$                
13.03$                
13.03$                
13.03$                
15.97$                
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4.  Split Classification

----------------------------------------------------------------

================================================================
Unlisted classifications needed for work not included within
the scope of the classifications listed may be added after
award only as provided in the labor standards contract clauses
(29CFR 5.5 (a) (1) (ii)).
----------------------------------------------------------------
In the listing above, the "SU" designation means that rates
listed under the identifier do not reflect collectively
bargained wage and fringe benefit rates.  Other designations
indicate unions whose rates have been determined to be
prevailing.
----------------------------------------------------------------
            WAGE DETERMINATION APPEALS PROCESS
1.) Has there been an initial decision in the matter? This can
be:
*  an existing published wage determination
*  a survey underlying a wage determination
*  a Wage and Hour Division letter setting forth a position on
   a wage determination matter
*  a conformance (additional classification and rate) ruling

On survey related matters, initial contact, including requests
for summaries of surveys, should be with the Wage and Hour
Regional Office for the area in which the survey was conducted
because those Regional Offices have responsibility for the
Davis-Bacon survey program. If the response from this initial
contact is not satisfactory, then the process described in 2.)
and 3.) should be followed.

With regard to any other matter not yet ripe for the formal
process described here, initial contact should be with the
Branch of Construction Wage Determinations.  Write to:
        Branch of Construction Wage Determinations
        Wage and Hour Division
        U.S. Department of Labor
        200 Constitution Avenue, N.W.
        Washington, DC 20210
2.) If the answer to the question in 1.) is yes, then an
interested party (those affected by the action) can request
review and reconsideration from the Wage and Hour Administrator
(See 29 CFR Part 1.8 and 29 CFR Part 7). Write to:
        Wage and Hour Administrator
        U.S. Department of Labor
        200 Constitution Avenue, N.W.
        Washington, DC 20210
The request should be accompanied by a full statement of the
interested party's position and by any information (wage
payment data, project description, area practice material,
etc.) that the requestor considers relevant to the issue.

If a firm has employees that perform work in more than one classification, it can pay the adjusted wage rates specified for 
each classification ONLY if it maintains accurate time records showing the amount of time spent in each classification. If 
accurate time records are not maintained, these employees must be paid the highest adjusted wage rate of all the 
classifications of work performed by each worker.  Accurate time records tracking how many hours a worker performed the 
work of one trade and then switched to another trade must be accounted for on a daily basis and reflected on Employer 
Certified Payroll accordingly. 
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3.) If the decision of the Administrator is not favorable, an
interested party may appeal directly to the Administrative
Review Board (formerly the Wage Appeals Board).  Write to:
        Administrative Review Board
        U.S. Department of Labor
        200 Constitution Avenue, N.W.
        Washington, DC 20210
4.) All decisions by the Administrative Review Board are final.
================================================================
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Bidding Requirements, Contract Forms and Conditions of the Contract 
ADDENDUM 

Section 00900 

 

Notice to Bidders:  This form, Addendum – Section 00900, is included for your information only.  If 
an actual Addendum is issued for this project, the format shown below will be used. 

 

ADDENDUM No. ______ 

 

Date _________________________, ______ 

City of Austin 

Project Name Montopolis Water Reclamation (WRI) Storage Reservoir and Pump Station Project  

C.I.P. No. 5267.035      IFB No.: 6100 CLMC601    

 

This Addendum forms a part of the Contract and corrects or modifies original Bid Documents, dated 
June 20, 2016.  Acknowledge receipt of this addendum in space provided on bid form.  Failure to 
do so may subject bidder to disqualification. 

 

A.  Project Manual Revisions:   

 

 

 

B.  Drawing Revisions:  

 

 

 

This addendum consists of ____ page(s)/sheet(s). 

 

_________________________________________ 

 Approved by OWNER  

_________________________________________ 

 Approved by ENGINEER/ARCHITECT  

 

END 
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Division 1 General Requirements 

SUMMARY OF WORK 

Section 01010 
 

PART 1 - GENERAL 

 

1.1  Related Documents 

 

Drawings and general provisions of Contract, including General Conditions, Section 00700, and 

Supplemental General Conditions, Section 00810, and Division 1 requirements. Also includes any 

issued Addenda, City Standard Technical Specifications, Special Provisions to City Standard 

Technical Specifications, and Special Specifications,  

 

1.2  DESCRIPTION OF WORK  

 

1.21 Sustainability 

 

The Work of this Contract includes sustainability requirements as shown in the Division 1 Sections 

01352 and/or 01505 and all other applicable specification sections.  It is the intent of the Owner to 

work in partnership with the Contractor in implementing sustainable construction practices to the 

greatest extent possible. 

 

1.21  Scope of Work 

 

A. This section describes the Project in general and provides an overview of the extent of the Work 

to be performed by the CONTRACTOR.  Detailed requirements and extent of Work is stated in 

the applicable Specification Sections and shown on the Drawings.  CONTRACTOR shall, except 

as otherwise specifically stated herein or in any applicable part of these Contract Documents, 

provide and pay for all labor, materials, equipment, tools, construction equipment, and other 

facilities and services necessary for proper execution, testing, and completion of the Work. 

 

B. Any part or item of the Work which is reasonably implied or normally required to make the 

installation satisfactorily operable shall be performed by the CONTRACTOR and the expense 

thereof shall be included in the applicable unit prices or lump sum prices bid for the Work.  It 

is the intent of these Specifications to provide the OWNER with the complete system.  All 

miscellaneous appurtenances and other items of Work that are incidental to meeting the intent 

of the Specifications shall be considered as having been included in the applicable unit prices 

or lump sum prices bid for the Work even though these appurtenances and items may not be 

specifically called for in the Bid Documents. 

 

C. The Work shall include furnishing all tools, labor, materials, equipment, and miscellaneous 

items necessary for the complete construction of the project, including but not limited to 

following: 

 

1. Pump station building, including pumps, disinfection system, associated electrical and 

controls, piping systems and valves, overhead crane, plumbing systems, and HVAC.  

 

2. Hydropnuematic tank and control system. 

 

3. Reclaimed water storage reservoir, nominal 4 million gallon capacity. 

 

4. Stormwater detention pond. 

 

5. Approximately 1,200 linear feet of 2-inch potable water main and appurtenances.  
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6. Approximately 2,500 linear feet of 36-inch reclaimed water main and appurtenances.  

 

7. Approximately 750 linear feet of 2 -inch sanitary sewer force main and appurtenances. 

 

8. Approximately 450 linear feet of 6-inch sanitary sewer gravity pipe and appurtenances. 

 

9. Site grading and other site work to accommodate the facilities, including driveway, sidewalk, 

fencing, and other site work. 

 

10. Site electrical work and service connections. 

 

11. Connections to existing water and sewer systems.  

 

12. Level control valve, check valve, pressure reducing valve, flow metering, sump pumps, and 

miscellaneous appurtenances at the South Austin Regional Wastewater Treatment Plant 

reclaimed water pump station.  

 

13. Security system. Contractor to provide equipment and conduit. A third party through an 

allowance will provide conductors, install equipment, and program equipment. 

 

1.22  Location of Project 

 

A. The Project is located at two locations – the new pump station and storage reservoir are at 

2711 Montopolis Drive, Austin, TX and several miscellaneous improvements are at the South 

Austin Regional Wastewater Plant reclaimed water pump station at 13009 Fallwell Lane Del 

Valle, TX. The project locations are shown on the Drawings. 

 

1.23  Contractor's Responsibilities 

 

A. Execute all Work, including excavation, installing all project components, backfill, miscellaneous 

concrete and testing.  The Work of this Contract is specified in the City of Austin Standard 

Specifications, Special Provisions and Special Specifications listed in the Table of Contents. 

 

B.  Secure all construction-related permits, other than those provided by OWNER as described in 

paragraph 6.6 of Section 00810, Supplemental General Conditions, and pay for the same. 

 

C. Arrange for the necessary temporary water and electric service and pay for these services and 

all water and electricity consumed during the construction Work. 

 

D.  Provide adequate temporary sanitary facilities. 

 

1.24  Easements and Rights-Of-Way 

 

CONTRACTOR shall confine his construction operations within the limits indicated on the Drawings, 

and shall use due care in placing construction tools, equipment, other materials, and supplies so 

as to cause the least possible damage to property and interference with traffic.  If the 

CONTRACTOR requires additional easement for his operations, the CONTRACTOR is solely 

responsible for acquisition and maintenance of the easement.  No additional compensation will be 

provided by the OWNER. 

 

A.  Easements  

 

Easements across private property are indicated on the Drawings.  CONTRACTOR shall set 

stakes to mark the boundaries of permanent and construction easements across private 

property.  The stakes shall be protected and maintained until completion of construction and 

cleanup. 
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B.  Rights-of-Way 

 

Permits for Work in rights-of-way shall be obtained by the CONTRACTOR.  All Work performed 

and all operations of CONTRACTOR, his employees, or subcontractors, within the limits of 

railroad and highway rights-of-way, shall be in conformity with the requirements and be under 

the control (through OWNER) of the railroad or highway authority owning, or having jurisdiction 

over and control of, the right-of-way in each case. 

 

1.25  Operation of Existing Facilities 

 

Existing water and wastewater facilities shall be kept in continuous operation throughout the 

construction period.  No interruption will be permitted which adversely affects the degree of 

service provided.  Provided permission is obtained from OWNER in advance, portions of the 

existing facilities may be taken out of service for short periods corresponding with periods of 

minimum service demands. 

 

CONTRACTOR shall provide temporary facilities and make temporary modifications as necessary 

to keep the existing facilities in operation during the construction period. 

 

1.26  Connections to Existing Facilities 

 

Unless otherwise specified or indicated, CONTRACTOR shall make all necessary connections to 

existing facilities including structures, drain lines, and utilities.  In each case, CONTRACTOR shall 

receive permission from OWNER or the owning utility prior to undertaking connections.  

CONTRACTOR shall protect facilities against deleterious substances and damage. 

 

Connections to existing facilities which are in service shall be thoroughly planned in advance, and 

all required equipment, materials and labor shall be on hand at the time of undertaking the 

connection.  Work shall proceed continuously (around the clock) if necessary to complete 

connections in the minimum time.  Operation of valves or other appurtenances on existing utilities, 

when required, shall be by or under the direct supervision of the owning utility. 

 

1.27  Unfavorable Construction Conditions 

 

No portion of the Work shall be constructed under conditions which adversely affect the quality or 

efficiency thereof, unless special means or precautions are taken by CONTRACTOR to perform the 

Work in a proper and satisfactory manner. 

 

 

 

End 
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SECTION 01025 

MEASUREMENT AND PAYMENT  
 

PART 1 GENERAL 
 

1.1 For this Project all adopted and/or referenced City of Austin Standard Technical Specification 
Items are hereby amended with respect to the clauses cited below. No other clauses or 
requirements of these Items are waived or changed hereby. 

In all adopted and/or referenced City of Austin Standard Specifications, in the Sections titled 
“Measurement and Payment”, delete all text in its entirety and replace with the following 
paragraph:  

“All work items installed, provided, constructed, etc. under this specification shall not be paid for 
separately but shall be considered subsidiary to the lump sum bid price for the project.  No 
separate pay will be provided for any work governed by this specification. The cost of all work 
materials, labor, overhead, insurance, equipment, etc. necessary to finish the work complete in 
place shall be included in the lump sum bid price for the project.” 

1.2 SUBMITTALS 

A. Informational Submittals: 
1. Schedule of Values: Submit on Contractor’s standard form. 
2. Application for Payment. 
3. Final Application for Payment. 

 

1.3 ALLOWANCES 

A. Consult with Engineer in selection of products or services. Obtain proposals from 
Suppliers and installers, and offer recommendations. 

B. Allowances will be administered in accordance with Paragraph 1.57 of 00810 
Supplemental General Conditions. 

C. Submit, with application for payment, invoice showing date of purchase, from whom the 
purchase was made, the date of delivery of the product or service, and the price, including 
delivery to the Site and applicable taxes. 

D. Allowances are further described as: 
1. Site Clearing Trash Disposal - (not typical clearing and grubbing) 
2. Security Equipment Installation and Commissioning – includes installation of 

General Contractor supplied equipment (see security equipment Bill of Materials 
on drawings), conductors for equipment, installing equipment in General 
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Contractor supplied cabinet, programming security equipment, connecting to 
communications network, and commissioning of system. 

3. Contractor Employees ID Badges. 

1.4 SCHEDULE OF VALUES 

A. Prepare a separate Schedule of Values for each schedule of the Work under the 
Agreement. 

B. Upon request of Engineer, provide documentation to support the accuracy of the 
Schedule of Values. 

C. Unit Price Work: Reflect unit price quantity and price breakdown from conformed Bid 
Form. 

D. Lump Sum Work: 
1. Reflect specified allowances and alternates, as applicable. 
2. List bonds and insurance premiums, mobilization, demobilization, preliminary 

and detailed progress schedule preparation, equipment testing, facility startup, 
and contract closeout separately. 

3.  Break down by major trade (site work, site electrical, reclaimed pipe, etc.) and 
by specification Divisions with appropriate subdivision of each Specification for 
each Project facility. 

E. An unbalanced or front-end loaded schedule will not be acceptable. 

F. Summation of the complete Schedule of Values representing all the Work shall equal the 
Contract Price. 

1.5 APPLICATION FOR PAYMENT 

A. Transmittal Summary Form: Attach one Summary Form with each detailed Application 
for Payment for each schedule and include Request for Payment of Materials and 
Equipment on Hand as applicable. Execute certification by authorized officer of 
Contractor. 

B. Use detailed Application for Payment Form suitable to OWNER. 

C. Provide separate form for each schedule as applicable. 

D. Include accepted Schedule of Values for each schedule or portion of lump sum Work and 
the unit price breakdown for the Work to be paid on a unit priced basis. 

E. Include separate line item for each Change Order and Work Change Directive executed 
prior to date of submission. Provide further breakdown of such as requested by Engineer. 

F. Preparation: 
1. Round values to nearest dollar. 
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2. Submit Application for Payment, including a Transmittal Summary Form and 
detailed Application for Payment Form(s) for each schedule as applicable, a 
listing of materials on hand for each schedule as applicable, and such supporting 
data as may be requested by OWNER. 

 

1.6 MEASUREMENT—GENERAL 

A. Weighing, measuring, and metering devices used to measure quantity of materials for 
Work shall be suitable for purpose intended and conform to tolerances and specifications 
as specified in National Institute of Standards and Technology, Handbook 44. 

B. Whenever pay quantities of material are determined by weight, material shall be weighed 
on scales furnished by Contractor and certified accurate by state agency responsible. 
Weight or load slip shall be obtained from weigher and delivered to Owner’s 
representative at point of delivery of material. 

C. If material is shipped by rail, car weights will be accepted provided that actual weight of 
material only will be paid for and not minimum car weight used for assessing freight 
tariff, and provided further that car weights will not be acceptable for material to be 
passed through mixing plants. 

D. Vehicles used to haul material being paid for by weight shall be weighed empty daily and 
at such additional times as required by Engineer. Each vehicle shall bear a plainly legible 
identification mark. 

E. Materials that are specified for measurement by the cubic yard measured in the vehicle 
shall be hauled in vehicles of such type and size that actual contents may be readily and 
accurately determined. Unless all vehicles are of uniform capacity, each vehicle must 
bear a plainly legible identification mark indicating its water level capacity. Vehicles 
shall be loaded to at least their water level capacity. Loads hauled in vehicles not meeting 
above requirements or loads of a quantity less than the capacity of the vehicle, measured 
after being leveled off as above provided, will be subject to rejection, and no 
compensation will be allowed for such material. 

F. Where measurement of quantities depends on elevation of existing ground, elevations 
obtained during construction will be compared with those shown on Drawings. Variations 
of 1 foot or less will be ignored, and profiles shown on Drawings will be used for 
determining quantities. 

 

G. Units of measure shown on Bid Form shall be as follows, unless specified otherwise. 

Item Method of Measurement 
AC Acre—Field Measure by Engineer 
CY Cubic Yard—Field Measure by Engineer within limits specified or shown 
CY-VM Cubic Yard—Measured in Vehicle by Volume 
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Item Method of Measurement 
EA Each—Field Count by Engineer 
GAL Gallon—Field Measure by Engineer 
HR Hour 
LB Pound(s)—Weight Measure by Scale 
LF Linear Foot—Field Measure by Engineer 
MFBM Thousand Foot Board Measure—[Delivery Invoice] [Field Measure by 

Engineer] 
SF Square Foot 
SY Square Yard 
TON Ton—Weight Measure by Scale (2,000 pounds) 

 

H. Measurement of Linear Items: Where payment will be made based on linear quantities 
and on parameters other than length, those parameters shall be as follows: 

Item Measurement Parameters 
Trench Safety 
System 

Depth of Trench: 0 to 4 feet; 4 to 10 feet; over 10 feet in 2-foot 
increments. The depth of trench will be measured at intervals 
of 25 feet along the centerline of the trench. The depth of each 
measuring point will be the depth from existing at grade 
surface to bottom of pipe base, 6 inches below pipe invert and 
will used for computing the depth of trench for a distance of 
25 feet ahead of the point of measurement. The depth figures 
indicated in Bid Form are inclusive to nearest 0.1 foot; that is, 
a trench depth measured as 11.9 feet will be paid for at the unit 
price for excavation 10 to 12 feet deep. A trench depth 
measured as 12 feet will be paid for at the unit price for 
excavation 12 to 14 feet deep. 

Unclassified Trench 
Excavation 

Depth of Trench: Same as Trench Safety System above. 

Trench Backfill and 
Compaction 

Depth of Trench: Same as Unclassified Trench Excavation 
above. 

Rock Excavation Depth: Same as for Unclassified Trench Excavation above 
except that depth shall be measured from surface of rock to 
bottom of pipe base 6 inches below pipe invert. 

1.7 PAYMENT 
 

A. Payment for all Lump Sum Work shown or specified in Contract Documents is included 
in the Contract Price. Payment will be based on a percentage complete basis for each line 
item of the accepted Schedule of Values. 

 



   

 
PW\DEN001\472902  Measurement and Payment 
01 Apr 2016  01025 - 5 

 

1.8 NONPAYMENT FOR REJECTED OR UNUSED PRODUCTS 

A. Payment will not be made for following: 
1. Loading, hauling, and disposing of rejected material. 
2. Quantities of material wasted or disposed of in manner not called for under 

Contract Documents. 
3. Rejected loads of material, including material rejected after it has been placed by 

reason of failure of Contractor to conform to provisions of Contract Documents. 
4. Material not unloaded from transporting vehicle. 
5. Defective Work not accepted by Owner. 
6. Material remaining on hand after completion of Work. 

1.9 PARTIAL PAYMENT FOR STORED MATERIALS AND EQUIPMENT 

A. Final Payment: Will be made only for products incorporated in Work; remaining 
products, for which partial payments have been made, shall revert to Contractor unless 
otherwise agreed, and partial payments made for those items will be deducted from final 
payment. 

 

PART 2 PRODUCTS (NOT USED) 

PART 3 EXECUTION (NOT USED) 

END OF SECTION 
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SECTION 01040  
PROJECT COORDINATION 

 PART 1 GENERAL 

1.01 SUBMITTALS 

A. Informational: 

1. Statement of Qualification (SOQ) for land surveyor or civil engineer. 
2. Statement of Qualification (SOQ) for photographer and videographer. 
3. Photographs: Section 01380, Construction Photography and Videos. 

1.02 RELATED WORK AT SITE 

A. General: 

1. Other work that is either directly or indirectly related to scheduled 
performance of the Work under these Contract Documents, listed 
henceforth, is anticipated to be performed at Site by others. 

2. Coordinate the Work of these Contract Documents with work of others 
as specified in General Conditions. 

3. Include sequencing constraints specified herein as a part of Progress 
Schedule. 

B. Power: 

1. Agency and Contact Person: Danny Cummins 
Austin Energy 
St. Elmo Service Center 
Ofc: (512) 505-7651 
Fax: (512) 505-7742 
danny.cummins@austinenergy.com 
 

2. Work to be performed by Austin Energy: 
a. Incoming aerial power lines. 
b. Transformers supplying main electrical service to the facility. 
c. Metering facilities, except as indicated. 

3. Work to be performed by Contractor: 
a. Coordinate Contractor’s Work with Austin Energy. 
b. Incoming power, trench, and backfill, and duct system. 
c. Transformer site preparation and pad(s). 
d. As indicated. 
e. Perform Work in accordance with Austin Energy requirements 

and codes. 
4. Owner will be responsible for payment of direct charges of Austin 

Energy. 
C. Gas: 

blocked::mailto:danny.cummins@austinenergy.com
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1. Agency and Contact Person: 
a. Tony Garcia 

P: 512-401-1507; C: 915-525-0210 
agarcia@txgas.com 

2. Work to be performed by Contractor: 
a. When digging within 10’ of a transmission or HPD line, please 

make contact with Anthony (Tony) Garcia at least 48 hours in 
advance so that a TGS representative can be scheduled to be 
present during all excavation activities. Please maintain at least 5’ 
(OD to OD) from the transmission or HPD line as well. 

D. Greater Austin Area Telecommunications Network (GAATN : 

1. Agency and Contact Person:  
Tracy Gunderson 
Supervisor-Network Services Group-Transition & Design  
Communications & Technology Management  
City of Austin 
Office: 512-974-9079 
Fax: 512-974-2091 

 
2. Work to be performed by GAATN 

a. Furnish and install fiber cables from Montopolis on Austin Energy 
Power poles into Austin Water Utility Pump Station site 

b. Transition fiber cables from power poles to conduit in duct bank 
provided by contractor to pump station control room. 

c. Furnish and install termination panel for fiber cables in pump 
station control room. 

3. Work to be performed by Contractor: 
a. Furnish and install conduit and duct system for fiber from Austin 

Energy power pole to pump station control room.  
b. Provide power to GAATN termination panel. 

E. Applications Software Development: 

1. Owner or an Owner Representative will perform programming of 
applications software for certain portions of Process Instrumentation 
and Control Subsystem (PICS). Refer to Section 13400, Process and 
Instrumentation Control Systems (PICS). 
a. Coordinate and deliver to Owner hardware and standard software 

components, as specified for PICS. 
b. Sequencing: Include sequencing constraints specified herein as 

part of Progress Schedule. 
2. Deliver hardware specified in Sections 13321, Wireless Broadband 

Subsystem, 13400, Process and Instrumentation Controls Systems 
(PICS), 13420 Instrumentation and Control Components, 13430 
Distributed Control System no later than 120 days after Effective Date 
of the Agreement. 

mailto:agarcia@txgas.com
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3. Allowance for interruptions to the Work because of testing of developed 
applications software: 
a. During Functional Testing and Performance Testing, Contractor 

shall plan for interruption of testing of the Work to allow Owner 
or an Owner Representative to investigate software problems, 
make software configuration changes, and conduct additional 
testing. 

b. Allowance for Interruptions:   20 days total. 
c. When applications software testing is delayed because of altered 

equipment interfaces or receipt of incorrect Shop Drawing 
information, duration of delay will be excluded from interruption 
allowance, unless notified otherwise by Engineer. 

 
1.03 UTILITY NOTIFICATION AND COORDINATION 

A. Coordinate the Work with various utilities within Project limits. Notify 
applicable utilities prior to commencing Work, if damage occurs, or if 
conflicts or emergencies arise during the Work. 

1.04 FACILITY OPERATIONS 

A. Continuous operation of Owner’s facilities is of critical importance. Schedule 
and conduct activities to enable existing facilities to operate continuously, 
unless otherwise specified. 

B. Perform Work continuously during critical connections and changeovers, and 
as required to prevent interruption of Owner’s operations. 

C. When necessary, plan, design, and provide various temporary services, 
utilities, connections, temporary piping and heating, access, and similar items 
to maintain continuous operations of Owner’s facility. 

D. Do not close lines, open or close valves, or take other action which would 
affect the operation of existing systems, except as specifically required by the 
Contract Documents and after authorization by Owner and Engineer. Such 
authorization will be considered within 48 hours after receipt of Contractor’s 
written request. 

E. Install and maintain bypass facilities and temporary connections required to 
keep Owner’s South Austin Regional WWTP and Reclaimed Water System 
operations on line. Sequences other than those specified will be considered 
upon written request to Owner and Engineer, provided they afford equivalent 
continuity of operations. 

F. Do not proceed with Work affecting a facility’s operation without obtaining 
Owner’s and Engineer’s advance approval of the need for and duration of 
such Work. 

G. Relocation of Existing Facilities: 
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1. During construction, it is expected that minor relocations of Work will 
be necessary. 

2. Provide complete relocation of existing structures and Underground 
Facilities, including piping, utilities, equipment, structures, electrical 
conduit wiring, electrical duct bank, and other necessary items. 

3. Use only new materials for relocated facility. Match materials of 
existing facility, unless otherwise shown or specified. 

4. Perform relocations to minimize downtime of existing facilities. 
5. Install new portions of existing facilities in their relocated position prior 

to removal of existing facilities, unless otherwise accepted by Engineer. 

1.05 ADJACENT FACILITIES AND PROPERTIES 

A. Examination: 

1. After Effective Date of the Agreement and before Work at Site is 
started, Contractor, Engineer, and affected property owners and utility 
owners shall make a thorough examination of pre-existing conditions 
including existing buildings, structures, and other improvements in 
vicinity of Work, as applicable, which could be damaged by 
construction operations. 

2. Periodic reexamination shall be jointly performed to include, but not 
limited to, cracks in structures, settlement, leakage, and similar 
conditions. 

B. Documentation: 

1. Record and submit documentation of observations made on examination 
inspections.  

2. Upon receipt, Engineer will review, sign, and return one record copy of 
documentation to Contractor to be kept on file in field office. 

3. Such documentation shall be used as indisputable evidence in 
ascertaining whether and to what extent damage occurred as a result of 
Contractor’s operations, and is for the protection of adjacent property 
owners, Contractor, and Owner. 

4. Contractor to provide a record copy to City Construction Inspector. 

1.06 CONSTRUCTION PHOTOGRAPHS AND VIDEO 

A. As specified in Section 01380, Construction Photography and Videos. 

1.07 REFERENCE POINTS AND SURVEYS 

A. Owner’s Responsibilities: 

1. Establish bench marks as shown on Drawings. 
2. Establish horizontal reference points or coordinate system with bench 

marks and reference points for Contractor’s use as necessary to lay out 
Work. 
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3. Engineer and Owner will not perform any additional construction 
staking or surveying, except as may be required for quality control 
checks by Owner or Engineer. 

B. Location and elevation of bench marks are shown on Drawings. 

C. Contractor’s Responsibilities: 

1. Provide additional survey and layout required to layout the Work. 
2. Notify Engineer at least 7 working days in advance of time when grade 

additional information to be provided by Owner will be needed. 
3. Check and establish exact location of existing facilities prior to 

construction of new facilities and any connections thereto. 
4. In event of discrepancy in data provided by Owner, request clarification 

before proceeding with Work. 
5. Retain professional land surveyor or civil engineer registered in state of 

Project who shall perform or supervise engineering surveying necessary 
for additional construction staking and layout. 

6. Maintain complete accurate log of survey work as it progresses as a 
Record Document. 

7. On request of Engineer, submit documentation. 
8. Provide competent employee(s), tools, stakes, and other equipment and 

materials as Engineer may require to: 
a. Establish control points, lines, and easement boundaries. 
b. Check layout, survey, and measurement work performed by 

others. 
c. Measure quantities for payment purposes. 

9. Notify all property owners, prior to accessing property. 
10. Preserve all monuments, benchmarks, and reference points. 

 PART 2 PRODUCTS (NOT USED) 

 PART 3 EXECUTION 

3.01 SALVAGE OF MATERIALS 

A. Materials to be salvaged include: 

1. None, unless as directed by Owner. 

B. Salvage materials for Owner’s use as directed. 

1. Remove material with extreme care so as not to damage for future use. 
2. Promptly remove salvaged materials from Work area. 
3. Store materials where instructed by Owner onsite. 

C. Meet with Engineer and Owner prior to starting to dismantle equipment or 
piping designated to be salvaged. Engineer will indicate locations where 
equipment is to be disconnected. 
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D. Provide new or repair damaged equipment or material specified or indicated 
to be salvaged. Clean and protect equipment from dust, dirt, natural elements, 
and store as directed. 

3.02 CUTTING, FITTING, AND PATCHING 

A. Cut, fit, adjust, or patch Work and work of others, including excavation and 
backfill as required, to make Work complete. 

B. Obtain prior written authorization Owner before commencing Work to cut or 
otherwise alter: 

1. Structural or reinforcing steel, structural column or beam, elevated slab, 
trusses, or other structural member. 

2. Weather-resistant or moisture-resistant elements. 
3. Efficiency, maintenance, or safety of element. 
4. Work of others. 

C. Refinish surfaces to provide an even finish. 

1. Refinish continuous surfaces to nearest intersection. 
2. Refinish entire assemblies. 
3. Finish restored surfaces to such planes, shapes, and textures that no 

transition between existing work and the Work is evident in finished 
surfaces. 

D. Restore existing work, Underground Facilities, and surfaces that are to remain 
in completed Work including concrete-embedded piping, conduit, and other 
utilities as specified and as shown on Drawings. 

E. Make restorations with new materials and appropriate methods as specified 
for new Work of similar nature; if not specified, use recommended practice of 
manufacturer or appropriate trade association. 

F. Fit Work airtight to pipes, sleeves, ducts, conduit, and other penetrations 
through surfaces and fill voids. 

G. Remove specimens of installed Work for testing when requested by Engineer. 

END OF SECTION 
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Division 1 General Requirements 

 Grades, Lines and Levels 
Section 01050 

 
1. CONTRACTOR shall perform all layout work to transfer all controls for grades, lines, 

levels and measurements from a minimum of two reference points provided by OWNER. 
All survey work will be performed under the direct supervision of a Texas Registered 
Professional Land Surveyor (RPLS).  

 
2. Within 5 work days of the Notice To Proceed date, or within 10 Working Days of initiating 

work based on the approved Schedule in a new area of the Project, the CONTRACTOR 
shall survey and stake the locations of all proposed improvements behind the curb and 
within the ROW (examples: manholes, storm inlets, fire hydrants, etc.), or any other 
improvements identified by the OWNER’S REPRESENTATIVE, for the purpose of 
identifying the nature and location of these improvements to the adjacent property 
owner(s). The OWNER’S REPRESENTATIVE will identify to the CONTRACTOR the 
improvements to be staked.  

 
3. OWNER will not stake for construction and will not be on site for survey layout activities, 

except to perform quality control checks.  
 

4. CONTRACTOR shall be required to set elevation hubs (blue tops) for subgrade and base 
course on centerline, at quarter points and curb lines or edge of pavement at intervals 
not exceeding 50 feet.  
 

5. The construction plans will include horizontal and vertical control points.  References to 
approved COA benchmarks used in establishing controls on the drawings will be provided 
by the Owner’s E/A.  In addition, on building projects and/or projects not built within an 
existing public ROW, a boundary survey will be supplied together with a legal description 
of the property and all easements where Work will take place.  
 

6. CONTRACTOR shall submit construction staking layout sheets sealed by a Professional 
Engineer or Registered Professional Land Surveyor registered in the State of Texas.  
CONTRACTOR shall use a qualification based selection process consistent with the 
Professional Services Procurement Act, Chapter 2254.004 of the Texas Government 
Code, when securing the services of a Professional Engineer or Registered Professional 
Land Surveyor.  It is a violation of State Law to solicit bids for the services of a 
Professional Engineer of Registered Professional Land Surveyor. 

 
6.1   Any discrepancies found with the construction documents’ dimensional layout will 

be corrected.  CONTRACTOR shall assure that the Owner’s Representative and 
E/A are notified so that the appropriate actions are taken to correct the Contract 
drawings. 

 
6.2     All Work shall be done to the lines, grades and elevations indicated on the 

drawings.  Information concerning basic horizontal and vertical control points will 
be provided by the E/A, CH2M HILL Engineers, Inc.  These points shall be used as 
the datum basis under this Contract.   

 
6.3     All work to transfer all controls for grades, lines, levels, layout and measurements 

shall be performed under the supervision of a Texas Registered Professional Land 
Surveyor, provided by the CONTRACTOR. Such work shall conform to the 
standards for construction staking in the most recent edition of the Texas Society 
of Professional Surveyors Manual of Practice for Land Surveying, Category 5, 
Sections 1-12 inclusive.  
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6.4      The centerline and offset centerline stakes will be set at no greater than fifty 

(50) foot intervals on both sides of the right-of-way and at points of 
alignment or grade changes.  References to lines and grades as established by 
the CONTRACTOR's surveyor shall be in reference to these stake lines.  The 
CONTRACTOR is required to provide a sealed statement from his RPLS that the 
controls are correct and the site layout has been done by their professional staff. 

 
6.5      The CONTRACTOR shall place grade stakes and submit construction staking 

layout sheets.  The CONTRACTOR shall allow a minimum of ten (10) days after 
submission to the Owner’s Representative for review of construction staking 
layout sheets.  Construction staking layout sheets shall include, at a minimum, 
the information contained in the form included at the end of this section.  No 
Work shall be performed without Owner’s Representative review and return to 
CONTRACTOR of construction staking layout sheets. The Owner’s Representative, 
E/A and the CONTRACTOR shall review the survey controls on the ground.  

 
6.6      Prior to any excavation, the CONTRACTOR shall establish the elevation to top of 

ground at centerline of the pipe as well as cuts and offset stakes at the 
distance deemed appropriate by the CONTRACTOR to preclude disturbance of 
offset stakes during construction.  The CONTRACTOR shall set all blue tops 
for subgrade and base courses on centerline at quarter points, at curb 
lines or edge of pavement, and other points that may be indicated on the 
Drawings, all at intervals not to exceed 50 feet. 

 
6.7     The CONTRACTOR shall furnish, without charge, experienced personnel and such 

calibrated survey equipment, tools, stakes, and other materials that the Owner’s 
Representative may require in establishing or checking control points, or in 
checking survey, layout, and measurement work performed by the CONTRACTOR. 

 
6.8     The CONTRACTOR shall keep the Owner’s Representative informed in a reasonable 

time in advance of the times and places at which he wishes to do work, so that 
any checking deemed necessary by the OWNER may be done with minimum 
inconvenience to the E/A and minimum delay to the CONTRACTOR.  Surveying 
will be coordinated between the Owner’s Representative and CONTRACTOR in a 
manner convenient to both. 

 
6.9      During layout, CONTRACTOR shall field verify the elevation and alignment of all 

tie-in points to existing infrastructure.  This work shall be performed sufficiently 
in advance of construction so that any conflicts may be resolved without delay. 
Any work done without being properly located may be ordered removed and 
replaced at the CONTRACTOR's expense. 
 

6.10 The CONTRACTOR shall carefully preserve all monuments, benchmarks, reference 
points, and stakes.  In case of the destruction thereof, the CONTRACTOR shall 
bear the cost of replacement and shall be responsible for any mistake or loss of 
time that may be caused.  Permanent monuments or benchmarks, which must be 
removed or disturbed, shall be protected until properly referenced for relocation.  
The CONTRACTOR shall furnish materials and assistance for the proper 
replacement of such monuments or benchmarks. 

 
6.11 The CONTRACTOR shall satisfy himself before commencing work as to the 

meaning and correctness of all survey control stakes, marks, etc., and no claim 
will be entertained by the OWNER for or on account of any alleged inaccuracies, 
unless the CONTRACTOR notifies the OWNER in writing before commencing the 
affected Work. 
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7. As needed for necessary documentation of the work progress, the CONTRACTOR shall     

maintain and/or protect offset or survey staking for the duration of the project. Any       
re-staking required to meet this requirement shall be done at the CONTRACTOR’S   
expense. 

 
8. This item is subsidiary to the work as a whole. 

 
9. Upon completion of construction, or at intervals specified in the Contract,   

CONTRACTOR shall provide a record survey of the work in progress or completed.  
This information will be submitted to the Owner’s Representative and shall be 
supplied electronically and on a separate full size plan sheet to be transmitted to the 
E/A for evaluation and merging into the Record Drawings. 

 
 
 
 

 
End See attached “Construction Staking Layout Sheet” 
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CONSTRUCTION STAKING LAYOUT SHEET 

 

Project Name:    Date:    

C.I.P. ID#:    Instrument No.:    

Person Recording:    Weather Conditions:    

Crew Members:      

General Purpose & Scope of Survey:     
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SECURITY POLICY 

 

Paramount to the Austin Water Utility is:  

 

 The production and delivery of adequate supply of safe drinking water to all 

customers  

 Uninterrupted collection of wastewater, without spills, and  

 Adequate processing of wastewater to safely return to the environment. 

 

The Utility shall provide high quality physical security at all its facilities and shall initiate, 

implement, enforce, and update as needed, specific rules and procedures to protect property, 

personnel, equipment, and material against unauthorized entry, trespass, damage, sabotage, or 

other acts that might threaten the security of essential facilities, the quality of the drinking water, 

or the quality of treated wastewater. 

 

 

2 SECURITY PROCEDURE 

2.1 PURPOSE 

The purpose of this Procedure is to provide Contractors and Subcontractors with standard 

operating methods, directives and instructions in accordance with the Utility’s mission to protect 

its assets.  

 

 

2.2     SECURITY PROCEDURE MAINTENANCE 

The maintenance and updating of this Facility Security Procedure is the responsibility of the 

Treatment Program Division Managers and the Security Manager. 

 

This Facility Security Procedure will be reviewed and updated at least yearly.  A record of all 

revisions will be maintained at the front of all copies.  

 

 

2.3   CONTRACTOR’S BASIC SECURITY RESPONSIBILITIES 

2.3.1 Read-and-Follow Requirement 

All Contractors and Subcontractors shall read and follow this Procedure.  The Contractor’s Project 

Manager and Site Superintendent, and all Subcontractors’ on-site Supervisors will be required to 

sign the “Contractor’s Acknowledgement” (Appendix A) attesting to the fact that they have read 

and understood this Procedure.  The “Contractor’s Acknowledgement” signed by the Contractor’s 

Project Manager and Site Superintendent shall be delivered to the Utility at the Pre-construction 

Conference, and before any access is permitted to the work site.  The “Contractor’s 
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Acknowledgement” signed by the Subcontractors’ Project Managers and Site Supervisors will be 

delivered to the Utility at least two weeks before the Subcontractor requires access to the site. 

 

All Contractor’s and Subcontractors’ employees are expected to be thoroughly knowledgeable in 

the contents of this Procedure.  Contractors and Subcontractors shall instruct their employees on 

the provisions and requirements of this procedure and shall emphasize the importance of their 

compliance.  Any person’s failure to follow any of the provisions or requirements of this Procedure 

shall be considered sufficient grounds for their immediate removal from the job site and loss of 

access privileges.   

 

 

2.3.2 Basic Security Functions 

The basic security functions of Contractors and Subcontractors shall center on the protection of 

water and wastewater quality, personnel, and the Utility’s and Contractors’ property.  These basic 

functions will involve securing and monitoring the project site, controlling access, preventing 

unlawful entry, unlocking and locking buildings, and enforcing Utility rules, policies, procedures 

and directives.  

 

Contractors and Subcontractors shall provide deterrence against fire, theft, vandalism, and trespass 

and shall assist in the elimination of safety hazards and security breaches. In some cases, 

Contractors and Subcontractors will be called upon to assist in the detection and detention of 

persons guilty of trespassing on or committing offenses on Utility property.  Uniformed officers 

from the Austin Police Department and local Sheriffs’ Departments shall provide the enforcement 

support for criminal acts committed on Utility property. 

 

Contractors and Subcontractors shall accurately report and record all transgressions and incidents.  

 

 

2.4 APPLICATIONS  FOR  AUTHORITY  TO  ENTER  FACILITIES, BACKGROUND  

SECURITY  CHECKS  AND  IDENTIFICATION  BADGES 

2.4.1 Applications for Authority to Enter Facilities 

The Contractor shall submit an “Application for Authorization to Enter Secured Austin Water 

Utility Facilities” (Appendix B) for each of their employees and their Subcontractors’ employees 

before that employee is allowed to enter the project site.  All information requested on the 

application shall be provided, including required signatures.  Each application submitted shall be 

an original document.  Copies or facsimiles are not acceptable. 

 

Each application shall be accompanied by a complete background security check and fingerprint 

card.  Each employee’s application and background security check shall be submitted at least five 

(5) working days prior to the first day that employee is to work on the secured site to allow for 

adequate review of the documents.  Each background check submitted shall be an original 

document.  Copies or facsimiles are not acceptable (fingerprint card may be a copy if investigating 

agency elects to keep the original). 
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2.4.2 Background Security Checks 

The Contractor shall provide a current background security check for each of their employees and 

their Subcontractors’ employees, submitted along with the “Application for Authorization to Enter 

Secured Austin Water Utility Facilities”.  The background check must be performed by either the 

United States Federal Government (FBI) or the Department of Public Safety from the employee’s 

home state (the state in which the employee resides and from whom they obtained their driver’s 

license or identification card).  The background security check for a non-US citizen shall be 

performed by their native country’s national law-enforcement agency (e.g. a Canadian citizen shall 

submit a background check performed by the Royal Canadian Mounted Police). 

 

The results of each background check shall be dated and submitted as an original, certified official 

document from the agency performing the check, and shall bear all appropriate letterheads, seals,  

and signatures.  The background check shall clearly indicate the agency performing the check and 

include their address and telephone number.  Background checks performed less than one year 

prior to the subject Contract’s Notice-to-Proceed will be acceptable.  The results of background 

checks may be audited at any time. 

 

Each background check shall include fingerprint identification on the appropriate card designated 

by the agency performing the background check.  (It has been noted that the FBI and various state 

Departments of Public Safety each have their own particular fingerprint card for making 

background checks.  The FBI and some states allow fingerprints to be taken by other law-

enforcement professionals as long as they are taken on the card designated by the investigating 

agency). 

 

 

2.4.3 Security Identification Badges 

Security Identification Badges for employees of Contractors and Subcontractors shall be picture 

badges as approved by Treatment Program Division Managers and authorized by the Security 

Manager.  Contractors shall provide a Security ID Badge for each of their employees and their 

Subcontractors’ employees who require access to protected Utility facilities to perform their work. 

The facilities they may access shall be limited to those locations necessary for the performance of 

their contract.   Contractors shall provide clear, plastic badge holders with an appropriate clip that 

will protect the badge and allow it to be worn and displayed safely by employees on the outside of 

their clothing. 

 

The Security ID Badge shall be made of durable plastic material with minimum dimensions of    2 

1/8 inches by 3 3/8 inches, and shall show a clear, photographic image of the bearer, with a vertical 

facial image no less than ¾ inches high.  Each badge shall clearly display the name of the employee 

and the Company he/she works for.  A space at least ¾ inch high and one inch wide shall be kept 

free of information and shall be reserved for the Utility to apply a permanent, access authorization 

decal. 

 

The Utility’s Plant Superintendent or Division Manager shall supervise and control the application 

of the permanent decal authorizing the badge bearer to enter protected Utility facilities.  Such 

authorization to enter protected facilities shall require a review of the background security check 
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and approval from ALL of the following: the Contractors’ Project Manager, the Utility’s Project 

Manager, and the Plant Superintendent or Division Manager responsible for the site to be accessed.   

 

The permanent decal shall be valid only for the year in which it is issued.  If the construction 

project continues past the first year a decal is applied, AND the bearer still requires access, the 

Utility may apply a new decal to the Security ID Badge. 

 

 

2.4.4 Identification Badge Control and Handling 

All personnel on the job site shall wear the Security Identification Badge on the outside of their 

clothing, in the front, at or above their waist.   

 

Security Identification Badge holders will take reasonable cares to protect their badge from 

unauthorized use.  ID badge holders will not allow others to use their badge. 

 

In the event that a Security Identification Badge holder discovers that their badge has been lost, 

the badge holder shall immediately report the loss to the Contractor’s Site Superintendent, who 

will immediately report the loss to the Project Manager, and to the Plant Superintendent (at 

treatment plants) or the Central Security Operator and the Security Manager at the South First 

Support Center (512-972-0501) (for pump stations and reservoirs). 

 

 

2.4.5 Revoking Access Authorization 

Authorization to enter and/or work on any Austin Water Utility site is at the sole discretion of the 

Utility and may be revoked at any time. 

 

Authorization to enter secured Utility sites shall be revoked immediately for the following reasons: 

  

 the badge holder ends their employment with the Contractor or Subcontractor 

 The badge holder allows another person to use their badge, or the badge holder permits, 

suffers, or allows another person without a badge to enter a secured site. 

 The badge holder acts without authorization to defeat any security device at any secured 

site. 

 The badge holder’s actions (or inaction) result(s) in damage to Utility facilities or 

threaten(s) the quality of the drinking water. 

 

Personnel in the following positions may revoke Access Authorization: 

 W&WW Utility Director and Assistant Directors for Treatment and for Engineering 

 W&WW Division Heads, Plant Superintendents, and Supervisors in the Treatment 

Program Area  

 Security Manager 

 W&WW and Consultant’s Project Managers 

 Contractor’s Project Manager and Site Superintendent 
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If a person in one of the positions listed above ever believes that another person’s Access 

Authorization should be immediately revoked to eliminate or mitigate a threat to site security or 

the security of the water, they shall contact the Project Manager or the Contractor’s Site 

Superintendent.  Any decal authorizing entry to Utility protected facilities shall be removed, and 

at the discretion of the Contractor, the badge taken from the person.  The person shall be escorted 

from the work site. 

.  

 

2.5 FACILITY SECURITY AND ACCESS CONTROL 

2.5.1 Access to Facilities 

Access to Utility facilities shall be limited to:  

 

 Utility employees who possess appropriate unescorted access authorization by the Utility and 

have a valid Security Identification Badge. 

 Contractor’s and Subcontractors’ employees who possess appropriate access authorization(s) 

and possess and wear a proper Utility-authorized Security Identification Badge.  All 

Contractor’s and Subcontractors’ employees will follow Utility procedures while on the site. 

 Contractor’s or Subcontractors’ supplier delivery personnel.  Delivery personnel may be 

permitted access to complete material deliveries and will not be required to obtain a Security 

Identification Badge.  Delivery personnel shall be closely escorted within the secured site by 

the Contractor’s Site Superintendent and shall be permitted access only for the time required 

to unload the material being delivered.  Under no circumstances will any delivery personnel 

be allowed to remain on site for longer than one hour.  If delivery of any material or equipment 

is projected to require more than one hour’s time, an “Application for Authorization to Enter 

Secured Water Treatment Facilities”, complete Background Security Check, and Security 

Identification Badge will be required for all personnel associated with making that delivery.  

 Visitors who have been authorized in advance, in writing, by the Plant Superintendent or 

Division Manager.  (Persons who perform work on the site or deliver equipment or materials 

to the site are not considered to be visitors)  Visitors who have been authorized such access 

will be closely escorted within the Utility facility by either a Utility employee who possesses 

the appropriate access authorization and Security Identification Badge, or the Contractor’s Site 

Superintendent (who also possesses appropriate access authorization and Security 

Identification Badge).  The Contractor shall maintain a Visitor Register to record all visits.  

The Visitor Register shall record the name of each visitor, their employer, citizenship, date of 

the visit, arrival and departure times, the purpose of visit and the name of the escort.  This 

Visitor Register shall be made available at every project progress meeting and shall be 

delivered to the Utility Project Manager at the end of the project.  Visitors do not require an 

ID badge. 

 

 

2.5.2 Site Security Requirements 

All Utility facilities shall be kept secure at all times.  The following provisions, at a minimum shall 

be maintained:  
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 An eight-foot high perimeter fence shall be maintained without gaps or holes, with gate(s) 

locked with a tempered chain and padlock.  A security guard may also be employed if 

desired by the Contractor or required by other sections of the Contract. 

 All perimeter door(s) (if present) shall be locked and alarmed. 

 Other installed security devices (if present) such as motion detectors, fence monitors and 

CCTV cameras shall be operational. 

 All classified material (if present) within shall be properly stored. 

 

During the Contractor’s working hours, the Contractor’s Site Superintendent shall maintain an 

active cellular telephone to enable the Utility’s Plant Superintendent or the Central Security 

Operator to contact him/her in the event that a security alarm is triggered on the job site.  If an 

alarm is triggered and the Plant Superintendent or the Central Security Operator is unable to 

contact the Contractor’s Site Superintendent to ascertain the reason for the alarm, law enforcement 

officers will be summoned to the site. 

 

At the beginning of each day that the Contractor or a Subcontractor performs work on a pump 

station or reservoir site, a Supervisor authorized by the Contractor (and previously identified to 

the Central Security Operator) shall open the security gate to the site as follows: 

 Place a telephone call to the Central Security Operator (972-0501) before unlocking the 

gate. 

 Identify themselves and advise the Central Security Operator that they are at the site 

entrance, identify where on the site they intend to work, and advise that they are about to 

open the gate.  The Central Security Operator will disarm any alarms that might be 

triggered by the gate opening or by employees working in the areas identified.  The Central 

Security Operator will advise the Supervisor placing the call when the alarms are disarmed. 

 Unlock the gate, enter the site, and lock the gate or post a guard to assure that only 

authorized personnel wearing required, proper Security Identification Badges may enter. 

   

At the end of every work day at a pump station or reservoir site, when the last employee has left 

the job site, the Contractor’s Site Superintendent shall place a call to the Central Security Operator 

to advise that everyone has left the site, that the security gate is locked, and that the alarms should 

be rearmed. 

 

 

2.5.3 Combinations and Key Controls 

Knowledge of the combination of locks and access to any keys will be limited to designated 

individuals assigned to work in the associated facilities.  All combinations will be changed 

regularly at times designated by the Division Manager, and whenever it is suspected the 

combination has been compromised.  

 

Facility keys are cut to fit a number of cylinders.  If a key shared with the Contractor is lost, all 

similar lock cylinders, whether present on the site or off the site, will be re-keyed by the Utility, at 

the expense of the Contractor.  
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2.5.4 Operation of Access-Controlled Doors at Remote Facilities 

Entry to all remote facilities will be coordinated with the Central Security Operator (CSO).  Many 

facilities include an access-control door.  An access-control door may be used by authorized 

Security Identification Badge holders for entry and exit using the following procedure: 

 

Entry procedure: 
1. Contact the Central Security Operator (972-0501) and request permission to enter.  

Hang up the telephone. 

2. The CSO will call back the person requesting to enter (on their previously authorized 

number) and verify the request. 

3. The CSO will unlock the door or request that the person’s Security Identification Badge 

be presented to the exterior card reader. 

4. Unlock the deadbolt (if present) 

5. Enter PIN 

6. Open door 

7. Enter 

8. Close the door 

 

 Exit procedure: 
1. Press crash bar 

2. Open door 

3. Exit 

4. Close the door 

5. Lock the deadbolt (if present) 

6. Contact the CSO and request that the door be locked, advise them that the site’s alarms 

need to be re-armed 

7. The CSO shall lock the door and re-arm all alarm devices 

8. The CSO shall call back and ask the requestor to verify that the door is locked 

 

 

2.5.5 Tailgating  

Tailgating is the entry of multiple individuals through an access-controlled door or gate without 

closing the door (or gate) between entries.  Tailgating is allowed by authorized ID Badge holders 

provided that each presents their badge to the card reader or person controlling access prior to 

entry.  Tailgating by unauthorized individuals or anyone not possessing an authorized ID Badge is 

not allowed. 

 

 



 

 

 

 

 

 

 

 

 

 

 

 

 

This page intentionally left blank 



APPENDIX  A

CONTRACTOR’S  ACKNOWLEDGEMENT

OF  CITY  OF  AUSTIN  WATER  UTILITY
FACILITY  SECURITY  PROCEDURES  FOR  CONTRACTORS

PROJECT  NAME: _______________________________________________

CIP  NUMBER: _______________________

By signing this document, I acknowledge that I have received a copy of the Austin Water  
Utility’s FACILITY  SECURITY  PROCEDURE  FOR  CONTRACTORS, and that I have 
read it and understand its contents.  Furthermore, I agree to follow all the provisions contained 
therein.

CONTRACTOR: _______________________________________________

PROJECT  MANAGER:

__________________________________ _____________________________________
Print Signature

SITE  SUPERINTENDENT:

__________________________________ _____________________________________
Print Signature

SUBCONTRACTOR:  _________________________________________________________
PROJECT  MANAGER:

__________________________________ _____________________________________
Print Signature

SITE SUPERINTENDENT:

__________________________________ _____________________________________
Print Signature

SUBCONTRACTOR:  _________________________________________________________
PROJECT  MANAGER:

__________________________________ _____________________________________
Print Signature

SITE SUPERINTENDENT:

___________________________________ _____________________________________
Print Signature





APPENDIX  B:

APPLICATION  FOR  AUTHORIZATION
TO  ENTER  SECURED  AUSTIN WATER  UTILITY  FACILITIES

(CONTRACTOR  EMPLOYEE)

Date of Application: ____ - ____ - ____
                                                        mm            dd             yy    

PROJECT: _____________________________________________    CIP  No __________________

CONTRACTOR: ___________________________________________________________________

SUBCONTRACTOR:  _______________________________________________________________

SITE(S) TO  BE  ACCESSED:   _______________________________________________________

APPLICANT : ____________________________    ______________________________    _____________________
Last  Name                                                              First  Name                                                  Middle  Name

Job Title:  ____________________________________________
For 
Home Address: ________________________________________________________________
                                                                                                        Street  /   Apt No.                                       

_________________________    _______________________    ___________________   ______________
City                                                                State                                             Country                                 Zip Code

Telephone Nos.:     (_____) _____-__________       (_____)  _____-_________________
Home                                                     Work

Birth date: _____ - ____ - ______
mm           dd                yr

Birth place :  __________________     ___________________     ___________________     ___________________
City                                          County                                           State                                       Country  

Driver’s License:  __________________________     _______     ____________________    _____________________
Number                                                Class                 Exp Date  (mm-dd-yr)                 Issuing  State or Country

Signature: ______________________________________________ 

SUPERVISOR: ________________________________    __________________________________     ____
Last  Name                                                                     First  Name                                                   M.I.

Job Title:  ___________________________________________ Work Telephone No.  _____________________

Signature: __ ___________________________________

AUTHORIZATIONS:
CONTRACTOR’S  PROJECT  MANAGER: ______________________________   ______________________________
                                                                                                                               Print                                                                                     Sign

UTILITY’S  PROJECT  MANAGER:     _________________________________   _______________________________
                                                                                                                          Print                                                                                        Sign

SITE / DIVISION  MANAGER: ____________________________________  __________________________________
                                                                                                                    Print                                                                                           Sign

AUTHORIZED  FOR  BADGE  PREPARATION:______________________________________
                                                                                                                                                                             Security Manager

Background Check Completed  / Submitted: Yes  - Date  ____________     No          “ Escorted”  or  Unescorted            Date Audited:  _________________
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Division 1 General Requirements 
  Reference Standards And Definitions                            

 Section 01095 
 
 
DEFINITIONS 
 
General:  Basic Contract definitions are included in the General Conditions, Section 00700 included herein. 
 
Approved:  The term approved, when used in conjunction with the Owner's Representative's action on the 
CONTRACTOR'S submittals, applications, and requests, is limited to the Owner's Representative's duties and 
responsibilities as stated in the Conditions of the Contract.  A stamp reading "No Exceptions Taken" shall have the 
same intent as "Approved". 
 
Furnish:  The term furnish means supply and deliver to the Project site, ready for unloading, unpacking, assembly, 
installation, and similar operations. 
 
Indicated:  The term indicated refers to graphic representations, notes, or schedules on the Drawings, or other 
paragraphs or schedules in the Specifications, and similar requirements in the Contract Documents.  Terms such 
as shown, noted, scheduled, and specified are used to help the reader locate the reference.  There is no limitation 
on location. 
 
Install:  The term install describes operations at the Project site including the actual unloading, unpacking, assembly, 
erecting, placing, anchoring, applying, working to dimension, finishing, curing, protecting, cleaning, and similar 
operations. 
 
Installer:  An Installer is the CONTRACTOR or another entity engaged by the CONTRACTOR, either as an 
employee, subcontractor, or contractor of lower tier, to perform a particular construction activity, including 
installation, erection, application, and similar operations.  Installers are required to be experienced in operations 
they are engaged to perform. 
 
Project Site:  The space available to the CONTRACTOR for performing construction activities either exclusively or 
in conjunction with others performing other work as part of the Project.  The extent of the Project site is shown on 
the Drawings and may or may not be identical with the description of the land on which the Project is to be built. 
 
Provide:  The term provide means to furnish and install, complete and ready for the intended use. 
 
Regulations:  The term regulations includes laws, ordinances, statutes, and lawful orders issued by authorities 
having jurisdiction, as well as rules, conventions, and agreements within the construction industry that control 
performance of the Work. 
 
Trades:  Using terms such as carpentry is not intended to imply that certain construction activities must be performed 
by accredited or unionized individuals of a corresponding generic name, such as carpenter.  It also does not imply 
that requirements specified apply exclusively to trades persons of the corresponding generic name. 
 
INDUSTRY STANDARDS 
 
Applicability of Standards:  Work specified by reference to published standard or specification of government 
agency, technical association, trade association, professional society or institute, testing agency, or other 
organization shall meet requirements or surpass minimum standards of quality for materials and workmanship 
established by designated standard or specification. Except where the Contract Documents include more stringent 
requirements, applicable construction industry standards have the same force and effect as if bound or copied 
directly into the Contract Documents to the extent referenced.  Such standards are made a part of the Contract 
Documents by reference. 
 
Publication Dates:  Comply with the standards in effect as of the date of the Contract Documents. 
 
Conflicting Requirements:  Where compliance with two or more standards is specified and where the standards 
may establish different or conflicting requirements for minimum quantities or quality levels, refer to the Owner's 
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Representative for a decision before proceeding. Unless directed otherwise, where two or more standards are 
specified to establish quality, product and workmanship shall meet or exceed requirements of most stringent. 
 
Where both a standard and a brand name are specified for a product in Contract Documents, proprietary product 
named shall meet or exceed requirements of specified reference standard. 
 
Copies of Standards:  Each entity engaged in construction on the Project is required to be familiar with industry 
standards applicable to its construction activity.  Copies of applicable standards are not bound with the Contract 
Documents. Where copies of standards are needed by Contractor, obtain a copy or copies directly from publication 
source and maintain in an orderly manner at the Site as Work Site records, available to Contractor’s personnel, 
Subcontractors, Owner, and Engineer. 
 
Abbreviations and Names:  Trade association names, titles of general standards, and names and titles of 
government agencies are frequently abbreviated.  Where such acronyms or abbreviations are used in the 
Specifications or other Contract Documents, they mean the recognized name of the trade association, standards-
generating organization, authority having jurisdiction, or other entity applicable to the context of the text provision.  
Refer to the "Encyclopedia of Associations," published by Gale Research Co., available in most libraries. 
 
    AA    Aluminum Association 
 
       AABC  Associated Air Balance Council     
 
       AAMA       American Architectural Manufacturer's Association 
 
       AAN         American Association of Nurserymen. 
 
       AASHTO     American Association of State Highway and Transportation  
                    Officials. 
 
       AATCC      American Association of Textile Chemists and Colorists 
        

ABMA American Bearing Manufacturers’ Association 
 

ACI        American Concrete Institute 
 
       ACIL       American Council of Independent Laboratories 
 
       ACPA       American Concrete Pipe Association 
 
       ADC        Air Diffusion Council 
 
       AFBMA    Anti-Friction Bearing Manufacturers Association 
 
 AEIC  Association of Edison Illuminating Companies  
 

AGA        American Gas Association 
 
       AGC        Associated General Contractors of America 
 
       AGMA       American Gear Manufacturers Association 
 
       AHA  American Hardboard Association 
 
 AHAM       Association of Home Appliance Manufacturers 
 
       AHRI  Air-Conditioning, Heating, and Refrigeration Institute  

 
AI          Asphalt Institute 

 
       AIA         American Institute of Architects 
 



   

01095   07/21/03 Page 3 of 9 Reference Standards and Definitions 

       AIHA  American Industrial Hygiene Association 
 
 AISC       American Institute of Steel Construction 
 
       AISI        American Iron and Steel Institute 
 
       AITC       American Institute of Timber Construction. 
 
 ALCA  Associated Landscape Contractors of America 
 
 ALI  Associated Laboratories, Inc. 
 
       ALS  American Lumber Standards  

 
ALSC       American Lumber Standards Committee 

 
       AMCA       Air Movement and Control Association 
 
       ANSI       American National Standards Institute. 
 
 AOAC  Association of Official Analytical Chemists 
 
 AOSA  Association of Official Seed Analysts 
 
       APA        American Plywood Association 
 
       API         American Petroleum Institute. 
 
       APWA  American Public Works Association  
 

AREA       American Railroad Engineers Association 
 
 ARI  Air Conditioning and Refrigeration Institute 
 
 ARMA  Asphalt Roofing Manufacturers Association 
 
 ASA  Acoustical Society of America 
 
       ASA        American Standards Association. 
 
       ASC        Adhesive and Sealant Council 
 

ASABE  American Society of Agricultural and Biological Engineers  
 

ASCE       American Society of Civil Engineers 
 
       ASHRAE     American Society of Heating, Refrigerating & Air  
                    Conditioning Engineers 
 
       ASME       American Society of Mechanical Engineers 
 
       ASNT  American Society for Nondestructive Testing  
 

ASPE       American Society of Plumbing Engineers 
 
       ASSE       American Society of Sanitary Engineering 
 
       ASTM       American Society for Testing and Materials. 
 
 AWCMA American Window Covering Manufacturers Association 
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       AWG        American Wire Gage 
 
       AWI        Architectural Woodwork Institute 
 
       AWPA       American Wood Preservers Association 
 
       AWPB       American Wood Preservers Bureau 
 
       AWPI       American Wood Preservers Institute 
 
       AWS        American Welding Society 
 
       AWWA       American Water Works Association 
 
       BHMA       Builders Hardware Manufacturers Association 
 
 BIA  Brick Institute of America 
 
 BIFMA  Business and Institutional Furniture Manufacturers Association 
 
 CAGI  Compressed Air and Gas Institute 
 
 CAUS  Color Association of the United States 
 
       CBM        Certified Ballast Manufacturers 
 
 CCC  Carpet Cushion Council 
 
       CDA        Copper Development Association 
 
       CE   Corps of Engineers 
 
 CFR  Code of Federal Regulations 
 
 CGA        Compressed Gas Association 
 
 CISCA  Ceiling and Interior Systems Construction Association 
 
 CISPI  Cast Iron Soil Pipe Institute 
 
 CMAA  Crane Manufacturers’ Association of America  
 

CPSC  Consumer Product Safety Commission 
 
       CRI        Carpet and Rug Institute 
 
       CRSI       Concrete Reinforcing Steel Institute 
 
       CS         Commercial Standard of NBS (U.S. Dept. of Commerce) 
 

CSI  Construction Specifications Institute  
 

CTI         Ceramic Tile Institute 
 
       DFPA       Douglas Fir Plywood Association 
 
       DHI        Door and Hardware Institute 
 
 DIN  Deutsches Institut für Normung e.V. 
 

DIPRA  Ductile Iron Pipe Research Association 
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DLPA  Decorative Laminate Products Association 

 
 DOC  U.S. Department of Commerce 
 
 DOT  Department of Transportation 
 
 ECSA  Exchange Carriers Standards Association 
 
 EIA  Electronic Industries Association 
 
 EIMA  Exterior Insulation Manufacturers Association 
 
 EJCDC  Engineers Joint Contract Documents Committee 
 

ETL  Electrical Test Laboratories  
 

EJMA  Expansion Joint Manufacturers Association 
 
 EPA  Environmental Protection Agency 
 
 FAA  Federal Aviation Administration 
 
 FCC  Federal Communications Commission 
 

FDA  Food and Drug Administration  
 

FEMA  Federal Emergency Management Agency  
 

FGMA       Flat Glass Marketing Association 
 
 FHA  Federal Housing Administration 
 
       FIPS  Federal Information Processing Standards  
 

FM         Factory Mutual Research Organization 
 
FM         FM Global  
 
FS  Federal Specifications 

  
 FSC  Forest Stewardship Council 
 
 FTI  Facing Tile Institute 
 
       GA         Gypsum Association 
 
       GANA  Glass Association of North America  
 

GSA        General Services Administration 
 
 HEI  Heat Exchange Institute 
 
 HI  Hydronics Institute 
 
 H.I.  Hydraulic Institute 
 
 HMA  Hardwood Manufacturers Association 
 
 HMI  Hoist Manufacturers’ Institute 
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 HPMA  Hardwood Plywood Manufacturers Association 
 
 IBC  International Building Code 
 

IBD  Institute of Business Designers 
 
ICBO  International Conference of Building Officials  
 
ICC  International Code Council 
 

 ICEA  Insulated Cable Engineers Association, Inc. 
 
IFC  International Fire Code 

 
       IEEE       Institute of Electrical and Electronic Engineers, Inc. 
 
       IESNA      Illuminating Engineering Society of North American 
 
       IFI  Industrial Fasteners Institute 
 

IGCC       Insulating Glass Certification Council 
 
IGMA  Insulating Glass Manufacturer’s Alliance 

  
ILI  Indiana Limestone Institute of America 
 
IMC  International Mechanical Code 

 
       IMSA       International Municipal Signal Association 
 

INDA  Association of the Nonwoven Fabrics Industry 
 
IPC  International Plumbing Code 

  
IRI  Industrial Risk Insurers 
 
ISA  International Society of Automation 

  
ISA  Instrument Society of America 
 
ISO  International Organization for Standardization 

        
ITE         Institute of Transportation Engineers 
 
ITL  Independent Testing Laboratory 
 
JIC  Joint Industry Conferences of Hydraulic Manufacturers 

 
 LEEDTM  Leadership in Energy and Environmental Design 
 
 LIA  Lead Industries Association, Inc. 
 
 LPI  Lightning Protection Institute 
 
 MBMA  Metal Building Manufacturer's Association 
 
 MCAA  Mechanical Contractors Association of America 
 
 MFMA  Maple Flooring Manufacturers' Association 
 
 MIA  Marble Institute of America 
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       ML/SFA     Metal Lath/Steel Framing Association 
 
       MMA  Monorail Manufacturers’ Association  
 

MSS        Manufacturers Standardization Society of the Valve and  
                    Fittings Industry 
 
       MUTCD      Texas Department of Transportation Manual on Uniform Traffic Control Devices 
 
       NAAMM      National Association of Architectural Metal  
                    Manufacturers 
 

NACE  NACE International 
 
 NAIMA  North American Insulation Manufacturers Association 
 
 NAPA  National Asphalt Pavement Association 
 
       NBFU       National Board of Fire Underwriters 
 
       NBGQA      National Building Granite Quarries Association 
      
 NBS        National Bureau of Standards (U.S. Dept. of Commerce) 
 
       NCMA  National Concrete Masonry Association 
 
 NCRPM National Council on Radiation Protection and Measurements 
 
 NCSPA  National Corrugated Steel Pipe Association 
 
 NEC        National Electrical Code (Published by NFPA) 
 
       NECA       National Electrical Contractors Association 
 
 NEII  National Elevator Industry, Inc. 
 
       NEMA       National Electrical Manufacturers Association 
 
 NESC  National Electrical Safety Code  
 

NETA  International Electrical Testing Association 
 
       N.F.P.A.       National Forest Products Association 
 
       NFPA       National Fire Protection Association 
       
       NHLA       National Hardwood Lumber Association 
 
 NICET  National Institute for Certification in Engineering Technologies  
 

NIST  National  Institute of Standards and Technology 
 
 NLGA  National Lumber Grades Authority 
 
 NOFMA National Oak Flooring Manufacturers Association 
 
 NPA  National Particleboard Association 
 
 NPCA  National Paint and Coatings Association 
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       NRCA       National Roofing Contractors Association 
 
       NRTL  Nationally Recognized Testing Laboratories 
 

NSF  NSF International 
 
NSPE  National Society of Professional Engineers 

 
NWMA       National Woodwork Manufacturers Association 

 
 NWWDA National Wood Window and Door Association 
 

OSHA  Occupational Safety and Health Administration 
 
 PCA  Portland Cement Association 
 
 PCI  Precast/Prestressed Concrete Institute 
 
 PDI  Plumbing and Drainage Institute 
 
 PE  Professional Engineer 
 
 PPI  Plastic Pipe Institute 
 

PS  Product Standards Section-U.S. Department of Commerce  
 

REA  Rural Electrification Administration 
 
 RFCI  Resilient Floor Covering Institute 
 
       RMA        Rubber Manufacturing Association 
 
 RPLS  Registered Professional Land Surveyor 
 
       RUS  Rural Utilities Service 
 

SAE  SAE International 
 

SDI  Steel Deck Institute 
 
 S.D.I.  Steel Door Institute 
 
       SFPA       Southern Forest Products Association 
  
 SGCC  Safety Glazing Certification Council 
 
 SIGMA  Sealed Insulating Glass Manufacturers Association 
 
 SJI  Steel Joist Institute 
 
 SMACNA Sheet Metal and Air Conditioning Contractors National Association 
 
       SPI  Society of the Plastics Industry  
 

SPIB       Southern Pine Inspection Bureau 
 
 SPRI  Single Ply Roofing Institute 
 
 SSPC  Steel  Structures Painting Council 
 
 SSPMA    Sump and Sewage Pump Manufacturers Association 
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 STI/SPFA Steel Tank Institute/Steel Plate Fabricators    Association  
 

SWI  Steel Window Institute        
 
 SWPA  Submersible Wastewater Pump Association 
 
 TEMA  Tubular Exchanger Manufacturers’ Association 
 

TCA  Tile Council of America 
 
 TEX TEST   TxDOT Laboratory Test 
 
 TIA  Telecommunications Industry Association 
 

TIMA  Thermal Insulation Manufacturers Association 
 
 TPI  Truss Plate Institute 
       
 TxDOT   Texas Department of Transportation 
 
       UL          Underwriters Laboratory, Inc. 
 
 UBC  Uniform Building Code  
 

UFC  Uniform Fire Code 
 

USBR  U.S. Bureau of Reclamation 
 

USDA  U. S. Department of Agriculture 
 
 USGBC  U. S. Green Building Council 
 
 USPS  U. S. Postal Service 
  
 WCLIB   West Coast Lumber Inspection Bureau 
 
 WCMA   Wallcovering Manufacturers Association 
 

WI  Wood Institute  
 

WIC  Woodwork Institute of California 
 
 WLPDIA Western Lath, Plaster, Drywall Industries Association 
 
 WRI  Wire Reinforcement Institute 
 
 WSC  Water Systems Council 
 
 WSFI  Wood and Synthetic Flooring Institute 
  
       WWPA       Western Wood Products Association 
 
 W.W.P.A. Woven Wire Products Association 
 
END 
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Division 1 General Requirements 
STORM WATER POLLUTION PREVENTION PLAN (SWPPP) 

Section 01096 
 
The Storm Water Pollution Prevention Plan for this project is included in Volume 6. 
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Division 1 General Requirements 
PROJECT MEETINGS 

Section 01200 
 
PART 1 - GENERAL 

  
1.1 RELATED DOCUMENTS 
 
Documents related to this section will include the construction drawings and general provisions of the 
Contract, including the General Conditions, Section 00700, Supplemental General Conditions, Section 
00810, and other Division 1 requirements. 
 
1.2  SUMMARY 

 
A.   This section describes the preconstruction conference and other Project related meetings which 

may be held on a routine schedule throughout the duration of the Project. 
 

B.   The CONTRACTOR, or his authorized representative(s), shall attend all Project related meetings 
as indicated herein.  The CONTRACTOR's representatives, as a minimum, shall include his 
Project Manager and Superintendent.  Other CONTRACTOR's representatives may attend Project 
related meetings; however, there shall be a maximum of four (4) CONTRACTOR’s 
representatives at any one meeting unless the ENGINEER/ARCHITECT approves a larger 
number. 

 
C.   The CONTRACTOR shall provide all pertinent reports, copies of reports, etc., for each meeting 

as may be required by this or other sections of the Contract. 
 
1.4   PRECONSTRUCTION CONFERENCE 
 
A.   Attendees 
  
 A preconstruction conference shall be held as soon after the award and execution of the Contract 

as possible and before any Work at the site is started.  The conference will be held at a location 
selected by the Owner’s Project Manager.  The Owner’s Project Manager shall prepare and 
distribute the meeting agenda, preside over the conference, and may distribute meeting 
minutes. The conference shall be attended by: 

 
1. CONTRACTOR's Project Manager. 

2. CONTRACTOR's Superintendent. 

3. Any Subcontractors' and/or Suppliers' representatives whom the CONTRACTOR may desire 
to invite or whom the ENGINEER/ARCHITECT or OWNER may request to attend. Key 
representatives would include a representative from the supplier/constructor of the pumps, 
welded steel water storage reservoir, building, surge control system, electrical/control 
systems, and pipelines. 

4. ENGINEER/ARCHITECT's representative. 

5. OWNER’s Project Manager. 

6. OWNER’s REPRESENTATIVE 

7. OWNER’s Sponsor Department Representative. 

8. Representative from the City of Austin, Transportation Department if a traffic management 
plan is required.  

9. Representative from the City of Austin, Watershed Protection and Development Review 
Department, Environmental Inspection Division, if site erosion / sedimentation controls are 
required. 

10. Representative from the City of Austin, Transportation Department if utility coordination has 
occurred through the Austin Utility Location and Coordination Committee.  
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11. Representative from the City of Austin, Contract Management Department, Contract 
Administration Division, to discuss wage. 

12. Representative from the City of Austin, Small and Minority Business Resources Department 
to discuss M/WBE compliance.  

 
B.   Meeting topics 

  The topics to be discussed may include, but will not be limited to, the following items: 
 

1. Introduction of persons attending the meeting. 

2. General project description, including length of contract and liquidated damages. 

3. Key personnel associated with the construction (may include, but is not limited to the 

following): 

• CONTRACTOR’s Project Manager 

• CONTRACTOR’s Superintendent 

• OWNER’s Project Manager 

• ENGINEER/ARCHITECT’s representative 

• OWNER’s Sponsor Department Representative. 

• Representatives of the various utilities. 

4. Lines of communication and chains of command. 

5. Wage and personnel records and reporting requirements. 

6. Subcontractors and suppliers. 

7. Submittal review and approval procedure.  Submittals may include, but are not limited to 
the following: 

• Letter stating the name and qualifications of the CONTRACTOR’s Superintendent 

• Letter(s) from the Subcontractor(s) listing their salaried specialists 

• If applicable, a letter designating the Registered Professional Land Surveyor 

• If applicable, a letter designating the Safety Representative (for general project safety) 
and the “Competent Person” for excavation safety 

• Excavation Safety Systems Plan 

• Schedule of Values 

• Schedule for submittals 

• Shop drawings 

• Construction schedule (The schedule shall indicate the phases of work in which 
subcontractors will be participating.  Subcontractors shall be indicated by name.) 

• Payroll reports 

• Substitution of subcontractors 

• Non-use of asbestos materials affidavit 

• Appropriate safety training certificates for workers that will initially be on site 

• Documentation for all workers initially on site who are governed by a prevailing wage 
classification as described in Section 00830.  

• Construction Equipment Emissions Reduction Plan 

 
8. Job and traffic safety. 

9. Permits. 

10. Utility coordination report. 
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11. Notification of property owners and other affected by the project 

12. Job meetings. 

13. Use of the site for construction, storage, staging, etc., and interrelationship with other 
contracts. 

14. Equal opportunity requirements. 

15. Laboratory testing of material requirements. 

16. Inventory of materials stored on site provisions. 

17. Progress estimate and payment procedure. 

18. Posting of signs. 

19. Project safety.  

20. Prompt payment procedure. 

21. Review of contract - addenda, supplementary general conditions, special provisions, special 
specifications, and other unique project items. 

22. Other 

 
1.5   JOB MEETINGS 
 
 
A.   General 
 
 Job meetings shall be held as deemed necessary by the ENGINEER/ARCHITECT or OWNER or as 

requested by the CONTRACTOR throughout the duration of the Project.  The meetings shall be 
held at a location selected by or approved by the Owner’s Representative.  The OWNER's 
REPRESENTATIVE or CONTRACTOR, as agreed to, shall preside over the meeting and issue 
meeting minutes.  

 
B.   Attendees 
 

 Job meetings will be attended by the following: 
 

1. CONTRACTOR's Project Manager, when requested to attend. 

2. CONTRACTOR's Construction Superintendent. 

3. Any subcontractors' and/or suppliers' representatives whom the CONTRACTOR may desire 
to invite or whom the ENGINEER/ARCHITECT or OWNER requests to attend. 

4. OWNER’s REPRESENTATIVE 

5. ENGINEER/ARCHITECT's representative(s), if needed or required. 

6. OWNER’s PROJECT MANAGER, if needed or required 

7. OWNER’s Sponsor Department representative(s), if needed or required. 

 
C.   Meeting topics 
 

  The topics will include, but not necessarily be limited to, the following subjects: 
 

1. Review of previous meetings' notes and update of pertinent information and Project status. 

2. Identification and discussion of new job related construction problems.  Such discussion will 
be toward resolving identified problems. 

3. Review work accomplished to date and establish proposed construction activities for the 
upcoming week(s). 

4. Discuss the status of or need for change orders. 
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5. Check of required bonds and insurance certificates (including Workers’ Compensation 
Insurance verification for CONTRACTOR’s, Subcontractor’s, and Sub-Subcontractor’s 
employees as stated in Section 00700, General Conditions, 5.2 Workers’ Compensation). 

6. Status of pay requests. 

7. Work in progress. 

8. Review and update construction schedule. 

9. Review of submittals schedule and status of submittals. 

10. Status of SMBR Compliance Plan. 

11. Status of Safety Training certificates for all new workers on project. 

12. Other. 

 
1.6  OTHER MEETINGS 
 
Other meetings shall be held from time to time as may be requested by the CONTRACTOR, the 
ENGINEER/ARCHITECT, or the OWNER.  The time and place of the meetings shall be as mutually agreed 
upon.  The attendance at the meetings shall be as requested by the party requesting the meeting. 
 
END 
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Division 1 General Requirements 
Submittals 

Section 01300 
 
PART 1 - GENERAL 
 
1.1 RELATED DOCUMENTS: 
 
The Contractor prepares submittals.  Drawings and general provisions of Contract, including Section 
00700, “General Conditions”; Section 00810, “Supplemental General Conditions”; Division 1 
requirements and City of Austin Technical Specifications and Special Provisions thereto, should be 
used as the related documents for this requirement.  Attachment 1 lists the submittals that have 
been identified for this project. 
 
1.2 SUMMARY 
 

A. This Section includes administrative and procedural requirements for submittals 
required for performance of the Work, including the following: 

1. Security plan. 
2. Contractor's construction schedule. 
3. Submittal schedule. 
4. Shop drawings. 
5. Product data. 
6. Samples. 
7. Quality assurance and quality control submittals, including calculations, mix designs 

and substantiating test results.  
 

B. Administrative Submittals:  Refer to other Division 1 Sections and other Contract 
Documents for requirements for administrative submittals.  Such submittals include, but 
are not limited to, the following:                                                                                                                                                                                                                                                                                                                                                                                 

1. Permits. 
2. Applications for Payment. 
3. Performance and Payment bonds. 
4. Insurance certificates. 
5. Monthly Subcontractors expense report. 
6. Non-use of asbestos affidavits 

C. Related Sections: The following Sections contain requirements that relate to this 
Section: 

1. Section 00700, “General Conditions”; Section 00810, “Supplemental General 
Conditions”; and/or Division 1, Section 01025, "Measurement and Payment" specifies 
requirements for submittal of the Schedule of Values. 

2. Division 1, Section 01200, "Project Meetings" specifies requirements for submittal 
and distribution of meeting and conference minutes. 

3. Section 00700, “General Conditions”; Section 00810, “Supplemental General 
Conditions”; and/or Division 1, Section 01700, "Contract Close-out" specifies 
requirements for submittal of Project Record Documents and warranties at project 
close-out. 

4. Section 00700, “General Conditions” Article 6.2.4 specifies requirements for 
Substitutes and “Approved Equal” Items. 

 

PART 2 - PRODUCTS - not used 
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PART 3 - EXECUTION 

3.1 SUBMITTAL PROCEDURES 

Contractor shall be responsible for the following: 

A. Coordination:  Coordinate preparation and processing of submittals with performance of 
construction activities.  Transmit each submittal sufficiently in advance of performance of 
related construction activities to avoid delay. 

1. Coordinate each submittal with fabrication, purchasing, testing, delivery, other 
submittals, and related activities that require sequential activity. 

2. Coordinate transmittal of different types of submittals for related elements of the 
Work so processing will not be delayed by the need to review submittals or 
resubmittals concurrently.  

a. The E/A reserves the right to withhold action on a submittal requiring 
coordination with other submittals until all related submittals are received. 

3. Processing:  To avoid the need to delay installation as a result of the time required 
to process submittals, allow sufficient time for submittal review, including time for 
resubmittals. 

a. Allow fourteen (14) calendar days for initial review.  Allow additional time if the 
Engineer must delay processing to permit coordination with subsequent 
submittals. 

b. If an intermediate submittal is necessary, process the same as the initial 
submittal. 

c. Allow fourteen (14) calendar days for processing each resubmittal. 

d. No extension of Contract Time will be authorized because of failure to transmit 
submittals to the E/A sufficiently in advance of the Work to permit processing. 

B. Submittal Preparation: Place a permanent label or title block on each submittal for 
identification.  Indicate the name of the entity that prepared each submittal on the label 
or title block. 

1. Provide a space approximately 4 inches by 5 inches (100 by 125 mm) on the label 
or beside the title block on Shop Drawings to record the Contractor's review and 
approval markings and the action taken. 

2. Include the following information on the label for processing and recording action 
taken. 

a. Project name. 
b. Date. 
c. Name and address of the Contractor’s Engineer. 
d. Name and address of the Contractor. 
e. Name and address of the subcontractor. 
f. Name and address of the supplier. 
g. Name of the manufacturer. 
h. Number and title of appropriate Specification Section. 
i. Drawing number and detail references, as appropriate. 

 
C. Number of Copies: 

1. Two (2) copies of the proposed Construction schedule and subsequent revision are 
required. 

2. Two (2) copies of the proposed Submittal schedule and subsequent revision are 
required. 
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3. Nine (9) copies of Shop Drawings, Product, Product Samples, Quality Assurance and 
Quality Control submittals are required. 

D. Submittal Transmittal: Package each submittal appropriately for transmittal and handling.  
Transmit each submittal from the Contractor to the E/A through the Owner’s 
Representative using a transmittal form (An example Transmittal Form is provided at the 
end of this section).  The E/A will not accept submittals received from sources other than 
the Contractor. 

1. On the transmittal, record relevant information and requests for data.  On the form, 
or separate sheet, record deviations from Contract Document requirements, 
including variations and limitations.  Include Contractor's certification that 
information complies with Contract Document requirements. 

2. Number transmittals in sequence for each Series of the Specifications thus:  x-xxx.  
The number after the dash indicates the Section of the Specifications, and the number 
before the dash is the sequence number of the transmittal.  For example, the first 
item submitted related to Specification Item No. 506, “Manholes” would be labeled 
1-506, the second item submitted would be labeled 2-506, etc.  If the submittal 
item relates to a Special Provision or Special Specification, use SP506 or SS5061, 
for example, to indicate the applicable Specification Section.  Identify resubmittals 
with a letter of the alphabet following the original sequence number, using “A” for 
the first resubmittal, “B” for the second resubmittal, etc.  For example, the first 
resubmittal of the second item submitted for Specification SP506 would be labeled 
2A-SP506. 

3.2 CONTRACTOR'S CONSTRUCTION SCHEDULE 

A. Construction Schedule: As described in Section 2.4.2 of Section 00700 "General 
Conditions", prepare a fully developed Contractor’s construction schedule ("Baseline 
Schedule") using Microsoft Project© software unless otherwise approved by Owner's 
Representative.  Submit Baseline Schedule prior to or at the preconstruction conference, 
and submit updated schedules as specified by the E/A, usually at each regularly scheduled 
Project Meeting and with each pay application. 
 
1. Detail each significant construction activity and use a weekly timeframe for the 

schedule.  Use the same breakdown of units of the Work as indicated in the "Schedule 
of Values." 

2. With each update, revise task completion percentage and mark completed tasks.   

3. Prepare the schedule on a sheet, or series of sheets, of stable transparency, or other 
reproducible media, of sufficient width to show data for the entire construction period. 

4. Secure time commitments for performing critical elements of the Work from parties 
involved.  Coordinate each element on the schedule with other construction activities; 
include minor elements involved in the sequence of the Work.  Show each activity in 
proper sequence.  Indicate graphically the critical path items and the sequences 
necessary for completion of related portions of the Work. 

5. Indicate the phases of work in which subcontractors will be participating.  
Subcontractors shall be indicated by name. 

6. Coordinate the Contractor's Construction Schedule with the Schedule of Values, list 
of subcontracts, Submittal Schedule, progress reports, payment requests, and other 
schedules. 

7. Indicate substantial completion in advance of the date established for Final 
Completion to allow time for the E/A's procedures necessary for certification of 
Substantial and Final Completion. 
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B. Work Stages: Indicate important stages of construction for each major portion of the 
Work, including submittal review, testing, and installation. 

C. Cost Correlation: Within the Baseline Schedule, provide cost information indicating 
planned and actual costs.  On the appropriate task line(s), show dollar volume of Work 
performed as of the dates used for preparation of applications for payment.  Refer to 
Section 00700, “General Conditions”, Article 14 Payment to Contractor and Completion 
for cost reporting and payment procedures. 

D. Distribution: Following response to the Baseline Schedule submittal, distribute electronic 
copies to the E/A, subcontractors, suppliers, and other parties required to comply with 
scheduled dates. Keep a copy at the Project Site at all times. 

1. When revisions are made, distribute to the same parties and post in the same 
locations.  Delete parties from distribution when they have completed their assigned 
portion of the Work and are no longer involved in construction activities. 

E. Schedule Updating: Revise the schedule after each meeting, event, or activity where 
revisions have been recognized or made and as requested by the E/A.  Issue the updated 
schedule concurrently with the report of each meeting, or as requested by the E/A. 

3.3 SUBMITTAL SCHEDULE 

A. Concurrently with the development of the Contractor's Construction Schedule, prepare a 
complete schedule of submittals.  Submit the initial Submittal Schedule along with the 
Construction Schedule, at, or prior to, the Pre-construction Conference. 

1. Coordinate Submittal Schedule with the list of subcontractors, Schedule of Values, 
and the list of products as well as the Contractor's Construction Schedule. 

2. Prepare the schedule in chronological order.  Provide the following information: 

a. Scheduled date for the first submittal. 
b. Related Section number or Specification number. 
c. Submittal category (Shop Drawings, Product Data, Calculations, Test Results, or 

Samples). 
d. Name of the subcontractor. 
e. Description of the part of the Work covered. 
f. Scheduled date for resubmittal. 
g. Scheduled date for completion of the E/A's review. 

B. Distribution: Following Owner’s response to the initial submittal, print and distribute 
copies to the Owner’s Representative, E/A, Owner, subcontractors, suppliers, and other 
parties required to comply with submittal dates indicated.  Keep copies at the Project Site 
at all times. 

1. When revisions are made, distribute to the same parties and post in the same 
locations.  Delete parties from distribution when they have completed their assigned 
portion of the Work and are no longer involved in construction activities. 

C. Schedule Updating: Revise the schedule after each meeting or activity where revisions 
have been recognized or made.  Issue the updated schedule concurrently with the report 
of each meeting, or as requested by the E/A. 

3.4 CONSTRUCTION SEQUENCE PLANS 

The Contractor is required to submit construction sequence plans to the City at, or prior to, 
the pre-construction conference for approval.  The Project shall be divided into phases 
according to the sequence of construction given in the Drawings and traffic control plans.  
The Contractor shall arrange his/her work schedule to complete all Work on each phase, 
including street repair, any valve casting or manhole adjustments, and street overlay before 
moving on to the next work area. 
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3.5 SHOP DRAWINGS 

A. Submit newly prepared information drawn accurately to scale.  Highlight, circle, or 
otherwise indicate deviations from the Contract Documents.  Do not reproduce Contract 
Documents or copy standard information as the basis of Shop Drawings.  Standard 
information prepared without specific reference to the Project is not a Shop Drawing. 

 
B. Shop Drawings include fabrication and installation Drawings, setting diagrams, schedules, 

patterns, templates and similar Drawings.  Include the following information: 

1. Dimensions; 
2. Identification of products and materials included by sheet and detail number; 
3. Compliance with specified standards; 
4. Notation of coordination requirements; and 
5. Notation of dimensions established by field measurement. 
6. Sheet Size: Except for templates, patterns and similar full-size Drawings, submit 

Shop Drawings on sheets at least 8-1/2 inches by 11 inches but no larger than 24 
inches by 36 inches. 

7. Do not use Shop Drawings without an appropriate stamp indicating action taken. 

3.6 PRODUCT DATA 

A. Collect Product Data into a single submittal for each element of construction or system.  
Product Data includes printed information, such as manufacturer's installation 
instructions, catalog cuts, standard color charts, roughing-in diagrams and templates, 
standard wiring diagrams, applicable certifications and performance curves. 

1. Mark each copy to show applicable choices and options.  Where printed Product Data 
includes information on several products that are not required, mark copies to 
indicate the applicable information.  Include the following information: 

a.  Manufacturer's printed recommendations; 
b.  Compliance with trade association standards; 
c.  Compliance with recognized testing agency standards; 
d.  Application of testing agency labels and seals; 
e.  Notation of dimensions verified by field measurement; and 
f.   Notation of coordination requirements. 

2. Do not submit Product Data until compliance with requirements of the Contract 
Documents has been confirmed. 

3. Distribution:  Furnish copies of final submittal to installers, subcontractors, suppliers, 
manufacturers, fabricators, and others required for performance of construction 
activities.  Show distribution on transmittal forms. 

a.  Do not proceed with installation until a copy of the final submission of Product 
Data is in the Installer's possession. 

b.  Do not permit use of unmarked copies of Product Data in connection with 
construction. 

4. Potable Water, Reclaimed Water, and Wastewater Items or Projects: The Contractor 
shall submit descriptive information and evidence that the materials and equipment 
the Contractor proposes for incorporation into the Work is of the kind and quality that 
satisfies the specified functions and quality.  Austin Water Utility Standard 
Products Lists (SPL) are a part of the Specifications.  Contractors shall use 
products specified in the Contract Documents, listed on the SPLs, or approved by 
AWU through the process in Section 2.4.0 of the Utilities Criteria Manual. Products 
contained in the SPL cannot be substituted for items shown on the Drawings, or called 
for in the specifications, unless approved by the E/A in conjunction with the Austin 
Water Utility Standards Committee. Unless otherwise specified, products current 
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at the time of solicitation shall be installed except where an updated List has been 
issued to remove a product because of quality or performance issues. 

3.7 SAMPLES 

A. Submit full-size, fully fabricated Samples cured and finished when specified and physically 
identical with the material or product proposed.  Samples include partial sections of 
manufactured or fabricated components, cuts or containers of materials, color range sets, 
and swatches showing color, texture, and pattern. 

1. Mount or display Samples in the manner to facilitate review of qualities indicated.  
Include the following: 

a. Specification Section number and reference; 
b. Generic description of the Sample; 
c. Sample source; 
d. Product name or name of the manufacturer; 
e. Compliance with recognized standards; and 
f. Availability and delivery time. 

2. Submit Samples for review of size, kind, color, pattern, and texture.  Submit Samples 
for a final check of these characteristics with other elements and a comparison of 
these characteristics between the final submittal and the actual component as 
delivered and installed. 

a. Where variation in color, pattern, texture, or other characteristic is inherent in 
the material or product represented, submit at least 3 multiple units that show 
approximate limits of the variations. 

b. Refer to other Specification Sections for requirements of Samples that illustrate 
workmanship, fabrication techniques, details of assembly, connections, 
operation, and similar construction characteristics. 

c. Refer to other Sections for Samples to be returned to the Contractor for 
incorporation in the Work.  Such Samples must be undamaged at time of use.  
On the transmittal, indicate special requests regarding disposition of Sample 
submittals. 

d. Samples not incorporated into the Work, or otherwise designated as the Owner's 
property, are the property of the Contractor and shall be removed from the site 
prior to Substantial Completion. 

3. Maintain sets of Samples, as returned, at the Project Site, for quality comparisons 
throughout the course of construction. 

a. Unless noncompliance with Contract Document provisions is observed, the 
submittal may serve as the final submittal. 

b. Sample sets may be used by Owner for final acceptance of the construction 
associated with each set. 

B. Distribution of Samples:  Prepare and distribute additional sets to subcontractors, 
manufacturers, fabricators, suppliers, installers, and others as required for performance 
of the Work.  Show distribution on transmittal forms. 

3.8 QUALITY ASSURANCE AND QUALITY CONTROL SUBMITTALS 

A. Submit quality assurance and quality control submittals, including design data, 
certifications, manufacturer's instructions, manufacturer's field reports, materials test 
results, field testing and inspection reports, and other quality-control submittals as 
required under other Sections of the Specifications. 
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B. Certifications:  Where other Sections of the Specifications require certification that a 
product, material, or installation complies with specified requirements, submit a 
certification from the manufacturer or responsible Engineer certifying compliance with 
specified requirements. 

1. Signature:  Certification shall be signed by an officer of the corporation or other 
individual authorized to sign documents on behalf of the company. 

C. Calculations:  When required in the technical specification, calculations shall be prepared 
and stamped by a Professional Engineer registered in the State of Texas. 

D. Concrete, Controlled Low Strength Material, Asphalt Stabilized Base and Hot Mix Asphaltic 
Concrete Mix Designs and Substantiating Test Data:  Requirements for submittal of mix 
designs and substantiating test data are specified in the applicable Technical Specification 
Section.  Each separate batch plant supplying ASB, HMAC and/or concrete shall submit 
mix designs to the Owner’s Representative for review. 

 

3.9 TECHNICAL SUBMITTALS REQUIRED 

A.   Technical submittals required include, but are not limited to, the following list.  This list 
is provided as an aid to the Contractor, but is not intended to be all inclusive.  The 
Contractor shall refer to the Technical Specifications for additional requirements. 

Specification Type of Submittal 
   
210S Flexible Base Material Data, Test Results 
301S Asphalts, Oils, and Emulsions Product Data 
302S Aggregates for Surface Treatments Material Data 
316S Polymerized Asphalt Interlayer Seal Product Data, Material Data 
340 Hot Mix Asphaltic Concrete Material Data, Mix Designs, Test Results 
360 Concrete Pavement Material Data, Mix Designs, Test Results 
402S Controlled Low Strength Material Material Data, Mix Designs 
403S Concrete for Structures Material Data, Mix Designs, Test Results 
405S Concrete Admixtures Product Data 
408S Concrete Joint Materials Product Data 
503S Frames, Grates, Rings and Covers Product Data 
506S Manholes Material Data, Product Data 

508S Miscellaneous Structures and 
Appurtenances Material Data, Product Data 

509S Excavation Safety Systems  Excavation Safety Systems Plan, Calculations 
510 Pipe  Material Data, Product Data 
511S Valves Product Data 

610S Preservation of Trees and Other 
Vegetation Product Data 

02371 Geotextiles Product Data, Material Data 
02375 Underdrain System Product Data 
02821 Chain Link Fences and Gates Product Data, Material Data 
03315 Prestressed Concrete Tank Product Data, Material Data, Test Results 
03600 Nonshrink Grouting Product Data 
04230 Concrete Unit Masonry Product Data 
05120 Structural Steel Framing Product Data,  Test Results 
05310 Steel Decking Product Data 
05500 Metal Fabrications Product Data, Material Data 
05521 Aluminum Railings Product Data 
05530 Metal Gratings Product Data, Material Data 
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Specification Type of Submittal 
   
06100 Rough Carpentry Product Data, Material Data 

07100 Waterproofing, Damproofing, and Water 
Repellants Product Data, Material Data 

07210 Board Insulation Product Data, Material Data 

07610 Standing Seam Metal Roof and Soffit 
System Product Data, Material Data 

07620 Sheet Metal Flashing and Trim Product Data 
07800 Firestopping Product Data, Material Data 
07920 Joint Sealants Product Data, Material Data 
08110 Steel Doors and Frames Product Data, Material Data 
08330 Overhead Coiling Doors Product Data 
08450 Fiberglass Sandwich Panel Assemblies Product Data, Material Data 
08510 Aluminum Windows Product Data, Material Data 
08710 Door Hardware Product Data, Material Data 
08800 Glazing Product Data, Material Data 
09200 Gypsum Board Product Data, Material Data 
09900 Painting and Coating Product Data, Material Data 
09910 Architectural Painting Product Data, Material Data 
10200 Louvers Product Data 
10400 Panel Signage Product Data, Material Data 
10520 Fire Extinguishers and Accessories Product Data, Material Data 
11149 Submersible Sump Pumps Product Data, Material Data 
11150 Grinder Pump Station Product Data, Material Data 
11211 Horizontal Split-Case Centrifugal Pumps Product Data, Material Data 

11261 Chlorine Analyzer Controlled Tablet 
Chlorinator System Product Data 

11730 Storage Reservoir Submersible Mixer Product Data 
13122 Pump Station Metal Building Systems Product Data, Material Data 
13315 PLC Network Requirements Product Data 
13321 Wireless Broadband Subsystem Product Data 

13400 Process Instrumentation and Control 
System (PICS) Product Data, Material Data 

13410 Instrumentation and Control Cabinets 
and Associated Equipment Product Data 

13430 Distributed Control System (DCS) Product Data 
14630 Overhead Cranes Product Data 
15052 Common Work Results for Plumbing Product Data 
15053 Common Work Results for HVAC Product Data 
15060 Piping Support Systems Product Data 

15061 Hangers and Supports for Plumbing 
Piping and Equipment Product Data 

15062 Hangers and Supports for HVAC Piping 
and Equipment Product Data 

15077 Identification for HVAC Piping and 
Equipment Product Data 

15080 Process Piping Insulation Product Data 
15082 Plumbing Insulation Product Data 
15083 HVAC Insulation Product Data 
15140 Domestic Water Piping Product Data, Material Data 
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Specification Type of Submittal 
   
15145 Domestic Water Piping Specialties Product Data 
15150 Sanitary Waste and Vent Piping Product Data, Material Data 
15155 Sanitary Waste Piping Specialties Product Data, Material Data 
15205 Process Piping Specialties Product Data 

15208 Hydropnuematic Tank and Control 
System Product Data 

15410 Plumbing Fixtures Product Data 
15738 Split-System Air-Conditioning Units Product Data 
15838 Power Ventilators Product Data 
15950 Testing, Adjusting and Balancing Product Data 
15955 Process Piping Leakage Testing Product Data 
16055 Pipe Heat Tracing Product Data 
16220 Low-Voltage Ac Induction Motors Product Data 
   

 

3.10 ENGINEER/ARCHITECT'S ACTION 

A. Except for submittals, for the record, or for information where action and return is not 
required, the E/A will review each submittal, mark to indicate action taken, and return 
within the time frame specified in Paragraph 3.1.A.3. 
 
1. Compliance with specified characteristics is the Contractor's responsibility. 

B. Action Stamp:  The E/A will stamp each submittal with a uniform, action stamp.  The E/A 
will mark the stamp appropriately to indicate the action taken, as follows: 

1. “Reviewed”: the Work covered by the submittal may proceed provided it complies 
with requirements of the Contract Documents.  Final payment depends on that 
compliance. 

2. "Reviewed with Comments”: the Work covered by the submittal may proceed 
provided it complies with notations or corrections on the submittal and requirements 
of the Contract Documents.  Final payment depends on that compliance. 

3. "Revise and Resubmit” or “Rejected": do not proceed with Work covered by the 
submittal, including purchasing, fabrication, delivery, or other activity.  Revise or 
prepare a new submittal according to the notations and resubmit without delay.  
Repeat if necessary to obtain different action mark. 

a. Do not use, or allow others to use, submittals marked "Revise and Resubmit" or 
“Rejected” at the Project Site or elsewhere where Work is in progress. 

4. Other Action:  Where a submittal is for information, or for record purposes, or for 
special processing, or for other activity, the E/A will return the submittal marked 
“Record Copy”, “Action Not Required” or “No Action Taken." 

C. Unsolicited Submittals:  The E/A will return unsolicited submittals to the sender without 
action. 

3.11 PREPARATION AND SUBMITTAL OF CONSTRUCTION RECORD DRAWINGS 

The Owner’s Representative and the Contractor’s Superintendent will each maintain a set of 
bluelines noting any changes in ink during construction of the Project.  The Owner’s Representative 
and the Contractor’s Superintendent will compare bluelines at least weekly (at a time mutually 
acceptable to both) to exchange information and compare notes to ensure all items installed and 
changes are documented.  The following is a recommended minimum of items to be noted: 
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GENERAL 

1. Notes should be sufficiently clear to allow a draftsperson to easily make the necessary 
changes without the need for field checks and interpretation. 

2. One complete set of Construction Record bluelines will be submitted prior to the final 
pay request and forwarded to the Owner. 

STREET RECONSTRUCTION AND OVERLAY PROJECTS 

1. Location, type, and quantity of all work added or deleted from the Project including 
repair areas, milled areas, sidewalk, ramps, curb and gutter, etc. 

2. Deviations in street, sidewalk, curb and gutter location and grades from Drawings. 

WATER/WASTEWATER PROJECTS 

1. Type, name and model numbers of all valves (with # of turns to open/close), air 
release valves, drain and fire hydrants noted at locations installed. 

2. Installed locations of all assignments, appurtenances and elevations which differ from 
those indicated on the Drawings. 

3. Pipe manufacturer type and classification noted in sufficient detail to determine 
location and extent of each type or classification installed. 

4. Modification to any standard or special details noted. 
5. Location and description of pipe closures. 
6. Thrust blocking locations and restrained pipe lengths, approximate dimensions and 

quantities noted. 
7. Location, type and quantity of all addition and deletions. 
8. Changes in grade. 

The above list is not intended to be complete.  Any information noted which could be used for future 
maintenance, location and construction projects is encouraged to be noted on the bluelines. 

3.12 CONSTRUCTION DIARIES 

The Contractor shall prepare a daily construction diary recording as a minimum the following 
information concerning events at the site and submit duplicate copies to the Owner’s Representative 
at weekly intervals.  The copies are to be signed by the project Superintendent as defined in Section 
00700, Article 6.1.2. 

1. Work performed; 
2. Approximate count of Contractor’s personnel, by classification, on the site; 
3. List by classification, of all Subcontractors, personnel and any professionals on the site that 

day; 
4. List of all equipment on the site by make and model; 
5. High and low temperatures together with general weather conditions; 
6. Start time and finish time of day’s work; 
7. Accidents and / or unusual events; 
8. Meetings and significant decisions made; 
9. Stoppages, delays, shortages and / or losses; 
10. Meter readings and / or similar recordings; 
11. Emergencies procedures that may have been needed; 
12. Orders and requests of governing authorities; 
13. Change Orders received and implemented; 
14. Services connected and / or disconnected; 
15. Installed equipment and / or system tests and / or startups and results; 
16. Partial completions and / or occupancies; and 
17. Date of substantial completion certified. 
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Shop Drawing Transmittal 
 
Month XX, 2008 
 
 

Transmittal No.    
Previous Transmittal No.   
Previous Submittal Date   

 
City of Austin  
Construction Inspection Division 
Public Works Department 
P.O. Box 1088 
Austin, Texas 78767 
 
Project Name:  Austin Lakeside Drive  
 
Attention: Owner’s Representative 
 
Enclosed are nine (9) copies of the following items for your review: 
 
Item 
No. 

 
Description 

Submittal 
Type  

Specification 
Section 

 
Subcontractor/Supplier 

     
1. 6”  DI Pipe Produce Data 510 ABC Company 
2. 8” Resilient Seat 

Gate Valve 
 
Product Data 

 
511 

 
DEF  Company 

     
 
 
 
 
 
NOTE: Item 1 above contains a deviation from the Specifications as indicated on the item  
 
Submitted by:       
   XYZ Company 
   101 Ranch Road 2974 
   Austin, Texas 78759 
 
 
 
 
 
 
 
 
END  
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Division 1 General Requirements 
SUSTAINABLE CONSTRUCTION REQUIREMENTS 

Section 01352 
 

 
Building Project – LEED® Certification not Being Pursued 
 
PART 1 - GENERAL 

1.1     RELATED DOCUMENTS 
A. Drawings and general provisions of the Contract, including General and Supplementary 

Conditions and other Division 1 Specification Sections, apply to this Section. The 
requirements may or may not include reference to sustainability/LEED. 

Language in each section provides detailed guidelines to inform the Contractor of 
appropriate performance requirements for specific materials and products. All 
LEED/sustainable design materials, products, and methods must meet the specifications as 
written unless otherwise approved by the Architect. 

Related Sections include the following Division 1 Sections: 

1. Section 01300 Submittals. 
2. Section 01505 Construction and Demolition Waste Management and Disposal. 
3. Section 01510 Construction Indoor Air Quality Management 
 

 
4. Section 01650 Facility Start up/ Commissioning  
5. Section 01730 Operation and Maintenance Data. 

1.2     SUMMARY 
 

A. This Section includes general requirements and procedures for compliance with certain 
Sustainable Construction requirements. 

1. Some Sustainability requirements are dependent on material selections and may not be 
specifically identified as sustainability requirements. Compliance with requirements may 
be used as one criterion to evaluate substitution requests. 

2. Additional Sustainability Construction requirements are dependent on Architect’s design 
and other aspects of the Project that are not part of the Work of the Contract. 
 

B. Related Sections: The contents of this Section are related to all Sections of these 
Specifications.  Language in each section provides detailed guidelines to inform the 
Contractor of appropriate performance requirements for specific materials and products. All 
sustainable design materials, products, and methods must meet the specifications as 
written unless otherwise approved by the Architect. 
 

C. Green Seal: standards for commercial adhesives and cleaning products; www.greenseal.org 
 

1.3      DEFINITIONS 
A. Certificates of Chain-of-Custody: Certificates signed by manufacturers certifying that 

wood used to make products was obtained from forests certified by an FSC-accredited 
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certification body to comply with FSC 1.2, "Principles and Criteria." Certificates shall include 
evidence that mill is certified for chain-of-custody by an FSC-accredited certification body. 

B. LEED™: Leadership in Energy & Environmental Design. This is not a requirement of this 
project. Included for information only. 

C. Rapidly Renewable Materials: Materials made from agricultural products that are 
typically harvested within a ten-year or shorter cycle. Rapidly renewable materials include 
products made from bamboo, cotton, flax, jute, straw, sunflower seed hulls, vegetable oils, 
or wool. 

D. Regionally Manufactured Materials: Materials that are manufactured within a radius of 
500 miles (800 km) from the Project location. Manufacturing refers to the final assembly of 
components into the building product that is installed at the Project site. 

E. Regionally Extracted, Harvested, or Recovered Materials: Materials that are 
extracted, harvested or recovered and manufactured within a radius of 500 miles (800 km) 
from the Project site. 

F. Recycled Content: The percentage by weight of constituents that have been recovered or 
otherwise diverted from the solid waste stream, either during the manufacturing process 
(pre-consumer), or after consumer use (post-consumer). 

1. Spills and scraps from the original manufacturing process that are combined with other 
constituents after a minimal amount of reprocessing for use in further production of the 
same product are not recycled materials. 

2. Discarded materials from one manufacturing process that are used as constituents in 
another manufacturing process are pre-consumer recycled materials. 

G. Albedo: The ratio of the amount of light reflected from a material to the amount of light 
shone on the material ranging from 0 (black) to 1 (white). As defined by the USGBC, a high 
albedo material has a reflectance of at least .3. Albedo is also known as solar reflectance or 
reflectivity. 

H. Composite agrifiber product: A board or sheet product that uses an agricultural waste 
product (such as straw from wheat, oats, rice, and rye) as its fiber source instead of wood. 

I. Embodied energy: The total energy that a product may be said to "contain," including all 
energy used in growing, extracting, and manufacturing it and the energy used to transport 
it to the point of use. The embodied energy of a structure or system includes the embodied 
energy of its components plus the energy used in construction. In some cases, a material 
designed for energy conservation may have more energy invested in making it than it can 
save throughout most of its lifetime. 

J. Formaldehyde: A colorless, pungent smelling gas used as an adhesive component in 
many glues (especially those used to make composite and laminated wood products), and 
as an additive in paint and other products. As a monomer, formaldehyde can cause 
respiratory problems, cancer, or chemical sensitivity even at very low exposure levels 
(National Institute for Occupational Safety and Health (NlOSH) exposure threshold level is 
one part per million (ppm). See urea formaldehyde below. 

K. Heat island effect: When warmer temperatures (from 6 - 10°F) are experienced in urban 
landscapes as a result of solar energy retention on constructed surfaces. Principle surfaces 
that contribute to heat island effect include streets, sidewalks, parking lots, and buildings.  
Also called "Urban Heat Island Effect." 
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L. Impervious surfaces: Surfaces that promote runoff of precipitation volumes instead of 
infiltration into the subsurface. The imperviousness or degree of runoff potential can be 
estimated for different surface materials. 

M. In-factory VOC Flushout: Curing and ventilating materials after manufacture in order to 
reduce overall VOC levels before shipping to project site. 

N. Indoor Air Quality: The character of air inside a building that affects the health and well 
being of building occupants. According to the U.S. Environmental Protection Agency and 
National lnstitute of Occupational Safety and Health, the definition of good indoor air 
quality includes (1) introduction and distribution of adequate ventilation air; (2) control of 
airborne contaminants; and (3) maintenance of acceptable temperature and relative 
humidity. According to ASHRAE Standard 62-1999, acceptable indoor air quality is defined 
as "air in which there are no known contaminants at harmful concentrations as determined 
by cognizant authorities and with which a substantial majority (80 percent or more) of the 
people exposed do not express dissatisfaction." 

O. Indoor Environmental Quality: The overall character of the indoor environment that  
affects the health and well being of building occupants and is achieved through prevention, 
planning, and control of systems. 

P. Life cycle: The consecutive, interlinked stages of a product, beginning with raw materials 
acquisition and manufacture and continuing with its fabrication, manufacture, construction, 
and use, and concluding with any of a variety of recovery, recycling, or waste management 
options. 

Q. Life cycle cost (LCC) of material: The costs accruing throughout the service life of a 
material. Life-cycle costs address the capital costs involved in production, maintenance, 
and disposal, and can also include other environmentally related capital costs and societal 
costs. 

R. Local/regional materials: Materials that are extracted, harvested or recovered, as well 
as manufactured within a 500-mile radius of the project site. See definition for 
manufactured below. 

S. Manufactured: Refers to the final assembly of components into the building product 
before it is furnished and installed by tradesman (Reference: LEEDTM Materials & 
Resources) 

T. Material Safety Data Sheets (MSDS): Occupational Safety and Health Administration 
(OSHA) required documents supplied by manufacturers of potentially hazardous products. 
MSDS contain information regarding potentially significant air-borne contaminants, 
precautions, steps for inspection, health effects, odor description, volatility, expected 
contaminants from combustion, reactivity, and procedures for cleanup. 

U. MERV: The Minimum Efficiency Reporting Value for filtration media as determined by the 
ANSI/ASHRAE 52.2-1999. 

V. Off-gas/out-gas: A process of evaporation or chemical decomposition through which 
vapors are released from materials. Carpeting, furniture, building materials, and wet-
applied products (like paints, adhesives, and caulks) typically off-gas chemical compounds 
that are unpleasant to breathe and may be hazardous to installer and occupant health. 

W. Post-consumer recycled content: The percentage (by weight) of a reclaimed waste 
material contained in a product. A reclaimed waste material (e.g., newspaper, magazines, 
beverage containers, etc.) has already served a purpose to a consumer and has been 
diverted or separated from waste stream for recycling. 
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X. Pre-Consumer Recycled Content: Previously referred to as Post-industrial recycled 
content. The percentage (by weight) of a waste material obtained from industrial processes 
which are contained in a product. 

Y. Recycled material: A material that would otherwise be destined for landfill disposal but is 
diverted or separated from the waste stream, reintroduced as material feedstock, and 
processed into marketed end products. 

Z. Reused Material: Any item that is salvaged or reused without significant reprocessing as 
in a recycling process. 

AA. Source reduction: Minimization of waste at the start of a process or activity so that there 
is a reduced amount of waste to recycle or dispose. Also called precycling. 

BB. Sustainable: The condition of being able to "meet the needs of present generations 
without compromising those needs for future generations". Achieving a balance among 
extraction and renewal and environmental inputs and outputs, so as to cause no overall net 
environmental burden or deficit. To be truly sustainable, a human community must not 
decrease biodiversity, must not consume resources faster than they are renewed, must 
recycle and reuse virtually all materials, and must rely primarily on resources of its own 
region. 

CC. Urea formaldehyde: An adhesive resin polymer produced by reacting urea with 
formaldehyde (a VOC and a potential carcinogen). It is the least stable formaldehyde resin, 
emitting formaldehyde monomers for months or even years after manufacture. Generally 
used as a binder for interior composite wood products. See also formaldehyde and VOC. 

DD. Visible Transmittance (Tvis): The ratio of total transmitted light to total incident light. In 
other words, the amount of light passing through a glazing surface divided by the amount 
of light striking the glazing surface. A higher Tvis value indicates that a greater percentage 
of incident light is passing through the glazing. 

EE. Volatile Organic Compound (VOC): A large family of chemicals based on carbon and 
hydrogen structures that vaporize at room temperature. VOCs are one type of indoor air 
contaminant. They are found in many indoor sources including common building products 
and materials. Although thousands have been identified in indoor air, only a few are well 
understood and regulated. VOCs are considered unhealthful to humans - some individual 
VOCs are known or suspected human carcinogens or irritants to the eyes, nose, and 
mucous membranes. When released, VOCs can contribute to the formation of ground level 
ozone and smog. Formaldehyde and toluene are two examples of VOCs commonly found in 
building materials. 

FF. Xeriscape: Quality landscaping that conserves water and protects the environment 
through its employment of seven principles: planning and design; soil analysis; appropriate 
plant selection; practical turf areas; efficient irrigation; use of mulches; and appropriate 
maintenance. 

1.4     SUSTAINABILITY OBJECTIVES/GOALS 
The City of Austin is committed to sustainability and expects the Project to reflect this 
commitment. The specific Sustainable (Design & Construction) goals for this project include: 

1. Protection of the environment. 
2. Limiting construction site area and disturbance of natural habitat and protection of trees 

and vegetation. 
3. Reduction of waste created by construction activity. 
4. Increasing the use of materials and products with recycled content. 
5. Reliable systems. 
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6. Energy-efficient systems. 
7. Chemically safe building materials and pest management. 
8. Building materials that use less energy and create less pollution in manufacture, 

delivery, installation, renovation, and demolition. 
9. Occupant health through good indoor air quality, thermal comfort, day-lighting, views, 

access to the outdoors, and ergonomic work areas. 

1.5     SUBMITTALS 
A. General: Submit additional Sustainability submittal requirements included in other sections 

of the Specifications. Provide completed Sustainable Construction Submittal Form with all 
submittals. Appendix A. 

 
B. Sustainability submittals are in addition to other submittals. If submitted item is identical 

to that submitted to comply with other requirements, submit duplicate copies as a separate 
submittal to verify compliance with indicated requirements. 

 
C. Project Materials Cost Data: Provide statement indicating total cost for building materials 

used for Project. Include statement indicating total cost of mechanical and electrical 
components. Include breakout of costs for Divisions 2 -10 including overhead transport and 
taxes and for the following categories of items: 

1. Wood-based construction materials 
 
D. Sustainable Construction Action Plans: Provide preliminary submittals within 14 

calendar days of date established for the Notice to Proceed indicating how the following 
requirements will be met. 

1. Construction & Demolition Waste Management Plan complying with Division 1 Section 
01505 "Construction Waste Management." 

2. List of proposed salvaged and refurbished materials. 

a. Identify each material that will be salvaged or refurbished, its source, and cost. 

3. List of proposed materials with recycled content.  Indicate cost, post consumer recycled 
content, and pre-consumer recycled content for each product having recycled content. 

4. List of proposed regionally manufactured materials and regionally extracted, harvested, 
or recovered materials. 

a. Identify each regionally manufactured material, its source, and cost. 

b. Identify each regionally extracted, harvested or recovered material, its source, and 
cost. 

5. List of proposed certified wood products. 

a. Indicate each product containing certified wood, its source, and cost. 
b. Include statement indicating total cost for wood-based materials used for Project, 

including non-rented temporary construction. 

6. Construction Indoor Air Quality (IAQ) Management Plan complying with Division 1 
Section 01510 "Construction Indoor Air Quality (IAQ) Management." 

 
E. Sustainable Construction Progress Reports: Concurrent with each Application for 

Payment, submit reports comparing actual construction and purchasing activities with Action 
Plans for the following: 
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1. Waste reduction progress reports complying with Division 1 Section 01505 "Construction 
& Demolition Waste Management and Disposal." 

2. Salvaged and refurbished materials. 
 
F.   Sustainability Documentation Submittals: 

1.    Product Data for roofing materials indicating Energy Star compliance. 

2.    Data for interior and exterior lighting fixtures that stop direct beam illumination from 
leaving the building site. 

3.    Product Data for plumbing fixtures indicating water consumption. 

4.    Product Data for new HVAC equipment indicating absence of CFC refrigerants. Phase-
out plan to replace CFC refrigerants in HVAC/R systems with CFC free refrigerants 
within the Construction Period. 

5.    Product Data for new HVAC equipment indicating absence of HCFC refrigerants, and 
for clean-agent fire-extinguishing systems indicating absence of HCFC and Halon. 

6.    Comply with Division 1 Section 01505 "Construction Waste Management." 

7.    Receipts for salvaged and refurbished materials used for Project, indicating sources 
and costs for salvaged and refurbished materials. 

8.    Product Data and certification letter indicating percentages by weight of post-
consumer and pre-consumer recycled content for products having recycled content. 
Include statement indicating costs for each product having recycled content. 

9.    Product Data indicating location of material manufacturer for regionally manufactured 
materials. 

a.   Include statement indicating cost and distance from manufacturer to Project for 
each regionally manufactured material. 

b.   Include statement indicating cost and distance from point of extraction, harvest, 
or recovery to Project for each raw material used in regionally manufactured 
materials. 

10.  Product Data for rapidly renewable materials. 

a.   Include statement indicating costs for each rapidly renewable material. 

11.  Documentation of wood veneer and lumber product/material qualifications: 

a. Forest Stewardship Council chain-of-custody certificates documenting source of 
wood building components and each point of purchase from forest from which the 
material was harvested to incorporation into the Project. 

b. Certification of compliance with the Forest Stewardship Council “Principals and 
Criteria” for forest management. 

c. Submit vendor/supplier invoices for each certified wood product containing product 
name, vendor name, product cost, certified wood percentage, Forest Stewardship 
Council chain-of-custody certification numbers on a line-item basis. An example of 
this documentation can be found at the end of this section. 

12. Construction indoor air quality management plan. 

a. Product Data for temporary filtration media. 

b. Product Data for filtration media used during occupancy. 
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13.  Product Data and material safety data sheets (MSDSs) for adhesives and sealants 
used on the interior of the building indicating all adhesives and sealants used and 
stating that they meet the noted requirements and indicating maximum volatile 
organic compound (VOC). Indicate VOC content in g/L calculated according to 40 CFR 
59, Subpart D (EPA method 24). The VOC content of adhesives and sealants used 
must be less than the current VOC content limits of South Coast Air Quality 
Management District (SCAQMD) Rule #1168, and all sealants used as fillers must 
meet or exceed the requirements of the Bay Area Air Quality Management District 
Regulation 8, Rule 51. 

14.  Product Data and material safety data sheets (MSDSs) for paints and coatings used on 
the interior of the building indicating chemical composition and VOC content of each 
product used. Indicate VOC content in g/L calculated according to 40 CFR 59, Subpart 
D (EPA method 24). VOC emissions from paints and coatings must not exceed the 
VOC and chemical component limits of Green Seal’s Standard GS-11 requirements. 
List all interior paints and coatings used in the building that are addressed by Green 
Seal Standard GS-11, GS 03 or South Coast Air Quality Management District 
(SCAQMD) Rule 1113 and document that they comply with the current VOC and 
chemical component limits of the standard. Include a summary table comparing credit 
requirements and actual VOC levels for each product. 

15.  Product Data for carpet products indicating VOC content of each product used. Carpet 
systems must meet or exceed the requirements of the Carpet and Rug Institute’s 
Green Label Indoor Air Quality Test Program. Product data for carpet cushion 
indicating it meets the requirements of the Carpet and Rug Institute’s Green Label 
Program.  Product data for all carpet adhesive indicating VOC content in grams/Liter.  
Carpet adhesive shall have no more than 50 g/L VOC content.    

16.  Product Data for composite wood and agrifiber products indicating that products 
contain no urea-formaldehyde resin. 

a. Provide cut sheets of bonding agents for each composite wood and agrifiber, 
bonding agent and laminating adhesive product used in the project and 
documentation that no added urea formaldehyde resins are used in these products. 

1.6     QUALITY ASSURANCE 
A. Sustainability Coordinator: Engage a responsible person on the construction team who is 

familiar with Sustainable practices and procedures. The Coordinator may also serve as the 
Waste Management coordinator. 

PART 2 – PRODUCTS 
2.1     RECYCLED CONTENT OF MATERIALS 

A. Provide building materials with recycled content for a minimum of 10% of the total value of 
the project, such that the sum of post-consumer recycled content plus one-half of the post-
industrial is 10% of content of the materials in the project. 

1. The cost of post-consumer recycled content of an item shall be determined by dividing 
the weight of post-consumer recycled content in the item by the total weight of the 
item and multiplying by the cost of the item. 

2. The cost of post consumer recycled content plus one-half of pre-consumer recycled 
content of an item shall be determined by dividing the weight of post-consumer 
recycled content plus one-half of pre-consumer recycled content in the item by the 
total weight of the item and multiplying by the cost of the item. 
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3. Do not include furniture, plumbing, mechanical and electrical components in the 
calculation. 

4. Recycled content of materials shall be defined according to the Federal Trade 
Commission's "Guide for the Use of Environmental Marketing Claims," 16 CFR 
260.7(e). 

2.2     REGIONAL MATERIALS 
A. Provide regionally manufactured materials with a goal of achieving 10 percent of building 

materials (by cost). 

2.3     CERTIFIED WOOD 
A. Provide a minimum of 50 percent by cost of wood-based materials that are produced from 

wood obtained from forests certified by an FSC-accredited certification body to comply with 
FSC STD-01-001, "Principles and Criteria for Forest Stewardship." 
1. Wood-based materials include but are not limited to the following materials when made 

from made wood, engineered wood products, or wood-based panel products: 
a. Rough carpentry. 
b. Miscellaneous carpentry. 
c. Heavy timber construction. 
d. Wood decking. 
e. Metal-plate-connected wood trusses. 
f. Structural glued-laminated timber. 
g. Finish carpentry. 
h. Architectural woodwork. 
i. Wood paneling. 
j. Wood veneer wall covering. 
k. Wood flooring. 
l. Wood lockers. 
m. Wood cabinets. 
n. Furniture. 
o. Non-rented temporary construction, including bracing, concrete formwork,   

pedestrian barriers, and temporary protection. 

2.4     LOW-EMITTING MATERIALS 
A. For interior applications use adhesives and sealants that comply with the following limits for 

VOC content when calculated according to 40 CFR 59, Subpart D (EPA method 24): 

1. Wood Glues: 30 g/L. 
2. Metal to Metal Adhesives: 30 g/L. 
3. Adhesives for Porous Materials (Except Wood): 50 g/L. 
4. Sub-floor Adhesives: 50 g/L. 
5. Plastic Foam Adhesives: 50 g/L. 
6. Carpet Adhesives: 50 g/L. 
7. Carpet Pad Adhesives: 50 g/L. 
8. Vinyl Composition Tile (VCT) and Asphalt Tile Adhesives: 50 g/L. 
9. Cove Base Adhesives: 50 g/L. 
10. Gypsum Board and Panel Adhesives: 50 g/L. 
11. Rubber Floor Adhesives: 60 g/L. 
12. Ceramic Tile Adhesives: 65 g/L. 
13. Multipurpose Construction Adhesives: 70 g/L. 
14. Fiberglass Adhesives: 80 g/L. 
15. Structural Glazing Adhesives: 100 g/L. 
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16. Wood Flooring Adhesive: 100 g/L. 
17. Contact Adhesive: 80 g/L. 
18. Plastic Cement Welding Compounds: 250 g/L. 
19. ABS Welding Compounds: 325 g/L. 
20. CPVC Welding Compounds: 490 g/L. 
21. PVC Welding Compounds: 510 g/L. 
22. Adhesive Primer for Plastic: 550 g/L. 
23. Sheet applied Rubber Lining Adhesive: 850g/L 
24. Aerosol Adhesive, General Purpose Mist spray: 65% by weight 
25. Aerosol Adhesive, General Purpose Web spray: 55% by weight 
26. Special Purpose Aerosol Adhesive, (All types): 70% by weight 
27. Structural Wood Member Adhesive: 140 g/L. 
28. Special Purpose Contact Adhesive (contact adhesive that is used to bond melamine 

covered board, metal, rubber or wood veneer 1/16 inch or less in thickness to any 
surface): 250g/L. 

29. Top and Trim Adhesive: 250g/L. 
30. Architectural Sealants: 250g/L. 
31. Non-membrane Roof Sealants: 450g/L. 
32. Single Ply Roof Membrane Sealants: 450g/L 
33. Sealant Primers for Nonporous Substrates: 250 g/L. 
34. Sealant Primers for Porous Substrates: 775 g/L. 
35. Modified Bituminous Sealant Primers: 500g/L 
36. Other Sealant Primers: 750g/L 

 
B. For interior (inside the weatherproofing system) applications use paints and coatings that 

comply with the following limits for VOC content when calculated according to 40 CFR 59, 
Subpart D (EPA method 24) and the following chemical restrictions: 

1. Flat Paints and Coatings: VOC not more than 50 g/L. 
2. Non-Flat Paints and Coatings: VOC not more than 150 g/L. 
3. Anti-Corrosive/Anti-rust Coatings: VOC not more than 250 g/L. 
4. Floor Coatings: VOC not more than 100 g/L. 
5. Clear Wood Finishes: Do not exceed the VOC content limits established in the South 

Coast Air Quality Management District (SCAQMD) Rule 1113 January 1, 2004 including: 
a. Clear Wood Finishes: Varnishes VOC not more than 350 g/L, Lacquers 550g/L. 
b. Sanding Sealers: VOC not more than 275 g/L. 
c. Waterproofing Sealers: VOC not more than 250 g/L. 
d. Varnishes and Sanding Sealers: VOC not more than 350 g/L. 
e. Shellac: clear VOC 730g/L, pigmented 550g/L 
f. Stains: VOC not more than 250 g/L. 

6. Aromatic Compounds: Paints and coatings shall not contain more than 1.0 percent by 
weight total aromatic compounds (hydrocarbon compounds containing one or more 
benzene rings). 

7. Restricted Components: Paints and coatings shall not contain any of the following: 
a. Acrolein. 
b. Acrylonitrile. 
c. Antimony. 
d. Benzene. 
e. Butyl benzyl phthalate. 
f. Cadmium. 
g. Di (2-ethylhexyl) phthalate. 
h. Di-n-butyl phthalate. 
i. Di-n-octyl phthalate. 
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j. 1,2-dichlorobenzene. 
k. Diethyl phthalate. 
l. Dimethyl phthalate. 
m. Ethylbenzene. 
n. Formaldehyde. 
o. Hexavalent chromium. 
p. Isophorone. 
q. Lead. 
r. Mercury. 
s. Methyl ethyl ketone. 
t. Methyl isobutyl ketone. 
u. Methylene chloride. 
v. Naphthalene. 
w. Toluene (methylbenzene). 
x. 1,1,1-trichloroethane. 
y. Vinyl chloride. 

 
C. Composite wood and agrifiber products used on the interior of the building (defined as 

inside of the weatherproofing system) shall contain no added urea-formaldehyde resins. 
Laminating adhesives and bonding agents used to fabricate on-site and shop-applied 
composite wood and agrifiber assemblies bonding agent shall contain no added urea 
formaldehyde resin. 

PART 3 – EXECUTION 
 
3.1 SITE DISTURBANCE 

A. Special Site Practices: 
1. Construction Activity Pollution Prevention: Comply with City of Austin standard 

requirements. 
2. Protect and restore natural vegetation per division 1 Sections and plans, and restrict 

construction activity only to defined site limits per plans. 

3.2     CONSTRUCTION WASTE MANAGEMENT 
A. Comply with Division 1 Section 01505 "Construction Waste Management." 

3.3     CONSTRUCTION INDOOR AIR QUALITY MANAGEMENT 
A. Comply with Division 1 Section 01510 "Construction Indoor Air Quality Management." 
B. Comply with SMACNA IAQ Guideline for Occupied Buildings under Construction. 

3.4    COMMISSIONING 
A. Comply with Division 1 Section "Facility Start-up/Commissioning."  

APPENDIX A: Sustainable Construction Submittal Form
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End 
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Division 1 General Requirements 
CONSTRUCTION EQUIPMENT EMISSIONS REDUCTION PLAN 

Section 01353 
 

1. GENERAL 
 

1.1. RELATED DOCUMENTS 
 

A. This Section applies to Drawings and all provisions of Contract. 
 

1.2. SUMMARY – CONSTRUCTION EQUIPMENT EMISSIONS PLAN  
 
A. The OWNER, as part of the Council Resolution No. 20100211-019, has decided to take steps 

to reduce emissions associated with construction process including Nitrogen Oxides (NOx), 
particulate matter and greenhouse gas.  Construction activity is a source of large quantities 
of particulate matter and ozone forming Nitrogen Oxides that adversely affect the health of 
our community and the natural environment. 
 

B. The CONTRACTOR shall employ practices and take actions that reduce emissions from NOx, 
particulate matter (black soot) and greenhouse gases resulting from activities associated with 
new construction and demolition Projects. 

C. The CONTRACTOR shall maximize the use of equipment and vehicles with advanced emission 
controls in support of the City’s goals, utilizing equipment that meets defined EPA emissions 
standards. 

 
1.3. DEFINITIONS 
 

A. “Construction Equipment” means equipment powered by an internal combustion engine and 
used for performing or otherwise advancing the Work on the Project, other than motor 
vehicles intended for use on public highways and registered pursuant to Section 502.002 of 
the Texas Transportation Code. 
 

B. The list of applicable Construction Equipment includes, but is not limited to excavators, 
backhoes, loaders, bulldozers, graders, rock saws, generators, and other similar equipment. 

 
C. “EPA” means the United States Environmental Protection Agency. 

 
D. “Low-Use Equipment” means any piece of construction equipment which is used for less than 

ten (10) hours per week on site for a single construction contract.   
 
E. “Greenhouse Gases” are emissions that absorb and emit radiation within the atmosphere. 

Greenhouse Gases can be one or a combination of, these gases: carbon dioxide, methane, 
nitrous oxide and three groups of fluorinated gases (sulfur hexafluoride, hydro fluorocarbons, 
and perfluorocarbons) 
 

1.4. REQUIREMENTS – Not Used 
 
1.5. SUBMITTALS 

A. CONSTRUCTION EQUIPMENT EMISSIONS REDUCTION PLAN: 

1. The CONTRACTOR agrees to prepare a draft Emissions Reduction Plan (referred to as 
PLAN) prior to start of construction. This PLAN shall include an inventory report containing 

http://en.wikipedia.org/wiki/Absorption_(electromagnetic_radiation)
http://en.wikipedia.org/wiki/Emission_(electromagnetic_radiation)
http://en.wikipedia.org/wiki/Fluorine
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identifying data for each piece of equipment to be used on the worksite and shall include 
the following: 

• Vehicle/Equipment: Make & Model Year 

• Vehicle/Equipment: Engine Make & Model Year 

• Vehicle/Equipment: Fuel Type 

• Vehicle/Equipment: Expected gallons or hours used for project duration 

a) The OWNER will provide Emissions Reduction Toolkit to help the CONTRACTOR in 
preparation of the PLAN and inventory.  

2. The CONTRACTOR shall develop a list of strategies to be used in this Project in order to 
reduce emissions from NOx, particulate matter and greenhouse gas (CO2 equivalent). 
Once prepared, the agreed upon strategies shall be incorporated into the PLAN.  The PLAN 
will then be signed by the CONTRACTOR and made ready for implementation.  
Implementation progress will be reviewed once a month in regularly scheduled project 
progress meetings. The PLAN may be modified during construction if changes are made 
to the Project, but adjustments shall be approved by the OWNER prior to implementation. 

3. This PLAN may be used by the Owner’s Representative or Inspector to conduct site 
inspections and/or verify compliance with specification elements.   

 
4. If additional equipment is brought on-site after construction begins, the Contractor shall 

provide this same inventory information to the Owner’s Representative for the new 
equipment on or before the day it begins work on-site.  All additional equipment shall 
conform to the PLAN. 

 
5. Reports shall be provided for all equipment used on-site.  

 
B. EQUIPMENT EMISSIONS CLOSEOUT DOCUMENTATION: 

1. Submit the following prior to final payment: 

a) Record of changes made to the original PLAN and reasons. 

b) Provide a summary and documentation of strategies used and estimated reductions in 
fuel & emissions. 

c) Provide documentation of amount and % of alternative fuel used. 

2. PRODUCTS 
Not used 

3. EXECUTION 

3.1. GENERAL 

A. Implement the submitted PLAN. Provide personnel, documentation, equipment, signage, 
transportation, and other items as required to implement the PLAN during the entire duration 
of the Contract.  

3.2. EQUIPMENT EMISSIONS PLAN IMPLEMENTATION 

A. Plan Coordinator (Could be same as superintendent): Designate an on-site person responsible 
for instructing workers on the Owner’s intent to reduce emissions, overseeing implementation 
and documenting results of the PLAN for the Project.  
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B. Plan Review: Review the PLAN in monthly progress meeting and include comments in the 
meeting notes. 

C. Instruction: Provide on-site instructions to all subcontractors of emissions reduction methods 
to be used by all parties for the appropriate activities of the Project.  

D. Discuss Owner’s goals and requirements at the following meetings: 

1. Pre-bid conference. 

2. Pre-construction conference. 

3. Progress meetings (monthly). 

 
3.3 EQUIPMENT EMISSIONS REDUCTION TOOLKIT 

A. Equipment Emissions Reduction Toolkit available at: 

1. Website: (http://austintexas.gov/department/capital-improvement-
program) 

2. City of Austin Public Works Department, Project Management Division, One 
Texas Center, Suite 900 

3. Construction Job Site Office (after contract award) 

B. Equipment Emissions Reduction Toolkit consists of: 

1. A list of Construction Equipment Emissions Reduction Strategies 

2. EPA fuel savings calculator by idling reductions 

3. Posting of Anti-idling signs 

4. Memorandum of Agreement by Local Area Governments 

5. Equipment Inventory Form 
 

3.4 A LIST OF EQUIPMENT EMISSIONS REDUCTION STRATEGIES 

The following are suggested emissions reduction strategies and references.  As per the 
specification section 01353, 1.5 Submittals, the CONTRACTOR shall develop a list of strategies to 
be used in this Project at the start of construction. 

C-1 Anti-Idling Strategies: 

1. Implement and enforce anti-idling practices for all equipment and vehicles on 
and adjacent to the site and associated with the project.  City will provide a construction 
site sign and stickers for vehicles and equipment.  (http://www.engineoff.org/)  

2. Limit all idling of project associated vehicles and equipment operations to five (5) minutes 
unless the idling is applicable to one or more of the following exceptions: 

a) Idling is being used for emergency response purposes; 

b) Idling is necessary for component of mechanical operation, maintenance, or diagnostic 
purposes; or 

c) Idling is for the health or safety of the equipment operator.  
   

http://www.engineoff.org/
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3. Provide education to all staff, vendors and subcontractors about emissions hazards and 
anti-idling practices and encourage use of EPA calculator for fuel savings.  
 

4. To the extent possible, do not stop or idle haulage trucks directly under tree limbs and 
foliage overhanging the street along the haul route. Further avoid such damage from truck 
exhaust by means of exhaust diversion devices to redirect or diffuse exhaust from being 
directed in a concentrated manner to tree limbs and foliage. 

5. Avoid vehicle loitering or queuing outside or inside the gates of the work area to minimize 
degradation of localized air quality.  

  (http://data.capcog.org/air-quality/engineoff/AntiIdlingBrochure(2).pdf) 

  (http://data.capcog.org/air-quality/engineoff/template-1/HowtoOrderSign.html)   

  (http://data.capcog.org/air-quality/engineoff/smartwaycalculator.xls)  

 (http://austintexas.gov/airquality/) 

C-2 Alternative Fuels: 

6. Utilize alternative fuels including, Texas LED Compliant B20 (or higher) biodiesel, 
Compressed Natural Gas (CNG), propane and electric. (Refer to EPA Energy Policy Act for 
full list).   

7. Avoid unnecessary fuel use by providing on-site fuelling for alternate fuels. 

 (http://www.tceq.texas.gov/airquality/mobilesource/txled/cleandiesel.html) 

 (http://www.eere.energy.gov/cleancities) 

 (http://lonestarcfa.org)     

C-3 Vehicle/Equipment Improvements: 

8. Eliminate use of vehicles in tier 0 and 1 categories per EPA and rent or purchase tier 2 
and 3 or (4) compliant vehicles. 

9. It is recommended that CONTRACTOR takes advantage of the Texas Emission 
Reduction Plan (TERP) grant incentives to upgrade (replace or repower) vehicles with    
retrofitted emission reduction technologies.                                   
(http://www.tceq.texas.gov/airquality/terp/index.html) or (www.terpgrants.com) 

10. Utilize battery powered and/or solar powered equipment where available. This 
strategy can be combined with anti-idling strategies by using this technology for sign 
boards. (evtransportal.org/dieselengineidlereduction.pdf) 

C-4 Maintenance Program: 

11. Establish a preventative maintenance program addressing issues including but not 
limited to, fuel use, air emissions, tire pressure, smoke from exhaust and noise. 

12. Make all efforts to prevent oil/fuel spillage on to site surfaces. 

C-5 Resource Management: 

13. Utilize equipment companies that are located closest to the construction site. 

14. Store equipment on site during construction use or arrange for closest overnight storage 
including temporary use of the Right of Way if possible. 

http://data.capcog.org/air-quality/engineoff/smartwaycalculator.xls
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15. To the extent possible, CONTRACTOR shall maximize use of local and regional 
materials to reduce transportation emissions.   

16. CONTRACTOR shall maximize salvage and reuse of appropriate on-site materials.  
(http://www.usgbc.org/ShowFile.aspx?DocumentID=1095) 

 
17. To the greatest extent possible, stage equipment and vehicles away from, and minimize 

operation near, sensitive receptors including, but not limited to, operable windows, 
fresh air intakes, hospitals, schools, licensed day care facilities, residences and areas 
where people congregate. 

END 
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Division 1 General Requirements 

CONSTRUCTION PHOTOGRAPHY & VIDEOS 
Section 01380 

 
1.   GENERAL 

 
CONTRACTOR shall be responsible for the production of pre-construction, construction 
progress and post-construction photographs as provided herein.  Owner's Representative 
may also designate additional subjects for photographs in addition to the general 
guidelines identified below. 

 
2.   QUALITY 
 

All photographs must be produced by a competent photographer and shall be digital (6 
Mega-Pixel) date-stamped color photography of commercial quality.  All CONTRACTOR-
generated photographs must be stored in a .jpeg file format  Each photograph shall be 
submitted in duplicate as two 3x5 prints with no more than 3 photos per page of 
professional quality enclosed in clear plastic sleeve within 3 tab folders.  The prints shall 
be accompanied by digital date-stamped photographs in CD format or other format 
acceptable to the City.  Each print shall be marked with the name and CIP ID number for 
the Contract, name of CONTRACTOR, description and location of view and identity of 
photographer. 
 
Each photograph submittal must include a Photo Log that includes the name and CIP ID 
number of Contract, name of CONTRACTOR, the name of the photographer and company, 
photograph number, the date of the photograph and the filename that the camera assigns 
to the photo (e.g. MVC-001.jpg).  In addition, appropriate descriptive information to 
properly identify the location of view must be entered into the Photo Log that includes a 
project drawing or sketch to assist in maintaining a concise project record (e.g. location 
of MH 5 - Line A or Sta. 2+00 - Line A or location of Sedimentation Basin 5, sludge pump 
A). 
 

 
3.   VIEWS AND QUANTITIES  

 
3.1. PRE-CONSTRUCTION VIDEO  
 
CONTRACTOR shall document by video, within the limits of construction, all pre-existing 
site conditions/elements as listed for the Pre-construction Photographs below.  The video 
documentation shall provide a clear and continuous view of the project alignment showing 
all visible utilities and features within the limits of construction.  The pre-construction 
video shall be in a format acceptable to the City and shall be shot prior to the occurrence 
of any site disturbance after Notice to Proceed.  The pre-construction video shall be 
submitted within ten (10) calendar days of the Notice to Proceed. 
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3.2. PRE-CONSTRUCTION PHOTOGRAPHS  
 
All pre-construction photographs must be submitted within ten (10) calendar days of the 
Notice to Proceed.   Pre-construction photographs must be taken at sufficient intervals to 
be able to carefully document the pre-construction conditions of the Work, but in no case 
less than 100 foot intervals along the street, right-of-way, drainage easement or 
water/wastewater line route before commencement of Work.  Each photograph location 
shall be taken from a minimum of two (2) views (one forward station view and one 
backward station view along the street, drainage, easement or pipeline route) within the 
limits of construction.  Particular attention must be devoted to pre-existing damage to 
structures; landscape features, streets, curbs, sidewalks, driveways, signs, mailboxes, 
retaining walls, MSE walls, etc. shall be documented.  An identifier such as houses or 
businesses address/ signs, property numbers, mail boxes, landscaping, etc. shall be 
included in each view for ease of later identification.  At a minimum, Pre-construction 
photographs must be taken of the following views: 

 
• The entire street ROW  
• The entire easement width and length (both permanent and temporary)  
• All curb lines (both sides of street) – all pre-existing curb damage not called for 

replacement within the Work and shall include major cracks  
• All driveways, steps, and curbs and curb ramps (both sides of street) 
• Fence and gate conditions 
• Trees, ornamental shrubs, plantings/planter boxes and evidence of irrigation 

features 
• Other privately or publically owned features or facilities that might be disturbed by 

the construction 
• Prominent utility features, such as: guy wires, poles, signs, valves, fire hydrants, 

meters, pull boxes, etc. 
• Streams and stream banks within the limits of construction 
• Other significant or prominent features in order to protect the OWNER and 

CONTRACTOR following construction (e.g. close up photographs of pre-existing 
broken curbs, cracked/failed pavement, damaged adjacent retaining walls, etc.) 

• Views of structures, both inside and adjacent to the ROW/easement  in areas where 
CONTRACTOR will be working within five (5) feet of said structure  

• Other views as requested by the OWNER  
 
 
3.3. CONSTRUCTION PROGRESS PHOTOGRAPHS.  
 
Construction Progress photos must be taken at least once per month.   
 
One set of Construction progress photographs, as the work progresses, of the same 
views taken during pre-construction photography must be taken during the progress of 
the Work.   
 
One set of the progress photos must be taken to depict the work accomplished during 
the month that includes:  
 

• Work not yet covered up  
• When  MEP or building inspections are scheduled  
• The beginning of installation of major items of equipment 
• After installation of major items of equipment 
• Other significant construction activities. 
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Both sets of photos shall be submitted monthly with the CONTRACTOR’S monthly 
progress payment application. 
 
3.4     POST CONSTRUCTION PHOTOGRAPHS 
 
Post-construction photographs must be taken of the same views taken during pre-
construction photography to fully document the completed project.  Post-construction 
photographs must be taken after cleanup and site restoration, and must be submitted 
with the final payment.      
 
3.5 ADDITIONAL ASSET PHOTOGRAPHS  
 
Additional asset photographs shall be taken to show, identify and locate AWU’s assets as 
they are being installed as part of the work.  The quantity of asset photos required is 
determined by the number of asset items added to AWU’s Computerized Maintenance 
Management System (CMMS) data base as part of the construction of this project.  A 
specific complete list of assets to be installed within this contract is identified in the 
Submittals Section of the Contract (Section 01300). 
 
Each asset photograph shall be submitted in duplicate as two 3x5 prints with no more 
than 3 photos per page of professional quality enclosed in clear plastic sleeve within 3 
ring folders.  The prints shall be accompanied by digital date-stamped photographs in CD 
format or other format acceptable to the City.   
  
Each print of the asset shall be marked with the following information: 

• The CIP ID number for the Contract 
• Name of CONTRACTOR 
• AWU’s CMMS asset number  
• The date of installation of the asset 
• Location of asset (i.e. Sta. number, or State Plane Coordinate number, or other 

suitable information identifying where the asset was installed) 
 

Each asset photograph must be included in an Asset Management Photo Log that 
indicates the AWU CMMS asset number, the CIP ID number of Contract, name of 
CONTRACTOR, the date of the photograph and the filename that the camera assigns to 
the photo (e.g. MVC-001.jpg).   

   
 

End 
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SECTION 01400 

QUALITY CONTROL SERVICES  

PART 1 GENERAL 
 

1.1 REFERENCES 

A. The following is a list of standards which may be referenced in this section: 
1. ASTM International (ASTM): 

a. D3740-12A, Minimum Requirements for Agencies Engaged in Testing 
and/or Inspection of Soil and Rock as Used in Engineering Design and 
Construction 

b. E329-11C,Agencies Engaged in Construction Inspection, Testing, or 
Special Inspection 

1.2 DEFINITIONS 

A. Contractor Quality Control (CQC): The means by which Contractor ensures that the 
construction, to include that performed by subcontractors and suppliers, complies with 
the requirements of the Contract. 

 

1.3 SUBMITTALS 

A. Informational Submittals: 
1. CQC Plan: Submit, not later than 30 days after receipt of Notice to Proceed. 
2. CQC Report: Submit, weekly, an original and one copy in report form. 

1.4 OWNER’S QUALITY ASSURANCE 

A. All Work is subject to Owner’s quality assurance inspection and testing at all locations 
and at all reasonable times before acceptance to ensure strict compliance with the terms 
of the Contract Documents. 

B. Owner’s quality assurance inspections and tests are for the sole benefit of Owner and do 
not: 
1. Relieve Contractor of responsibility for providing adequate quality control 

measures; 
2. Relieve Contractor of responsibility for damage to or loss of the material before 

acceptance; 
3. Constitute or imply acceptance; or 
4. Affect the continuing rights of Owner after acceptance of the completed Work. 

C. The presence or absence of a quality assurance inspector does not relieve Contractor from 
any Contract requirement. 
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D. Promptly furnish all facilities, labor, and material reasonably needed for performing such 
safe and convenient inspections and tests as may be required by Engineer. 

E. Owner may charge Contractor for any additional cost of inspection or test when Work is 
not ready at the time specified by Contractor for inspection or test, or when prior 
rejection makes re-inspection or retest necessary. Quality assurance inspections and tests 
will be performed in a manner that will not unnecessarily delay the Work. 

PART 2 PRODUCTS (NOT USED) 

PART 3 EXECUTION 

3.1 GENERAL 

A. Maintain an adequate inspection system and perform such inspections as will ensure that 
the Work conforms to the Contract Documents. 

B. Maintain complete inspection records and make them available at all times to Owner and 
Engineer. 

C. The quality control system shall consist of plans, procedures, and organization necessary 
to produce an end product that complies with the Contract Documents. The system shall 
cover all construction and demolition operations, both onsite and offsite, including Work 
by subcontractors, fabricators, suppliers and purchasing agents, and shall be keyed to the 
proposed construction sequence. 

 

3.2 COORDINATION MEETING 

A. After the Preconstruction Conference, but before start of construction, and prior to 
acceptance of the CQC Plan, schedule a meeting with Engineer and Owner to discuss the 
quality control system. 

B. Develop a mutual understanding of the system details, including the forms for recording 
the CQC operations, control activities, testing, administration of the system for both 
onsite and offsite Work, and the interrelationship of Contractor’s management and 
control with the Owner’s Quality Assurance. 

C. There may be occasions when subsequent conferences may be called by either party to 
reconfirm mutual understandings and/or address deficiencies in the CQC system or 
procedures that may require corrective action by Contractor. 

3.3 QUALITY CONTROL ORGANIZATION 

A. CQC System Manager: 
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1. Designate an individual within Contractor’s organization who will be responsible 
for overall management of CQC and have the authority to act in CQC matters for 
the Contractor. 

2. CQC System Manager may perform other duties on the Project. 
3. CQC System Manager shall be an experienced construction person, with a 

minimum of 3 years construction experience on similar type Work. 
4. CQC System Manager shall report to the Contractor’s project manager or 

someone higher in the organization. Project manager in this context shall mean 
the individual with responsibility for the overall quality and production 
management of the Project. 

5. CQC System Manager shall be onsite during construction; periods of absence 
may not exceed 2 weeks at any one time. 

6. Identify an alternate for CQC System Manager to serve with full authority during 
the System Manager’s absence. The requirements for the alternate will be the 
same as for designated CQC System Manager. 

B. CQC Staff: 
1. Designate a CQC staff, available at the Site at all times during progress, with 

complete authority to take any action necessary to ensure compliance with the 
Contract. CQC staff members shall be subject to acceptance by Engineer. 

2. CQC staff shall take direction from CQC System Manager in matters pertaining 
to QC. 

3. CQC staff must be of sufficient size to ensure adequate QC coverage of Work 
phases, work shifts, and work crews involved in the construction. These 
personnel may perform other duties, but must be fully qualified by experience 
and technical training to perform their assigned QC responsibilities and must be 
allowed sufficient time to carry out these responsibilities. 

4. The actual strength of the CQC staff may vary during any specific Work period 
to cover the needs of the Project. Add additional staff when necessary for a 
proper CQC organization. 

C. Organizational Changes: Obtain Engineer’s acceptance before replacing any member of 
the CQC staff. Requests for changes shall include name, qualifications, duties, and 
responsibilities of the proposed replacement. 

3.4 QUALITY CONTROL PHASING 
 

A. CQC shall include at least three phases of control to be conducted by CQC System 
Manager for all definable features of Work, as follows: 
1. Preparatory Phase: 

a. Notify Owner at least 48 hours in advance of beginning any of the 
required action of the preparatory phase. 

b. This phase shall include a meeting conducted by the CQC System 
Manager and attended by the superintendent, other CQC personnel (as 
applicable), and the foreman responsible for the definable feature. The 
CQC System Manager shall instruct applicable CQC staff as to the 
acceptable level of workmanship required in order to meet Contract 
requirements. 



   
 

 
PW\DEN001\472902  Quality Control Services 
23 Dec 2015 - Rev. X  01400 - 4 

c. Document the results of the preparatory phase meeting by separate 
minutes prepared by the CQC System Manager and attached to the QC 
report. 

d. Perform prior to beginning Work on each definable feature of Work: 
1) Review applicable Contract Specifications. 
2) Review applicable Contract Drawings. 
3) Verify that all materials and/or equipment have been tested, 

submitted, and approved. 
4) Verify that provisions have been made to provide required 

control inspection and testing. 
5) Examine the Work area to verify that all required preliminary 

Work has been completed and is in compliance with the 
Contract. 

6) Perform a physical examination of required materials, 
equipment, and sample Work to verify that they are on hand, 
conform to approved Shop Drawing or submitted data, and are 
properly stored. 

7) Review the appropriate activity hazard analysis to verify safety 
requirements are met. 

8) Review procedures for constructing the Work, including 
repetitive deficiencies. 

9) Document construction tolerances and workmanship standards 
for that phase of the Work. 

10) Check to verify that the plan for the Work to be performed, if so 
required, has been accepted by Engineer. 

2. Initial Phase: 
a. Accomplish at the beginning of a definable feature of Work: 

1) Notify Owner at least 48 hours in advance of beginning the 
initial phase. 

2) Perform prior to beginning Work on each definable feature of 
Work: 
a) Review minutes of the preparatory meeting. 
b) Check preliminary Work to verify compliance with 

Contract requirements. 
c) Verify required control inspection and testing. 
d) Establish level of workmanship and verify that it meets 

minimum acceptable workmanship standards. 
Comparison with sample panels is appropriate. 

e) Resolve all differences. 
f) Check safety to include compliance with and upgrading 

of the safety plan and activity hazard analysis. Review 
the activity analysis with each worker. 

3) Separate minutes of this phase shall be prepared by the CQC 
System Manager and attached to the QC report. Exact location of 
initial phase shall be indicated for future reference and 
comparison with follow-up phases. 
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4) The initial phase should be repeated for each new crew to work 
onsite, or any time acceptable specified quality standards are not 
being met. 

3. Follow-up Phase: 
a. Perform daily checks to verify continuing compliance with Contract 

requirements, including control testing, until completion of the particular 
feature of Work. 

b. Daily checks shall be made a matter of record in the CQC documentation 
and shall document specific results of inspections for all features of 
Work for the day or shift. 

c. Conduct final follow-up checks and correct all deficiencies prior to the 
start of additional features of Work that will be affected by the deficient 
Work. Constructing upon or concealing nonconforming Work will not be 
allowed. 

4. Additional Preparatory and Initial Phases: Additional preparatory and initial 
phases may be conducted on the same definable features of Work as determined 
by Owner if the quality of ongoing Work is unacceptable; or if there are changes 
in the applicable QC staff or in the onsite production supervision or work crew; 
or if work on a definable feature is resumed after a substantial period of 
inactivity, or if other problems develop. 

3.5 CONTRACTOR QUALITY CONTROL PLAN 

A. General: 
1. Plan shall identify personnel, procedures, control, instructions, test, records, and 

forms to be used. 
2. An interim plan for the first 30 days of operation will be considered. 
3. Construction will be permitted to begin only after acceptance of the CQC Plan or 

acceptance of an interim plan applicable to the particular feature of Work to be 
started. 

4. Work outside of the features of Work included in an accepted interim plan will 
not be permitted to begin until acceptance of a CQC Plan or another interim plan 
containing the additional features of Work to be started. 

B. Content: 
1. Plan shall cover the intended CQC organization for the entire Contract and shall 

include the following, as a minimum: 
a. Organization: Description of the quality control organization, including a 

chart showing lines of authority and acknowledgment that the CQC staff 
will implement the three-phase control system (see Paragraph QC 
Phasing) for all aspects of the Work specified. 

b. CQC Staff: The name, qualifications (in resume format), duties, 
responsibilities, and authorities of each person assigned a QC function. 

c. Letters of Authority: A copy of a letter to the CQC System Manager 
signed by an authorized official of the firm, describing the 
responsibilities and delegating sufficient authorities to adequately 
perform the functions of the CQC System Manager, including authority 
to stop Work which is not in compliance with the Contract. The CQC 
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System Manager shall issue letters of direction to all other various 
quality control representatives outlining duties, authorities and 
responsibilities. Copies of these letters will also be furnished to Owner. 

d. Submittals: Procedures for scheduling, reviewing, certifying, and 
managing submittals, including those of subcontractors, offsite 
fabricators, suppliers and purchasing agents. 

e. Testing: Control, verification and acceptance testing procedures for each 
specific test to include the test name, frequency, specification paragraph 
containing the test requirements, the personnel and laboratory 
responsible for each type of test, and an estimate of the number of tests 
required. 

f. Procedures for tracking preparatory, initial, and follow-up control phases 
and control, verification, and acceptance tests, including documentation. 

g. Procedures for tracking deficiencies from identification through 
acceptable corrective action. These procedures will establish verification 
that identified deficiencies have been corrected. 

h. Reporting procedures, including proposed reporting formats; include a 
copy of the CQC report form. 

C. Acceptance of Plans: Acceptance of the Contractor’s basic and addendum CQC plans is 
required prior to the start of construction. Acceptance is conditional and will be 
predicated on satisfactory performance during the construction. Owner reserves the right 
to require Contractor to make changes in the CQC plan and operations including removal 
of personnel, as necessary, to obtain the quality specified. 

D. Notification of Changes: After acceptance of the CQC plan, Contractor shall notify 
Engineer, in writing, a minimum of 7 calendar days prior to any proposed change. 
Proposed changes are subject to acceptance by Engineer. 

3.6 CONTRACTOR QUALITY CONTROL REPORT 

A. As a minimum, prepare a CQC report for every 7 calendar days. Account for all days 
throughout the life of the Contract. Reports shall be signed and dated by CQC System 
Manager. Include copies of test reports and copies of reports prepared by QC staff. 

B. Maintain current records of quality control operations, activities, and tests performed, 
including the Work of subcontractors and suppliers. 

C. Records shall be on an acceptable form and shall be a complete description of 
inspections, the results of inspections, daily activities, tests, and other items, including 
but not limited to the following: 
1. Contractor/subcontractor and their areas of responsibility. 
2. Operating plant/equipment with hours worked, idle, or down for repair. 
3. Work performed today, giving location, description, and by whom. When a 

network schedule is used, identify each phase of Work performed each day by 
activity number. 

4. Test and/or control activities performed with results and references to 
specifications/plan requirements. The control phase should be identified 
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(Preparatory, Initial, Follow-up). List deficiencies noted along with corrective 
action. 

5. Material received with statement as to its acceptability and storage. 
6. Identify submittals reviewed, with Contract reference, by whom, and action 

taken. 
7. Offsite surveillance activities, including actions taken. 
8. Job safety evaluations stating what was checked, results, and instructions or 

corrective actions. 
9. List instructions given/received and conflicts in Drawings and/or Specifications. 
10. Contractor’s verification statement. 
11. Indicate a description of trades working on the Project; the number of personnel 

working; weather conditions encountered; and any delays encountered. 
12. These records shall cover both conforming and deficient features and shall 

include a statement that equipment and materials incorporated in file work and 
workmanship comply with the Contract. 

3.7 SUBMITTAL QUALITY CONTROL 

A. Submittals shall be as specified in Section 01300, Submittals. The CQC organization 
shall be responsible for certifying that all submittals are in compliance with the Contract 
requirements. Owner will furnish copies of test report forms upon request by Contractor. 
Contractor may use other forms as approved. 

3.8 TESTING QUALITY CONTROL 

A. Testing Procedure: 
1. Perform tests specified or required to verify that control measures are adequate to 

provide a product which conforms to Contract requirements. Perform the 
following activities and record the following data: 
a. Verify testing procedures comply with contract requirements. 
b. Verify facilities and testing equipment are available and comply with 

testing standards. 
c. Check test instrument calibration data against certified standards. 
d. Verify recording forms and test identification control number system, 

including all of the test documentation requirements, have been prepared. 
e. Documentation: 

1) Record results of all tests taken, both passing and failing, on the 
CQC report for the date taken. 

2) Include specification paragraph reference, location where tests 
were taken, and the sequential control number identifying the 
test. 

3) Actual test reports may be submitted later, if approved by 
Engineer, with a reference to the test number and date taken. 

4) Provide directly to Engineer an information copy of tests 
performed by an offsite or commercial test facility. Test results 
shall be signed by an engineer registered in the state where the 
tests are performed. 
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5) Failure to submit timely test reports, as stated, may result in 
nonpayment for related Work performed and disapproval of the 
test facility for this Contract. 

B. Testing Laboratories: Laboratory facilities, including personnel and equipment, utilized 
for testing soils, concrete, asphalt and steel shall meet criteria detailed in 
ASTM D3740-12A and ASTM E329-11C, and be accredited by the American 
Association of Laboratory Accreditation (AALA), National Institute of Standards and 
Technology (NIST), National Voluntary Laboratory Accreditation Program (NVLAP), 
the American Association of State Highway and Transportation Officials (AASHTO), or 
other approved national accreditation authority. Personnel performing concrete testing 
shall be certified by the American Concrete Institute (ACI). 

3.9 COMPLETION INSPECTION 

A. CQC System Manager shall conduct an inspection of the Work at the completion of all 
Work or any milestone established by a completion time stated in the Contract. 

B. Punchlist: 
1. CQC System Manager shall develop a punchlist of items which do not conform 

to the Contract requirements. 
2. Include punchlist in the CQC report, indicating the estimated date by which the 

deficiencies will be corrected. 
3. CQC System Manager or staff shall make a second inspection to ascertain that all 

deficiencies have been corrected and so notify the Owner. 
4. These inspections and any deficiency corrections required will be accomplished 

within the time stated for completion of the entire Work or any particular 
increment thereof if the Project is divided into increments by separate completion 
dates. 

END OF SECTION 
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Division 1 General Requirements 
TEMPORARY FACILITIES                                  

Section 01500 
 
PART 1 - GENERAL 

1.1   Related Documents: 
Drawings and general provisions of Contract, including General Conditions, Section 00700, 
and Supplemental General Conditions, Section 00810, and Division 1 requirements.  

PART 2 - PRODUCTS (NOT USED) 

PART 3 - EXECUTION 

3.1   Office at the Work Site (Job Shack) 

During the performance of this Contract, CONTRACTOR shall maintain a suitable office at or 
near the site of the Work which shall be the headquarters of his superintendent.  Any 
communication given to the superintendent or delivered to CONTRACTOR's office at the site 
of the Work in his absence shall be deemed to have been delivered to CONTRACTOR. 

In addition, CONTRACTOR shall provide a suitable field office with at least 200 square feet of 
floor space, either adjacent to, or partitioned off from, his office at the site for use by Owner’s 
Representative. The office shall be provided with outside entrance door with a substantial 
lock, glazed windows suitable for light and ventilation, and adequate heating, air conditioning, 
and lighting facilities.  CONTRACTOR shall pay all electricity and heating bills and shall provide 
telephone services with a telephone as specified hereinafter.  The office shall be furnished 
with a desk, two four-drawer filing cabinets, a table, two chairs, a plan rack, and a locker for 
storage of surveying instruments.  The doors on the locker shall be equipped for padlocking.  
The general arrangement of the office and facilities provided shall be acceptable to Owner’s 
Representative. 

3.2   Water for Construction  

All water required for and in connection with the Work to be performed shall be furnished by 
and at the expense of the CONTRACTOR through meters installed on hydrants, except for 
water used in the “disinfection of potable water lines” process per Specification 510.3(29). All 
water used in the disinfection process shall not be metered, but rather shall be measured by 
calculation.  Such water use does not require a meter, but a double-check valve assembly is 
required when connecting to a fire hydrant or a City main.  CONTRACTOR shall submit a 
written plan for the disinfection process for review and approval by OWNER prior to 
commencing Work.  The written plan shall include the CONTRACTOR’s plan for final flushing 
and discharge of chlorinated water, and shall specify the quantities of potable water that will 
be required for the procedure and dosage plan proposed by the CONTRACTOR.  Water used 
in the disinfection process shall be supplied by the OWNER through hydrants or connection 
through a City main at no charge to the CONTRACTOR for the initial disinfection procedure up 
to the quantities agreed to in the written plan for the disinfection process.  Should the initial 
disinfection procedure fail to produce acceptable bacteriological sample test results, the cost 
of water at standard rates used for subsequent disinfection procedures shall be the 
responsibility of the CONTRACTOR with quantities determined through calculations.   

 

For all water required for and in connection with the Work to be performed other than for the 
disinfection process, water and meters will be available from OWNER at standard rates. All 
costs for obtaining a water meter shall be the responsibility of the CONTRACTOR.  The 
CONTRACTOR shall contact the Austin Water Utility and arrange to pick up the meter.  
CONTRACTOR shall install a double-check valve assembly on the fire hydrant between the 
hydrant and the meter, to prevent backflow in the event of pressure failure.  CONTRACTOR 
shall supply all necessary tools, hose and pipe, and shall make necessary arrangements for 
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securing and transporting such water and shall take water in such a manner, and at such 
times, that will not produce a harmful drain or decrease of pressure in the OWNER's water 
system.  It shall be the CONTRACTOR's responsibility to make arrangements with the Austin 
Water Utility for the metering and reporting of the amount of water used. Water shall not be 
used in a wasteful manner.  Standard hydrant wrenches shall be used for opening and closing 
of fire hydrants.  In no case shall pipe wrenches be used for this purpose.  Temporary lines 
shall be removed when no longer required. 

“If applicable, after the installation of the City of Austin’s water meter(s) for the Project, the 
CONTRACTOR has the option to utilize the water available from this service at the 
CONTRACTOR’s expense.  An adjustment to the Contract amount will be made by Change 
Order at the end of the Project for the costs incurred by the City of Austin for the water.” 
 

3.3   Telephone Service 

CONTRACTOR shall make all necessary arrangements and pay all installation charges for 
telephone lines in his offices at the site and shall provide all telephone instruments.  The 
telephone service shall be available to the Owner’s Representative for toll free calls. 

3.4   Sanitary Facilities 

CONTRACTOR shall furnish temporary sanitary facilities at the site, as provided herein, for 
the needs of all construction workers and others performing Work or furnishing services on 
the Project. 

Sanitary facilities shall be of reasonable capacity, properly maintained throughout the 
construction period, and obscured from public view to the greatest practical extent.  If toilets 
of the chemically treated type are used, at least one toilet shall be furnished for each 20 
employees.  CONTRACTOR shall enforce the use of such sanitary facilities by all personnel at 
the site. 

3.5   Protection of Public and Private Property 

CONTRACTOR shall protect, shore, brace, support and maintain all underground pipes, 
conduits, drains, and other underground construction uncovered or otherwise affected by the 
CONTRACTOR’s operations.  All pavement, surfacing, driveways, curbs, walks, buildings, 
utility poles, guy wires, fences, and other surface structures affected by construction 
operations, together with all sod and shrubs in yards, parkways, and medians, shall be 
restored to their original condition, whether within or outside the easement/right-of-way.  All 
replacements shall be made with new materials.  

CONTRACTOR shall be responsible for all damage to streets, roads, curbs, sidewalks, 
highways, shoulders, ditches, embankments, culverts, bridges, or other public or private 
property, which may be caused by transporting equipment, materials, or men to or from the 
Work, whether by him or his Subcontractors. CONTRACTOR shall make satisfactory and 
acceptable arrangements with the owner of, or the agency having jurisdiction over, the 
damaged property concerning its repair or replacement or payment of costs incurred in 
connection with the damage. 

All fire hydrants and water control valves shall be kept free from obstruction and available for 
use at all times. 

3.6   Tree and Plant Protection 

All trees and other vegetation which must be removed to perform the Work shall be removed 
and disposed of by the CONTRACTOR; however, no trees or cultured plants shall be 
unnecessarily removed unless their removal is indicated on the Drawings.  All trees and plants 
not removed shall be protected against injury from construction operations. 

No tree shall be removed outside of permanent easement(s), except where authorized by the 
E/A.  Whenever practicable, CONTRACTOR shall tunnel beneath trees in yards and parking 
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lots when on or near the line of trenching operations.  Hand excavations shall be employed 
as necessary to prevent injury to trees. Care shall be taken with exposed roots, unearthed 
during construction, so that roots do not dehydrate causing tree damage. 

Trees considered by the E/A to have any significant effect on construction operations are 
indicated on the Drawings and those which are to be preserved are so indicated. 

CONTRACTOR shall take extra measures to protect trees designated to be preserved, using 
methods shown on the Drawings and as specified in Standard Specification Item No. 610S 
“Preservation of Trees and other Vegetation". 

3.7    Security 

CONTRACTOR shall be responsible for protection of the site, and all Work, materials, 
equipment, and existing facilities hereon, against vandals and other unauthorized persons. 

No claim shall be made against OWNER by reason of any act of an employee or trespasser, 
and CONTRACTOR shall make good all damage to the OWNER's property resulting from 
CONTRACTOR's failure to provide security measures as specified. 

Security measures shall be at least equal to those usually provided by OWNER to protect 
existing facilities during normal operations, and shall also include such additional security 
fencing, barricades, lighting, and other measures as required to protect the site.  When 
required, the CONTRACTOR shall provide a security plan to the OWNER for review as to 
appropriateness of the security measures proposed. 

3.8   Access Roads 
 

CONTRACTOR shall establish and maintain temporary access roads to various parts of the site 
as required to complete the Project.  Such roads shall be available for the use of all others 
performing Work or furnishing services in connection with the Project. 

3.9   Parking 

CONTRACTOR shall provide and maintain suitable parking areas for the use of all construction 
workers and others performing Work or furnishing services in connection with the Project, as 
required, to avoid any need for parking personal vehicles where they may interfere with public 
traffic, the OWNER's operations, or construction activities. 

3.10   Dust Control 

Dust Control during construction of this Project shall conform to Standard Specifications Item 
No. 220S, “Sprinkling for Dust Control".  No direct payment will be made for dust control.  
Dust Control shall be considered subsidiary work relating to various Bid items of the Contract. 

3.11   Temporary Drainage Provisions 

CONTRACTOR shall be responsible for providing for the drainage of stormwater and such 
water as may be applied or discharged on the site in performance of the Work.  CONTRACTOR 
shall obtain E/A approval for temporary drainage facilities which will handle, carry through, 
or divert around his Work all drainage flow, including storm flow and flows created by 
construction activity, to prevent silting of waterways or flooding damage to the property and 
adjacent property. 

3.12   Erosion Control 

CONTRACTOR shall prevent erosion of soil on the site and adjacent property resulting from 
his construction activities.  Effective measures shall be initiated prior to the commencement 
of clearing, grading, excavation, or other operations which will disturb the natural protection. 

CONTRACTOR shall use controls found in "Environmental Criteria Manual" or developed from 
successful techniques elsewhere as approved by E/A.  Siltation and/or sedimentation controls 
shall include dams, berms, and dikes as recommended in the "Environmental Criteria Manual". 
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3.13   Pollution Control 

CONTRACTOR shall prevent the pollution of drains and watercourses by sanitary wastes, 
sediment, debris and the substances resulting from construction activities.  No sanitary wastes 
will be permitted to enter any drain or watercourse. No sediment, debris or other substance 
will be permitted to enter sanitary sewers and reasonable measures shall be taken by 
CONTRACTOR to prevent such materials from entering any drain or watercourse. 

CONTRACTOR shall observe the rules and regulations of the State of Texas and agencies of 
the U.S. Government prohibiting the pollution of any lake, stream, river, or wetland by the 
dumping of any refuse, rubbish, dredge material, or debris therein. 

CONTRACTOR is specifically cautioned that disposal of materials into any water of the State 
must conform to the requirements of the Texas Commission on Environmental Quality (TCEQ), 
and any applicable permit from the U.S. Army Corps of Engineers. 

3.14   Noise Control 

CONTRACTOR shall comply with the City of Austin’s Noise Ordinance.  CONTRACTOR shall 
take reasonable measures to avoid unnecessary noise.  Such measures shall be appropriate 
for the normal ambient sound level in the area during working hours.  All construction 
machinery and vehicles shall be equipped with practical sound-muffling devices, and operated 
in a manner to cause the least noise consistent with efficient performance of the Work. 

 
3.15   CIP Sign 

CONTRACTOR shall erect install and maintain CIP signs as specified.  Signs shall be 
constructed in accordance with City Standard Specification Item No. 802S “Project Signs,” as 
indicated on the Drawings. 

3.16   Fences 

All existing fences affected by the Work shall be maintained by the CONTRACTOR until 
completion of the Work.  Fences which interfere with construction operations shall not be 
relocated or dismantled until written permission is obtained from the owner of the fence, and 
the period the fence may be left relocated or dismantled has been agreed upon.  Where fences 
must be maintained across any construction easement, adequate gates shall be installed.  
Gates shall be kept closed and locked at all times when not in use. 

Upon completion of the Work across any tract of land, CONTRACTOR shall restore all fences 
to preconstruction, or to a better, condition and to their preconstruction location. 

3.17   Mail Boxes  

CONTRACTOR shall remove, reset temporarily, and relocate permanently all mail boxes that 
are within construction site limits conforming to requirements of United States Postal Service.  
Mailboxes shall not be laid on the ground, but shall be temporarily reset the same day as 
removed.  Payment for removing and resetting of mail boxes will not be paid for directly, but 
will be considered subsidiary to the various Bid items.  Any damage to mail boxes or posts 
shall be the responsibility of the CONTRACTOR. 

3.18   Emergency Facilities  

Free access shall be maintained at all times to fire lanes and emergency and utility control 
facilities such as fire hydrants, fire alarm boxes, police call boxes, and utility valves, manholes, 
junction boxes, etc.  In the event that it is necessary to make one of these facilities 
temporarily inaccessible, CONTRACTOR shall obtain approval of such action and schedule of 
Work from the OWNER.  CONTRACTOR shall also provide at least 24 hours prior notice to the 
Fire Department, Police Department, and City Department governing the affected utility.  The 
same Department(s) shall be promptly notified by the CONTRACTOR when such facilities are 
placed back in unobstructed service. 
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3.19   Notification of Owners 

Unless otherwise indicated, the OWNER will notify property owners abutting the right-of-way 
of impending construction.  The CONTRACTOR shall exercise diplomacy and tact with 
individual property owners. 

3.20   Maintenance of Traffic 

CONTRACTOR shall conduct his Work to interfere as little as possible with public travel, 
whether vehicular or pedestrian.  Whenever it is necessary to cross, obstruct, or close roads, 
driveways, and walks whether public or private, the CONTRACTOR shall provide and maintain 
suitable safe bridges, detours or other temporary measures to accommodate public and 
private travel, and shall provide reasonable notice to owners of private drives before 
interfering with them.  Such maintenance of traffic will not be required when CONTRACTOR 
has obtained written permission from the owner and the tenant of the private property, or 
from the authority having jurisdiction over public property involved, to obstruct traffic at the 
designated point.  A copy of the initial written permission shall be provided to the Owner’s 
Representative. 

Safety and conveyance of traffic shall be regarded as prime importance.  Unless otherwise 
directed, all portions of streets associated with this Project shall be kept open and provided a 
dust free, smooth and comfortable ride to traffic.  It shall be the responsibility of the 
CONTRACTOR to ensure that two-way traffic may safely bypass the construction site and that 
access is provided to abutting private property.  In making open cut street crossings, the 
CONTRACTOR shall not block more than one-half of the street at one time without approval 
of the OWNER.  Whenever possible, CONTRACTOR shall widen the shoulder on the opposite 
side to facilitate traffic control.  Temporary surfacing shall be provided as necessary on 
shoulders. 

Prior to beginning Work, CONTRACTOR shall designate, in writing, a competent person who 
will be responsible and available on the Project site, or in the immediate area, to ensure 
compliance with the traffic control plan.  CONTRACTOR shall provide documentation to 
demonstrate the sufficient training in Traffic Control for his competent person. Owner will 
designate a qualified person to observe implementation and who will have authority to assure 
compliance with the traffic control plan. 

The CONTRACTOR shall perform the necessary cleanup and finishing immediately after all or 
a portion of the Work is completed.  When the Work includes paving operations, the entire 
site shall be kept clean to facilitate placement of required traffic control devices.  Temporary 
and permanent striping lay-out shall be approved by the Transportation Department prior to 
placement, when included in the Work. 

1.   Detours 

Where indicated on the traffic control plan CONTRACTOR shall erect and maintain detours 
around construction activities.   Should CONTRACTOR desire to propose a detour, not already 
included in the traffic control plan, it shall be his responsibility to prepare a revised traffic 
control plan showing the detour, and obtain approval of the revised traffic control plan from 
the Transportation Department, prior to implementation of the detour.  The Transportation 
Department has final authority as to the acceptability of any proposed revisions to the traffic 
control plan.  The CONTRACTOR shall bear all costs for revising the traffic control plan and 
for maintaining the proposed detour. 

2. Barricades and lights 

CONTRACTOR shall place and maintain in good condition, standard barricades at each end of 
the Project and at other locations where traffic is rerouted or blocked from using regular traffic 
lanes.  Barricades and warning signs shall be in accordance with the Texas Manual on Uniform 
Traffic Control Devices (MUTCD) and City of Austin Standard Specification Item No. 803S, 
“Barricades, Signs and Traffic Handling”.  Signs, barricades, and warning devices informing 
the public of construction features will be placed and maintained by the CONTRACTOR, who 
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shall be solely responsible for their maintenance.  The decision to use a particular device at a 
particular location as indicated in the traffic control plan or as determined by the 
CONTRACTOR, shall be the sole responsibility of the CONTRACTOR. 

All open trenches and other excavations shall have suitable barricades, signs, and lights to 
provide adequate protection to the public.  Obstructions, such as material piles and equipment 
shall be provided with similar warning signs and lights.  

All barricades and obstructions shall be illuminated with warning lights from sunset to sunrise.  
Material storage and conduct of the Work on, or alongside, public streets and highways shall 
cause a minimum obstruction and inconvenience of the traveling public. 

3.21  Required Job Site Postings and Notices 
 

CONTRACTOR shall post the following postings and notices in English and Spanish at one or 
more conspicuous locations on the job site.  In the case of Projects with multiple sites, the 
notices and postings must be displayed at each site.  In the case of Projects that do not have 
a job shack or other temporary facility on the site, CONTRACTOR shall post all notices on a 
temporary bulletin board. Other special conditions are noted below. 
 

Required for all Projects 
Poster Available at: 
Baseline Schedule for 
Project identifying when 
all subcontractors will be 
used  

N/A (as required under Section 00700, paragraph 2.4.2.1.) 

Wage Rates as required 
under Section 00830. 
 

Section 00830BC and/or Section 008300HH 

City of Austin Wage 
Contact posters 

Provided at Pre-Construction meeting (English and Spanish) 

City of Austin Equal 
Employment Opportunity 
posters 

http://austintexas.gov/department/wage-compliance (English and 
Spanish) 

Texas Commission on 
Environmental Quality 
“Construction Site Notice” 
form, if applicable, as 
required or the required 
TPDES information  

http://www.tceq.state.tx.us/assets/public/permitting/waterquality/attac
hments/stormwater/txr152d2.pdf  (Option 1 – as required under Section 
00810, 6.7.4.2 
 
N/A (Option 2 – as required under Section 00810, 2.6.7.4.3) 

OSHA poster “Job Safety 
and Health: It's the Law”  

http://www.osha.gov/Publications/osha3165.pdf  (English) 
http://www.osha.gov/Publications/osha3167.pdf  (Spanish) 

City of Austin Rest Break 
Ordinance Signs 

http://austintexas.gov/department/wage-compliance (English and 
Spanish) 
As required to be posted in English and Spanish under Ordinance No. 
20100729-047 

Texas Payday Law Poster http://www.twc.state.tx.us/ui/lablaw/ll10.pdf  (English) 
http://www.twc.state.tx.us/ui/lablaw/ll10s.pdf  (Spanish) 

Texas Workers 
Compensation notice that 
the employer does or 
does not carry Workers 
Compensation insurance  

Does not carry Workers Compensation Insurance: 
http://www.tdi.state.tx.us/forms/dwc/notice5.pdf  (English) 
http://www.tdi.state.tx.us/forms/dwc/notice5s.pdf  (Spanish) 
 
Does carry Workers Compensation Insurance: 
http://www.tdi.state.tx.us/forms/dwc/notice6.pdf  (English) 
http://www.tdi.state.tx.us/forms/dwc/notice6s.pdf  (Spanish) 
 

http://www.tceq.state.tx.us/assets/public/permitting/waterquality/attachments/stormwater/txr152d2.pdf
http://www.tceq.state.tx.us/assets/public/permitting/waterquality/attachments/stormwater/txr152d2.pdf
http://www.osha.gov/Publications/osha3165.pdf
http://www.osha.gov/Publications/osha3167.pdf
http://austintexas.gov/department/wage-compliance
http://www.twc.state.tx.us/ui/lablaw/ll10.pdf
http://www.twc.state.tx.us/ui/lablaw/ll10s.pdf
http://www.tdi.state.tx.us/forms/dwc/notice5.pdf
http://www.tdi.state.tx.us/forms/dwc/notice5s.pdf
http://www.tdi.state.tx.us/forms/dwc/notice6.pdf
http://www.tdi.state.tx.us/forms/dwc/notice6s.pdf
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TWC Employer’s 
Notification of the 
Ombudsman Program to 
Employees 

http://www.oiec.state.tx.us/documents/Employer_Notice_of_O.pdf  
(both versions) 

DOL – The Uniformed 
Services Employment and 
Reemployment Rights Act 
(USERRA) 

http://www.dol.gov/vets/programs/userra/USERRA_Private.pdf   

EEOC Equal Employment 
Act and the Americans 
with Disabilities Act (ADA) 

http://www.dol.gov/ofccp/regs/compliance/posters/pdf/eeopost.pdf  
(English) 
http://www.dol.gov/ofccp/regs/compliance/posters/pdf/eeosp.pdf  
(Spanish) 

Fair Labor Standards Act 
(FLSA) Minimum Wage 
Poster 

http://www.dol.gov/whd/regs/compliance/posters/flsa.htm  (English) 
http://www.dol.gov/whd/regs/compliance/posters/flsaspan.htm  
(Spanish) 

If applicable:  Employee 
Rights for Workers with 
Disabilities/Special 
Minimum Wage Poster – 
Employment Standards 

http://www.dol.gov/whd/regs/compliance/posters/disabc.pdf    
http://www.dol.gov/whd/regs/compliance/posters/disabspanc3p.pdf    

“Your Rights Under the 
Family and Medical Leave 
Act (FLMA)” 

http://www.dol.gov/whd/regs/compliance/posters/fmlaen.pdf  (English) 
http://www.dol.gov/whd/regs/compliance/posters/fmlasp.pdf  (Spanish) 
 

Title VI Rights Poster http://austintexas.gov/department/wage-compliance 
 

Additional Postings Required for Federally Funded Projects 
“Employee Rights Under 
the Davis-Bacon Act” 

http://www.dol.gov/whd/regs/compliance/posters/fedprojc.pdf  
(English) 
http://www.dol.gov/whd/regs/compliance/posters/davispan.pdf  
(Spanish) 

Applies to USDOT/FHWA 
funded projects: 
“Notice of False 
Statements Concerning 
Highway Projects”  

http://www.mdt.mt.gov/publications/docs/forms/dbe/eeo_board/false_s
tatements.pdf 
 
(as required in Section 00810A Standard Federal-Aid Assurances) 

Applies to USDOT/FHWA 
funded projects; 
“Contractors EEO Policy” 

N/A (as required in Section 00810A Standard Federal-Aid Assurances) 

 
END 
 

http://www.oiec.state.tx.us/documents/Employer_Notice_of_O.pdf
http://www.dol.gov/vets/programs/userra/USERRA_Private.pdf
http://www.dol.gov/ofccp/regs/compliance/posters/pdf/eeopost.pdf
http://www.dol.gov/ofccp/regs/compliance/posters/pdf/eeosp.pdf
http://www.dol.gov/whd/regs/compliance/posters/flsa.htm
http://www.dol.gov/whd/regs/compliance/posters/flsaspan.htm
http://www.dol.gov/whd/regs/compliance/posters/disabc.pdf
http://www.dol.gov/whd/regs/compliance/posters/disabspanc3p.pdf
http://www.dol.gov/whd/regs/compliance/posters/fmlaen.pdf
http://www.dol.gov/whd/regs/compliance/posters/fmlasp.pdf
http://austintexas.gov/department/wage-compliance
http://www.dol.gov/whd/regs/compliance/posters/fedprojc.pdf
http://www.dol.gov/whd/regs/compliance/posters/davispan.pdf
http://www.mdt.mt.gov/publications/docs/forms/dbe/eeo_board/false_statements.pdf
http://www.mdt.mt.gov/publications/docs/forms/dbe/eeo_board/false_statements.pdf
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Division 1 General Requirements 
CONSTRUCTION AND DEMOLITION WASTE 

MANAGEMENT 
Section 01505 

 
Building Projects 

PART 1 – GENERAL 

1.1      RELATED DOCUMENTS 
1. Division 01 Section 01200 "Project Meetings" 
2. Division 01 Section 01500 “Temporary Facilities” 
4. Division 01 Section 01700 “Contract Closeout” 
5. Specification 102S “Clearing and Grubbing”. 
6. Division 01 Section 01352 “Sustainable Construction Requirements”. 

1.2      SUMMARY 
A. The Owner has established that the Project shall minimize the creation of construction and 

demolition waste on the Project site and shall recycle and/or salvage non-hazardous 
construction, demolition, and land clearing debris to divert waste from Landfills. 

1. Contractor shall minimize factors that contribute to waste such as over packaging, 
improper storage, ordering error, poor planning, breakage, mishandling, and 
contamination. 

2. Contractor shall reuse, salvage, or recycle as many of the non-hazardous waste 
materials as economically feasible. 

3. As an incentive to encourage resourcefulness, all profits resulting from salvaging and 
recycling shall go to the Contractor. 

4. In cases where there is little to no cost difference between recycling/salvaging and land-
filling of items not required to be recycled or salvaged, the Contractor is directed to 
recycle/salvage. 

5. Contractor shall minimize waste disposal in landfills. 
 

B. Hazardous materials are an exception to this Section. Comply with applicable requirements 
of Local, State and Federal regulations. 
 

C. This Section includes administrative and procedural requirements for the following: 

1. Salvaging non-hazardous demolition and construction waste 

2. Recycling non-hazardous demolition and construction waste 

3. Disposing of non-hazardous demolition and construction waste. 
 

1.3      REFERENCES 
A. The standards listed below form a part of this Section to the extent referenced. Standards 

are referred to in the text by basic reference only. 
 

1. LEED-NCv2.2 Reference Guide MR credit 2 (Reference only,  Certification is not required) 
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2. Sustainable Building Sourcebook – Austin Energy Green Building: 

www.austinenergy.com/Energy%20Efficiency/Programs/Green%20Building/Sourcebook/
constructionWasteManagement.htm 

3. Resource Exchange Network for Eliminating Waste (RENEW), TCEQ (MC-112), Biannual 
catalog lists materials available and wanted; serves Texas and surrounding states; lists 
are posted on the 
Internet:  http://www.tceq.state.tx.us/assistance/P2Recycle/renew/renew.html  

4. Recycle Texas Online, A service of the Texas Commission on Environmental Quality. 
Contains information on about 1000 businesses and local governments handling 
materials from Texas. Organizations' information is self-reported and listings are free of 
charge. http://www.tceq.state.tx.us/assistance/P2Recycle/rtol/rtol.htm   

5. The "Construction Materials Management Guidelines”, a publication of AIA/Austin for the 
Governor's Energy Office provides construction waste recycling economics worksheets, 
recycling market information and other related information that may be useful in 
estimating the construction waste quantities and recycling costs for this project. 
Available from AIA/Austin (512) 452-4332. 

6. "WasteSpec", Triangle J Council of Governments, Research Triangle Park, NC 27709, 
(919) 549-9390. 

1.4      DEFINITIONS 
A. Chemical Waste: Includes petroleum products, bituminous materials, salts, acids, alkalis, 

herbicides, pesticides, organic chemicals, and inorganic wastes. 

B. Clean: Untreated and unpainted, not contaminated with oils, solvents, caulk, or the like. 

C. Co-mingled: Keeping mixed recyclable materials in one container on site. The container is 
then taken to a material recovery facility where materials are separated for recycling. 

D. Deconstruction: Process of carefully dismantling a building in order to salvage components 
for reuse and recycling. Also known as “construction in reverse”. 

E. Disposal: Removal off-site of demolition and construction waste and subsequent sale, 
recycling, reuse, or deposit in landfill or incinerator acceptable to authorities having 
jurisdiction. 

F. Demolition: Process of removing structures as quickly as possible by using heavy machinery 
and generating large amounts of waste. 

G. Disposal: Acceptance of solid wastes at legally permitted and operating facility for the 
purposes of land-filling. 

H. Diversion: Avoidance of demolition and construction waste sent to landfill or incineration. 
Diversion does not include using materials for landfill, alternate daily cover on landfills, or 
materials used as fuel in waste-to-energy processes. 

I. Hazardous Waste: Byproducts of society that can pose a substantial or potential hazard to 
human health or the environment when improperly managed, and possessing at least 1 of 4 
of the following characteristics, or appearing on a special Environmental Protection Agency 
(EPA) list. 

1. Ignitability. 

2. Corrosivity. 

3. Reactivity. 

http://www.austinenergy.com/Energy%20Efficiency/Programs/Green%20Building/Sourcebook/constructionWasteManagement.htm
http://www.austinenergy.com/Energy%20Efficiency/Programs/Green%20Building/Sourcebook/constructionWasteManagement.htm
http://www.tceq.state.tx.us/assistance/P2Recycle/renew/renew.html
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4. Toxicity. 

J. Non-Hazardous Waste: Solid wastes, such as building materials, packaging, rubbish, debris, 
and rubble resulting from construction, remodeling, repair, and demolition operations, 
possessing none of the 4 characteristics of hazardous substances, i.e., ignitability, 
corrosivity, reactivity, or toxicity.  

K. Landfill: Authorized land waste disposal site that is located to minimize waste pollution from 
runoff and leaching. Waste is spread in thin layers, compacted and covered with a fresh 
layer of soil each day to minimize pest, aesthetic, disease and air and water pollution 
problems. 

L. Municipal Solid Waste Landfill: A permitted facility that accepts solid, non-hazardous waste 
such as household, commercial, and industrial waste, including construction and demolition 
waste. 

M. Non-hazardous: Exhibiting none of the characteristics of hazardous substance, i.e. 
ignitability, corrosiveness, toxicity or reactivity. 

N. Non- toxic: Neither immediately poisonous nor poisonous after a long period of exposure. 

O. Recyclable: The ability of a product or material to be recovered at the end of its life cycle 
and remanufactured into a new product for reuse by others. 

P. Recycle: To remove a waste material from the Project site to another site for remanufacture 
into a new product for reuse by others. 

Q. Recycling: The process of sorting, cleansing, treating, and reconstituting solid waste and 
other discarded materials for the purpose of using the altered form. Recycling does not 
include burning, incinerating, or thermally destroying waste. 

R. Return: To give back reusable items or unused products to vendors for credit. 

S. Reuse: A strategy to return materials to active use in the same or a related capacity. 

T. Salvage: To remove a waste material from the Project site to another site for resale or 
reuse by others. 

U. Source Separation: The act of keeping different types of waste materials separate beginning 
from the first time they become a waste. 

V. Toxic: Poisonous to living beings either immediately or after a long period of exposure. 

W. Trash: Any product or material unable to be reused, returned, recycled, or salvaged. 

X. Waste: Extra material or material that has reached the end of its useful life in its intended 
use. Waste includes salvageable, returnable, recyclable, and reusable material. 

All materials removed from the Project site to be land-filled, recycled, or salvaged for reuse. 
Pallets, containers, packaging and packing materials in which construction products are 
delivered to the Project site are considered waste materials. New, leftover materials that are 
returned to the material suppliers are not considered waste. 

Y. Waste Management Plan: A Project-related plan for the collection, transportation, and 
disposal of the waste generated at the construction site. The purpose of the plan is to 
ultimately reduce the amount of material being land-filled. 

1.5       WASTE MANAGEMENT GOALS 
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A. The Owner has established that at least 50% of the “waste” materials produced as a result 
of the Work, shall be employed, salvaged, reused, or recycled in order to minimize the 
impact of construction and demolition waste on landfills, and to minimize the expenditure of 
energy and cost in fabricating new materials. Of the waste that is generated, as many of the 
waste materials as economically feasible shall be reused, salvaged, or recycled. Waste 
disposal in landfills or incinerators shall be minimized, thereby reducing disposal costs. As a 
minimum, 50% of material that would otherwise go to the landfill shall be diverted. 

B. Contractor shall employ and encourage practices that ensure the generation of as little 
waste as possible due to error, poor planning, breakage, mishandling, contamination, or 
other factors. 

C. Revenues, savings, rebates, tax credits and other incentives received for recycling waste 
materials shall accrue to the Contractor. 

D. Contractor is responsible for knowing and complying with regulatory requirements, including 
but not limited to Federal, State and local laws and regulations, pertaining to legal disposal 
of all construction waste materials. 

E. Recycle material including diverting materials for secondary uses whenever economically 
feasible. 

F. Dispose of materials with no practical use or economic benefit at landfill. 

G. Acceptable methods of diversion include: 
     Donation to nonprofit organizations 
     Removal from jobsite by staff or subcontractors for use (not disposal) 
     Return to supplier 
     Sale to organizations or individuals 
     Recycling 

H. The Contractor shall develop a Construction Demolition Waste Management Plan that results 
in end-of-Project rates for recycle and/or salvage at least 50% of non-hazardous 
construction and demolition debris. Develop and implement the plan that, at a minimum, 
identifies the materials to be diverted from disposal and whether the materials will be sorted 
on-site or co-mingled. Calculations can be done by weight or volume, but must be 
consistent throughout. 

1.6       SUBMITTALS 
A. Draft Waste Management Plan: Within 14 calendar days after date of the Notice to 

Proceed, or prior to any waste removal, whichever occurs first, submit a draft Waste 
Management Plan outlining how demolished items and waste material will be removed from 
the Project Site. 

An example template is included as “Appendix A” to this section. 
 

1. The Waste Management Plan shall include the following: 

a. Identify each type of demolished and waste material produced as a result of the Work 
on the Project Site. 

b. Identify each type of demolished and waste material intended to be recycled or 
reused. 

c. Identify estimated quantities for each type of demolished and waste material that can 
be recycled or reused. 

d. Identify material separation requirements. 
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e. Identify location of temporary on-Site storage for recycled and reused materials. 

f.  Identify final destination for each recycled and reused material. 

g. Identify means of transportation for each recycled and reused material to their final 
destination. 

h. Identify the name/phone number of the Coordinator of the Waste Management Plan. 
The Coordinator is Contractor-designated on-site party responsible for workers and 
overseeing and documenting results of Waste Management Plan. 

i.  Indicate permit or license and the location of the municipal solid waste landfills and 
other disposal area(s) to be used. 

j.  List of materials that cannot be recycled or reused. 

 
B. Final Construction Waste Management Plan:  Once the Owner has determined which of 

the recycling options addressed in the draft Construction Waste Management Plan are 
acceptable, revise and resubmit, within 14 calendar days, a final Construction Waste 
Management Plan.  Approval of Contractor’s Plan will not relieve the Contractor of 
responsibility for compliance with applicable environmental regulations. 

 
C. Waste Management Reports:  Prepare and maintain through Project duration a record of 

waste management. An Example template of a waste management record form is attached 
as “Appendix B” of this Section. With each application for progress payment, Contractor 
shall submit a summary of solid waste generated by the construction and demolition 
operations. Submit an electronic version of the updated form (showing new and cumulative 
information), indicating solid waste generated by the construction and means of disposal or 
diversion. Failure to submit updated reports with each Application for Progress Payment 
may delay payment. Include as a minimum the following information on the form: 
manifests, weight tickets, receipts and invoices, specifically identifying the Project and 
waste material for: 

1. Municipal solid waste landfills. 

2. Recycling centers. 

3. Non-Profit organizations. 

4. Landfill or Incinerator Disposal: Updates to the form and other updates required as part 
of the Waste Management Report shall include: 

a.   Land-fill Materials Description. Include date removed from jobsite. 

b.   Land-fill Hauler and Location of disposal or incineration. 

c.   Quantity of Land-filled (or incinerated) Waste 

d.   Submit electronic copy of manifests, weight tickets, receipts, and invoices as 
evidence of quantity and cost. 

e.   The amount (in tons or cubic yards) of material land-filled from the Project, 
the identity of the landfill, the total amount of tipping fees paid at the landfill, 
and the total disposal cost. 

f.   For each material recycled, reused, or salvaged from the Project, include the 
amount (in tons or cubic yards, pounds, feet, square yards, gallons, etc.), the 
date removed from the Project site, the receiving party, the transportation 
cost, the amount of any money paid or received for the recycled or salvaged 
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material, and the net total cost or savings of salvaging or recycling each 
material. 

5. Recycled and Salvaged Materials: Updates to the form shall include the following 
information: 

a. Diverted / Recycled Materials Description, including those retrieved by installer for 
use on other projects, those taken by the Contractor’s staff or subcontractors for use 
on their projects, and those donated to charitable organizations. Include date item 
was removed from jobsite. 

b. Diversion / Recycling Hauler and Location, indicating name of person or company 
removing the material for future use and the location to which the item was 
removed. 

c. Quantity of Diverted / Recycled Waste 

d. Submit electronic copy of manifests, weight tickets, receipts, and invoices as 
evidence of quantity and cost. 

e. The City of Austin Project manager may request further information regarding how 
the diverted material was used or is intended to be used. 

D. CWM Closeout Documentation: Submit the following upon the completion of The Work and 
prior to final payment: 

a. The completed Project Waste Management Record Form with Contract closeout 
documents, “signed” by the Contractor’s representative and including calculations on 
end-of-project recycling rates, salvage rates, and landfill rates demonstrating that 
100% of all non-hazardous construction wastes were recycled, salvaged or disposed 
of properly. 

b. Copy of all receipts, manifests, weight tickets, and other documentation of materials 
recycled, salvaged, land-filled or incinerated, that have not already been 
documented. 

c. Electronic copy of a final summary. 

2 PART 2 - PRODUCTS 
Not used 

3 PART 3 – EXECUTION 

3.1   GENERAL 
A. Implement the waste management plan as approved by the City of Austin Project Manager. 

Provide handling, containers, storage, signage, transportation, and other items as required 
to implement waste management plan during the entire duration of the Contract. 
 

B. Satisfy the requirements outlined in Subsection 1.5, Waste Management Goals. 
 

3.2   WASTE MANAGEMENT PLAN IMPLEMENTATION 
A. Plan Coordinator: Designate an on-site party (or parties) responsible for instructing 

workers, overseeing implementation and documenting results of the Waste Management 
Plan for the Project. 

B. Plan Distribution: Provide copies of the Waste Management Plan to the Contractor's 
superintendent, each Subcontractor, the Owner, and the Engineer. 
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C. Instruction: Provide on-site instruction of appropriate separation, handling, and recycling, 
salvage, reuse, and return methods to be used by all parties at the appropriate stages of 
the Project. Contractor is responsible for requiring participation of subcontractors. 

D. Meetings: Conduct construction waste management meetings. Include subcontractors 
affected by the Waste Management Plan. At a minimum, discuss and develop a mutual 
understanding for achieving all of the Owner’s waste management goals at the following 
meetings: 

1. Pre-bid conference. 

2. Pre-construction conference. 

3. Progress meetings. 

E. Careful Ordering. 

F. Materials Handling Procedures: Protect materials to be recycled from contamination. Handle, 
store and transport in a manner that meets the requirements set by the designated facilities 
for acceptance. All materials shall be covered during transportation to prevent 
contamination and littering. 

G. Separation Facilities: The Contractor shall lay out and label a specific area to facilitate 
separation of materials for potential recycling, salvage, reuse, and return. Recycling and 
waste bin areas shall be kept neat and clean and clearly marked in order to avoid 
contamination of materials.  

H. Handling:  

1. Clean materials which are contaminated prior to placing in collection containers. Deliver 
materials free of dirt, adhesives, solvents, petroleum contamination, and other 
substances deleterious to recycling process. 

2. Arrange for collection by, or delivery to, the appropriate recycling or reuse facility. 

I. Hazardous Wastes: shall be separated, stored, and disposed of according to local prevailing 
regulations, and in accordance with the appropriate section of this specification. 

3.3   RECYCLING REQUIREMENTS 
A. Materials: Refer to individual specification sections for detailed Waste Management 

requirements. In general, the following types of construction waste materials generated 
during the course of this project that are not salvaged shall be recycled: 

1. Asphalt concrete pavement. 

2. Concrete. 

3. Concrete block. 

4. Metals, including the following. 

a. Banding straps. 
b. Reinforcing steel. 
c. Iron. 
d. Brass and bronze. 
e. Lead. 
f. Extruded aluminum. 
g. Aluminum sheet. 
h. Stainless steel sheet. 
i. Steel studs. 
j. Copper pipe. 
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k. Steel pipe. 
l. Galvanized steel pipe. 
m. Metal ductwork. 

5. Clean dimensional lumber. 

6. Broken wood crates and pallets. 

7. Glass and glass containers. 

8. Plastics. 

9. Plaster. 

10. Gypsum board. 

11. Acoustic ceiling tile. 

12. Carpet and pad. 

13. Paint and paint containers. 

14. Metal toilet partitions. 

15. Food service equipment. 

16. HVAC heating and cooling coils. 

17. HVAC equipment. 

18. Plumbing fixtures. 

19. Electrical conduit. 

20. Electrical wiring. 

21. Light fixtures. 

22. Cardboard, paper, and packaging. 

23. Beverage containers. 

B. Methods: The following recycling methods may be used. 
1. On-site separation: Each material to be recycled shall be separated at the Project site 

and delivered to the recycling markets or directly from the Project site. 

a. If on-site separation method is used, designate a specific area or areas to facilitate 
separation of materials for potential reuse, salvage, recycling, and return. 

b. Maintain recycling and waste bin areas neat and clean and clearly marked, both in 
Spanish and in English, in order to avoid commingling of materials. 

c. Protect bins during non-working hours from off site contamination. 
 

2. Off-site separation: Materials to be recycled are delivered unsorted from the Project site 
to a materials recovery facility or transfer station where recyclable materials are 
separated from other waste. 

a. If this method is selected, Contractor shall verify that the entity responsible for the 
off-site separation has a market for all of the materials that are required to be 
recycled that it receives from the Project site. 

b. The same Submittals procedures shall apply. 

c. Protect bins during non-working hours from off site contamination. 
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3. A combination of each of the above methods. 
 

C. Area Recyclers: A reference for waste recycling markets and resources for the Austin, Texas 
area is included at the end of this Section. 

3.4   REUSE 
A. Contractor is encouraged to reuse as many demolished and waste materials as possible. 

 
B. Reuse of demolished and waste materials includes the following: 

a. Salvaging existing materials scheduled for resale. 

b. Off-Site storage of demolished materials for future reuse by Contractor on other projects. 

c. Returning reusable materials, such as packaging and pallets, to vendor. 

d. Returning unused new materials to vendor. 

e. Assemble designated reuse items in a single location safe from damage, for review and 
approval by the Owner’s Representative. 

 
C. Submit a list of reused materials as part of the Waste Management Record 

 
D. Contractor shall investigate the possibility of off-Site reuse of demolished and removed 

materials in the Austin, Texas metropolitan area. 

3.5   SALVAGE 
A. Salvage materials as identified on the Architectural and Engineering Demolition Plans. 

B. Salvage Guidelines: 

1. The contractor shall salvage as many items as deemed economically possible, 
considering that each item salvaged saves on land filling fees and may be of use to 
others. 

2. Assemble potentially salvageable items in one area for review by the City of Austin 
Project Manager. No items may be donated or sold to the public without prior approval 
by the City of Austin Project Manager. 

3. The Contractor, with assistance requested from the City of Austin Waste Reduction 
Assistance contact and Engineer, shall consider several possible markets for salvaged 
items. Examples of potential markets are: 

a. Habitat for Humanity Restore. 

b. Project site display for public purchase/donation 

c. Demolition Contractor’s sales yard/area 
 

4. Salvage items shall be stored in a manner that prevents damage. 

5. All proceeds from the sale of salvaged items shall go to the contractor. 

6. The contractor shall submit a list of items salvaged as part of the Waste Management 
Records. 

3.6   SCHEDULE OF MATERIAL DISPOSAL & RECYCLING SERVICES 
A. The following list is provided for informational purposes only. Additional opportunities may 

be available. All information contained in this list is from the Austin Energy Green Building 
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Program. Shortcut to: 
http://www.austinenergy.com/Energy%20Efficiency/Programs/Green%20Building/Sourcebo
ok/constructionWasteManagement.htm 

Contractor shall re-verify any crucial information prior to making arrangements that involve any 
of the firms listed. 

http://www.austinenergy.com/Energy%20Efficiency/Programs/Green%20Building/Sourcebook/constructionWasteManagement.htm
http://www.austinenergy.com/Energy%20Efficiency/Programs/Green%20Building/Sourcebook/constructionWasteManagement.htm
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Appendix A. Sample Construction Waste Management Plan 
 

 
Construction Waste Management Plan 

 
Project: 
Contractor: 
Date: 
Contact: 
Phone: 
Prepared by: 
 
 
 
 
Complete all sections below that are required by or pertinent to this project as outlined 
in the Construction Documents.  

 
I.      Coordination and Training 
 

a. Name of Contractor’s representative responsible for CWM implementation & coordination: 
 
b.  How will Contractor’s staff and subcontractors be instructed and updated regarding 

demolition and construction phase salvaging activities? 
 
c.  How will Contractor’s staff and subcontractors be instructed and updated regarding proper 

recycling and separation procedures, and how will contamination of separated waste 
materials will be prevented? 

 
d.  Describe and/or show on an attached site map where the temporary waste material 

storage area(s) will be located. 
 
e.  Recycling and trash containers and areas shall be clearly marked in English and Spanish in 

order to avoid contamination. Architect’s review and approval of the storage area(s) and 
signage will be required as part of the approval of this Construction Waste Management 
Plan. 

 
II.    Waste Minimization 
 

a. What waste minimization techniques will be employed during the construction phase? (See 
“Waste Minimization” subsection in specifications Section 01505, Construction Waste 
Management)           
             
             
      
 

b. Which employees and / or subcontractors will be involved with each technique?  
             
             
             
      

Diversion Goal: Salvage and recycle at least 50% (by weight or volume) 
of land-clearing and construction waste 
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III. Construction Waste Analysis (including site / land-clearing materials, as 

applicable) 

a.   Diverted Materials: For each of the materials anticipated to be reused or recycled (and 
thereby diverted from the landfill) to meet the minimum 50% diversion goal, provide 
information to complete the table below. (Note: Whenever possible, please make efforts 
to use or donate usable construction waste materials rather than recycling.) 

 

Material or Item 

Storage Method 
(roll-off, bin, 

area, 
on pallet, etc.) 

Quantity estimate 
(no., linear ft., 
square ft., etc.) 

Proposed  
Recipient 

    
    
    
    
    
    

Add rows (or paper pages) as required 
 

b. Landfill: For construction phase trash and materials / items that will not be diverted, 
complete the following table:  

 
Quantity estimate  

(weight or volume) 

Number and 
size of roll offs 

anticipated 
Proposed landfill site 
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Appendix B. Summary of Solid Waste Disposal and Diversion 
Project name       Project Number      
Contractor Name      License Number     
Contractor Address           
 

Solid Waste 
Material 

Date 
Material 
Disposed/ 
diverted 

Amount 
Disposed/ 
Diverted 
(Ton or cubic 
yd.) 

Municipal 
Solid Waste 
Facility 
(Name, address, 
Phone) 

Recycling/Reuse 
Facility 
Name Address 
Phone 

Comment 
(If disposed 
state why 
not 
diverted) 

Land Clearing 
Debris 

     

Asphalt      
Concrete      
Metal      
Wood      
Debris      
Glass      
Clay Brick      
Paper/Cardboard      
Plastic      
Gypsum      
Paint      
Carpet      
Other      
Other      
      
      
      
      
      
 
Signature      Date     
 
 
 
End  
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Division 1 General Requirements 
CONSTRUCTION INDOOR AIR QUALITY 

MANAGEMENT PLAN 
Section 01510 

 
PART 1 – GENERAL 
 
1.1     RELATED DOCUMENTS 
 

A.  Drawings and general provisions of Contract, including General and Supplementary 
Conditions and Division 1 Specification Sections, apply to this Section. 

 
1.2     SUMMARY 
 

A. This Section includes requirements for construction indoor air quality, including: 

1. Construction Indoor Air Quality Management Purpose 
2. Construction Indoor Air Quality Procedures 
3. Construction Indoor Air Quality Submittals 

B. This section includes references to the following external documents: 
 

1. The U.S. Green Building Council’s Leadership in Energy and Environmental Design 
(LEEDAP) “NC”, for New Construction, version 2.2. This information is available from the 
U.S. Green Building Council, 1015 18th St NW, Ste. 105, Washington, DC 20036, 202-
828-7422 or 866-828-7422, www.usgbc.org. 

2. “IAQ Guidelines for Occupied Buildings Under Construction”, Sheet Metal and Air 
Conditioning Contractors’ National Association (SMACNA), www.smacna.org, (703) 803-
2980. 

3. “ANSI/AHSRAE 52.2-1999: Method of Testing General Ventilation Air-Cleaning Devices 
for Removal Efficiency by Particle Size”, American Society of Heating, Refrigerating and 
Air-Conditioning Engineers (ASHRAE), www.ashrae.org, (800) 527-4723. 

 
1.3    PURPOSE 
 

A. The intent of Construction IAQ (Indoor Air Quality) management is to reduce indoor air 
quality problems resulting from the construction process in order to help sustain the health 
and well-being of construction workers and building occupants. 

 
1.4    PROCEDURES 
 

A. The Contractor shall make every effort to reduce pollutants throughout the construction 
process in order to achieve compliance with IAQ testing maximum concentrations discussed 
below. The most significant method for achieving success is through source control, that is: 

1. Install products and materials that are low- or zero-VOC, do not contain added 
formaldehyde, and are free of particulates 

2. Request in-factory flush-out from manufacturers wherever possible, to flush out 
pollutants before products arrive at the site 

B. The Contractor shall adopt an IAQ management plan to protect the HVAC system during 
construction, control pollutant sources, and interrupt contamination pathways. 

http://www.usgbc.org/
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C. Contractor shall sequence the installation of materials to avoid contamination of absorptive 
materials such as insulation, carpeting, ceiling tile, and gypsum wallboard. 

D. Temporary HVAC units (independent of permanent ductwork and distribution systems) are 
recommended as the optimal method for achieving the Construction IAQ requirements. This 
allows permanent HVAC equipment to be fully protected. If contractor is utilizing permanent 
HVAC equipment for fresh air, heating, or cooling during construction, all air intakes shall be 
protected from incoming construction debris. Contractor shall use filtration media in all 
permanent air handling equipment during construction, and replace this media immediately 
before occupancy. 

1. Regularly occupied spaces: Filtration media during and after construction shall have a 
Minimum Efficiency Reporting Value (MERV) of 13 as determined by ANSI/ASHRAE 52.2-
1999. Obtain a diagram from MEP Engineer indicating location of all regularly occupied 
spaces. 

2. All other spaces: Filtration media during and after construction shall have a Minimum 
Efficiency Reporting Value (MERV) of 8 as determined by ANSI/ASHRAE 52.2- 1999. 

E. The Contractor shall employ Green Housekeeping methods wherever practicable. 

1. Use non-toxic cleaners per Green Seal:  http://www.greenseal.org/  

2. Conserve energy by shutting off lights and HVAC in all areas except those currently 
being cleaned. 

 
F. AFTER all finishes are installed, but BEFORE occupancy, the Contractor shall coordinate 

testing for Indoor Air Quality by a qualified testing agency. Testing shall be performed per 
LEED-NC Version 2.2 IEQ Credit 3.2. The testing agency shall employ the following 
procedures: 

1. One testing point per 25,000 sq. ft., or for each contiguous floor area, whichever is less. 

2. Test for the following contaminants, and demonstrate that the maximum concentrations 
listed below are not exceeded. 

a. Formaldehyde: 50 parts per billion 
b. Particulates (PM10): 50 micrograms per cubic meter 
c. Total Volatile Organic Compounds (TVOC): 500 micrograms per cubic meter. 
d. 4-Phenylcyclohexane (4-PCH): 6.5 micrograms per cubic meter (only required if 

carpets and fabrics with styrene butadiene rubber (SBR) latex backing material 
are installed as part of the base building systems). 

e. Carbon Monoxide (CO): 9 parts per million and no greater than 2 parts per 
million above outdoor levels 

3. All measurements shall be conducted prior to occupancy, but during normal occupied 
hours, and with the building ventilation system starting at the normal daily start time 
and operated at the minimum outside air flow rate for the occupied mode throughout 
the duration of air testing. 

4. The building shall have all interior finishes installed, including but not limited to 
millwork, doors, paint, carpet and acoustic tiles. Non-fixed furnishings such as 
workstations and partitions are not required, to be in place for the testing. Better results 
will be achieved without furniture. 

5. The number of sampling locations will vary depending upon the size of the building and 
number of ventilation systems. For each portion of a building served by a separate 
ventilation system, the number of points shall not be less than one per 25,000 sq. ft., or 

http://www.greenseal.org/
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for each contiguous floor are, whichever is larger, and include areas with the least 
ventilation and the greatest presumed pollutant source strength. 

6. Air samples shall be collected between 3 feet and 6 feet from the floor to represent the 
breathing zone of occupants, and over a minimum 4-hour period. 

7. For each sampling point where the maximum concentration limits are exceeded, conduct 
additional flush-out with outside air and retest the specific parameters exceeded to 
indicate the requirements are achieved. When re-testing non-complying building areas, 
take samples from the same locations as in the first test. 

 
1.5     SUBMITTALS 
 

A.  With first Application for Payment, the General Contractor is to submit a draft Construction 
IAQ Management Plan. Architect will return plan with revisions or approval, to be 
resubmitted as many times as necessary for Architect’s final approval. The plan shall be 
divided into 6 parts, addressing each of the following topics per “IAQ Guidelines for 
Occupied Buildings Under Construction”, Sheet Metal and Air Conditioning Contractors’ 
National Association (SMACNA);  http://www.smacna.org/  ; (703) 803-2980. The plan shall 
also include requirements described in “Procedures” above. 

1.   HVAC protection 
2.   Source Control 
3.   Pathway Interruption 
4.   Housekeeping 
5.   Filter Maintenance Schedule 
6.   Scheduling 

B.  With subsequent Applications for Payment, the General Contractor is to submit 
documentation of IAQ procedures as follows: 

1.  Provide cut sheets of filtration media used during construction with MERV values 
highlighted (per ANSI/ASHRAE 52.2-1999). Fresh clean filters must be installed 
immediately prior to occupancy. 

 
 
2.  During construction, take photographs of Construction IAQ Management procedures, 

such as protection of ducts, physical barriers protecting areas under construction, and 
the sequencing of installation for absorptive materials. 

 
C.  The Contractor shall provide a report from the Indoor Air Quality Testing Agency, describing 

the testing process, reporting results for every testing point, and indicating compliance with 
the pollutant maximum concentration levels. 

 
END  
 

http://www.smacna.org/
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Division 1 General Requirements 

PUBLIC SAFETY AND CONVENIENCE 
Section 01550 

 
PART 1 - GENERAL 
1.1   Related Documents: 

Drawings and general provisions of Contract, including General Conditions, Section 00700, 
and Supplemental General Conditions, Section 00810, and Division 1 requirements.  

PART 2 - PRODUCTS (NOT USED) 

PART 3 - EXECUTION 

3.1   General 

CONTRACTOR shall maintain reasonable local vehicular and pedestrian dust free traffic, 
including use of driveways, to proceed safely with minimum inconvenience, except during 
actual construction operations.  CONTRACTOR provided flaggers shall assist traffic when a 
street is operating under a single lane.  Two-way traffic shall be maintained at all other times 
unless otherwise authorized by Owner.  

CONTRACTOR shall provide, at the work zone location during temporary traffic control 
installation, a designated Competent Traffic Control Person to ensure compliance with the 
traffic control plans and the provisions of the Contract.   Training Certificates for the 
designated Competent Person shall be provided with submittals at the Precon.  Training 
certificates for competent persons shall be good for four (4) years from the date of 
training.  After such time the competent person must show that additional training or re-
certification has been completed to maintain competent person status. 

CONTRACTOR shall maintain a smooth and safe ride for traffic by placing steel plates with 
Asphaltic concrete berms, temporary fill or bridging and temporary surfacing with cold or hot-
mix Asphaltic concrete paving in accordance with applicable City Standards.   

Sidewalks shall not be obstructed, except by special permission of Owner or E/A.  Access to 
private dwelling and to commercial establishments shall be provided at all times.  

CONTRACTOR shall plan and execute his operations in a manner that will cause a minimum 
interference with traffic.  The CONTRACTOR shall place and maintain in good condition, 
standard barricades at each end of the Project and at other locations where traffic is rerouted 
or blocked from using regular traffic lanes.  Barricades and warning signs shall be in 
accordance with Texas Manual on Uniform Traffic Control Devices (MUTCD) and the City of 
Austin Transportation Criteria Manual.   

Signs, barricades and warning devices informing public of construction features shall be 
placed and maintained by the CONTRACTOR who shall be solely responsible for their 
maintenance. 

Unless otherwise specified elsewhere in Division 1, neither explosives nor blasting shall be 
permitted on this Project. 

 

3.2  Traffic Control 

3.2.1  It shall be the sole responsibility of the CONTRACTOR to furnish, install, maintain and 
remove barricades, detour signs, warning signs, lights and all regulatory traffic control 
devices of the size and type specified, at locations indicated, or as directed or approved 
by the OWNER in accordance with the  Texas Manual on Uniform Traffic Control 
Devices, (MUTCD), Part VI, Traffic Control for Street and Highway Construction and 
Maintenance Operations and the City of Austin Transportation Criteria Manual. Upon 
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phase completion, the Contractor shall immediately revise the temporary traffic 
devices to reflect the next phase or if the project is complete remove them from the 
public right of way.  

3.2.2 Throughout the life of the Contract, all existing roads and Traffic Control devices 
included in the Work shall be maintained by the CONTRACTOR to a condition, in the 
opinion of the OWNER, which is equal to or better than that which existed when Work 
commenced.  Maintenance of existing roads and devices shall take priority over all 
other Work items and shall be subject to a seven-day-a-week, 24-hours-per-day time 
frame.  The CONTRACTOR shall provide a smooth and safe riding surface for all 
vehicles along the route of this Project.  This could include, but not be limited to, small 
cars, motorcycles, mopeds and bicycles.  If the condition of the street surface 
deteriorates, for any reason, CONTRACTOR shall take necessary steps to insure 
immediate restoration. 

3.2.3  During construction of streets, drainage, and utility projects, if conditions of existing 
street surface require maintenance to upgrade from their state when the Work began, 
a separate pay item may be included in Bid. Otherwise, maintenance work will not be 
paid for directly but will be considered subsidiary to various Bid items of this Contract. 

3.2.4  In the event that CONTRACTOR fails, in opinion of OWNER, to maintain a smooth 
surface for public comfort, fails to provide ingress and egress to private property, 
and/or does not provide and maintain proper traffic control devices, OWNER may 
provide these services and deduct any cost thereof, including overtime and 
administrative expenses, from all estimates thereafter due the CONTRACTOR.  Such 
action by the OWNER shall not relieve the CONTRACTOR of his liability to protect the 
public at construction site. Owner may also assess an investigation fee, as established 
by separate Fee Ordinance, for violations resulting in more than one deficiency report 
issued to Contractor. 

3.2.5  A permit must be obtained from Texas Department of Transportation (TxDOT), prior to 
Work being performed on state highway routes passing through the City. 

3.2.6 CONTRACTOR shall notify the Owner’s Representative, Police Department, Fire 
Department, EMS, and Right of Way Management Division at least seven Calendar 
Days in advance of beginning proposed Work, with intention to close or partially block 
any street or any part thereof, or of any construction affecting free flow of traffic. The 
CONTRACTOR shall plan and adequately provide barricades and warning devices. The 
same parties shall be notified when normal traffic flow is restored. 

3.2.7  Should the CONTRACTOR, in his operations, reduce an existing two-way roadway to 
less than 20 feet in width, CONTRACTOR shall provide a route through or around the 
narrowed area as approved by Owner or E/A. 

3.2.8 The CONTRACTOR’s Flaggers shall be required any time it is necessary for the 
CONTRACTOR's equipment to move into or across an open traffic lane, or at other such 
times as directed by the Owner’s Representative.  A flagger shall be utilized to aid exit 
of hauling equipment from open traffic lanes to the Work area, and entry of hauling 
equipment from Work area to open traffic lanes.  Flaggers shall be dressed and conduct 
operations in accordance with Texas Manual on Uniform Traffic Control Devices and 
the Transportation Criteria Manual. Flagging operations shall be the sole responsibility 
of the CONTRACTOR. 

3.2.9  The CONTRACTOR and Subcontractors shall confine their activities to the immediate 
area of the construction site and provide the following: 

a. Appropriate temporary fences, barricades, and/or Metal Beam Guard Fence if 
required, for site work involving excavation, utility extensions, remote 
construction work or other circumstances involving safety of public or 
protection of the work in progress. 
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b. Warning lights at open trenches, excavations, etc., during hours from dusk to 
dawn each day.  Protection of  structures, utilities, sidewalks, pavements, and 
other facilities immediately adjacent to excavations, from damages caused by 
settlement, lateral movement, undermining, washout and other hazards. 

3.3 Spoil Disposal 

CONTRACTOR may make other arrangements for spoil disposal subject to E/A evaluation of 
the CONTRACTOR-supplied proof that the Owner(s) of the proposed site(s) has a valid fill 
permit issued by the appropriate governmental agency.  Finally, the CONTRACTOR shall 
submit a haul route plan including a map of the proposed route(s) for the E/A and Owner’s 
approval. 

3.4 Restoration 
 

3.4.1 In order to minimize environmental and potential flood impacts, the sum of the amount 
of trench opened in advance of the completed line and the amount of trench left unfilled 
at any time shall be restricted to one (1) full block or 300 linear feet, whichever is less. 

3.4.2 Restoration shall be an on-going process during construction operations and shall 
immediately precede completion of construction of each successive section of the line, 
which shall not exceed 1,200 linear feet without approval of the E/A. 

3.5 Street Markers and Traffic Control Signs  

It shall be responsibility of the CONTRACTOR to remove, preserve and reset, as required, 
Street Marker and Traffic Control Signs that are within construction limits to the line and 
heights as described in Texas Manual on Uniform Traffic Control Devices before any sidewalks 
or street excavation is begun.  Signs shall not be laid on the ground.  No payment will be 
made for this work but shall be considered subsidiary to the various Bid items.  Traffic Sign 
Activity Section of the Transportation Department (457-4850) shall be notified a minimum of 
five Working Days prior to completion of the Project so that signs may be checked for damage.  
Any damage to signs or posts shall be paid for by the CONTRACTOR. 

3.6  Burning Permit 

Open burning within City limits will not be allowed.  Trench burning shall require a permit 
from the Fire Marshal.  Burning permits outside City limits shall be obtained from the 
appropriate authority. 

The CONTRACTOR shall secure and pay for all burning permits. 

3.7 Driveways  

Unless otherwise indicated, the approach grade of existing driveways shall be modified as 
indicated and as directed by the Owner’s Representative.  The OWNER will contact property 
owners whose driveways require grade modification beyond street right-of-way and the 
OWNER will obtain their concurrence for approach grade modification.  Within the right-of-
way, all driveways shall be replaced with concrete driveways.  Outside the right-of-way, when 
approach grade modifications are required, flexible base shall be placed by the CONTRACTOR 
to resurface existing dirt or gravel driveways; asphalt and concrete drives shall be replaced 
in kind by the CONTRACTOR.  Excavation, Flexible Base, Portland Cement Concrete and 
Asphaltic Concrete, used for driveways as prescribed above shall not be measured for 
payment but shall be considered subsidiary to various Bid items in the Contract unless 
payment is included as a separate Contract pay item. 

3.8 Removal or Relocation of Fences and Sprinkler Systems  

Removal or relocation of privately owned fences and sprinkler systems not specified in Bid, 
and within public right-of-way is the primary responsibility of the property owner.  OWNER 
will cause property owners to be aware of any known conflicts and encourage them to make 
desired adjustments in advance of construction.  In the event the property owner does not, 
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or will not, make adjustments necessary for construction of improvements to be made under 
this Contract, CONTRACTOR, after receiving written approval from the OWNER, shall remove 
those portions that interfere with the Work, as follows: 

3.8.1  Fences shall be disassembled, by hand, into hand manageable sizes and placed on the 
private property. 

3.8.2 For sprinkler systems, the CONTRACTOR, after assuring that electrical and/or 
mechanical controls are disconnected, shall remove sprinkler heads, valves, controls, 
and any other miscellaneous items, including distribution pipe, or wire, saw cut from 
the system.  The CONTRACTOR shall present these materials to the property owner.  
Where piping is cut, the pipe shall be permanently capped or plugged, unless otherwise 
directed by the OWNER. 

Work for removal or relocation of fences and sprinkler systems shall not be paid for directly 
but shall be subsidiary to the various Bid items. 

End 
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SECTION 01650 
FACILITY STARTUP/COMMISSIONING 

 PART 1 GENERAL 

1.01 DEFINITIONS 

A. Facility: Entire Project, or an agreed-upon portion, including all of its unit 
processes. 

B. Functional Test: Test or tests in presence of Engineer and Owner to 
demonstrate that installed equipment meets manufacturer’s installation, 
calibration, and adjustment requirements and other requirements as specified. 

C. Performance Test: Test or tests performed after any required functional test in 
presence of Engineer and Owner to demonstrate and confirm individual 
equipment meets performance requirements specified in individual sections. 

D. Unit Process: As used in this section, a unit process is a portion of the facility 
that performs a specific process function, such as pumps, calcium 
hypochlorite and surge control system. 

E. Facility Performance Demonstration:  

1. A demonstration, conducted by Contractor, with assistance of Owner, to 
demonstrate and document the performance of the entire operating 
facility, both manually and automatically (if required), based on criteria 
developed in conjunction with Owner and as accepted by Engineer. 

2. Such demonstration is for the purposes of (i) verifying to Owner entire 
facility performs as a whole, and (ii) documenting performance 
characteristics of completed facility for Owner’s records. Neither the 
demonstration nor the evaluation is intended in any way to make 
performance of a unit process or entire facility the responsibility of 
Contractor, unless such performance is otherwise specified. 

1.02 SUBMITTALS 

A. Informational Submittals: 

1. Facility Startup and Performance Demonstration Plan. 
2. Functional and performance test results. 
3. Completed Unit Process Startup Form for each unit process. 
4. Completed Facility Performance Demonstration/Certification Form. 

1.03 FACILITY STARTUP AND PERFORMANCE DEMONSTRATION PLAN 

A. Develop a written plan, in conjunction with Owner’s operations personnel; to 
include the following: 
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1. Step-by-step instructions for startup of each unit process and the 
complete facility. 

2. Unit Process Startup Form (sample attached), to minimally include the 
following: 
a. Description of the unit process, including equipment 

numbers/nomenclature of each item of equipment and all included 
devices. 

b. Detailed procedure for startup of the unit process, including 
valves to be opened/closed, order of equipment startup, etc. 

c. Startup requirements for each unit process, including water, 
power, chemicals, etc. 

d. Space for evaluation comments. 
3. Facility Performance Demonstration/Certification Form (sample 

attached), to minimally include the following: 
a. Description of unit processes included in the facility startup. 
b. Sequence of unit process startup to achieve facility startup. 
c. Description of computerized operations, if any, included in the 

facility. 
d. Contractor certification facility is capable of performing its 

intended function(s), including fully automatic operation. 
e. Signature spaces for Contractor and Engineer. 

 PART 2 PRODUCTS (NOT USED) 

 PART 3 EXECUTION 

3.01 GENERAL 

A. Facility Startup Meetings: Schedule, in accordance with requirements of 
Section 01200, Project Meetings, to discuss test schedule, test methods, 
materials, chemicals and liquids required, facilities operations interface, and 
Owner involvement. 

B. Contractor’s Testing and Startup Representative: 

1. Designate and furnish one or more personnel to coordinate and expedite 
testing and facility startup. 

2. Representative(s) shall be present during startup meetings and shall be 
available at all times during testing and startup. 

C. Provide temporary valves, gauges, piping, test equipment and other materials 
and equipment required for testing and startup. 

D. Provide Subcontractor and equipment manufacturers’ staff adequate to 
prevent delays. Schedule ongoing work so as not to interfere with or delay 
testing and startup. 

E. Contractor shall: 
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1. Provide water, power, chemicals, and other items as required for startup, 
unless otherwise indicated. 

2. Operate process units and facility with support of Owner. 
3. Provide labor and materials as required for laboratory analyses. 
4. Furnish assistance of manufacturer’s representative(s), as specified in 

Section 01670, Manufacturer’s Field Services and Training. 
5. Make available spare parts, special tools, and operation and 

maintenance information. 

3.02 EQUIPMENT TESTING 

A. Preparation: 

1. Complete installation before testing. 
2. Furnish qualified manufacturers’ representatives, when required by 

individual Specification sections. 
3. Obtain and submit from equipment manufacturer’s representative 

Manufacturer’s Certificate of Proper Installation Form, in accordance 
with Section 01670, Manufacturers’ Field Services and Training, when 
required by individual Specification sections. 

4. Equipment Test Report Form: Provide written test report for each item 
of equipment to be tested, to include the minimum information: 
a. Owner/Project Name. 
b. Equipment or item tested. 
c. Date and time of test. 
d. Type of test performed (Functional or Performance). 
e. Test method. 
f. Test conditions. 
g. Test results. 
h. Signature spaces for Contractor and Engineer as witness. 

5. Cleaning and Checking: Prior to beginning functional testing: 
a. Calibrate testing equipment in accordance with manufacturer’s 

instructions. 
b. Inspect and clean equipment, devices, connected piping, and 

structures to ensure they are free of foreign material. 
c. Lubricate equipment in accordance with manufacturer’s 

instructions. 
d. Turn rotating equipment by hand when possible to confirm that 

equipment is not bound. 
e. Open and close valves by hand and operate other devices to check 

for binding, interference, or improper functioning. 
f. Check power supply to electric-powered equipment for correct 

voltage. 
g. Adjust clearances and torque. 
h. Test piping for leaks. 

6. Ready-to-test determination will be by Engineer and Owner based at 
least on the following: 



  

 
  
PW\DEN001\472902 FACILITY STARTUP/COMMISSIONING 
MAY 18, 2016 01650 

a. Acceptable Operation and Maintenance Data. 
b. Notification by Contractor of equipment readiness for testing. 
c. Receipt of Manufacturer’s Certificate of Proper Installation, if so 

specified. 
d. Adequate completion of work adjacent to, or interfacing with, 

equipment to be tested, including items to be furnished by Owner. 
e. Availability and acceptability of manufacturer’s representative, 

when specified, to assist in testing of respective equipment. 
f. Satisfactory fulfillment of other specified manufacturer’s 

responsibilities. 
g. Equipment and electrical tagging complete. 
h. Delivery of all spare parts and special tools. 

B. Functional Testing: 

1. Conduct as specified in individual Specification sections. 
2. Notify Owner and Engineer in writing at least 10 days prior to 

scheduled date of testing. 
3. Prepare Equipment Test Report summarizing test method and results.  
4. When, in Engineer’s opinion, equipment meets functional requirements 

specified, such equipment will be accepted for purposes of advancing to 
performance testing phase, if so required by individual Specification 
sections. Such acceptance will be evidenced by Engineer/Owner’s 
signature as witness on Equipment Test Report.  

C. Performance Testing: 

1. Conduct as specified in individual Specification sections. 
2. Notify Engineer and Owner in writing at least 10 days prior to 

scheduled date of test. 
3. Performance testing shall not commence until equipment has been 

accepted by Engineer as having satisfied functional test requirements 
specified. 

4. Type of fluid, gas, or solid for testing shall be as specified. 
5. Unless otherwise indicated, furnish labor, materials, and supplies for 

conducting the test and taking samples and performance measurements. 
6. Prepare Equipment Test Report summarizing test method and results.  
7. When, in Engineer’s opinion, equipment meets performance 

requirements specified, such equipment will be accepted as to 
conforming to Contract requirements. Such acceptance will be 
evidenced by Engineer’s signature on Equipment Test Report. 

3.03 STARTUP OF UNIT PROCESSES 

A. Prior to unit process startup, equipment within unit process shall be accepted 
by Engineer as having met functional and performance testing requirements 
specified. 
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B. Startup sequencing of unit processes shall be as chosen by Contractor to meet 
schedule requirements.  

C. Make adjustments, repairs, and corrections necessary to complete unit process 
startup. 

D. Startup shall be considered complete when, in opinion of Engineer, unit 
process has operated in manner intended for 5 continuous days without 
significant interruption. This period is in addition to functional or performance 
test periods specified elsewhere. 

E. Significant Interruption: May include any of the following events: 

1. Failure of Contractor to provide and maintain qualified onsite startup 
personnel as scheduled. 

2. Failure to meet specified functional operation for more than 
2 consecutive hours. 

3. Failure of any critical equipment or unit process that is not satisfactorily 
corrected within 5 hours after failure. 

4. Failure of any noncritical equipment or unit process that is not 
satisfactorily corrected within 8 hours after failure. 

5. As determined by Engineer. 

F. A significant interruption will require startup then in progress to be stopped. 
After corrections are made, startup test period to start from beginning again. 

3.04 FACILITY PERFORMANCE DEMONSTRATION 

A. When, in the opinion of Engineer, startup of all unit processes has been 
achieved, sequence each unit process to the point that facility is operational. 

B. Demonstrate proper operation of required interfaces within and between 
individual unit processes. 

C. After facility is operating, complete performance testing of equipment and 
systems not previously tested. 

D. Document, as defined in Facility Startup and Performance Demonstration 
Plan, the performance of the facility including its computer system, until all 
unit processes are operable and under control of computer system. 

E. Certify, on the Facility Performance Demonstration/Certification Form, that 
facility is capable of performing its intended function(s), including fully 
automatic and computerized operation. 
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3.05 SUPPLEMENTS 

A. Supplements listed below, following “End of Section,” are a part of this 
Specification: 

1. Unit Process Startup Form. 
2. Facility Performance Demonstration/Certification Form. 

END OF SECTION 



 472902A.GN1 
 

 
PW\DEN001\472902  
MAY 18, 2016 FACILITY STARTUP/COMMISSIONING 
 01650 SUPPLEMENT - 1 

UNIT PROCESS STARTUP FORM 

OWNER:  PROJECT:  

Unit Process Description: (Include description and equipment number of all equipment and devices): 

  

  

  

  

Startup Procedure (Describe procedure for sequential startup and evaluation, including valves to be 
opened/closed, order of equipment startup, etc.): 

  

  

  

  

  

Startup Requirements (Water, power, chemicals, etc.):  

  

  

Evaluation Comments:  
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FACILITY PERFORMANCE DEMONSTRATION/CERTIFICATION FORM 

OWNER:  PROJECT:  

Unit Processes Description (List unit processes involved in facility startup): 

  

  

  

  

Unit Processes Startup Sequence (Describe sequence for startup, including computerized operations,  
if any): 

  

  

  

  

  

Contractor Certification that Facility is capable of performing its intended function(s), including fully 
automatic operation: 

Contractor:   Date: _________________________, 20____ 

Engineer:   
 (Authorized Signature) 

Date: _________________________, 20____ 
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SECTION 01670  
MANUFACTURERS’ FIELD SERVICES AND TRAINING 

 PART 1 GENERAL 

1.01 SUBMITTALS 

A. Informational Submittals: 

1. Training Schedule: Submit, in accordance with requirements of this 
Specification, not less than 21 days prior to start of equipment 
installation and revise as necessary for acceptance. 

2. Lesson Plan: Submit, in accordance with requirements of this 
Specification, proposed lesson plan not less than 21 days prior to 
scheduled training and revise as necessary for acceptance. 

1.02 QUALIFICATION OF MANUFACTURER’S REPRESENTATIVE 

A. Authorized representative of the manufacturer, factory trained, and 
experienced in the technical applications, installation, operation, and 
maintenance of respective equipment, subsystem, or system, with full 
authority by the equipment manufacturer to issue the certifications required of 
the manufacturer. Additional qualifications may be specified in the individual 
specification section. 

B. Representative subject to acceptance by Owner. No substitute representatives 
will be allowed unless prior written approval by such has been given. 

 PART 2 PRODUCTS (NOT USED) 

 PART 3 EXECUTION 

3.01 FULFILLMENT OF SPECIFIED MINIMUM SERVICES 

A. Furnish manufacturers’ services, when required by an individual specification 
section, to meet the requirements of this section. 

B. Where time is necessary in excess of that stated in the Specifications for 
manufacturers’ services, or when a minimum time is not specified, time 
required to perform specified services shall be considered incidental. 

C. Schedule manufacturer’ services to avoid conflict with other onsite testing or 
other manufacturers’ onsite services. 

D. Determine, before scheduling services, that conditions necessary to allow 
successful testing have been met. 

E. Only those days of service approved by Engineer will be credited to fulfill 
specified minimum services. 
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F. When specified in individual specification sections, manufacturer’s onsite 
services shall include: 

1. Assistance during product (system, subsystem, or component) 
installation to include observation, guidance, instruction of Contractor’s 
assembly, erection, installation or application procedures. 

2. Inspection, checking, and adjustment as required for product (system, 
subsystem, or component) to function as warranted by manufacturer and 
necessary to furnish Manufacturer’s Certificate of Proper Installation. 

3. Providing, on a daily basis, copies of manufacturers’ representatives’ 
field notes and data to Owner. 

4. Revisiting the Site as required to correct problems and until installation 
and operation are acceptable to Engineer. 

5. Resolution of assembly or installation problems attributable to or 
associated with respective manufacturer’s products and systems. 

6. Assistance during functional and performance testing, and facility 
startup and evaluation. 

7. Training of Owner’s personnel in the operation and maintenance of 
respective product as required. 

3.02 MANUFACTURER’S CERTIFICATE OF PROPER INSTALLATION 

A. When so specified, a Manufacturer’s Certificate of Proper Installation form, a 
copy of which is attached to this section, shall be completed and signed by 
equipment manufacturer’s representative. 

B. Such form shall certify signing party is a duly authorized representative of 
manufacturer, is empowered by manufacturer to inspect, approve, and operate 
their equipment and is authorized to make recommendations required to 
ensure equipment is complete and operational. 

3.03 TRAINING 

A. General: 

1. Furnish manufacturers’ representatives for detailed classroom and 
hands-on training to Owner’s personnel on operation and maintenance 
of specified product (system, subsystem, component) and as may be 
required in applicable Specifications. 

2. Furnish trained, articulate personnel to coordinate and expedite training, 
to be present during training coordination meetings with Owner, and 
familiar with operation and maintenance manual information specified 
in Section 01730, Operation and Maintenance Data. 

3. Manufacturer’s representative shall be familiar with facility operation 
and maintenance requirements as well as with specified equipment. 

4. Furnish complete training materials, to include operation and 
maintenance data, to be retained by each trainee. 

B. Training Schedule: 
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1. List specified equipment and systems that require training services and 
show: 

a. Respective manufacturer. 
b. Estimated dates for installation completion. 
c. Estimated training dates. 

2. Allow for multiple sessions when several shifts are involved. 
3. Adjust schedule to ensure training of appropriate personnel as deemed 

necessary by Owner, and to allow full participation by manufacturers’ 
representatives. Adjust schedule for interruptions in operability of 
equipment. 

4. Coordinate with Section 01300, Submittals, and Section 01650, Facility 
Startup/Commissioning. 

C. Lesson Plan: When manufacturer or vendor training of Owner personnel is 
specified, prepare a lesson plan for each required course containing the 
following minimum information: 

1. Title and objectives. 
2. Recommended attendees (such as, managers, engineers, operators, 

maintenance). 
3. Course description, outline of course content, and estimated class 

duration. 
4. Format (such as, lecture, self-study, demonstration, hands-on). 
5. Instruction materials and equipment requirements. 
6. Resumes of instructors providing training. 

D. Prestartup Training: 

1. Coordinate training sessions with Owner’s operating personnel and 
manufacturers’ representatives, and with submission of operation and 
maintenance manuals in accordance with Section 01730, Operation and 
Maintenance Data. 

2. Complete at least 14 days prior to beginning of facility startup. 

E. Post-startup Training: If required in Specifications, furnish and coordinate 
training of Owner’s operating personnel by respective manufacturer’s 
representatives. 

F. Recording of Training Sessions: 

1. Furnish audio and color recording of instruction sessions, including 
manufacturers’ representatives’ hands-on equipment instruction and 
classroom sessions. 

2. Video training materials shall be produced by a qualified, professional 
video production company. 

3. Use DVD format suitable for playback on standard equipment available 
commercially in the United States. Blu-ray® DVD format is not 
acceptable without Engineer’s prior approval. 
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3.04 SUPPLEMENTS 

A. The supplement listed below, following “End of Section”, is part of this 
specification. 

1. Form: Manufacturer’s Certificate of Proper Installation. 

END OF SECTION 
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MANUFACTURER’S CERTIFICATE OF PROPER INSTALLATION 

OWNER   EQPT SERIAL NO:   

EQPT TAG NO:   EQPT/SYSTEM:   

PROJECT NO:   SPEC. SECTION:   

I hereby certify that the above-referenced equipment/system has been: 

 (Check Applicable) 

  Installed in accordance with Manufacturer’s recommendations. 

  Inspected, checked, and adjusted. 

  Serviced with proper initial lubricants. 

  Electrical and mechanical connections meet quality and safety standards. 

  All applicable safety equipment has been properly installed. 

  Functional tests. 

  System has been performance tested, and meets or exceeds specified 
performance requirements. (When complete system of one manufacturer) 

 Note: Attach any performance test documentation from manufacturer. 

Comments:   

  

  

  

I, the undersigned Manufacturer’s Representative, hereby certify that I am (i) a duly 
authorized representative of the manufacturer, (ii) empowered by the manufacturer to 
inspect, approve, and operate their equipment and (iii) authorized to make 
recommendations required to ensure equipment furnished by the manufacturer is complete 
and operational, except as may be otherwise indicated herein. I further certify that all 
information contained herein is true and accurate. 

Date: _________________________________, 20___ 

Manufacturer:   

By Manufacturer’s Authorized Representative:   
 (Authorized Signature) 
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SECTION 01700 CONTRACT CLOSEOUT 

 PART 1 GENERAL 

1.01 SUBMITTALS 

A. Informational Submittals: 

1. Submit prior to application for final payment. 
a. Record Documents: As required in General Conditions. 
b. Approved Shop Drawings and Samples: As required in the 

General Conditions. 
c. Special bonds, Special Guarantees, and Service Agreements. 
d. Consent of Surety to Final Payment: As required in General 

Conditions. 
e. Releases or Waivers of Liens and Claims: As required in General 

Conditions. 
f. Releases from Agreements. 
g. Final Application for Payment: Submit in accordance with 

procedures and requirements stated in Section 01025, 
Measurement and Payment. 

h. Extra Materials: As required by individual Specification sections. 

1.02 RECORD DOCUMENTS 

A. Quality Assurance: 

1. Furnish qualified and experienced person, whose duty and responsibility 
shall be to maintain record documents. 

2. Accuracy of Records: 
a. Coordinate changes within record documents, making legible and 

accurate entries on each sheet of Drawings and other documents 
where such entry is required to show change. 

b. Purpose of Project record documents is to document factual 
information regarding aspects of the Work, both concealed and 
visible, to enable future modification of the Work to proceed 
without lengthy and expensive Site measurement, investigation, 
and examination. 

3. Make entries within 24 hours after receipt of information that a change 
in the Work has occurred. 
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4. Prior to submitting each request for progress payment, request 
Engineer’s review and approval of current status of record documents. 
Failure to properly maintain, update, and submit record documents may 
result in a deferral by Engineer to recommend whole or any part of 
Contractor’s Application for Payment, either partial or final. 

1.03 RELEASES FROM AGREEMENTS 

A. Furnish Owner written releases from property owners or public agencies 
where side agreements or special easements have been made, or where 
Contractor’s operations have not been kept within the Owner’s construction 
right-of-way. 

B. In the event Contractor is unable to secure written releases: 

1. Inform Owner of the reasons. 
2. Owner or its representatives will examine the Site, and Owner will 

direct Contractor to complete the Work that may be necessary to satisfy 
terms of the side agreement or special easement. 

3. Should Contractor refuse to perform this Work, Owner reserves right to 
have it done by separate contract and deduct cost of same from Contract 
Price, or require Contractor to furnish a satisfactory bond in a sum to 
cover legal Claims for damages. 

4. When Owner is satisfied that the Work has been completed in 
agreement with Contract Documents and terms of side agreement or 
special easement, right is reserved to waive requirement for written 
release if: (i) Contractor’s failure to obtain such statement is due to 
grantor’s refusal to sign, and this refusal is not based upon any 
legitimate Claims that Contractor has failed to fulfill terms of side 
agreement or special easement, or (ii) Contractor is unable to contact or 
has had undue hardship in contacting grantor. 

 PART 2 PRODUCTS (NOT USED) 

 PART 3 EXECUTION 

3.01 MAINTENANCE OF RECORD DOCUMENTS 

A. General: 

1. Promptly following commencement of Contract Times, secure from 
Engineer at no cost to Contractor, one complete set of Contract 
Documents. Drawings will be full size. 

2. Label or stamp each record document with title, “RECORD 
DOCUMENTS,” in neat large printed letters. 

3. Record information concurrently with construction progress and within 
24 hours after receipt of information that change has occurred. Do not 
cover or conceal Work until required information is recorded. 
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B. Preservation: 

1. Maintain documents in a clean, dry, legible condition and in good order. 
Do not use record documents for construction purposes. 

2. Make documents and Samples available at all times for observation by 
Engineer. 

C. Making Entries on Drawings: 

1. Using an erasable colored pencil (not ink or indelible pencil), clearly 
describe change by graphic line and note as required. 
a. Color Coding: 

1) Green when showing information deleted from Drawings. 
2) Red when showing information added to Drawings. 
3) Blue and circled in blue to show notes. 

2. Date entries. 
3. Call attention to entry by “cloud” drawn around area or areas affected. 
4. Legibly mark to record actual changes made during construction, 

including, but not limited to: 
a. Depths of various elements of foundation in relation to finished 

first floor data if not shown or where depth differs from that 
shown. 

b. Horizontal and vertical locations of existing and new 
Underground Facilities and appurtenances, and other underground 
structures, equipment, or Work. Reference to at least two 
measurements to permanent surface improvements. 

c. Location of internal utilities and appurtenances concealed in the 
construction referenced to visible and accessible features of the 
structure. 

d. Locate existing facilities, piping, equipment, and items critical to 
the interface between existing physical conditions or construction 
and new construction. 

e. Changes made by Addenda and Field Orders, Work Change 
Directive, Change Order, and Engineer’s written interpretation 
and clarification using consistent symbols for each and showing 
appropriate document tracking number. 

5. Dimensions on Schematic Layouts: Show on record drawings, by 
dimension, the centerline of each run of items such as are described in 
previous subparagraph above. 
a. Clearly identify the item by accurate note such as “cast iron 

drain,” “galv. water,” and the like. 
b. Show, by symbol or note, vertical location of item (“under slab,” 

“in ceiling plenum,” “exposed,” and the like). 
c. Make identification so descriptive that it may be related reliably to 

Specifications. 



  

 
PW\DEN001\472902 CONTRACT CLOSEOUT 
DECEMBER 23, 2015 01700 - 4 

3.02 FINAL CLEANING 

A. At completion of the Work or of a part thereof and immediately prior to 
Contractor’s request for certificate of Substantial Completion; or if no 
certificate is issued, immediately prior to Contractor’s notice of completion, 
clean entire Site or parts thereof, as applicable. 

1. Leave the Work and adjacent areas affected in a cleaned condition 
satisfactory to Owner and Engineer. 

2. Remove grease, dirt, dust, paint or plaster splatter, stains, labels, 
fingerprints, and other foreign materials from exposed surfaces. 

3. Repair, patch, and touch up marred surfaces to specified finish and 
match adjacent surfaces. 

4. Clean all windows. 
5. Clean and wax wood, vinyl, or painted floors. 
6. Broom clean exterior paved driveways and parking areas. 
7. Hose clean sidewalks, loading areas, and others contiguous with 

principal structures. 
8. Rake clean all other surfaces. 
9. Remove snow and ice from access to buildings. 
10. Replace air-handling filters and clean ducts, blowers, and coils of 

ventilation units operated during construction. 
11. Leave water courses, gutters, and ditches open and clean. 

B. Use only cleaning materials recommended by manufacturer of surfaces to be 
cleaned. 

END OF SECTION 
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SECTION 01730 
OPERATION AND MAINTENANCE DATA 

 PART 1 GENERAL 

1.01 SECTION INCLUDES 

A. Detailed information for the preparation, submission, and Engineer’s review 
of Operations and Maintenance (O&M) Data, as required by individual 
Specification sections. 

1.02 DEFINITIONS 

A. Preliminary Data: Initial and subsequent submissions for Engineer’s review. 

B. Final Data: Engineer-accepted data, submitted as specified herein. 

C. Maintenance Operation: As used on Maintenance Summary Form is defined 
to mean any routine operation required to ensure satisfactory performance and 
longevity of equipment. Examples of typical maintenance operations are 
lubrication, belt tensioning, adjustment of pump packing glands, and routine 
adjustments. 

1.03 SEQUENCING AND SCHEDULING 

A. Equipment and System Data: 

1. Preliminary Data:  
a. Do not submit until Shop Drawing for equipment or system has 

been reviewed and approved by Engineer. 
b. Submit prior to shipment date. 

2. Final Data: Submit Instructional Manual Formatted data not less than 
30 days prior to equipment or system field functional testing Submit 
Compilation Formatted and Electronic Media Formatted data prior to 
Substantial Completion of Project. 

B. Materials and Finishes Data: 

1. Preliminary Data: Submit at least 15 days prior to request for final 
inspection. 

2. Final Data: Submit within 10 days after final inspection. 

1.04 DATA FORMAT 

A. Prepare preliminary data in the form of an instructional manual. Prepare final 
data in data compilation format on an electronic media. 

B. Instructional Manual Format for Preliminary Data: 
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1. Binder: Commercial quality, permanent, three-ring or three-post binders 
with durable plastic cover. 

2. Size: 8-1/2 inches by 11 inches, minimum. 
3. Cover: Identify manual with typed or printed title “OPERATION AND 

MAINTENANCE DATA” and list: 
a. Project title. 
b. Designate applicable system, equipment, material, or finish. 
c. Identity of separate structure as applicable. 
d. Identify volume number if more than one volume. 
e. Identity of general subject matter covered in manual and identity 

of equipment number and Specification section. 
4. Spine: 

a. Project title. 
b. Identify volume number if more than one volume. 

5. Title Page: 
a. Contractor name, address, and telephone number. 
b. Subcontractor, Supplier, installer, or maintenance contractor’s 

name, address, and telephone number, as appropriate. 
1) Identify area of responsibility of each. 
2) Provide name and telephone number of local source of 

supply for parts and replacement. 
6. Table of Contents:  

a. Neatly typewritten and arranged in systematic order with 
consecutive page numbers. 

b. Identify each product by product name and other identifying 
numbers or symbols as set forth in Contract Documents. 

7. Paper: 20-pound minimum, white for typed pages. 
8. Text: Manufacturer’s printed data, or neatly typewritten. 
9. Three-hole punch data for binding and composition; arrange printing so 

that punched holes do not obliterate data. 
10. Material shall be suitable for reproduction, with quality equal to 

original. Photocopying of material will be acceptable, except for 
material containing photographs. 

C. Data Compilation Format for Final Data: 

1. Compile all Engineer-accepted preliminary O&M data into a hard-copy, 
hard-bound set. 

2. Each set shall consist of the following: 
a. Binder: Commercial quality, permanent, three-ring or three-post 

binders with durable plastic cover. 
b. Cover: Identify each volume with typed or printed title 

“OPERATION AND MAINTENANCE DATA, VOLUME 
NO. ___ OF ___”, and list: 
1) Project title. 
2) Contractor’s name, address, and telephone number. 
3) If entire volume covers equipment or system provided by 

one Supplier include the following: 
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a) Identity of general subject matter covered in manual. 
b) Identity of equipment number and Specification 

section. 
c. Provide each volume with title page and typed table of contents 

with consecutive page numbers. Place contents of entire set, 
identified by volume number, in each binder. 

d. Table of contents neatly typewritten, arranged in a systematic 
order: 
1) Include list of each product, indexed to content of each 

volume. 
2) Designate system or equipment for which it is intended. 
3) Identify each product by product name and other identifying 

numbers or symbols as set forth in Contract Documents. 
e. Section Dividers: 

1) Heavy, 80 pound cover weight, tabbed with numbered 
plastic index tabs. 

2) Fly-Leaf: 
a) For each separate product, or each piece of operating 

equipment, with typed description of product and 
major component parts of equipment. 

b) List with Each Product: 
(1) Name, address, and telephone number of 

Subcontractor, Supplier, installer, and 
maintenance contractor, as appropriate. 

(2) Identify area of responsibility of each. 
(3) Provide local source of supply for parts and 

replacement. 
c) Identity of separate structure as applicable. 

f. Assemble and bind material, as much as possible, in same order as 
specified in the Contract Documents. 

D. Electronic Media Format: 

1. Portable Document Format (PDF): 
a. After all preliminary data has been found to be acceptable to 

Engineer, submit Operation and Maintenance data in PDF format 
on CD. 

b. Files to be exact duplicates of Engineer-accepted preliminary data. 
Arrange by specification number and name. 

c. Files to be fully functional and viewable in most recent version of 
Adobe Acrobat. 

1.05 SUBMITTALS 

A. Informational: 
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1. Data Outline: Submit two copies of a detailed outline of proposed 
organization and contents of Final Data prior to preparation of 
Preliminary Data. 

2. Preliminary Data: 
a. Submit two copies for Engineer’s review. 
b. If data meets conditions of the Contract: 

1) One copy will be returned to Contractor. 
2) One copy will be forwarded to Resident Project 

Representative. 
c. If data does not meet conditions of the Contract: 

1) All copies will be returned to Contractor with Engineer’s 
comments (on separate document) for revision. 

2) Engineer’s comments will be retained in Engineer’s file. 
3) Resubmit two copies revised in accordance with Engineer’s 

comments. 
3. Final Data: Submit two copies in format specified herein. 

1.06 DATA FOR EQUIPMENT AND SYSTEMS 

A. Content for Each Unit (or Common Units) and System: 

1. Product Data: 
a. Include only those sheets that are pertinent to specific product. 
b. Clearly annotate each sheet to: 

1) Identify specific product or part installed. 
2) Identify data applicable to installation. 
3) Delete references to inapplicable information. 

c. Function, normal operating characteristics, and limiting 
conditions. 

d. Performance curves, engineering data, nameplate data, and tests. 
e. Complete nomenclature and commercial number of replaceable 

parts. 
f. Original manufacturer’s parts list, illustrations, detailed assembly 

drawings showing each part with part numbers and sequentially 
numbered parts list, and diagrams required for maintenance. 

g. Spare parts ordering instructions. 
h. Where applicable, identify installed spares and other provisions 

for future work (e.g., reserved panel space, unused components, 
wiring, terminals). 

2. As-installed, color-coded piping diagrams. 
3. Charts of valve tag numbers, with the location and function of each 

valve. 
4. Drawings: Supplement product data with Drawings as necessary to 

clearly illustrate: 
a. Format: 

1) Provide reinforced, punched, binder tab; bind in with text. 
2) Reduced to 8-1/2 inches by 11 inches, or 11 inches by 

17 inches folded to 8-1/2 inches by 11 inches. 



  

 
PW\DEN001\472902 OPERATION AND MAINTENANCE DATA 
DECEMBER 23, 2015 01730 - 5 

3) Where reduction is impractical, fold and place in 8-1/2-inch 
by 11-inch envelopes bound in text. 

4) Identify Specification section and product on Drawings and 
envelopes. 

b. Relations of component parts of equipment and systems. 
c. Control and flow diagrams. 
d. Coordinate drawings with Project record documents to assure 

correct illustration of completed installation. 
5. Instructions and Procedures: Within text, as required to supplement 

product data. 
a. Format: 

1) Organize in consistent format under separate heading for 
each different procedure. 

2) Provide logical sequence of instructions for each procedure. 
3) Provide information sheet for Owner’s personnel, including: 

a) Proper procedures in event of failure. 
b) Instances that might affect validity of guarantee or 

Bond. 
b. Installation Instructions: Including alignment, adjusting, 

calibrating, and checking. 
c. Operating Procedures: 

1) Startup, break-in, routine, and normal operating instructions. 
2) Test procedures and results of factory tests where required. 
3) Regulation, control, stopping, and emergency instructions. 
4) Description of operation sequence by control manufacturer. 
5) Shutdown instructions for both short and extended duration. 
6) Summer and winter operating instructions, as applicable. 
7) Safety precautions. 
8) Special operating instructions. 

d. Maintenance and Overhaul Procedures: 
1) Routine maintenance. 
2) Guide to troubleshooting. 
3) Disassembly, removal, repair, reinstallation, and re-

assembly. 
6. Guarantee, Bond, and Service Agreement: In accordance with 

Section 01700, Contract Closeout. 

B. Content for Each Electric or Electronic Item or System: 

1. Description of Unit and Component Parts: 
a. Function, normal operating characteristics, and limiting 

conditions. 
b. Performance curves, engineering data, nameplate data, and tests. 
c. Complete nomenclature and commercial number of replaceable 

parts. 
d. Interconnection wiring diagrams, including control and lighting 

systems. 
2. Circuit Directories of Panelboards: 
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3. Electrical service. 
4. Control requirements and interfaces. 
5. Communication requirements and interfaces. 
6. List of electrical relay settings, and control and alarm contact settings. 
7. Electrical interconnection wiring diagram, including as applicable, 

single-line, three-line, schematic and internal wiring, and external 
interconnection wiring. 

8. As-installed control diagrams by control manufacturer. 
9. Operating Procedures: 

a. Routine and normal operating instructions. 
b. Startup and shutdown sequences, normal and emergency. 
c. Safety precautions. 
d. Special operating instructions. 

10. Maintenance Procedures: 
a. Routine maintenance. 
b. Guide to troubleshooting. 
c. Adjustment and checking. 
d. List of relay settings, control and alarm contact settings. 

11. Manufacturer’s printed operating and maintenance instructions. 
12. List of original manufacturer’s spare parts, manufacturer’s current 

prices, and recommended quantities to be maintained in storage. 

C. Maintenance Summary: 

1. Compile individual Maintenance Summary for each applicable 
equipment item, respective unit or system, and for components or 
sub-units. 

2. Format: 
a. Use Maintenance Summary Form bound with this section or 

electronic facsimile of such. 
b. Each Maintenance Summary may take as many pages as required. 
c. Use only 8-1/2-inch by 11-inch size paper. 
d. Complete using typewriter or electronic printing. 

3. Include detailed lubrication instructions and diagrams showing points to 
be greased or oiled; recommend type, grade, and temperature range of 
lubricants and frequency of lubrication. 

4. Recommended Spare Parts: 
a. Data to be consistent with manufacturer’s Bill of Materials/Parts 

List furnished in O&M manuals. 
b. “Unit” is the unit of measure for ordering the part. 
c. “Quantity” is the number of units recommended. 
d. “Unit Cost” is the current purchase price. 

1.07 DATA FOR MATERIALS AND FINISHES 

A. Content for Architectural Products, Applied Materials, and Finishes: 

1. Manufacturer’s data, giving full information on products: 
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a. Catalog number, size, and composition. 
b. Color and texture designations. 
c. Information required for reordering special-manufactured 

products. 
2. Instructions for Care and Maintenance: 

a. Manufacturer’s recommendation for types of cleaning agents and 
methods. 

b. Cautions against cleaning agents and methods that are detrimental 
to product. 

c. Recommended schedule for cleaning and maintenance. 

B. Content for Moisture Protection and Weather Exposed Products: 

1. Manufacturer’s data, giving full information on products: 
a. Applicable standards. 
b. Chemical composition. 
c. Details of installation. 

2. Instructions for inspection, maintenance, and repair. 

1.08 SUPPLEMENTS 

A. The supplements listed below, following “End of Section”, are part of this 
Specification. 

1. Forms: Maintenance Summary Form. 

 PART 2 PRODUCTS (NOT USED) 
 PART 3 EXECUTION (NOT USED) 

END OF SECTION 
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MAINTENANCE SUMMARY FORM 

PROJECT:  CONTRACT NO.:  

1. EQUIPMENT ITEM  

2. MANUFACTURER   

3. EQUIPMENT/TAG NUMBER(S)   

4. WEIGHT OF INDIVIDUAL COMPONENTS (OVER 100 POUNDS)  

5. NAMEPLATE DATA (hp, voltage, speed, etc.)   

6. MANUFACTURER’S LOCAL REPRESENTATIVE   

 a.  Name  Telephone No.   

 b. Address   

7. MAINTENANCE REQUIREMENTS 

Maintenance Operation 
Comments Frequency 

Lubricant 
(If Applicable) 

List briefly each maintenance operation 
required and refer to specific information in 
manufacturer’s standard maintenance manual, if 
applicable. (Reference to manufacturer’s 
catalog or sales literature is not acceptable.) 

List required 
frequency of each 
maintenance 
operation. 

Refer by symbol 
to lubricant 
required. 
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8. LUBRICANT LIST 

Reference 
Symbol Shell 

Exxon 
Mobile 

Chevron 
Texaco BP Amoco Or Equal 

List symbols 
used in No. 7 
above. 

List equivalent lubricants, as distributed by each manufacturer for the 
specific use recommended. 

      

      

      

      

      

      

      

      

      

      

      

      

      

      

      

      

9. RECOMMENDED SPARE PARTS FOR OWNER’S INVENTORY. 

Part No. Description Unit Quantity Unit Cost 

     

     

     
Note: Identify parts provided by this Contract with two asterisks. 
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SECTION 01740 
COMMON PRODUCT REQUIREMENTS 

 PART 1 GENERAL 

1.01 DEFINITIONS 

A. Products: 

1. New items for incorporation in the Work, whether purchased by 
Contractor or Owner for the Project, or taken from previously purchased 
stock, and may also include existing materials or components required 
for reuse. 

2. Includes the terms material, equipment, machinery, components, 
subsystem, system, hardware, software, and terms of similar intent and 
is not intended to change meaning of such other terms used in Contract 
Documents, as those terms are self-explanatory and have well 
recognized meanings in construction industry. 

3. Items identified by manufacturer’s product name, including make or 
model designation, indicated in manufacturer’s published product 
literature, that is current as of the date of the Contract Documents. 

1.02 DESIGN REQUIREMENTS 

A. Where Contractor design is specified, design of installation, systems, 
equipment, and components, including supports and anchorage, shall be in 
accordance with provisions of latest edition of International Building Code 
(IBC) by International Code Council. 

1. Wind: Basic wind speed, V: 90 mph, with exposure category C, and an 
importance factor, I, of 1.0. 

2. Roof Load: 20 psf. 
3. Seismic: Use Group I importance factor, I, of 1.0, Site Class Definition 

D, mapped maximum considered earthquake, 5 percent damped, 
spectral response at short periods, Ss  0.082, mapped maximum 
considered earthquake, 5 percent damped, spectral response at a period 
of 1 second, S1 0.033, unless specified otherwise. 

1.03 ENVIRONMENTAL REQUIREMENTS 

A. Altitude: Provide materials and equipment suitable for installation and 
operation under rated conditions at altitude as shown on Drawings (feet above 
sea level). 

B. Provide equipment and devices installed outdoors or in unheated enclosures 
capable of continuous operation within an ambient temperature range of 
0 degrees F to 120 degrees F. 
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1.04 PREPARATION FOR SHIPMENT 

A. When practical, factory assemble products. Mark or tag separate parts and 
assemblies to facilitate field assembly. Cover machined and unpainted parts 
that may be damaged by the elements with strippable protective coating. 

B. Package products to facilitate handling and protect from damage during 
shipping, handling, and storage. Mark or tag outside of each package or crate 
to indicate its purchase order number, bill of lading number, contents by 
name, name of Project and Contractor, equipment number, and approximate 
weight. Include complete packing list and bill of materials with each 
shipment. 

C. Extra Materials, Special Tools, Test Equipment, and Expendables: 

1. Furnish as required by individual Specifications. 
2. Schedule: 

a. Ensure that shipment and delivery occurs concurrent with 
shipment of associated equipment. 

b. Transfer to Owner shall occur immediately subsequent to 
Contractor’s acceptance of equipment from Supplier. 

3. Packaging and Shipment: 
a. Package and ship extra materials and special tools to avoid 

damage during long term storage in original cartons insofar as 
possible, or in appropriately sized, hinged-cover, wood, plastic, or 
metal box. 

b. Prominently displayed on each package, the following: 
1) Manufacturer’s part nomenclature and number, consistent 

with Operation and Maintenance Manual identification 
system. 

2) Applicable equipment description. 
3) Quantity of parts in package. 
4) Equipment manufacturer. 

4. Deliver materials to Site.  
5. Notify Owner upon arrival for transfer of materials. 
6. Replace extra materials and special tools found to be damaged or 

otherwise inoperable at time of transfer to Owner. 

D. Request a minimum 7-day advance notice of shipment from manufacturer. 
Upon receipt of manufacturer’s advance notice of shipment, promptly notify 
Engineer sand Owner of anticipated date and place of arrival. 

E. Factory Test Results: Reviewed and accepted by Engineer before product 
shipment as required in individual Specification sections. 

1.05 DELIVERY AND INSPECTION 

A. Deliver products in accordance with accepted current Progress Schedule and 
coordinate to avoid conflict with the Work and conditions at Site. Deliver 
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anchor bolts and templates sufficiently early to permit setting prior to 
placement of structural concrete. 

B. Deliver products in undamaged condition, in manufacturer’s original 
container or packaging, with identifying labels intact and legible. Include on 
label, date of manufacture and shelf life, where applicable. 

C. Unload products in accordance with manufacturer’s instructions for unloading 
or as specified. Record receipt of products at Site. Promptly inspect for 
completeness and evidence of damage during shipment. 

D. Remove damaged products from Site and expedite delivery of identical new 
undamaged products, and remedy incomplete or lost products to provide that 
specified, so as not to delay progress of the Work. 

1.06 HANDLING, STORAGE, AND PROTECTION 

A. Handle and store products in accordance with manufacturer’s written 
instructions and in a manner to prevent damage. Store in approved storage 
yards or sheds provided in accordance with Section 01 50 00, Temporary 
Facilities and Controls. Provide manufacturer’s recommended maintenance 
during storage, installation, and until products are accepted for use by Owner. 

B. Manufacturer’s instructions for material requiring special handling, storage, or 
protection shall be provided prior to delivery of material. 

C. Arrange storage in a manner to provide easy access for inspection. Make 
periodic inspections of stored products to ensure that products are maintained 
under specified conditions, and free from damage or deterioration. Keep 
running account of products in storage to facilitate inspection and to estimate 
progress payments for products delivered, but not installed in the Work. 

D. Store electrical, instrumentation, and control products, and equipment with 
bearings in weather-tight structures maintained above 60 degrees F. Protect 
electrical, instrumentation, and control products, and insulate against 
moisture, water, and dust damage. Connect and operate continuously space 
heaters furnished in electrical equipment. 

E. Store fabricated products above ground on blocking or skids, and prevent 
soiling or staining. Store loose granular materials in well-drained area on solid 
surface to prevent mixing with foreign matter. Cover products that are subject 
to deterioration with impervious sheet coverings; provide adequate ventilation 
to avoid condensation. 

F. Store finished products that are ready for installation in dry and 
well-ventilated areas. Do not subject to extreme changes in temperature or 
humidity. 
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G. After installation, provide coverings to protect products from damage due to 
traffic and construction operations. Remove coverings when no longer 
needed. 

H. Hazardous Materials: Prevent contamination of personnel, storage area, and 
Site. Meet requirements of product specification, codes, and manufacturer’s 
instructions. 

 PART 2 PRODUCTS 

2.01 GENERAL 

A. Provide manufacturer’s standard materials suitable for service conditions, 
unless otherwise specified in the individual Specifications. 

B. Where product specifications include a named manufacturer, with or without 
model number, and also include performance requirements, named 
manufacturer’s products must meet the performance specifications. 

C. Like items of products furnished and installed in the Work shall be end 
products of one manufacturer and of the same series or family of models to 
achieve standardization for appearance, operation and maintenance, spare 
parts and replacement, manufacturer’s services, and implement same or 
similar process instrumentation and control functions in same or similar 
manner. 

D. Do not use materials and equipment removed from existing premises, except 
as specifically permitted by Contract Documents. 

E. Provide interchangeable components of the same manufacturer, for similar 
components, unless otherwise specified. 

F. Equipment, Components, Systems, and Subsystems: Design and manufacture 
with due regard for health and safety of operation, maintenance, and 
accessibility, durability of parts, and shall comply with applicable OSHA, 
state, and local health and safety regulations. 

G. Regulatory Requirement: Coating materials shall meet federal, state, and local 
requirements limiting the emission of volatile organic compounds and for 
worker exposure. 

H. Safety Guards: Provide for all belt or chain drives, fan blades, couplings, or 
other moving or rotary parts. Cover rotating part on all sides. Design for easy 
installation and removal. Use 16-gauge or heavier; galvanized steel, aluminum 
coated steel, or galvanized or aluminum coated 1/2-inch mesh expanded steel. 
Provide galvanized steel accessories and supports, including bolts. For 
outdoors application, prevent entrance of rain and dripping water. 

I. Authority Having Jurisdiction (AHJ): 
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1. Provide the Work in accordance with NFPA 70, National Electrical 
Code (NEC). Where required by the AHJ, material and equipment shall 
be labeled or listed by a nationally recognized testing laboratory or other 
organization acceptable to the AHJ in order to provide a basis for 
approval under NEC. 

2. Materials and equipment manufactured within the scope of standards 
published by Underwriters Laboratories, Inc. shall conform to those 
standards and shall have an applied UL listing mark. 

J. Equipment Finish: 

1. Provide manufacturer’s standard finish and color, except where specific 
color is indicated. 

2. If manufacturer has no standard color, provide equipment with color 
finish as approved by Owner. 

K. Special Tools and Accessories: Furnish to Owner, upon acceptance of 
equipment, all accessories required to place each item of equipment in full 
operation. These accessory items include, but are not limited to, adequate oil 
and grease (as required for first lubrication of equipment after field testing), 
light bulbs, fuses, hydrant wrenches, valve keys, handwheels, chain operators, 
special tools, and other spare parts as required for maintenance. 

L. Lubricant: Provide initial lubricant recommended by equipment manufacturer 
in sufficient quantity to fill lubricant reservoirs and to replace consumption 
during testing, startup, and operation until final acceptance by Owner. 

M. Components and Materials in Contact with Water for Human Consumption: 
Comply with the requirements of the Safe Drinking Water Act and other 
applicable federal, state, and local requirements. Provide certification by 
manufacturer or an accredited certification organization recognized by the 
Authority Having Jurisdiction that components and materials comply with the 
maximum lead content standard in accordance with NSF/ANSI 61 and 
NSF/ANSI 372. 

1. Use or reuse of components and materials without a traceable 
certification is prohibited. 

2.02 FABRICATION AND MANUFACTURE 

A. General: 

1. Manufacture parts to U.S.A. standard sizes and gauges. 
2. Two or more items of the same type shall be identical, by the same 

manufacturer, and interchangeable. 
3. Design structural members for anticipated shock and vibratory loads. 
4. Use 1/4-inch minimum thickness for steel that will be submerged, 

wholly or partially, during normal operation. 
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5. Modify standard products as necessary to meet performance 
Specifications. 

B. Lubrication System: 

1. Require no more than weekly attention during continuous operation. 
2. Convenient and accessible; oil drains with bronze or stainless steel 

valves and fill-plugs easily accessible from the normal operating area or 
platform. Locate drains to allow convenient collection of oil during oil 
changes without removing equipment from its installed position. 

3. Provide constant-level oilers or oil level indicators for oil lubrication 
systems. 

4. For grease type bearings, which are not easily accessible, provide and 
install stainless steel tubing; protect and extend tubing to convenient 
location with suitable grease fitting. 

2.03 SOURCE QUALITY CONTROL 

A. Where Specifications call for factory testing to be witnessed by Owner or 
Engineer, notify Owner and Engineer not less than 14 days prior to scheduled 
test date, unless otherwise specified. 

B. Calibration Instruments: Bear the seal of a reputable laboratory certifying 
instrument has been calibrated within the previous 12 months to a standard 
endorsed by the National Institute of Standards and Technology (NIST). 

C. Factory Tests: Perform in accordance with accepted test procedures and 
document successful completion. 

 PART 3 EXECUTION 

3.01 INSPECTION 

A. Inspect materials and equipment for signs of pitting, rust decay, or other 
deleterious effects of storage. Do not install material or equipment showing 
such effects. Remove damaged material or equipment from the Site and 
expedite delivery of identical new material or equipment. Delays to the Work 
resulting from material or equipment damage that necessitates procurement of 
new products will be considered delays within Contractor’s control. 

3.02 MANUFACTURER’S CERTIFICATE OF COMPLIANCE 

A. When so specified, a Manufacturer’s Certificate of Compliance, a copy of 
which is attached to this section, shall be completed in full, signed by entity 
supplying the product, material, or service, and submitted prior to shipment of 
product or material or execution of the services. 

B. Engineer may permit use of certain materials or assemblies prior to sampling 
and testing if accompanied by accepted certification of compliance. 
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C. Such form shall certify proposed product, material, or service complies with 
that specified. Attach supporting reference data, affidavits, and certifications 
as appropriate. 

D. May reflect recent or previous test results on material or product, if acceptable 
to Engineer. 

3.03 INSTALLATION 

A. Equipment Drawings show general locations of equipment, devices, and 
raceway, unless specifically dimensioned. 

B. No shimming between machined surfaces is allowed. 

C. Install the Work in accordance with NECA Standard of Installation, unless 
otherwise specified. 

D. Repaint painted surfaces that are damaged prior to equipment acceptance. 

E. Do not cut or notch any structural member or building surface without specific 
approval of Engineer. 

F. Handle, install, connect, clean, condition, and adjust products in accordance 
with manufacturer’s instructions, and as may be specified. Retain a copy of 
manufacturers’ instruction at Site, available for review at all times. 

G. For material and equipment specifically indicated or specified to be reused in 
the Work: 

1. Use special care in removal, handling, storage, and reinstallation to 
assure proper function in the completed Work. 

2. Arrange for transportation, storage, and handling of products that 
require offsite storage, restoration, or renovation. Include costs for such 
Work in the Contract Price. 

3.04 FIELD FINISHING 

A. In accordance with Section 09900, Painting and Coating, and individual 
Specification sections. 

3.05 ADJUSTMENT AND CLEANING 

A. Perform required adjustments, tests, operation checks, and other startup 
activities. 

3.06 LUBRICANTS 

A. Fill lubricant reservoirs and replace consumption during testing, startup, and 
operation prior to acceptance of equipment by Owner. 
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3.07 SUPPLEMENTS 

A. The supplement listed below, following “End of Section”, is part of this 
specification. 

1. Form: Manufacturer’s Certificate of Compliance. 

END OF SECTION 
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MANUFACTURER’S CERTIFICATE OF COMPLIANCE 

OWNER:   PRODUCT, MATERIAL, OR SERVICE 
SUBMITTED:   PROJECT NAME:   

PROJECT NO:   

 

Comments:   

  

  

  

  

  

I hereby certify that the above-referenced product, material, or service called for by the 
Contract for the named Project will be furnished in accordance with all applicable 
requirements. I further certify that the product, material, or service are of the quality 
specified and conform in all respects with the Contract requirements, and are in the 
quantity shown. 

Date of Execution: ________________________________________, 20___ 

Manufacturer:   

Manufacturer’s Authorized Representative (print):   

  
(Authorized Signature) 
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Division 1 General Requirements 
 Prohibition of Asbestos Containing 

Materials 
Section 01900 

 
 
ARTICLE 1 - GENERAL 
 
1.1  RELATED DOCUMENTS 
 

The following documents are a part of this section: 
 
All documents in Bidding Requirements, Contract Forms and Conditions of the Contract. 
 
Other sections of Division 1 - General Requirements apply to this section. 

 
1.2  DESCRIPTION AND INTENT OF THE WORK 
 

No asbestos containing material (ACM) shall be brought onto the Project site, and/or incorporated into the 
Project construction without the written consent of the OWNER.  Any asbestos containing material found at 
any time including after contract completion, to have been brought onto the site or incorporated into the Project 
construction by the CONTRACTOR, or any Subcontractors, Sub-Subcontractors or Suppliers, shall be 
removed and disposed of in accordance with the then current governmental regulatory standards. 

 
All costs associated with the inspection, sampling, testing, removal and disposal of ACM as described above 
shall be paid by the CONTRACTOR. 

 
1.3  DEFINITIONS 
 

ASBESTOS:  The asbestiform varieties of serpentine (chrysotile), riebeckite (crocidolite) cummingtonite-
grunerite (amosite), anthophyllite, actinolite and tremolite. 
 
ASBESTOS CONTAINING MATERIAL (ACM):  Any material containing more than one percent (1%) by weight 
of asbestos of any type or mixture of types. 
 
ASBESTOS CONTAINING BUILDING MATERIAL (ACBM):  Any material used in the construction of, or 
incorporated into the construction of, any building that contains more than one percent (1%) by weight of 
asbestos of any type or mixture of types. 
 
MSDS: A material safety data sheet (MSDS) is a form containing data regarding the properties of component   
substances that comprise a manufactured product. They are a basic hazard communication tool that gives 
details on chemical and physical dangers, safety procedures, and emergency responses for chemicals. 

 
1.4  QUALITY ASSURANCE 
 
 

PROHIBITION OF ASBESTOS CONTAINING MATERIALS 
 

The E/A has been instructed to not permit any asbestos containing materials to be specified, requested or 
approved for use in conjunction with this Project. 
 

 
The E/A has signed the following: 

 
A. 01900A Statement of Non-Inclusion of Asbestos Containing Material (E/A, Prior to Design):  

stating that the Engineer/Architect shall not specify, request or approve any ACM in this Project 
without prior written approval of OWNER. 
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B.  01900B Statement of Non-Inclusion of Asbestos Containing Material (E/A, After Design):  stating 
that the Engineer/Architect has not specified, requested or approved any ACM in this Project 
without the prior written approval of the OWNER, and that any ACM allowed in this Project is 
identified in the Statements. 

 
These Statements are included in the Construction Documents. 

 
ASBESTOS CONTAINING MATERIALS PROHIBITED FROM SITE   

 
No asbestos containing materials will be permitted as part of the Project construction.  The following list is 
intended to be used as a general guide to show which types of materials are suspected to contain asbestos: 

 
• Cement Pipes • Elevator Brake Shoes 
• Cement Wallboard • HVAC Duct Insulation 
• Cement Siding • Boiler Insulation 
• Asphalt Floor Tile • Breeching Insulation 
• Vinyl Floor Tile • Ductwork Flexible Fabric Connections 
• Vinyl Sheet Flooring/vinyl wall 

coverings 
• Cooling Towers 

• Flooring Backing • Pipe Insulation (corrugated air-cell, block, etc.) 
• Construction Mastics (floor tile, 

carpet, ceiling tile, etc.) 
• Heating and Electrical Ducts 

• Acoustical Plaster • Electrical Panel Partitions 
• Decorative Plaster / stucco • Electric Cloth 
• Textured Paintings/Coatings • Electric Wiring Insulation 
• Ceiling Tiles and Lay-in Panels • Chalkboards 
• Spray-Applied Insulation • Roofing Shingles / tiles / membranes 
• Blown-in Insulation • Roofing Felt 
• Fireproofing Materials • Roof Coatings 
• Taping Compounds (thermal) • Base Flashing 
• Packing Materials (for wall/floor 

penetrations) 
• Thermal Paper Products 

• High Temperature Gaskets • Fire Doors 
• Laboratory Gloves • Caulking/Putties 
• Fire Blankets • Adhesives / mastics 
• Fire Curtains • Wallboard 
• Elevator Equipment Panels • Joint Compounds 
 • Spackling Compounds 
 • Laboratory hoods/tabletops 
 • CMU block fill materials 

 
If any of these suspect materials are specified for use on the Project, and if they do not have specific 
labelling identifying them as asbestos free, then the CONTRACTOR shall notify the OWNER 
immediately.  Laboratory analysis of the material by an OWNER-approved laboratory shall be 
performed at CONTRACTOR's expense in order to warrant that the material does not contain 
asbestos.  A copy of the package labelling or results of laboratory testing must be provided to the 
OWNER prior to inclusion of the specified material during construction. Contractor’s construction 
submittals must include MSDSs for all new materials used in construction of buildings, facilities and 
infrastructure.  
 

1.5  SUBMITTALS 
 

NON-USE OF ASBESTOS AFFIDAVITS 
 

At the time that the CONTRACTOR signs the Agreement, they shall sign a Non-Use of Asbestos Affidavit 
(Contractor Prior to Construction), Contract Document 00680. This Affidavit certifies that the 
CONTRACTOR agrees that they will not allow any asbestos containing materials to be incorporated into 
the construction of the Project or allow any asbestos containing building materials on the site for which the 
OWNER has not given prior written approval. 
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Prior to final payment, the CONTRACTOR will provide to the OWNER a Non-Use of Asbestos Affidavit 
(Contractor After Construction), Contract Document 00681. This Affidavit certifies that the CONTRACTOR 
did not allow asbestos containing materials to be incorporated into the construction or allowed any asbestos 
containing building materials on the site for which the OWNER of the Project did not give prior written 
approval. 

 
ASBESTOS CONTAINING MATERIALS:  When any asbestos containing materials are used on the Project, 
provide the following information: 
 
A detailed description of the material containing the asbestos. 
 
The type and percent of asbestos contained in the material. 
 
The quantity of the materials used, including the square footage, or in the case of pipe insulation, the size 
and linear footage. 
 
A drawing showing the exact location of any asbestos containing materials. 
 
Final payment shall be withheld until the above described Affidavits, submittals and/or information are 
received and approved. 

 
 
END 
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	PART 1 GENERAL
	1.1 For this Project all adopted and/or referenced City of Austin Standard Technical Specification Items are hereby amended with respect to the clauses cited below. No other clauses or requirements of these Items are waived or changed hereby.
	In all adopted and/or referenced City of Austin Standard Specifications, in the Sections titled “Measurement and Payment”, delete all text in its entirety and replace with the following paragraph:
	“All work items installed, provided, constructed, etc. under this specification shall not be paid for separately but shall be considered subsidiary to the lump sum bid price for the project.  No separate pay will be provided for any work governed by t...
	1.2 SUBMITTALS
	A. Informational Submittals:
	1. Schedule of Values: Submit on Contractor’s standard form.
	2. Application for Payment.
	3. Final Application for Payment.


	1.3 ALLOWANCES
	A. Consult with Engineer in selection of products or services. Obtain proposals from Suppliers and installers, and offer recommendations.
	B. Allowances will be administered in accordance with Paragraph 1.57 of 00810 Supplemental General Conditions.
	C. Submit, with application for payment, invoice showing date of purchase, from whom the purchase was made, the date of delivery of the product or service, and the price, including delivery to the Site and applicable taxes.
	D. Allowances are further described as:
	1. Site Clearing Trash Disposal - (not typical clearing and grubbing)
	2. Security Equipment Installation and Commissioning – includes installation of General Contractor supplied equipment (see security equipment Bill of Materials on drawings), conductors for equipment, installing equipment in General Contractor supplied...
	3. Contractor Employees ID Badges.


	1.4 SCHEDULE OF VALUES
	A. Prepare a separate Schedule of Values for each schedule of the Work under the Agreement.
	B. Upon request of Engineer, provide documentation to support the accuracy of the Schedule of Values.
	C. Unit Price Work: Reflect unit price quantity and price breakdown from conformed Bid Form.
	D. Lump Sum Work:
	1. Reflect specified allowances and alternates, as applicable.
	2. List bonds and insurance premiums, mobilization, demobilization, preliminary and detailed progress schedule preparation, equipment testing, facility startup, and contract closeout separately.
	3.  Break down by major trade (site work, site electrical, reclaimed pipe, etc.) and by specification Divisions with appropriate subdivision of each Specification for each Project facility.

	E. An unbalanced or front-end loaded schedule will not be acceptable.
	F. Summation of the complete Schedule of Values representing all the Work shall equal the Contract Price.

	1.5 APPLICATION FOR PAYMENT
	A. Transmittal Summary Form: Attach one Summary Form with each detailed Application for Payment for each schedule and include Request for Payment of Materials and Equipment on Hand as applicable. Execute certification by authorized officer of Contractor.
	B. Use detailed Application for Payment Form suitable to OWNER.
	C. Provide separate form for each schedule as applicable.
	D. Include accepted Schedule of Values for each schedule or portion of lump sum Work and the unit price breakdown for the Work to be paid on a unit priced basis.
	E. Include separate line item for each Change Order and Work Change Directive executed prior to date of submission. Provide further breakdown of such as requested by Engineer.
	F. Preparation:
	1. Round values to nearest dollar.
	2. Submit Application for Payment, including a Transmittal Summary Form and detailed Application for Payment Form(s) for each schedule as applicable, a listing of materials on hand for each schedule as applicable, and such supporting data as may be re...


	1.6 MEASUREMENT—GENERAL
	A. Weighing, measuring, and metering devices used to measure quantity of materials for Work shall be suitable for purpose intended and conform to tolerances and specifications as specified in National Institute of Standards and Technology, Handbook 44.
	B. Whenever pay quantities of material are determined by weight, material shall be weighed on scales furnished by Contractor and certified accurate by state agency responsible. Weight or load slip shall be obtained from weigher and delivered to Owner’...
	C. If material is shipped by rail, car weights will be accepted provided that actual weight of material only will be paid for and not minimum car weight used for assessing freight tariff, and provided further that car weights will not be acceptable fo...
	D. Vehicles used to haul material being paid for by weight shall be weighed empty daily and at such additional times as required by Engineer. Each vehicle shall bear a plainly legible identification mark.
	E. Materials that are specified for measurement by the cubic yard measured in the vehicle shall be hauled in vehicles of such type and size that actual contents may be readily and accurately determined. Unless all vehicles are of uniform capacity, eac...
	F. Where measurement of quantities depends on elevation of existing ground, elevations obtained during construction will be compared with those shown on Drawings. Variations of 1 foot or less will be ignored, and profiles shown on Drawings will be use...
	G. Units of measure shown on Bid Form shall be as follows, unless specified otherwise.
	H. Measurement of Linear Items: Where payment will be made based on linear quantities and on parameters other than length, those parameters shall be as follows:

	1.7 PAYMENT
	A. Payment for all Lump Sum Work shown or specified in Contract Documents is included in the Contract Price. Payment will be based on a percentage complete basis for each line item of the accepted Schedule of Values.

	1.8 NONPAYMENT FOR REJECTED OR UNUSED PRODUCTS
	A. Payment will not be made for following:
	1. Loading, hauling, and disposing of rejected material.
	2. Quantities of material wasted or disposed of in manner not called for under Contract Documents.
	3. Rejected loads of material, including material rejected after it has been placed by reason of failure of Contractor to conform to provisions of Contract Documents.
	4. Material not unloaded from transporting vehicle.
	5. Defective Work not accepted by Owner.
	6. Material remaining on hand after completion of Work.


	1.9 PARTIAL PAYMENT FOR STORED MATERIALS AND EQUIPMENT
	A. Final Payment: Will be made only for products incorporated in Work; remaining products, for which partial payments have been made, shall revert to Contractor unless otherwise agreed, and partial payments made for those items will be deducted from f...


	PART 2 PRODUCTS (NOT USED)
	PART 3 EXECUTION (NOT USED)

	01040 Project_Coordination CH
	1 PART 1 GENERAL
	1.01 SUBMITTALS
	A. Informational:
	1. Statement of Qualification (SOQ) for land surveyor or civil engineer.
	2. Statement of Qualification (SOQ) for photographer and videographer.
	3. Photographs: Section 01380, Construction Photography and Videos.


	1.02 RELATED WORK AT SITE
	A. General:
	1. Other work that is either directly or indirectly related to scheduled performance of the Work under these Contract Documents, listed henceforth, is anticipated to be performed at Site by others.
	2. Coordinate the Work of these Contract Documents with work of others as specified in General Conditions.
	3. Include sequencing constraints specified herein as a part of Progress Schedule.

	B. Power:
	1. Agency and Contact Person: Danny Cummins
	2. Work to be performed by Austin Energy:
	a. Incoming aerial power lines.
	b. Transformers supplying main electrical service to the facility.
	c. Metering facilities, except as indicated.

	3. Work to be performed by Contractor:
	a. Coordinate Contractor’s Work with Austin Energy.
	b. Incoming power, trench, and backfill, and duct system.
	c. Transformer site preparation and pad(s).
	d. As indicated.
	e. Perform Work in accordance with Austin Energy requirements and codes.

	4. Owner will be responsible for payment of direct charges of Austin Energy.

	C. Gas:
	1. Agency and Contact Person:
	a. Tony Garcia P: 512-401-1507; C: 915-525-0210 agarcia@txgas.com

	2. Work to be performed by Contractor:
	a. When digging within 10’ of a transmission or HPD line, please make contact with Anthony (Tony) Garcia at least 48 hours in advance so that a TGS representative can be scheduled to be present during all excavation activities. Please maintain at leas...


	D. Greater Austin Area Telecommunications Network (GAATN :
	1. Agency and Contact Person:
	Tracy Gunderson
	Supervisor-Network Services Group-Transition & Design
	Communications & Technology Management
	City of Austin
	Office: 512-974-9079
	Fax: 512-974-2091
	2. Work to be performed by GAATN
	a. Furnish and install fiber cables from Montopolis on Austin Energy Power poles into Austin Water Utility Pump Station site
	b. Transition fiber cables from power poles to conduit in duct bank provided by contractor to pump station control room.
	c. Furnish and install termination panel for fiber cables in pump station control room.

	3. Work to be performed by Contractor:
	a. Furnish and install conduit and duct system for fiber from Austin Energy power pole to pump station control room.
	b. Provide power to GAATN termination panel.


	E. Applications Software Development:
	1. Owner or an Owner Representative will perform programming of applications software for certain portions of Process Instrumentation and Control Subsystem (PICS). Refer to Section 13400, Process and Instrumentation Control Systems (PICS).
	a. Coordinate and deliver to Owner hardware and standard software components, as specified for PICS.
	b. Sequencing: Include sequencing constraints specified herein as part of Progress Schedule.

	2. Deliver hardware specified in Sections 13321, Wireless Broadband Subsystem, 13400, Process and Instrumentation Controls Systems (PICS), 13420 Instrumentation and Control Components, 13430 Distributed Control System no later than 120 days after Effe...
	3. Allowance for interruptions to the Work because of testing of developed applications software:
	a. During Functional Testing and Performance Testing, Contractor shall plan for interruption of testing of the Work to allow Owner or an Owner Representative to investigate software problems, make software configuration changes, and conduct additional...
	b. Allowance for Interruptions:   20 days total.
	c. When applications software testing is delayed because of altered equipment interfaces or receipt of incorrect Shop Drawing information, duration of delay will be excluded from interruption allowance, unless notified otherwise by Engineer.



	1.03 UTILITY NOTIFICATION AND COORDINATION
	A. Coordinate the Work with various utilities within Project limits. Notify applicable utilities prior to commencing Work, if damage occurs, or if conflicts or emergencies arise during the Work.

	1.04 FACILITY OPERATIONS
	A. Continuous operation of Owner’s facilities is of critical importance. Schedule and conduct activities to enable existing facilities to operate continuously, unless otherwise specified.
	B. Perform Work continuously during critical connections and changeovers, and as required to prevent interruption of Owner’s operations.
	C. When necessary, plan, design, and provide various temporary services, utilities, connections, temporary piping and heating, access, and similar items to maintain continuous operations of Owner’s facility.
	D. Do not close lines, open or close valves, or take other action which would affect the operation of existing systems, except as specifically required by the Contract Documents and after authorization by Owner and Engineer. Such authorization will be...
	E. Install and maintain bypass facilities and temporary connections required to keep Owner’s South Austin Regional WWTP and Reclaimed Water System operations on line. Sequences other than those specified will be considered upon written request to Owne...
	F. Do not proceed with Work affecting a facility’s operation without obtaining Owner’s and Engineer’s advance approval of the need for and duration of such Work.
	G. Relocation of Existing Facilities:
	1. During construction, it is expected that minor relocations of Work will be necessary.
	2. Provide complete relocation of existing structures and Underground Facilities, including piping, utilities, equipment, structures, electrical conduit wiring, electrical duct bank, and other necessary items.
	3. Use only new materials for relocated facility. Match materials of existing facility, unless otherwise shown or specified.
	4. Perform relocations to minimize downtime of existing facilities.
	5. Install new portions of existing facilities in their relocated position prior to removal of existing facilities, unless otherwise accepted by Engineer.


	1.05 ADJACENT FACILITIES AND PROPERTIES
	A. Examination:
	1. After Effective Date of the Agreement and before Work at Site is started, Contractor, Engineer, and affected property owners and utility owners shall make a thorough examination of pre-existing conditions including existing buildings, structures, a...
	2. Periodic reexamination shall be jointly performed to include, but not limited to, cracks in structures, settlement, leakage, and similar conditions.

	B. Documentation:
	1. Record and submit documentation of observations made on examination inspections.
	2. Upon receipt, Engineer will review, sign, and return one record copy of documentation to Contractor to be kept on file in field office.
	3. Such documentation shall be used as indisputable evidence in ascertaining whether and to what extent damage occurred as a result of Contractor’s operations, and is for the protection of adjacent property owners, Contractor, and Owner.
	4. Contractor to provide a record copy to City Construction Inspector.


	1.06 CONSTRUCTION PHOTOGRAPHS AND VIDEO
	A. As specified in Section 01380, Construction Photography and Videos.

	1.07 REFERENCE POINTS AND SURVEYS
	A. Owner’s Responsibilities:
	1. Establish bench marks as shown on Drawings.
	2. Establish horizontal reference points or coordinate system with bench marks and reference points for Contractor’s use as necessary to lay out Work.
	3. Engineer and Owner will not perform any additional construction staking or surveying, except as may be required for quality control checks by Owner or Engineer.

	B. Location and elevation of bench marks are shown on Drawings.
	C. Contractor’s Responsibilities:
	1. Provide additional survey and layout required to layout the Work.
	2. Notify Engineer at least 7 working days in advance of time when grade additional information to be provided by Owner will be needed.
	3. Check and establish exact location of existing facilities prior to construction of new facilities and any connections thereto.
	4. In event of discrepancy in data provided by Owner, request clarification before proceeding with Work.
	5. Retain professional land surveyor or civil engineer registered in state of Project who shall perform or supervise engineering surveying necessary for additional construction staking and layout.
	6. Maintain complete accurate log of survey work as it progresses as a Record Document.
	7. On request of Engineer, submit documentation.
	8. Provide competent employee(s), tools, stakes, and other equipment and materials as Engineer may require to:
	a. Establish control points, lines, and easement boundaries.
	b. Check layout, survey, and measurement work performed by others.
	c. Measure quantities for payment purposes.

	9. Notify all property owners, prior to accessing property.
	10. Preserve all monuments, benchmarks, and reference points.



	2 PART 2 PRODUCTS (NOT USED)
	3 PART 3 EXECUTION
	3.01 SALVAGE OF MATERIALS
	A. Materials to be salvaged include:
	1. None, unless as directed by Owner.

	B. Salvage materials for Owner’s use as directed.
	1. Remove material with extreme care so as not to damage for future use.
	2. Promptly remove salvaged materials from Work area.
	3. Store materials where instructed by Owner onsite.

	C. Meet with Engineer and Owner prior to starting to dismantle equipment or piping designated to be salvaged. Engineer will indicate locations where equipment is to be disconnected.
	D. Provide new or repair damaged equipment or material specified or indicated to be salvaged. Clean and protect equipment from dust, dirt, natural elements, and store as directed.

	3.02 CUTTING, FITTING, AND PATCHING
	A. Cut, fit, adjust, or patch Work and work of others, including excavation and backfill as required, to make Work complete.
	B. Obtain prior written authorization Owner before commencing Work to cut or otherwise alter:
	1. Structural or reinforcing steel, structural column or beam, elevated slab, trusses, or other structural member.
	2. Weather-resistant or moisture-resistant elements.
	3. Efficiency, maintenance, or safety of element.
	4. Work of others.

	C. Refinish surfaces to provide an even finish.
	1. Refinish continuous surfaces to nearest intersection.
	2. Refinish entire assemblies.
	3. Finish restored surfaces to such planes, shapes, and textures that no transition between existing work and the Work is evident in finished surfaces.

	D. Restore existing work, Underground Facilities, and surfaces that are to remain in completed Work including concrete-embedded piping, conduit, and other utilities as specified and as shown on Drawings.
	E. Make restorations with new materials and appropriate methods as specified for new Work of similar nature; if not specified, use recommended practice of manufacturer or appropriate trade association.
	F. Fit Work airtight to pipes, sleeves, ducts, conduit, and other penetrations through surfaces and fill voids.
	G. Remove specimens of installed Work for testing when requested by Engineer.
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	01070 Facility_Security_Procedure_For_Contractors 12-09_with_Appendix
	01095 Reference_Standards_and_Definitions 07-21-03
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	01300 Submittals 04-22-13
	01352 Sustainable_Construction_Requiements 04-22-13
	Division 1 General Requirements
	1.1     RELATED DOCUMENTS
	1.2     SUMMARY
	1.3      DEFINITIONS
	1.4     SUSTAINABILITY OBJECTIVES/GOALS
	1.5     SUBMITTALS
	1.6     QUALITY ASSURANCE
	PART 2 – PRODUCTS
	2.1     RECYCLED CONTENT OF MATERIALS
	2.2     REGIONAL MATERIALS
	2.3     CERTIFIED WOOD
	2.4     LOW-EMITTING MATERIALS
	PART 3 – EXECUTION
	A. Special Site Practices:
	3.2     CONSTRUCTION WASTE MANAGEMENT
	3.3     CONSTRUCTION INDOOR AIR QUALITY MANAGEMENT
	3.4    COMMISSIONING
	APPENDIX A: Sustainable Construction Submittal Form
	End

	01353 Construction_Equipment_Emissions_Reduction_Plan
	C. The CONTRACTOR shall maximize the use of equipment and vehicles with advanced emission controls in support of the City’s goals, utilizing equipment that meets defined EPA emissions standards.
	A. CONSTRUCTION EQUIPMENT EMISSIONS REDUCTION PLAN:
	1. The CONTRACTOR agrees to prepare a draft Emissions Reduction Plan (referred to as PLAN) prior to start of construction. This PLAN shall include an inventory report containing identifying data for each piece of equipment to be used on the worksite a...
	 Vehicle/Equipment: Make & Model Year
	 Vehicle/Equipment: Engine Make & Model Year
	 Vehicle/Equipment: Fuel Type
	 Vehicle/Equipment: Expected gallons or hours used for project duration
	2. The CONTRACTOR shall develop a list of strategies to be used in this Project in order to reduce emissions from NOx, particulate matter and greenhouse gas (COR2R equivalent). Once prepared, the agreed upon strategies shall be incorporated into the P...
	2. PRODUCTS
	3. EXECUTION
	3.1. GeneraL
	3.2. EQUIPMENT EMISSIONS Plan Implementation
	A. Equipment Emissions Reduction Toolkit available at:
	B. Equipment Emissions Reduction Toolkit consists of:

	3.4 A LIST OF Equipment EMISSIONS ReDUCTION STRATEGIES
	The following are suggested emissions reduction strategies and references.  As per the specification section 01353, 1.5 Submittals, the CONTRACTOR shall develop a list of strategies to be used in this Project at the start of construction.
	C-1 Anti-Idling Strategies:
	1. Implement and enforce anti-idling practices for all equipment and vehicles on and adjacent to the site and associated with the project.  City will provide a construction site sign and stickers for vehicles and equipment.  (http://www.engineoff.org/)
	2. Limit all idling of project associated vehicles and equipment operations to five (5) minutes unless the idling is applicable to one or more of the following exceptions:
	a) Idling is being used for emergency response purposes;

	b) Idling is necessary for component of mechanical operation, maintenance, or diagnostic purposes; or
	c) Idling is for the health or safety of the equipment operator.
	3. Provide education to all staff, vendors and subcontractors about emissions hazards and anti-idling practices and encourage use of EPA calculator for fuel savings.
	4. To the extent possible, do not stop or idle haulage trucks directly under tree limbs and foliage overhanging the street along the haul route. Further avoid such damage from truck exhaust by means of exhaust diversion devices to redirect or diffuse ...
	5. Avoid vehicle loitering or queuing outside or inside the gates of the work area to minimize degradation of localized air quality.
	(http://data.capcog.org/air-quality/engineoff/AntiIdlingBrochure(2).pdf)
	(http://data.capcog.org/air-quality/engineoff/template-1/HowtoOrderSign.html)
	(http://data.capcog.org/air-quality/engineoff/smartwaycalculator.xls)
	C-2 Alternative Fuels:
	6. Utilize alternative fuels including, Texas LED Compliant B20 (or higher) biodiesel, Compressed Natural Gas (CNG), propane and electric. (Refer to EPA Energy Policy Act for full list).
	(http://www.tceq.texas.gov/airquality/mobilesource/txled/cleandiesel.html)
	(http://www.eere.energy.gov/cleancities)
	(http://lonestarcfa.org)
	C-3 Vehicle/Equipment Improvements:
	8. Eliminate use of vehicles in tier 0 and 1 categories per EPA and rent or purchase tier 2 and 3 or (4) compliant vehicles.
	9. It is recommended that CONTRACTOR takes advantage of the Texas Emission Reduction Plan (TERP) grant incentives to upgrade (replace or repower) vehicles with    retrofitted emission reduction technologies.                                   (http://w...
	10. Utilize battery powered and/or solar powered equipment where available. This strategy can be combined with anti-idling strategies by using this technology for sign boards. (evtransportal.org/dieselengineidlereduction.pdf)
	C-4 Maintenance Program:
	C-5 Resource Management:
	13. Utilize equipment companies that are located closest to the construction site.
	14. Store equipment on site during construction use or arrange for closest overnight storage including temporary use of the Right of Way if possible.
	15. To the extent possible, CONTRACTOR shall maximize use of local and regional materials to reduce transportation emissions.
	16. CONTRACTOR shall maximize salvage and reuse of appropriate on-site materials.  (http://www.usgbc.org/ShowFile.aspx?DocumentID=1095)

	END


	01380 Construction_Photography_and_Videos 08-09-12
	01400 Quality_Control_Services CH
	PART 1 GENERAL
	1.1 REFERENCES
	A. The following is a list of standards which may be referenced in this section:
	1. ASTM International (ASTM):
	a. D3740-12A, Minimum Requirements for Agencies Engaged in Testing and/or Inspection of Soil and Rock as Used in Engineering Design and Construction
	b. E329-11C,Agencies Engaged in Construction Inspection, Testing, or Special Inspection



	1.2 DEFINITIONS
	A. Contractor Quality Control (CQC): The means by which Contractor ensures that the construction, to include that performed by subcontractors and suppliers, complies with the requirements of the Contract.

	1.3 SUBMITTALS
	A. Informational Submittals:
	1. CQC Plan: Submit, not later than 30 days after receipt of Notice to Proceed.
	2. CQC Report: Submit, weekly, an original and one copy in report form.


	1.4 OWNER’S QUALITY ASSURANCE
	A. All Work is subject to Owner’s quality assurance inspection and testing at all locations and at all reasonable times before acceptance to ensure strict compliance with the terms of the Contract Documents.
	B. Owner’s quality assurance inspections and tests are for the sole benefit of Owner and do not:
	1. Relieve Contractor of responsibility for providing adequate quality control measures;
	2. Relieve Contractor of responsibility for damage to or loss of the material before acceptance;
	3. Constitute or imply acceptance; or
	4. Affect the continuing rights of Owner after acceptance of the completed Work.

	C. The presence or absence of a quality assurance inspector does not relieve Contractor from any Contract requirement.
	D. Promptly furnish all facilities, labor, and material reasonably needed for performing such safe and convenient inspections and tests as may be required by Engineer.
	E. Owner may charge Contractor for any additional cost of inspection or test when Work is not ready at the time specified by Contractor for inspection or test, or when prior rejection makes re-inspection or retest necessary. Quality assurance inspecti...


	PART 2 PRODUCTS (NOT USED)
	PART 3 EXECUTION
	3.1 GENERAL
	A. Maintain an adequate inspection system and perform such inspections as will ensure that the Work conforms to the Contract Documents.
	B. Maintain complete inspection records and make them available at all times to Owner and Engineer.
	C. The quality control system shall consist of plans, procedures, and organization necessary to produce an end product that complies with the Contract Documents. The system shall cover all construction and demolition operations, both onsite and offsit...

	3.2 COORDINATION MEETING
	A. After the Preconstruction Conference, but before start of construction, and prior to acceptance of the CQC Plan, schedule a meeting with Engineer and Owner to discuss the quality control system.
	B. Develop a mutual understanding of the system details, including the forms for recording the CQC operations, control activities, testing, administration of the system for both onsite and offsite Work, and the interrelationship of Contractor’s manage...
	C. There may be occasions when subsequent conferences may be called by either party to reconfirm mutual understandings and/or address deficiencies in the CQC system or procedures that may require corrective action by Contractor.

	3.3 QUALITY CONTROL ORGANIZATION
	A. CQC System Manager:
	1. Designate an individual within Contractor’s organization who will be responsible for overall management of CQC and have the authority to act in CQC matters for the Contractor.
	2. CQC System Manager may perform other duties on the Project.
	3. CQC System Manager shall be an experienced construction person, with a minimum of 3 years construction experience on similar type Work.
	4. CQC System Manager shall report to the Contractor’s project manager or someone higher in the organization. Project manager in this context shall mean the individual with responsibility for the overall quality and production management of the Project.
	5. CQC System Manager shall be onsite during construction; periods of absence may not exceed 2 weeks at any one time.
	6. Identify an alternate for CQC System Manager to serve with full authority during the System Manager’s absence. The requirements for the alternate will be the same as for designated CQC System Manager.

	B. CQC Staff:
	1. Designate a CQC staff, available at the Site at all times during progress, with complete authority to take any action necessary to ensure compliance with the Contract. CQC staff members shall be subject to acceptance by Engineer.
	2. CQC staff shall take direction from CQC System Manager in matters pertaining to QC.
	3. CQC staff must be of sufficient size to ensure adequate QC coverage of Work phases, work shifts, and work crews involved in the construction. These personnel may perform other duties, but must be fully qualified by experience and technical training...
	4. The actual strength of the CQC staff may vary during any specific Work period to cover the needs of the Project. Add additional staff when necessary for a proper CQC organization.

	C. Organizational Changes: Obtain Engineer’s acceptance before replacing any member of the CQC staff. Requests for changes shall include name, qualifications, duties, and responsibilities of the proposed replacement.

	3.4 QUALITY CONTROL PHASING
	A. CQC shall include at least three phases of control to be conducted by CQC System Manager for all definable features of Work, as follows:
	1. Preparatory Phase:
	a. Notify Owner at least 48 hours in advance of beginning any of the required action of the preparatory phase.
	b. This phase shall include a meeting conducted by the CQC System Manager and attended by the superintendent, other CQC personnel (as applicable), and the foreman responsible for the definable feature. The CQC System Manager shall instruct applicable ...
	c. Document the results of the preparatory phase meeting by separate minutes prepared by the CQC System Manager and attached to the QC report.
	d. Perform prior to beginning Work on each definable feature of Work:
	1) Review applicable Contract Specifications.
	2) Review applicable Contract Drawings.
	3) Verify that all materials and/or equipment have been tested, submitted, and approved.
	4) Verify that provisions have been made to provide required control inspection and testing.
	5) Examine the Work area to verify that all required preliminary Work has been completed and is in compliance with the Contract.
	6) Perform a physical examination of required materials, equipment, and sample Work to verify that they are on hand, conform to approved Shop Drawing or submitted data, and are properly stored.
	7) Review the appropriate activity hazard analysis to verify safety requirements are met.
	8) Review procedures for constructing the Work, including repetitive deficiencies.
	9) Document construction tolerances and workmanship standards for that phase of the Work.
	10) Check to verify that the plan for the Work to be performed, if so required, has been accepted by Engineer.


	2. Initial Phase:
	a. Accomplish at the beginning of a definable feature of Work:
	1) Notify Owner at least 48 hours in advance of beginning the initial phase.
	2) Perform prior to beginning Work on each definable feature of Work:
	a) Review minutes of the preparatory meeting.
	b) Check preliminary Work to verify compliance with Contract requirements.
	c) Verify required control inspection and testing.
	d) Establish level of workmanship and verify that it meets minimum acceptable workmanship standards. Comparison with sample panels is appropriate.
	e) Resolve all differences.
	f) Check safety to include compliance with and upgrading of the safety plan and activity hazard analysis. Review the activity analysis with each worker.

	3) Separate minutes of this phase shall be prepared by the CQC System Manager and attached to the QC report. Exact location of initial phase shall be indicated for future reference and comparison with follow-up phases.
	4) The initial phase should be repeated for each new crew to work onsite, or any time acceptable specified quality standards are not being met.


	3. Follow-up Phase:
	a. Perform daily checks to verify continuing compliance with Contract requirements, including control testing, until completion of the particular feature of Work.
	b. Daily checks shall be made a matter of record in the CQC documentation and shall document specific results of inspections for all features of Work for the day or shift.
	c. Conduct final follow-up checks and correct all deficiencies prior to the start of additional features of Work that will be affected by the deficient Work. Constructing upon or concealing nonconforming Work will not be allowed.

	4. Additional Preparatory and Initial Phases: Additional preparatory and initial phases may be conducted on the same definable features of Work as determined by Owner if the quality of ongoing Work is unacceptable; or if there are changes in the appli...


	3.5 CONTRACTOR QUALITY CONTROL PLAN
	A. General:
	1. Plan shall identify personnel, procedures, control, instructions, test, records, and forms to be used.
	2. An interim plan for the first 30 days of operation will be considered.
	3. Construction will be permitted to begin only after acceptance of the CQC Plan or acceptance of an interim plan applicable to the particular feature of Work to be started.
	4. Work outside of the features of Work included in an accepted interim plan will not be permitted to begin until acceptance of a CQC Plan or another interim plan containing the additional features of Work to be started.

	B. Content:
	1. Plan shall cover the intended CQC organization for the entire Contract and shall include the following, as a minimum:
	a. Organization: Description of the quality control organization, including a chart showing lines of authority and acknowledgment that the CQC staff will implement the three-phase control system (see Paragraph QC Phasing) for all aspects of the Work s...
	b. CQC Staff: The name, qualifications (in resume format), duties, responsibilities, and authorities of each person assigned a QC function.
	c. Letters of Authority: A copy of a letter to the CQC System Manager signed by an authorized official of the firm, describing the responsibilities and delegating sufficient authorities to adequately perform the functions of the CQC System Manager, in...
	d. Submittals: Procedures for scheduling, reviewing, certifying, and managing submittals, including those of subcontractors, offsite fabricators, suppliers and purchasing agents.
	e. Testing: Control, verification and acceptance testing procedures for each specific test to include the test name, frequency, specification paragraph containing the test requirements, the personnel and laboratory responsible for each type of test, a...
	f. Procedures for tracking preparatory, initial, and follow-up control phases and control, verification, and acceptance tests, including documentation.
	g. Procedures for tracking deficiencies from identification through acceptable corrective action. These procedures will establish verification that identified deficiencies have been corrected.
	h. Reporting procedures, including proposed reporting formats; include a copy of the CQC report form.


	C. Acceptance of Plans: Acceptance of the Contractor’s basic and addendum CQC plans is required prior to the start of construction. Acceptance is conditional and will be predicated on satisfactory performance during the construction. Owner reserves th...
	D. Notification of Changes: After acceptance of the CQC plan, Contractor shall notify Engineer, in writing, a minimum of 7 calendar days prior to any proposed change. Proposed changes are subject to acceptance by Engineer.

	3.6 CONTRACTOR QUALITY CONTROL REPORT
	A. As a minimum, prepare a CQC report for every 7 calendar days. Account for all days throughout the life of the Contract. Reports shall be signed and dated by CQC System Manager. Include copies of test reports and copies of reports prepared by QC staff.
	B. Maintain current records of quality control operations, activities, and tests performed, including the Work of subcontractors and suppliers.
	C. Records shall be on an acceptable form and shall be a complete description of inspections, the results of inspections, daily activities, tests, and other items, including but not limited to the following:
	1. Contractor/subcontractor and their areas of responsibility.
	2. Operating plant/equipment with hours worked, idle, or down for repair.
	3. Work performed today, giving location, description, and by whom. When a network schedule is used, identify each phase of Work performed each day by activity number.
	4. Test and/or control activities performed with results and references to specifications/plan requirements. The control phase should be identified (Preparatory, Initial, Follow-up). List deficiencies noted along with corrective action.
	5. Material received with statement as to its acceptability and storage.
	6. Identify submittals reviewed, with Contract reference, by whom, and action taken.
	7. Offsite surveillance activities, including actions taken.
	8. Job safety evaluations stating what was checked, results, and instructions or corrective actions.
	9. List instructions given/received and conflicts in Drawings and/or Specifications.
	10. Contractor’s verification statement.
	11. Indicate a description of trades working on the Project; the number of personnel working; weather conditions encountered; and any delays encountered.
	12. These records shall cover both conforming and deficient features and shall include a statement that equipment and materials incorporated in file work and workmanship comply with the Contract.


	3.7 SUBMITTAL QUALITY CONTROL
	A. Submittals shall be as specified in Section 01300, Submittals. The CQC organization shall be responsible for certifying that all submittals are in compliance with the Contract requirements. Owner will furnish copies of test report forms upon reques...

	3.8 TESTING QUALITY CONTROL
	A. Testing Procedure:
	1. Perform tests specified or required to verify that control measures are adequate to provide a product which conforms to Contract requirements. Perform the following activities and record the following data:
	a. Verify testing procedures comply with contract requirements.
	b. Verify facilities and testing equipment are available and comply with testing standards.
	c. Check test instrument calibration data against certified standards.
	d. Verify recording forms and test identification control number system, including all of the test documentation requirements, have been prepared.
	e. Documentation:
	1) Record results of all tests taken, both passing and failing, on the CQC report for the date taken.
	2) Include specification paragraph reference, location where tests were taken, and the sequential control number identifying the test.
	3) Actual test reports may be submitted later, if approved by Engineer, with a reference to the test number and date taken.
	4) Provide directly to Engineer an information copy of tests performed by an offsite or commercial test facility. Test results shall be signed by an engineer registered in the state where the tests are performed.
	5) Failure to submit timely test reports, as stated, may result in nonpayment for related Work performed and disapproval of the test facility for this Contract.



	B. Testing Laboratories: Laboratory facilities, including personnel and equipment, utilized for testing soils, concrete, asphalt and steel shall meet criteria detailed in ASTM D3740-12A and ASTM E329-11C, and be accredited by the American Association ...

	3.9 COMPLETION INSPECTION
	A. CQC System Manager shall conduct an inspection of the Work at the completion of all Work or any milestone established by a completion time stated in the Contract.
	B. Punchlist:
	1. CQC System Manager shall develop a punchlist of items which do not conform to the Contract requirements.
	2. Include punchlist in the CQC report, indicating the estimated date by which the deficiencies will be corrected.
	3. CQC System Manager or staff shall make a second inspection to ascertain that all deficiencies have been corrected and so notify the Owner.
	4. These inspections and any deficiency corrections required will be accomplished within the time stated for completion of the entire Work or any particular increment thereof if the Project is divided into increments by separate completion dates.
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	01505 Construction_and _Demolition_Waste 04-22-13
	PART 1 – GENERAL
	1.1      Related Documents
	1.2      Summary
	1.3      References
	1.4      Definitions
	1.5       WASTE MANAGEMENT GOALS
	H. The Contractor shall develop a Construction Demolition Waste Management Plan that results in end-of-Project rates for recycle and/or salvage at least 50% of non-hazardous construction and demolition debris. Develop and implement the plan that, at a...

	1.6       SUBMITTALS
	a.   Land-fill Materials Description. Include date removed from jobsite.
	b.   Land-fill Hauler and Location of disposal or incineration.
	c.   Quantity of Land-filled (or incinerated) Waste
	d.   Submit electronic copy of manifests, weight tickets, receipts, and invoices as evidence of quantity and cost.
	e.   The amount (in tons or cubic yards) of material land-filled from the Project, the identity of the landfill, the total amount of tipping fees paid at the landfill, and the total disposal cost.
	f.   For each material recycled, reused, or salvaged from the Project, include the amount (in tons or cubic yards, pounds, feet, square yards, gallons, etc.), the date removed from the Project site, the receiving party, the transportation cost, the am...


	2 PART 2 - PRODUCTS
	3 PART 3 – EXECUTION
	3.1   General
	3.2   Waste Management Plan Implementation
	3.3   Recycling Requirements
	3.4   Reuse
	3.5   Salvage
	3.6   Schedule of Material Disposal & Recycling Services


	01510 Construction_Indoor_Air_Quality_Management 02-23-10
	01550 Public_Safety_and_Convenience 08-09-12
	Division 1 General Requirements
	Public Safety and Convenience
	Section 01550
	PART 1 - GENERAL
	PART 2 - PRODUCTS (NOT USED)
	PART 3 - EXECUTION
	3.1   General
	3.2  Traffic Control
	3.3 Spoil Disposal
	3.4 Restoration
	3.5 Street Markers and Traffic Control Signs
	3.6  Burning Permit
	3.7 Driveways
	3.8 Removal or Relocation of Fences and Sprinkler Systems
	End
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	1 part 1 general
	1.01 DEFINITIONS
	A. Facility: Entire Project, or an agreed-upon portion, including all of its unit processes.
	B. Functional Test: Test or tests in presence of Engineer and Owner to demonstrate that installed equipment meets manufacturer’s installation, calibration, and adjustment requirements and other requirements as specified.
	C. Performance Test: Test or tests performed after any required functional test in presence of Engineer and Owner to demonstrate and confirm individual equipment meets performance requirements specified in individual sections.
	D. Unit Process: As used in this section, a unit process is a portion of the facility that performs a specific process function, such as pumps, calcium hypochlorite and surge control system.
	E. Facility Performance Demonstration:
	1. A demonstration, conducted by Contractor, with assistance of Owner, to demonstrate and document the performance of the entire operating facility, both manually and automatically (if required), based on criteria developed in conjunction with Owner a...
	2. Such demonstration is for the purposes of (i) verifying to Owner entire facility performs as a whole, and (ii) documenting performance characteristics of completed facility for Owner’s records. Neither the demonstration nor the evaluation is intend...


	1.02 SUBMITTALS
	A. Informational Submittals:
	1. Facility Startup and Performance Demonstration Plan.
	2. Functional and performance test results.
	3. Completed Unit Process Startup Form for each unit process.
	4. Completed Facility Performance Demonstration/Certification Form.


	1.03 FACILITY STARTUP AND PERFORMANCE DEMONSTRATION PLAN
	A. Develop a written plan, in conjunction with Owner’s operations personnel; to include the following:
	1. Step-by-step instructions for startup of each unit process and the complete facility.
	2. Unit Process Startup Form (sample attached), to minimally include the following:
	a. Description of the unit process, including equipment numbers/nomenclature of each item of equipment and all included devices.
	b. Detailed procedure for startup of the unit process, including valves to be opened/closed, order of equipment startup, etc.
	c. Startup requirements for each unit process, including water, power, chemicals, etc.
	d. Space for evaluation comments.

	3. Facility Performance Demonstration/Certification Form (sample attached), to minimally include the following:
	a. Description of unit processes included in the facility startup.
	b. Sequence of unit process startup to achieve facility startup.
	c. Description of computerized operations, if any, included in the facility.
	d. Contractor certification facility is capable of performing its intended function(s), including fully automatic operation.
	e. Signature spaces for Contractor and Engineer.




	2 PART 2 PRODUCTS (Not Used)
	3 PART 3 EXECUTION
	3.01 GENERAL
	A. Facility Startup Meetings: Schedule, in accordance with requirements of Section 01200, Project Meetings, to discuss test schedule, test methods, materials, chemicals and liquids required, facilities operations interface, and Owner involvement.
	B. Contractor’s Testing and Startup Representative:
	1. Designate and furnish one or more personnel to coordinate and expedite testing and facility startup.
	2. Representative(s) shall be present during startup meetings and shall be available at all times during testing and startup.

	C. Provide temporary valves, gauges, piping, test equipment and other materials and equipment required for testing and startup.
	D. Provide Subcontractor and equipment manufacturers’ staff adequate to prevent delays. Schedule ongoing work so as not to interfere with or delay testing and startup.
	E. Contractor shall:
	1. Provide water, power, chemicals, and other items as required for startup, unless otherwise indicated.
	2. Operate process units and facility with support of Owner.
	3. Provide labor and materials as required for laboratory analyses.
	4. Furnish assistance of manufacturer’s representative(s), as specified in Section 01670, Manufacturer’s Field Services and Training.
	5. Make available spare parts, special tools, and operation and maintenance information.


	3.02 EQUIPMENT TESTING
	A. Preparation:
	1. Complete installation before testing.
	2. Furnish qualified manufacturers’ representatives, when required by individual Specification sections.
	3. Obtain and submit from equipment manufacturer’s representative Manufacturer’s Certificate of Proper Installation Form, in accordance with Section 01670, Manufacturers’ Field Services and Training, when required by individual Specification sections.
	4. Equipment Test Report Form: Provide written test report for each item of equipment to be tested, to include the minimum information:
	a. Owner/Project Name.
	b. Equipment or item tested.
	c. Date and time of test.
	d. Type of test performed (Functional or Performance).
	e. Test method.
	f. Test conditions.
	g. Test results.
	h. Signature spaces for Contractor and Engineer as witness.

	5. Cleaning and Checking: Prior to beginning functional testing:
	a. Calibrate testing equipment in accordance with manufacturer’s instructions.
	b. Inspect and clean equipment, devices, connected piping, and structures to ensure they are free of foreign material.
	c. Lubricate equipment in accordance with manufacturer’s instructions.
	d. Turn rotating equipment by hand when possible to confirm that equipment is not bound.
	e. Open and close valves by hand and operate other devices to check for binding, interference, or improper functioning.
	f. Check power supply to electric-powered equipment for correct voltage.
	g. Adjust clearances and torque.
	h. Test piping for leaks.

	6. Ready-to-test determination will be by Engineer and Owner based at least on the following:
	a. Acceptable Operation and Maintenance Data.
	b. Notification by Contractor of equipment readiness for testing.
	c. Receipt of Manufacturer’s Certificate of Proper Installation, if so specified.
	d. Adequate completion of work adjacent to, or interfacing with, equipment to be tested, including items to be furnished by Owner.
	e. Availability and acceptability of manufacturer’s representative, when specified, to assist in testing of respective equipment.
	f. Satisfactory fulfillment of other specified manufacturer’s responsibilities.
	g. Equipment and electrical tagging complete.
	h. Delivery of all spare parts and special tools.


	B. Functional Testing:
	1. Conduct as specified in individual Specification sections.
	2. Notify Owner and Engineer in writing at least 10 days prior to scheduled date of testing.
	3. Prepare Equipment Test Report summarizing test method and results.
	4. When, in Engineer’s opinion, equipment meets functional requirements specified, such equipment will be accepted for purposes of advancing to performance testing phase, if so required by individual Specification sections. Such acceptance will be evi...

	C. Performance Testing:
	1. Conduct as specified in individual Specification sections.
	2. Notify Engineer and Owner in writing at least 10 days prior to scheduled date of test.
	3. Performance testing shall not commence until equipment has been accepted by Engineer as having satisfied functional test requirements specified.
	4. Type of fluid, gas, or solid for testing shall be as specified.
	5. Unless otherwise indicated, furnish labor, materials, and supplies for conducting the test and taking samples and performance measurements.
	6. Prepare Equipment Test Report summarizing test method and results.
	7. When, in Engineer’s opinion, equipment meets performance requirements specified, such equipment will be accepted as to conforming to Contract requirements. Such acceptance will be evidenced by Engineer’s signature on Equipment Test Report.


	3.03 STARTUP OF UNIT PROCESSES
	A. Prior to unit process startup, equipment within unit process shall be accepted by Engineer as having met functional and performance testing requirements specified.
	B. Startup sequencing of unit processes shall be as chosen by Contractor to meet schedule requirements.
	C. Make adjustments, repairs, and corrections necessary to complete unit process startup.
	D. Startup shall be considered complete when, in opinion of Engineer, unit process has operated in manner intended for 5 continuous days without significant interruption. This period is in addition to functional or performance test periods specified e...
	E. Significant Interruption: May include any of the following events:
	1. Failure of Contractor to provide and maintain qualified onsite startup personnel as scheduled.
	2. Failure to meet specified functional operation for more than 2 consecutive hours.
	3. Failure of any critical equipment or unit process that is not satisfactorily corrected within 5 hours after failure.
	4. Failure of any noncritical equipment or unit process that is not satisfactorily corrected within 8 hours after failure.
	5. As determined by Engineer.

	F. A significant interruption will require startup then in progress to be stopped. After corrections are made, startup test period to start from beginning again.

	3.04 FACILITY PERFORMANCE DEMONSTRATION
	A. When, in the opinion of Engineer, startup of all unit processes has been achieved, sequence each unit process to the point that facility is operational.
	B. Demonstrate proper operation of required interfaces within and between individual unit processes.
	C. After facility is operating, complete performance testing of equipment and systems not previously tested.
	D. Document, as defined in Facility Startup and Performance Demonstration Plan, the performance of the facility including its computer system, until all unit processes are operable and under control of computer system.
	E. Certify, on the Facility Performance Demonstration/Certification Form, that facility is capable of performing its intended function(s), including fully automatic and computerized operation.

	3.05 SUPPLEMENTS
	A. Supplements listed below, following “End of Section,” are a part of this Specification:
	1. Unit Process Startup Form.
	2. Facility Performance Demonstration/Certification Form.
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	1 part 1 GENERAL
	1.01 SUBMITTALS
	A. Informational Submittals:
	1. Training Schedule: Submit, in accordance with requirements of this Specification, not less than 21 days prior to start of equipment installation and revise as necessary for acceptance.
	2. Lesson Plan: Submit, in accordance with requirements of this Specification, proposed lesson plan not less than 21 days prior to scheduled training and revise as necessary for acceptance.


	1.02 QUALIFICATION OF MANUFACTURER’S REPRESENTATIVE
	A. Authorized representative of the manufacturer, factory trained, and experienced in the technical applications, installation, operation, and maintenance of respective equipment, subsystem, or system, with full authority by the equipment manufacturer...
	B. Representative subject to acceptance by Owner. No substitute representatives will be allowed unless prior written approval by such has been given.


	2 part 2 PRODUCTS (NOT USED)
	3 part 3 EXECUTION
	3.01 FULFILLMENT OF SPECIFIED MINIMUM SERVICES
	A. Furnish manufacturers’ services, when required by an individual specification section, to meet the requirements of this section.
	B. Where time is necessary in excess of that stated in the Specifications for manufacturers’ services, or when a minimum time is not specified, time required to perform specified services shall be considered incidental.
	C. Schedule manufacturer’ services to avoid conflict with other onsite testing or other manufacturers’ onsite services.
	D. Determine, before scheduling services, that conditions necessary to allow successful testing have been met.
	E. Only those days of service approved by Engineer will be credited to fulfill specified minimum services.
	F. When specified in individual specification sections, manufacturer’s onsite services shall include:
	1. Assistance during product (system, subsystem, or component) installation to include observation, guidance, instruction of Contractor’s assembly, erection, installation or application procedures.
	2. Inspection, checking, and adjustment as required for product (system, subsystem, or component) to function as warranted by manufacturer and necessary to furnish Manufacturer’s Certificate of Proper Installation.
	3. Providing, on a daily basis, copies of manufacturers’ representatives’ field notes and data to Owner.
	4. Revisiting the Site as required to correct problems and until installation and operation are acceptable to Engineer.
	5. Resolution of assembly or installation problems attributable to or associated with respective manufacturer’s products and systems.
	6. Assistance during functional and performance testing, and facility startup and evaluation.
	7. Training of Owner’s personnel in the operation and maintenance of respective product as required.


	3.02 MANUFACTURER’S CERTIFICATE OF PROPER INSTALLATION
	A. When so specified, a Manufacturer’s Certificate of Proper Installation form, a copy of which is attached to this section, shall be completed and signed by equipment manufacturer’s representative.
	B. Such form shall certify signing party is a duly authorized representative of manufacturer, is empowered by manufacturer to inspect, approve, and operate their equipment and is authorized to make recommendations required to ensure equipment is compl...

	3.03 TRAINING
	A. General:
	1. Furnish manufacturers’ representatives for detailed classroom and hands-on training to Owner’s personnel on operation and maintenance of specified product (system, subsystem, component) and as may be required in applicable Specifications.
	2. Furnish trained, articulate personnel to coordinate and expedite training, to be present during training coordination meetings with Owner, and familiar with operation and maintenance manual information specified in Section 01730, Operation and Main...
	3. Manufacturer’s representative shall be familiar with facility operation and maintenance requirements as well as with specified equipment.
	4. Furnish complete training materials, to include operation and maintenance data, to be retained by each trainee.

	B. Training Schedule:
	1. List specified equipment and systems that require training services and show:
	a. Respective manufacturer.
	b. Estimated dates for installation completion.
	c. Estimated training dates.

	2. Allow for multiple sessions when several shifts are involved.
	3. Adjust schedule to ensure training of appropriate personnel as deemed necessary by Owner, and to allow full participation by manufacturers’ representatives. Adjust schedule for interruptions in operability of equipment.
	4. Coordinate with Section 01300, Submittals, and Section 01650, Facility Startup/Commissioning.

	C. Lesson Plan: When manufacturer or vendor training of Owner personnel is specified, prepare a lesson plan for each required course containing the following minimum information:
	1. Title and objectives.
	2. Recommended attendees (such as, managers, engineers, operators, maintenance).
	3. Course description, outline of course content, and estimated class duration.
	4. Format (such as, lecture, self-study, demonstration, hands-on).
	5. Instruction materials and equipment requirements.
	6. Resumes of instructors providing training.

	D. Prestartup Training:
	1. Coordinate training sessions with Owner’s operating personnel and manufacturers’ representatives, and with submission of operation and maintenance manuals in accordance with Section 01730, Operation and Maintenance Data.
	2. Complete at least 14 days prior to beginning of facility startup.

	E. Post-startup Training: If required in Specifications, furnish and coordinate training of Owner’s operating personnel by respective manufacturer’s representatives.
	F. Recording of Training Sessions:
	1. Furnish audio and color recording of instruction sessions, including manufacturers’ representatives’ hands-on equipment instruction and classroom sessions.
	2. Video training materials shall be produced by a qualified, professional video production company.
	3. Use DVD format suitable for playback on standard equipment available commercially in the United States. Blu-ray® DVD format is not acceptable without Engineer’s prior approval.


	3.04 SUPPLEMENTS
	A. The supplement listed below, following “End of Section”, is part of this specification.
	1. Form: Manufacturer’s Certificate of Proper Installation.
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	1 PART 1 GENERAL
	1.01 SUBMITTALS
	A. Informational Submittals:
	1. Submit prior to application for final payment.
	a. Record Documents: As required in General Conditions.
	b. Approved Shop Drawings and Samples: As required in the General Conditions.
	c. Special bonds, Special Guarantees, and Service Agreements.
	d. Consent of Surety to Final Payment: As required in General Conditions.
	e. Releases or Waivers of Liens and Claims: As required in General Conditions.
	f. Releases from Agreements.
	g. Final Application for Payment: Submit in accordance with procedures and requirements stated in Section 01025, Measurement and Payment.
	h. Extra Materials: As required by individual Specification sections.



	1.02 RECORD DOCUMENTS
	A. Quality Assurance:
	1. Furnish qualified and experienced person, whose duty and responsibility shall be to maintain record documents.
	2. Accuracy of Records:
	a. Coordinate changes within record documents, making legible and accurate entries on each sheet of Drawings and other documents where such entry is required to show change.
	b. Purpose of Project record documents is to document factual information regarding aspects of the Work, both concealed and visible, to enable future modification of the Work to proceed without lengthy and expensive Site measurement, investigation, an...

	3. Make entries within 24 hours after receipt of information that a change in the Work has occurred.
	4. Prior to submitting each request for progress payment, request Engineer’s review and approval of current status of record documents. Failure to properly maintain, update, and submit record documents may result in a deferral by Engineer to recommend...


	1.03 RELEASES FROM AGREEMENTS
	A. Furnish Owner written releases from property owners or public agencies where side agreements or special easements have been made, or where Contractor’s operations have not been kept within the Owner’s construction right-of-way.
	B. In the event Contractor is unable to secure written releases:
	1. Inform Owner of the reasons.
	2. Owner or its representatives will examine the Site, and Owner will direct Contractor to complete the Work that may be necessary to satisfy terms of the side agreement or special easement.
	3. Should Contractor refuse to perform this Work, Owner reserves right to have it done by separate contract and deduct cost of same from Contract Price, or require Contractor to furnish a satisfactory bond in a sum to cover legal Claims for damages.
	4. When Owner is satisfied that the Work has been completed in agreement with Contract Documents and terms of side agreement or special easement, right is reserved to waive requirement for written release if: (i) Contractor’s failure to obtain such st...



	2 PART 2 PRODUCTS (Not Used)
	3 PART 3 EXECUTION
	3.01 MAINTENANCE OF RECORD DOCUMENTS
	A. General:
	1. Promptly following commencement of Contract Times, secure from Engineer at no cost to Contractor, one complete set of Contract Documents. Drawings will be full size.
	2. Label or stamp each record document with title, “RECORD DOCUMENTS,” in neat large printed letters.
	3. Record information concurrently with construction progress and within 24 hours after receipt of information that change has occurred. Do not cover or conceal Work until required information is recorded.

	B. Preservation:
	1. Maintain documents in a clean, dry, legible condition and in good order. Do not use record documents for construction purposes.
	2. Make documents and Samples available at all times for observation by Engineer.

	C. Making Entries on Drawings:
	1. Using an erasable colored pencil (not ink or indelible pencil), clearly describe change by graphic line and note as required.
	a. Color Coding:
	1) Green when showing information deleted from Drawings.
	2) Red when showing information added to Drawings.
	3) Blue and circled in blue to show notes.


	2. Date entries.
	3. Call attention to entry by “cloud” drawn around area or areas affected.
	4. Legibly mark to record actual changes made during construction, including, but not limited to:
	a. Depths of various elements of foundation in relation to finished first floor data if not shown or where depth differs from that shown.
	b. Horizontal and vertical locations of existing and new Underground Facilities and appurtenances, and other underground structures, equipment, or Work. Reference to at least two measurements to permanent surface improvements.
	c. Location of internal utilities and appurtenances concealed in the construction referenced to visible and accessible features of the structure.
	d. Locate existing facilities, piping, equipment, and items critical to the interface between existing physical conditions or construction and new construction.
	e. Changes made by Addenda and Field Orders, Work Change Directive, Change Order, and Engineer’s written interpretation and clarification using consistent symbols for each and showing appropriate document tracking number.

	5. Dimensions on Schematic Layouts: Show on record drawings, by dimension, the centerline of each run of items such as are described in previous subparagraph above.
	a. Clearly identify the item by accurate note such as “cast iron drain,” “galv. water,” and the like.
	b. Show, by symbol or note, vertical location of item (“under slab,” “in ceiling plenum,” “exposed,” and the like).
	c. Make identification so descriptive that it may be related reliably to Specifications.



	3.02 FINAL CLEANING
	A. At completion of the Work or of a part thereof and immediately prior to Contractor’s request for certificate of Substantial Completion; or if no certificate is issued, immediately prior to Contractor’s notice of completion, clean entire Site or par...
	1. Leave the Work and adjacent areas affected in a cleaned condition satisfactory to Owner and Engineer.
	2. Remove grease, dirt, dust, paint or plaster splatter, stains, labels, fingerprints, and other foreign materials from exposed surfaces.
	3. Repair, patch, and touch up marred surfaces to specified finish and match adjacent surfaces.
	4. Clean all windows.
	5. Clean and wax wood, vinyl, or painted floors.
	6. Broom clean exterior paved driveways and parking areas.
	7. Hose clean sidewalks, loading areas, and others contiguous with principal structures.
	8. Rake clean all other surfaces.
	9. Remove snow and ice from access to buildings.
	10. Replace air-handling filters and clean ducts, blowers, and coils of ventilation units operated during construction.
	11. Leave water courses, gutters, and ditches open and clean.

	B. Use only cleaning materials recommended by manufacturer of surfaces to be cleaned.



	01730 Operation_and_Maintenance_Data CH
	1 PART 1 GENERAL
	1.01 SECTION INCLUDES
	A. Detailed information for the preparation, submission, and Engineer’s review of Operations and Maintenance (O&M) Data, as required by individual Specification sections.

	1.02 DEFINITIONS
	A. Preliminary Data: Initial and subsequent submissions for Engineer’s review.
	B. Final Data: Engineer-accepted data, submitted as specified herein.
	C. Maintenance Operation: As used on Maintenance Summary Form is defined to mean any routine operation required to ensure satisfactory performance and longevity of equipment. Examples of typical maintenance operations are lubrication, belt tensioning,...

	1.03 SEQUENCING AND SCHEDULING
	A. Equipment and System Data:
	1. Preliminary Data:
	a. Do not submit until Shop Drawing for equipment or system has been reviewed and approved by Engineer.
	b. Submit prior to shipment date.

	2. Final Data: Submit Instructional Manual Formatted data not less than 30 days prior to equipment or system field functional testing Submit Compilation Formatted and Electronic Media Formatted data prior to Substantial Completion of Project.

	B. Materials and Finishes Data:
	1. Preliminary Data: Submit at least 15 days prior to request for final inspection.
	2. Final Data: Submit within 10 days after final inspection.


	1.04 DATA FORMAT
	A. Prepare preliminary data in the form of an instructional manual. Prepare final data in data compilation format on an electronic media.
	B. Instructional Manual Format for Preliminary Data:
	1. Binder: Commercial quality, permanent, three-ring or three-post binders with durable plastic cover.
	2. Size: 8-1/2 inches by 11 inches, minimum.
	3. Cover: Identify manual with typed or printed title “OPERATION AND MAINTENANCE DATA” and list:
	a. Project title.
	b. Designate applicable system, equipment, material, or finish.
	c. Identity of separate structure as applicable.
	d. Identify volume number if more than one volume.
	e. Identity of general subject matter covered in manual and identity of equipment number and Specification section.

	4. Spine:
	a. Project title.
	b. Identify volume number if more than one volume.

	5. Title Page:
	a. Contractor name, address, and telephone number.
	b. Subcontractor, Supplier, installer, or maintenance contractor’s name, address, and telephone number, as appropriate.
	1) Identify area of responsibility of each.
	2) Provide name and telephone number of local source of supply for parts and replacement.


	6. Table of Contents:
	a. Neatly typewritten and arranged in systematic order with consecutive page numbers.
	b. Identify each product by product name and other identifying numbers or symbols as set forth in Contract Documents.

	7. Paper: 20-pound minimum, white for typed pages.
	8. Text: Manufacturer’s printed data, or neatly typewritten.
	9. Three-hole punch data for binding and composition; arrange printing so that punched holes do not obliterate data.
	10. Material shall be suitable for reproduction, with quality equal to original. Photocopying of material will be acceptable, except for material containing photographs.

	C. Data Compilation Format for Final Data:
	1. Compile all Engineer-accepted preliminary O&M data into a hard-copy, hard-bound set.
	2. Each set shall consist of the following:
	a. Binder: Commercial quality, permanent, three-ring or three-post binders with durable plastic cover.
	b. Cover: Identify each volume with typed or printed title “OPERATION AND MAINTENANCE DATA, VOLUME NO. ___ OF ___”, and list:
	1) Project title.
	2) Contractor’s name, address, and telephone number.
	3) If entire volume covers equipment or system provided by one Supplier include the following:
	a) Identity of general subject matter covered in manual.
	b) Identity of equipment number and Specification section.


	c. Provide each volume with title page and typed table of contents with consecutive page numbers. Place contents of entire set, identified by volume number, in each binder.
	d. Table of contents neatly typewritten, arranged in a systematic order:
	1) Include list of each product, indexed to content of each volume.
	2) Designate system or equipment for which it is intended.
	3) Identify each product by product name and other identifying numbers or symbols as set forth in Contract Documents.

	e. Section Dividers:
	1) Heavy, 80 pound cover weight, tabbed with numbered plastic index tabs.
	2) Fly-Leaf:
	a) For each separate product, or each piece of operating equipment, with typed description of product and major component parts of equipment.
	b) List with Each Product:
	(1) Name, address, and telephone number of Subcontractor, Supplier, installer, and maintenance contractor, as appropriate.
	(2) Identify area of responsibility of each.
	(3) Provide local source of supply for parts and replacement.

	c) Identity of separate structure as applicable.


	f. Assemble and bind material, as much as possible, in same order as specified in the Contract Documents.


	D. Electronic Media Format:
	1. Portable Document Format (PDF):
	a. After all preliminary data has been found to be acceptable to Engineer, submit Operation and Maintenance data in PDF format on CD.
	b. Files to be exact duplicates of Engineer-accepted preliminary data. Arrange by specification number and name.
	c. Files to be fully functional and viewable in most recent version of Adobe Acrobat.



	1.05 SUBMITTALS
	A. Informational:
	1. Data Outline: Submit two copies of a detailed outline of proposed organization and contents of Final Data prior to preparation of Preliminary Data.
	2. Preliminary Data:
	a. Submit two copies for Engineer’s review.
	b. If data meets conditions of the Contract:
	1) One copy will be returned to Contractor.
	2) One copy will be forwarded to Resident Project Representative.

	c. If data does not meet conditions of the Contract:
	1) All copies will be returned to Contractor with Engineer’s comments (on separate document) for revision.
	2) Engineer’s comments will be retained in Engineer’s file.
	3) Resubmit two copies revised in accordance with Engineer’s comments.


	3. Final Data: Submit two copies in format specified herein.


	1.06 DATA FOR EQUIPMENT AND SYSTEMS
	A. Content for Each Unit (or Common Units) and System:
	1. Product Data:
	a. Include only those sheets that are pertinent to specific product.
	b. Clearly annotate each sheet to:
	1) Identify specific product or part installed.
	2) Identify data applicable to installation.
	3) Delete references to inapplicable information.

	c. Function, normal operating characteristics, and limiting conditions.
	d. Performance curves, engineering data, nameplate data, and tests.
	e. Complete nomenclature and commercial number of replaceable parts.
	f. Original manufacturer’s parts list, illustrations, detailed assembly drawings showing each part with part numbers and sequentially numbered parts list, and diagrams required for maintenance.
	g. Spare parts ordering instructions.
	h. Where applicable, identify installed spares and other provisions for future work (e.g., reserved panel space, unused components, wiring, terminals).

	2. As-installed, color-coded piping diagrams.
	3. Charts of valve tag numbers, with the location and function of each valve.
	4. Drawings: Supplement product data with Drawings as necessary to clearly illustrate:
	a. Format:
	1) Provide reinforced, punched, binder tab; bind in with text.
	2) Reduced to 8-1/2 inches by 11 inches, or 11 inches by 17 inches folded to 8-1/2 inches by 11 inches.
	3) Where reduction is impractical, fold and place in 8-1/2-inch by 11-inch envelopes bound in text.
	4) Identify Specification section and product on Drawings and envelopes.

	b. Relations of component parts of equipment and systems.
	c. Control and flow diagrams.
	d. Coordinate drawings with Project record documents to assure correct illustration of completed installation.

	5. Instructions and Procedures: Within text, as required to supplement product data.
	a. Format:
	1) Organize in consistent format under separate heading for each different procedure.
	2) Provide logical sequence of instructions for each procedure.
	3) Provide information sheet for Owner’s personnel, including:
	a) Proper procedures in event of failure.
	b) Instances that might affect validity of guarantee or Bond.


	b. Installation Instructions: Including alignment, adjusting, calibrating, and checking.
	c. Operating Procedures:
	1) Startup, break-in, routine, and normal operating instructions.
	2) Test procedures and results of factory tests where required.
	3) Regulation, control, stopping, and emergency instructions.
	4) Description of operation sequence by control manufacturer.
	5) Shutdown instructions for both short and extended duration.
	6) Summer and winter operating instructions, as applicable.
	7) Safety precautions.
	8) Special operating instructions.

	d. Maintenance and Overhaul Procedures:
	1) Routine maintenance.
	2) Guide to troubleshooting.
	3) Disassembly, removal, repair, reinstallation, and re-assembly.


	6. Guarantee, Bond, and Service Agreement: In accordance with Section 01700, Contract Closeout.

	B. Content for Each Electric or Electronic Item or System:
	1. Description of Unit and Component Parts:
	a. Function, normal operating characteristics, and limiting conditions.
	b. Performance curves, engineering data, nameplate data, and tests.
	c. Complete nomenclature and commercial number of replaceable parts.
	d. Interconnection wiring diagrams, including control and lighting systems.

	2. Circuit Directories of Panelboards:
	3. Electrical service.
	4. Control requirements and interfaces.
	5. Communication requirements and interfaces.
	6. List of electrical relay settings, and control and alarm contact settings.
	7. Electrical interconnection wiring diagram, including as applicable, single-line, three-line, schematic and internal wiring, and external interconnection wiring.
	8. As-installed control diagrams by control manufacturer.
	9. Operating Procedures:
	a. Routine and normal operating instructions.
	b. Startup and shutdown sequences, normal and emergency.
	c. Safety precautions.
	d. Special operating instructions.

	10. Maintenance Procedures:
	a. Routine maintenance.
	b. Guide to troubleshooting.
	c. Adjustment and checking.
	d. List of relay settings, control and alarm contact settings.

	11. Manufacturer’s printed operating and maintenance instructions.
	12. List of original manufacturer’s spare parts, manufacturer’s current prices, and recommended quantities to be maintained in storage.

	C. Maintenance Summary:
	1. Compile individual Maintenance Summary for each applicable equipment item, respective unit or system, and for components or sub-units.
	2. Format:
	a. Use Maintenance Summary Form bound with this section or electronic facsimile of such.
	b. Each Maintenance Summary may take as many pages as required.
	c. Use only 8-1/2-inch by 11-inch size paper.
	d. Complete using typewriter or electronic printing.

	3. Include detailed lubrication instructions and diagrams showing points to be greased or oiled; recommend type, grade, and temperature range of lubricants and frequency of lubrication.
	4. Recommended Spare Parts:
	a. Data to be consistent with manufacturer’s Bill of Materials/Parts List furnished in O&M manuals.
	b. “Unit” is the unit of measure for ordering the part.
	c. “Quantity” is the number of units recommended.
	d. “Unit Cost” is the current purchase price.



	1.07 DATA FOR MATERIALS AND FINISHES
	A. Content for Architectural Products, Applied Materials, and Finishes:
	1. Manufacturer’s data, giving full information on products:
	a. Catalog number, size, and composition.
	b. Color and texture designations.
	c. Information required for reordering special-manufactured products.

	2. Instructions for Care and Maintenance:
	a. Manufacturer’s recommendation for types of cleaning agents and methods.
	b. Cautions against cleaning agents and methods that are detrimental to product.
	c. Recommended schedule for cleaning and maintenance.


	B. Content for Moisture Protection and Weather Exposed Products:
	1. Manufacturer’s data, giving full information on products:
	a. Applicable standards.
	b. Chemical composition.
	c. Details of installation.

	2. Instructions for inspection, maintenance, and repair.


	1.08 SUPPLEMENTS
	A. The supplements listed below, following “End of Section”, are part of this Specification.
	1. Forms: Maintenance Summary Form.



	2 PART 2 PRODUCTS (NOT USED)
	3 PART 3 EXECUTION (NOT USED)

	01740 Common_Product_Requirements CH
	1 PART 1 GENERAL
	1.01 DEFINITIONS
	A. Products:
	1. New items for incorporation in the Work, whether purchased by Contractor or Owner for the Project, or taken from previously purchased stock, and may also include existing materials or components required for reuse.
	2. Includes the terms material, equipment, machinery, components, subsystem, system, hardware, software, and terms of similar intent and is not intended to change meaning of such other terms used in Contract Documents, as those terms are self-explanat...
	3. Items identified by manufacturer’s product name, including make or model designation, indicated in manufacturer’s published product literature, that is current as of the date of the Contract Documents.


	1.02 DESIGN REQUIREMENTS
	A. Where Contractor design is specified, design of installation, systems, equipment, and components, including supports and anchorage, shall be in accordance with provisions of latest edition of International Building Code (IBC) by International Code ...
	1. Wind: Basic wind speed, V: 90 mph, with exposure category C, and an importance factor, I, of 1.0.
	2. Roof Load: 20 psf.
	3. Seismic: Use Group I importance factor, I, of 1.0, Site Class Definition D, mapped maximum considered earthquake, 5 percent damped, spectral response at short periods, Ss  0.082, mapped maximum considered earthquake, 5 percent damped, spectral resp...


	1.03 ENVIRONMENTAL REQUIREMENTS
	A. Altitude: Provide materials and equipment suitable for installation and operation under rated conditions at altitude as shown on Drawings (feet above sea level).
	B. Provide equipment and devices installed outdoors or in unheated enclosures capable of continuous operation within an ambient temperature range of 0 degrees F to 120 degrees F.

	1.04 PREPARATION FOR SHIPMENT
	A. When practical, factory assemble products. Mark or tag separate parts and assemblies to facilitate field assembly. Cover machined and unpainted parts that may be damaged by the elements with strippable protective coating.
	B. Package products to facilitate handling and protect from damage during shipping, handling, and storage. Mark or tag outside of each package or crate to indicate its purchase order number, bill of lading number, contents by name, name of Project and...
	C. Extra Materials, Special Tools, Test Equipment, and Expendables:
	1. Furnish as required by individual Specifications.
	2. Schedule:
	a. Ensure that shipment and delivery occurs concurrent with shipment of associated equipment.
	b. Transfer to Owner shall occur immediately subsequent to Contractor’s acceptance of equipment from Supplier.

	3. Packaging and Shipment:
	a. Package and ship extra materials and special tools to avoid damage during long term storage in original cartons insofar as possible, or in appropriately sized, hinged-cover, wood, plastic, or metal box.
	b. Prominently displayed on each package, the following:
	1) Manufacturer’s part nomenclature and number, consistent with Operation and Maintenance Manual identification system.
	2) Applicable equipment description.
	3) Quantity of parts in package.
	4) Equipment manufacturer.


	4. Deliver materials to Site.
	5. Notify Owner upon arrival for transfer of materials.
	6. Replace extra materials and special tools found to be damaged or otherwise inoperable at time of transfer to Owner.

	D. Request a minimum 7-day advance notice of shipment from manufacturer. Upon receipt of manufacturer’s advance notice of shipment, promptly notify Engineer sand Owner of anticipated date and place of arrival.
	E. Factory Test Results: Reviewed and accepted by Engineer before product shipment as required in individual Specification sections.

	1.05 DELIVERY AND INSPECTION
	A. Deliver products in accordance with accepted current Progress Schedule and coordinate to avoid conflict with the Work and conditions at Site. Deliver anchor bolts and templates sufficiently early to permit setting prior to placement of structural c...
	B. Deliver products in undamaged condition, in manufacturer’s original container or packaging, with identifying labels intact and legible. Include on label, date of manufacture and shelf life, where applicable.
	C. Unload products in accordance with manufacturer’s instructions for unloading or as specified. Record receipt of products at Site. Promptly inspect for completeness and evidence of damage during shipment.
	D. Remove damaged products from Site and expedite delivery of identical new undamaged products, and remedy incomplete or lost products to provide that specified, so as not to delay progress of the Work.

	1.06 HANDLING, STORAGE, AND PROTECTION
	A. Handle and store products in accordance with manufacturer’s written instructions and in a manner to prevent damage. Store in approved storage yards or sheds provided in accordance with Section 01 50 00, Temporary Facilities and Controls. Provide ma...
	B. Manufacturer’s instructions for material requiring special handling, storage, or protection shall be provided prior to delivery of material.
	C. Arrange storage in a manner to provide easy access for inspection. Make periodic inspections of stored products to ensure that products are maintained under specified conditions, and free from damage or deterioration. Keep running account of produc...
	D. Store electrical, instrumentation, and control products, and equipment with bearings in weather-tight structures maintained above 60 degrees F. Protect electrical, instrumentation, and control products, and insulate against moisture, water, and dus...
	E. Store fabricated products above ground on blocking or skids, and prevent soiling or staining. Store loose granular materials in well-drained area on solid surface to prevent mixing with foreign matter. Cover products that are subject to deteriorati...
	F. Store finished products that are ready for installation in dry and well-ventilated areas. Do not subject to extreme changes in temperature or humidity.
	G. After installation, provide coverings to protect products from damage due to traffic and construction operations. Remove coverings when no longer needed.
	H. Hazardous Materials: Prevent contamination of personnel, storage area, and Site. Meet requirements of product specification, codes, and manufacturer’s instructions.


	2 PART 2 PRODUCTS
	2.01 GENERAL
	A. Provide manufacturer’s standard materials suitable for service conditions, unless otherwise specified in the individual Specifications.
	B. Where product specifications include a named manufacturer, with or without model number, and also include performance requirements, named manufacturer’s products must meet the performance specifications.
	C. Like items of products furnished and installed in the Work shall be end products of one manufacturer and of the same series or family of models to achieve standardization for appearance, operation and maintenance, spare parts and replacement, manuf...
	D. Do not use materials and equipment removed from existing premises, except as specifically permitted by Contract Documents.
	E. Provide interchangeable components of the same manufacturer, for similar components, unless otherwise specified.
	F. Equipment, Components, Systems, and Subsystems: Design and manufacture with due regard for health and safety of operation, maintenance, and accessibility, durability of parts, and shall comply with applicable OSHA, state, and local health and safet...
	G. Regulatory Requirement: Coating materials shall meet federal, state, and local requirements limiting the emission of volatile organic compounds and for worker exposure.
	H. Safety Guards: Provide for all belt or chain drives, fan blades, couplings, or other moving or rotary parts. Cover rotating part on all sides. Design for easy installation and removal. Use 16-gauge or heavier; galvanized steel, aluminum coated stee...
	I. Authority Having Jurisdiction (AHJ):
	1. Provide the Work in accordance with NFPA 70, National Electrical Code (NEC). Where required by the AHJ, material and equipment shall be labeled or listed by a nationally recognized testing laboratory or other organization acceptable to the AHJ in o...
	2. Materials and equipment manufactured within the scope of standards published by Underwriters Laboratories, Inc. shall conform to those standards and shall have an applied UL listing mark.

	J. Equipment Finish:
	1. Provide manufacturer’s standard finish and color, except where specific color is indicated.
	2. If manufacturer has no standard color, provide equipment with color finish as approved by Owner.

	K. Special Tools and Accessories: Furnish to Owner, upon acceptance of equipment, all accessories required to place each item of equipment in full operation. These accessory items include, but are not limited to, adequate oil and grease (as required f...
	L. Lubricant: Provide initial lubricant recommended by equipment manufacturer in sufficient quantity to fill lubricant reservoirs and to replace consumption during testing, startup, and operation until final acceptance by Owner.
	M. Components and Materials in Contact with Water for Human Consumption: Comply with the requirements of the Safe Drinking Water Act and other applicable federal, state, and local requirements. Provide certification by manufacturer or an accredited ce...
	1. Use or reuse of components and materials without a traceable certification is prohibited.


	2.02 FABRICATION AND MANUFACTURE
	A. General:
	1. Manufacture parts to U.S.A. standard sizes and gauges.
	2. Two or more items of the same type shall be identical, by the same manufacturer, and interchangeable.
	3. Design structural members for anticipated shock and vibratory loads.
	4. Use 1/4-inch minimum thickness for steel that will be submerged, wholly or partially, during normal operation.
	5. Modify standard products as necessary to meet performance Specifications.

	B. Lubrication System:
	1. Require no more than weekly attention during continuous operation.
	2. Convenient and accessible; oil drains with bronze or stainless steel valves and fill-plugs easily accessible from the normal operating area or platform. Locate drains to allow convenient collection of oil during oil changes without removing equipme...
	3. Provide constant-level oilers or oil level indicators for oil lubrication systems.
	4. For grease type bearings, which are not easily accessible, provide and install stainless steel tubing; protect and extend tubing to convenient location with suitable grease fitting.


	2.03 SOURCE QUALITY CONTROL
	A. Where Specifications call for factory testing to be witnessed by Owner or Engineer, notify Owner and Engineer not less than 14 days prior to scheduled test date, unless otherwise specified.
	B. Calibration Instruments: Bear the seal of a reputable laboratory certifying instrument has been calibrated within the previous 12 months to a standard endorsed by the National Institute of Standards and Technology (NIST).
	C. Factory Tests: Perform in accordance with accepted test procedures and document successful completion.


	3 PART 3 EXECUTION
	3.01 INSPECTION
	A. Inspect materials and equipment for signs of pitting, rust decay, or other deleterious effects of storage. Do not install material or equipment showing such effects. Remove damaged material or equipment from the Site and expedite delivery of identi...

	3.02 MANUFACTURER’S CERTIFICATE OF COMPLIANCE
	A. When so specified, a Manufacturer’s Certificate of Compliance, a copy of which is attached to this section, shall be completed in full, signed by entity supplying the product, material, or service, and submitted prior to shipment of product or mate...
	B. Engineer may permit use of certain materials or assemblies prior to sampling and testing if accompanied by accepted certification of compliance.
	C. Such form shall certify proposed product, material, or service complies with that specified. Attach supporting reference data, affidavits, and certifications as appropriate.
	D. May reflect recent or previous test results on material or product, if acceptable to Engineer.

	3.03 INSTALLATION
	A. Equipment Drawings show general locations of equipment, devices, and raceway, unless specifically dimensioned.
	B. No shimming between machined surfaces is allowed.
	C. Install the Work in accordance with NECA Standard of Installation, unless otherwise specified.
	D. Repaint painted surfaces that are damaged prior to equipment acceptance.
	E. Do not cut or notch any structural member or building surface without specific approval of Engineer.
	F. Handle, install, connect, clean, condition, and adjust products in accordance with manufacturer’s instructions, and as may be specified. Retain a copy of manufacturers’ instruction at Site, available for review at all times.
	G. For material and equipment specifically indicated or specified to be reused in the Work:
	1. Use special care in removal, handling, storage, and reinstallation to assure proper function in the completed Work.
	2. Arrange for transportation, storage, and handling of products that require offsite storage, restoration, or renovation. Include costs for such Work in the Contract Price.


	3.04 FIELD FINISHING
	A. In accordance with Section 09900, Painting and Coating, and individual Specification sections.

	3.05 ADJUSTMENT AND CLEANING
	A. Perform required adjustments, tests, operation checks, and other startup activities.

	3.06 LUBRICANTS
	A. Fill lubricant reservoirs and replace consumption during testing, startup, and operation prior to acceptance of equipment by Owner.

	3.07 SUPPLEMENTS
	A. The supplement listed below, following “End of Section”, is part of this specification.
	1. Form: Manufacturer’s Certificate of Compliance.
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